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Re: OSU Campus Accessibility Survey and Assessment – Pedestrian Facilities 
 
 
 
 
Dear Mike, 
 
We are pleased to submit this facility report for the campus pedestrian facility. This report is part 
of our project to provide a Campus Accessibility Survey and Assessment for Oregon State 
University. It is our hope that this report is part of the first step in assisting OSU in improving 
access to people with disabilities to campus facilities.  
 
This report is part of an overall process intended to evaluate campus buildings using federal and 
state statutes and regulations, as well as universal design principles that are culminated in 
performance standards. Our findings represent a combination of these elements, with 
recommendations for remediation according to our proprietary barrier severity rating system 
(BSRS). 
 
We look forward to discussing our findings with your team.  
 
 
 
Regards, 
 

 
 
Syroun Z. Sanossian, Principal        
SZS Consulting Group 
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1. INTRODUCTION 

SZS Consulting Group is pleased to provide this Campus Accessibility Survey and Assessment 
of the OSU Campus in Corvallis, Oregon. The purpose of the assessment is to review and 
analyze existing pedestrian facilities and campus buildings so that a comprehensive built 
environment accessibility improvement plan can be developed. While assessment is the 
beginning point of this process, the end point will be the application of best practice standards 
and universal design principles within OSU campus facilities with the goal of improving access 
for people with disabilities within a barrier-free environment.  
 
This report focuses on the pedestrian facilities throughout campus which are interspersed 
throughout over 540 acres of land. The entire pedestrian access route (PAR) was measured at 
116.2 one-way miles in length and includes physical elements such as exterior signage, door 
landings, walkways, sidewalks, pedestrian elements at signalized intersections, bicycle paths, 
on-campus parking, bus and shuttle stops including local transit district services, stairways and 
public seating (benches and bleachers) identified within pedestrian paths that all interconnect to 
provide a complex pedestrian network that serves the entire campus.  
 

Pedestrian access routes function as essential 
points of arrival that serve each campus building. 
Most of those points originate within the public 
rights-of-way (PROW), which is defined as "public 
land or property, usually in interconnected 
corridors, that is acquired for or dedicated to 
transportation purposes"1.  
 
The pedestrian facility is a complex system serving 
multiple users and functions at OSU. The sidewalk, 
walkway and street crossing network is the basic 

unit of pedestrian mobility and its surfaces support all of us—from children to students to 
elders—in both pleasant and inclement weather. Private, transit, and commercial vehicles vie 
with pedestrians for space to navigate within the right-of-way. All modes of travel, including 
private motor vehicles, bus or shuttle service, and foot traffic share time and space at 
intersections within the OSU campus.  

Power companies maintain above-ground and below-ground transmission lines that may 
interfere with pedestrian traffic; OSU has a system of tunnels that present site constraints when 
altering long-standing pedestrian routes at those locations. The city of Corvallis owns and 
operates surface streets and sidewalks adjacent to OSU where they are responsible for 
providing access; regional transit also provides bus service to campus, utility companies and 
public agencies oversee below-grade sewers, water mains, gas mains, and data and 
telecommunication networks that also affect physical elements that may encroach into sidewalk 
clear space or reduce maneuvering clearance required at curb ramps.  

                                                            
1 Proposed Accessibility Guidelines for Pedestrian Facilities in the Public Right-of-Way, Section R105.5, published in the 
Federal Register on July 26. 2011 36 CFR Part 1190 Docket No. ATBCB 2011-04.  http://www.access-
board.gov/prowac/nprm.htm 
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The public right-of-way may also include both air rights and underground circulation routes used 
by pedestrians. Adjacent to the right-of-way, private property owners or municipalities construct, 
maintain, and operate buildings, entries, driveways, 
sidewalk vaults, basements, and other improvements. 
These same parties also expect to have access to usable 
pedestrian and vehicular connections to and from the 
walkways, sidewalks and streets on campus.  

The extensive system of existing roadways in Oregon is 
constantly being improved. The vast majority of construction 
work in the public right-of-way environment involves the 
alteration associated with building construction, rather than 
the independent creation of new segments of the public 
rights of way. Often, the bulk of public works funds are used 
to maintain or make changes in those existing 
environments, rather than to create new facilities. Thus, it is 
essential to ensure that the public funds spent result in the creation of pedestrian environments 
that are accessible to and usable by people with disabilities. This process serves that purpose.  

Over the last decade, roadway design principles have been expanded to include pedestrian 
travel accommodations that are increasingly being applied at university campuses in both 
suburban and urban development areas. Designs are now expected to reflect equity and 
context. It has been widely recognized that balancing pedestrian and vehicular use is a basic 
need within the public rights-of-way.   

The average campus pedestrian is now understood not to be one individual but to include a 
range of users—students of all ages including children, elders, people pushing or pulling 
strollers, book bags and delivery carts, using a wheelchair, cane or scooter, or traveling with a 
long/white cane or with the assistance of a service animal—for all of whom the roadway and 

pedestrian environment must function effectively. Most 
pedestrians at OSU are independently mobile; they are best 
served by a network of pedestrian access routes that provide 
efficient and safe route choices for a wide range of trip types.  

SZS has assessed the physical environment on campus as to 
consistency with the 2010 ADA standards, Oregon Structural 
Specialty Code (OSSC), and universal design principles 
developed by the University of North Carolina2 which promote 
the idea that all new environments and products, to the 
greatest extent possible, should be usable by everyone 

regardless of their age, ability, or circumstance. This report provides recommendations for 
upgrades to OSU staff, including the University’s Accessible University Initiative Task Force, the 
Office of Equity and Inclusion, and the Department of Facilities Services to work towards the 
goal of developing the most accessible university campus as possible through the development 
and application of high performance standards.  

  

                                                            
2 http://www.ncsu.edu/project/design‐projects/udi/center‐for‐universal‐design/ 
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2. INTENT 

The purpose of this assessment is to start a pro-active process by OSU to address physical 
elements that could create physical barriers where they currently exist. As stated earlier, the 
purpose of the assessment is to develop a comprehensive built environment accessibility 
improvement plan that includes the development of OSU best practice standards while 
applying universal design principles and standards for existing and new campus facilities 
and buildings.  
 
To engage in comprehensive planning OSU wants full knowledge of barriers that exist on 
campus, regardless of whether the barriers are legally compliant or a required part of the 
accessible route within campus. The inclusion of stairways in this assessment is an example 
of the extra effort put forth in this process that exceeds the review of the accessible route 
exclusively. OSU has taken a proactive approach by initiating this process to assess 
campus facilities against very high accessibility standards not necessarily required by law.  
For example, we sometimes analyzed older buildings against the current 2010 ADA 
Standards and regulations, even though the 1990 ADA Standards may have applied to 

many existing campus facilities. OSU has gone 
one step further in this process by mandating that 
best practices and universal design principles that 
exceed the 2010 ADA standards dictate the 
recommendations for improvements to campus 
facilities cited in this report. This approach far 
exceeds the requirements based on state and 
federal regulations and statutes that govern public 
facilities.  

OSU plans to combine the results of this 
assessment with their internal knowledge of 
program access needs, thus well positioning the 

campus far ahead of its peer public universities to engage in comprehensive strategic 
planning and prioritization. 
 
OSU has commissioned SZS as an independent consultant to perform an objective 
assessment of the campus. We provide a progressive stance on accessibility coupled with a 
high level of expertise not only the ADA Standards but in the application of universal design 
principles with the goal of achieving a barrier-free environment.  
 
SZS has been therefore been asked to establish a physical barrier inventory based on far 
higher standards than code requirements. Many of the physical elements identified in this 
report have been given recommended solutions for barrier removal that are based on 
performance standards, rather than minimum requirements in state or federal code.  
 
OSU has chosen to perform this assessment process with the goal of a barrier-free 
environment through the application of universal design principles because the campus 
aspires to the highest degree of accessibility that can reasonably be achieved. 

 
  



ADA	Assessment	&	Survey		 Pedestrian	Facility	

4

3. EXPERTISE 

SZS is not the typical A/E firm – we provide an array of services from improving access in 
one building, to create code performance standards that affect broader systems of higher 
learning. We are not only well versed in design and construction for university settings, but 
we also have the expertise to pinpoint the steps where crucial changes are necessary to 
change the existing process of design and construction so that in the future, facilities are 
designed and constructed more efficiently, managed more cost-effectively and made usable 
for all members of the community. That know-how is essential when a comprehensive plan 
to improve accessibility in the built environment is required. 

Our team has focused on performing accessibility assessments and implementing the 
principles of universal design since 1994. SZS brings a wealth of professional experience 
and  expertise as disability compliance officers, chief building officials, plan reviewers, 
building inspectors, architects, landscape architects, ergonomic designers, civil engineers 
and GIS analysts. SZS has provided services to create more than 50 ADA Transition Plans 
and Self-Evaluations for cities, counties and school districts.  

We excel at assisting colleges and universities to improve access in complex environments 
through a variety of services including ADA Assessments and Accessibility Master Plans 
(AMP) for 12 California State University (CSU) campuses including Chico State, Fresno 
State, Humboldt State, CSU East Bay, Cal Poly Pomona, CSU Monterey Bay, CSU San 
Marcos, CSU Los Angeles, CSU Stanislaus, San Francisco State University, Cal Poly San 
Luis Obispo, Cal State Long Beach thus far.  

We are highly successful with clients who see the value of implementing universal design 
principles and performance standards to improve accessibility, even beyond legal 
requirements.. We believe that the two concepts are complementary; universal design 
principles intend to make environments more usable for all without having to resort to any 
adaptation or specialized design while performance standards are tangible technical tools 
put in place to assist design professionals, engineers and contractors in ensuring that the 
built environment is usable by and accessible to people with disabilities well into the future. 
The relationship between the two is that of principles and tools – ideas turned into actions. 
Our overriding goal is to affect social change. 

 

 

SZS provides solutions when the traditional 
system of design and construction falls 
short. 
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4. HISTORICAL CONTEXT AND COMMON CHALLENGES 

People are living longer today. The average lifespan has increased to 76, largely due to 
healthier living, better medicine, and vaccines and sanitation that have virtually eliminated 
many killer infectious diseases. Nearly 80% of the population now lives past the age of 65. 
Projections based on U.S. Census Bureau estimates indicate that the number of persons 
ages 65 and over will grow to almost 40 million by the year 20103.  
 
In addition, more people are now living with disability. World war I & II created a huge 
population of veterans with disabilities in the last century and the on-going wars in Iraq and 
Afghanistan have increased that population exponentially. Many of these returning soldiers 
will want to seek an education at centers of higher learning like OSU and also make use of 
the programs, services and activities that take place on campus. These demographic 
changes result in a population that is more disabled than ever before and these trends will 
only continue. The limitations imposed by products and environments designed and built 
without regard to the needs and rights of all American citizens are significant but often 
unrecognized. 
 
Early on, advocates of barrier-free design and architectural accessibility recognized the 
legal, economic, and social power of a concept that addressed the common needs of people 
with and without disabilities. As architects began to wrestle with the implementation of 
standards, it became apparent that segregated accessible features were “special,” more 
expensive, and often unsightly.  
 
It also became apparent that many of the environmental changes needed to accommodate 
people with disabilities actually benefited everyone. Recognition that many such features 
could be made commonly available and thus less expensive, more attractive, and even 
marketable created a foundation for the universal design movement. The report illustrates 
areas of challenge, but this process is enormously important in developing a strategic and 
comprehensive plan to improve accessibility based on universal design principles.   

 
 

 
 

  

                                                            
3 Jones and Sanford, 1996 
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5. HISTORY AND PHASED PLAN FOR SZS ASSESSMENT 

The project was intended to review and evaluate existing paths of travel (including streets, 
sidewalks, parking lots, transportation systems, shuttle and shelter systems) building entries, 
restroom facilities, classroom facilities, and interior and exterior building signage, and 
provide a report and recommendations for needed upgrades to OSU staff, including the 
University’s Accessible University Initiative Task Force, the Office of Equity and Inclusion, 
and the Department of Facilities Services. 
 
The process has begun to review and evaluate existing paths of travel (including streets, 
sidewalks, parking lots, transportation systems, shuttle and shelter systems), building 
entries, restroom facilities, classroom facilities, and interior and exterior building signage, 
and this report has been provided with recommendations for phase 1 work to identify 
recommended upgrades to OSU staff, including the University’s Accessible University 
Initiative Task Force, the Office of Equity and Inclusion, and the Department of Facilities 
Services.  
 
The project is planned as a phased project which will take place over a number of years as 
funding becomes available, and will include these elements as a minimum:  

 
 An assessment of the existing transportation system that includes an internal 

shuttle system (including shuttle stops and shelters), bicycle paths, on-campus 
parking and local transit district services  

 
 An assessment of the pedestrian circulation system to include accessible paths-

of-travel  
 

 An assessment of campus buildings for access to persons with disabilities 
 

 Interior and external signage;  
 

 The development of criteria to implement improvements that preserve the 
heritage of the buildings included in the University Historic District and the 
mandate to develop an accessible university campus  

 

 And potentially assessments of the accessibility of campus auxiliaries such as 
student housing, Memorial Union/Student Activities, and athletic and 
entertainment facilities  

 
The first phase of the project has been completed and included a review, analysis and 
cost estimation for these four aspects: exterior paths of travel, ramps, stairways and 
signage. 

 

  



ADA	Assessment	&	Survey		 Pedestrian	Facility	

7

6. METHODOLOGY 

SZS assists clients in setting goals to create a barrier-free 
environment. We recommend the application of best practices and 
performance standards to provide a standardized approach to 
barrier remediation projects that create more usable built 
environment. The implementation of performance standards can 
provide consistency that may be lacking in the existing design, 
construction and maintenance of campus facilities. 

 
 

A. STANDARDS UTILIZED 

This project has applied the following standards with the goal of creating a barrier-free 
environment: 
 

 The 7 Principles of Universal Design developed by the University of North 
Carolina and accepted as standard practice 
 

 The Federal Highway Administration’s Manual on Uniform Traffic Control Devices 
(MUTCD) to govern signalization and other elements within the public rights-of-
way 
 

 The federal Access Board’s Public Rights-of-Way Guidelines (PROWAG) that 
are the gold standard for compliance in the public rights-of-way assessment and 
design 

 
o We recommend that all clients become familiar with the federal Access 

Board’s Special Report: Accessible Public Rights-of-Way Planning and 
Design for Alterations4 

 
 The Americans with Disabilities Act/Architectural Barriers Act (2010 ADAS) 

Accessibility Guidelines which contain standards that will replace the ADAAG as 
of March 15, 2011 

 
 The federal Access Board’s Recreation Area Guidelines and Outdoor Developed 

Area Guidelines that apply to recreation areas, parks and trails and other 
developed areas exist 

 
 ADA/ABA standards for Transportation Facilities (transit stops, train stations, bus 

and shuttle stops, etc.) adopted by the US Department of Transportation 
 

 
While these principles and standards are vital to this project, our actual experience with 
clients is evidence that we not only know the concepts but apply the principles and 

                                                            
4 http://www.access‐board.gov/prowac/alterations/guide.htm 
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standards on a daily basis. One case in point is the performance standard we advocate 
for the design of ramps and sloped walkways. Federal and state code allows ramps to 
be designed at with a maximum longitudinal (running) slope of 8.3% and sloped 
walkways are allowed to be sloped at no more than 5.0%. The two elements within a 
pedestrian route are inextricably bound.  

 
Universal design principals dictate that ramps and sloped walkways should be designed 
with the least possible slope possible, but site constraints and budgetary restrictions 
place limitations on how far that concept can be taken. At the other end of the spectrum, 
when ramps are designed at the maximum allowable slope we refer to the situation as 
designing for failure. In doing so, the architect or engineer is not allowing for construction 
tolerances, erroneous topographical references, construction errors or other issues that 
commonly cause ramps to result in slopes that exceed the maximum allowable slope 
when complete.  
 
SZS performance standards limit the upper end of running slope to 7.5% for ramps and 
4.5% for sloped walkways, where extreme site constraints do not exist. The result has 
been a reduction in inspection efforts, complaints and litigation because the ramps 
constructed have been more than fully compliant.  
 
In sloped walkways, performance standards are even more crucial; a sloped walkway  
that exceeds 5.0% changes by definition from a walkway to a ramp, which triggers a set 
of requirements for handrails, level landings, clear width, etc. that do not exist for 
walkways.  
 
When performance standards are not instituted for sloped walkways, it can be highly 
problematic for access even though the pathways were designed to be legally compliant. 
When designers just meet the bare minimum requirements in code, the result can be 
non-compliant construction because they leave no leeway in the construction process for 
imperfections that are a typical part of the process.  
 
When the traditional way of doing business as usual is the rule, new construction 
projects may be required to be demolished and reconstructed over and over again. For 
example, even the addition of handrails and wheel guides on a sloped walkway after the 
fact can reduce the required clear width to a non-compliant level. Past that, the landings 
required at the top and bottom of a ramp are seldom level for sloped walkways. 
Intermediate landings are also required when the rise or run of the ramp exceeds 
applicable limitations (30 inches or 30 feet) ,yet the provision of an intermediate landing 
within a constructed walkway means extensive demolition and may not achieve 
accessibility without replacing the entire route of travel. 



ADA	Assessment	&	Survey		 Pedestrian	Facility	

9

B. ACCESS DEFINITIONS 

The following definitions apply for the purposes of interpreting the information contained 
in this report, and may not be legally recognized or required definitions of the same 
terms. 

 
ACCESSIBLE ROUTE is a continuous and unobstructed path connecting all accessible 
elements and spaces within a building or within a site that can be negotiated by a person 
with a disability using a wheelchair, and that is also safe for and usable by persons with 
other disabilities. Exterior accessible routes may include parking access aisles, curb 
ramps, crosswalks at vehicular ways, walks, ramps, and lifts. In comparison, the 
Pedestrian Access Route (PAR) is an accessible route within the public rights-of-way. 
 
ACCESSIBLE ELEMENT is a physical element specified by OSSC chapter 11A (i.e., 
telephones, controls, drinking fountains, dispensers, card readers, etc.). 
 
ACCESSIBLE EXIT is an exit, as defined in OSSC Section 1002 does not contain 
stairs, steps or escalators. 
 
ARCHITECTURAL BARRIERS are physical design features that restrict the full use 
of affected buildings and their related facilities by persons with disabilities. 
 
AUTOMATIC DOOR is a door equipped with a power-operated mechanism and 
controls that open and close the door automatically upon receipt of a momentary 
actuating signal. The switch that begins the automatic cycle may be a photoelectric 
device, floor mat or manual switch. 
 
BLENDED TRANSITION: A continuation of a curb in a pedestrian way that provides a 
flush transition into the roadway for the purpose of providing a pedestrian access route. 
Running slope within a blended transition shall not to exceed 5.0%. Other curb ramp 
requirements apply (detectable warnings, etc.)  
 
BUILDING ENTRANCE ON AN ACCESSIBLE ROUTE is an accessible entrance to 
a building that is connected by an accessible route to public transportation stops, to 
parking or passenger loading zones, or to public streets or sidewalks, if available. 
 
CROSS SLOPE is the slope that is perpendicular to the direction of travel. 
 
CURB CUT is an interruption of a curb at a pedestrian way, which separates surfaces 
that are substantially at the same elevation for the purpose of providing an accessible 
route across an otherwise non-accessible curb. 
 
CURB RAMP is a sloping pedestrian way intended for pedestrian traffic, which provides 
access between a walk or sidewalk and a surface located above or below an adjacent curb 
face. 



ADA	Assessment	&	Survey		 Pedestrian	Facility	

10

 
DETECTABLE WARNING is a standardized surface or feature built into or applied to 
walking surfaces or other elements to warn visually impaired persons of hazards in the 
path of travel.  
 
EQUIVALENT FACILITATION is an alternate means of complying with the literal 
requirements of these standards and specifications that provides access consistent with 
the purpose of these standards and specifications. 
 
INTERNATIONAL SYMBOL OF ACCESSIBILITY (ISA) 
is that symbol adopted by Rehabilitation International's 11th 
World Congress for the purpose of indicating that buildings and 
facilities are accessible to persons with disabilities. 
 
LANDING is a level area (except as otherwise provided), within or at the terminus of a 
doorway, stair or ramp. 
 
LEVEL AREA is a specified surface that does not have a slope in any direction 
exceeding ¼  
inch (6.4 mm) in 1 foot (305 mm) from the horizontal (2.083-percent gradient). 
 
MARKED CROSSING is a crosswalk or other identified marked path intended for 
pedestrian use in crossing a vehicular way. Best practices dictate that the marked crossing 
surface material shall have a minimum 70% contrast against the adjacent roadway 
surface.  

MAXIMUM EXTENT FEASIBLE applies to the occasional case where the nature of 
an existing facility makes it virtually impossible to fully comply with applicable 
accessibility standards through a planned alteration. In these circumstances, alterations to 
improve accessibility are recommended to be performed to provide the maximum 
physical accessibility feasible. Any altered features of the facility that can be made 
accessible are recommended to be made accessible.  If providing accessibility in 
conformance with the ADA Standards or OSSC for individuals with certain disabilities 
(e.g., those who use wheelchairs) would not be feasible, the facility is recommended to be 
made accessible to persons with other types of disabilities (e.g., those who use crutches, 
those who have impaired vision or hearing, or those who have other impairments).  

NOSE, NOSING is that portion of a stair or stairway tread projecting beyond the face of 
the riser immediately below. 
 
OPEN RISER is the airspace between a stair or stairway tread projecting beyond the 
face of the riser immediately below.  
 
PEDESTRIAN is an individual who moves within walking areas with or without the use 
of walking-assistive devices such as crutches, leg braces, wheelchairs, etc. 
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PEDESTRIAN RAMP is a sloped accessible route intended for pedestrian traffic and is 
differentiated from a curb ramp. 
 
PEDESTRIAN WAY is a route by which a pedestrian may travel. The difference 
between an accessible route and a pedestrian way is the level of compliance. The 
pedestrian backbone designated in the accessibility master plan is a pedestrian way, 
rather than an accessible route due to existing barriers to access documented for removal 
in future new construction and alterations projects. 
 
RAMP: See pedestrian ramp. 
 
RUNNING SLOPE is the slope that is parallel to the direction of travel. 
 
SIDEWALK: A pedestrian walkway adjacent to a roadway. Running slope in sidewalks 
is not regulated by code, but may be ameliorated through building construction and the 
use of elevators and building entries at various levels. 
 
SIGNAGE is displayed verbal, symbolic, tactile or pictorial information. A directional 
sign is a publicly displayed notice which indicates by use of words or symbols a 
recommended direction or route of travel.  
 
SITE is a parcel of land bounded by a property line or a designated portion of a public 
right-of-way. 
 
SITE IMPROVEMENT is the landscaping, paving for pedestrian and vehicular ways, 
outdoor lighting, recreational facilities, etc., added to a site. 
 
SLIP RESISTANCE is the frictional force necessary to keep a shoe heel or crutch tip 
from slipping on a walking surface under conditions likely to be found on the surface at 
the time of approval. Slip resistance is the specified static coefficient of friction of the 
surface under design conditions. 
 
TACTILE is defined as an object that can be perceived using the sense of touch. 
 
TECHNICALLY INFEASIBLE is defined as an alteration that has little likelihood of 
being accomplished because existing structural conditions would require removing or 
altering a load-bearing member that is an essential part of the structural frame, or because 
site constraints prohibit modification or addition of elements, spaces or features that are 
in full and strict compliance with the minimum requirements for new construction and 
are necessary to provide accessibility. 
 
VEHICULAR OR PEDESTRIAN ARRIVAL POINTS are public or resident parking 
areas, public transportation stops passenger loading zones, and public streets or 
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sidewalks. The accessible route begins, by definition, at these points of arrival and ends 
at the building entrances. 
 
VEHICULAR WAY is a route intended for vehicular traffic such as a driveway or 
parking lot. 

 
WALK (WALKWAY) is a surfaced pedestrian way not located contiguous to a street 
used by the public sloped not to exceed 5.0%. Campuses generally have far more 
walkways than sidewalks. 
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C. BARRIER PRIORITIZATION FOR REMEDIATION 

The physical barriers to access that are identified in this report include both those 
defined as code deviations and other barriers that hinder or prevent people with 
disabilities from enjoying full use of the pedestrian facilities provided by OSU, again 
regardless of whether the barriers comply with federal and state law. Each element 
identified as a barrier to access in this report has also been classified in terms of how 
severely the barrier affects people with disabilities when they use the facility. After 
barriers are categorized with a barrier severity rating, the entire group of barriers must 
be prioritized for barrier removal in a reasonable manner. SZS has opted to follow 
guidance for this prioritization process as found in certain statutes and regulations.  
 
For example, SZS looked to the OSSC ’s guidance on how to prioritize barrier removal 
in alterations projects intended within buildings, although it does not specifically address 
pedestrian facilities. Please note the information below as it does not contain the terms 
sidewalk, walkway, curb ramp, etc.: 

 
ORS 447.241 Standards for renovation, alteration or modification of certain 
buildings; barrier removal improvement plan. 
 
(1) Every project for renovation, alteration or modification to affected buildings 
and related facilities that affects or could affect the usability of or access to an 
area containing a primary function shall be made to insure that, to the maximum 
extent feasible, the paths of travel to the altered area and the rest rooms, 
telephones and drinking fountains serving the altered area are readily accessible 
to and usable by individuals with disabilities, unless such alterations are 
disproportionate to the overall alterations in terms of cost and scope. 
 
(2) Alterations made to the path of travel to an altered area may be deemed 
disproportionate to the overall alteration when the cost exceeds 25 percent of the 
alteration to the primary function area. 
 
(3) If the cost of alterations to make the paths of travel to the altered area fully 
accessible is disproportionate to the cost of the overall alteration, the paths of 
travel shall be made accessible to the extent that it can be made accessible 
without incurring disproportionate costs. 
 
(4) In choosing which accessible elements to provide under this section, priority 
shall be given to those elements that will provide the greatest access. Elements 
shall be provided in the following order:  
 

(a) Parking; 
(b) An accessible entrance; 
(c) An accessible route to the altered area; 
(d) At least one accessible restroom for each sex or a single unisex restroom; 
(e) Accessible telephones; 
(f) Accessible drinking fountains; and 
(g) When possible, additional accessible elements such as storage and alarms.  
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SZS also looked to 28 CFR 35.151 for guidance on setting priorities for barrier removal:  
 
Priority 1 
Path of travel - a continuous, unobstructed way of pedestrian passage by means of which 
the altered area may be approached, entered, and exited, and which connects the altered 
area with an exterior approach (including sidewalks, streets, and parking areas), an 
entrance to the facility, and other parts of the facility.  
 
Priority 2 
Restrooms 
 
Priority 3 
Telephones 
 
Priority 4 
Drinking fountains 
 

Barrier removal within an Accessibility Assessment and Survey process utilized here is 
not necessarily the same as a building alterations project. For instance, the pedestrian 
facilities that were investigated in Phase 1 of this project do not include the elements 
listed in the ADA priorities 2 and 4 above (one drinking fountain barrier was identified in 
the pedestrian facilities) and if that protocol were followed, every barrier would be 
categorized as a priority 1 barrier with no variation. That result would not serve the 
needs of this process well. 
 
SZS has experience in assessing more pedestrian facilities at campuses throughout the 
US and recommends a more detailed system of prioritization detailed below. We have 
analyzed each type of barrier identified as a subset of the comprehensive group of 
barriers identified in order to create the barrier priority rating for remediation we 
recommend below: 

 
Priority 1 – Parking, bus stops and new construction areas 
Priority 2 – Sidewalks, signalized intersections and public phones or emergency 

phones 
Priority 3 – Walkways, assembly areas  
Priority 4 – Stairways and other elements not part of the pedestrian path 

(benches, picnic tables & drinking fountains, etc.) 
 

Some exceptions exist. For instance, we believe that the contrasting color at stairway 
treads recommended by the 2010 ADA is an important element and we have rated that a 
priority 2. Specific exceptions to the priorities listed above are found below. SZS also 
conducted an inventory of all bus and shuttle stops, and two bus stops included in the 
database were found to have no barriers listed. Since GIS mapping of those bus stops 
was necessary as part of the transportation facilities assessment, those two bus stops 
are listed in the database with GPS coordinates and locations, but no barriers. 
 
Also, a discussion must be conducted regarding the removal of barriers of lower 
severities that are categorized in priorities 1 and 2. SZS believes that this in a crucial 
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decision making process as the effect that a barrier has on people with disabilities 
should play a significant role within the barrier removal process. The following 
exceptions to the SZS prioritization exist in this report: 

 
Priority 1 – Specific Areas 

 
All New Construction Areas 

 
 Cross Slope - New Construction 
 Door/Gate Landing - New Construction 
 Driveway - New Construction 
 Curb Ramp Flares - New Construction 
 Door Landings - New Construction 
 Curb Ramp elements 
 Curb Ramp Running Slope - New Construction 
 Stairway Riser Height - New Construction 
 Walkway Running Slope - New Construction 
 Ramp Running Slope (New Construction) 
 Sidewalk Running Slope (New Construction) 
 Stall Dimensions - New Construction 
 Bus Stop Cross Slope - New Construction 
 Curb Ramp Transition into Roadway - New Construction 
 Door Landing issues (other than new construction) 

Other Barriers 
 
 Abrupt Changes in Level (at ramps, door landings, sidewalks and 

walkways) 
 Protruding Objects (potential hazards) 
 Grate Openings 
 Accessible Route - Marked Crossing in Vehicular Areas 
 Railroad Crossing issues 
 Clear Width - ADA Existing (30” to 32”)  
 Clear Width - ADA Existing (less than 30”) 
 Curb Ramp Lips  
 Drinking Fountains 
 Elevators 

 
Priority 2 

 
 Directional Signage 
 Lack of Vertical access – no ramp or lift at stairway to building entrance 
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Priority 3 
 

 End of Walkway - No Barricade 
 Fare Vending Machines and ATM machines 
 Assembly Seating 
 Contrasting color at stairway treads (all other stairway barriers are listed 

at Priority 4) 
o Possible in-house remediation   

Priority 4 
 

 Construction Site - No Access (should have been remediated when 
construction was completed) 

 Detectable Warnings - Incorrect Application (installed in areas where they 
are not required) 

 Exit Stairways 
 Elevators 
 Stairway Handrails 
 Stairway Riser Height  
 Stairway Open Risers 
 Stairway Abrupt Changes in Level  
 Door Landing issues (other than new construction) 
 Picnic Tables 
 Sidewalks (long stretches of sidewalk where a pedestrian route exists on 

the opposite side of the roadway) 
 

Each of these assigned priorities should be reviewed thoroughly with designated OSU 
staff. This report is in draft form and input is necessary to ensure that it meets the needs 
of the campus. 
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D. BARRIER METHODOLOGY 

Assessing the public rights-of-way is unique in terms of accessibility; SZS has developed 
expertise by collaborating with civil engineers and landscape architects that specialize in 
the public rights-of-way. We perform plan review and construction monitoring for civil 
engineering projects and our skills in analyzing and interpreting code requirements for 
the public rights-of-way is unparalleled. SZS has developed a proprietary database using 
the Microsoft Access® platform that we have provided to OSU as part of this project.  

The ERSI ArcGIS® software used is also proven as off-the-shelf technology and the 
SZS database is designed to seamlessly integrate data into the ArcGIS® geodatabase. 
Our field investigators institute standard operating procedures for taking measurements 
and collecting data providing consistent results that our clients can depend on.  

SZS follows the Department of Justice method5 of measurement using a 2-foot long 
digital level (inclinometer) to measure slope to within 0.2% accuracy using the following 
methods. 

First, the field investigators observe the 
general slope of the pedestrian surface 
and place the digital level on the 
pavement at the steepest point parallel to 
the direction of the slope in the center of 
the pedestrian route. Measurements for 
cross slope are made perpendicular to 
the path of travel with measurements of 
running (longitudinal) slope being made 
parallel to the path of travel. 
Measurements are taken in 4-foot 
increments by placing the digital level in 
5-point locations within the element. 

When an area is identified with a slope that is not within standards, we placed a red 
marker 3” x 5” in size at the location to be seen within the frame of the digital photo 
taken of the location to provide visual confirmation of the exact location at which the 
actual measurement was taken.  

These markers are especially helpful when a physical barrier is measured in linear 
footage; the exact location where each element identified can clearly be seen in the 

                                                            

5  Survey Tools and Techniques - ADA Checklist for New Lodging Facilities at 
http://www.ada.gov/ckstools.htm 
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printed reports and database. No guesswork is necessary to interpret our measurements 
or findings. We also provide GIS mapping of campus which shows the location and type 
of each barrier identified in relation to all other barriers with their relationship to the 
accessible route.  

Data entry takes place in the office using the SZS database that is configured with pull-
down menus and auto-populating fields that reduce human error and provide efficient yet 
consistent data collection. We have also developed standardized operating procedures 
for the measuring tools we use to evaluate facilities. The tools we use are identical for 
each team of field investigators as follows: 

 
 Proprietary field investigation forms (FIF) and checklists for signalized 

intersections, restrooms, etc. that allow written data collection for each barrier, 
per client request or during rainy season 

o Each barrier to access is identified by digital geolinked photographs that 
are included in our reports and imbedded in our proprietary MS Access® 
database to ensure that there is no linkage error when transferring files  

o Proprietary barrier severity rating system is contained within our database 
to instantly rate each barrier for severity  

o Database also tags each entry with date/time to enable easy correlation 
with photos and GPS data 

 Stabila® 2-foot digital level to ensure the highest level of accuracy 

 Trimble GPS equipment consisted of the Trimble® GPS GeoXH handheld (3.5G 
edition, with floodlight), Zephyr® Model 2 external antenna, LTI Tru-pulse® 360B 
(yellow) laser, and a 2-meter long GPS grizzly pole with mounting brackets on 
which the other devices were attached. Integrated digital camera to ensure 
exacting photo-documentation  

o Floodlight© technology allows the capture of GPS data points even in 
thick tree cover within sub-meter location accuracy (39.37 inches) 

o Internal 5 mega-pixel camera integrated into Trimble device geolinks 
photos to barriers automatically 

 HMR® calibrated pressure gauges to measure operating push/pull force of 
mechanisms such as door closers, drinking fountains, etc. 

 Rola-tapes® for the measurement of long distances and hand-held metal 
measuring tapes for measurements under 12 feet 

 

SZS has also developed barrier identification systems to standardize our process and 
ensure consistency. Our proprietary barrier severity rating system (BSRS) has been 
developed through many years of research and experience, and it allows our firm to 
assign a rating to each barrier that defines how severely each barrier affects a person’s 
ability to use the element. This systematic approach to categorizing barrier severity allow 
provides our clients with essential information to assist them in making determinations 
for barrier removal.  
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We know from experience that without a systematic approach to barrier severity rating, 
differentiation between barriers can be reduced to guesswork. A copy of the BSRS is 
provided in the appendix of this report. 

 

EXAMPLES OF PERFORMANCE STANDARDS 

Detectable Warnings 

An important concept in this process is importance of 
performance standards in improving access in new 
construction and alterations projects at OSU. The premise 
is this: code requirements are intended only as minimum 
standards, not broad governing principles that ensure 
access. Building code is essential in creating scoping and 
technical requirements that not only require that an 
element is accessible but by defining from a technical 
standpoint, what “accessible” means. For instance, a curb 
ramp is required by OSSC to have a detectable warning 

as described below: 
 

1103.2.3 Detectable warnings. 
1103.2.3.1 Curb ramps. Curb ramps shall have detectable warnings that shall extend the 
full width and depth of the curb ramp, including the flairs, complying with Section 
1109.16 [see below]. 
 
1109.16 Detectable warnings. Detectable warnings on walking surfaces shall consist of 
approved texture, including, but not limited to, raised truncated domes having a 
diameter of 0.9 inch (23 mm) nominal, a height of 0.2 inch (5 mm) nominal and a center-
to-center spacing of 2.35 inches (60 mm) nominal, a diamond pattern created with an 
expanded metal grate, or be 1/8-inch to 1/4-inch (3.2mmto 6.4 mm) cut grooves 2 inches 
(51 mm) apart arranged so they will drain, or any other method that provides equivalent 
detectability and shall contrast visually with adjoining surfaces, either light on dark or 
dark on light. 

 
Note that the options code allows for types of detectable warnings vary widely in OSSC. 
Two specific types of surfaces are named and a broad statement is also made allowing 
the use of “any other method”. This quotation from 
OSSC demonstrates how grey code language can 
become. Without performance standards, how can 
any client know what to use?  
 
The photo to the right shows the OSSC option 
allowing a diamond pattern created with an 
expanded metal grate. This option does not 
provide a visual contrast that people with vision 
impairments can make use of either when using a 
white cane by non-sighted individuals or through 
visual identification by those with low vision. The bright yellow-colored truncated domes 
shown in the photo to the left provide a detectable warning that has both an approved 
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texture for white cane users and a visually significant color that the vast majority of 
people with vision impairments (who have low vision) can detect as a warning. The 
difference in these two options is stark but SZS performance standards can provide 
clear guidance necessary to make this determination. 

 
SZS recommends a best practice of using only one type of detectable warning 
throughout campus to provide a consistent cue that people with vision impairments can 
depend on. If OSU were to rely on OSSC as most property owners do in the state, OSU 
staff would be in the position of making their case with each architect and each 
contractor for each project as to which of the type of detectable warnings to install. The 
campus pedestrian access route not provide consistent cues to help the visually 
impaired navigate campus and funds would be expended without improving access – in 
fact, access could hindered by providing ambiguous cues to the visually impaired.  

 
Moreover, the code text above in blue states that any other method of detectable 
warning that provides equivalent detectability would be code compliant. Consider that 
scenario: if every curb ramp has a different detectable warning, people with low vision 
would have little chance of discerning where the transition into the roadway exists 
throughout campus. This could result in potential injury.  
 
SZS recommendations for implementing performance standards for detectable warnings 
are based on research performed by the federal Access Board6 as well as our 
experience in performing assessments, interacting with people with visual impairments 
including staff members and clients, and experience inspecting and reviewing products 
and installation locations worldwide. 

 

  

                                                            

6		Federal Access Board; Visual Detection of Detectable Warning Materials by Pedestrians with 
Visual Impairments at  	http://www.access-board.gov/research/dw-fhwa/report.htm and Special 
Report: Accessible Public Rights-of-Way Planning and Design for Alterations 2007 
http://www.access-board.gov/prowac/alterations/guide.htm		
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7. EXECUTIVE SUMMARY OF FINDINGS 
 

Changing the Status Quo 
 
By commissioning this study, OSU has shown that it is committed to culture change in 
addressing these issues. Many stakeholders play a part in the goal of creating a barrier-free 
environment on campus. OSU is not atypical; the issues with accessibility on campus are 
actually an endemic problem that most public entities face and the process of design and 
construction is fundamental. At OSU, the city of Corvallis serves as the jurisdictional 
authority responsible to oversee planning, plan review and inspection of design and 
construction projects on campus. Through this responsibility, the city plays a significant role 
in affecting the level of access that exists on campus. The city’s actions affectively mark the 
starting point for design and construction on campus because their approval must be 
obtained to proceed with any design or construction project. In fact, city construction 
specifications and details are currently used for constructing curb ramps on campus.  
 
Other stakeholders include licensed professionals (architects, landscape architects or 
engineers) hired by OSU through competitive bid to design facilities on campus. They are 
responsible to design to the current standards for all disciplines including accessibility.  
Contractors are hired to build the facilities designed according to the plans that the city 
approves and the design professionals create. An inspection process during construction 
should take place, but it also is generally a process that inspects according to the 
information in the construction documents, whether it was accurate or not.  
 
In the end, the campus is the primary stake holder when they take possession of facilities. 
Accessibility is only one of hundreds of concerns that these stakeholders focus on, so it 
should not be surprising that not all buildings are perfectly accessible. OSU has the ability to 
affect change within many steps within this process, but other stakeholders also must be 
willing to make changes. 
 
In our experience performing plan review and construction monitoring across the country for 
numerous agencies and clients, we have found that the vast majority of physical barriers to 
access are created by licensed professionals within their construction documents. Building 
contractors are required to follow the construction documents exactly when building, or to 
submit requests for information to the design professionals when errors are detected in 
plans, but they are not required to ask the design professionals to redesign the facility when 
minimum code standards are met, yet do not create accessible facilities. 
 
OSU, acts in a reasonable manner when they place trust in their licensed professionals but  
we have found that lack of full accessibility is the rule rather than the exception. We believe 
that the current way of doing business in the design and construction industry must change 
to improve access significantly. SZS advocates the institution of performance standards to 
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affect that change. Our role with OSU is to assist the campus in making the cultural changes 
that they seek, whether or not legally required.  
 

Pedestrian Facilities Analyzed 
 
This report provides information on campus pedestrian facilities. Many physical elements 
are part of the comprehensive whole that creates a pedestrian facility. The fundamental 
elements evaluated as to whether they  provide accessible pedestrian facilities include the 
following: 

 
 Sidewalks 
 Walkways 
 Ramps 
 Curb Ramps 
 Blended Transitions 
 Signalized Intersections 
 Stairways (for use by 94% of people with disabilities that do not have mobility 

impairments) 
 Benches and other Seating Elements 
 Picnic Facilities 

 
The descriptions provided for physical elements in this report are intended to clearly 
describe the differences between these physical elements, such as when a pedestrian route 
is a sidewalk rather than a walkway and to explain how the elements interact to form a 
cohesive pedestrian facility. Other more specific information described within this section 
intends to provide guidance on determinations made in this report.  
 
The key to providing accessible pedestrian facilities is in recognizing that different people 
with disabilities have different needs. Setting policies that speak to the entire group is 
essential, rather than focusing one particular subset of the overall group. Universal design 
principles govern here – physical elements should be usable to everyone that visits campus 
without having to resort to any adaptation or specialized design. 

 
Differences exist in the way that people use accessible elements. Detectable warnings are a 
good example of the conflict that can arise between groups of people with disabilities. The 
intended function of these elements is to serve people with vision impairments, but they 
affect every pedestrian. For instance, people who have incomplete spinal cord injuries may 
find that bumping over some detectable warnings may cause discomfort. On the other hand, 
detectable warnings are crucial to those with vision impairments.  
 
People with low vision and the general public identify bright colors in the pedestrian facility 
as a warning sign, such as orange cones or the bright yellow color used (Federal Color No. 
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33538) when manufacturing truncated domes specified by the ADA Standards. People that 
are non-sighted rely more on textures that can be detected by white or long canes used to 
navigate the build environment. For that group of people with disabilities, the difference in 
sound-on-cane acoustic quality they find when tapping on concrete sidewalks and truncated 
domes of a different material give tell them that crossing the detectable warning could bring 
them into a hazardous location such as the roadway or into body contact with a protruding 
object that their long cane cannot detect. 
 
Caution must be taken not to create cues in the built environment that confuse or mislead 
the visually impaired. This can not only be a frustration to them, but it can present a hazard. 
A safe middle ground that serves all groups of people with disabilities must be found.  

Pedestrian surfaces can be designed and constructed with many materials. Paver stones 
used as detectable warnings were identified at signalized intersections and curb ramps on 
campus, as well as in standard pedestrian surfaces leading to door landings. These 
elements can also be problematic because paver stones tend to move over time, which can 
create abrupt changes in level that hinder or prevent travel for those with mobility assist 
devices; they are also tripping hazards for the general public.  
 

Detectable Warnings 
 
Detectable warnings (truncated domes) required at intersection corners where the 
pedestrian route crosses into the roadway were identified within sidewalks on each side of 
recently constructed driveways or alleyways on campus, although they are not required at 
these locations per the federal Access Board unless the driveway or alleyway is signalized7. 
We recommend removing those truncated domes because they provide further ambiguous 
cues to people with vision impairments and can be confusing. Detectable warnings must be 
applied in a systematic manner to achieve the intended goal.  

 
Stairways 
 
Stairways were identified in many areas where no vertical access was provided into building 
entrances. The intent of the draft report is to identify barriers to access and recommend 
solutions. Directional signage can be used at these stairways to provide information that 
leads people to an alternate entrance that is accessible but in some instances, no 

accessible entrance existed at buildings. SZS analyzed the findings to determine where a 
ramp, lift or directional sign is recommended but due to the fact that we have not conducted 
building assessments, SZS could not determine with 100% accuracy which entry was 
intended or necessary to be made accessible. It is our understanding that part of the review 
process for this draft report will entail a focused analysis by OSU designated staff and AUAC 
                                                            

7Special Report: Accessible Public Rights-of-Way Planning and Design for Alterations  August 2007  http://www.access-
board.gov/prowac/alterations/guide.htm 
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members to assist SZS in determining where directional signage would best be located. 
These signs are essential for visitors and new students on campus but we must be cautious 
not to install more than are necessary.  
 
Other barriers were included in the database and report for stairways including issues with 
handrails and a lack of contrasting color at the stairway treads. As stairways are not 
considered part of the accessible route because they do not serve all populations of people 
with disabilities, they serve most of the general public. For many people with stamina issues, 
stairways are the shortest route into a building and for people with vision impairments, they 
are straightforward to navigate but people with severe mobility impairments cannot use 
stairways. The removal of barriers identified in existing stairways with handrails may not 
improve access significantly but we strongly recommend the provision of contrasting color at 
stairway treads as a measure from which the general public will benefit. 
 
Exterior Signage  
 
Directional signage is also necessary in locations were junctions exist in the pedestrian 
route that are not all accessible or where walkways or sidewalks end abruptly, which may 
cause people with disabilities to travel long distances over problematic surfaces only to find 
that they have to turn around and retrace their steps to find a way into a building. As 
described above, these locations and barriers are an area in which we need assistance. Not 
all pedestrian routes on campus must be accessible, especially in locations where limited 
pedestrian traffic exists or where a roadway lacks a pedestrian route on one or both sides. It 
is not necessarily helpful to post numerous signs if a smaller number of signs would still do 
the same job. The orientation of pedestrian approach and building function must be taken 
into consideration in this process.  

 
Hilton Garden Inn 
 
Barriers identified at the Hilton Garden Inn (51) are provided in a separate report.  
 

Door Landings 
 
Door landing barriers were identified but are also not part of this draft report, as they will be 
part of the review and remediation effort for the building assessment portion of this process. 
One significant issue identified at door landings with automatic door opening devices was 
the lack of consistency. Many different types of actuating devices were identified: push 
plates or motion sensors of various types. Rather than advocating a costly effort to 
standardize all existing actuating devices, which is recommended in new construction 
projects and alterations, SZS recommends that standardized signage be posted at each 
existing actuator as a performance standard. The sign is recommended to have the 
International Symbol of Accessibility (ISA). 
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On-Street Accessible Parking 
 
On-street accessible parking was identified in several locations on campus. Although the 
2010 ADA Standards, the 1990 ADA Standards and OSSC do not address on-street 
accessible parking, the PROWAG does. Those technical requirements from PROWAG were 
applied to the existing on-street parking stalls identified in the assessment process and are 
found in the report below. The significant requirement applies when the on-street parking 
stalls are provided adjacent to a sidewalk that is wider than 14 feet. In those locations, the 
stalls are required to be indented to provide an access aisle. It is also essential that the 
people using the on-street parking stall have a way to travel across the vertical curb that 
exists between the stall and sidewalk. The following technical requirements were applied:  

 
Advisory R309.4 Curb Ramps or Blended Transitions. At parallel parking spaces, 

curb ramps and blended transitions should be located so that a van side‐lift or 

ramp can be deployed to the sidewalk and the vehicle occupant can transfer to 

a wheelchair or scooter. Parking spaces at the end of the block face can be 

served by curb ramps or blended transitions at the pedestrian street crossing. 

Detectable warning surfaces are not required on curb ramps and blended 

transitions that connect the access aisle to the sidewalk, including where the 

sidewalk is at the same level as the parking spaces, unless the curb ramps and 

blended transitions also serve pedestrian street crossings (see R208). 
 
Grates in the Pedestrian Route 
 
Many drainage inlet grates were identified in the pedestrian route throughout campus. The 
grates appeared to be similar in design resulting in openings that were wider than ½” that 
trap wheelchair wheels. Although the grates were not necessarily in the center of paths of 
travel, campus pedestrian travel makes use of wide segments of walkways making these 
grates a potential hazard in many locations. In this draft report, we recommend replacing 
these grates. 

 
Pedestrian Route - Age and Condition as Factors 
 
Much of the pedestrian route on campus is existing and more than a few decades old. Some 
intersection corner locations were identified with no actual curb ramp or blended transition to 
allow travel across the curb. This barrier is identified in this draft report as No Curb Ramp - 
Existing Depressed Sidewalk. This designation is used as a barrier where no actual curb 
ramp is identified but the sidewalk is depressed to a vertical curb of reduced height. In these 
cases, the depressed sidewalk generally lacks all code specifications for curb ramps or 
blended transitions. The cost estimate associated with these barriers is the same as in 
instances where an entire existing curb ramp must be replaced although each barrier that 
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exists at these locations is not detailed (lack of detectable warnings, slope, cross slope, 
abrupt changes in level, etc.). 
 

Staff-Only Areas 
 
Some locations may be designated as staff only areas on campus. We also need assistance 
in identifying those areas in this draft report. Policy must be determined for efforts to carry 
out barrier remediation in non-public areas within the pedestrian facility on campus. 

 
Benches 
 
Benches are quite common on university campuses. It is important to note that we do not 
believe that outdoor areas exist on campus, as we understand that term to be defined by the 
Access Board. Actual outdoor areas are defined as camping areas, trails, etc. and the 
average exterior area is not necessarily an outdoor area under that definition. The areas that 
do exist on campus are exterior and interior spaces. We believe that this distinction may not 
have been clearly made for benches.    
 
Many locations on campus were identified with benches. Part of the analysis of this report 
by OSU staff and AUAC members will be to determine which benches should be made 
accessible. There are valid concerns about the dimensions of benches that are accessible 
being usable for the general population – the seat height is higher than found in typical 
benches which may be problematic for children or those of short stature.  Armrests are also 
required for benches under the 2010 ADA Standards, which will prevent transfer onto a 
bench from a wheelchair, although that does not occur in daily use. 
 
It is our recommendation that 5% of all benches overall should be accessible and one 
accessible bench should be provided in each location where a number of benches are 
located. If only one bench is provided, making it an accessible bench may not be a good 
solution. This is a point of discussion that we would like guidance on. In general, wheelchair 
users do not transfer onto benches -they sit at the side with companions who use the 
benches. Space at the side of each bench is specified by the 2010 ADA Standards and the 
report reflects that specification but an accessible bench also must be on an accessible 
route. This resulted in barriers listed in the report that were costly because they required the 
construction of lengthy segments of accessible route. Relocation of such benches is 
recommended in the report. 
 

Picnic Benches 
 
Picnic benches are provided on campus in a number of locations which could be either 
public or staff. A determination of staff or public use is important to this review process. 
These elements are similar to benches as at least one is required to be accessible, or a total 
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of 5% overall where more than 2 are provided. The picnic benches also must be located on 
an accessible route connecting them to the existing pedestrian facilities. Knee and toe 
clearance are specified at these elements under the 2010 ADA Standards that allow 
wheelchair users to pull under the table top similar to others who use those elements. Those 
barriers are also included in the following draft barrier data records. 
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8. GENERAL RECOMMENDATIONS 
` 
Performance standards are a result of research, observation and best practices. Our team 
at SZS has a combined experience of more than 40 years of practice as architects, 
landscape architects, building officials and civil engineers that we bring to bear on this 
process. We also perform constant research on case law and best practices that are 
developed throughout the country and internationally to improve access for people with 
disabilities while streamlining the process for our clients.  It is a “Win-Win” situation.  

SZS performance standards are based on a theoretical framework that translates into 
practical methodology. Our goals are to: 

 Encourage actions to streamline design and construction   

 Reduce time and expense   

 Provide a higher degree of usability  

The theory that we base our standards on is drawn from the Universal Design 
Principles formulated by the University of North Carolina in 1997.Those standards 
state that design must involve more than consideration for usability because our 
environment is not affected by aesthetics and usability alone. Many other aspects of 
our society must be involved in design such as economic, engineering, cultural, 
gender, and environmental concerns. Universal design principles provide designers 
guidance to better integrate features that meet the needs of as many users as possible 
rather than focusing on a specific group. The principles are fundamental to any design 
process, whether it be for a building or a toaster, but how can designers bring them 
into their day-to-day practice? 

Practical methods are the tools that we provide to our clients that apply universal 
design principles to their projects in ways that are:  

 Specific  

 Practical  

 Observable  

 Result in barrier-free facilities  

We know that our clients need specific information that they can easily understand and 
apply. That information has to be practical, meaning that it cannot expect them to make 
changes that are not feasible now or in the long term. The standards also must be 
tangible in that they make changes that can be seen by all and the result must be that 
they serve the goal of creating a barrier-free environment. 
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 After reviewing and analyzing the entire pedestrian facility at OSU, we have developed 
the following performance standards that we recommend for implementation. These standards 
should be implemented not only for the short term, but to meet the long term goal of creating a 
barrier-free environment. 

 
A. Provide an accessible route into every building within a campus-wide accessible 

pedestrian route. 

 
B. Provide wayfinding signage as directional signage at non-accessible pedestrian 

routes so that people with mobility impairments are not forced to retrace their steps.  
 

C. Set campus standards to install consistent materials as detectable warnings .We 
recommend using truncated domes specified by the ADA Standards (Federal Color 
No. 33538).  

 
D. Set campus standards to require that ramps be designed at 7.5% (1:13) unless 

extreme site constraints exist that prevent construction of a longer ramp. 
 

a. Ramps shall not be longer than 32 feet without a level landing provided as a 
rest area. Benches or other seating elements may be provided at the 
landing(s). 

 

E. Set campus standards to require that sloped walkways be designed at 4.5% (1:22) 
unless extreme site constraints exist that prevent construction of a longer walkway. 

 
a. Sloped walkways designed at 4.5% shall not be longer than 50 feet without a 

level landing provided as a rest area. Benches or other seating elements may 
be provided at the landing(s). 

 
F. Ensure that accessible parking stalls are connected to an accessible route. 
 
G. Standardize on-street accessible parking to follow specifications found in the federal 

Access Board’s Public Rights of Way Accessibility Guidelines (PROWAG). 
 
H. Institute a practice of regular maintenance to grind or otherwise repair abrupt 

changes in level (trip hazards) that appear over time.  
 

I. Institute a practice of regular maintenance to trim foliage on campus to minimize 
encroachment into the clear width of pedestrian paths which affect the visually 
impaired and those with severe mobility impairments. 

 
J. Set campus standards to prohibit the use of paver stones in any accessible route at 

curb ramps or pedestrian surfaces, door landings etc. 
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K. Set campus standards to provide contrasting color at all stairway across the entire 

tread width  
 

L. Set campus standards to replace all drainage inlet grates within the pedestrian route 
with a mesh or other type of cover that does not have openings of ½ inch or more in 
any direction.  

 
M. Standardize ISA signage at all automatic door opening devices. In new construction 

and alterations, standardize a type of actuating device for the entire campus (motion 
sensor, push plate, etc.).  

 
N. Standardize the location of all controls or mechanisms so that a wheelchair space of 

30” x 48” can be centered on the device in a level position (slope of max. 2.0% in all 
directions). These controls include emergency phones, card readers, automatic door 
opening devices, street furniture such as trash bins, vending machines, etc.  
 

O. Set campus standards to require that 5% of all benches overall are accessible. 
Ensure that the accessible benches are served by an accessible route and provide a 
level space for a wheelchair user at the side of each accessible bench. 

 
P. Set campus standards to require that 5% of all picnic tables overall are accessible. 

Ensure that the accessible picnic benches are served by an accessible route. 
 
Q. Set campus signage standards to ensure that tactile information is usable for the 

visually impaired.  
 
R. Create a construction inspection process for new construction and alterations to 

ensure compliance with regulations. 
 



BARRIER SEVERITY RATING SYSTEM



ADA	Assessment	&	Survey		 OSU		

 
 

 
 
31 

 

Barrier Severity Rating System 
 
 

BARRIER 
SEVERITY 

STALL 
CROSS 

OR 
RUNNING 

SLOPE 

CURB RAMP 
RUNNING 

SLOPE 

CURB RAMP 
CROSS 
SLOPE 

CURB 
RAMP 
FLARE 
SLOPE 

CURB RAMP 
TRANSITON 

SLOPE 

CURB RAMP 
GUTTER 
SLOPE 

CURB 
RAMP 

12’ 
GROOVE 
SLOPE 

CURB RAMP  
LANDING SLOPE 

(parallel or 
perpendicular) 

Severity 1 
(Necessary) >5.0% >9.5% >5.0% >11.1% >8.33% >8.33% >5.0% >5.0% 

Severity 2 
(Recommended) 

4.1% to 
4.9% 9.0% - 9.4% 4.1% to 4.9% 10.8% to 

11% 6.6% - 8.2% 6.6% - 8.2% 4.1% to 
4.9% 4.1% to 4.9% 

Severity 3  
(Hindrance) 

3.1% to 
4.0% 8.6% - 8.9% 3.1% to 4.0% 10.4% to 

10.7% 5.9% - 6.5% 5.9% - 6.5% 3.1% to 
4.0% 3.1% to 4.0% 

Severity 4 (Low 
Severity) 

2.1% to 
3.0% 8.34% - 8.5% 2.1% to 3.0% 10.1% to 

10.3% 5.1% - 5.8% 5.1% - 5.8% 2.1% to 
3.0% 2.1% to 3.0% 

Severity 5  
(Technically 
Infeasible) 

N/A N/A N/A N/A N/A N/A N/A N/A 

OSSC & 
ADA/ABA Code 
Requirements 

<2.0% ≤8.33% <2.0% ≤10.0% ≤5.0% ≤5.0% <2.0% <2.0% or min. 48” 
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BARRIER 
SEVERITY 

RAMP 
RUNNING 

SLOPE 

RAMP 
CROSS 
SLOPE 

RAMP 
LANDING 

SLOPE 

SIDEWALK 
CLEAR 
WIDTH 

SIDEWALK 
RUNNING 

SLOPE 

WALKWAY 
RUNNING 

SLOPE 

SIDEWALK 
CROSS OR 
DRIVEWAY 

SLOPE 

PED 
BUTTON* 
LANDING 

SLOPE 

DOOR 
LANDING 

SLOPE OR 
WIDTH 

Severity 1 
(Necessary) >9.5% >5.0% >5.0% ≤31” N/A >7.6% >5.0% >5.0% >5.0% 

Severity 2 
(Recommended) 

9.0% - 
9.4% 

4.1% to 
4.9% 

4.1% to 
4.9% 32” to 35” N/A 6.7% - 

7.5% 4.1% to 4.9% 4.1% to 
4.9% 

4.1% to 
4.9% 

Severity 3  
(Hindrance) 

8.6% - 
8.9% 

3.1% to 
4.0% 

3.1% to 
4.0% 36” to 43” N/A 6.0% - 

5.6% 3.1% to 4.0% 3.1% to 
4.0% 

3.1% to 
4.0% 

Severity 4 (Low 
Severity) 

8.34% - 
8.5% 

2.1% to 
3.0% 

2.1% to 
3.0% 44” to 48” N/A 5.0% - 

5.5% 2.1% to 3.0% 2.1% to 
3.0% 

2.1% to 
3.0% 

Severity 5  
(Technically 
Infeasible) 

N/A N/A N/A N/A <8.33% <8.33% N/A N/A N/A 

OSSC & 
ADA/ABA Code 
Requirements 

≤8.33% <2.0% <2.0% min. 48” 
wide N/A N/A <2.0% <2.0% <2.0% or 

min. 60” 

 
* Landing slope at pedestrian buttons apply to landing slopes at other control/mechanism locations 
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THE FOLLOWING RATINGS ALSO APPLY: 
 
Severity 1         

 No sidewalk or walkway to connect pedestrian 
routes 

 No curb cut at vertical or rounded curb 
 Any lip >1/2” (abrupt change in level) in sidewalk, 

walkway or bottom of curb ramp 
 Uneven or broken sidewalk/walkway/ramp 

surfaces 
 Any protruding hazard   
 Multiple slope issues in driveways 
 No level landing provided at pedestrian button  
 Stall not connected to accessible route 
 Stall not located on closest route to bldg 
 No marked crossing provided where route crosses 

roadway 
 Ratio of accessible stalls to total stalls not 

compliant 
 No van accessible stall provided 
 Loading zone lacks curb ramp  
 Bus stop or shuttle barriers 

        
Severity 2:  
 

 Signage lacking 
 Truncated domes lacking 
 Van stall aisle not min 8' wide 
 Standard stall aisle not 5’ wide 

 Door/Gate lacks min. 60" perpendicular to door 
swing 

 All barriers at parking pass machines or vending 
machines 

 All bus stop barriers (benches included) 
 Drinking fountain barriers 
 No audible signals or pedestrian buttons provided 

at signalized intersection 
 
Severity 3 
 

 All ramp handrail barriers 
 Contrasting color at stair treads  
 All signage (parking, directional) 
 Parking stall dimensions not 9' x 18' 
 Water accumulation on curb ramp 
 All bench barriers 
 All drinking fountains except protruding hazards  
 No 12” grooves at curb ramps 
 12” not present at standard ramps 
 On-street parking stalls 
 No countdown signals provided at signalized 

intersection 
 
Severity 4 
 

 Sidewalk slope >8.33% where slope matches 
adjacent roadway (generally considered 
technically infeasible to remediate) 
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Barrier Severity Rating System 
 
 

BARRIER 
SEVERITY 

STALL 
CROSS 

OR 
RUNNING 

SLOPE 

CURB RAMP 
RUNNING 

SLOPE 

CURB RAMP 
CROSS 
SLOPE 

CURB 
RAMP 
FLARE 
SLOPE 

CURB RAMP 
TRANSITON 

SLOPE 

CURB RAMP 
GUTTER 
SLOPE 

CURB 
RAMP 

12’ 
GROOVE 
SLOPE 

CURB RAMP  
LANDING SLOPE 

(parallel or 
perpendicular) 

Severity 1 
(Necessary) >5.0% >9.5% >5.0% >11.1% >8.33% >8.33% >5.0% >5.0% 

Severity 2 
(Recommended) 

4.1% to 
4.9% 9.0% - 9.4% 4.1% to 4.9% 10.8% to 

11% 6.6% - 8.2% 6.6% - 8.2% 4.1% to 
4.9% 4.1% to 4.9% 

Severity 3  
(Hindrance) 

3.1% to 
4.0% 8.6% - 8.9% 3.1% to 4.0% 10.4% to 

10.7% 5.9% - 6.5% 5.9% - 6.5% 3.1% to 
4.0% 3.1% to 4.0% 

Severity 4 (Low 
Severity) 

2.1% to 
3.0% 8.34% - 8.5% 2.1% to 3.0% 10.1% to 

10.3% 5.1% - 5.8% 5.1% - 5.8% 2.1% to 
3.0% 2.1% to 3.0% 

Severity 5  
(Technically 
Infeasible) 

N/A N/A N/A N/A N/A N/A N/A N/A 

OSSC & 
ADA/ABA Code 
Requirements 

<2.0% ≤8.33% <2.0% ≤10.0% ≤5.0% ≤5.0% <2.0% <2.0% or min. 48” 
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BARRIER 
SEVERITY 

RAMP 
RUNNING 

SLOPE 

RAMP 
CROSS 
SLOPE 

RAMP 
LANDING 

SLOPE 

SIDEWALK 
CLEAR 
WIDTH 

SIDEWALK 
RUNNING 

SLOPE 

WALKWAY 
RUNNING 

SLOPE 

SIDEWALK 
CROSS OR 
DRIVEWAY 

SLOPE 

PED 
BUTTON* 
LANDING 

SLOPE 

DOOR 
LANDING 

SLOPE OR 
WIDTH 

Severity 1 
(Necessary) >9.5% >5.0% >5.0% ≤31” N/A >7.6% >5.0% >5.0% >5.0% 

Severity 2 
(Recommended) 

9.0% - 
9.4% 

4.1% to 
4.9% 

4.1% to 
4.9% 32” to 35” N/A 6.7% - 

7.5% 4.1% to 4.9% 4.1% to 
4.9% 

4.1% to 
4.9% 

Severity 3  
(Hindrance) 

8.6% - 
8.9% 

3.1% to 
4.0% 

3.1% to 
4.0% 36” to 43” N/A 6.0% - 

5.6% 3.1% to 4.0% 3.1% to 
4.0% 

3.1% to 
4.0% 

Severity 4 (Low 
Severity) 

8.34% - 
8.5% 

2.1% to 
3.0% 

2.1% to 
3.0% 44” to 48” N/A 5.0% - 

5.5% 2.1% to 3.0% 2.1% to 
3.0% 

2.1% to 
3.0% 

Severity 5  
(Technically 
Infeasible) 

N/A N/A N/A N/A <8.33% <8.33% N/A N/A N/A 

OSSC & 
ADA/ABA Code 
Requirements 

≤8.33% <2.0% <2.0% min. 48” 
wide N/A N/A <2.0% <2.0% <2.0% or 

min. 60” 

 
* Landing slope at pedestrian buttons apply to landing slopes at other control/mechanism locations 
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THE FOLLOWING RATINGS ALSO APPLY: 
 
Severity 1         

 No sidewalk or walkway to connect pedestrian 
routes 

 No curb cut at vertical or rounded curb 
 Any lip >1/2” (abrupt change in level) in sidewalk, 

walkway or bottom of curb ramp 
 Uneven or broken sidewalk/walkway/ramp 

surfaces 
 Any protruding hazard   
 Multiple slope issues in driveways 
 No level landing provided at pedestrian button  
 Stall not connected to accessible route 
 Stall not located on closest route to bldg 
 No marked crossing provided where route crosses 

roadway 
 Ratio of accessible stalls to total stalls not 

compliant 
 No van accessible stall provided 
 Loading zone lacks curb ramp  
 Bus stop or shuttle barriers 

        
Severity 2:  
 

 Signage lacking 
 Truncated domes lacking 
 Van stall aisle not min 8' wide 
 Standard stall aisle not 5’ wide 

 Door/Gate lacks min. 60" perpendicular to door 
swing 

 All barriers at parking pass machines or vending 
machines 

 All bus stop barriers (benches included) 
 Drinking fountain barriers 
 No audible signals or pedestrian buttons provided 

at signalized intersection 
 
Severity 3 
 

 All ramp handrail barriers 
 Contrasting color at stair treads  
 All signage (parking, directional) 
 Parking stall dimensions not 9' x 18' 
 Water accumulation on curb ramp 
 All bench barriers 
 All drinking fountains except protruding hazards  
 No 12” grooves at curb ramps 
 12” not present at standard ramps 
 On-street parking stalls 
 No countdown signals provided at signalized 

intersection 
 
Severity 4 
 

 Sidewalk slope >8.33% where slope matches 
adjacent roadway (generally considered 
technically infeasible to remediate) 



INTERSECTION CORNER DESIGNATION 



When measuring curb ramps/blended transitions, the numbering system

indicated above was used to identify each ramp run and pan (landing) as

individual elements at each intersection.

Corners are designated as Corner A, etc. where one curb ramp or blended

transition exists or Corner A A-A or A A-B for corners with more than one

curb ramp or blended transition.

@2007 SZS Consulting Group, Inc.

A B

D
C

A-A

A-B

N

A-A

A-B

A-B

A-A

A-A

A-B
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PEDESTRIAN ROUTE MAPS
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BARRIER DATA RECORDS



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1297A

X Coordinate: 7479127.907

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338689.262

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1297B

X Coordinate: 7479124.308

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338691.51
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298A

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 5‐1/2" top handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298B

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298C

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298D

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298E

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298F

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298G

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 10‐1/2" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338684.1

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1298H

X Coordinate: 7479080.928

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338684.1
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1299

X Coordinate: 7479086.61

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338676.69

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300A

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338680.789
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300B

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338680.789

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300C

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338680.789
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300D

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338680.789

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300E

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 63

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338680.789
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1300F

X Coordinate: 7479064.224

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338680.789

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1301

X Coordinate: 7479042.321

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338687.849
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1302

X Coordinate: 7479031.94

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338701.623

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1303

X Coordinate: 7479031.243

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat depth and 13" bench seat height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338650.681
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1304

X Coordinate: 7479030.239

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken concrete in path of travel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338650.616

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1305A

X Coordinate: 7479028.866

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 44" bottom handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338626.212
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1305B

X Coordinate: 7479028.866

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338626.212

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1305C

X Coordinate: 7479028.866

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338626.212
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1305D

X Coordinate: 7479028.866

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry when lift or other means of access is provided

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338626.212

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1306

X Coordinate: 7479034.759

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338611.861
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1307A

X Coordinate: 7479031.724

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 10.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338597.372

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1307B

X Coordinate: 7479031.6

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338575.613
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1308

X Coordinate: 7479052.794

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338558.897

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1309

X Coordinate: 7479104.063

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step at landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338627.378
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1310A

X Coordinate: 7479126.254

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338627.318

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Adams Hall

Barrier #: 1310B

X Coordinate: 7479127.123

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338627.017
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall

Barrier #: 1312A

X Coordinate: 7479022.529

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.7% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338659.601

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall

Barrier #: 1312B

X Coordinate: 7479022.529

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338659.601
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1315

X Coordinate: 7478984.467

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Detectable warnings not required in this location. No remediation recommended

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338726.093

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1316A

X Coordinate: 7479029.707

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338706.055
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1316B

X Coordinate: 7479029.707

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Detectable warnings not required in this location. No remediation recommended

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338706.055

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1317A

X Coordinate: 7479028.094

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes at transition into walkway through parking lot

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338715.664
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1317B

X Coordinate: 7479028.094

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338715.664

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1341A

X Coordinate: 7478989.855

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall & 3 van accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338674.811
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1341B

X Coordinate: 7478989.855

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 33" signage height

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall & 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338674.811

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1341C

X Coordinate: 7478989.855

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall. Vertical curb at head of stall prevents travel by 

Quantity: LF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall & 3 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338674.811
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1341D

X Coordinate: 7478989.855

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall & 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338674.811

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1342A

X Coordinate: 7478988.496

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall & 3 van accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338688.211
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1342B

X Coordinate: 7478988.496

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 33" signage height

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338688.211

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1342C

X Coordinate: 7478988.496

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall. Vertical curb at head of stall prevents travel by 

Quantity: LF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338688.211
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1342D

X Coordinate: 7478988.496

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338688.211

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1343A

X Coordinate: 7478992.87

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338700.782
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1343B

X Coordinate: 7478992.87

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 33" signage height

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338700.782

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1343C

X Coordinate: 7478992.87

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No access aisle provided

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338700.782
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1343D

X Coordinate: 7478992.87

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338700.782

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1343E

X Coordinate: 7478992.87

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338700.782
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1344A

X Coordinate: 7478990.739

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338712.002

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1344B

X Coordinate: 7478990.739

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 33" signage height

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338712.002
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Adams Hall/Cascade Hall ‐ Parking Lot

Barrier #: 1344C

X Coordinate: 7478990.739

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 69 total stalls, 1 accessible stall, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338712.002

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228A

X Coordinate: 7477120.983

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 42" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340516.513
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228B

X Coordinate: 7477120.983

Barrier Area: Ramps

Barrier Type: Handrail

Description: Required handrails not provided

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340516.513

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229A

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340503.773
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229B

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340503.773

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229C

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340503.773
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2230

X Coordinate: 7477279.79

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340421.166

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2231

X Coordinate: 7477276.548

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340425.14
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg

Barrier #: 2233

X Coordinate: 7477335.157

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340384.783

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg ‐ Loading Dock

Barrier #: 2232A

X Coordinate: 7477263.031

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340401.508
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg ‐ Loading Dock

Barrier #: 2232B

X Coordinate: 7477263.031

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340401.508

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg and Intramural Field

Barrier #: 2243A

X Coordinate: 7477101.518

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340347.961

ADA Assessment  Survey ‐ Draft (05/07/2012) 68



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg and Intramural Field

Barrier #: 2243B

X Coordinate: 7477101.518

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: 1

Official Responsible:

Notes: Two ‐ way Intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340347.961

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg and Intramural Field

Barrier #: 2244A

X Coordinate: 7477104.079

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340313.255
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Agricultural & Life Sciences Bldg and Intramural Field

Barrier #: 2244B

X Coordinate: 7477104.079

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340313.255

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2234

X Coordinate: 7477354.812

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 9 new accessible stalls (5 van access), no wheelchair only stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340452.018
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2235A

X Coordinate: 7477354.812

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340452.018

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2235B

X Coordinate: 7477354.812

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340452.018
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2236A

X Coordinate: 7477556.9

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not clearly visible

Solution: Trim trees to provide visibility

As Built Desc: Post‐mounted SA sign not clearly visible due to foliage overgrowth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340436.494

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2236B

X Coordinate: 7477556.9

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340436.494
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2237

X Coordinate: 7477567.417

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340437.487

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2238

X Coordinate: 7477577.246

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340437.059
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2239

X Coordinate: 7477592.723

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340432.874

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2240

X Coordinate: 7477606.341

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340433.658
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Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2241

X Coordinate: 7477621.057

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340436.493

Field Date:  ######### Report Date: #########

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2242

X Coordinate: 7477628.341

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340432.825
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2308A

X Coordinate: 7477136.999

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route if this is part of the accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340319.904

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Agricultural & Life Sciences Bldg/Gilmore Hall/Hoveland H

Barrier #: 2308B

X Coordinate: 7477136.999

Barrier Area: Sidewalks

Barrier Type: No sidewalk (end of path)

Description: Sidewalk route ends and no opposite sidewalk exists

Solution: Provide directional sign at junction in route to allow travel in shoulder

As Built Desc: Directional sign lacking forcing pedestrians to retrace their steps

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340319.904
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Agricultural & Life Sciences Bldg/Hoveland Hall/Women's 

Barrier #: 2266A

X Coordinate: 7477484.562

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 13'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340341.425

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Agricultural & Life Sciences Bldg/Hoveland Hall/Women's 

Barrier #: 2266B

X Coordinate: 7477484.562

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ Sign

Description: No sign provided stating stall is "Wheelchair User Only" below ISA

Solution: Provide requried sign

As Built Desc: No "Wheelchair User Only" sign provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(e)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340341.425
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2774

X Coordinate: 7475166.472

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided within shoulder or sidewalk area

Solution: Construct new firm and stable pedestrian route if this is accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 249

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338374.865

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775A

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338105.038
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775B

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338105.038

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775C

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338105.038
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775D

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338105.038

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775E

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338105.038
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2775F

X Coordinate: 7475329.268

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338105.038

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2776

X Coordinate: 7475297.981

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 5 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338118.278

ADA Assessment  Survey ‐ Draft (05/07/2012) 81



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2777A

X Coordinate: 7475296.63

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338127.729

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2777B

X Coordinate: 7475296.63

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338127.729
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Apiary Complex

Barrier #: 2777C

X Coordinate: 7475296.63

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338127.729

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner A

Barrier #: 1122A

X Coordinate: 7478500.426

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339425.364
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner A

Barrier #: 1122B

X Coordinate: 7478500.426

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339425.364

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner A

Barrier #: 1122C

X Coordinate: 7478500.426

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ New Construction

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 6.1% transition slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339425.364
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner D

Barrier #: 1123A

X Coordinate: 7478524.628

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (2.1% to 3.0%)

Description: Curb ramp landing or pan not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339377.59

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner D

Barrier #: 1123B

X Coordinate: 7478524.628

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339377.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ Corner D

Barrier #: 1123C

X Coordinate: 7478524.628

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes that span the entire width of ramp within pedestrian path

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339377.59

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Armory Ln ‐ South

Barrier #: 1120

X Coordinate: 7478722.899

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 10.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339367.668
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1493A

X Coordinate: 7478162.286

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338387.95

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1493B

X Coordinate: 7478162.286

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not 1/4" ‐ 1/2" in diameter

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2‐1/4" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.10

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338387.95
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1493C

X Coordinate: 7478162.286

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338387.95

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1493D

X Coordinate: 7478162.286

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338387.95
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1494

X Coordinate: 7478152.485

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 13.4% slope at staff entry

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338352.84

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1495

X Coordinate: 7478367.991

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 20" bench seat height, 12‐1/2" bench seat depth and no back support

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338405.522
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1496

X Coordinate: 7478362.105

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338408.661

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1497

X Coordinate: 7478356.291

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338378.486
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1499

X Coordinate: 7478286.889

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338266.039

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Arnold Cafeteria

Barrier #: 1500

X Coordinate: 7478252.012

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338265.422
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Arnold Dining Center

Barrier #: 1400A

X Coordinate: 7478397.57

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No level wheelchair space provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338435.677

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Arnold Dining Center

Barrier #: 1400B

X Coordinate: 7478397.57

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338435.677
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Arnold Dining Center

Barrier #: 1404

X Coordinate: 7478215.027

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: Space for wheelchair user to pull  under table top not provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338456.937

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2078

X Coordinate: 7477453.204

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341634.441
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2086

X Coordinate: 7477481.464

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341686.31

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2087A

X Coordinate: 7477478.364

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341683.955
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2087B

X Coordinate: 7477478.364

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341683.955

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2087C

X Coordinate: 7477478.364

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341683.955
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Asian and Pacific Cultural Center

Barrier #: 2087D

X Coordinate: 7477478.364

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 144

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341683.955

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 980A

X Coordinate: 7480981.898

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339491.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 980B

X Coordinate: 7480981.898

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339491.256

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 980C

X Coordinate: 7480981.898

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339491.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 980D

X Coordinate: 7480981.898

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339491.256

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 981A

X Coordinate: 7480979.101

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339487.757
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 981B

X Coordinate: 7480979.101

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339487.757

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 981C

X Coordinate: 7480979.101

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Bottom handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339487.757
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 982

X Coordinate: 7480959.606

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 5/8" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339522.813

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 983A

X Coordinate: 7480934.552

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339508.093
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 983B

X Coordinate: 7480934.552

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339508.093

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 983C

X Coordinate: 7480934.552

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339508.093
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 983D

X Coordinate: 7480934.552

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339508.093

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 984

X Coordinate: 7480984.842

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339463.263
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House

Barrier #: 985

X Coordinate: 7480984.205

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 2" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339465.377

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House ‐ Parking Lot

Barrier #: 978

X Coordinate: 7481012.63

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 3 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339485.017
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Autzen House ‐ Parking Lot

Barrier #: 979

X Coordinate: 7480996.399

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.5%

Quantity: SF

Official Responsible:

Notes: 3 total stalls, 1 accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339478.175

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Avery Lodge

Barrier #: 110A

X Coordinate: 7480561.875

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339948.242
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Avery Lodge

Barrier #: 110B

X Coordinate: 7480561.875

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339948.242

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Avery Lodge

Barrier #: 111A

X Coordinate: 7480561.009

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339934.352
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Avery Lodge

Barrier #: 111B

X Coordinate: 7480561.009

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 11" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339934.352

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Avery Lodge

Barrier #: 111C

X Coordinate: 7480561.009

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail bottom extension is not sloped for min. one tread length

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339934.352
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 63A

X Coordinate: 7480506.525

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 90

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339866.471

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 63B

X Coordinate: 7480506.525

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 22500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 90

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339866.471
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 63C

X Coordinate: 7480506.525

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6075

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 27

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339866.471

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 63D

X Coordinate: 7480506.525

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339866.471
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 64

X Coordinate: 7480526.778

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.641

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 65

X Coordinate: 7480525.043

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339870.915
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 66

X Coordinate: 7480560.206

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339853.776

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67A

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 11" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.099
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67B

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339865.099

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67C

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.099
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67D

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No sloped bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.099

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67E

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 4" level bottom handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.099
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 67F

X Coordinate: 7480583.224

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No min. 12" top level handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339865.099

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 68A

X Coordinate: 7480610.761

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339840.048
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 68B

X Coordinate: 7480610.761

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339840.048

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 69A

X Coordinate: 7480514.049

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: Back support is not at least 18" high

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15" back support height and 18" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339763.869
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 69B

X Coordinate: 7480514.049

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 85 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339763.869

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 71A

X Coordinate: 7480513.003

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2380

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339907.656
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 71B

X Coordinate: 7480513.003

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 11" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339907.656

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 71C

X Coordinate: 7480513.003

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339907.656
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Avery Lodge

Barrier #: 71D

X Coordinate: 7480513.003

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 17000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 68

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339907.656

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Azalea House

Barrier #: 107

X Coordinate: 7480452.379

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 7" step at door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339953.635
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Azalea House

Barrier #: 108

X Coordinate: 7480448.018

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339955.309

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Azalea House

Barrier #: 70

X Coordinate: 7480494.778

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339929.766

ADA Assessment  Survey ‐ Draft (05/07/2012) 118
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Azalea House

Barrier #: 72

X Coordinate: 7480512.243

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339947.718

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Azalea House

Barrier #: 88

X Coordinate: 7480364.677

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Relocate emergency phone or demolish and reconstruct to provide level landing

As Built Desc: 3.6%

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339932.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 749A

X Coordinate: 7477816.037

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340642.43

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 749B

X Coordinate: 7477816.037

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340642.43
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 750A

X Coordinate: 7477834.992

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340644.304

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 750B

X Coordinate: 7477834.992

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1610

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340644.304
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 750C

X Coordinate: 7477834.992

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340644.304

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 751

X Coordinate: 7477838.651

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3‐1/2" step at door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340656.807
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 752A

X Coordinate: 7477878.254

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340684.647

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 752B

X Coordinate: 7477878.254

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1610

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340684.647
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 752C

X Coordinate: 7477878.254

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340684.647

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 753

X Coordinate: 7477868.686

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3‐1/2" step at entry door

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340681.494
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 756A

X Coordinate: 7477874.216

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340858.56

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 756B

X Coordinate: 7477874.216

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340858.56
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 756C

X Coordinate: 7477874.216

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 595

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340858.56

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 756D

X Coordinate: 7477874.216

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340858.56
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 757

X Coordinate: 7477870.186

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing or relocate actuating device

As Built Desc: 6.5% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340865.39

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 758A

X Coordinate: 7477871.577

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340893.266
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 758B

X Coordinate: 7477871.577

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" wheelguide provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 58

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340893.266

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 759A

X Coordinate: 7477803.295

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340855.935
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 759B

X Coordinate: 7477803.295

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340855.935

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 760

X Coordinate: 7477812.737

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide directional sign to accessible entry

As Built Desc: 5/8" lip at door

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340862.853
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 761A

X Coordinate: 7477802.17

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 19

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340818.523

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 761B

X Coordinate: 7477802.17

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340818.523

ADA Assessment  Survey ‐ Draft (05/07/2012) 130
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 761C

X Coordinate: 7477802.17

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340818.523

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 761D

X Coordinate: 7477802.17

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340818.523
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Ballard Extension Hall

Barrier #: 761E

X Coordinate: 7477802.17

Barrier Area: Stairways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in landing 

Solution: Grind or repair to remove trip hazard

As Built Desc: 1‐1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ABA/ABA 504.4

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340818.523

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Batcheller Hall

Barrier #: 255A

X Coordinate: 7478982.85

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340709.422
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Batcheller Hall

Barrier #: 255B

X Coordinate: 7478982.85

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2730

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340709.422

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Batcheller Hall

Barrier #: 255C

X Coordinate: 7478982.85

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340709.422
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Batcheller Hall

Barrier #: 256

X Coordinate: 7478994.005

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 12.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340727.879

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Batcheller Hall

Barrier #: 257

X Coordinate: 7478986.92

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340704.456
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 497A

X Coordinate: 7478993.667

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route

As Built Desc: 26" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 19

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340619.938

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 497B

X Coordinate: 7478993.667

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340619.938
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 497C

X Coordinate: 7478993.667

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340619.938

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 497D

X Coordinate: 7478993.667

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340619.938
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 498A

X Coordinate: 7478982.473

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 35750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 143

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340625.542

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 498B

X Coordinate: 7478982.473

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 33

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340625.542
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 498C

X Coordinate: 7478982.473

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5005

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 143

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340625.542

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 498D

X Coordinate: 7478982.473

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340625.542
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 499

X Coordinate: 7478997.92

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340636.491

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 500A

X Coordinate: 7478888.829

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340637.773
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 500B

X Coordinate: 7478888.829

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1015

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340637.773

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Batcheller Hall

Barrier #: 500C

X Coordinate: 7478888.829

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1015

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340637.773
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Bates Hall

Barrier #: 2146

X Coordinate: 7477218.076

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.2% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340815.985

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Bates Hall

Barrier #: 2147

X Coordinate: 7477649.288

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341024.915
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Bates Hall

Barrier #: 2148

X Coordinate: 7477694.955

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 95

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340926.255

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Bates Hall

Barrier #: 2149

X Coordinate: 7477686.524

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340925.5
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Bates Hall ‐ Parking Lot

Barrier #: 2142A

X Coordinate: 7477610.161

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes: 4 new accessible stalls (2 van access)

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341004.386

Field Date:  ######### Report Date: #########

Location: Bates Hall ‐ Parking Lot

Barrier #: 2142B

X Coordinate: 7477610.161

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not clearly visible

Solution: Relocate sign or trim trees to provide visibility

As Built Desc: ISA sign not clearly visible due to trees

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341004.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Bates Hall ‐ Parking Lot

Barrier #: 2143

X Coordinate: 7477628.844

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not clearly visible

Solution: Relocate sign or trim trees to provide visibility

As Built Desc: ISA sign not clearly visible due to trees

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340999.517

Field Date:  ######### Report Date: #########

Location: Bates Hall ‐ Parking Lot

Barrier #: 2144

X Coordinate: 7477661.247

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not clearly visible

Solution: Relocate sign or trim trees to provide visibility

As Built Desc: ISA sign not clearly visible due to trees

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340996.964
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Bates Hall ‐ Parking Lot

Barrier #: 2145

X Coordinate: 7477680.828

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not clearly visible

Solution: Relocate sign or trim trees to provide visibility

As Built Desc: ISA sign not clearly visible due to trees

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340996.969

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Beef Center

Barrier #: 1716

X Coordinate: 7474649.954

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340757.329
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 366A

X Coordinate: 7479195.901

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 90

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340305.925

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 366B

X Coordinate: 7479195.901

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340305.925
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 366C

X Coordinate: 7479195.901

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340305.925

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 367

X Coordinate: 7479195.106

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing or relocate actuating device

As Built Desc: 3.5% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340312.906
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 368A

X Coordinate: 7479186.624

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340313.784

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 368B

X Coordinate: 7479186.624

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340313.784
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 389A

X Coordinate: 7479245.162

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 240

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340418.45

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 389B

X Coordinate: 7479245.162

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.45
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 389C

X Coordinate: 7479245.162

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.45

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 389D

X Coordinate: 7479245.162

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 60000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 240

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.45
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 389E

X Coordinate: 7479245.162

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.45

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 390

X Coordinate: 7479240.708

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340410.92
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 393A

X Coordinate: 7479227.521

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" back support height, 13" bench seat depth and backrest not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340449.212

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 393B

X Coordinate: 7479227.521

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340449.212
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 393C

X Coordinate: 7479227.521

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 40 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340449.212

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 403A

X Coordinate: 7479532.176

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth, 16" bench seat height and 15" high back support

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340248.305
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 403B

X Coordinate: 7479532.176

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide additional bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340248.305

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 407A

X Coordinate: 7479377.657

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 32 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340343.491
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 407B

X Coordinate: 7479377.657

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" back support height and 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340343.491

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 407C

X Coordinate: 7479377.657

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340343.491
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 408A

X Coordinate: 7479531.069

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 85 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340415.336

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 408B

X Coordinate: 7479531.069

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" back support height, 13" bench seat depth and backrest not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340415.336
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall

Barrier #: 408C

X Coordinate: 7479531.069

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340415.336

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Benton Hall ‐ Corner A

Barrier #: 475

X Coordinate: 7479191.885

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340297.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Benton Hall ‐ Corner D

Barrier #: 476

X Coordinate: 7479182.995

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340276.248

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 381

X Coordinate: 7479084.222

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340551.389
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 382A

X Coordinate: 7479125.604

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340564.883

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 382B

X Coordinate: 7479125.604

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Repair surface if this is determined to be an accessible route

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340564.883
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 383A

X Coordinate: 7479127.332

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340557.802

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 383B

X Coordinate: 7479127.332

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1935

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 43

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340557.802
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 384

X Coordinate: 7479137.991

Barrier Area: Signage

Barrier Type: Directional Sign ‐ Non‐Acc

Description: No directional signage provided at non‐accessible route or entry

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340515.242

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 385

X Coordinate: 7479183.898

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340451.597
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 386

X Coordinate: 7479219.816

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340433.26

Field Date:  ######### Report Date: #########

Location: Benton Hall ‐ Walkway

Barrier #: 391

X Coordinate: 7479389.664

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340541.894
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 392

X Coordinate: 7479254.781

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8010

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 178

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340436.421

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 394

X Coordinate: 7479194.862

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5805

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 129

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340437.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 395

X Coordinate: 7479169.738

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340402.125

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 396

X Coordinate: 7479139.745

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340362.173
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 397

X Coordinate: 7479143.981

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340379.262

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 398A

X Coordinate: 7479131.779

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340403.88
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 398B

X Coordinate: 7479131.435

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340406.07

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 399

X Coordinate: 7479099.511

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340497.937
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 404A

X Coordinate: 7479451.133

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 150

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340268.273

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 404B

X Coordinate: 7479419.389

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340281.796
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 404C

X Coordinate: 7479343.713

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340316.721

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 405A

X Coordinate: 7479332.425

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 12.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340303.353
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 405B

X Coordinate: 7479338.553

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340304.363

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall ‐ Walkway

Barrier #: 406

X Coordinate: 7479342.627

Barrier Area: Signage

Barrier Type: Directional Sign ‐ Non‐Acc

Description: No directional signage provided at non‐accessible route or entry

Solution: Provide compliant directional signage leading to accessible route and entry to building

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340310.346
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 353

X Coordinate: 7479116.81

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 8 accessible stalls (1 van access)

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340309.167

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 354A

X Coordinate: 7479138.931

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340285.392
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 354B

X Coordinate: 7479138.931

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340285.392

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 354C

X Coordinate: 7479138.931

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340285.392

ADA Assessment  Survey ‐ Draft (05/07/2012) 171



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 355A

X Coordinate: 7479117.494

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340292.616

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 355B

X Coordinate: 7479117.494

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340292.616
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 356A

X Coordinate: 7479084.747

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340307.106

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 356B

X Coordinate: 7479084.747

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340307.106
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 357A

X Coordinate: 7479070.676

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340313.344

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 357B

X Coordinate: 7479070.676

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340313.344

ADA Assessment  Survey ‐ Draft (05/07/2012) 174



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 358A

X Coordinate: 7479062.216

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340319.641

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 358B

X Coordinate: 7479062.216

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 35

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340319.641
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 359A

X Coordinate: 7479047.275

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340323.981

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 359B

X Coordinate: 7479047.275

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 35

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340323.981
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 360

X Coordinate: 7479080.247

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340342.123

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Benton Hall/Women's Center ‐ Parking Lot

Barrier #: 361

X Coordinate: 7479097.378

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340325.945
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 609A

X Coordinate: 7478487.126

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340737.669

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 609B

X Coordinate: 7478487.126

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.669
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 609C

X Coordinate: 7478487.126

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.669

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 610A

X Coordinate: 7478392.44

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340737.75
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 610B

X Coordinate: 7478392.44

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 805

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.75

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 610C

X Coordinate: 7478392.44

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.75
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 619A

X Coordinate: 7478381.618

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340625.266

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 619B

X Coordinate: 7478381.618

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340625.266
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 620A

X Coordinate: 7478466.827

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340619.392

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 620B

X Coordinate: 7478466.827

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340619.392
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 621

X Coordinate: 7478418.853

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340658.363

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 622

X Coordinate: 7478416.528

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Description: Clear floor space for wheelchair not provided at control or mechanism

Solution: Rework area to provide wheelchair space at control or mechanism

As Built Desc: No clear floor space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340663.278
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 623A

X Coordinate: 7478436.829

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340654.542

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 623B

X Coordinate: 7478436.829

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 128

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340654.542
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 623C

X Coordinate: 7478436.829

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340654.542

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 624A

X Coordinate: 7478452.174

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340652.179
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 624B

X Coordinate: 7478452.174

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340652.179

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 624C

X Coordinate: 7478452.174

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340652.179
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Bexell Hall

Barrier #: 625

X Coordinate: 7478455.749

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 12.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340662.323

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 790

X Coordinate: 7478221.679

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341254.762
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 791

X Coordinate: 7478217.123

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide directional signage leading to accessible route to entrance

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341246.657

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 792A

X Coordinate: 7478193.767

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 14850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 66

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341261.693
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 792B

X Coordinate: 7478193.767

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341261.693

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807A

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 15" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807B

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341189.015

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807C

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807D

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807E

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807F

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center

Barrier #: 807G

X Coordinate: 7478198.521

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341189.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 803

X Coordinate: 7478117.978

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 2 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 131 stalls, 2 accessible stalls & 1 van accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341096.109

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 804A

X Coordinate: 7478107.266

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 12' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341021.138
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 804B

X Coordinate: 7478107.266

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341021.138

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 805A

X Coordinate: 7478138.23

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 10' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341057.663
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 805B

X Coordinate: 7478138.23

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route from stall to building entrance

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 50

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341057.663

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 806A

X Coordinate: 7478155.551

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 12' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341057.348
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Black Cultural Center/Plageman Hall ‐ Parking Lot

Barrier #: 806B

X Coordinate: 7478155.551

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route from stall to building entrance

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 50

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341057.348

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1498

X Coordinate: 7478337.625

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 51" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338215.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1501

X Coordinate: 7478219.257

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is part of accessible route

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338235.685

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1502

X Coordinate: 7478219.689

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is part of accessible route

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338218.482
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1503A

X Coordinate: 7478217.653

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing if this is part of accessible route

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338202.872

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1503B

X Coordinate: 7478217.653

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold if this is part of accessible route

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338202.872
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1504

X Coordinate: 7478201.463

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338185.773

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1505A

X Coordinate: 7478344.927

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 51" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338149.389
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Bloss Hall

Barrier #: 1505B

X Coordinate: 7478344.927

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Relocate phone or demolish and reconstruct to provide level landing

As Built Desc: No min. 30" x 48" level wheelchair space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338149.389

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center ‐ Parking L

Barrier #: 1506

X Coordinate: 7478366.392

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 45" high

Quantity: EACH

Official Responsible:

Notes: 71 total stalls, 4 new accessible stalls (2 van access)

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338096.595
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center ‐ Parking L

Barrier #: 1507

X Coordinate: 7478349.413

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 38" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338095.088

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center ‐ Parking L

Barrier #: 1508

X Coordinate: 7478462.958

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 41" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338009.134
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center ‐ Parking L

Barrier #: 1509

X Coordinate: 7478446.563

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 43" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338008.579

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center ‐ Parking L

Barrier #: 1510

X Coordinate: 7478355.847

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.7% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338113.035
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Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center Parking Lo

Barrier #: 1511A

X Coordinate: 7478213.573

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338083.561

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center Parking Lo

Barrier #: 1511B

X Coordinate: 7478213.573

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes that span the entire width of ramp within pedestrian path

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338083.561
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Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center Parking Lo

Barrier #: 1512

X Coordinate: 7478217.501

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338051.194

Field Date:  ######### Report Date: #########

Location: Bloss Hall/International Living Learning Center Parking Lo

Barrier #: 1513

X Coordinate: 7478205.277

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338012.651
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Field Date:  8/12/2011 Report Date: 8/12/2011

Location: Bookstore

Barrier #: 3110

X Coordinate: 7478272.353

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 11" bench seat depth and 22" bench seat length

Quantity: EACH

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339825.436

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building A

Barrier #: 1853

X Coordinate: 7475322.208

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard if this is part of accessible route

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341177.748
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building A ‐ East Building Side

Barrier #: 1809

X Coordinate: 7475403.58

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 55

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341127.09

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building A/Building B ‐ Walkway

Barrier #: 1810

X Coordinate: 7475375.284

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341182.12
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building B ‐ North

Barrier #: 1811A

X Coordinate: 7475346.072

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 21" bench seat height, 17" bench seat depth and no back rest provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341295.176

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building B ‐ North

Barrier #: 1811B

X Coordinate: 7475346.072

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341295.176
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C

Barrier #: 1816A

X Coordinate: 7475351.237

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17.5" bench seat depth, 17‐1/2" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.521

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C

Barrier #: 1816B

X Coordinate: 7475351.237

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 5 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.521
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C

Barrier #: 1816C

X Coordinate: 7475351.237

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Relocate bench to accessible location

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.521

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C

Barrier #: 1817A

X Coordinate: 7475334.882

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341403.347
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C

Barrier #: 1817B

X Coordinate: 7475334.882

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341403.347

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C ‐ East

Barrier #: 1812A

X Coordinate: 7475320.136

Barrier Area: Picnic Facilities

Barrier Type: Benches ‐ Seat Height

Description: Bench seat not 20" to 24" deep and 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 9" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341324.824
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C ‐ East

Barrier #: 1812B

X Coordinate: 7475320.136

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341324.824

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C ‐ East

Barrier #: 1813

X Coordinate: 7475316.866

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341328.527
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building C ‐ East

Barrier #: 1814

X Coordinate: 7475315.135

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341341.724

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building D

Barrier #: 1850

X Coordinate: 7475266.138

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341478.36
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building D

Barrier #: 1851

X Coordinate: 7475291.249

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341465.406

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building D

Barrier #: 1852

X Coordinate: 7475342.391

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341464.413
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building D ‐ South

Barrier #: 1818

X Coordinate: 7475349.483

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341421.927

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building D ‐ South

Barrier #: 1819

X Coordinate: 7475365.241

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341407.689
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building D East ‐ Corner A

Barrier #: 1829

X Coordinate: 7475423.296

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp and construct compliant curb ramp or blended transition

As Built Desc: 9.7% running slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 4750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341419.416

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building D East ‐ Corner B

Barrier #: 1830

X Coordinate: 7475440.2

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp and construct compliant curb ramp or blended transition

As Built Desc: 11.6% running slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 5700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341419.549
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building G ‐ South

Barrier #: 1822A

X Coordinate: 7475387.77

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 5 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341674.743

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building G ‐ South

Barrier #: 1822B

X Coordinate: 7475387.77

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench when relocating

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341674.743
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building G ‐ South

Barrier #: 1822C

X Coordinate: 7475387.77

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17‐1/2" bench seat depth and 17‐1/2" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341674.743

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building J ‐ South

Barrier #: 1827

X Coordinate: 7475475.325

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5805

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 129

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341680.462
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building M ‐ East

Barrier #: 1845A

X Coordinate: 7475598.135

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341612.373

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Building M ‐ East

Barrier #: 1845B

X Coordinate: 7475598.135

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341612.373
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building Q ‐ West

Barrier #: 1837

X Coordinate: 7475466.066

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341416.627

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building R ‐ North

Barrier #: 1844

X Coordinate: 7475668.929

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341468.091
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ East

Barrier #: 1843

X Coordinate: 7475596.905

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341383.948

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1831A

X Coordinate: 7475530.188

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench when relocating

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341406.508
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1831B

X Coordinate: 7475530.188

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17‐1/2" bench seat depth with no back support provided

Quantity: EACH

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341406.508

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1832A

X Coordinate: 7475529.737

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench when relocating

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341288.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1832B

X Coordinate: 7475529.737

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17‐1/2" bench seat depth

Quantity: EACH

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341288.014

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1832C

X Coordinate: 7475529.737

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341288.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1835A

X Coordinate: 7475485.418

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 5 feet from adjacent pedestrian route. Recommended ‐ provide min. one accessible bench in playgro

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341398.772

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1836B

X Coordinate: 7475485.418

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341398.772
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1836C

X Coordinate: 7475485.418

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17‐1/2" bench seat depth

Quantity: EACH

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341398.772

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building T ‐ Playground

Barrier #: 1836D

X Coordinate: 7475485.418

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: Back support is not at least 18" high

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17‐1/2" back support height

Quantity: EACH

Official Responsible:

Notes: Recommended ‐ provide min. one accessible bench in playground location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341398.772
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Building Trades Carpernter Shop

Barrier #: 1059

X Coordinate: 7479058.173

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338910.122

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Building Trades Carpernter Shop

Barrier #: 1060

X Coordinate: 7479086.531

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 22.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 105

Y Coordinate: 338906.846
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Building Trades Carpernter Shop

Barrier #: 1061A

X Coordinate: 7479095.366

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 16.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338906.813

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Building Trades Carpernter Shop

Barrier #: 1061B

X Coordinate: 7479095.366

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 5/8" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338906.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building U

Barrier #: 1842A

X Coordinate: 7475606.664

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341253.413

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building U

Barrier #: 1842B

X Coordinate: 7475606.664

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341253.413
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building V ‐ North

Barrier #: 1833

X Coordinate: 7475489.074

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341289.42

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building V ‐ West

Barrier #: 1840

X Coordinate: 7475460.832

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341282.323
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building V West ‐ Corner A

Barrier #: 1838

X Coordinate: 7475415.074

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp and construct compliant curb ramp or blended transition

As Built Desc: 10.1% running slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersecton corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 5700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341287.763

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building V West ‐ Corner B

Barrier #: 1839

X Coordinate: 7475437.026

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp and construct compliant curb ramp or blended transition

As Built Desc: 10.1% running slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersecton corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 5700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341288.344
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Building Y ‐ West

Barrier #: 1841

X Coordinate: 7475436.304

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341180.425

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2099A

X Coordinate: 7477705.555

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341356.47
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2099B

X Coordinate: 7477705.855

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341356.465

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2100A

X Coordinate: 7477647.244

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341337.529
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2100B

X Coordinate: 7477647.244

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341337.529

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2100C

X Coordinate: 7477647.244

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341337.529
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2106

X Coordinate: 7477567.273

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341093.439

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2107

X Coordinate: 7477529.773

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341107.336
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2108A

X Coordinate: 7477528.554

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341121.647

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2108B

X Coordinate: 7477528.554

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341121.647
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2109

X Coordinate: 7477476.83

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341104.664

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2110

X Coordinate: 7477452.633

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant ramp to door landing

As Built Desc: 7" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341174.463
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall

Barrier #: 2111

X Coordinate: 7477449.731

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks level landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341183.683

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall ‐ Courtyard

Barrier #: 2112A

X Coordinate: 7477505.385

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 14" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 7 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341273.139
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Burt Hall ‐ Courtyard

Barrier #: 2112B

X Coordinate: 7477505.385

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341273.139

Field Date:  ######### Report Date: #########

Location: Burt Hall/Wilkinson Hall ‐ Parking Lot

Barrier #: 2098

X Coordinate: 7477650.296

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes: 4 new accessible stalls (2 van access)

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341459.407
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Burt Hall/Wilkinson Hall Parking Lot ‐ Corner D

Barrier #: 2097

X Coordinate: 7477633.075

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner A compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341421.657

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Buxton Hall

Barrier #: 2455A

X Coordinate: 7477280.663

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339722.108
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Buxton Hall

Barrier #: 2455B

X Coordinate: 7477280.663

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339722.108

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Buxton Hall

Barrier #: 2456

X Coordinate: 7477270.673

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339716.002
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Buxton Hall

Barrier #: 2457

X Coordinate: 7477262.862

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 11" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339720.838

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 901

X Coordinate: 7479431.515

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339537.734
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 904

X Coordinate: 7479283.584

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339546.331

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 905

X Coordinate: 7479283.326

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339558.082
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 908

X Coordinate: 7479489.842

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339592.097

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 909

X Coordinate: 7479385.656

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339576.796
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 910

X Coordinate: 7479404.905

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339577.118

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Callahan Hall

Barrier #: 911

X Coordinate: 7479479.654

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339617.852
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall ‐ Parking Lot

Barrier #: 973

X Coordinate: 7479302.631

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 151‐200

Description: Minimum 6 accessible stall not provided in lot/structure

Solution: Provide at least 6 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 6 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 185 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339361.332

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 915

X Coordinate: 7479579.302

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 2 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339699.203

ADA Assessment  Survey ‐ Draft (05/07/2012) 244



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 916

X Coordinate: 7479548.862

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339687.493

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 917A

X Coordinate: 7479531.273

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339685.469
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 917B

X Coordinate: 7479531.273

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route by constructing curb cut at top of access aisle

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 14 total stalls, 2 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339685.469

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 918A

X Coordinate: 7479545.382

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.3% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339677.799
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 918B

X Coordinate: 7479545.382

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.9% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339677.799

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Callahan Hall/McNary Hall ‐ Parking Lot

Barrier #: 918C

X Coordinate: 7479545.382

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339677.799
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Campus Fruit Garden

Barrier #: 1939A

X Coordinate: 7475389.872

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Loose gravel surface nor firm and stable

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3105

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 69

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340733.14

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Campus Fruit Garden

Barrier #: 1939B

X Coordinate: 7475389.872

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340733.14
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1311A

X Coordinate: 7478988.651

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338658.172

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1311B

X Coordinate: 7478988.651

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338658.172
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1313

X Coordinate: 7478978.418

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338648.704

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1318

X Coordinate: 7478979.782

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338730.874
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1319

X Coordinate: 7478961.83

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338731.643

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1320

X Coordinate: 7478884.732

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338734.578
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1321A

X Coordinate: 7478794.037

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.0% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338735.68

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1321B

X Coordinate: 7478794.037

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.4% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338735.68
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1321C

X Coordinate: 7478794.037

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes at detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338735.68

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1321D

X Coordinate: 7478794.037

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% top landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338735.68

ADA Assessment  Survey ‐ Draft (05/07/2012) 253



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1322

X Coordinate: 7478823.051

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338730.758

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1323

X Coordinate: 7478647.065

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338742.77
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1324A

X Coordinate: 7478649.997

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.0% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338732.574

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1324B

X Coordinate: 7478649.997

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338732.574
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1324C

X Coordinate: 7478649.997

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (8.3% or more)

Description: Transition from gutter into roadway slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 9.2% transition slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338732.574

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1325

X Coordinate: 7478661.059

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338734.455
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1326

X Coordinate: 7478685.262

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338733.83

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1327

X Coordinate: 7478713.807

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338725.042
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328A

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 23

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338670.527

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328B

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 21000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 84

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338670.527
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328C

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 23

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338670.527

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328D

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 21000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 84

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338670.527
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328E

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338670.527

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1328F

X Coordinate: 7478664.606

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2940

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 84

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338670.527
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1329

X Coordinate: 7478662.054

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes: Cracked concrete

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338655.608

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1330A

X Coordinate: 7478851.711

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338608.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1330B

X Coordinate: 7478851.711

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338608.778

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1330C

X Coordinate: 7478851.711

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338608.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1330D

X Coordinate: 7478851.711

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338608.778

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1330E

X Coordinate: 7478851.711

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3220

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 92

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338608.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1331

X Coordinate: 7478854.626

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 2" gap

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338613.274

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Cascade Hall

Barrier #: 1332

X Coordinate: 7478664.735

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 75

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338632.884
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2414A

X Coordinate: 7476958.686

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339552.773

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2414B

X Coordinate: 7476958.686

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339552.773
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2415

X Coordinate: 7476959.954

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339578.18

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2417A

X Coordinate: 7476954.948

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339538.46
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2417B

X Coordinate: 7476954.948

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339538.46

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2417C

X Coordinate: 7476954.948

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339538.46
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2424

X Coordinate: 7477126.728

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339523.226

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2426

X Coordinate: 7477142.01

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Description: Door, sliding/folding door or gate clear width is not min. 32"

Solution: No remediation recommended ‐ structural support cannot be moved.

As Built Desc: No 90 degree doorswing due to pole

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.2  and ADA/ABA 404.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339515.794
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2444A

X Coordinate: 7477020.452

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339539.326

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2444B

X Coordinate: 7477020.452

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339539.326
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2446A

X Coordinate: 7477150.49

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339531.57

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Cauthorn Hall

Barrier #: 2446B

X Coordinate: 7477150.49

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: Required handrail not provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides of stairway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339531.57
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1480A

X Coordinate: 7477854.016

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 15.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338308.757

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1480B

X Coordinate: 7477854.346

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338311.823
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1481

X Coordinate: 7477888.382

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338333.024

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1482

X Coordinate: 7477888.03

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338336.625
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1483

X Coordinate: 7477841.777

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338307.311

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484A

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484B

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484C

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 42" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484D

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 9" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484E

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484F

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338332.226

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484G

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484H

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Exit Stairway

Description: Exit stairway does not provide min. 48" clear width between handrails

Solution: Trim foliage to provide min. 48" clear width

As Built Desc: 30" clear width due to foliage growth

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1009

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1484I

X Coordinate: 7477837.556

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338332.226
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1485A

X Coordinate: 7477832.234

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 16" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338343.22

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1485B

X Coordinate: 7477832.234

Barrier Area: Street Furniture

Barrier Type: Maneuvering Clearance

Description: Min. wheelchair space of min. 30" x 48" not provided at street furniture

Solution: Recommended: provide additional accessible bench in accessible location

As Built Desc: No min. 30" x 48" wheelchair space provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338343.22
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1486

X Coordinate: 7477847.538

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338347.885

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487A

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487B

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487C

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487D

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487E

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 42" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487F

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 9" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338361.426

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487G

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338361.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1487H

X Coordinate: 7477835.682

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to alternate entry after lift is installed to provide vertical access

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338361.426

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1488

X Coordinate: 7477830.762

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths to directional signage to accessible route

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338362.161
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1489

X Coordinate: 7477902.646

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide directional signage to accessible route

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338375.584

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1490A

X Coordinate: 7477897.027

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338365.796
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1490B

X Coordinate: 7477897.027

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338365.796

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1490C

X Coordinate: 7477897.027

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338365.796
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1491A

X Coordinate: 7477904.144

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338367.562

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1491B

X Coordinate: 7477904.144

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: No remediation recommended

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338367.562
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1491C

X Coordinate: 7477904.144

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 70

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338367.562

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Centro Cultural Cesar Chavez

Barrier #: 1492

X Coordinate: 7477904.928

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Provide directionall signage leading to accessible entrance

As Built Desc: 8" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338364.739
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1548

X Coordinate: 7477885.909

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338208.436

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1552A

X Coordinate: 7477945.235

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of Expanded metal grate pattern in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338196.12
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1552B

X Coordinate: 7477945.235

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338196.12

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1553

X Coordinate: 7477938.06

Barrier Area: Street Furniture

Barrier Type: ATM ‐ Accessible Route

Description: Persons using wheelchairs not able to reach ATM

Solution: Contact vendor to replace ATM machine

As Built Desc: 50" button height

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338171.272
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1554

X Coordinate: 7477914.751

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338203.819

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1555

X Coordinate: 7477900.823

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338192.367

ADA Assessment  Survey ‐ Draft (05/07/2012) 290



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1557

X Coordinate: 7477818.785

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing if this door is part of accessible route

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338027.869

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1559A

X Coordinate: 7477887.643

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338030.82
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1559B

X Coordinate: 7477887.643

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 5/8" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338030.82

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1560

X Coordinate: 7477963.832

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 12 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338016.02
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1561

X Coordinate: 7478019.035

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338025.829

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1562A

X Coordinate: 7478023.528

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338052.957
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1562B

X Coordinate: 7478023.528

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338052.957

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1563

X Coordinate: 7478022.498

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3105

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 69

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338063.346
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1564

X Coordinate: 7478021.898

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338072.425

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1565A

X Coordinate: 7478023.675

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338131.264
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1565B

X Coordinate: 7478023.675

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338131.264

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1566

X Coordinate: 7478024.801

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338053.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1567A

X Coordinate: 7478072.343

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3015

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 67

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338205.796

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1567B

X Coordinate: 7478071.095

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338160.133
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1567C

X Coordinate: 7478068.075

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338141.751

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1568

X Coordinate: 7478072.982

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard if this is part of the accessible route

As Built Desc: 1" lip in walkway surface and a 1" horizontal gap in walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338137.378
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1569

X Coordinate: 7478071.156

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope if this is part of the accessible route

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338138.948

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1570

X Coordinate: 7478082.141

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is part of the accessible route

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338141.002
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1571

X Coordinate: 7478088.084

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard if this is part of the accessible route

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338140.577

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1572

X Coordinate: 7478099.073

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp if this is part of the accessible route

As Built Desc: 17.4% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338139.181
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1573A

X Coordinate: 7478069.27

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4095

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 91

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338133.766

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1573B

X Coordinate: 7478067.299

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338074.284
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1574

X Coordinate: 7478063.276

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 3/4" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338044.015

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1575

X Coordinate: 7478063.504

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338013.342
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1576

X Coordinate: 7478062.609

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338003.245

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center

Barrier #: 1577

X Coordinate: 7478050.403

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 5.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337991.228
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1578

X Coordinate: 7478064.588

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338000.268

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1579A

X Coordinate: 7478070.546

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338001.728
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1579B

X Coordinate: 7478095.464

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338003.102

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1580

X Coordinate: 7478138.828

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338008.94
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1581

X Coordinate: 7478079.781

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337969.16

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: CH2M Hill Alumni Center

Barrier #: 1582

X Coordinate: 7478062.826

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337982.969
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Corner C

Barrier #: 1549

X Coordinate: 7478071.93

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338223.479

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Corner D

Barrier #: 1551A

X Coordinate: 7477996.201

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338224.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Corner D

Barrier #: 1551B

X Coordinate: 7477996.201

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338224.408

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Corner D

Barrier #: 1551C

X Coordinate: 7477996.201

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338224.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1542

X Coordinate: 7477868.562

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 59 total stalls, 5 accessible stalls & 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338220.642

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1543

X Coordinate: 7477833.114

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Trim foliage to allow sign to be viewed

As Built Desc: ISA signage not clearly visible due to foilage

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338228.935
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1544

X Coordinate: 7477842.457

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338228.32

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1545A

X Coordinate: 7477858.147

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338224.275
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1545B

X Coordinate: 7477858.147

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Trim foliage to allow sign to be viewed

As Built Desc: ISA post‐mounted signage not clearly visible due to foilage

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338224.275

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1546A

X Coordinate: 7477868.023

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338229.404
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1546B

X Coordinate: 7477868.023

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Trim foliage to allow sign to be viewed

As Built Desc: ISA Post‐mounted signage not clearly visible due to foilage

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338229.404

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Parking Lot

Barrier #: 1547

X Coordinate: 7477884.289

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338228.437
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Splitter Island

Barrier #: 1550A

X Coordinate: 7478031.748

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.7% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338226.38

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Splitter Island

Barrier #: 1550B

X Coordinate: 7478031.748

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338226.38
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: CH2M Hill Alumni Center ‐ Splitter Island

Barrier #: 1550C

X Coordinate: 7478031.748

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338226.38

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1961

X Coordinate: 7475774.737

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340417.129
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1962A

X Coordinate: 7475813.552

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided on entire treads

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340411.043

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1962B

X Coordinate: 7475813.552

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340411.043

ADA Assessment  Survey ‐ Draft (05/07/2012) 315



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1962C

X Coordinate: 7475813.552

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340411.043

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1962D

X Coordinate: 7475813.552

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340411.043
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1963A

X Coordinate: 7475851.148

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340410.543

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1963B

X Coordinate: 7475851.148

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340410.543

ADA Assessment  Survey ‐ Draft (05/07/2012) 317



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1963C

X Coordinate: 7475851.148

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340410.543

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1964A

X Coordinate: 7475901.53

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table or relocate

As Built Desc: Element located in grassy area

Quantity: LF

Official Responsible:

Notes: Bench 24 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340439.697
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1964B

X Coordinate: 7475901.53

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Clear Floor Space

Description: Clear floor space 30" x 48" not provided at table

Solution: Move stored objects

As Built Desc: No clear space provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.1 and ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340439.697

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory

Barrier #: 1965

X Coordinate: 7475903.874

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear space provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340399.081
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Clark Laboratory ‐ Parking Lot

Barrier #: 1960

X Coordinate: 7475743.352

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: Provided 1 accessible parking stall

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340333.312

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography ‐ Parking Lot

Barrier #: 2875

X Coordinate: 7476528.775

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 9 total stalls, 0 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337255.919
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 221

Barrier #: 2870

X Coordinate: 7476547.129

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337287.207

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 222

Barrier #: 2874

X Coordinate: 7476491.276

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337146.353
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 223

Barrier #: 2871

X Coordinate: 7476493.365

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337274.374

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 224

Barrier #: 2869

X Coordinate: 7476584.677

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337231.191
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 224

Barrier #: 2872

X Coordinate: 7476532.374

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337185.737

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 225

Barrier #: 2873

X Coordinate: 7476542.835

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337158.405
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 226

Barrier #: 2867

X Coordinate: 7476500.381

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337428.455

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: College of Oceanography Building 227

Barrier #: 2868

X Coordinate: 7476545.853

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337436.762
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1825A

X Coordinate: 7475414.943

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341591.872

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1825B

X Coordinate: 7475414.943

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341591.872
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1825C

X Coordinate: 7475414.943

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341591.872

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1826A

X Coordinate: 7475416.97

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341557.128
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1826B

X Coordinate: 7475416.97

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 770

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341557.128

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center

Barrier #: 1826C

X Coordinate: 7475416.97

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341557.128
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center ‐ East

Barrier #: 1824

X Coordinate: 7475415.707

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341635.279

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Community Center ‐ North

Barrier #: 1823

X Coordinate: 7475428.106

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341641.211
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Construction Trades Shop

Barrier #: 1039

X Coordinate: 7479083.863

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3‐1/2" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name: Room 104

Y Coordinate: 339112.203

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Construction Trades Shop

Barrier #: 1040

X Coordinate: 7479085.832

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 5" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339116.05
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Construction Trades Shop

Barrier #: 1041

X Coordinate: 7479055.574

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339115.157

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Construction Trades Shop

Barrier #: 1042A

X Coordinate: 7479013.642

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339116.238
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Construction Trades Shop

Barrier #: 1042B

X Coordinate: 7479013.642

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339116.238

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2118

X Coordinate: 7476691.876

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341048.416
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2119A

X Coordinate: 7476603.249

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Move bench to provide clear space

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341048.335

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2119B

X Coordinate: 7476603.249

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" back support height and 17" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341048.335
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2120

X Coordinate: 7477250.283

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341029.888

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2121

X Coordinate: 7477260.021

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340991.553
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2122A

X Coordinate: 7477253.327

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340950.47

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2122B

X Coordinate: 7477253.327

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in walkway

Solution: Provide directional sign leading to accessible route

As Built Desc: 6" step in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340950.47
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2123A

X Coordinate: 7477245.373

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340909.132

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2123B

X Coordinate: 7477245.373

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340909.132
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2123C

X Coordinate: 7477245.373

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340909.132

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2123D

X Coordinate: 7477245.373

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340909.132
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2124

X Coordinate: 7477247.951

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340950.436

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2125A

X Coordinate: 7477385.916

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340962.16
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2125B

X Coordinate: 7477385.916

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340962.16

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2125C

X Coordinate: 7477385.916

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340962.16
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2127A

X Coordinate: 7477476.579

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340957.066

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2127B

X Coordinate: 7477476.579

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 46" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340957.066
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2127C

X Coordinate: 7477476.579

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340957.066

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2128

X Coordinate: 7477534.771

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341031.17

ADA Assessment  Survey ‐ Draft (05/07/2012) 340



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2129A

X Coordinate: 7477546.867

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color not provided on entire tread width

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 140

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340963.778

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2129B

X Coordinate: 7477546.867

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340963.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2129C

X Coordinate: 7477546.867

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340963.778

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2129D

X Coordinate: 7477546.867

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340963.778
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2130

X Coordinate: 7477490.206

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Uneven brick walkway due to use of paver stones

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340660.563

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2131A

X Coordinate: 7477429.438

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340679.173
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2131B

X Coordinate: 7477429.438

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340679.173

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2131C

X Coordinate: 7477429.438

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign at start of pathway that leads pedestrians to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes: Caution should be taken in positioning the sign. Pedestrians should not be forced to retrace their steps.

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340679.173
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2132

X Coordinate: 7477414.771

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340659.796

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2133

X Coordinate: 7477404.937

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340691.88
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2134A

X Coordinate: 7477395.518

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 210

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340688.558

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2134B

X Coordinate: 7477395.518

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340688.558
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2134C

X Coordinate: 7477395.518

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign at start of pathway that leads pedestrians to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes: Caution should be taken in positioning the sign. Pedestrians should not be forced to retrace their steps.

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340688.558

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2135

X Coordinate: 7477317.728

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340662.029
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2136

X Coordinate: 7477310.567

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 11.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 585

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340669.309

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2137A

X Coordinate: 7477295.878

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340689.283
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2137B

X Coordinate: 7477295.878

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340689.283

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Cordley Hall

Barrier #: 2138

X Coordinate: 7477310.459

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 19.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340869.741
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Cordley Hall

Barrier #: 2150

X Coordinate: 7477237.192

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide additional accessible bench

As Built Desc: No back support provided, within 42 LF of bench

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340606.651

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 235A

X Coordinate: 7479129.511

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3325

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 95

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340708.635
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 235B

X Coordinate: 7479129.511

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340708.635

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 235C

X Coordinate: 7479129.511

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340708.635
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 236

X Coordinate: 7479113.055

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing or provide directional signage

As Built Desc: 3" step at door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340712.332

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 237

X Coordinate: 7479181.192

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists. Accessible parking is located next to

As Built Desc: Incorrect placement of detectable warning in parking lot where pedestrian route ends

Quantity: JOB

Official Responsible:

Notes: Recommended: designate accessible route to ensure that such locations are not incorrectly lidentified with 

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340776.673
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 238

X Coordinate: 7479184.976

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340767.819

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 239

X Coordinate: 7479147.024

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Demolish and construct compliant ramp

As Built Desc: 26.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340781.128
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 240

X Coordinate: 7479145.447

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Robotics Lab Entrance

Y Coordinate: 340779.355

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 241

X Coordinate: 7479118.151

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation location not at least 36" from nearest point of moving door

Solution: Relocate actuation device

As Built Desc: Automatic door actuator too close to door

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340806.169
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242A

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.961

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242B

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16650

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 74

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.961
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242C

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 8" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.961

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242D

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 215

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340803.961
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242E

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Water Accumulation ‐ Existing

Description: Stair treads show signs of water accumulation

Solution: Demolish and construct new compliant stairway

As Built Desc: Water accumulation identified

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.5 and ADA/ABA 504.7

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.961

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 242F

X Coordinate: 7479072.691

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.961
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 259A

X Coordinate: 7479051.746

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340737.596

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 259B

X Coordinate: 7479051.746

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.596
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 259C

X Coordinate: 7479051.746

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340737.596

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall

Barrier #: 260

X Coordinate: 7479040.98

Barrier Area: Stairways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in landing 

Solution: Grind or repair to remove trip hazard

As Built Desc: 5/8" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ABA/ABA 504.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340730.91
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496A

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: No consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340628.679

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496B

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340628.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496C

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340628.679

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496D

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340628.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496E

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Handrail ‐ 88" Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340628.679

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Covell Hall

Barrier #: 496F

X Coordinate: 7479059.871

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340628.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 243A

X Coordinate: 7479198.819

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 6 accessible stalls, 2 existing accessible stalls + 4 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340801.834

Field Date:  ######### Report Date: #########

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 243B

X Coordinate: 7479198.819

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 6 accessible stalls, 2 existing accessible stalls + 4 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340801.834
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Field Date:  ######### Report Date: #########

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 244

X Coordinate: 7479204.98

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340812.145

Field Date:  ######### Report Date: #########

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 245

X Coordinate: 7479198.819

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340801.834
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 246A

X Coordinate: 7479029.529

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340866.652

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 246B

X Coordinate: 7479029.529

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 53" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340866.652
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 246C

X Coordinate: 7479029.529

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340866.652

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 246D

X Coordinate: 7479029.529

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340866.652
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 247A

X Coordinate: 7479053.908

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 53" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340868.504

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Covell Hall/Graf Hall ‐ Parking Lot

Barrier #: 247B

X Coordinate: 7479053.908

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340868.504
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1973

X Coordinate: 7476465.244

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340589.357

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1974

X Coordinate: 7476350.44

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.2% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340569.099
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1975A

X Coordinate: 7476370.92

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340618.84

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1975B

X Coordinate: 7476370.92

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 9" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340618.84

ADA Assessment  Survey ‐ Draft (05/07/2012) 369



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1976A

X Coordinate: 7476373.473

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340610.898

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1976B

X Coordinate: 7476373.473

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Clear Space

Description: Clear space not provided at picnic table

Solution: Provide 36" at usable sides of table measured from the back edge of benches 

As Built Desc: No clear wheelchair space provided at picnic table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.4.2 

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340610.898
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1977

X Coordinate: 7476431.455

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340564.591

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1978

X Coordinate: 7476455.071

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340533.32
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1979

X Coordinate: 7476464.77

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340434.991

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1980

X Coordinate: 7476409.813

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340437.848
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1981A

X Coordinate: 7476338.905

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340457.35

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1981B

X Coordinate: 7476338.905

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340457.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1981C

X Coordinate: 7476338.905

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340457.35

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1981D

X Coordinate: 7476338.905

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340457.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1981E

X Coordinate: 7476338.905

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340457.35

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1982A

X Coordinate: 7476283.451

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340483.714
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1982B

X Coordinate: 7476283.451

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340483.714

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1982C

X Coordinate: 7476283.451

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340483.714
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1982D

X Coordinate: 7476283.451

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340483.714

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1982E

X Coordinate: 7476283.451

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340483.714
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1983A

X Coordinate: 7476284.486

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340531.825

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1983B

X Coordinate: 7476284.486

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340531.825
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1983C

X Coordinate: 7476284.486

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340531.825

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1983D

X Coordinate: 7476284.486

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340531.825
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building

Barrier #: 1983E

X Coordinate: 7476284.486

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340531.825

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1984

X Coordinate: 7476188.275

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 201‐300

Description: Minimum 7 accessible stall not provided in lot/structure

Solution: Provide at least 7 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 4 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 283 parking stalls, 3 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340394.033
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1985A

X Coordinate: 7476264.695

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18'

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340592.062

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1985B

X Coordinate: 7476264.695

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340592.062
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1986A

X Coordinate: 7476276.9

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope at top of access aisle

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340584.976

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1986B

X Coordinate: 7476276.9

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast and is not required at parki

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340584.976
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1986C

X Coordinate: 7476276.9

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Gutter to Asphalt Transition

Description: Transition at transition into asphalt not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at asphalt transition into roadway

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340584.976

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1987A

X Coordinate: 7476266.655

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340608.02
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1987B

X Coordinate: 7476266.655

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340608.02

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1988

X Coordinate: 7476276.755

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Gutter to Asphalt Transition

Description: Transition at transition into asphalt not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at asphalt transition into roadway

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340600.294
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1989A

X Coordinate: 7476267.881

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340621.801

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1989B

X Coordinate: 7476267.881

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340621.801
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1990

X Coordinate: 7476275.733

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340613.381

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1991

X Coordinate: 7476280.862

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340623.172
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Crop Science Building/Intramural Field ‐ Parking Lot

Barrier #: 1992

X Coordinate: 7476282.999

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340606.474

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 810

X Coordinate: 7477887.666

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 21.2% running slope. Pavers are also uneven.

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341302.143
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811A

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 10" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811B

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811C

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811D

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811E

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811F

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341317.057
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811G

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 811H

X Coordinate: 7477883.267

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341317.057
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 812A

X Coordinate: 7477882.97

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341321.679

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 812B

X Coordinate: 7477882.97

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341321.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 812C

X Coordinate: 7477882.97

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 10" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341321.679

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 812D

X Coordinate: 7477882.97

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341321.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 813

X Coordinate: 7477860.372

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341377.084

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814A

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341358.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814B

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341358.703

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814C

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 28" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341358.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814D

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341358.703

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814E

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341358.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex

Barrier #: 814F

X Coordinate: 7477861.015

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341358.703

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex/Ocean Administration Buliding

Barrier #: 817A

X Coordinate: 7477785.523

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route

As Built Desc: 20" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 78

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341303.593
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex/Ocean Administration Buliding

Barrier #: 817B

X Coordinate: 7477787.395

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341303.236

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex/Ocean Administration Buliding

Barrier #: 817C

X Coordinate: 7477788.058

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341303.23

ADA Assessment  Survey ‐ Draft (05/07/2012) 398



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dawes Annex/Ocean Administration Buliding

Barrier #: 817D

X Coordinate: 7477851.937

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341300.047

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 500A

X Coordinate: 7478888.829

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: No consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 29

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340637.773
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 500B

X Coordinate: 7478888.829

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 120

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340637.773

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503A

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340667.783
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503B

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340667.783

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503C

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340667.783
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503D

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340667.783

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503E

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340667.783
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 503F

X Coordinate: 7478821.239

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340667.783

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 519

X Coordinate: 7478844.121

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340856.288

ADA Assessment  Survey ‐ Draft (05/07/2012) 403
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 520

X Coordinate: 7478876.131

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340830.538

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 521A

X Coordinate: 7478928.818

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.759
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 521B

X Coordinate: 7478928.818

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/2" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.759

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 521C

X Coordinate: 7478928.818

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340817.759
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 521D

X Coordinate: 7478928.818

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.759

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 521E

X Coordinate: 7478928.818

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.759
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Dearborn Hall

Barrier #: 522

X Coordinate: 7478946.739

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 6" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340818.487

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Dearborn Hall/Rogers Hall

Barrier #: 254A

X Coordinate: 7478954.088

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 29" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340822.009
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Dearborn Hall/Rogers Hall

Barrier #: 254B

X Coordinate: 7478954.088

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340822.009

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Dearborn Hall/Rogers Hall

Barrier #: 254C

X Coordinate: 7478954.088

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340822.009
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Dearborn Hall/Rogers Hall

Barrier #: 254D

X Coordinate: 7478954.088

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340822.009

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Dearborn Hall/Rogers Hall

Barrier #: 254E

X Coordinate: 7478954.088

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340822.009
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 59

X Coordinate: 7480405.198

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339826.257

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 60

X Coordinate: 7480406.503

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339850.698
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 61

X Coordinate: 7480373.967

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 11.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339871.582

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 62

X Coordinate: 7480346.556

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339883.333
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 82A

X Coordinate: 7480310.853

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339852.844

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 82B

X Coordinate: 7480310.853

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339852.844
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 82C

X Coordinate: 7480310.853

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 120

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339852.844

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 83

X Coordinate: 7480330.489

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339833.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 84

X Coordinate: 7480330.128

Barrier Area: Street Furniture

Barrier Type: Bench Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 18" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339827.88

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Dixon Lodge

Barrier #: 87

X Coordinate: 7480336.819

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339901.388
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1167

X Coordinate: 7478147.138

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8055

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 179

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339035.842

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1193

X Coordinate: 7477912.548

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339065.129
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1194A

X Coordinate: 7477980.695

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.2% landing slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339061.899

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1194B

X Coordinate: 7477980.695

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Description: Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Solution: Provide kick plate at push side of door

As Built Desc: Gate has no smooth surface required for wheelchair users to push gate open when operating

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339061.899
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1195

X Coordinate: 7477962.71

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339075.065

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1196

X Coordinate: 7477970.798

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Provide automatic door opening device if this is on accessible route

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339085.302
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1197

X Coordinate: 7477913.631

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Provide automatic door opening device if this is on accessible route

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339150.098

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1198

X Coordinate: 7477910.235

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 31" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339145.812
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1199

X Coordinate: 7477830.522

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1845

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 41

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339186.248

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1204

X Coordinate: 7477997.47

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide directional sign leading to accessible main entrance

As Built Desc: 6.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339523.82
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1205

X Coordinate: 7477996.043

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in walkway

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes: This is a tripping hazard for the general public

Bar. Severity: 1 Necessary Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339513.035

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1206

X Coordinate: 7477989.645

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339488.231
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1207A

X Coordinate: 7478161.081

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339369.497

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1207B

X Coordinate: 7478161.081

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339369.497
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1208A

X Coordinate: 7478142.14

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339252.505

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1208B

X Coordinate: 7478142.14

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 5/8" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339252.505
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1209

X Coordinate: 7478164.767

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339232.51

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1210

X Coordinate: 7478159.264

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339201.653
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1211

X Coordinate: 7478138.272

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339188.312

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1212

X Coordinate: 7478151.091

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339183.699
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1213

X Coordinate: 7478147.989

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339174.809

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1214

X Coordinate: 7478136.357

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1935

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 43

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339063.891
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1215A

X Coordinate: 7478087.523

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339066.93

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1215B

X Coordinate: 7478087.523

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Description: Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Solution: Provide kick plate at push side of door

As Built Desc: Gate lacks smooth bottom surface required for wheelchair users

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339066.93
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center

Barrier #: 1216

X Coordinate: 7478088.034

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339072.632

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center ‐ Parking Lot

Barrier #: 1201

X Coordinate: 7477815.543

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 39 total stalls, 2 accessible stalls & 0 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339315.302
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center ‐ Parking Lot

Barrier #: 1202

X Coordinate: 7477820.186

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339327.149

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center ‐ Parking Lot

Barrier #: 1203

X Coordinate: 7477834.411

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339331.21
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Dixon Recreation Center and Goss Stadium

Barrier #: 1166

X Coordinate: 7478148.368

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B. Corner B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339063.044

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Dixon Recreation Center and SW 26th St

Barrier #: 2516

X Coordinate: 7477770.992

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B. Corner B compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 339314.09
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2440

X Coordinate: 7477044.385

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339639.909

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2462

X Coordinate: 7477149.004

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Slip Resistant

Description: Surfaces with a slope of 6 percent gradient is not slip‐resistant

Solution: Provide compliant new walkway

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339704.141
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2463A

X Coordinate: 7477148.637

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339653.014

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2463B

X Coordinate: 7477148.637

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339653.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2464

X Coordinate: 7477140.545

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339653.322

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2465

X Coordinate: 7477134.428

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339643.889
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2466

X Coordinate: 7477148.719

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339628.792

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2467

X Coordinate: 7477165.318

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339648.742
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Dorm Quad

Barrier #: 2468

X Coordinate: 7477137.068

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Staggered bricks create an uneven surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339558.75

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2586A

X Coordinate: 7476351.841

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339374.79
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2586B

X Coordinate: 7476351.841

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 105

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339374.79

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2586C

X Coordinate: 7476351.841

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339374.79
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2587

X Coordinate: 7476351.559

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339370.818

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2588

X Coordinate: 7476347.584

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339380.277
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2589A

X Coordinate: 7476344.633

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339389.866

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2589B

X Coordinate: 7476344.633

Barrier Area: Walkways

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339389.866
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2590

X Coordinate: 7476378.751

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 0" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339384.772

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2591A

X Coordinate: 7476418.057

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339321.248
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2591B

X Coordinate: 7476418.057

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 4‐1/2" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339321.248

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2591C

X Coordinate: 7476418.057

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339321.248
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2591C

X Coordinate: 7476418.057

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339321.248

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2592

X Coordinate: 7476332.733

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 5.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339256.459
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2593A

X Coordinate: 7476334.814

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339257.402

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2593B

X Coordinate: 7476334.814

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339257.402
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2593C

X Coordinate: 7476334.814

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339257.402

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2594

X Coordinate: 7476336.115

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339257.251
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2595A

X Coordinate: 7476327.168

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (8.6% ‐ 8.9%)

Description: Running slope exceeds 8.33% (8.6% ‐ 8.9%)

Solution: Demolish existing and construct new ramp

As Built Desc: 8.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339299.157

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Dryden Hall

Barrier #: 2595B

X Coordinate: 7476327.168

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8550

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 38

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339299.157
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2139

X Coordinate: 7477299.334

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ Sign

Description: No sign provided stating stall is "Wheelchair User Only" below ISA

Solution: Provide requried sign

As Built Desc: No "Wheelchair User Only" sign provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(e)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340877.88

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2140A

X Coordinate: 7477315.351

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 13'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340890.107
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2140B

X Coordinate: 7477315.351

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340890.107

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2140C

X Coordinate: 7477315.351

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Persons are forced to wheel behind cars that are not their own. Relocate stall or restripe

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340890.107
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2165A

X Coordinate: 7477004.195

Barrier Area: Parking

Barrier Type: Stall Surface Condition

Description: Stall surface is not firm and stable

Solution: Resurface stall to provide firm and stable surface

As Built Desc: Loose gravel surface nor firm and stable

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1.4

As Built Meas: 1800

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340891.802

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2165B

X Coordinate: 7477004.195

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall or provide additional stalls near bui

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 3 stalls, 0 accessible

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340891.802
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2189

X Coordinate: 7476867.874

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width if this is part of accessible route

As Built Desc: 12" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340940.797

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2190A

X Coordinate: 7476933.741

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 50" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340921.925
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2190B

X Coordinate: 7476933.741

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340921.925

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2191

X Coordinate: 7476926.773

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340914.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2192A

X Coordinate: 7477075.375

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340938.824

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2192B

X Coordinate: 7477074.959

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340932.633
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2193A

X Coordinate: 7477077.894

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340925.215

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2193B

X Coordinate: 7477077.894

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340925.215
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2193C

X Coordinate: 7477077.894

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340925.215

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2193D

X Coordinate: 7477077.894

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340925.215
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2194A

X Coordinate: 7477185.01

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340921.776

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2194B

X Coordinate: 7477185.01

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340921.776
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2195

X Coordinate: 7477188.057

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340939.512

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2196

X Coordinate: 7477196.715

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340934.86
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouse ‐ Parking Lot

Barrier #: 2197

X Coordinate: 7477204.299

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp if this is part of accessible route

As Built Desc: 15.6% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340917.586

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2151A

X Coordinate: 7477206.902

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340686.167
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2151B

X Coordinate: 7477180.152

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340690.07

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2152

X Coordinate: 7477178.122

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340681.88
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2153A

X Coordinate: 7477178.792

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 23.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.683

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2154

X Coordinate: 7477171.415

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2070

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340688.39
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2155

X Coordinate: 7477127.784

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340685.171

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2156A

X Coordinate: 7477128.847

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 18.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.28
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2156B

X Coordinate: 7477128.847

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Provide ISA directional sign leading to accessible entry through parking lot

As Built Desc: 18.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.28

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2157

X Coordinate: 7477120.268

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2070

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340690.141
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2158

X Coordinate: 7477077.456

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340687.257

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2159A

X Coordinate: 7477078.139

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 20.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340695.647
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2159B

X Coordinate: 7477078.139

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Provide ISA directional sign leading to accessible entry through parking lot

As Built Desc: 20.1% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340695.647

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2160

X Coordinate: 7477072.107

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340690.788

ADA Assessment  Survey ‐ Draft (05/07/2012) 460



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2161

X Coordinate: 7477026.954

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 13.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340689.032

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2162A

X Coordinate: 7477027.254

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 18.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340697.34
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2162B

X Coordinate: 7477027.254

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Provide ISA directional sign leading to accessible entry through parking lot

As Built Desc: 18.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340697.34

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2163A

X Coordinate: 7477019.041

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340693.365
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2163B

X Coordinate: 7476997.254

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 7.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340694.557

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: East Greenhouses

Barrier #: 2164

X Coordinate: 7476974.301

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 18.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340842.634

ADA Assessment  Survey ‐ Draft (05/07/2012) 463



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Education Hall

Barrier #: 462A

X Coordinate: 7479283.677

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339970.584

Field Date:  ######### Report Date: #########

Location: Education Hall

Barrier #: 462B

X Coordinate: 7479283.677

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339970.584
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Education Hall

Barrier #: 462C

X Coordinate: 7479283.677

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 80

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339970.584

Field Date:  ######### Report Date: #########

Location: Education Hall

Barrier #: 463

X Coordinate: 7479304.713

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 21" bench seat height, 27" bench seat depth and no backrest

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339978.915
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Education Hall ‐ Parking Lot

Barrier #: 458

X Coordinate: 7479175.445

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes: 4 new accessible stalls (1 van access)

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339889.08

Field Date:  ######### Report Date: #########

Location: Education Hall ‐ Parking Lot

Barrier #: 459

X Coordinate: 7479158.976

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339888.344
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Education Hall ‐ Parking Lot

Barrier #: 460

X Coordinate: 7479153.98

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339892.243

Field Date:  ######### Report Date: #########

Location: Education Hall ‐ Parking Lot

Barrier #: 461

X Coordinate: 7479137.011

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339896.578
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 470

X Coordinate: 7479131.046

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable and remove barricade

As Built Desc: 6" gap and barricade blocks pathway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340137.325

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 471A

X Coordinate: 7479130.096

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340133.776
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 471B

X Coordinate: 7479160.045

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete due to grass growth

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340117.894

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 472

X Coordinate: 7479158.446

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340116.29
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 473A

X Coordinate: 7479188.246

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2655

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 59

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340112.008

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 473B

X Coordinate: 7479189.303

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete due to grass roots

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340116.282
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 473C

X Coordinate: 7479172.476

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete due to grass roots

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340143.351

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 474A

X Coordinate: 7479127.413

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6705

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 149

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340140.108
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 474B

X Coordinate: 7479123.526

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6705

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 149

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340137.695

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Education Hall ‐ Walkway

Barrier #: 474C

X Coordinate: 7479160.475

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340204.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2369

X Coordinate: 7476672.326

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339775.006

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2370

X Coordinate: 7476711.486

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2610

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 58

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339804.158
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2371

X Coordinate: 7476713.848

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339778.16

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2372

X Coordinate: 7476676.894

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339756.452
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2373

X Coordinate: 7476660.363

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339734.91

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2374

X Coordinate: 7476661.012

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339733.689
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2375

X Coordinate: 7476652.498

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 5" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339713.567

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2376

X Coordinate: 7476637.3

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 8" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339718.593
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2377

X Coordinate: 7476630.465

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route

As Built Desc: 0" clear width due to metal basket

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339714.446

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Edwin Reed Lodge

Barrier #: 2378

X Coordinate: 7476609.066

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339710.429
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2653

X Coordinate: 7475381.621

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Hardware

Description: Hardware not located between 34" and 48" above ground/floor

Solution: Remount compliant hardware at max. 48" high

As Built Desc: 58" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.9.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339780.979

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2654

X Coordinate: 7475382.516

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Description: Clear floor space for wheelchair not provided at control or mechanism

Solution: Rework area to provide wheelchair space at control or mechanism

As Built Desc: No clear floor space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339780.353
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2655

X Coordinate: 7475388.515

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 68

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339789.309

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2656

X Coordinate: 7475379.079

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339674.479
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2657

X Coordinate: 7475378.619

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Description: Clear floor space for wheelchair not provided at control or mechanism

Solution: Rework area to provide wheelchair space at control or mechanism

As Built Desc: No clear floor space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339673.082

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center

Barrier #: 2658

X Coordinate: 7475375.941

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339593.448
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center ‐ Parking Lot

Barrier #: 2659

X Coordinate: 7475402.524

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339810.295

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center ‐ Parking Lot

Barrier #: 2660A

X Coordinate: 7475391.433

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% top landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339818.043
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center ‐ Parking Lot

Barrier #: 2660B

X Coordinate: 7475391.433

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339818.043

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center ‐ Parking Lot

Barrier #: 2660C

X Coordinate: 7475391.433

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.3% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339818.043
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Energy Center ‐ Parking Lot

Barrier #: 2660D

X Coordinate: 7475391.433

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes at parking stall

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339818.043

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Environmental Health & Safety Annex

Barrier #: 1774

X Coordinate: 7475294.096

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340416.349
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Environmental Health & Safety Annex

Barrier #: 1775

X Coordinate: 7475322.926

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route if this is part of accessible route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340409.853

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: EPA Parking Entrance and SW 35th St

Barrier #: 1728A

X Coordinate: 7475154.273

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340117.445
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: EPA Parking Entrance and SW 35th St

Barrier #: 1728B

X Coordinate: 7475154.273

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340117.445

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: EPA Parking Entrance and SW 35th St

Barrier #: 1729A

X Coordinate: 7475153.759

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340083.235
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: EPA Parking Entrance and SW 35th St

Barrier #: 1729B

X Coordinate: 7475153.759

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340083.235

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 4A

X Coordinate:

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation control hgt

Description: Actuation control located at 36" above ground or floor

Solution: Relocate actuation device at 36" high.

As Built Desc: Push plate located at 48" above ground

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate:
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Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 774

X Coordinate: 7478274.557

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 8.2%) creating a ramp

Solution: Provide compliant handrails at both sides of ramp with landings where required

As Built Desc: 5.8% running slope at walkway with paver surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340718.82

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 775A

X Coordinate: 7478249.678

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height/Depth

Description: Bench seat not 20" to 24" deep and height not 17" to 19" above ground

Solution: Provide at least one compliant bench at east entry.

As Built Desc: 22" bench seat height, 17" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340728.234
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 775B

X Coordinate: 7478249.678

Barrier Area: Street Furniture

Barrier Type: Maneuvering Clearance

Description: Min. wheelchair space of min. 30" x 48" not provided at street furniture

Solution: See barrier 775A for cost estimate. Provide at least one compliant bench at east entry.

As Built Desc: No min. 30" x 48" wheelchair space provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340728.234

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 776

X Coordinate: 7478232.561

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly at potentially hazardous location

Solution: Provide directional sign at junction before this point to identify accessible route for people with dis

As Built Desc: End of walkway may force pedestrians to retrace their steps

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340845.54
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ East Entry

Barrier #: 777

X Coordinate: 7478223.115

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door at emergency exit door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7% at  landing of emergency exit door

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340846.448

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ North Entry

Barrier #: 778

X Coordinate: 7478006.745

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 21" bench seat height, 17" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340864.707
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Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 843A

X Coordinate: 7477935.731

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340918.523

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 843B

X Coordinate: 7477935.731

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route leading to PROW and building entry

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340918.523
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 844

X Coordinate: 7477919.427

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340906.007

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 845

X Coordinate: 7477936.287

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340904.233
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Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 846

X Coordinate: 7477947.059

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340905.93

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Parking Lot

Barrier #: 847A

X Coordinate: 7477950.495

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 31" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340936.99
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Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ South Entry Hallway 1000A

Barrier #: 3A

X Coordinate: 7478031.263

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.0% at ADA push button

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340667.618

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ South Entry Hallway 1000A

Barrier #: 3B

X Coordinate: 7478031.263

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Sign

Description: No sign on door visible from both sides reading, "AUTOMATIC DOOR"

Solution: Provide required sign on both sides of door

As Built Desc: No required sign provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.4.2 and ANSI/BHMA A156.10‐1999

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340667.618
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ Southwest Entry

Barrier #: 764

X Coordinate: 7477905.439

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5220

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 116

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340655.927

Field Date:  7/19/2011 Report Date: 11/2/2011

Location: Exterior ‐ Southwest Entry Vestibule 1000D

Barrier #: 763A

X Coordinate: 7477927.053

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation control hgt

Description: Actuation control not located at 36" above ground or floor

Solution: Relocate actuation device at 36" high

As Built Desc: Push plate at 51" high

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340706.305
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ Southwest Entry Vestibule 1000D

Barrier #: 763B

X Coordinate: 7477927.053

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.0% at ADA push button

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340706.305

Field Date:  7/18/2011 Report Date: 11/2/2011

Location: Exterior ‐ Southwest Entry Vestibule 1000D

Barrier #: 763C

X Coordinate: 7477927.053

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation control not located horizontally between 18" to 36" from latch side or nearest edge of do

Solution: Relocate actuation device

As Built Desc: Push plate within 14" of nearest edge of door when actuated. Door may strike wheelchair users wh

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Kelly Engineering Center (KEC)

Y Coordinate: 340706.305
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Key Shop

Barrier #: 1048

X Coordinate: 7479176.66

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 24.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339020.352

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Key Shop

Barrier #: 1049

X Coordinate: 7479183.128

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338944.684
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Stores

Barrier #: 1044

X Coordinate: 7479094.904

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 103

Y Coordinate: 339169.778

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Stores

Barrier #: 1045A

X Coordinate: 7479093.92

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 102

Y Coordinate: 339196.627
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Stores

Barrier #: 1045B

X Coordinate: 7479093.92

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 5‐1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 102

Y Coordinate: 339196.627

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Stores

Barrier #: 1047A

X Coordinate: 7479096.945

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339233.093
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Facilities Services Stores

Barrier #: 1047B

X Coordinate: 7479096.945

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 50" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339233.093

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2294

X Coordinate: 7477557.109

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339973.468
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2295A

X Coordinate: 7477561.788

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 14'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339988.454

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2295B

X Coordinate: 7477561.788

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 126

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339988.454
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2296

X Coordinate: 7477573.337

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.9% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340010.787

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2297A

X Coordinate: 7477575.868

Barrier Area: Ramps

Barrier Type: Cross Slope ‐ Existing (>5.0% or more)

Description: Cross slope exceeds 2.0%  (>5.0% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.3 and ADA/ABA 405.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339984.393
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2297B

X Coordinate: 7477575.868

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (8.6% ‐ 8.9%)

Description: Running slope exceeds 8.33% (8.6% ‐ 8.9%)

Solution: Demolish existing and construct new ramp

As Built Desc: 8.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339984.393

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks ‐ Parking Lot

Barrier #: 2298

X Coordinate: 7477531.201

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: 6.3% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 19000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340009.977

ADA Assessment  Survey ‐ Draft (05/07/2012) 502



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks Annex

Barrier #: 2299

X Coordinate: 7477523.569

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340012.638

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Fairbanks Annex

Barrier #: 2300

X Coordinate: 7477547.697

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340056.395
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2276

X Coordinate: 7477574.926

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340065.144

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2277A

X Coordinate: 7477571.464

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340053.616
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2277B

X Coordinate: 7477571.464

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340053.616

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2278A

X Coordinate: 7477583.981

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 22

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339988.971
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2278B

X Coordinate: 7477583.981

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339988.971

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2278C

X Coordinate: 7477583.981

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339988.971
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2278D

X Coordinate: 7477583.981

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339988.971

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2279

X Coordinate: 7477595.79

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339994.533
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2280

X Coordinate: 7477599.131

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339989.533

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2281A

X Coordinate: 7477597.118

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340012.941
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2281B

X Coordinate: 7477597.118

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340012.941

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2282

X Coordinate: 7477573.357

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339953.674
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2283

X Coordinate: 7477601.795

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339974.188

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2284

X Coordinate: 7477697.333

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339998.563
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2285

X Coordinate: 7477689.785

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339998.371

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2286A

X Coordinate: 7477689.271

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.886
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2286B

X Coordinate: 7477689.271

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height, 13" bench seat depth and back support not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.886

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2287A

X Coordinate: 7477665.216

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339997.531
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2287B

X Coordinate: 7477665.216

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339997.531

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2287C

X Coordinate: 7477665.216

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339997.531
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Fairbanks Hall

Barrier #: 2288

X Coordinate: 7477647.515

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339999.192

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Farm Services Shop

Barrier #: 1721

X Coordinate: 7474388.517

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340640.179
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1402

X Coordinate: 7478293.182

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.3% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338495.721

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1403

X Coordinate: 7478292.165

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 53" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338506.602
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1405A

X Coordinate: 7478145.941

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338504.397

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1405B

X Coordinate: 7478145.941

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338504.397
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1406A

X Coordinate: 7478144.588

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing if door is part of accessible route

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338536.169

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1407

X Coordinate: 7478233.761

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338582.803
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1408

X Coordinate: 7478295.636

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 55" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338561.585

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1409

X Coordinate: 7478311.269

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height, 16" bench seat depth and no back support

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338560.97
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1412

X Coordinate: 7478301.72

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3105

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 69

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338594.326

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1413

X Coordinate: 7478236.261

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338600.406
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1414

X Coordinate: 7478232.509

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338606.853

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1415

X Coordinate: 7478232.752

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ New Construction

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338658.796
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall

Barrier #: 1416

X Coordinate: 7478235.635

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338666.415

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Finley Hall

Barrier #: 1471

X Coordinate: 7478137.531

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338458.649

ADA Assessment  Survey ‐ Draft (05/07/2012) 521



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Finley Hall

Barrier #: 1472

X Coordinate: 7478174.202

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338457.511

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1387A

X Coordinate: 7478540.84

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338601.298
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1387B

X Coordinate: 7478540.84

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338601.298

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1387C

X Coordinate: 7478540.84

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338601.298
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1410A

X Coordinate: 7478360.485

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 6.0% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338591.279

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1410B

X Coordinate: 7478360.485

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338591.279
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1411A

X Coordinate: 7478327.245

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.3% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338594.189

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1411B

X Coordinate: 7478327.245

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended.

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338594.189

ADA Assessment  Survey ‐ Draft (05/07/2012) 525



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1411C

X Coordinate: 7478327.245

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338594.189

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1417

X Coordinate: 7478262.995

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 130 total stalls, 4 accessible stalls & 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338643.056
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1418

X Coordinate: 7478216.551

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338653.178

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1419

X Coordinate: 7478220.113

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338666.583
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1420

X Coordinate: 7478532.506

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 15300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 153

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338632.573

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1421

X Coordinate: 7478539.765

Barrier Area: Parking

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338628.986
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1422

X Coordinate: 7478572.491

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338687.03

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1423

X Coordinate: 7478552.796

Barrier Area: Parking

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338660.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1424

X Coordinate: 7478331.951

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338703.073

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1425

X Coordinate: 7478330.968

Barrier Area: Parking

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338676.404
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1426

X Coordinate: 7478331.162

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338672.09

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1427

X Coordinate: 7478329.274

Barrier Area: Parking

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338643.246
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Finley Hall/Halsell Hall ‐ Parking Lot

Barrier #: 1428

X Coordinate: 7478330.635

Barrier Area: Parking

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338614.092

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1333

X Coordinate: 7478734.134

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338587.876
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1334

X Coordinate: 7478745.527

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338580.454

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1335

X Coordinate: 7478740.857

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338568.255
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336A

X Coordinate: 7478738.4

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338559.33

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336B

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 17" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336C

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336D

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336E

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336F

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336G

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338559.33

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1336H

X Coordinate: 7478738.4

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 10" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338559.33
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1337

X Coordinate: 7478736.56

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Provide directional sign to accessible entry

As Built Desc: 6" step at door threshold in addition to stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338556.173

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1338

X Coordinate: 7478681.598

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338562.936
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339A

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 17" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338563.962

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339B

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338563.962
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339C

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338563.962

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339D

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338563.962
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339E

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338563.962

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1339F

X Coordinate: 7478690.512

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338563.962
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: GCA Service Group

Barrier #: 1340

X Coordinate: 7478697.782

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338560.965

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 290A

X Coordinate: 7479127.527

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.784
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 290B

X Coordinate: 7479127.527

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.784

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 290C

X Coordinate: 7479127.527

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341385.784
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 298A

X Coordinate: 7479075.802

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341340.962

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 298B

X Coordinate: 7479075.802

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341340.962
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 298C

X Coordinate: 7479082.5

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341339.856

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 298D

X Coordinate: 7479082.5

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341339.856
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 300

X Coordinate: 7479085.324

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341339.252

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 301A

X Coordinate: 7479069.688

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341316.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 301B

X Coordinate: 7479069.688

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341316.424

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 301C

X Coordinate: 7479069.688

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341316.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 304A

X Coordinate: 7479106.133

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341219.44

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 304B

X Coordinate: 7479106.133

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341219.44
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 314

X Coordinate: 7479108.503

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 56" height at emergency control

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341247.089

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 315A

X Coordinate: 7479111.446

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" sloped bottom handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341212.128
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 315B

X Coordinate: 7479111.446

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1960

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341212.128

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 316

X Coordinate: 7479133.576

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341252.199
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 317

X Coordinate: 7479141.971

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341142.675

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 318A

X Coordinate: 7479148.642

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341156.128
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 318B

X Coordinate: 7479148.642

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341156.128

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 319

X Coordinate: 7479148.88

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Stair 6 Entrance

Y Coordinate: 341160.084
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 320

X Coordinate: 7479111.711

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name: M01‐M04

Y Coordinate: 341182.924

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 321

X Coordinate: 7479161.047

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 10.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341158.202
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 322A

X Coordinate: 7479170.468

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341211.302

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 322B

X Coordinate: 7479170.468

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1960

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341211.302
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 323

X Coordinate: 7479176.258

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341181.239

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 324

X Coordinate: 7479219.214

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341167.101
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 325

X Coordinate: 7479219.704

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341245.138

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 326

X Coordinate: 7479216.094

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail extension grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341268.161
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 328

X Coordinate: 7479169.309

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name: G42

Y Coordinate: 341274.996

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 329

X Coordinate: 7479174.003

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 5.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name: G43

Y Coordinate: 341270.798
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM

Barrier #: 330

X Coordinate: 7479241.203

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Determine if this route is part of accessible route. If so, demolish existing and construct new route

As Built Desc: 24" clear width

Quantity: LF

Official Responsible:

Notes: Determine if this route is part of accessible route

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341259.039

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 332

X Coordinate: 7479250.344

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 152 total stallss, 4 accessible stalls & 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341218.219
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 333A

X Coordinate: 7479242.027

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Either remove ISA symbol or restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341210.202

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 333B

X Coordinate: 7479242.027

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Either remove ISA symbol or provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 14

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341210.202
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 334

X Coordinate: 7479227.162

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Either remove ISA symbol or restripe to provide compliant stall and access aisle

As Built Desc: 10' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341220.247

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 335A

X Coordinate: 7479237.454

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Either remove ISA symbol or restripe to provide compliant stall and access aisle

As Built Desc: 10' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341247.045
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 335B

X Coordinate: 7479237.454

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Either remove ISA symbol or restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341247.045

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 336A

X Coordinate: 7479253.868

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341238.005

ADA Assessment  Survey ‐ Draft (05/07/2012) 561



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 336B

X Coordinate: 7479253.868

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341238.005

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 337A

X Coordinate: 7479265.082

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Marked Crossing

Description: No marked crossing provided where route crosses roadway

Solution: Either remove ISA symbol or provide compliant marked crossing through vehicular way

As Built Desc: No marked crossing provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341240.493
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Parking Lot

Barrier #: 337B

X Coordinate: 7479265.082

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Either remove ISA symbol or regrade stall to make level and restripe

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341240.493

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 288

X Coordinate: 7479178.456

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 4 total stalls, 0 accessible stalls

Bar. Severity: 4 Low Severity Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341359.044
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289A

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289B

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 45" top handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289C

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension not at max. 27" above ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" bottom handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289D

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289E

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Exit Stairway

Description: Exit stairway does not provide min. 48" clear width between handrails

Solution: Reconfigure handrail to provide min. 48" clear width

As Built Desc: 39" clear width between handrails

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1009

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289F

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341328.696

ADA Assessment  Survey ‐ Draft (05/07/2012) 566



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289G

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: GEM ‐ Service Parking Lot

Barrier #: 289H

X Coordinate: 7479166.253

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341328.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 524A

X Coordinate: 7478775.024

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340962.014

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 524B

X Coordinate: 7478775.024

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340962.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 524C

X Coordinate: 7478775.024

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340962.014

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 524D

X Coordinate: 7478775.024

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340962.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 525

X Coordinate: 7478665.914

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5" step at landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340972.187

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 526A

X Coordinate: 7478662.54

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 19350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 86

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340962.963
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 526B

X Coordinate: 7478662.54

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340962.963

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 527

X Coordinate: 7478663.079

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 12.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340973.827
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 528

X Coordinate: 7478706.041

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340979.66

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 529A

X Coordinate: 7478685.605

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341003.218
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 529B

X Coordinate: 7478685.605

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341003.218

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 529C

X Coordinate: 7478685.605

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341003.218
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 530

X Coordinate: 7478839.472

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341037.777

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 540

X Coordinate: 7478791.026

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing or move actuating device

As Built Desc: 5.0% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341005.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 541A

X Coordinate: 7478730.06

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341066.958

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 541B

X Coordinate: 7478730.06

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 150

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341066.958
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 541C

X Coordinate: 7478730.06

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341066.958

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 542

X Coordinate: 7478663.96

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341090.108
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 543A

X Coordinate: 7478664.119

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 22

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341083.233

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 543B

X Coordinate: 7478664.119

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341083.233
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 544

X Coordinate: 7478674.076

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1‐1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341075.795

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 545

X Coordinate: 7478642.609

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 12.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341108.194
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 546A

X Coordinate: 7478638.955

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341092.504

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 546B

X Coordinate: 7478638.955

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Existing open risers present a hazard

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341092.504

ADA Assessment  Survey ‐ Draft (05/07/2012) 579



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 546C

X Coordinate: 7478638.955

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341092.504

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 546D

X Coordinate: 7478638.955

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341092.504

ADA Assessment  Survey ‐ Draft (05/07/2012) 580



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert Hall

Barrier #: 547

X Coordinate: 7478648.508

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341086.555

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 552A

X Coordinate: 7478602.788

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341065.89
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 552B

X Coordinate: 7478602.788

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341065.89

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 552C

X Coordinate: 7478602.788

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341065.89
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 552D

X Coordinate: 7478602.788

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341065.89

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 553

X Coordinate: 7478595.247

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341067.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 554A

X Coordinate: 7478578.767

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341054.579

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 554B

X Coordinate: 7478578.767

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341054.579
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 554C

X Coordinate: 7478578.767

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341054.579

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 555

X Coordinate: 7478562.478

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1‐1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340945.623
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 556A

X Coordinate: 7478589.576

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340951.967

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 556B

X Coordinate: 7478589.576

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340951.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 556C

X Coordinate: 7478589.576

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340951.967

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 556D

X Coordinate: 7478589.576

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340951.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 556E

X Coordinate: 7478589.576

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 192

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340951.967

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 557A

X Coordinate: 7478613.033

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.833
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 557B

X Coordinate: 7478613.033

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340817.833

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 557C

X Coordinate: 7478613.033

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340817.833
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 557D

X Coordinate: 7478613.033

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 10500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 84

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340817.833

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gilbert hall

Barrier #: 558

X Coordinate: 7478620.155

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340823.026
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Gilbert Hall Addition

Barrier #: 523

X Coordinate: 7478711.862

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340846.645

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 630A

X Coordinate: 7478452.856

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.071
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 630B

X Coordinate: 7478452.856

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340418.071

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 630C

X Coordinate: 7478452.856

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: No vertical access to building entrance

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340418.071
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 632A

X Coordinate: 7478498.349

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340488.039

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 632B

X Coordinate: 7478498.349

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340488.039
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 632C

X Coordinate: 7478498.349

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340488.039

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633A

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340566.532
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633B

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No parallel top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340566.532

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633C

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340566.532
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633D

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340566.532

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633E

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340566.532
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 633F

X Coordinate: 7478458.692

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340566.532

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 634A

X Coordinate: 7478426.848

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340534.162
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 634B

X Coordinate: 7478426.848

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340534.162

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 634C

X Coordinate: 7478426.848

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340534.162
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall

Barrier #: 635

X Coordinate: 7478403.746

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340484.499

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilkey Hall

Barrier #: 677A

X Coordinate: 7478356.895

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340582.673
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilkey Hall

Barrier #: 677B

X Coordinate: 7478356.895

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340582.673

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Gilkey Hall ‐ Parking Lot

Barrier #: 628

X Coordinate: 7478308.847

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 15 total stalls, 4 accessible stalls & 5 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340529.759
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2890

X Coordinate: 7477369.816

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 68

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338711.464

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2891

X Coordinate: 7477364.791

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338623.343
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2892

X Coordinate: 7477368.48

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 41

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338475.757

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2893

X Coordinate: 7477370.829

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Clear Width

Description: Clear width at automatic door not min. 32" wide

Solution: Relocate automatic door to compliant location

As Built Desc: Actuating device lacks maneuvering clearance

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.3.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338517.602
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2894A

X Coordinate: 7477386.629

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 90

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338503.152

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2894B

X Coordinate: 7477386.629

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 22500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 90

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338503.152
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2894C

X Coordinate: 7477386.629

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338503.152

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2895

X Coordinate: 7477388.997

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338510.045
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2896A

X Coordinate: 7477428.897

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 10" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 28000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 112

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338471.632

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2896B

X Coordinate: 7477428.897

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338471.632
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2896C

X Coordinate: 7477428.897

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338471.632

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2897

X Coordinate: 7477431.566

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 4" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338496.241
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2898

X Coordinate: 7477444.945

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338490.787

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2899A

X Coordinate: 7477482.747

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 15.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338469.492
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2899B

X Coordinate: 7477482.747

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338469.492

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2899C

X Coordinate: 7477482.747

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338469.492
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2900A

X Coordinate: 7477478.72

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 63

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338483.138

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2900B

X Coordinate: 7477478.72

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6075

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338483.138
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2901

X Coordinate: 7477408.891

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 79

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338475.057

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2902

X Coordinate: 7477500.848

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338489.913
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2903A

X Coordinate: 7477534.558

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 14.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 14600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 73

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338468.992

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2903B

X Coordinate: 7477534.558

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338468.992
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2904A

X Coordinate: 7477622.938

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 14.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338431.555

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2904B

X Coordinate: 7477622.938

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338431.555

ADA Assessment  Survey ‐ Draft (05/07/2012) 612



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2905A

X Coordinate: 7477536.526

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 15.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338467.065

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2905B

X Coordinate: 7477536.526

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338467.065
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Gill Colliseum

Barrier #: 2906

X Coordinate: 7477507.873

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338476.977

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2907A

X Coordinate: 7477613.247

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338460.91
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2907B

X Coordinate: 7477613.247

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338460.91

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2908A

X Coordinate: 7477613.101

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338466.015

ADA Assessment  Survey ‐ Draft (05/07/2012) 615



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2908B

X Coordinate: 7477613.101

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338466.015

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2909

X Coordinate: 7477634.938

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 108

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338489.185
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2910

X Coordinate: 7477659.517

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338486.126

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2911

X Coordinate: 7477659.517

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3825

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338486.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2912

X Coordinate: 7477664.655

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338516.383

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2913

X Coordinate: 7477666.507

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338558.615
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2914

X Coordinate: 7477667.604

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338578.794

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2915

X Coordinate: 7477668.714

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338598.818
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2916

X Coordinate: 7477669.015

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338618.398

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2917

X Coordinate: 7477669.762

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338638.997
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2918

X Coordinate: 7477670.592

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338659.032

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2919

X Coordinate: 7477670.748

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338679.291
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2920A

X Coordinate: 7477643.269

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter/window or provide additional compliant window

As Built Desc: 40" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338612.85

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2920B

X Coordinate: 7477643.269

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 56" microphone height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338612.85
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2921

X Coordinate: 7477671.821

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 110

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338714.244

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2922A

X Coordinate: 7477653.599

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338742.398
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2922B

X Coordinate: 7477653.599

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4410

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 126

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338742.398

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2923

X Coordinate: 7477627.13

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5040

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 144

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338770.637
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2924A

X Coordinate: 7477556.629

Barrier Area: Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" 

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in ramp surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338774.701

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2924B

X Coordinate: 7477558.194

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 14.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338775.726
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2924C

X Coordinate: 7477558.194

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6975

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 31

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338775.726

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2924D

X Coordinate: 7477558.194

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 31

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338775.726
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2925A

X Coordinate: 7477585.322

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 14000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338766.814

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2925B

X Coordinate: 7477585.322

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8325

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338766.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2926

X Coordinate: 7477618.546

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 17400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 87

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338786.139

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2927

X Coordinate: 7477541.729

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338766.55
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2928A

X Coordinate: 7477513.242

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 14.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 17400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 87

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338775.1

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2928B

X Coordinate: 7477513.242

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8325

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338775.1

ADA Assessment  Survey ‐ Draft (05/07/2012) 629



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2929A

X Coordinate: 7477458.563

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 14000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338751.15

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2929B

X Coordinate: 7477458.563

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338751.15
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2930A

X Coordinate: 7477502.141

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 16.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338778.241

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2930B

X Coordinate: 7477499.367

Barrier Area: Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" 

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in ramp surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338778.737
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2930C

X Coordinate: 7477499.367

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338778.737

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2931

X Coordinate: 7477527.421

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 270

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338764.711
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2932A

X Coordinate: 7477445.595

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338776.168

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2932B

X Coordinate: 7477445.595

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 10" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 35000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 140

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338776.168
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2932C

X Coordinate: 7477445.595

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7650

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 34

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338776.168

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2933

X Coordinate: 7477442.934

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338754.254
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2934

X Coordinate: 7477460.591

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338754.427

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2935A

X Coordinate: 7477395.867

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 108

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338753.574
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2935B

X Coordinate: 7477395.867

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338753.574

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2936

X Coordinate: 7477389.748

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338672.71
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2937A

X Coordinate: 7477370.61

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 11.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338625.223

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2937B

X Coordinate: 7477370.61

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338625.223
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2937C

X Coordinate: 7477370.61

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338625.223

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2938A

X Coordinate: 7477397.802

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 12.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338618.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2938B

X Coordinate: 7477397.802

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 54000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 240

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338618.078

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2938C

X Coordinate: 7477397.802

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338618.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2939A

X Coordinate: 7477397.254

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338638.084

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2939B

X Coordinate: 7477397.254

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 54000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 240

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338638.084
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2940

X Coordinate: 7477406.706

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338659.293

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2941

X Coordinate: 7477385.824

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338589.978

ADA Assessment  Survey ‐ Draft (05/07/2012) 641



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2952

X Coordinate: 7477716.24

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338709.502

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum

Barrier #: 2957

X Coordinate: 7477695.761

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5535

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 123

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338645.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum and Ralph Miller Ln

Barrier #: 2947

X Coordinate: 7477592.719

Barrier Area: Parking

Barrier Type: On‐Street Parallel Stall ‐ >14 ft wide Sidwalk

Description: On‐street parking stall adjacent to deep sidewalk lacks indented access aisle

Solution: Indent min. 1 parking stall to provide min. 5 ft wide level access aisle and curb ramp or blended tra

As Built Desc: Sidewalk width adjacent to stall deeper than 14 feet and no access aisle is provided

Quantity: SF

Official Responsible:

Notes: 24 total stalls, 10 accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: PROWAG R309.2

As Built Meas: 50

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338427.735

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Gill Colliseum and SW 26th St

Barrier #: 2944

X Coordinate: 7477732.267

Barrier Area: Parking

Barrier Type: On‐Street Parallel Stall ‐ Narrow Sidwalk

Description: On‐street parking stall adjacent to narrow sidewalk not at end of block face

Solution: Move existing stall to block end to make use of curb ramp or blended transition

As Built Desc: No connecting accessible route from stall to sidewalk

Quantity: SF

Official Responsible:

Notes: 24 total stalls, 10 accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: PROWAG R309.2.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338649.32
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2250

X Coordinate: 7477484.406

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340556.546

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2251

X Coordinate: 7477489.114

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340555.99
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2252

X Coordinate: 7477493.829

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340556.035

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2253

X Coordinate: 7477551.722

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340556.972
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2254A

X Coordinate: 7477551.67

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No space provided for wheelchair to pull under table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340601.16

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Annex

Barrier #: 2254B

X Coordinate: 7477551.67

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: Table locatedi n gravel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340601.16
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2256

X Coordinate: 7477625.33

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340532.035

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2257

X Coordinate: 7477627.073

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340528.743
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2258

X Coordinate: 7477669.674

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340493.542

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2259A

X Coordinate: 7477686.182

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 46 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340554.891
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2259B

X Coordinate: 7477686.182

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench after bench is relocated

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340554.891

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2259C

X Coordinate: 7477686.182

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" bench seat height and 19" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340554.891
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2262

X Coordinate: 7477561.765

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 11.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340469.786

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2263A

X Coordinate: 7477532.667

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 23000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 92

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340498.604
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Gilmore Hall

Barrier #: 2263B

X Coordinate: 7477532.667

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340498.604

Field Date:  ######### Report Date: #########

Location: Gilmore Hall

Barrier #: 2264

X Coordinate: 7477528.113

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.9% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340477.686
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Gilmore Hall

Barrier #: 2265

X Coordinate: 7477531.385

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 5.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340481.594

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 436A

X Coordinate: 7478875.145

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339864.973
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 436B

X Coordinate: 7478875.145

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339864.973

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 436C

X Coordinate: 7478875.145

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339864.973
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 437

X Coordinate: 7478878.308

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 28" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339848.235

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 441A

X Coordinate: 7478895.986

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 60

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.695
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 441B

X Coordinate: 7478895.986

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 35250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 141

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.695

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 441C

X Coordinate: 7478895.986

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5355

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 153

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339886.695
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 441D

X Coordinate: 7478895.986

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32‐1/2" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17550

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 78

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.695

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 442A

X Coordinate: 7478846.407

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339933.686
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 442B

X Coordinate: 7478846.407

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339933.686

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 442C

X Coordinate: 7478846.407

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339933.686
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 443A

X Coordinate: 7478896.109

Barrier Area: Stairways

Barrier Type: Handrail Grip ‐ Existing Circular ADA

Description: Circular handrail not 1‐1/4" to 2" in diameter

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2‐1/4" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.7.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339926.109

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 443B

X Coordinate: 7478896.109

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339926.109
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 444A

X Coordinate: 7478902.101

Barrier Area: Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new ramp

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.3 and ADA/ABA 405.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339949.403

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 444B

X Coordinate: 7478902.101

Barrier Area: Ramps

Barrier Type: Handrail Grip ‐ Existing Circular ADA

Description: Circular handrail not 1‐1/4" to 2" in diameter

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2‐1/4" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.7.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339949.403
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 444C

X Coordinate: 7478902.101

Barrier Area: Ramps

Barrier Type: Handrail Location ‐ ADA

Description: Handrail grip not an min. of  1/2" from wall

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 3" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.5

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339949.403

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center

Barrier #: 453

X Coordinate: 7478995.132

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339942.708
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center ‐ Walkway

Barrier #: 438

X Coordinate: 7478874.803

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339839.461

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center ‐ Walkway

Barrier #: 439

X Coordinate: 7478926.566

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339823.497
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Gladys Valley Gymnastics Center ‐ Walkway

Barrier #: 440

X Coordinate: 7478969.292

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339847.878

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 559A

X Coordinate: 7478607.779

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340803.257
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 559B

X Coordinate: 7478607.779

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340803.257

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 559C

X Coordinate: 7478607.779

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: CBC 1114B.1.2 and ADA/ABA 403.1

As Built Meas: 192

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340803.257
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 560A

X Coordinate: 7478538.125

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340776.732

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 560B

X Coordinate: 7478538.125

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench or provide additional bench in accessib

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340776.732
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 561A

X Coordinate: 7478581.893

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 110

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340762.624

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 561B

X Coordinate: 7478581.893

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340762.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 561C

X Coordinate: 7478581.893

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340762.624

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 561D

X Coordinate: 7478581.893

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340762.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 562

X Coordinate: 7478574.673

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340743.036

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 563A

X Coordinate: 7478618.613

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340641.649
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 563B

X Coordinate: 7478618.613

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340641.649

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 564

X Coordinate: 7478648.549

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3915

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 87

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340644.61
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 565A

X Coordinate: 7478661.171

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 15 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.216

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 566A

X Coordinate: 7478676.449

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 15.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.389
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 566B

X Coordinate: 7478676.449

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340732.389

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Gleeson Hall

Barrier #: 566C

X Coordinate: 7478676.449

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.389
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium

Barrier #: 1124

X Coordinate: 7478496.48

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339373.518

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium

Barrier #: 1125

X Coordinate: 7478459.65

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339385.788

ADA Assessment  Survey ‐ Draft (05/07/2012) 671



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium

Barrier #: 1126

X Coordinate: 7478383.835

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339405.923

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium

Barrier #: 1127

X Coordinate: 7478378.558

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339403.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1153

X Coordinate: 7478220.595

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" back support height and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339415.413

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1154

X Coordinate: 7478210.68

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339382.714
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1155

X Coordinate: 7478204.476

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Turn phone 90 degrees to provide level landing

As Built Desc: No min. 30" x 48" wheelchair space provided centered at emergency phone

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339347.884

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1156

X Coordinate: 7478211.312

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339286.265
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1157

X Coordinate: 7478184.324

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339224.537

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1158

X Coordinate: 7478188.705

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339197.73
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1159

X Coordinate: 7478184.297

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339197.388

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium

Barrier #: 1165

X Coordinate: 7478243.808

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height and 14" bench seat depth

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339077.789
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Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1121

X Coordinate: 7478703.485

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 5 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 120 total stalls, 0 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 2375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339342.314

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1128

X Coordinate: 7478473.552

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 5 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339410.466
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Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1129

X Coordinate: 7478474.795

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339422.046

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1160

X Coordinate: 7478182.503

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339156.646
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1161

X Coordinate: 7478183.107

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 47" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339140.831

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1162

X Coordinate: 7478181.336

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339105.591
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1163

X Coordinate: 7478180.876

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339090.537

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium ‐ Parking Lot

Barrier #: 1164

X Coordinate: 7478198.915

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339096.613
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1183A

X Coordinate: 7478649.919

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.7% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338830.055

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1183B

X Coordinate: 7478649.919

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ New Construction

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 338830.055

ADA Assessment  Survey ‐ Draft (05/07/2012) 681



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1183C

X Coordinate: 7478649.919

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338830.055

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1184A

X Coordinate: 7478650.332

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.6% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338802.435
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1184B

X Coordinate: 7478650.332

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338802.435

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1184C

X Coordinate: 7478650.332

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338802.435
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1184D

X Coordinate: 7478650.332

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338802.435

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Goss Stadium Parking Lot and SW Washington Wy

Barrier #: 1184E

X Coordinate: 7478650.332

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level ‐ >1/2"

Description: Change in level greater than 1/2" in curb ramp

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in curb ramp surface

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 338802.435
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 249

X Coordinate: 7479028.321

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 3" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name: Entrance

Y Coordinate: 340883.782

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 250A

X Coordinate: 7478970.89

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name: Stairs Leading to Parking Lot

Y Coordinate: 340822.394
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 250B

X Coordinate: 7478970.89

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name: Stairs Leading to Parking Lot

Y Coordinate: 340822.394

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 250C

X Coordinate: 7478970.89

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name: Stairs Leading to Parking Lot

Y Coordinate: 340822.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 251A

X Coordinate: 7478974.934

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1820

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340935.01

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 251B

X Coordinate: 7478974.934

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340935.01
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 251C

X Coordinate: 7478974.934

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340935.01

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall

Barrier #: 251D

X Coordinate: 7478974.934

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340935.01
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Graf Hall

Barrier #: 535

X Coordinate: 7479098.672

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 4" step at landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340928.514

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Graf Hall ‐ Parking Lot

Barrier #: 258

X Coordinate: 7479011.795

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340730.579
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Graf Hall Parking Lot ‐ Corner C

Barrier #: 537A

X Coordinate: 7479235.481

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (4.1% to 5.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 4.5% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340892.145

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Graf Hall Parking Lot ‐ Corner C

Barrier #: 537B

X Coordinate: 7479235.481

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340892.145
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Graf Hall Parking Lot ‐ Corner D

Barrier #: 538

X Coordinate: 7479217.45

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340899.15

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse

Barrier #: 1895

X Coordinate: 7476185.981

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Loose gravel surface not firm and stable

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8460

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 188

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340876.877
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse

Barrier #: 1896

X Coordinate: 7476190.678

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340846.971

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse ‐ Botany Room

Barrier #: 1930

X Coordinate: 7475644.017

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 15.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340900.068
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse ‐ Crop Science

Barrier #: 1931

X Coordinate: 7475639.988

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 17.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340901.209

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse ‐ Men's Restroom

Barrier #: 1927

X Coordinate: 7475688.034

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340895.641
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse ‐ Parking Lot

Barrier #: 1915

X Coordinate: 7475962.443

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340713.835

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse ‐ Restrooms

Barrier #: 1929

X Coordinate: 7475675.669

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340885.944
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse ‐ Women's Restroom

Barrier #: 1928

X Coordinate: 7475686.262

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340907.692

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 10

Barrier #: 1922

X Coordinate: 7475824.124

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 1" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340886.044
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 10

Barrier #: 1923

X Coordinate: 7475793.324

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340884.246

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 11

Barrier #: 1921

X Coordinate: 7475864.113

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 18.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340883.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 11/12

Barrier #: 1919

X Coordinate: 7475899.687

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 21.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340882.679

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 11/12

Barrier #: 1920

X Coordinate: 7475875.499

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340881.229
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 12

Barrier #: 1918

X Coordinate: 7475928.335

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 1" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340879.355

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 13/14

Barrier #: 1868

X Coordinate: 7476040.378

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: Wire mesh creates unstable door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341060.635
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 15/16

Barrier #: 1870

X Coordinate: 7476124.796

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: Wire mesh creates unstable door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341054.146

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 17

Barrier #: 1911

X Coordinate: 7476002.053

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340710.869
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 17

Barrier #: 1912

X Coordinate: 7476003.48

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340721.236

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 17

Barrier #: 1913

X Coordinate: 7476002.065

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340730.17
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 17

Barrier #: 1916

X Coordinate: 7475995.715

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340852.181

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 18

Barrier #: 1907

X Coordinate: 7476049.765

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340710.858
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 18

Barrier #: 1908

X Coordinate: 7476049.998

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340719.194

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 18

Barrier #: 1909

X Coordinate: 7476048.442

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340727.382
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 18

Barrier #: 1914

X Coordinate: 7476044.474

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340735.25

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 18/19

Barrier #: 1910

X Coordinate: 7476072.429

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340736.561
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 19

Barrier #: 1905

X Coordinate: 7476092.323

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340714.18

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 19

Barrier #: 1906

X Coordinate: 7476093.988

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340731.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 20

Barrier #: 1899

X Coordinate: 7476137.403

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340705.835

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 20

Barrier #: 1900

X Coordinate: 7476137.523

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340711.22
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 20

Barrier #: 1901

X Coordinate: 7476137.757

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340730.899

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 20/21

Barrier #: 1902

X Coordinate: 7476145.415

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.659

ADA Assessment  Survey ‐ Draft (05/07/2012) 706



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 21

Barrier #: 1897

X Coordinate: 7476185.157

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340824.785

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 21

Barrier #: 1898

X Coordinate: 7476200.617

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: 15.2% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340727.227
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 21

Barrier #: 1903

X Coordinate: 7476179.445

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 21.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340726.486

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Greenhouse 21

Barrier #: 1904

X Coordinate: 7476200.511

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340726.342
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 5 ‐ Parking Lot

Barrier #: 1934A

X Coordinate: 7475669.817

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340872.722

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 5 ‐ Parking Lot

Barrier #: 1934B

X Coordinate: 7475669.817

Barrier Area: Parking

Barrier Type: Stall Surface Condition

Description: Stall surface is not firm and stable

Solution: Resurface stall to provide firm and stable surface

As Built Desc: Loose gravel surface nor firm and stable

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 96600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1.4

As Built Meas: 966

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340872.722
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 6

Barrier #: 1933

X Coordinate: 7475593.58

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 19.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340894.63

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 7

Barrier #: 1932

X Coordinate: 7475601.502

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 26.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340891.785
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 8

Barrier #: 1925

X Coordinate: 7475751.458

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 23.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340888.646

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 8B

Barrier #: 1926

X Coordinate: 7475707.673

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 16.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340892.951
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse 9

Barrier #: 1924

X Coordinate: 7475759.487

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 19.7% at unstable wire mesh

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340884.015

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Greenhouse Building

Barrier #: 1941

X Coordinate: 7475315.891

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2430

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340786.642
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2753A

X Coordinate: 7477643.352

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 81000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 324

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340656.151

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2753B

X Coordinate: 7477643.352

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides. Handrails not provided every 88" as required

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340656.151
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2753C

X Coordinate: 7477643.352

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 108

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340656.151

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2755

X Coordinate: 7477704.244

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.7% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340717.471

ADA Assessment  Survey ‐ Draft (05/07/2012) 714



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2756

X Coordinate: 7477696.733

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Provide 1 compliant bench at south entry

As Built Desc: 26‐1/2" bench seat height, 18" bench seat depth and no back rest

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340666.627

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2757

X Coordinate: 7477687.19

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340752.718
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2758

X Coordinate: 7477677.262

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340755.004

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2759A

X Coordinate: 7477672.282

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340761.377
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2759B

X Coordinate: 7477672.282

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No level clear space provided at side of bench

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340761.377

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Hallie Ford Center

Barrier #: 2760A

X Coordinate: 7477670.841

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17" bench seat depth

Quantity: EACH

Official Responsible:

Notes: 5 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340768.291
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1378A

X Coordinate: 7478616.092

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338517.549

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1378B

X Coordinate: 7478616.092

Barrier Area: Ramps

Barrier Type: Cross Slope ‐ Existing (>5.0% or more)

Description: Cross slope exceeds 2.0%  (>5.0% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.3 and ADA/ABA 405.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338517.549

ADA Assessment  Survey ‐ Draft (05/07/2012) 718



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1378C

X Coordinate: 7478616.092

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338517.549

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1379

X Coordinate: 7478609.197

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338537.669
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1380

X Coordinate: 7478604.798

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338510.851

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1381

X Coordinate: 7478598.947

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338501.523
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1382

X Coordinate: 7478588.185

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338530.693

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1384

X Coordinate: 7478601.112

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338563.918
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1385

X Coordinate: 7478588.179

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338591.101

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1386

X Coordinate: 7478606.818

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338596.009
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1388

X Coordinate: 7478539.55

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338576.717

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1389A

X Coordinate: 7478534.623

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338598.121
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1389B

X Coordinate: 7478534.623

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338598.121

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1390A

X Coordinate: 7478544.711

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338597.605
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1390B

X Coordinate: 7478544.711

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338597.605

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1391

X Coordinate: 7478513.623

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338584.5
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1392

X Coordinate: 7478512.219

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338602.019

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1393A

X Coordinate: 7478481.664

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height, 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338603.007
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1393B

X Coordinate: 7478481.664

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338603.007

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1394

X Coordinate: 7478387.467

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338592.155
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1395

X Coordinate: 7478493.676

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 6.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338517.308

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1396

X Coordinate: 7478501.308

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338518.474
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1397

X Coordinate: 7478515.727

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 16" bench seat height, 15" back support height and 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338515.451

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1398

X Coordinate: 7478522.942

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 8.2%) creating a ramp

Solution: Provide compliant handrails at both sides of ramp with landings where required

As Built Desc: 6.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338461.406
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1399

X Coordinate: 7478532.988

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 72

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338427.602

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Halsell Hall

Barrier #: 1401

X Coordinate: 7478372.773

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 5.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338505.54
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2406

X Coordinate: 7476959.798

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339810.141

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2407A

X Coordinate: 7476958.699

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339761.658
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2407B

X Coordinate: 7476958.699

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339761.658

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2409

X Coordinate: 7476964.243

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339734.707
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2410

X Coordinate: 7476978.456

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339647.763

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2411

X Coordinate: 7476960.485

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339707.331
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2441

X Coordinate: 7477020.362

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 84

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339657.074

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2442

X Coordinate: 7477032.484

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table. Recommended: remove one existing seat as int

As Built Desc: No space provided for wheelchair users

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339737.926
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2443A

X Coordinate: 7477034.498

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4185

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 93

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339631.493

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Hawley Hall

Barrier #: 2443B

X Coordinate: 7477045.07

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339624.493
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Heating Plant

Barrier #: 1082A

X Coordinate: 7478803

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ Ratio

Description: No accessible picnic table provided (min. one required or 5% of total) 

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: Existing table cannot be modified for wheelchair users

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339187.239

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Heating Plant

Barrier #: 1082B

X Coordinate: 7478803

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: 4.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339187.239
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Heating Plant

Barrier #: 1083

X Coordinate: 7478809.625

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 107A

Y Coordinate: 339177.149

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Heating Plant

Barrier #: 1088

X Coordinate: 7478901.662

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 19.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339040.828
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Hinsdale Wave Research Lab

Barrier #: 1762

X Coordinate: 7474879.607

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: Existing table provides no wheelchair clearance

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339737.909

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Hinsdale Wave Research Lab ‐ Parking Lot

Barrier #: 1760

X Coordinate: 7474778.588

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 36" signage height

Quantity: EACH

Official Responsible:

Notes: 17 total stalls 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339723.964
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Hinsdale Wave Research Lab ‐ Parking Lot

Barrier #: 1761

X Coordinate: 7474842.886

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: No ISA parkng signage

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes: 17 total stalls 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339732.972

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Horticulture Building

Barrier #: 1858

X Coordinate: 7475414.021

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341077.084
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Horticulture Building

Barrier #: 1862

X Coordinate: 7475515.372

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341078.718

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Horticulture Building

Barrier #: 1863

X Coordinate: 7475528.582

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341073.032
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Horticulture Building

Barrier #: 1942A

X Coordinate: 7475325.755

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2115

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 47

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340912.746

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Horticulture Building

Barrier #: 1942B

X Coordinate: 7475325.755

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340912.746
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Horticulture Building ‐ Parking Lot

Barrier #: 1943

X Coordinate: 7475329.046

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340946.685

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Horticulture Building ‐ Parking Lot

Barrier #: 1944

X Coordinate: 7475319.354

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340940.514
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Horticulture Building ‐ Parking Lot

Barrier #: 1945

X Coordinate: 7475276.603

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No recommended remediation

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340963.923

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Horticulture Lab

Barrier #: 1855A

X Coordinate: 7475361.55

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 11" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341061.349
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Horticulture Lab

Barrier #: 1855B

X Coordinate: 7475361.55

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341061.349

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Hovland Hall

Barrier #: 2245A

X Coordinate: 7477428.999

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 44

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340543.167
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Hovland Hall

Barrier #: 2245B

X Coordinate: 7477428.999

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340543.167

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Hovland Hall

Barrier #: 2245C

X Coordinate: 7477428.999

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340543.167
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Hovland Hall

Barrier #: 2245D

X Coordinate: 7477428.999

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340543.167

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Hovland Hall

Barrier #: 2246

X Coordinate: 7477457.287

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at existing table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340566.415
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Hovland Hall

Barrier #: 2247A

X Coordinate: 7477441.078

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340472.861

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Hovland Hall

Barrier #: 2247B

X Coordinate: 7477441.078

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340472.861
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Hovland Hall

Barrier #: 2248A

X Coordinate: 7477404.163

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340476.506

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Hovland Hall

Barrier #: 2248B

X Coordinate: 7477404.163

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: Required handrail not provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides of stairway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340476.506
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Hovland Hall

Barrier #: 2249

X Coordinate: 7477383.752

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340474.521

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields and SW Washington Wy

Barrier #: 2884

X Coordinate: 7477522.762

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338884.173
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields and SW Washington Wy

Barrier #: 2885A

X Coordinate: 7477521.107

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 75

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 338859.713

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields and SW Washington Wy

Barrier #: 2885B

X Coordinate: 7477521.107

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338859.713
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields/SW Washington Wy

Barrier #: 2883A

X Coordinate: 7477519.49

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 7.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338834.462

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields/SW Washington Wy

Barrier #: 2883B

X Coordinate: 7477520.457

Barrier Area: Terminals

Barrier Type: Track Xings ‐ Det Warning

Description: Where walkway crosses vehicular way, no detectable warnings provided

Solution: Provide continuous 36" wide detectable warnings along border of crossing

As Built Desc: No detectable warnings provided at railroad crossing

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 4.29.5

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338843.652
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields/SW Washington Wy

Barrier #: 2883C

X Coordinate: 7477520.457

Barrier Area: Terminals

Barrier Type: Track Xings ‐ Inner Rail

Description: Crossing at tracks has gap at inner rail exceeding 2‐1/2"

Solution: Provide gap reduction devices

As Built Desc: 3" gap measured

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.3.1(9)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338843.652

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: IM Fields/SW Washington Wy

Barrier #: 2883D

X Coordinate: 7477521.644

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338849.915
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1514

X Coordinate: 7478633.642

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 14‐1/2" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338171.711

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1515

X Coordinate: 7478616.021

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338312.653
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1516

X Coordinate: 7478675.626

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.7% at door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338310.176

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1517

X Coordinate: 7478656.137

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338329.732
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1532

X Coordinate: 7478693.371

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 14‐1/2" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338204.638

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1534

X Coordinate: 7478579.996

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338047.462
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1535

X Coordinate: 7478557.454

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Height

Description: Bench seat height not between 17" ‐ 19"

Solution: Recommended: Provide new compliant bench or remount at compliant height

As Built Desc: 16" bench seat height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1108.5.2.8.6 and ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338007.488

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1536

X Coordinate: 7478500.825

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337997.932
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1537

X Coordinate: 7478543.402

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Detectable warning not installed near the edge of the curb

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338017.62

Field Date:  ######### Report Date: #########

Location: International Living Learning Center

Barrier #: 1538

X Coordinate: 7478440.227

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338142.626
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1521

X Coordinate: 7478815.849

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 41" high

Quantity: EACH

Official Responsible:

Notes: 50 total stalls, 4 new accessible stalls (2 van access)

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338326.225

Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1522A

X Coordinate: 7478815.48

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 38" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338319.741
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1522B

X Coordinate: 7478815.48

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338319.741

Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1523

X Coordinate: 7478706.747

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 38" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338424.589
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Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1524

X Coordinate: 7478704.032

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 43‐1/2" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338441.67

Field Date:  ######### Report Date: #########

Location: International Living Learning Center ‐ Parking Lot

Barrier #: 1525

X Coordinate: 7478693.661

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338432.261
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Field

Barrier #: 2518

X Coordinate: 7477729.702

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 11" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338977.044

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Field

Barrier #: 2519

X Coordinate: 7477636.846

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338935.585
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Field

Barrier #: 2520

X Coordinate: 7477187.675

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table. Recommended: remove one seat as interim sol

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339155.992

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Field

Barrier #: 2521

X Coordinate: 7477147.663

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 14 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339251.399
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2522

X Coordinate: 7477114.277

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 11" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339132.345

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2550

X Coordinate: 7477313.88

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes: 10 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339426.559

ADA Assessment  Survey ‐ Draft (05/07/2012) 763



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2551

X Coordinate: 7477278.503

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 11" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339398.279

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2552A

X Coordinate: 7477324.91

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339400.889
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2552B

X Coordinate: 7477324.91

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339400.889

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2553A

X Coordinate: 7477374.684

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339400.297
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2553B

X Coordinate: 7477374.684

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339400.297

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2554A

X Coordinate: 7477424.898

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339398.216
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2554B

X Coordinate: 7477424.898

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339398.216

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2555A

X Coordinate: 7477534.602

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339394.385
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2555B

X Coordinate: 7477534.602

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339394.385

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2556A

X Coordinate: 7477582.566

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339391.992
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2556B

X Coordinate: 7477582.566

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339391.992

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2557A

X Coordinate: 7477632.087

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339390.554
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field

Barrier #: 2557B

X Coordinate: 7477632.087

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339390.554

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Intramural Field/National Forage Seed Center Building ‐ P

Barrier #: 1959A

X Coordinate: 7475596.436

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 301‐400

Description: Minimum 8 accessible stall not provided in lot/structure

Solution: Provide at least 8 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 8 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340496.176
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Intramural Field/National Forage Seed Center Building ‐ P

Barrier #: 1959B

X Coordinate: 7475596.436

Barrier Area: Parking

Barrier Type: Stall Surface Condition

Description: Stall surface is not firm and stable

Solution: Resurface stall to provide firm and stable surface

As Built Desc: Gravel surface not firm and stable

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5850900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1.4

As Built Meas: 58509

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340496.176

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2532A

X Coordinate: 7477099.441

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.2% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339047.972
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2532B

X Coordinate: 7477099.441

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339047.972

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2532C

X Coordinate: 7477099.441

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazard exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339047.972
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2533

X Coordinate: 7477115.935

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes: 18 total stalls, 1 accessible stall & 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339038.507

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2534

X Coordinate: 7477116.391

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339057.332
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2535

X Coordinate: 7477142.856

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338953.66

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2536

X Coordinate: 7477113.939

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338952.989
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2537A

X Coordinate: 7477091.122

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338957.085

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2537B

X Coordinate: 7477091.122

Barrier Area: Sidewalks

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new route

As Built Desc: 10.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338957.085
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2538

X Coordinate: 7477081.778

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338953.542

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2539

X Coordinate: 7476827.153

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338964.344
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2540

X Coordinate: 7476756.745

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338968.482

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2541

X Coordinate: 7477682.753

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 76‐100

Description: Minimum 4 accessible stall not provided in lot/structure

Solution: Provide at least 4 accessible stalls including 1 van accessible stall

As Built Desc: 3 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 93 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 1425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338905.775

ADA Assessment  Survey ‐ Draft (05/07/2012) 777



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2542A

X Coordinate: 7477063.005

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338932.83

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Intramural Field/Tennis Pavilion ‐ Parking Lot

Barrier #: 2542B

X Coordinate: 7477063.005

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Marked Crossing

Description: No marked crossing provided where route crosses roadway

Solution: Provide compliant marked crossing through vehicular way

As Built Desc: No marked crossing provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338932.83
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Intramural Fields

Barrier #: 1966A

X Coordinate: 7475687.795

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 26 to 50 seats exist, 2 wheelchair companion seats not provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: No wheelchair space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340318.457

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Intramural Fields

Barrier #: 1966B

X Coordinate: 7475687.795

Barrier Area: Assembly Areas

Barrier Type: Accessible Route

Description: Accessible seating not accessible from the parking lot

Solution: Redesign assembly seating area

As Built Desc: No accessible route provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 802.1.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340318.457
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln ‐ North

Barrier #: 2502

X Coordinate: 7477727.926

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 49

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339449.911

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln ‐ North

Barrier #: 2510

X Coordinate: 7477537.834

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 49

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339455.197
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Field Date:  ######### Report Date: #########

Location: Intramural Ln and SW 26th St

Barrier #: 2503

X Coordinate: 7477736.755

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.7% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner A compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 339424.22

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln and Weatherford Hall

Barrier #: 2508A

X Coordinate: 7477543.849

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339459.084
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln and Weatherford Hall

Barrier #: 2508B

X Coordinate: 7477543.849

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339459.084

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln and Weatherford Hall

Barrier #: 2509

X Coordinate: 7477536.898

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339433.036
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Intramural Ln and Weatherford Hall

Barrier #: 2511

X Coordinate: 7477371.318

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 339464.649

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Intramural Ln and West International Hall

Barrier #: 2398

X Coordinate: 7476802.017

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339428.785
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Intramural Ln and West International Hall

Barrier #: 2399

X Coordinate: 7476802.906

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339406.537

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1739

X Coordinate: 7474213.242

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339960.958
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1740

X Coordinate: 7474218.245

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340066.593

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1746

X Coordinate: 7474164.179

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340119.826
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1747

X Coordinate: 7474169.644

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340155.695

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1748

X Coordinate: 7474164.857

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340156.285
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1749A

X Coordinate: 7473996.579

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340130.872

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building

Barrier #: 1749B

X Coordinate: 7474148.453

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340118.979
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1741A

X Coordinate: 7474186.411

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340077.572

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1741B

X Coordinate: 7474186.411

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp leading to adjacent walkway through parking lot

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340077.572
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1741C

X Coordinate: 7474186.411

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Gutter to Asphalt Transition

Description: Transition at transition into asphalt not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at asphalt transition into roadway

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340077.572

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1742

X Coordinate: 7474146.114

Barrier Area: Curb Ramps

Barrier Type: Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340104.658
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1743

X Coordinate: 7474117.481

Barrier Area: Curb Ramps

Barrier Type: Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340101.908

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1744

X Coordinate: 7474060.463

Barrier Area: Curb Ramps

Barrier Type: Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340102.086
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Jefferson St Building ‐ Parking lot

Barrier #: 1745

X Coordinate: 7474157.861

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340119.481

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 200A

X Coordinate: 7479630.155

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 18‐1/2" bench seat depth

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340626.98

ADA Assessment  Survey ‐ Draft (05/07/2012) 791



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 200B

X Coordinate: 7479630.155

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide additional bench in accessible location.

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340626.98

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 201A

X Coordinate: 7479581.295

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5040

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 144

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340634.312
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 201B

X Coordinate: 7479581.295

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 36000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 144

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340634.312

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 201C

X Coordinate: 7479581.295

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340634.312
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 206

X Coordinate: 7479441.464

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340618.847

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 209

X Coordinate: 7479464.222

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation location not at least 36" from nearest point of moving door

Solution: Relocate actuation device

As Built Desc: Automatic door actuator too close to door

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340647.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 211

X Coordinate: 7479468.849

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340681.009

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 213

X Coordinate: 7479485.869

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 11.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340705.951
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 271

X Coordinate: 7479552.726

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340728.641

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 272A

X Coordinate: 7479556.789

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340720.136
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 272B

X Coordinate: 7479556.789

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340720.136

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 272C

X Coordinate: 7479556.789

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340720.136
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Kearney Hall

Barrier #: 272D

X Coordinate: 7479556.789

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340720.136

Field Date:  ######### Report Date: #########

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 349A

X Coordinate: 7479554.492

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 6 accessible stalls, 2 existing accessible stalls + 4 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 349B

X Coordinate: 7479554.492

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 6 accessible stalls, 2 existing accessible stalls + 4 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.35

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 350A

X Coordinate: 7479573.401

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.881
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 350B

X Coordinate: 7479573.401

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.881

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 351A

X Coordinate: 7479554.492

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 351B

X Coordinate: 7479554.492

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340527.35

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 352A

X Coordinate: 7479566.25

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (2.1% to 3.0%)

Description: Curb ramp landing or pan not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope at entry into access aisle

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340517.988
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 352B

X Coordinate: 7479566.25

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.9% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340517.988

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Kearny Hall/Owen Hall ‐ Parking Lot

Barrier #: 352C

X Coordinate: 7479566.25

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340517.988
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1011

X Coordinate: 7478948.116

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339703.302

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1012

X Coordinate: 7479161.689

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339686.955
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1013

X Coordinate: 7479138.069

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339647.661

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1014

X Coordinate: 7479160.861

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2070

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339619.871
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1015

X Coordinate: 7479085.804

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339634.463

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1016

X Coordinate: 7479122.133

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 15.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339453.526
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017A

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.79

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017B

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.79

ADA Assessment  Survey ‐ Draft (05/07/2012) 806



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017C

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.79

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017D

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.79

ADA Assessment  Survey ‐ Draft (05/07/2012) 807



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017E

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.79

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1017F

X Coordinate: 7479107.673

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.79

ADA Assessment  Survey ‐ Draft (05/07/2012) 808



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1018

X Coordinate: 7479125.517

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339475.483

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1019A

X Coordinate: 7479079.607

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339460.553

ADA Assessment  Survey ‐ Draft (05/07/2012) 809



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1019B

X Coordinate: 7479079.607

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339460.553

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1019C

X Coordinate: 7479079.607

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339460.553

ADA Assessment  Survey ‐ Draft (05/07/2012) 810



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1019D

X Coordinate: 7479079.607

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339460.553

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1020A

X Coordinate: 7479081.773

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15‐1/2" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.427

ADA Assessment  Survey ‐ Draft (05/07/2012) 811



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1020B

X Coordinate: 7479081.773

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339467.427

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1023A

X Coordinate: 7479010.814

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" top handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339623.705

ADA Assessment  Survey ‐ Draft (05/07/2012) 812



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1023B

X Coordinate: 7479010.814

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339623.705

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1023C

X Coordinate: 7479010.814

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339623.705

ADA Assessment  Survey ‐ Draft (05/07/2012) 813



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1023D

X Coordinate: 7479010.814

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339623.705

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1024

X Coordinate: 7479022.989

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 4" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339635.026

ADA Assessment  Survey ‐ Draft (05/07/2012) 814



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building

Barrier #: 1025

X Coordinate: 7479022.767

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 4" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339636.269

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1010A

X Coordinate: 7478936.986

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 24.7% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339699.892

ADA Assessment  Survey ‐ Draft (05/07/2012) 815



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1010B

X Coordinate: 7478936.986

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.2% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339699.892

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1010C

X Coordinate: 7478936.986

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339699.892

ADA Assessment  Survey ‐ Draft (05/07/2012) 816



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1026A

X Coordinate: 7478935.912

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339622.75

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1026B

X Coordinate: 7478935.912

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.2% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339622.75

ADA Assessment  Survey ‐ Draft (05/07/2012) 817



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1026C

X Coordinate: 7478935.912

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.9% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339622.75

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/McAlexander Fieldhouse ‐ P

Barrier #: 1026D

X Coordinate: 7478935.912

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339622.75

ADA Assessment  Survey ‐ Draft (05/07/2012) 818



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1021

X Coordinate: 7479073.084

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339453.128

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1022A

X Coordinate: 7478997.351

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339454.075
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1022B

X Coordinate: 7478997.351

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 0

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339454.075

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1027

X Coordinate: 7479002.187

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 75 total stalls, 7 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339427.474
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1028A

X Coordinate: 7479063.601

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339433.78

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1028B

X Coordinate: 7479063.601

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 28800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 288

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339433.78
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1029

X Coordinate: 7479023.157

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339434.756

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1030A

X Coordinate: 7478997.613

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339436.638

ADA Assessment  Survey ‐ Draft (05/07/2012) 822



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1030B

X Coordinate: 7478997.613

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 90

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339436.638

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1031A

X Coordinate: 7478988.361

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339361.403
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1031B

X Coordinate: 7478988.361

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339361.403

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1031C

X Coordinate: 7478988.361

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 25" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339361.403
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Kerr Administration Building/Parking Services Building ‐ P

Barrier #: 1031D

X Coordinate: 7478988.361

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide marked pedestrian route leading through parking lot leading to building entrance.

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339361.403

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264A

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 64

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264B

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 64

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264C

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264D

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 64

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264E

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color provided not covering entire treads

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 160

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340510.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264F

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1264G

X Coordinate: 7478619.681

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340510.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1265A

X Coordinate: 7478871.373

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340471.712

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1265B

X Coordinate: 7478871.373

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 54

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340471.712
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1265C

X Coordinate: 7478871.373

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 64

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340471.712

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1265D

X Coordinate: 7478871.373

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 270

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340471.712
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Kidder Hall

Barrier #: 1265E

X Coordinate: 7478871.373

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340471.712

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 567A

X Coordinate: 7478788.36

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 210

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340543.232
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 567B

X Coordinate: 7478788.36

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340543.232

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 568A

X Coordinate: 7478788.068

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Provide directional sign to accessible entrance

As Built Desc: 5" steps to door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340530.612
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 569A

X Coordinate: 7478865.263

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340492.094

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 569B

X Coordinate: 7478865.263

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340492.094
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 569C

X Coordinate: 7478865.263

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 6" level bottom handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340492.094

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 569D

X Coordinate: 7478865.263

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2730

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340492.094
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 569E

X Coordinate: 7478865.263

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340492.094

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 570

X Coordinate: 7478813.662

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340423.426
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 571A

X Coordinate: 7478792.054

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 180

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340416.303

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 571B

X Coordinate: 7478792.054

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340416.303
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 572

X Coordinate: 7478784.587

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5" step at landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340427.927

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 573A

X Coordinate: 7478715.916

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340383.414
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 573B

X Coordinate: 7478715.916

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340383.414

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 574A

X Coordinate: 7478607.451

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.999
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 574B

X Coordinate: 7478607.451

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 23

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.999

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 574C

X Coordinate: 7478607.451

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.999
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 574D

X Coordinate: 7478607.451

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.999

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 574E

X Coordinate: 7478607.451

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2695

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 77

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340517.999
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 575A

X Coordinate: 7478619.184

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.844

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 575B

X Coordinate: 7478619.184

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340517.844

ADA Assessment  Survey ‐ Draft (05/07/2012) 841



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 575C

X Coordinate: 7478619.184

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing new ontrasting color on each tread

As Built Desc: Contrasting color provided is faded

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 770

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340517.844

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 575D

X Coordinate: 7478619.184

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign at sidewalk leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes: Directional sign should ensure that people do not have to retrace their steps when searching for the accessi

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340517.844
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Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 580A

X Coordinate: 7478715.531

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340534.606

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 580B

X Coordinate: 7478715.531

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340534.606
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 580C

X Coordinate: 7478715.531

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340534.606

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Kidder Hall

Barrier #: 580D

X Coordinate: 7478715.531

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340534.606
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Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2632

X Coordinate: 7476126.424

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338992.713

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2633

X Coordinate: 7476062.511

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339022.896
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Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2634A

X Coordinate: 7476013.636

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339064.136

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2634B

X Coordinate: 7476013.636

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339064.136
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Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2634C

X Coordinate: 7476013.636

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339064.136

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2634D

X Coordinate: 7476013.636

Barrier Area: Stairways

Barrier Type: Exit Stairway ‐ Public Way

Description: Exit stairway does not have a pedestrian connection to the public way

Solution: Provide an accessible route connecting stairway to public way

As Built Desc: No connection from exit door to public way

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339064.136

ADA Assessment  Survey ‐ Draft (05/07/2012) 847



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2634D

X Coordinate: 7476013.636

Barrier Area: Stairways

Barrier Type: Exit Stairway ‐ Public Way

Description: Exit stairway does not have a pedestrian connection to the public way

Solution: Provide an accessible route connecting stairway to public way

As Built Desc: No connection from exit door to public way

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339064.136

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2635

X Coordinate: 7476014.104

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339064.33

ADA Assessment  Survey ‐ Draft (05/07/2012) 848



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2636A

X Coordinate: 7476014.044

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339104.664

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2636B

X Coordinate: 7476014.044

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339104.664
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2636C

X Coordinate: 7476014.044

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339104.664

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2637

X Coordinate: 7476016.331

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339105.508

ADA Assessment  Survey ‐ Draft (05/07/2012) 850



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2638A

X Coordinate: 7476122.27

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hinderance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339086.39

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2638B

X Coordinate: 7476122.27

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339086.39

ADA Assessment  Survey ‐ Draft (05/07/2012) 851



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2638C

X Coordinate: 7476122.27

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339086.39

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2638D

X Coordinate: 7476122.27

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339086.39
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2638E

X Coordinate: 7476122.27

Barrier Area: Stairways

Barrier Type: Exit Stairway

Description: Exit stairway does not provide min. 48" clear width between handrails

Solution: Reconfigure handrail to provide min. 48" clear width

As Built Desc: 36" clear width between handrails

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1009

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339086.39

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Lab Animal Resource Center

Barrier #: 2639

X Coordinate: 7476129.307

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339061.887
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Landscape Management Shop

Barrier #: 1043A

X Coordinate: 7478986.357

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 105

Y Coordinate: 339177.144

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Landscape Management Shop

Barrier #: 1043B

X Coordinate: 7478986.357

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 105

Y Coordinate: 339177.144
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Filtering Plant

Barrier #: 1228

X Coordinate: 7478330.874

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339633.783

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Filtering Plant

Barrier #: 1229

X Coordinate: 7478273.885

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339707.729

ADA Assessment  Survey ‐ Draft (05/07/2012) 855



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217A

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217B

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12

ADA Assessment  Survey ‐ Draft (05/07/2012) 856



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217C

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217D

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12

ADA Assessment  Survey ‐ Draft (05/07/2012) 857



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217E

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1217F

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Bottom handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.12
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1218

X Coordinate: 7478208.897

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.0% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339704.373

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1219A

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339733.554

ADA Assessment  Survey ‐ Draft (05/07/2012) 859



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1219B

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339733.554

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1219C

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339733.554
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1220

X Coordinate: 7478131.667

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339729.569

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1221A

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339745.342
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1221B

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339745.342

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1221C

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 54

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339745.342
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1221D

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8820

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 252

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339745.342

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1222A

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 21

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339708.281
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1222B

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339708.281

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1222C

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339708.281
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1222D

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339708.281

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1223

X Coordinate: 7478049.395

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2‐1/2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339704.943
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224A

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224B

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224C

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224D

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224E

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224F

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 9‐1/2" stair treads depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224G

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339643.111

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1224H

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in landing 

Solution: Grind or repair to remove trip hazard

As Built Desc: 5" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ABA/ABA 504.4

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339643.111
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1226

X Coordinate: 7477998.709

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339547.775

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1227A

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339592.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1227B

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 128

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339592.703

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1227C

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339592.703
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1227D

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 13

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339592.703

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230A

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 72

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339595.367
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230B

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339595.367

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230C

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339595.367

ADA Assessment  Survey ‐ Draft (05/07/2012) 873



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230D

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 32

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339595.367

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230E

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339595.367
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1230F

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339595.367

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1231A

X Coordinate: 7478200.851

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 20.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 28

Y Coordinate: 339579.613
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1231B

X Coordinate: 7478200.851

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 28

Y Coordinate: 339579.613

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232A

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232B

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 28000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 112

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232C

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992

ADA Assessment  Survey ‐ Draft (05/07/2012) 877



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232D

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Description: Stair treads are not at least 11" in depth

Solution: Demolish and construct new compliant stairway

As Built Desc: 9" stair tread depth

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 28000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 112

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232E

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 8" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 56

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232F

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339570.992

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232G

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992

ADA Assessment  Survey ‐ Draft (05/07/2012) 879
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1232H

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.992

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1233

X Coordinate: 7478214.017

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339600.519
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1234

X Coordinate: 7478295.211

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339434.201

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Langton Hall

Barrier #: 1235

X Coordinate: 7478259.045

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339487.179
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Laundry Room ‐ East

Barrier #: 1828

X Coordinate: 7475462.657

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341647.09

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Laundry Room ‐ East

Barrier #: 1834

X Coordinate: 7475492.814

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341342.098
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Laundry Room ‐ West

Barrier #: 1815

X Coordinate: 7475371.108

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341362.487

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Lemon Grass Noodle House

Barrier #: 347

X Coordinate: 7479263.472

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 12.7%

Quantity: SF

Official Responsible:

Notes: This may not be part of campus. Please verify.

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340942.289
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Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2213

X Coordinate: 7476949.574

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340349.025

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2214A

X Coordinate: 7476942.494

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.4% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340368.019
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2214B

X Coordinate: 7476942.494

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.5% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340368.019

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2214C

X Coordinate: 7476942.494

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340368.019
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2215

X Coordinate: 7476938.8

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340588

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2216

X Coordinate: 7476873.669

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 20" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340497.381
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2220

X Coordinate: 7476851.64

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1710

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 38

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340483.677

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2221A

X Coordinate: 7476666.127

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340533.886
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2221B

X Coordinate: 7476666.127

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340533.886

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center

Barrier #: 2221C

X Coordinate: 7476666.127

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No bottom level handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340533.886
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Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2205

X Coordinate: 7476894.348

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 104 total stalls, 10 accessible stalls (3 van access), no wheelchair only stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340447.349

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2206

X Coordinate: 7476841.387

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340454.178
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Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2207

X Coordinate: 7476746.756

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340306.104

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2208

X Coordinate: 7476766.928

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 30600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340305.901
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Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2209

X Coordinate: 7476756.964

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.1% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340293.667

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2210

X Coordinate: 7476889.161

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340301.01
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Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2211

X Coordinate: 7476901.845

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340297.756

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2212

X Coordinate: 7476893.418

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level at 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340287.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2217

X Coordinate: 7476894.267

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340470.334

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2218

X Coordinate: 7476861.004

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340473.685
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Linus Pauling Science Center/Sackett Hall ‐ Parking Lot

Barrier #: 2219

X Coordinate: 7476836.785

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340474.138

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2720

X Coordinate: 7476441.27

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2430

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338492.498
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2721

X Coordinate: 7476351.116

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 9 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338474.775

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2722

X Coordinate: 7476355.211

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338522.481
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2723

X Coordinate: 7476293.825

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5310

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 118

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338729.641

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2724A

X Coordinate: 7476261.468

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338769.7
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2724B

X Coordinate: 7476261.468

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338769.7

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2724C

X Coordinate: 7476261.468

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 20 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338769.7
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2725

X Coordinate: 7476290.086

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338266.722

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2726

X Coordinate: 7476263.645

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338207.462
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall

Barrier #: 2727

X Coordinate: 7476421.157

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338283.257

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2728

X Coordinate: 7476386.207

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 51‐75

Description: Minimum 3 accessible stall not provided in lot/structure

Solution: Provide at least 3 accessible stalls including 1 van accessible stall

As Built Desc: 1 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 65 total stalls, 1 accessible stall & 1 van accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338540.891
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2729A

X Coordinate: 7476371.963

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 14'

Quantity: EACH

Official Responsible:

Notes: 65 total stalls, 1 accessible stall &1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338533.768

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2729B

X Coordinate: 7476371.963

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: Access aisle less than 8" wide at stall required to be van accessible

Quantity: EACH

Official Responsible:

Notes: 65 total stalls, 1 accessible stall & 1 van accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338533.768
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2730A

X Coordinate: 7476358.069

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338541.593

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2730B

X Coordinate: 7476358.069

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338541.593

ADA Assessment  Survey ‐ Draft (05/07/2012) 901



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2730C

X Coordinate: 7476358.069

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338541.593

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2730D

X Coordinate: 7476358.069

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.9% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338541.593
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2731A

X Coordinate: 7476311.044

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 16'

Quantity: EACH

Official Responsible:

Notes: 65 total stalls, 1 accessible stall & 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338711.381

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2731B

X Coordinate: 7476311.044

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes: 65 total stalls, 1 accessible stall & 1 van accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338711.381
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2732A

X Coordinate: 7476304.482

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.8% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338722.876

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Magruder Hall ‐ Parking Lot

Barrier #: 2732B

X Coordinate: 7476304.482

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Remove truncated domes

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338722.876
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Maintance Building

Barrier #: 1820A

X Coordinate: 7475359.801

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341589.701

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Maintance Building

Barrier #: 1820B

X Coordinate: 7475359.801

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No sloped bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341589.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Maintance Building

Barrier #: 1820C

X Coordinate: 7475359.801

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341589.701

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Maintance Building

Barrier #: 1820D

X Coordinate: 7475359.801

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 140

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341589.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1077

X Coordinate: 7478841.858

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339578.718

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1078

X Coordinate: 7478839.546

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339542.906
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1079

X Coordinate: 7478815.279

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339391.981

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1080

X Coordinate: 7478817.845

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339403.656
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1081

X Coordinate: 7478829.978

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339271.125

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1084

X Coordinate: 7478970.903

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339567.496
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1085A

X Coordinate: 7478968.194

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339564.971

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1085B

X Coordinate: 7478968.194

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339564.971
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1086

X Coordinate: 7478963.304

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 7.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 75

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339414.318

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: McAlexander Fieldhouse

Barrier #: 1087

X Coordinate: 7478943.662

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339169.923
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 855A

X Coordinate: 7480046.042

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 82 total stalls, 5 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339637.141

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 855B

X Coordinate: 7480046.042

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 82 total stalls, 5 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339637.141
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 856

X Coordinate: 7480026.507

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 171

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339644.429

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 857A

X Coordinate: 7480025.589

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 171

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339654.783
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 857B

X Coordinate: 7480025.589

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339654.783

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 857C

X Coordinate: 7480025.589

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339654.783
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 858A

X Coordinate: 7480028.911

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 6.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 171

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339664.067

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 858B

X Coordinate: 7480028.911

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339664.067
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 859

X Coordinate: 7480030.889

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 171

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339685.223

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 860A

X Coordinate: 7480029.843

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 171

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339692.229
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 860B

X Coordinate: 7480029.843

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 41‐1/2" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339692.229

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 861A

X Coordinate: 7480015.942

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.7% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339680.984
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 861B

X Coordinate: 7480015.942

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.7% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339680.984

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 861C

X Coordinate: 7480015.942

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339680.984
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 861D

X Coordinate: 7480015.942

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339680.984

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 862A

X Coordinate: 7480013.768

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339633.106
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 862B

X Coordinate: 7480013.768

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.4% to 10.7%)

Description: Ramp flare slope exceeds 10.0% (10.4% to 10.7%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339633.106

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 862C

X Coordinate: 7480013.768

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339633.106
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary ‐ Parking Lot

Barrier #: 862D

X Coordinate: 7480013.768

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339633.106

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 882A

X Coordinate: 7479844.838

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 18.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339504.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 882B

X Coordinate: 7479844.838

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339504.097

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 882C

X Coordinate: 7479844.838

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No top and bottom handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339504.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 882D

X Coordinate: 7479844.838

Barrier Area: Ramps

Barrier Type: Handrail Location ‐ ADA

Description: Handrail grip not an absolute distance of  1 1/2" from wall

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.5

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339504.097

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 882E

X Coordinate: 7479844.838

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entry at southeast corner of facility

As Built Desc: Non‐compliant ramp is not accessible route into facility

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339504.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 883

X Coordinate: 7479591.165

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339568.95

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 884

X Coordinate: 7479609.033

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes: 5 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.972
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 885

X Coordinate: 7479660.429

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: Open space where seat was removed has support which blocks wheelchairs from pulling under tabl

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339542.331

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 886

X Coordinate: 7479676.564

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339586.846
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center

Barrier #: 887

X Coordinate: 7479673.712

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.8% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339632.88

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Dining Center ‐ Parking Lot

Barrier #: 864

X Coordinate: 7479955.764

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 22 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339435.313
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 197A

X Coordinate: 7480147.121

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 37 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339820.25

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 197B

X Coordinate: 7480147.121

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339820.25
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 197C

X Coordinate: 7480147.121

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339820.25

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 198A

X Coordinate: 7480270.992

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 37 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340008.465
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 198B

X Coordinate: 7480270.992

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" back support height and 18" bench seat depth.

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340008.465

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field

Barrier #: 198D

X Coordinate: 7480270.992

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340008.465
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: McNary Field ‐ Central Walkway

Barrier #: 199A

X Coordinate: 7479798.355

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16‐1/2" bench seat height and 15" bench seat depth. Backrest also 13" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340174.007

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: McNary Field ‐ Central Walkway

Barrier #: 199B

X Coordinate: 7479798.355

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340174.007
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 187

X Coordinate: 7480091.453

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340400.664

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 188

X Coordinate: 7480058.219

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340373.003
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 189

X Coordinate: 7480037.909

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340360.157

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 190

X Coordinate: 7479966.516

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340313.161
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 191

X Coordinate: 7479845.889

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340254.225

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Northern Walkway

Barrier #: 192

X Coordinate: 7479767.24

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 45

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340222.415
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Southern Walkway

Barrier #: 193

X Coordinate: 7479806.707

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340088.07

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Southern Walkway

Barrier #: 194

X Coordinate: 7479862.16

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340032.689
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Southern Walkway

Barrier #: 195

X Coordinate: 7479888.673

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340007.119

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: McNary Field ‐ Southern Walkway

Barrier #: 196

X Coordinate: 7479974.926

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339916.414
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 888

X Coordinate: 7479688.266

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339649.323

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 891A

X Coordinate: 7479887.178

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339716.787
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 891B

X Coordinate: 7479887.178

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339716.787

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 893

X Coordinate: 7479887.894

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339701.654
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 896

X Coordinate: 7479975.985

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339676.191

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 897

X Coordinate: 7479974.151

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339695.109
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 898

X Coordinate: 7479841.869

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339647.203

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 899

X Coordinate: 7479893.464

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes: 6 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339610.355
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Hall

Barrier #: 900

X Coordinate: 7480007.23

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4770

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 106

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339621.925

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Parking Lot and SW Adams Ave

Barrier #: 853

X Coordinate: 7480022.039

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339395.469
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: McNary Parking Lot and SW Adams Ave

Barrier #: 854

X Coordinate: 7480041.971

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339395.236

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 688A

X Coordinate: 7477793.05

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 20 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340128.499
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 688B

X Coordinate: 7477793.05

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340128.499

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 688C

X Coordinate: 7477793.05

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 15" back support height and 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340128.499
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 689A

X Coordinate: 7478078.413

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and back rest is not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340048.046

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 689B

X Coordinate: 7478078.413

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340048.046
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 690A

X Coordinate: 7477931.821

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340052.512

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union

Barrier #: 690B

X Coordinate: 7477931.821

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat depth and 17" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340052.512
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 691

X Coordinate: 7478236.496

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1960

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340006.327

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 692

X Coordinate: 7478203.149

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6020

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 172

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340038.063
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 693A

X Coordinate: 7478131.992

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340028.645

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 693B

X Coordinate: 7478131.992

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340028.645
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 693C

X Coordinate: 7478131.992

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 100

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340028.645

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 694

X Coordinate: 7478110.64

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes: 6 tables provided on Mezzanine level. Recommended: provide one picnic table with compliant wheelchair se

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340008.604

ADA Assessment  Survey ‐ Draft (05/07/2012) 947
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 695A

X Coordinate: 7478092.26

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340018.14

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 695B

X Coordinate: 7478092.26

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340018.14
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 695C

X Coordinate: 7478092.26

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 8" top handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340018.14

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 695D

X Coordinate: 7478092.26

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340018.14
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 696

X Coordinate: 7478093.152

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340005.455

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 697

X Coordinate: 7478092.185

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color provided not on entire tread

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339995.404
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 698

X Coordinate: 7478087.943

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.1% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339987.104

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 699A

X Coordinate: 7478051.743

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail not provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339991.09
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 699B

X Coordinate: 7478051.743

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339991.09

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 700A

X Coordinate: 7478052.654

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340017.184
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 700B

X Coordinate: 7478052.654

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340017.184

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 701A

X Coordinate: 7478047.848

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340013.994
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 701B

X Coordinate: 7478047.848

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340013.994

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 702A

X Coordinate: 7478027.065

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.589
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 702B

X Coordinate: 7478027.065

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.589

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 702C

X Coordinate: 7478027.065

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340006.589

ADA Assessment  Survey ‐ Draft (05/07/2012) 955



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 702D

X Coordinate: 7478027.065

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.589

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 703A

X Coordinate: 7478008.452

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340034.579
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 703B

X Coordinate: 7478008.452

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340034.579

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 703C

X Coordinate: 7478008.452

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340034.579

ADA Assessment  Survey ‐ Draft (05/07/2012) 957



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 703D

X Coordinate: 7478008.452

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 14000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 400

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340034.579

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 703E

X Coordinate: 7478008.452

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340034.579
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 704A

X Coordinate: 7477978.701

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340009.549

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 704B

X Coordinate: 7477978.701

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340009.549
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 704C

X Coordinate: 7477978.701

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340009.549

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 705A

X Coordinate: 7477958.826

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340017.114
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 705B

X Coordinate: 7477958.826

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340017.114

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 706A

X Coordinate: 7477952.868

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 17325

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 77

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340020.251

ADA Assessment  Survey ‐ Draft (05/07/2012) 961



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 706B

X Coordinate: 7477952.868

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 17325

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 77

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340020.251

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 707A

X Coordinate: 7477946.949

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339994.859
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 707B

X Coordinate: 7477946.949

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339994.859

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 708

X Coordinate: 7477915.139

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339992.57
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 709A

X Coordinate: 7477912.372

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339999.263

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 709B

X Coordinate: 7477912.372

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339999.263
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 709C

X Coordinate: 7477912.372

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339999.263

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 710A

X Coordinate: 7477913.557

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340024.844
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 710B

X Coordinate: 7477913.557

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340024.844

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 710C

X Coordinate: 7477913.557

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340024.844
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 710D

X Coordinate: 7477913.557

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340024.844

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 711A

X Coordinate: 7477847.558

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation location not at least 36" from nearest point of moving door

Solution: Relocate actuation device to safe location clear of door swing

As Built Desc: Door swing encroaches into wheelchair space needed to actuate door opening device

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340018.222
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 711B

X Coordinate: 7477847.558

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.0% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340018.222

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 712A

X Coordinate: 7477872.677

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340037.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 712B

X Coordinate: 7477872.677

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340037.256

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 712C

X Coordinate: 7477872.677

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340037.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 712D

X Coordinate: 7477872.677

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340037.256

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 713A

X Coordinate: 7477813.589

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340049.121
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 713B

X Coordinate: 7477813.589

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 128

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340049.121

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 714

X Coordinate: 7477802.794

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340035.776
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 715A

X Coordinate: 7477773.075

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340024.116

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 715B

X Coordinate: 7477773.075

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340024.116
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 716A

X Coordinate: 7477768.453

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339898.038

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 716B

X Coordinate: 7477768.453

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 64

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339898.038
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 716C

X Coordinate: 7477768.453

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339898.038

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 717A

X Coordinate: 7477789.826

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 44

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339850.657
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 717B

X Coordinate: 7477789.826

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339850.657

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 717C

X Coordinate: 7477789.826

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 180

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339850.657
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 718A

X Coordinate: 7477856.278

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 26

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.807

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 718B

X Coordinate: 7477856.278

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.807
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 718C

X Coordinate: 7477856.278

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339886.807

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 718D

X Coordinate: 7477856.278

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 44

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339886.807
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 721

X Coordinate: 7478055.09

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339835.683

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 722

X Coordinate: 7478085.057

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation location not at least 36" from nearest point of moving door

Solution: Relocate actuation device

As Built Desc: Door swing encroaches into wheelchair space needed to actuate door opening device

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339879.75

ADA Assessment  Survey ‐ Draft (05/07/2012) 978



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 723A

X Coordinate: 7478092.237

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339835.635

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 723B

X Coordinate: 7478092.237

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339835.635
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union

Barrier #: 729

X Coordinate: 7478208.543

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339835.493

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union ‐ Bookstore Entry

Barrier #: 727A

X Coordinate: 7478184.434

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339825.509
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union ‐ Bookstore Entry

Barrier #: 727B

X Coordinate: 7478184.434

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339825.509

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Memorial Union ‐ Bookstore Entry

Barrier #: 728

X Coordinate: 7478168.665

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides or ramps on each side of south entrance

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339836.871
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union ‐ Walkways

Barrier #: 683

X Coordinate: 7478026.157

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340335.787

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union ‐ Walkways

Barrier #: 684

X Coordinate: 7478027.147

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340328.614

ADA Assessment  Survey ‐ Draft (05/07/2012) 982



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union ‐ Walkways

Barrier #: 685

X Coordinate: 7478166.742

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340326.516

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union ‐ Walkways

Barrier #: 686

X Coordinate: 7478212.533

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340357.519
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union ‐ Walkways

Barrier #: 687

X Coordinate: 7478053.289

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340220.642

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall

Barrier #: 649A

X Coordinate: 7478280.093

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340071.011
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall

Barrier #: 649B

X Coordinate: 7478280.093

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340071.011

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall

Barrier #: 649C

X Coordinate: 7478280.093

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340071.011
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall

Barrier #: 651

X Coordinate: 7478280.507

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: Back support is not at least 18" high

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15" back support height and 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340138.891

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall

Barrier #: 652

X Coordinate: 7478259.244

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 3" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340170.709
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 663

X Coordinate: 7478294.274

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 85 total stalls, 3 accessible stalls, 2 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339927.584

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 664A

X Coordinate: 7478294.274

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339927.584
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 664B

X Coordinate: 7478288.2

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339849.744

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 665A

X Coordinate: 7478303.548

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339852.627
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 665B

X Coordinate: 7478303.548

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339852.627

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 665C

X Coordinate: 7478303.548

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Top of stall ends in vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 26

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339852.627
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 666

X Coordinate: 7478275.143

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp or provide handrails

As Built Desc: 6.5% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 17100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339857.677

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 667A

X Coordinate: 7478498.106

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Top of stall ends in vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339947.443
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 667B

X Coordinate: 7478498.106

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339947.443

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 668A

X Coordinate: 7478472.269

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Top of stall ends in vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339948.113
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 668B

X Coordinate: 7478472.269

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339948.113

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 669A

X Coordinate: 7478461.806

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Top of stall ends in vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339950.935
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 669B

X Coordinate: 7478461.806

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 14'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339950.935

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Memorial Union/Strand Agricultural Hall ‐ Parking Lot

Barrier #: 671

X Coordinate: 7478508.143

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339953.28
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Merrit Truax Football Practice Facility

Barrier #: 2831

X Coordinate: 7476539.467

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338402.252

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Merrit Truax Football Practice Facility

Barrier #: 2832A

X Coordinate: 7476545.808

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 7920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 176

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338403.705
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Merrit Truax Football Practice Facility

Barrier #: 2832B

X Coordinate: 7476571.497

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338404.648

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2980

X Coordinate: 7476751.394

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338458.159
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2981

X Coordinate: 7476774.733

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: 7.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338429.561

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2982

X Coordinate: 7476761.882

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 10080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 224

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338427.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2983A

X Coordinate: 7476757.237

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 4 to 25 seats exist, 1 wheelchair space not provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 4 to 25 seats exist, 1 wheelchair space not provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338570.541

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2983B

X Coordinate: 7476757.237

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 4 to 25 seats exist, no wheelchair companion seat provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 4 to 25 seats exist, no wheelchair companion seat provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338570.541
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2984

X Coordinate: 7476752.214

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338477.562

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2985

X Coordinate: 7476752.13

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338471.233
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2986

X Coordinate: 7476543.685

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338591.736

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2987

X Coordinate: 7476543.399

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338600.695
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2988

X Coordinate: 7476543.298

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338609.136

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility

Barrier #: 2989

X Coordinate: 7476516.749

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338802.361
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3061

X Coordinate: 7476572.403

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 10620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 236

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338134.375

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3062

X Coordinate: 7476528.09

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 11.3% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338281.827
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3063

X Coordinate: 7476551.943

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 13.6% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338280.316

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3064

X Coordinate: 7476597.371

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.7% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338279.008
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3065A

X Coordinate: 7476794.943

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338409.214

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3065B

X Coordinate: 7476794.943

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338409.214
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3066A

X Coordinate: 7476820.419

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338408.012

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3066B

X Coordinate: 7476820.419

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 36" depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338408.012
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3084A

X Coordinate: 7476827.393

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338393.64

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3084B

X Coordinate: 7476827.393

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338393.64
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3085A

X Coordinate: 7476812.615

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338394.693

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3085B

X Coordinate: 7476812.615

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338394.693
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3086A

X Coordinate: 7476803.468

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338395.905

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3086B

X Coordinate: 7476803.468

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338395.905
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3087

X Coordinate: 7476784.139

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338394.506

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3088

X Coordinate: 7476512.483

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338267.407
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3089A

X Coordinate: 7476516.654

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338252.543

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Merrit Truax Indoor Practice Facility ‐ Parking Lot

Barrier #: 3089B

X Coordinate: 7476516.654

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338252.543
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 214

X Coordinate: 7479463.617

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340727.524

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 215

X Coordinate: 7479460.431

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340717.791
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 216

X Coordinate: 7479443.543

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340727.951

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 217A

X Coordinate: 7479462.654

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.608
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 217B

X Coordinate: 7479462.654

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.608

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 217C

X Coordinate: 7479462.654

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340732.608
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 219

X Coordinate: 7479364.143

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 109

Y Coordinate: 340775.476

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 220

X Coordinate: 7479341.075

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 20.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340774.337
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 221

X Coordinate: 7479346.195

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 108

Y Coordinate: 340782.72

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 222

X Coordinate: 7479335.69

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 108

Y Coordinate: 340786.632
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 223

X Coordinate: 7479273.344

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340804.808

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 224A

X Coordinate: 7479266.595

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340762.41
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 224B

X Coordinate: 7479266.595

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340762.41

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 225

X Coordinate: 7479226.991

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340676.544
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 226

X Coordinate: 7479214.969

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 103

Y Coordinate: 340659.135

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 227

X Coordinate: 7479227.113

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340673.502
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 228

X Coordinate: 7479210.951

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 103

Y Coordinate: 340649.62

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 229

X Coordinate: 7479229.564

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340645.843
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 234

X Coordinate: 7479165.429

Barrier Area: Walkways

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 100

Y Coordinate: 340590.286

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 248A

X Coordinate: 7479228.399

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width not provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 26250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 105

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340820.684
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 248B

X Coordinate: 7479228.399

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4725

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 21

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340820.684

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 248C

X Coordinate: 7479228.399

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340820.684
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 248D

X Coordinate: 7479228.399

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340820.684

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 248E

X Coordinate: 7479228.399

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340820.684
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 265A

X Coordinate: 7479272.91

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340870.478

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 265B

X Coordinate: 7479272.91

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340870.478
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Merryfield Hall

Barrier #: 265C

X Coordinate: 7479272.91

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340870.478

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 678A

X Coordinate: 7478183.757

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 14" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340407.732
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 678B

X Coordinate: 7478183.757

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340407.732

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 679A

X Coordinate: 7478046.337

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340427.96
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 679B

X Coordinate: 7478046.337

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340427.96

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 680A

X Coordinate: 7478027.279

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340447.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Milam Hall

Barrier #: 680B

X Coordinate: 7478027.279

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340447.701

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 732A

X Coordinate: 7477784.603

Barrier Area: Signage

Barrier Type: Directional Sign ‐ Non‐Acc

Description: No directional signage provided at non‐accessible route or entry

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340423.936
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 732B

X Coordinate: 7477784.603

Barrier Area: Walkways

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk 

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340423.936

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 733A

X Coordinate: 7477778.25

Barrier Area: Signage

Barrier Type: Directional Sign ‐ Non‐Acc

Description: No directional signage provided at non‐accessible route or entry

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340509.098
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 733B

X Coordinate: 7477778.25

Barrier Area: Walkways

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340509.098

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 735A

X Coordinate: 7477938.313

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340541.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 735B

X Coordinate: 7477938.313

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340541.624

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 736A

X Coordinate: 7478023.6

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340549.981
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 736B

X Coordinate: 7478023.6

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340549.981

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 737

X Coordinate: 7478023.312

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340536.897
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Milam Hall

Barrier #: 738

X Coordinate: 7477988.684

Barrier Area: Ramps

Barrier Type: Handrail Location ‐ ADA

Description: Handrail grip not an min. of  1‐1/2" from wall or guard

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2‐1/2" from guardrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.5

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340548.52

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 739A

X Coordinate: 7478109.828

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 23850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 106

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340575.671
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 739B

X Coordinate: 7478109.828

Barrier Area: Ramps

Barrier Type: Handrail Location ‐ ADA

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 3‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 23850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.5

As Built Meas: 106

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340575.671

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 740

X Coordinate: 7478105.904

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.9% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340532.623
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741A

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340521.762

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741B

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340521.762
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741C

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340521.762

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741D

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340521.762
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741E

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340521.762

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 741F

X Coordinate: 7478103.286

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 3" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340521.762
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 742A

X Coordinate: 7478125.239

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 1" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340565.146

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 742B

X Coordinate: 7478125.239

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340565.146
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 742C

X Coordinate: 7478125.239

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340565.146

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 742D

X Coordinate: 7478125.239

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340565.146
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Milam Hall

Barrier #: 742E

X Coordinate: 7478125.239

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340565.146

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 743A

X Coordinate: 7478192.175

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340497.822
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 743B

X Coordinate: 7478192.175

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340497.822

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 744

X Coordinate: 7478176.406

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340493.809
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 745A

X Coordinate: 7478078.254

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340471.766

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 745B

X Coordinate: 7478078.254

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340471.766
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 746

X Coordinate: 7478077.006

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340485.726

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 747A

X Coordinate: 7477961.535

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340473.395
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 747B

X Coordinate: 7477961.535

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340473.395

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Milam Hall

Barrier #: 748

X Coordinate: 7477959.52

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 1" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340483.375
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 482A

X Coordinate: 7478991.729

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340377.219

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 482B

X Coordinate: 7478991.729

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 43" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 11

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340377.219
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 482C

X Coordinate: 7478991.729

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340377.219

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 482D

X Coordinate: 7478991.729

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 5‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 11

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340377.219
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 482E

X Coordinate: 7478991.729

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340377.219

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 483

X Coordinate: 7478991.729

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.9% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340377.219
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 484A

X Coordinate: 7478920.828

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340374.837

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 484B

X Coordinate: 7478920.828

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340374.837
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 484C

X Coordinate: 7478920.828

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340374.837

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 484D

X Coordinate: 7478920.828

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340374.837
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 484E

X Coordinate: 7478920.828

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340374.837

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 485

X Coordinate: 7478887.784

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth, 15" back support height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340378.624
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 486A

X Coordinate: 7478887.858

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340491.42

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 486B

X Coordinate: 7478887.858

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench or provide additional bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340491.42
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 487

X Coordinate: 7478881.991

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340422.127

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 488A

X Coordinate: 7478890.08

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340504.514
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 488B

X Coordinate: 7478890.08

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension does not extend min. 12" from ramp run

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340504.514

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 488C

X Coordinate: 7478890.08

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 30‐1/2" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340504.514
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 489

X Coordinate: 7478920.647

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.7% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340495.48

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 490

X Coordinate: 7478883.805

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340509.175
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 493

X Coordinate: 7479039.69

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340479.073

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 494A

X Coordinate: 7479028.733

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340480.075
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 494B

X Coordinate: 7479028.733

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340480.075

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 494C

X Coordinate: 7479028.733

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340480.075
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 494D

X Coordinate: 7479028.733

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340480.075

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 495A

X Coordinate: 7479019.007

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340387.562
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 495B

X Coordinate: 7479019.007

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340387.562

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 495C

X Coordinate: 7479019.007

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340387.562
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 495D

X Coordinate: 7479019.007

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340387.562

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Milne Computer Center

Barrier #: 495E

X Coordinate: 7479019.007

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340387.562
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1237A

X Coordinate: 7477873.434

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 33

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339747.813

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1237B

X Coordinate: 7477873.434

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339747.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1237C

X Coordinate: 7477873.434

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339747.813

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1237D

X Coordinate: 7477873.434

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5390

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 154

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339747.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1237E

X Coordinate: 7477873.434

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 22

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339747.813

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1238

X Coordinate: 7477871.453

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339728.076
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1239A

X Coordinate: 7477804.056

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 24 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339762.633

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1239B

X Coordinate: 7477804.056

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339762.633
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1239C

X Coordinate: 7477804.056

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339762.633

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1240A

X Coordinate: 7477877.155

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Top handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339658.813
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1240B

X Coordinate: 7477877.155

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 22500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 100

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339658.813

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1240C

X Coordinate: 7477877.155

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339658.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1240D

X Coordinate: 7477877.155

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339658.813

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1240E

X Coordinate: 7477877.155

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339658.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1241

X Coordinate: 7477866.598

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.8% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339658.018

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1242A

X Coordinate: 7477864.547

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339655.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1242B

X Coordinate: 7477864.547

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339655.256

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1242C

X Coordinate: 7477864.547

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color provided not on entire tread

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 55

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339655.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1242D

X Coordinate: 7477864.547

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339655.256

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1243A

X Coordinate: 7477913.96

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339650.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1243B

X Coordinate: 7477913.96

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339650.59

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1243C

X Coordinate: 7477913.96

Barrier Area: Stairways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in landing 

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ABA/ABA 504.4

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339650.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall

Barrier #: 1243D

X Coordinate: 7477913.96

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339650.59

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1244

X Coordinate: 7477760.373

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 15 total stalls, 2 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339614.369
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1245

X Coordinate: 7477778.944

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339629.554

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1246

X Coordinate: 7477793.277

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339630.73
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1252

X Coordinate: 7477759.055

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1395

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 31

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339644.428

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1253A

X Coordinate: 7477789.261

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.9% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339644.785
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1253B

X Coordinate: 7477789.261

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.7% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339644.785

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1253C

X Coordinate: 7477789.261

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339644.785
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1254

X Coordinate: 7477797.042

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339644.602

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1257

X Coordinate: 7477811.209

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339641.03
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall ‐ Parking Lot

Barrier #: 1258

X Coordinate: 7477845.66

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4995

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 111

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339624.313

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot ‐ Corner A

Barrier #: 1255A

X Coordinate: 7477809.525

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339643.617
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot ‐ Corner A

Barrier #: 1255B

X Coordinate: 7477809.525

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339643.617

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot ‐ Corner A

Barrier #: 1255C

X Coordinate: 7477809.525

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339643.617
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot ‐ Corner B

Barrier #: 1256A

X Coordinate: 7477845.165

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339629.212

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot ‐ Corner B

Barrier #: 1256B

X Coordinate: 7477845.165

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339629.212
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1250A

X Coordinate: 7477749.628

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339649.739

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1250B

X Coordinate: 7477749.628

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 21.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339649.739
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1250C

X Coordinate: 7477749.628

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339649.739

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1251A

X Coordinate: 7477762.471

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 19.5% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339578.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1251B

X Coordinate: 7477762.471

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 17.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339578.814

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Moreland Hall Parking Lot and SW 26th St

Barrier #: 1251C

X Coordinate: 7477762.471

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339578.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2222A

X Coordinate: 7476950.551

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 19.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 31

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340371.418

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2222B

X Coordinate: 7476950.551

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 40" handrail height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 10350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340371.418
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2222C

X Coordinate: 7476950.551

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340371.418

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2222D

X Coordinate: 7476950.551

Barrier Area: Ramps

Barrier Type: Handrail Grip ‐ Existing Non‐circular ADA

Description: Non‐circular handrail not 2‐1/4" in diameter

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 17" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.7.2

As Built Meas: 46

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340371.418
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2222E

X Coordinate: 7476950.551

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No top/bottom handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340371.418

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2223A

X Coordinate: 7476954.5

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 44

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340369.878
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2223B

X Coordinate: 7476954.5

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6975

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 31

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340369.878

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2223C

X Coordinate: 7476954.5

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340369.878
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Nash Hall

Barrier #: 2223D

X Coordinate: 7476954.5

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340369.878

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2224A

X Coordinate: 7477043.538

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 22.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340351.494
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2224B

X Coordinate: 7477043.538

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottomhandrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340351.494

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2224C

X Coordinate: 7477043.538

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340351.494
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2225A

X Coordinate: 7476988.163

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340321.904

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2225B

X Coordinate: 7476988.163

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340321.904
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2225C

X Coordinate: 7476988.163

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340321.904

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2226A

X Coordinate: 7476989.278

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340363.097
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2226B

X Coordinate: 7476989.278

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340363.097

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2227A

X Coordinate: 7476972.536

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340358.535

ADA Assessment  Survey ‐ Draft (05/07/2012) 1088



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Nash Hall

Barrier #: 2227B

X Coordinate: 7476972.536

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340358.535

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Nash Hall and Sackett Pl

Barrier #: 2304A

X Coordinate: 7476977.419

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340302.316
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Nash Hall and Sackett Pl

Barrier #: 2304B

X Coordinate: 7476977.419

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340302.316

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Nash Hall and Sackett Pl

Barrier #: 2305

X Coordinate: 7477002.464

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340267.4
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Nash Hall and Sackett Pl

Barrier #: 2306

X Coordinate: 7477006.226

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340255.976

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Nash Hall and Sackett Pl

Barrier #: 2307

X Coordinate: 7476977.394

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340253.39

ADA Assessment  Survey ‐ Draft (05/07/2012) 1091
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1949

X Coordinate: 7475464.733

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340644.908

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1950

X Coordinate: 7475463.443

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340660.787
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1951

X Coordinate: 7475415.567

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340636.46

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1952

X Coordinate: 7475468.11

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 208

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340628.639
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1953

X Coordinate: 7475439.399

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340533.257

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1954A

X Coordinate: 7475423.55

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340577.947
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1954B

X Coordinate: 7475423.55

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 1/2' lip in landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340577.947

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1955

X Coordinate: 7475407.202

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340536.258
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building

Barrier #: 1956

X Coordinate: 7475347.76

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340536.192

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building ‐ Parking Lot

Barrier #: 1957A

X Coordinate: 7475458.893

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340513.691
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building ‐ Parking Lot

Barrier #: 1957B

X Coordinate: 7475458.893

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8% cross slope of accessible stall

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 15400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 154

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340513.691

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building ‐ Parking Lot

Barrier #: 1957C

X Coordinate: 7475458.893

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 36" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340513.691
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building ‐ Parking Lot

Barrier #: 1958A

X Coordinate: 7475459.365

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340529.728

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: National Forage Seed Center Building ‐ Parking Lot

Barrier #: 1958B

X Coordinate: 7475459.365

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.0% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340529.728
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building

Barrier #: 1174A

X Coordinate: 7478196.631

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338879.784

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building

Barrier #: 1174B

X Coordinate: 7478196.631

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338879.784
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building

Barrier #: 1179

X Coordinate: 7478316.915

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete and uneven surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338872.231

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building

Barrier #: 1180

X Coordinate: 7478290.449

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338967.653
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building ‐ Parking Lot

Barrier #: 1175

X Coordinate: 7478272.287

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338951.348

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1168

X Coordinate: 7478091.479

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Stairway is the only pedestrian route into building ‐ Stairway to building entrance not accessible

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338859.839
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Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1169

X Coordinate: 7478120.955

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Stairway is the only pedestrian route into building ‐ Stairway to building entrance not accessible

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338858.344

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1170A

X Coordinate: 7478088.628

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner A

Y Coordinate: 338833.009
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1170B

X Coordinate: 7478088.628

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner A

Y Coordinate: 338833.009

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1170C

X Coordinate: 7478088.628

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp. Mesh imprint not compliant.

Solution: Provide truncated domes as compliant detectable warnings

As Built Desc: Existing detectable warnings are not compliant.

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner A

Y Coordinate: 338833.009
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1170D

X Coordinate: 7478088.628

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner A

Y Coordinate: 338833.009

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1171A

X Coordinate: 7478095.734

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner D

Y Coordinate: 338790.702
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1171B

X Coordinate: 7478095.734

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner D

Y Coordinate: 338790.702

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1171C

X Coordinate: 7478095.734

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner D

Y Coordinate: 338790.702
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1171D

X Coordinate: 7478095.734

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner D

Y Coordinate: 338790.702

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1171E

X Coordinate: 7478095.734

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Railroad Splitter Island Corner D

Y Coordinate: 338790.702

ADA Assessment  Survey ‐ Draft (05/07/2012) 1106



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1172A

X Coordinate: 7478108.27

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: No crosswalk marking provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338756.775

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1172B

X Coordinate: 7478108.27

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338756.775
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1172C

X Coordinate: 7478108.27

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338756.775

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1176A

X Coordinate: 7478292.246

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338848.632
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1176B

X Coordinate: 7478292.246

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (8.3% or more)

Description: Gutter slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new gutter

As Built Desc: 8.3% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338848.632

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1176C

X Coordinate: 7478292.246

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (8.3% or more)

Description: Transition from gutter into roadway slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 18.9% transition slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338848.632
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1177A

X Coordinate: 7478323.097

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338846.024

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1177B

X Coordinate: 7478323.097

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.6% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338846.024
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1177C

X Coordinate: 7478323.097

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338846.024

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1177D

X Coordinate: 7478323.097

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 338846.024
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: Naval Science Building and SW Washington Wy

Barrier #: 1177E

X Coordinate: 7478323.097

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338846.024

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 2A

X Coordinate: 7480741.962

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340358.601
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 2B

X Coordinate: 7480741.962

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340358.601

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 3

X Coordinate: 7480762.556

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340366.848
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 4

X Coordinate: 7480792.516

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340353.966

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 5A

X Coordinate: 7480804.373

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (4.1% to 5.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 4.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340335.735
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 5B

X Coordinate: 7480804.373

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340335.735

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 10th St and NW Monroe Ave

Barrier #: 6

X Coordinate: 7480726.215

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340320.476
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 115A

X Coordinate: 7480487.179

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340457.984

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 115B

X Coordinate: 7480487.179

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Alter to provide flush transition into roadway

As Built Desc: 2" lip at transition into roadway

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A (A‐A)

Y Coordinate: 340457.984
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 116

X Coordinate: 7480500.749

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340466.175

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 117

X Coordinate: 7480531.628

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340455.74

ADA Assessment  Survey ‐ Draft (05/07/2012) 1117



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 118

X Coordinate: 7480537.444

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340441.995

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 119

X Coordinate: 7480503.501

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340391.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 120

X Coordinate: 7480520.112

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340399.038

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 121

X Coordinate: 7480470.002

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340420.138
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 11th St and NW Monroe Ave

Barrier #: 122

X Coordinate: 7480475.292

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340405.361

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 166

X Coordinate: 7480248.037

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340552.988
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 167

X Coordinate: 7480255.907

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340560.76

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 168

X Coordinate: 7480283.33

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340549.859
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 169A

X Coordinate: 7480235.738

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340509.614

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 169B

X Coordinate: 7480235.738

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340509.614
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 12th St and NW Monroe Ave

Barrier #: 169C

X Coordinate: 7480235.738

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340509.614

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 13th St and NW Monroe Ave

Barrier #: 161

X Coordinate: 7480020.207

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340657.269

ADA Assessment  Survey ‐ Draft (05/07/2012) 1123



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 13th St and NW Monroe Ave

Barrier #: 162

X Coordinate: 7480053.814

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340636.918

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 13th St and NW Monroe Ave

Barrier #: 163

X Coordinate: 7480057.225

Barrier Area: Blended Transitions

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340626.31
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 13th St and NW Monroe Ave

Barrier #: 164

X Coordinate: 7480044.047

Barrier Area: Blended Transitions

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340581.226

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 171A

X Coordinate: 7479762.352

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340741.936
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 171B

X Coordinate: 7479762.352

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 19.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340741.936

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 171C

X Coordinate: 7479762.352

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340741.936
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 172A

X Coordinate: 7479763.033

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340739.527

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 172B

X Coordinate: 7479763.033

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340739.527
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 172C

X Coordinate: 7479763.033

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340739.527

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 173

X Coordinate: 7479772.521

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340747.445

ADA Assessment  Survey ‐ Draft (05/07/2012) 1128



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 174A

X Coordinate: 7479773.504

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340746.199

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 174B

X Coordinate: 7479773.504

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340746.199
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 174C

X Coordinate: 7479773.504

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340746.199

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 175

X Coordinate: 7479805.779

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340730.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 176A

X Coordinate: 7479804.458

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340732.139

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 176B

X Coordinate: 7479804.458

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340732.139
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 176C

X Coordinate: 7479804.458

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340732.139

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 177

X Coordinate: 7479809.671

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340721.841
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 178A

X Coordinate: 7479809.75

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340722.394

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 178B

X Coordinate: 7479809.75

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340722.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 178C

X Coordinate: 7479809.75

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340722.394

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 179

X Coordinate: 7479792.915

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐A)

Y Coordinate: 340673.668
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 180A

X Coordinate: 7479792.874

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐A)

Y Coordinate: 340674.095

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 180B

X Coordinate: 7479792.874

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐A)

Y Coordinate: 340674.095
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 180C

X Coordinate: 7479792.874

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐A)

Y Coordinate: 340674.095

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 181

X Coordinate: 7479806.126

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐B)

Y Coordinate: 340676.379
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 182A

X Coordinate: 7479806.376

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐B)

Y Coordinate: 340676.457

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 182B

X Coordinate: 7479806.376

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐B)

Y Coordinate: 340676.457
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 182C

X Coordinate: 7479806.376

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C (A‐B)

Y Coordinate: 340676.457

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 183

X Coordinate: 7479805.984

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island C

Y Coordinate: 340667.712

ADA Assessment  Survey ‐ Draft (05/07/2012) 1138



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 184

X Coordinate: 7479816.797

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340646.004

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 185

X Coordinate: 7479744.024

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340693.698
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 186A

X Coordinate: 7479745.647

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340693.202

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 186B

X Coordinate: 7479745.647

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340693.202
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 186C

X Coordinate: 7479745.647

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No pedestrian push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 9400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340693.202

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 14th St and NW Monroe Ave

Barrier #: 186D

X Coordinate: 7479745.647

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 4200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340693.202

ADA Assessment  Survey ‐ Draft (05/07/2012) 1141



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 267A

X Coordinate: 7479512.744

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (3.1% to 4.0%)

Description: Curb ramp landing or pan not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340827.85

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 267B

X Coordinate: 7479512.744

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340827.85
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 268

X Coordinate: 7479532.137

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340836.839

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 269

X Coordinate: 7479556.415

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340827.066
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 270A

X Coordinate: 7479500.262

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340798.087

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 270B

X Coordinate: 7479500.262

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340798.087
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 15th St and NW Monroe Ave

Barrier #: 270C

X Coordinate: 7479500.262

Barrier Area: Sidewalks

Barrier Type: Grate in Route

Description: Grate in pedestrian route has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1‐1/2" grate openings directly in path of travel

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.4 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 340798.087

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St ‐ West

Barrier #: 276

X Coordinate: 7479280.583

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 11.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 140

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340936.641
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St ‐ West

Barrier #: 277

X Coordinate: 7479337.583

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341094.124

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St ‐ West

Barrier #: 278

X Coordinate: 7479367.152

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 115

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341170.714
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 279A

X Coordinate: 7479424.06

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341307.845

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 279B

X Coordinate: 7479424.06

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341307.845
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 280A

X Coordinate: 7479431.378

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341305.076

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 280B

X Coordinate: 7479431.378

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341305.076
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 281A

X Coordinate: 7479462.585

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341293.61

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 281B

X Coordinate: 7479462.585

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341293.61
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 281C

X Coordinate: 7479462.585

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341293.61

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 282A

X Coordinate: 7479453.616

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.9% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 341258.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 282B

X Coordinate: 7479453.616

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 341258.814

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 283

X Coordinate: 7479459.136

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 341256.358

ADA Assessment  Survey ‐ Draft (05/07/2012) 1151



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 284

X Coordinate: 7479414.395

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341279.569

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW 16th St and NW Jackson Ave

Barrier #: 285

X Coordinate: 7479420.582

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341273.161
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 261A

X Coordinate: 7479274.517

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (4.1% to 4.9%)

Description: Curb ramp landing or pan not level(4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340933.465

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 261B

X Coordinate: 7479274.517

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340933.465
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 261C

X Coordinate: 7479274.517

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340933.465

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 261D

X Coordinate: 7479274.517

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340933.465
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 261E

X Coordinate: 7479274.517

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A (A‐A)

Y Coordinate: 340933.465

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 262A

X Coordinate: 7479285.92

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340930.22
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 262B

X Coordinate: 7479285.92

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340930.22

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 262C

X Coordinate: 7479285.92

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340930.22
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 262D

X Coordinate: 7479285.92

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2"  in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340930.22

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 263A

X Coordinate: 7479316.722

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340919.745
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 263B

X Coordinate: 7479316.722

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340919.745

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 264A

X Coordinate: 7479258.347

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340889.191
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 16th St and NW Monroe Ave

Barrier #: 264B

X Coordinate: 7479258.347

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners  A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 340889.191

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 548A

X Coordinate: 7478694.376

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 9.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341149.314
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 548B

X Coordinate: 7478694.376

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341149.314

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 549A

X Coordinate: 7478718.758

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341143.212
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 549B

X Coordinate: 7478718.758

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341143.212

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 550

X Coordinate: 7478725.614

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341127.936
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 551A

X Coordinate: 7478709.704

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341093.649

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 551B

X Coordinate: 7478709.704

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341093.649
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 551C

X Coordinate: 7478709.704

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341093.649

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW 21st St and NW Monroe Ave

Barrier #: 551D

X Coordinate: 7478709.704

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341093.649
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW 23rd St and NW Monroe Ave

Barrier #: 613A

X Coordinate: 7478367.445

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341265.096

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW 23rd St and NW Monroe Ave

Barrier #: 613B

X Coordinate: 7478367.445

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341265.096
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW 23rd St and NW Monroe Ave

Barrier #: 614

X Coordinate: 7478397.286

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341254.499

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW 23rd St and NW Monroe Ave

Barrier #: 615

X Coordinate: 7478358.986

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341211.367
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2066

X Coordinate: 7477449.869

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341218.93

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2073

X Coordinate: 7477447.796

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341246.743
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2074

X Coordinate: 7477447.982

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341433.42

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2075

X Coordinate: 7477446.323

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341510.583
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2076

X Coordinate: 7477443.932

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341556.773

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ East

Barrier #: 2077

X Coordinate: 7477449.058

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2880

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341590.273
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ West

Barrier #: 2059

X Coordinate: 7477393.43

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341140.391

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ West

Barrier #: 2060

X Coordinate: 7477395.999

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341142.548
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St ‐ West

Barrier #: 2061

X Coordinate: 7477393.268

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341171.219

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2079A

X Coordinate: 7477395.697

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341734.674
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2079B

X Coordinate: 7477395.697

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341734.674

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2080

X Coordinate: 7477437.358

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341739.428
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2081A

X Coordinate: 7477447.194

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.7% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341734.929

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2081B

X Coordinate: 7477447.194

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341734.929
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2082

X Coordinate: 7477434.527

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341705.879

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2083A

X Coordinate: 7477404.681

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341704.457
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2083B

X Coordinate: 7477404.681

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341704.457

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2084A

X Coordinate: 7477393.361

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.7% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341708.855
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Jackson Ave

Barrier #: 2084B

X Coordinate: 7477393.361

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341708.855

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2067

X Coordinate: 7477392.882

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 12.5% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341314.108
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2068A

X Coordinate: 7477406.768

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341322.993

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2068B

X Coordinate: 7477406.768

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.2% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341322.993

ADA Assessment  Survey ‐ Draft (05/07/2012) 1176



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2068C

X Coordinate: 7477406.768

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341322.993

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2069A

X Coordinate: 7477434.367

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341281.59

ADA Assessment  Survey ‐ Draft (05/07/2012) 1177



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2069B

X Coordinate: 7477434.367

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp. Mesh imprint not compliant

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341281.59

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2070A

X Coordinate: 7477434.231

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341268.601
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2070B

X Coordinate: 7477434.231

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341268.601

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2071A

X Coordinate: 7477407

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341278.083
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2071B

X Coordinate: 7477407

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341278.083

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2072A

X Coordinate: 7477394.732

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341289.195
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 27th St and NW Johnson Ave

Barrier #: 2072B

X Coordinate: 7477394.732

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341289.195

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St and NW Orchard Ave

Barrier #: 2062

X Coordinate: 7477395.053

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 8.5% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341067.235

ADA Assessment  Survey ‐ Draft (05/07/2012) 1181



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St and NW Orchard Ave

Barrier #: 2063

X Coordinate: 7477403.356

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341079.25

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St and NW Orchard Ave

Barrier #: 2064

X Coordinate: 7477436.026

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341076.766

ADA Assessment  Survey ‐ Draft (05/07/2012) 1182



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 27th St and NW Orchard Ave

Barrier #: 2065

X Coordinate: 7477395.627

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341042.031

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 30th St ‐ East

Barrier #: 2045

X Coordinate: 7476590.557

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341125.957
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 30th St ‐ Parking Lot

Barrier #: 2046

X Coordinate: 7476671.594

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 26‐50

Description: Minimum 2 accessible stall not provided in lot/structure

Solution: Provide at least 2 accessible stalls including 1 van accessible stall

As Built Desc: 2 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 31 parking stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341158.669

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1875

X Coordinate: 7476545.989

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341091.472

ADA Assessment  Survey ‐ Draft (05/07/2012) 1184



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1876

X Coordinate: 7476585.837

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341096.768

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1877

X Coordinate: 7476591.098

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341085.807

ADA Assessment  Survey ‐ Draft (05/07/2012) 1185



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1878

X Coordinate: 7476596.862

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 341059.366

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1879

X Coordinate: 7476584.287

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 341046.426

ADA Assessment  Survey ‐ Draft (05/07/2012) 1186



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1880

X Coordinate: 7476540.425

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341047.038

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW 30th St and NW Orchard Ave

Barrier #: 1881

X Coordinate: 7476536.533

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341053.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St ‐ West

Barrier #: 1796

X Coordinate: 7475680.341

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341551.893

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St ‐ West

Barrier #: 1797

X Coordinate: 7475680.946

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6885

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 153

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341534.697
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St ‐ West

Barrier #: 1801

X Coordinate: 7475674.34

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 205

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341321.808

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St ‐ West

Barrier #: 1802

X Coordinate: 7475666.493

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341136.637
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St and NW Jaskson Ave

Barrier #: 1794

X Coordinate: 7475730.046

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 6.2% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341744.025

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St and NW Jaskson Ave

Barrier #: 1795

X Coordinate: 7475687.416

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341743.08
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1798A

X Coordinate: 7475682.345

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.0% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341368.114

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1798B

X Coordinate: 7475682.345

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341368.114
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1799A

X Coordinate: 7475717.326

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (>5.0% or more)

Description: Curb ramp landing or pan not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341363.994

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1799B

X Coordinate: 7475717.326

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341363.994
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1800A

X Coordinate: 7475716.581

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 6.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341324.639

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 33rd St and NW Johnson Ave

Barrier #: 1800B

X Coordinate: 7475716.581

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341324.639
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW 33rd St and NW Orchard Ave

Barrier #: 1803

X Coordinate: 7475666.247

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 11.4% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐way intersection A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341115.659

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW 33rd St and NW Orchard Ave

Barrier #: 1804

X Coordinate: 7475715.472

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐way intersection A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341118.321
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 10A

X Coordinate: 7481018.566

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.661

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 10B

X Coordinate: 7481018.566

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.661
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 10C

X Coordinate: 7481018.566

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.661

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 10D

X Coordinate: 7481018.566

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.661
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 10E

X Coordinate: 7481018.566

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Striping Condition

Description: Crosswalk striping in fair to poor condition

Solution: Recommended: restripe crosswalk to provide visual cue to vehicular traffic

As Built Desc: Crosswalk marking faded

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.661

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 11

X Coordinate: 7481037.853

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 12A

X Coordinate: 7481036.893

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.309

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 12B

X Coordinate: 7481036.893

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.309

ADA Assessment  Survey ‐ Draft (05/07/2012) 1198



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 12C

X Coordinate: 7481036.893

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.309

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 12D

X Coordinate: 7481036.893

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.309

ADA Assessment  Survey ‐ Draft (05/07/2012) 1199



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 12E

X Coordinate: 7481036.893

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Striping Condition

Description: Crosswalk striping in fair to poor condition

Solution: Recommended: restripe crosswalk to provide visual cue to vehicular traffic

As Built Desc: Crosswalk marking faded

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340261.309

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 13A

X Coordinate: 7481079.546

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.977
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 13B

X Coordinate: 7481079.546

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.977

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 14A

X Coordinate: 7481078.474

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.904

ADA Assessment  Survey ‐ Draft (05/07/2012) 1201



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 14B

X Coordinate: 7481078.474

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.904

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 14C

X Coordinate: 7481078.474

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.904

ADA Assessment  Survey ‐ Draft (05/07/2012) 1202



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 14D

X Coordinate: 7481078.474

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340244.904

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 15A

X Coordinate: 7481086.254

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (>5.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 5.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340232.554
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 15B

X Coordinate: 7481086.254

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340232.554

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 15C

X Coordinate: 7481086.254

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 5/8" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B (A‐B)

Y Coordinate: 340232.554
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 16A

X Coordinate: 7481086.661

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340233.291

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 16B

X Coordinate: 7481086.661

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340233.291
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 16C

X Coordinate: 7481086.661

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340233.291

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 16D

X Coordinate: 7481086.661

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340233.291

ADA Assessment  Survey ‐ Draft (05/07/2012) 1206



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 17

X Coordinate: 7481048.562

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340178.887

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 18A

X Coordinate: 7481050.011

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340177.587
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 18B

X Coordinate: 7481050.011

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340177.587

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 18C

X Coordinate: 7481050.011

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340177.587

ADA Assessment  Survey ‐ Draft (05/07/2012) 1208



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 18D

X Coordinate: 7481050.011

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340177.587

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 18E

X Coordinate: 7481050.011

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Striping Condition

Description: Crosswalk striping in fair to poor condition

Solution: Recommended: restripe crosswalk to provide visual cue to vehicular traffic

As Built Desc: Crosswalk marking faded

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340177.587

ADA Assessment  Survey ‐ Draft (05/07/2012) 1209



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 19A

X Coordinate: 7481066.337

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.106

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 19B

X Coordinate: 7481066.337

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.106
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 20A

X Coordinate: 7481066.254

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.394

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 20B

X Coordinate: 7481066.254

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 20C

X Coordinate: 7481066.254

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.394

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 20D

X Coordinate: 7481066.254

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 20E

X Coordinate: 7481066.254

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Striping Condition

Description: Crosswalk striping in fair to poor condition

Solution: Recommended: restripe crosswalk to provide visual cue to vehicular traffic

As Built Desc: Crosswalk marking faded

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340181.394

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 21

X Coordinate: 7481002.151

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340213.555
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 22A

X Coordinate: 7481001.546

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340212.596

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 22B

X Coordinate: 7481001.546

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Striping Condition

Description: Crosswalk striping in fair to poor condition

Solution: Restripe crosswalk to provide visual cue to vehicular traffic

As Built Desc: Recommended: Restripe crosswalk markings

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 60

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340212.596
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 22C

X Coordinate: 7481001.546

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340212.596

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 22D

X Coordinate: 7481001.546

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340212.596
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 23A

X Coordinate: 7481010.534

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.529

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 23B

X Coordinate: 7481010.534

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.529
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 24A

X Coordinate: 7481011.051

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.292

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 24B

X Coordinate: 7481011.051

Barrier Area: Signalized Intersections

Barrier Type: Ped Controls ‐ No Ped Button

Description: No pedestrian control push button at signalized intersection

Solution: Provide accessible pedestrian controls

As Built Desc: No push button provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.06

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.292
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 24C

X Coordinate: 7481011.051

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.292

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 24D

X Coordinate: 7481011.051

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340193.292
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW 9th St and NW Monroe Ave

Barrier #: 9

X Coordinate: 7481018.086

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340253.531

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy ‐ West

Barrier #: 2090A

X Coordinate: 7477513.13

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 300

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341695.484
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy ‐ West

Barrier #: 2090B

X Coordinate: 7477594.951

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341595.414

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and NW Jackson Ave

Barrier #: 2088

X Coordinate: 7477479.834

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corner A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341735.564
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and NW Jackson Ave

Barrier #: 2089

X Coordinate: 7477503.409

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341703.672

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2091A

X Coordinate: 7477740.99

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.8% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341502.261

ADA Assessment  Survey ‐ Draft (05/07/2012) 1221



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2091B

X Coordinate: 7477740.99

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341502.261

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2092A

X Coordinate: 7477778.98

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341464.49
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2092B

X Coordinate: 7477778.98

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341464.49

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2092C

X Coordinate: 7477778.98

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341464.49
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2093

X Coordinate: 7477782.861

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341449.276

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2094

X Coordinate: 7477782.796

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341396.12
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2095A

X Coordinate: 7477751.213

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 24" depth due to foliage

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 341419.066

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2095B

X Coordinate: 7477751.213

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341419.066
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2096A

X Coordinate: 7477744.011

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 24" depth due to foliage

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 341433.023

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Arnold Wy and SW 26th St

Barrier #: 2096B

X Coordinate: 7477744.011

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 4.7% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341433.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Jackson Ave ‐ South

Barrier #: 1793A

X Coordinate: 7475276.953

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 415

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341755.32

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Jackson Ave ‐ South

Barrier #: 1793B

X Coordinate: 7475683.062

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341745.961
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Jackson Ave ‐ South

Barrier #: 1821

X Coordinate: 7475324.06

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Length

Description: Bench seat not min. 42" long

Solution: Provide min. 1 accessible bench at bus stop or shelter

As Built Desc: No bench provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341745.23

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Jackson Ave ‐ South

Barrier #: 2085

X Coordinate: 7477462.685

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2430

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 54

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341706.311
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave ‐ South

Barrier #: 286

X Coordinate: 7479406.689

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5040

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 112

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341278.414

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave ‐ South

Barrier #: 287

X Coordinate: 7479281.696

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5445

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 121

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341325.664
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave ‐ South

Barrier #: 291

X Coordinate: 7479135.606

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1845

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 41

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341385.708

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 292A

X Coordinate: 7479067.512

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341446.845
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 292B

X Coordinate: 7479067.512

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341446.845

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 292C

X Coordinate: 7479067.512

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 30" top landing

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 341446.845

ADA Assessment  Survey ‐ Draft (05/07/2012) 1231



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 293A

X Coordinate: 7479072.043

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: No level top landing provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C

Y Coordinate: 341412.078

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 293B

X Coordinate: 7479072.043

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341412.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 293C

X Coordinate: 7479072.043

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341412.078

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 293D

X Coordinate: 7479072.043

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341412.078
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 294A

X Coordinate: 7479022.291

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (3.1% to 4.0%)

Description: Curb ramp landing or pan not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341410.634

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 294B

X Coordinate: 7479022.291

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341410.634
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 294C

X Coordinate: 7479022.291

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341410.634

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 294D

X Coordinate: 7479022.291

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341410.634
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 295A

X Coordinate: 7479069.547

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: No level top landing provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 341410.425

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 295B

X Coordinate: 7479069.547

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341410.425
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 295C

X Coordinate: 7479069.547

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341410.425

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 295D

X Coordinate: 7479069.547

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341410.425
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 296A

X Coordinate: 7479026.873

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.4% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 341369.076

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 296B

X Coordinate: 7479026.873

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 341369.076
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Jackson Ave and NW Kings Blvd

Barrier #: 296C

X Coordinate: 7479026.873

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341369.076

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1786A

X Coordinate: 7475212.396

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341792.99
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1786B

X Coordinate: 7475212.396

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.7% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341792.99

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1787A

X Coordinate: 7475219.235

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341797.239
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1787B

X Coordinate: 7475219.235

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341797.239

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1788A

X Coordinate: 7475262.537

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341795.98
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1788B

X Coordinate: 7475262.537

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341795.98

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1789

X Coordinate: 7475274.829

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341782.684
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1790A

X Coordinate: 7475266.107

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341754.083

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1790B

X Coordinate: 7475266.107

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341754.083
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1791A

X Coordinate: 7475217.918

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341750.715

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1791B

X Coordinate: 7475217.918

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 341750.715
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1792A

X Coordinate: 7475211.137

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341756.696

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Jackson Ave and SW 35th St

Barrier #: 1792B

X Coordinate: 7475211.137

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.4% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 341756.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 297

X Coordinate: 7479066.555

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1395

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 31

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341373.611

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 302

X Coordinate: 7479062.336

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2790

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 62

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341311.929
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 303

X Coordinate: 7479064.835

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 11.2% cross slope, 17.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341251.563

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 305

X Coordinate: 7479063.479

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.4% cross slope, 19.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341171.924
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 306

X Coordinate: 7479063.488

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341069.623

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 312

X Coordinate: 7479097.174

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height, 19" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341098.505
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd ‐ East

Barrier #: 313

X Coordinate: 7479067.552

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 12" bench seat depth and 22" bench seat length between supports

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341101.363

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 307A

X Coordinate: 7479019.922

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341028.662
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 307B

X Coordinate: 7479019.922

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341028.662

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 308A

X Coordinate: 7479060.465

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 341017.576
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 308B

X Coordinate: 7479060.465

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B (A‐A)

Y Coordinate: 341017.576

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 309

X Coordinate: 7479063.684

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 341012.482
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Kings Blvd and NW Monroe Ave

Barrier #: 310

X Coordinate: 7479047.423

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340969.409

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 3095

X Coordinate: 7479083.666

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341023.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 311A

X Coordinate: 7479086.472

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 19" bench seat depth and no back support provided

Quantity: EACH

Official Responsible:

Notes: 6 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341020.086

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 311B

X Coordinate: 7479086.472

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: 4.0% slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341020.086
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 338

X Coordinate: 7479088.771

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341006.452

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 339A

X Coordinate: 7479122.954

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height, 19" bench seat depth and no backrest

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340997.209
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 339B

X Coordinate: 7479122.954

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340997.209

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 345

X Coordinate: 7479156.29

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340976.536
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: NW Monroe Ave ‐ North

Barrier #: 346

X Coordinate: 7479254.988

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340944.917

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Monroe Ave ‐ South

Barrier #: 165

X Coordinate: 7480216.779

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340506.439
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Monroe Ave ‐ South

Barrier #: 170

X Coordinate: 7480233.442

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6255

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 139

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340499.641

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 1A

X Coordinate: 7480523.746

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 215

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340385.306
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 1B

X Coordinate: 7480525.036

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340385.411

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 1C

X Coordinate: 7480572.215

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340370.734
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 1D

X Coordinate: 7480607.049

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340348.215

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Monroe Ave ‐ South

Barrier #: 266

X Coordinate: 7479274.589

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340878.115
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Monroe Ave ‐ South

Barrier #: 273

X Coordinate: 7479560.072

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 115

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340764.906

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Monroe Ave ‐ South

Barrier #: 274A

X Coordinate: 7479665.197

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 11‐1/2" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340714.109
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Monroe Ave ‐ South

Barrier #: 274B

X Coordinate: 7479665.197

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or provide additional bench in a level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340714.109

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Monroe Ave ‐ South

Barrier #: 275

X Coordinate: 7479672.867

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340722.411
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Monroe Ave ‐ South

Barrier #: 3094A

X Coordinate: 7479867.112

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 10.5%

Quantity: SF

Official Responsible:

Notes: OSU Beaver Bus, North Route/Southwest Route/Southeast Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340644.674

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Monroe Ave ‐ South

Barrier #: 3094B

X Coordinate: 7479867.112

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: Bus stop signage not at min 60" high

Solution: Contact regional transit authority to made remediation

As Built Desc: 58" signage height

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route/Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340644.674
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Monroe Ave ‐ South

Barrier #: 3094C

X Coordinate: 7479867.112

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route/Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340644.674

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave ‐ South

Barrier #: 3097A

X Coordinate: 7477842.875

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope at bus pad or shelter exceeds 2.0%

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 10.8% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southeast Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.2.1(1)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341389.609
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave ‐ South

Barrier #: 3097B

X Coordinate: 7477842.875

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341389.609

Field Date:  ######### Report Date: #########

Location: NW Monroe Ave ‐ South

Barrier #: 3107

X Coordinate: 7480715.924

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, North/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340319.601
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Field Date:  ######### Report Date: #########

Location: NW Monroe Ave ‐ South

Barrier #: 3108

X Coordinate: 7479134.5

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope at bus pad or shelter exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, North/Southwest/Southeast Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.4 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340935.331

Field Date:  ######### Report Date: #########

Location: NW Monroe Ave ‐ South

Barrier #: 3109A

X Coordinate: 7478448.173

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope at bus pad or shelter exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southeast Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.4 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341176.329
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Field Date:  ######### Report Date: #########

Location: NW Monroe Ave ‐ South

Barrier #: 3109B

X Coordinate: 7478448.173

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341176.329

Field Date:  ######### Report Date: #########

Location: NW Monroe Ave ‐ South

Barrier #: 3109C

X Coordinate: 7478448.173

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Back Support

Description: Bench has no back support of at least 18" high

Solution: Provide min. 1 accessible bench at bus stop or shelter

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southeast Route

Bar. Severity: 4 Low Severity Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1108.5.2.8.6 and ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341176.329
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW Monroe Ave ‐ South

Barrier #: 531

X Coordinate: 7478844.003

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341031.999

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW Monroe Ave ‐ South

Barrier #: 534

X Coordinate: 7478955.87

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6930

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 154

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340998.557
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Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW Monroe Ave ‐ South

Barrier #: 536

X Coordinate: 7479100.518

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5445

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 121

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340945.466

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: NW Monroe Ave ‐ South

Barrier #: 539

X Coordinate: 7478831.366

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341044.374
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 7

X Coordinate: 7480720.203

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 95

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340304.235

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave ‐ South

Barrier #: 789

X Coordinate: 7478254.728

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341247.445
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave ‐ South

Barrier #: 793

X Coordinate: 7478193.445

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341265.033

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: NW Monroe Ave ‐ South

Barrier #: 8

X Coordinate: 7480871.722

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1395

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 31

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340250.417
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave ‐ South

Barrier #: 815

X Coordinate: 7477829.531

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341390.514

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 794A

X Coordinate: 7478029.707

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341372.599
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 794B

X Coordinate: 7478029.707

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 341372.599

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 795A

X Coordinate: 7478036.496

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341375.31
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 795B

X Coordinate: 7478036.496

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 341375.31

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 796

X Coordinate: 7478068.698

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341366.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 797A

X Coordinate: 7478048.525

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341317.393

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 797B

X Coordinate: 7478048.525

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341317.393
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: NW Monroe Ave and SW Park Terrace Pl

Barrier #: 798

X Coordinate: 7478009.848

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 341330.679

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW Monroe Ave and Weniger Hall Parking Lot

Barrier #: 599A

X Coordinate: 7478524.713

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341148.903
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW Monroe Ave and Weniger Hall Parking Lot

Barrier #: 599B

X Coordinate: 7478524.713

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341148.903

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: NW Monroe Ave and Weniger Hall Parking Lot

Barrier #: 600

X Coordinate: 7478560.055

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341144.252
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2116A

X Coordinate: 7476603.249

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 25245

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 561

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341048.335

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2116B

X Coordinate: 7476603.249

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341048.335
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2116C

X Coordinate: 7476603.249

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341048.335

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2117

X Coordinate: 7476611.612

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341048.633
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2126

X Coordinate: 7477503.175

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 8.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340967.736

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: NW Orchard Ave  ‐ South

Barrier #: 2141

X Coordinate: 7477217.586

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340779.077
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave ‐ North

Barrier #: 1805A

X Coordinate: 7475656.754

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 9.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 10125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 225

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341113.934

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave ‐ North

Barrier #: 1805B

X Coordinate: 7475479.382

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341120.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave ‐ North

Barrier #: 1808

X Coordinate: 7475399.07

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in walkway

Solution: Grind or repair to remove trip hazard

As Built Desc: 8.7% running slope due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341124.075

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave ‐ North

Barrier #: 1809

X Coordinate: 7475346.874

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341125.817
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2047

X Coordinate: 7476599.753

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 120

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341098.622

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2048A

X Coordinate: 7476712.188

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 15.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341102.031
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2048B

X Coordinate: 7476712.188

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341102.031

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2049A

X Coordinate: 7476715.899

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4185

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 93

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341094.003
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2049B

X Coordinate: 7476729.876

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341096.286

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2050

X Coordinate: 7476879.213

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341093.11
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2054A

X Coordinate: 7477063.043

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341075.378

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2054B

X Coordinate: 7477063.043

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition if this is part of accessible route

As Built Desc: 5.0% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341075.378
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2055A

X Coordinate: 7477195.829

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341075.113

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2055B

X Coordinate: 7477195.829

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp if this is part of accessible route

As Built Desc: 7.8% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341075.113
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2057

X Coordinate: 7477298.762

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341078.687

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2113

X Coordinate: 7477714.106

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5310

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 118

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341068.006
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2114

X Coordinate: 7477574.093

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6255

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 139

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341072.199

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2115A

X Coordinate: 7477554.823

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341069.236
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: NW Orchard Ave ‐ North

Barrier #: 2115B

X Coordinate: 7477463.334

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341074.082

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2051

X Coordinate: 7477026.391

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: Accessible stalls (1 wheelchair user only) are required

Quantity: EACH

Official Responsible:

Notes: 135 parking stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341134.596
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2052

X Coordinate: 7477063.732

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp  if this is part of accessible route

As Built Desc: 13.6% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341101.125

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2053A

X Coordinate: 7477063.66

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required  if this is part of accessible r

As Built Desc: 6.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341092.352

ADA Assessment  Survey ‐ Draft (05/07/2012) 1290



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2053B

X Coordinate: 7477063.66

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width  if this is part of accessible route

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341092.352

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2056

X Coordinate: 7477287.246

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required  if this is part of accessible r

As Built Desc: 6.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341085.526
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: NW Orchard Ave ‐ Parking Lot

Barrier #: 2058

X Coordinate: 7477334.519

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required if this is part of accessible r

As Built Desc: 8.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341088.555

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1854

X Coordinate: 7475262.971

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4860

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 108

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341088.528
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1856

X Coordinate: 7475371.36

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341083.636

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1857

X Coordinate: 7475390.714

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341085.572
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1859

X Coordinate: 7475427.693

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 585

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341080.651

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1860

X Coordinate: 7475457.546

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ New Construction

Description: Driveway cross/running slope exceeds 2.0%

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341081.868
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1861

X Coordinate: 7475476.193

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 55

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341081.638

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1864

X Coordinate: 7475542.767

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route  if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341077.833
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1865

X Coordinate: 7475608.893

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route  if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6705

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 149

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341077.254

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1866

X Coordinate: 7475763.354

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route  if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5805

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 129

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341071.55

ADA Assessment  Survey ‐ Draft (05/07/2012) 1296



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1867

X Coordinate: 7475912.243

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5535

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 123

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341066.388

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1869

X Coordinate: 7476042.87

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 80

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341061.662
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1871

X Coordinate: 7476129.313

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341061.945

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1872

X Coordinate: 7476182.534

Barrier Area: Sidewalks

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route  if this is part of accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341060.896
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1873

X Coordinate: 7476182.379

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route  if this is part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341060.219

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: NW Orchard Ave ‐ South

Barrier #: 1874

X Coordinate: 7476210.675

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route  if this is part of accessible route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341056.977
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: NW Orchard Ave ‐ South

Barrier #: 3113

X Coordinate: 7477414.123

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter in grass

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341037.482

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave and SW 35th St

Barrier #: 1779A

X Coordinate: 7475248.412

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341127.57

ADA Assessment  Survey ‐ Draft (05/07/2012) 1300



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave and SW 35th St

Barrier #: 1779B

X Coordinate: 7475248.412

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate impression does not provide required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341127.57

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave and SW 35th St

Barrier #: 1780A

X Coordinate: 7475253.266

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341082.904
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave and SW 35th St

Barrier #: 1780B

X Coordinate: 7475253.266

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341082.904

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: NW Orchard Ave and SW 35th St

Barrier #: 1780C

X Coordinate: 7475253.266

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 341082.904
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Oak Creek Building

Barrier #: 2763

X Coordinate: 7476271.88

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2835

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 63

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337202.475

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2843

X Coordinate: 7476279.886

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337475.56
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2844

X Coordinate: 7476278.313

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337438.959

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2845

X Coordinate: 7476277.184

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337411.672
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2846A

X Coordinate: 7476139.078

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337294.248

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2846B

X Coordinate: 7476139.078

Barrier Area: Doors or Gates

Barrier Type: Doormats

Description: Recessed doormat not anchored to floor (trip hazard)

Solution: Replace door mat

As Built Desc: Loose doormat may become a tripping hazard or impede wheelchair travel

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337294.248
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2847

X Coordinate: 7476169.024

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337384.72

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2848

X Coordinate: 7476171.401

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337463.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2851

X Coordinate: 7476132.903

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 12.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337502.355

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2852

X Coordinate: 7476107.004

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337411.466
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2855

X Coordinate: 7476079.474

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337294.441

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2856

X Coordinate: 7476079.192

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337273.141
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2857

X Coordinate: 7476100.998

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing with ramp

As Built Desc: 4.2% and 3" step to door

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337335.122

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building

Barrier #: 2858

X Coordinate: 7476107.79

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337335.751
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ Forestry Greenhouse

Barrier #: 2864A

X Coordinate: 7476002.934

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337312.448

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ Forestry Greenhouse

Barrier #: 2864B

X Coordinate: 7476002.934

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337312.448
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ Forestry Greenhouse

Barrier #: 2864C

X Coordinate: 7476002.934

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337312.448

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ Forestry Greenhouse

Barrier #: 2865

X Coordinate: 7476000.735

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2610

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 58

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337333.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2853

X Coordinate: 7476086.209

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: Door threshold not stable

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337380.789

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2854

X Coordinate: 7476032.644

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 26.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337349.569
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2859

X Coordinate: 7476085.803

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337347.16

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2860

X Coordinate: 7476082.598

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route

As Built Desc: 24" clear width due to debris

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 39

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337350.061

ADA Assessment  Survey ‐ Draft (05/07/2012) 1313



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2861

X Coordinate: 7476071.567

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337357.652

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2862

X Coordinate: 7476055.98

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337359.124
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Greenhouse

Barrier #: 2863

X Coordinate: 7476039.363

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337358.741

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Solvent Shed

Barrier #: 2849

X Coordinate: 7476193.665

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337531.149
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Solvent Shed

Barrier #: 2850

X Coordinate: 7476179.372

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Description: Clear floor space for wheelchair not provided at control or mechanism

Solution: Rework area to provide wheelchair space at control or mechanism

As Built Desc: 3.9% at fire extinguisher landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337526.958

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Warehouse

Barrier #: 2866A

X Coordinate: 7476088.065

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337553.03
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ FRL Warehouse

Barrier #: 2866B

X Coordinate: 7476088.065

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes: 2 total picnic tables at location

Bar. Severity: 4 Low Severity Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337553.03

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Oak Creek Building ‐ Parking Lot

Barrier #: 2764

X Coordinate: 7476310.211

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 17'

Quantity: EACH

Official Responsible:

Notes: 9 total stalls, 1 accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337160.835
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: Oak Creek Building ‐ Parking Lot

Barrier #: 2765

X Coordinate: 7476292.821

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes: 9 total stalls, 1 accessible stall

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337190.494

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Oak Creek Building ‐ Parking Lot

Barrier #: 2842

X Coordinate: 7476225.614

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in staff parking lot

Solution: Provide min. one van accessible stall on shortest route to building entrance

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 72 total stalls, 0 accessible stall

Bar. Severity: 4 Low Severity Cost Estimate: 1425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337464.084
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 818

X Coordinate: 7477862.388

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 5" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341303.132

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 819

X Coordinate: 7477888.444

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341298.489
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 820

X Coordinate: 7477887.699

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 20.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341274.64

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 822

X Coordinate: 7477785.646

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341226.716
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 823

X Coordinate: 7477817.078

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341231.974

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Ocean Administration Building

Barrier #: 824

X Coordinate: 7477884.422

Barrier Area: Walkways

Barrier Type: Warning Curb

Description: No warning curb provided between walkway and vehicular way

Solution: Provide warning curb or other form of detectable warning along border

As Built Desc: No warning curb or detectable warning provided at pedestrian route adjacent to vehicular way

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1650

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.7 and PROWAG R221

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341215.856
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Oceanography Staging & Engineering Aero Lab

Barrier #: 2739

X Coordinate: 7476187.549

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337807.186

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: Oceanography Staging & Engineering Aero Lab ‐ Parking L

Barrier #: 2740

X Coordinate: 7476288.211

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 45 total stalls, 0 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337894.922
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing and NW Orchard A

Barrier #: 1806

X Coordinate: 7475405.425

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 13.7% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 341119.792

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing and NW Orchard A

Barrier #: 1807

X Coordinate: 7475436.641

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 11.3% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341123.155
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing Entrance and SW 

Barrier #: 1783A

X Coordinate: 7475259.406

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C.

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341576.444

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing Entrance and SW 

Barrier #: 1783B

X Coordinate: 7475259.406

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes: Two ‐ way intersection corners B,C.

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Corner B

Y Coordinate: 341576.444
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing Entrance and SW 

Barrier #: 1783C

X Coordinate: 7475259.406

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 341576.444

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Orchard Court Student Family Housing Entrance and SW 

Barrier #: 1784

X Coordinate: 7475258.175

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed at driveway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Corner C

Y Coordinate: 341544.97
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1846A

X Coordinate: 7475373.818

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 76‐100

Description: Minimum 4 accessible stall not provided in lot/structure

Solution: Provide at least 4 accessible stalls including 1 van accessible stall

As Built Desc: 2 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 95 total stalls, 2 accessible stalls provided

Bar. Severity: 1 Necessary Cost Estimate: 950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341575.356

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1846B

X Coordinate: 7475373.818

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 7‐1/2'  wide access aisle

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341575.356
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1847A

X Coordinate: 7475368.879

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.7% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341587.624

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1847B

X Coordinate: 7475368.879

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341587.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1848A

X Coordinate: 7475282.385

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 7‐1/2'  wide access aisle

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341577.763

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1848B

X Coordinate: 7475282.385

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 135

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341577.763
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Orchard Family Housing ‐ Parking Lot

Barrier #: 1849

X Coordinate: 7475285.752

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341591.689

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 945

X Coordinate: 7479991.23

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2430

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339287.452
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 946

X Coordinate: 7479965.657

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339272.035

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 947

X Coordinate: 7479891.668

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339275.467
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 948A

X Coordinate: 7479782.564

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339249.198

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 948B

X Coordinate: 7479782.564

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: Ground surface is not furm and stable

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339249.198
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 952A

X Coordinate: 7479893.891

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (8.3% or more)

Description: Transition from gutter into roadway slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 8.4% transition slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339278.325

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings

Barrier #: 952B

X Coordinate: 7479893.891

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339278.325

ADA Assessment  Survey ‐ Draft (05/07/2012) 1332



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings ‐ Parking Lot

Barrier #: 949

X Coordinate: 7479824.285

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 26‐50

Description: Minimum 2 accessible stall not provided in lot/structure

Solution: Provide at least 2 accessible stalls including 1 van accessible stall

As Built Desc: 1 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 30 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339309.098

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings ‐ Parking Lot

Barrier #: 950

X Coordinate: 7479849.726

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 44‐1/2" signage height

Quantity: EACH

Official Responsible:

Notes: 30 total stalls, 1 accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339289.58
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: OSU Beaver Beginnings ‐ Parking Lot

Barrier #: 951

X Coordinate: 7479843.629

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.8% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339279.363

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2790A

X Coordinate: 7474889.325

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 21.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337443.459
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2790B

X Coordinate: 7474889.325

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide new compliant ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337443.459

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2791A

X Coordinate: 7474888.487

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 18" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337418.991
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2791B

X Coordinate: 7474888.487

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337418.991

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2792

X Coordinate: 7474890.347

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation control hgt

Description: Actuation control not located between 18" to 36" from ground or floor

Solution: Adjust timing on existing actuation device to lengthen opening interval

As Built Desc: Automatic door actuator located 22' from door and lacks enough time to enter through door befor

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337374.513
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2793

X Coordinate: 7474900.29

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337380.406

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2794A

X Coordinate: 7474965.104

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337378.641

ADA Assessment  Survey ‐ Draft (05/07/2012) 1337



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2794B

X Coordinate: 7474965.104

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337378.641

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2794C

X Coordinate: 7474965.104

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337378.641

ADA Assessment  Survey ‐ Draft (05/07/2012) 1338



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2795A

X Coordinate: 7474962.104

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: Picnic table located in gravel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337351.152

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2795B

X Coordinate: 7474962.104

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337351.152
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2796A

X Coordinate: 7474969.509

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337315.077

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2796B

X Coordinate: 7474969.509

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337315.077

ADA Assessment  Survey ‐ Draft (05/07/2012) 1340



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2796C

X Coordinate: 7474969.509

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337315.077

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2797

X Coordinate: 7474853.111

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 15.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337429.062
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2798

X Coordinate: 7474777.317

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 21.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337445.807

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2799A

X Coordinate: 7474784.283

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 7.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337401.668
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2799B

X Coordinate: 7474784.371

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337402.577

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2800

X Coordinate: 7474767.627

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2610

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 58

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337389.192
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2801A

X Coordinate: 7474743.773

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 15.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337385.132

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2801B

X Coordinate: 7474743.985

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337383.838

ADA Assessment  Survey ‐ Draft (05/07/2012) 1344



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2802

X Coordinate: 7474708.654

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337386.232

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2803A

X Coordinate: 7474740.461

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337403.563
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation

Barrier #: 2803B

X Coordinate: 7474740.461

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337403.563

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2804

X Coordinate: 7474737.85

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remedation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337449.234
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2805

X Coordinate: 7474808.189

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 1 additional accessible stall (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337477.69

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2806A

X Coordinate: 7474750.838

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 43" signage height

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337460.217

ADA Assessment  Survey ‐ Draft (05/07/2012) 1347



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2806B

X Coordinate: 7474750.838

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337460.217

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2806C

X Coordinate: 7474750.838

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Top of access aisle ends in vertical curb

Quantity: LF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 60

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337460.217

ADA Assessment  Survey ‐ Draft (05/07/2012) 1348



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2807A

X Coordinate: 7474753.231

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 43" signage height

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337477.651

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2807B

X Coordinate: 7474753.231

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337477.651

ADA Assessment  Survey ‐ Draft (05/07/2012) 1349



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2807C

X Coordinate: 7474753.231

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337477.651

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2807D

X Coordinate: 7474753.231

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 60

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337477.651
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2808A

X Coordinate: 7474877.606

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 12'

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337500.891

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2808B

X Coordinate: 7474877.606

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide cmarked crossing through parking lot to building entry

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls.  Ensure that people do not have to wheel behind other cars

Bar. Severity: 1 Necessary Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 40

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337500.891
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2809A

X Coordinate: 7474873.183

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337514.042

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2809B

X Coordinate: 7474873.183

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 7' x 17'

Quantity: EACH

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337514.042
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation ‐ Parking Lot

Barrier #: 2809C

X Coordinate: 7474873.183

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 147 total stalls, 4 accessible stalls. Ensure that people do not have to wheel behind other cars

Bar. Severity: 1 Necessary Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 40

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337514.042

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation Parking Lot ‐ Corner C

Barrier #: 2788

X Coordinate: 7475026.979

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut to provide access to pedestrian facilities along 35th Street

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two‐way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337434.577
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: OSU Foundation Parking Lot ‐ Corner D

Barrier #: 2789

X Coordinate: 7475008.186

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut to provide access to pedestrian facilities along 35th Street

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two‐way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337435.889

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: OSU Information Booth ‐ Parking Lot

Barrier #: 136

X Coordinate: 7479390.735

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339846.729
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: OSU Information Booth ‐ Parking Lot

Barrier #: 137

X Coordinate: 7479478.278

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 76‐100

Description: Minimum 4 accessible stall not provided in lot/structure

Solution: Provide at least 4 accessible stalls including 1 van accessible stall

As Built Desc: 4 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 86 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339859.808

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: OSU Information Booth ‐ Parking Lot

Barrier #: 138A

X Coordinate: 7479806.84

Barrier Area: Street Furniture

Barrier Type: Fare Vendor ‐ Accessible Route

Description: Persons using wheelchairs not able to travel to machine

Solution: Remove obstacles in pedestrian route

As Built Desc: No accessible route is connected to ticket machine

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339881.479
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: OSU Information Booth ‐ Parking Lot

Barrier #: 138B

X Coordinate: 7479806.84

Barrier Area: Street Furniture

Barrier Type: Fare Vendor ‐ Level Landing

Description: No level landing provided at machine

Solution: Provide level landing or relocate machine to level location

As Built Desc: 3.7%

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339881.479

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 208A

X Coordinate: 7479451.561

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340656.755
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 208B

X Coordinate: 7479451.561

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340656.755

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 208C

X Coordinate: 7479451.561

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340656.755
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 208D

X Coordinate: 7479451.561

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340656.755

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 210

X Coordinate: 7479469.332

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340666.274
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 218

X Coordinate: 7479390.648

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340752.333

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 230

X Coordinate: 7479270.913

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340599.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 231

X Coordinate: 7479337.717

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 19" bench seat depth with no back support

Quantity: EACH

Official Responsible:

Notes: 6 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340610.793

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 232

X Coordinate: 7479381.59

Barrier Area: Doors or Gates

Barrier Type: Man Cl ‐ Front App/pull 60" ADA

Description: Door/Gate at push side lacks min. 60" perpendicular to door

Solution: Relocate door or gate to provide required maneuvering clearance

As Built Desc: Door landing pad not at least 60" wide

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340603.744
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall

Barrier #: 233

X Coordinate: 7479285.127

Barrier Area: Doors or Gates

Barrier Type: Man Cl ‐ Front App/pull 60" ADA

Description: Door/Gate at push side lacks min. 60" perpendicular to door

Solution: Relocate door or gate to provide required maneuvering clearance

As Built Desc: Door landing pad not at least 60" wide

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340600.634

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall ‐ Loading Dock

Barrier #: 207A

X Coordinate: 7479412.407

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340571.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall ‐ Loading Dock

Barrier #: 207B

X Coordinate: 7479412.407

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340571.692

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall ‐ Loading Dock

Barrier #: 207C

X Coordinate: 7479412.407

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340571.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Owen Hall ‐ Loading Dock

Barrier #: 212

X Coordinate: 7479429.925

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340638.68

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 52A

X Coordinate: 7480589.709

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 3" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339645.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 52B

X Coordinate: 7480589.709

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339645.256

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 52C

X Coordinate: 7480589.709

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339645.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 52D

X Coordinate: 7480589.709

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339645.256

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 52E

X Coordinate: 7480589.709

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: CBC 1114B.1.2 and ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339645.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Oxford House

Barrier #: 53

X Coordinate: 7480605.143

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 14‐1/2" bench seat height and 19" bench seat depth

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339649.288

Field Date:  ######### Report Date: #########

Location: Oxford House ‐ Parking Lot

Barrier #: 51

X Coordinate: 7480703.957

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 26‐50

Description: Minimum 2 accessible stall not provided in lot/structure

Solution: Provide at least 2 accessible stalls including 1 van accessible stall

As Built Desc: 2 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 43 total stalls, 0 accessible stalls provided

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339817.924

ADA Assessment  Survey ‐ Draft (05/07/2012) 1366



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Paint Shop

Barrier #: 1053

X Coordinate: 7479017.376

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 20.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339014.772

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Paint Shop

Barrier #: 1054

X Coordinate: 7479011.734

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 102

Y Coordinate: 338945.698
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1429A

X Coordinate: 7478096.848

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 28575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 127

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338742.847

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1429B

X Coordinate: 7478096.848

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13860

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 396

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338742.847
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1430A

X Coordinate: 7477874.8

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 28575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 127

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338738.5

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1430B

X Coordinate: 7477874.8

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13860

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 396

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338738.5
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1431A

X Coordinate: 7477953.442

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 24975

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 111

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338448.424

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1431B

X Coordinate: 7477953.442

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13580

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 388

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338448.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1433

X Coordinate: 7477964.356

Barrier Area: Controls and Mechanisms

Barrier Type: Fare Vending Machines ‐ Reach

Description: Machine does not provide max. 48" forward or side reach range for controls and mechanisms

Solution: Contact vendor to replace machine

As Built Desc: 50" parking pay station buttons height

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 14000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 308.2.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338460.44

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1434A

X Coordinate: 7477972.815

Barrier Area: Elevators

Barrier Type: Elevator ‐ Reopening device

Description: Door‐reopening devices does not remain effective for at least 20 seconds

Solution: Repair or adjust reopening device

As Built Desc: Does not reopen for at least 20 seconds

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1108.3.2.6

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338460.855
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1434B

X Coordinate: 7477972.815

Barrier Area: Elevators

Barrier Type: Elevator ‐ Doorjamb marking

Description: Elevator landing door jamb signage not located 60" on center on both jamb panels 

Solution: Replace door jamb signage

As Built Desc: No elevator door jamb signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1108.3.2.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338460.855

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1435

X Coordinate: 7477971.905

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 1,000 total stalls, 18 accessible stalls, 3 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338483.396
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1436A

X Coordinate: 7477926.912

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338479.601

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1436B

X Coordinate: 7477926.912

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338479.601
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1437A

X Coordinate: 7477938.869

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338475.697

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1437B

X Coordinate: 7477938.869

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338475.697
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1438A

X Coordinate: 7477948.013

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338476.911

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1438B

X Coordinate: 7477948.013

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338476.911
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1439

X Coordinate: 7477961.496

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338479.76

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1440

X Coordinate: 7477998.739

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338486.269

ADA Assessment  Survey ‐ Draft (05/07/2012) 1376



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1441A

X Coordinate: 7478006.347

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338485.983

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1441B

X Coordinate: 7478006.347

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338485.983

ADA Assessment  Survey ‐ Draft (05/07/2012) 1377



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1442A

X Coordinate: 7478024.552

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338480.83

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1442B

X Coordinate: 7478024.552

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338480.83

ADA Assessment  Survey ‐ Draft (05/07/2012) 1378



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1443A

X Coordinate: 7478027.889

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No connection route due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338482.44

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1443B

X Coordinate: 7478027.889

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes: No connection route due to construction

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338482.44

ADA Assessment  Survey ‐ Draft (05/07/2012) 1379



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1444A

X Coordinate: 7478042.425

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338479.288

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1444B

X Coordinate: 7478042.425

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.7%

Quantity: SF

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338479.288

ADA Assessment  Survey ‐ Draft (05/07/2012) 1380



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1445

X Coordinate: 7478051.47

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage or connection route due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338477.326

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1446

X Coordinate: 7478064.547

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: No signage due to construction

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338476.144

ADA Assessment  Survey ‐ Draft (05/07/2012) 1381



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1447

X Coordinate: 7478070.546

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338480.504

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1448A

X Coordinate: 7478075.235

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338495.988

ADA Assessment  Survey ‐ Draft (05/07/2012) 1382



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1448B

X Coordinate: 7478075.235

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 55" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338495.988

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1449A

X Coordinate: 7478078.897

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338511.725

ADA Assessment  Survey ‐ Draft (05/07/2012) 1383



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1449B

X Coordinate: 7478078.897

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338511.725

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1449C

X Coordinate: 7478078.897

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 57" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338511.725

ADA Assessment  Survey ‐ Draft (05/07/2012) 1384



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1450A

X Coordinate: 7478079.65

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338526.363

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1450B

X Coordinate: 7478079.65

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338526.363

ADA Assessment  Survey ‐ Draft (05/07/2012) 1385



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1451A

X Coordinate: 7478079.983

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338535.15

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1451B

X Coordinate: 7478079.983

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338535.15

ADA Assessment  Survey ‐ Draft (05/07/2012) 1386



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1452

X Coordinate: 7478079.314

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338560.874

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1453

X Coordinate: 7478078.588

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338571.523

ADA Assessment  Survey ‐ Draft (05/07/2012) 1387



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1454

X Coordinate: 7478084.828

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338582.363

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1455

X Coordinate: 7478092.424

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338627.448

ADA Assessment  Survey ‐ Draft (05/07/2012) 1388



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1456

X Coordinate: 7478086.818

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338637.457

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1461

X Coordinate: 7478097.185

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 5.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338633.253

ADA Assessment  Survey ‐ Draft (05/07/2012) 1389



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1464

X Coordinate: 7478092.968

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338573.105

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1465

X Coordinate: 7478094.251

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338548.621
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage

Barrier #: 1467

X Coordinate: 7478092.96

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338464.769

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage ‐ 2nd floor

Barrier #: 1432A

X Coordinate: 7477969.8

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338475.577
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage ‐ 2nd floor

Barrier #: 1432B

X Coordinate: 7477969.8

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338475.577

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway

Barrier #: 1470

X Coordinate: 7478112.489

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338452.432
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1458A

X Coordinate: 7478109.001

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338734.614

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1458B

X Coordinate: 7478109.001

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338734.614

ADA Assessment  Survey ‐ Draft (05/07/2012) 1393



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1458C

X Coordinate: 7478109.001

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338734.614

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1462A

X Coordinate: 7478108.524

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.8% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338612.93
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1462B

X Coordinate: 7478108.524

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338612.93

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1468

X Coordinate: 7478098.756

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338452.785
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1540

X Coordinate: 7478109.707

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338277.224

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1580A

X Coordinate: 7478157.6

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corners B,C under construction

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338010.441
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1580B

X Coordinate: 7478157.6

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corners B,C under construction

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338010.441

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1580C

X Coordinate: 7478157.6

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corners B,C under construction

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338010.441
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1619A

X Coordinate: 7478167.713

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337917.017

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1619B

X Coordinate: 7478167.713

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.5% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337917.017
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1619C

X Coordinate: 7478167.713

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337917.017

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner A

Barrier #: 1619D

X Coordinate: 7478167.713

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337917.017
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1469A

X Coordinate: 7478120.153

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338453.587

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1469B

X Coordinate: 7478120.153

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338453.587

ADA Assessment  Survey ‐ Draft (05/07/2012) 1400



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1541A

X Coordinate: 7478137.096

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338287.779

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1541B

X Coordinate: 7478137.096

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338287.779
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1541C

X Coordinate: 7478137.096

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338287.779

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1621A

X Coordinate: 7478212.935

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.6% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337918.489

ADA Assessment  Survey ‐ Draft (05/07/2012) 1402



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1621B

X Coordinate: 7478212.935

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337918.489

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner B

Barrier #: 1621C

X Coordinate: 7478212.935

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337918.489

ADA Assessment  Survey ‐ Draft (05/07/2012) 1403



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner C

Barrier #: 1622A

X Coordinate: 7478221.584

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337884.288

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner C

Barrier #: 1622B

X Coordinate: 7478221.584

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337884.288

ADA Assessment  Survey ‐ Draft (05/07/2012) 1404



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner C

Barrier #: 1622C

X Coordinate: 7478221.584

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337884.288

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner C

Barrier #: 1622D

X Coordinate: 7478221.584

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337884.288

ADA Assessment  Survey ‐ Draft (05/07/2012) 1405



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1459A

X Coordinate: 7478108.973

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338706.234

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1459B

X Coordinate: 7478108.973

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 5.4% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338706.234

ADA Assessment  Survey ‐ Draft (05/07/2012) 1406



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1459C

X Coordinate: 7478108.973

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338706.234

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1463A

X Coordinate: 7478106.481

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338597.177

ADA Assessment  Survey ‐ Draft (05/07/2012) 1407



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1463B

X Coordinate: 7478106.481

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338597.177

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1463C

X Coordinate: 7478106.481

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338597.177

ADA Assessment  Survey ‐ Draft (05/07/2012) 1408



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1463D

X Coordinate: 7478106.481

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338597.177

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1620A

X Coordinate: 7478167.281

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337882.712

ADA Assessment  Survey ‐ Draft (05/07/2012) 1409



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ Corner D

Barrier #: 1620B

X Coordinate: 7478167.281

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337882.712

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ West

Barrier #: 1457

X Coordinate: 7478109.404

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338745.464

ADA Assessment  Survey ‐ Draft (05/07/2012) 1410



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ West

Barrier #: 1460

X Coordinate: 7478110.982

Barrier Area: Walkways

Barrier Type: Driveway ‐ New Construction

Description: Driveway within walkway has cross slope that exceeds 2.0%

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338725.519

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Parking Garage Roadway ‐ West

Barrier #: 1466

X Coordinate: 7478098.296

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338470.484

ADA Assessment  Survey ‐ Draft (05/07/2012) 1411



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway ‐ West

Barrier #: 1618

X Coordinate: 7478177.513

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337841.552

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1623A

X Coordinate: 7478224.439

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337781.455

ADA Assessment  Survey ‐ Draft (05/07/2012) 1412



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1623B

X Coordinate: 7478224.439

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 337781.455

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1623C

X Coordinate: 7478224.439

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337781.455

ADA Assessment  Survey ‐ Draft (05/07/2012) 1413



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1624A

X Coordinate: 7478252.882

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337804.746

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1624B

X Coordinate: 7478252.882

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337804.746
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1624C

X Coordinate: 7478252.882

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.5% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337804.746

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1624D

X Coordinate: 7478252.882

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337804.746
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Parking Garage Roadway and SW Western Blvd

Barrier #: 1624E

X Coordinate: 7478252.882

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337804.746

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Parking Lot

Barrier #: 991

X Coordinate: 7480131.863

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 76‐100

Description: Minimum 4 accessible stall not provided in lot/structure

Solution: Provide at least 4 accessible stalls including 1 van accessible stall

As Built Desc: 4 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 90 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338874.213
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Parking Lot

Barrier #: 992

X Coordinate: 7479998.499

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338944.969

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Parking Lot

Barrier #: 995

X Coordinate: 7479812.825

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 5 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 102 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338932.287
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Parking Lot

Barrier #: 999

X Coordinate: 7479296.264

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 301‐400

Description: Minimum 8 accessible stall not provided in lot/structure

Solution: Provide at least 8 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 8 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 283 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338966.606

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1032A

X Coordinate: 7478999.761

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route

As Built Desc: 26" clear width in route from accessible parking to building entrance

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 68

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339365.627
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1032B

X Coordinate: 7478999.35

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken concrete due to poles that were cut off

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339354.919

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1033

X Coordinate: 7478997.314

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339296.203
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1034

X Coordinate: 7479010.53

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 101

Y Coordinate: 339371.566

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1035

X Coordinate: 7479077.978

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 101

Y Coordinate: 339369.482
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Parking Services Building

Barrier #: 1036

X Coordinate: 7479087.304

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 13.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 101

Y Coordinate: 339306.593

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2565

X Coordinate: 7476334.169

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339803.414
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2566

X Coordinate: 7476320.067

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 108

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339803.468

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2567

X Coordinate: 7476266.11

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339804.306
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568A

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339830.041

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568B

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339830.041
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568C

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339830.041

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568D

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339830.041
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568E

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339830.041

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2568F

X Coordinate: 7476219.068

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry ramp

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339830.041

ADA Assessment  Survey ‐ Draft (05/07/2012) 1425



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2569A

X Coordinate: 7476180.125

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339824.396

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2569B

X Coordinate: 7476180.125

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 30" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339824.396
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570A

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339817.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570B

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339817.601
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570C

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339817.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570D

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339817.601
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570E

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339817.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2570F

X Coordinate: 7476213.895

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339817.601
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2571

X Coordinate: 7476217.464

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339797.051

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2575

X Coordinate: 7476327.715

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339685.794
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2576

X Coordinate: 7476315.087

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339646.373

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2577

X Coordinate: 7476200.562

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339668.538
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2578A

X Coordinate: 7476406.968

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339683.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2578B

X Coordinate: 7476406.968

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339683.601
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2578C

X Coordinate: 7476406.968

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339683.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2578D

X Coordinate: 7476406.968

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339683.601
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2578E

X Coordinate: 7476406.968

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339683.601

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2579A

X Coordinate: 7476374.014

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 96

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339681.409
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2579B

X Coordinate: 7476374.014

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339681.409

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2579C

X Coordinate: 7476374.014

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339681.409
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2579D

X Coordinate: 7476374.014

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular  handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339681.409

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2579E

X Coordinate: 7476374.014

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339681.409
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2580A

X Coordinate: 7476370.951

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339654.447

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2580B

X Coordinate: 7476370.951

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339654.447
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2580C

X Coordinate: 7476370.951

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339654.447

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2580D

X Coordinate: 7476370.951

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339654.447
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2580E

X Coordinate: 7476370.951

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 11

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339654.447

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2581

X Coordinate: 7476412.9

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Demolish existing and construct new route

As Built Desc: 31" clear width due to pole

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 45

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339604.31
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2582

X Coordinate: 7476400.634

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Demolish existing and construct new route

As Built Desc: 31" clear width due to pole

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 45

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339589.681

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2583A

X Coordinate: 7476299.956

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.21
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall

Barrier #: 2584

X Coordinate: 7476311.655

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339598.251

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2689A

X Coordinate: 7476141.137

Barrier Area: Street Furniture

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339779.121
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2689B

X Coordinate: 7476141.137

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 12 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339779.121

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2689C

X Coordinate: 7476141.137

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339779.121
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2690A

X Coordinate: 7476148.504

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 10" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339744.84

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2690B

X Coordinate: 7476148.504

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339744.84
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2691

X Coordinate: 7476165.594

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339741.595

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Peavy Hall

Barrier #: 2692

X Coordinate: 7476133.164

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339656.686
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2572A

X Coordinate: 7476284.296

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 5 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339707.79

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2572B

X Coordinate: 7476284.296

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339707.79
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2573A

X Coordinate: 7476295.567

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339702.822

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2573B

X Coordinate: 7476295.567

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339702.822
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2573C

X Coordinate: 7476295.567

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339702.822

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2574A

X Coordinate: 7476288.622

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: Ground surface to picnic table is not firm and stable

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339696.34
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: Peavy Hall ‐ Courtyard

Barrier #: 2574B

X Coordinate: 7476288.622

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339696.34

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 450A

X Coordinate: 7479025.425

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340002.699
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 450B

X Coordinate: 7479025.425

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 44" top handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340002.699

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 450C

X Coordinate: 7479025.425

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" bottom handrail extension height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340002.699
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 450D

X Coordinate: 7479025.425

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 108

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340002.699

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 450E

X Coordinate: 7479025.425

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340002.699
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 451

X Coordinate: 7479039.303

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3" step at door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340002.19

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 464

X Coordinate: 7479115.474

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 51

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340013.392

ADA Assessment  Survey ‐ Draft (05/07/2012) 1451



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 465A

X Coordinate: 7479099.976

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation location

Description: Actuation location not at least 36" from nearest point of moving door

Solution: Relocate actuation device

As Built Desc: Automatic door actuator too close to door and is not centered on 30" x 48" wheelchair landing

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340009.063

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 465B

X Coordinate: 7479099.976

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.2% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340009.063
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 466

X Coordinate: 7479108.047

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat height and no backrest provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339969.507

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 467A

X Coordinate: 7479108.099

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339976.631

ADA Assessment  Survey ‐ Draft (05/07/2012) 1453



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 467B

X Coordinate: 7479108.099

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339976.631

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 467C

X Coordinate: 7479108.099

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339976.631

ADA Assessment  Survey ‐ Draft (05/07/2012) 1454



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 467D

X Coordinate: 7479108.099

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339976.631

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 468A

X Coordinate: 7479088.184

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Determine if this element is part of accessible route. If so, provide compliant handrails at both sides

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340081.089
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 468B

X Coordinate: 7479088.184

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Determine if this element is part of accessible route. If so, demolish existing and construct new ram

As Built Desc: 19.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340081.089

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 469A

X Coordinate: 7479120.458

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340116.744
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 469B

X Coordinate: 7479120.458

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340116.744

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 469C

X Coordinate: 7479120.458

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340116.744
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 469D

X Coordinate: 7479120.458

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340116.744

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 469E

X Coordinate: 7479120.458

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340116.744
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 480A

X Coordinate: 7479077.185

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340143.704

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building

Barrier #: 480B

X Coordinate: 7479077.185

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 4" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340143.704
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Corner A

Barrier #: 454

X Coordinate: 7479128.521

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339959.966

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Corner D

Barrier #: 457

X Coordinate: 7479084.706

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339912.651
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Splitter Island A

Barrier #: 455

X Coordinate: 7479112.066

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339942.928

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Splitter Island D

Barrier #: 456

X Coordinate: 7479099.106

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339928.567
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 447

X Coordinate: 7478930.789

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3285

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 73

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340018.879

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 448

X Coordinate: 7479015.771

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 110

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339929.322
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 449

X Coordinate: 7479002.863

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339947.459

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 452

X Coordinate: 7479036.555

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339920.089
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 477A

X Coordinate: 7479121.853

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6570

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 146

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340137.049

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 477B

X Coordinate: 7479122.161

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 13.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6570

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 146

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340137.771
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 478A

X Coordinate: 7479002.353

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5490

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 122

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340198.354

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 478B

X Coordinate: 7479008.513

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken bricks

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340124.221
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Pharmacy Building ‐ Walkway

Barrier #: 479

X Coordinate: 7479017.332

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 12.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3555

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 79

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340119.773

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1055A

X Coordinate: 7478960.478

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 103

Y Coordinate: 338848.202
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1055B

X Coordinate: 7478960.478

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 103

Y Coordinate: 338848.202

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1056

X Coordinate: 7478960.442

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 104C

Y Coordinate: 338861.995
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1057

X Coordinate: 7478961.01

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 49‐1/2" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Room 104C

Y Coordinate: 338858.449

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1058

X Coordinate: 7478995.865

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 104

Y Coordinate: 338909.427
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1062

X Coordinate: 7479126.546

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 107

Y Coordinate: 338904.967

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1063

X Coordinate: 7479158.17

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 16.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 107

Y Coordinate: 338904.139
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1064

X Coordinate: 7479079.633

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 102

Y Coordinate: 338820.37

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant

Barrier #: 1065

X Coordinate: 7479047.37

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 16.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 312A

Y Coordinate: 338821.816
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant ‐ Parking Lot

Barrier #: 1037A

X Coordinate: 7479140.312

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 43" signage height

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 1 accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339029.56

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant ‐ Parking Lot

Barrier #: 1037B

X Coordinate: 7479140.312

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes: 14 total stalls, 1 accessible stall

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339029.56
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant ‐ Parking Lot

Barrier #: 1037C

X Coordinate: 7479140.312

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: 14 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 13000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 52

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339029.56

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: Physical Plant ‐ Parking Lot

Barrier #: 1038

X Coordinate: 7479138.419

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall on shortest possible route to building entrance

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339037.134
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Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Pinion Property ‐ Parking Lot

Barrier #: 348

X Coordinate: 7479250.275

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341039.238

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl ‐ Corner A

Barrier #: 387

X Coordinate: 7479298.902

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A, B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340388.906
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl ‐ Corner B

Barrier #: 388

X Coordinate: 7479317.6

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A, B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340353.501

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl ‐ North

Barrier #: 373

X Coordinate: 7479130.751

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1710

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 38

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340328.751
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl ‐ West

Barrier #: 374

X Coordinate: 7479042.716

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340502.5

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 203A

X Coordinate: 7479581.038

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 340565.515
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 203B

X Coordinate: 7479581.038

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340565.515

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 203C

X Coordinate: 7479581.038

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ New Construction

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 7.8% transition slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 340565.515
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 204A

X Coordinate: 7479586.292

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340528.881

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 204B

X Coordinate: 7479586.292

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340528.881
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 204C

X Coordinate: 7479586.292

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340528.881

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 204D

X Coordinate: 7479586.292

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners  A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340528.881
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Pioneer Pl and SW Campus Way

Barrier #: 205

X Coordinate: 7479578.897

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name: Crosswalk

Y Coordinate: 340545.637

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 375

X Coordinate: 7479046.061

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340584.595
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 376

X Coordinate: 7479084.752

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340586.182

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377A

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377B

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.7% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377C

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377D

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377E

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.3% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 377F

X Coordinate: 7479073.992

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340551.634

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 378A

X Coordinate: 7479085.028

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340562.074
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 378B

X Coordinate: 7479085.028

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340562.074

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 378C

X Coordinate: 7479085.028

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340562.074
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 378D

X Coordinate: 7479085.028

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (6.6% to 8.2%)

Description: Transition from gutter into roadway slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new transition

As Built Desc: 7.3% transition slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340562.074

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 378E

X Coordinate: 7479085.028

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340562.074
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 379A

X Coordinate: 7479040.263

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340559.62

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 379B

X Coordinate: 7479040.263

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340559.62
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 380A

X Coordinate: 7479044.26

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340547.438

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 380B

X Coordinate: 7479044.26

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340547.438
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Pioneer Pl and SW Campus Wy

Barrier #: 380C

X Coordinate: 7479044.26

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340547.438

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 770

X Coordinate: 7478109.697

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340991.903
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 771

X Coordinate: 7478106.874

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341011.115

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 774

X Coordinate: 7478166.602

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341017.624
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 775A

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341001.551

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 775B

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No top level handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341001.551
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 775C

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom parallel extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341001.551

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 776

X Coordinate: 7478200.513

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340992.447
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 777

X Coordinate: 7478197.153

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341015.215

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 778

X Coordinate: 7478203.397

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 6" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341026.157
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 779

X Coordinate: 7478203.978

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 50" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341013.699

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 780

X Coordinate: 7478213.619

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341029.214
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 781

X Coordinate: 7478263.122

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341024.063

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 783A

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 28" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340955.103
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 783B

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340955.103

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 783C

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340955.103
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 783D

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340955.103

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 783E

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color provided not consistent on entire tread width

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340955.103
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 784A

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340900.482

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 784B

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340900.482
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 784C

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340900.482

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 785A

X Coordinate: 7478246.602

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340898.629
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall

Barrier #: 785B

X Coordinate: 7478246.602

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: Non‐accessible door lacks signage directing people to accessible entry ramp at rear of building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340898.629

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner A

Barrier #: 772A

X Coordinate: 7478161.749

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 6.7% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341007.317
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner A

Barrier #: 772B

X Coordinate: 7478161.749

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341007.317

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner A

Barrier #: 772C

X Coordinate: 7478161.749

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes aligned to lead pedestrians across vehicular traffic lane

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341007.317

ADA Assessment  Survey ‐ Draft (05/07/2012) 1500
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner B

Barrier #: 773A

X Coordinate: 7478185.341

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340993.998

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner B

Barrier #: 773B

X Coordinate: 7478185.341

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340993.998
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Plageman Hall ‐ Corner B

Barrier #: 773C

X Coordinate: 7478185.341

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes aligned to lead pedestrians across vehicular traffic lane

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340993.998

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: PM Shop

Barrier #: 1046

X Coordinate: 7479120.667

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 10" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 4

Bldg Name: Room 151

Y Coordinate: 339220.367
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2423A

X Coordinate: 7477144.088

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339499.458

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2423B

X Coordinate: 7477144.088

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339499.458
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2423C

X Coordinate: 7477144.088

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339499.458

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2425A

X Coordinate: 7477148.613

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339517.766

ADA Assessment  Survey ‐ Draft (05/07/2012) 1504



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2425B

X Coordinate: 7477153.965

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Description: Door, sliding/folding door or gate clear width is not min. 32"

Solution: No remediation recommended ‐ structural support cannot be moved.

As Built Desc: No 90 degree doorswing due to pole

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.2  and ADA/ABA 404.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339519.406

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2427A

X Coordinate: 7477331.541

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339525.957
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2427B

X Coordinate: 7477331.541

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339525.957

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2430A

X Coordinate: 7477339.943

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339539.054
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2430B

X Coordinate: 7477339.943

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339539.054

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2431

X Coordinate: 7477331.017

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339562.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2447

X Coordinate: 7477238.563

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1710

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 38

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339552.669

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2448A

X Coordinate: 7477273.818

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339535.879
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2448B

X Coordinate: 7477273.818

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339535.879

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2449A

X Coordinate: 7477266.4

Barrier Area: Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" 

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in ramp surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339539.886
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2449B

X Coordinate: 7477266.4

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No max. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339539.886

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2449C

X Coordinate: 7477266.4

Barrier Area: Ramps

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 8.33%

Solution: Demolish existing and construct new ramp

As Built Desc: 11.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339539.886
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2449D

X Coordinate: 7477266.4

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Provide wheelguide at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339539.886

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2452

X Coordinate: 7477273.938

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339618.719
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2453

X Coordinate: 7477306.373

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339635.035

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall

Barrier #: 2454

X Coordinate: 7477264.773

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339645.042
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Poling Hall ‐ Parking Lot

Barrier #: 2420

X Coordinate: 7477321.584

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 2 new accessible stalls (0 van access)

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339467.601

Field Date:  ######### Report Date: #########

Location: Poling Hall ‐ Parking Lot

Barrier #: 2421

X Coordinate: 7477321.584

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 49" high

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339467.601
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Poling Hall ‐ Parking Lot

Barrier #: 2422

X Coordinate: 7477304.255

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Provide ISA parking sign with bottom edge at min. 60" above ground

As Built Desc: No ISA signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339468.663

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall and Weatherford Wy

Barrier #: 2433A

X Coordinate: 7477344.184

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339637.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall and Weatherford Wy

Barrier #: 2433B

X Coordinate: 7477344.184

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.4% to 8.5%)

Description: Ramp running slope exceeds 8.3% (8.4% to 8.5%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.4% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339637.408

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall and Weatherford Wy

Barrier #: 2434A

X Coordinate: 7477367.351

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339640.212
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Poling Hall and Weatherford Wy

Barrier #: 2434B

X Coordinate: 7477367.351

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.4% to 8.5%)

Description: Ramp running slope exceeds 8.3% (8.4% to 8.5%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.5% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339640.212

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1354

X Coordinate: 7478940.11

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338465.635
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1355

X Coordinate: 7478936.083

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338513.82

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1358

X Coordinate: 7479025.04

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338431.443
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359A

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ Change in Direction

Description: Change in direction at landing is not min. 60" x 60"

Solution: Demolish existing and construct new ramp

As Built Desc: 36" x 48" landing

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.5 and ADA/ABA 405.7.4

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359B

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359C

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359D

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117

ADA Assessment  Survey ‐ Draft (05/07/2012) 1519



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359E

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359F

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Handrail Location ‐ ADA

Description: Handrail grip not an min. of  1/2" from wall

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 3‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.5

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1359G

X Coordinate: 7479034.346

Barrier Area: Ramps

Barrier Type: Handrail ‐ Opening limitations

Description: required guard has openings that allows passage of a sphere 4" in diameter

Solution: Reolace guard to provide required opening limitations of max. 4"

As Built Desc: Guard allows passage of sphere 4" in diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1013.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338440.117

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1360A

X Coordinate: 7479020.27

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338437.391
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1360B

X Coordinate: 7479020.27

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338437.391

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1360C

X Coordinate: 7479020.27

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338437.391
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1360D

X Coordinate: 7479020.27

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338437.391

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1361A

X Coordinate: 7479034.434

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat depth, 16" bench seat height, length 39" and no backrest provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338485.007
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1361B

X Coordinate: 7479034.434

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 9 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338485.007

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center

Barrier #: 1361C

X Coordinate: 7479034.434

Barrier Area: Street Furniture

Barrier Type: Maneuvering Clearance

Description: Min. wheelchair space of min. 30" x 48" not provided at street furniture

Solution: Relocate or demolish and reconstruct landing to provide clearance

As Built Desc: No min. 30" x 48" wheelchair space provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338485.007
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center ‐ Parking Lot

Barrier #: 1355

X Coordinate: 7479096.503

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 19 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338476.98

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center ‐ Parking Lot

Barrier #: 1356A

X Coordinate: 7479094.651

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338446.614
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center ‐ Parking Lot

Barrier #: 1356B

X Coordinate: 7479094.651

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338446.614

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: Pride Center ‐ Parking Lot

Barrier #: 1357

X Coordinate: 7479101.413

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338436.977
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1289

X Coordinate: 7479602.181

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338474.146

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1290A

X Coordinate: 7479645.787

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13‐1/2" bench seat depth and 17" back support height

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338502.233
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1290B

X Coordinate: 7479645.787

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338502.233

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1291

X Coordinate: 7479667.104

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 13.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338516.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1292A

X Coordinate: 7479649.117

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338588.201

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1292B

X Coordinate: 7479649.117

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338588.201

ADA Assessment  Survey ‐ Draft (05/07/2012) 1529



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1292C

X Coordinate: 7479649.117

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338588.201

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1292D

X Coordinate: 7479649.117

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338588.201
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1293A

X Coordinate: 7479655.478

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338573.081

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1293B

X Coordinate: 7479655.478

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338573.081
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services

Barrier #: 1294

X Coordinate: 7479608.974

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338639.21

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services ‐ Parking Lot

Barrier #: 1295A

X Coordinate: 7479619.785

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338695.911
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services ‐ Parking Lot

Barrier #: 1295B

X Coordinate: 7479619.785

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes: 14 total stalls, 1 van accessible stall

Bar. Severity: 3 Hindrance Cost Estimate: 14400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338695.911

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: Property Services ‐ Parking Lot

Barrier #: 1295C

X Coordinate: 7479619.785

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 48" signage height

Quantity: EACH

Official Responsible:

Notes: 14 total stalls, 1 van accessible stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338695.911
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2019A

X Coordinate: 7475342.241

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2940

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 84

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339961.429

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2019B

X Coordinate: 7475342.241

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339961.429
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2019C

X Coordinate: 7475342.241

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339961.429

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2019D

X Coordinate: 7475342.241

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339961.429
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2020A

X Coordinate: 7475428.588

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340004.508

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2020B

X Coordinate: 7475428.588

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.508
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2020C

X Coordinate: 7475428.588

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.508

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2020D

X Coordinate: 7475428.588

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.508
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2021

X Coordinate: 7475435.572

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 585

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340012.302

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2022

X Coordinate: 7475441.317

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 8.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340027.582
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2023A

X Coordinate: 7475446.433

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340028.594

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2023B

X Coordinate: 7475446.433

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340028.594
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2023C

X Coordinate: 7475446.433

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a ramp to reach door landing if this is designated as accessible route

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 96

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340028.594

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2024

X Coordinate: 7475256.384

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339968.361
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2025

X Coordinate: 7475461.147

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340150.931

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2026

X Coordinate: 7475443.788

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340145.368
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2027A

X Coordinate: 7475447.944

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340124.618

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2027B

X Coordinate: 7475447.944

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hinderance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340124.618

ADA Assessment  Survey ‐ Draft (05/07/2012) 1542



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2027C

X Coordinate: 7475447.944

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340124.618

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Radiation Center

Barrier #: 2027D

X Coordinate: 7475447.944

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340124.618
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Radiation Center ‐ Parking Lot

Barrier #: 2028

X Coordinate: 7475530.271

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 51‐75

Description: Minimum 3 accessible stall not provided in lot/structure

Solution: Provide at least 3 accessible stalls including 1 van accessible stall

As Built Desc: 1 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 57 parking stalls, 2 accessible parking stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340208.252

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Radiation Center ‐ Parking Lot

Barrier #: 2029

X Coordinate: 7475507.122

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340160.619
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Radiation Center ‐ Parking Lot

Barrier #: 2030

X Coordinate: 7475491.246

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340163.999

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Radiation Center ‐ Parking Lot

Barrier #: 2031A

X Coordinate: 7475500.933

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340021.593
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Radiation Center ‐ Parking Lot

Barrier #: 2031B

X Coordinate: 7475500.933

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340021.593

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Railroad Crossing Island/SW 30th St ‐ East

Barrier #: 2610

X Coordinate: 7476562.384

Barrier Area: Terminals

Barrier Type: Rail Systems ‐ Horizontal Gap

Description: Horizontal gap exceeds 3" in width in new construction

Solution: Provide mini‐high platforms, lifts, ramps or bridge plates at gaps

As Built Desc: 3" gap at inner rails

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.3.1(9)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338893.85
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Railroad Crossing Island/SW 30th St ‐ West

Barrier #: 2611

X Coordinate: 7476421.111

Barrier Area: Terminals

Barrier Type: Rail Systems ‐ Horizontal Gap

Description: Horizontal gap exceeds 3" in width in new construction

Solution: Provide mini‐high platforms, lifts, ramps or bridge plates at gaps

As Built Desc: 3" gap at inner rails

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.3.1(9)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338902.141

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Railroad Crossing Island/SW 35th St ‐ East

Barrier #: 2645

X Coordinate: 7475168.658

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Surface condition due to rail road tracks

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338958.374
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Railroad Crossing Island/SW 35th St ‐ East

Barrier #: 2646

X Coordinate: 7475166.944

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable. Recommended: provide warning curb

As Built Desc: 5' shoulder drop

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338934.901

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Railroad Crossing Island/SW 35th St ‐ West

Barrier #: 2647

X Coordinate: 7475136.994

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Surface condition due to rail road tracks

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338971.427
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: Railroad Crossing Island/SW 35th St ‐ West

Barrier #: 2648

X Coordinate: 7475134.939

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable. Recommended: provide warning curb

As Built Desc: 5' shoulder drop

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338935.431

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ Corner A

Barrier #: 2974

X Coordinate: 7477067.287

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338391.532
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ Corner C

Barrier #: 2978

X Coordinate: 7477265.238

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338398.547

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ Corner D

Barrier #: 2975

X Coordinate: 7477072.437

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338364.258
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ Corner D

Barrier #: 2979A

X Coordinate: 7477221.296

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.0% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338393.877

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ Corner D

Barrier #: 2979B

X Coordinate: 7477221.296

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338393.877
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ North

Barrier #: 2959

X Coordinate: 7477619.756

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338440.086

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ North

Barrier #: 2960

X Coordinate: 7477587.911

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6435

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 143

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338440.747
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ North

Barrier #: 2961

X Coordinate: 7477346.067

Barrier Area: Sidewalks

Barrier Type: Driveway Running Slope ‐ Existing (8.6% to 8.9%)

Description: Running slope exceeds 8.3%  (8.6% to 8.9%)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 8.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338451.615

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ North

Barrier #: 2973

X Coordinate: 7477174.609

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4005

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 89

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338429.156
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ North

Barrier #: 2976

X Coordinate: 7476955.893

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338406.446

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Ralph Miller Ln ‐ South

Barrier #: 2977

X Coordinate: 7477102.317

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 9.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2835

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 63

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338356.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: Ralph Miller Ln ‐ South

Barrier #: 3116A

X Coordinate: 7477204.339

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 11‐1/2" bench seat depth and 22" bench seat length

Quantity: EACH

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338403.699

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: Ralph Miller Ln ‐ South

Barrier #: 3116B

X Coordinate: 7477204.339

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338403.699
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 2998A

X Coordinate: 7477705.708

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338425.871

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 2998B

X Coordinate: 7477705.708

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338425.871
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 2999

X Coordinate: 7477718.202

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338433.738

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 3000A

X Coordinate: 7477789.42

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 9.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338414.74
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 3000B

X Coordinate: 7477789.42

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 8.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338414.74

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 3001A

X Coordinate: 7477703.79

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Detectable warning not stable due to damage

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338394.376
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Ralph Miller Ln and SW 26th St

Barrier #: 3001B

X Coordinate: 7477703.79

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D

Y Coordinate: 338394.376

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Research Center

Barrier #: 1720

X Coordinate: 7473961.882

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340716.389
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3044

X Coordinate: 7477686.259

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337895.761

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3046A

X Coordinate: 7477699.034

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337953.213
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3046B

X Coordinate: 7477699.034

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 12.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337953.213

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3046C

X Coordinate: 7477699.034

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entrance(s)

As Built Desc: Entrance is not accessible

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337953.213
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3047A

X Coordinate: 7477695.676

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337968.24

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3047B

X Coordinate: 7477695.676

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 9.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337968.24
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3047C

X Coordinate: 7477695.676

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entrance(s)

As Built Desc: Entrance is not accessible

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337968.24

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3048A

X Coordinate: 7477693.427

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 9.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337977.28
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3048B

X Coordinate: 7477693.427

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337977.28

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3048C

X Coordinate: 7477693.427

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entrance(s)

As Built Desc: Entrance is not accessible

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337977.28
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3049A

X Coordinate: 7477690.135

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 8.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337991.801

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3049B

X Coordinate: 7477690.135

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 8.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337991.801
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium

Barrier #: 3049C

X Coordinate: 7477690.135

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entrance(s)

As Built Desc: Entrance is not accessible

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337991.801

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Gate #H

Barrier #: 3036

X Coordinate: 7477477.307

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337650.163
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Gate #H

Barrier #: 3040

X Coordinate: 7477541.742

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337700.639

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Gate #H

Barrier #: 3041

X Coordinate: 7477550.151

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337711.112
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Main Entrance

Barrier #: 3050A

X Coordinate: 7477664.461

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337998.017

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Main Entrance

Barrier #: 3050B

X Coordinate: 7477664.461

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage leading to accessible entrance(s)

As Built Desc: Entrance is not accessible

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6 Advisory

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337998.017
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Main Entrance

Barrier #: 3051

X Coordinate: 7477666.129

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Object protrudes more than 4" into pedestrian way

Solution: Provide detectable warning below 27" high or relocate protruding element out of pedestrian way

As Built Desc: Object protrudes 28" into walkway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338070.181

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Main Entrance

Barrier #: 3052

X Coordinate: 7477422.426

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 1/2" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338348.002
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3014A

X Coordinate: 7477685.17

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337722.986

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3014B

X Coordinate: 7477685.17

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.2% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337722.986
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3014C

X Coordinate: 7477685.17

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists at parking stall

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337722.986

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3015A

X Coordinate: 7477683.806

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337699.729
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3015B

X Coordinate: 7477683.806

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337699.729

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3015C

X Coordinate: 7477683.806

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists at parking stalls

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337699.729
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3016A

X Coordinate: 7477682.815

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337675.86

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3016B

X Coordinate: 7477682.815

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.5% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337675.86
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3016C

X Coordinate: 7477682.815

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists at parking stall

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337675.86

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3017A

X Coordinate: 7477681.46

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337651.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3017B

X Coordinate: 7477681.46

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337651.59

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3017C

X Coordinate: 7477681.46

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists at parking stall

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337651.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Parking Lot

Barrier #: 3090

X Coordinate: 7476721.71

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 1376 total stalls, 55 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338114.464

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Entrance

Barrier #: 3034A

X Coordinate: 7477144.528

Barrier Area: Assembly Areas

Barrier Type: Seating Ratio

Description: Where 4 to 25 seats exist, 1 wheelchair space not provided

Solution: Redesign assembly seating area

As Built Desc: Where 4 to 25 seats exist, 1 wheelchair space not provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337633.029
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Entrance

Barrier #: 3034B

X Coordinate: 7477144.528

Barrier Area: Assembly Areas

Barrier Type: Seating Ratio

Description: Where 4 to 25 seats exist, no wheelchair companion seat provided

Solution: Redesign assembly seating area

As Built Desc: Where 4 to 25 seats exist, no wheelchair companion seat provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337633.029

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Entrance

Barrier #: 3035A

X Coordinate: 7477338.148

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17" bench seat depth

Quantity: EACH

Official Responsible:

Notes: 5 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337574.405
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3026

X Coordinate: 7477434.197

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.4% running slope and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337536.643

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3026B

X Coordinate: 7477434.197

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337536.643
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3027

X Coordinate: 7477432.932

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337474.763

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3028

X Coordinate: 7477431.575

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337438.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3029

X Coordinate: 7477430.766

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337411.539

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3030

X Coordinate: 7477428.239

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337312.186
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3031A

X Coordinate: 7477538.932

Barrier Area: Street Furniture

Barrier Type: Emergency Phone ‐ Level Landing

Description: No level landing provided at vending machine

Solution: Provide level landing or relocate vending machine to level location

As Built Desc: 7.0% cross slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337370.124

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3031B

X Coordinate: 7477538.932

Barrier Area: Street Furniture

Barrier Type: Maneuvering Clearance

Description: Min. wheelchair space of min. 30" x 48" not provided at street furniture

Solution: Relocate or demolish and reconstruct landing to provide clearance

As Built Desc: No clear access provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337370.124
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3032

X Coordinate: 7477205.911

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.2% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337572.844

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3033A

X Coordinate: 7477114.188

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazard exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337609.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3033B

X Coordinate: 7477114.188

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337609.408

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ South Parking Lot

Barrier #: 3033C

X Coordinate: 7477114.188

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ New Construction

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 12.9% transition slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337609.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Entrance

Barrier #: 3059

X Coordinate: 7476880.058

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338104.208

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3060

X Coordinate: 7476831.118

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 42030

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 934

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338040.559
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3067A

X Coordinate: 7476866.511

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338012.733

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3067B

X Coordinate: 7476866.511

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338012.733

ADA Assessment  Survey ‐ Draft (05/07/2012) 1585



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3067C

X Coordinate: 7476866.511

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 36000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 144

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338012.733

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3068A

X Coordinate: 7476863.447

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 48" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337994.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3068B

X Coordinate: 7476863.447

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 10.1% slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337994.692

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3068C

X Coordinate: 7476863.447

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 32500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 130

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337994.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3069A

X Coordinate: 7476862.686

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 11.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337986.469

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3069B

X Coordinate: 7476862.686

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: No signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337986.469
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3069C

X Coordinate: 7476862.686

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 28750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 115

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337986.469

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3070A

X Coordinate: 7476865.11

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337967.413
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3070B

X Coordinate: 7476865.11

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 25000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 100

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337967.413

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3071A

X Coordinate: 7476870.746

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337949.082
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3071B

X Coordinate: 7476870.746

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337949.082

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3071C

X Coordinate: 7476870.746

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 21250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 85

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337949.082
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3072A

X Coordinate: 7476881.663

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (5.0% or more)

Description: Accessible stall & aisle not max. 2.0% in all directions (5.0% or more)

Solution: Regrade stall to make level and restripe

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337936.443

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3072B

X Coordinate: 7476881.663

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337936.443
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3072C

X Coordinate: 7476881.663

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 17500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 70

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337936.443

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3073A

X Coordinate: 7476886.413

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (4.1% to 4.9%)

Description: Accessible stall & aisle not max. 2.0% in all directions (4.1% to 4.9%)

Solution: Regrade stall to make level and restripe

As Built Desc: 4.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337931.448
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3073B

X Coordinate: 7476886.413

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337931.448

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3073C

X Coordinate: 7476886.413

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 13750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 55

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337931.448
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3074A

X Coordinate: 7476898.982

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337918.32

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3074B

X Coordinate: 7476898.982

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 6500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 26

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337918.32
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3075A

X Coordinate: 7476903.916

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337910.955

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3075B

X Coordinate: 7476903.916

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall

Quantity: LF

Official Responsible:

Notes: Stall relocation may be a sensible solution

Bar. Severity: 1 Necessary Cost Estimate: 4250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 17

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337910.955
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3076A

X Coordinate: 7476914.612

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337898.046

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3076B

X Coordinate: 7476914.612

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337898.046
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Southwest Parking Lot

Barrier #: 3076C

X Coordinate: 7476914.612

Barrier Area: Parking

Barrier Type: Stall Signage Height

Description: ISA parkng signage not min. 60" above ground

Solution: Replace sign with bottom edge at min. 60"

As Built Desc: 36" signage height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 502.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337898.046

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Ticket Booth #H

Barrier #: 3037

X Coordinate: 7477480.612

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter or provide one accessible counter with directional signs at non‐accessible counters

As Built Desc: 36" counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: CBC 1122B.5 and ADA/ABA 902.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337651.259
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Ticket Booth #H

Barrier #: 3038

X Coordinate: 7477515.82

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter or provide one accessible counter with directional signs at non‐accessible counters

As Built Desc: 36" ticket booth counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337677.964

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Ticket Booth #H

Barrier #: 3039

X Coordinate: 7477522.278

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter or provide one accessible counter with directional signs at non‐accessible counters

As Built Desc: 36" ticket booth counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337690.776

ADA Assessment  Survey ‐ Draft (05/07/2012) 1599



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Ticket Booth #H

Barrier #: 3042

X Coordinate: 7477554.621

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter or provide one accessible counter with directional signs at non‐accessible counters

As Built Desc: 36" ticket booth counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337722.681

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Ticket Booth #H

Barrier #: 3043

X Coordinate: 7477568.316

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter or provide one accessible counter with directional signs at non‐accessible counters

As Built Desc: 36" ticket booth counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337724.4
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Transformer Room

Barrier #: 3057

X Coordinate: 7477373.465

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Object protrudes more than 4" into pedestrian way between 27" and 80" high

Solution: Remove or relocate protruding elements out of pedestrian way

As Built Desc: 8" into walkway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338379.15

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium ‐ Transformer Room

Barrier #: 3058

X Coordinate: 7477364.185

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Object protrudes more than 4" into pedestrian way between 27" and 80" high

Solution: Remove or relocate protruding elements out of pedestrian way

As Built Desc: 7" into walkway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338371.476
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Main Entrance ‐ Gates # A,B,C

Barrier #: 3053

X Coordinate: 7477509.42

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17" bench seat depth and no back rest

Quantity: EACH

Official Responsible:

Notes: 14 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338369.921

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Main Entrance ‐ Gates # A,B,C

Barrier #: 3054

X Coordinate: 7477625.848

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 21" bench seat height and no back rest provided

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338338.544
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Main Entrance ‐ Gates # A,B,C

Barrier #: 3055

X Coordinate: 7477657.634

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338227.708

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Main Entrance ‐ Gates # A,B,C

Barrier #: 3056

X Coordinate: 7477493.351

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 72

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338346.302
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner A

Barrier #: 3012A

X Coordinate: 7477692.543

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337802.015

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner A

Barrier #: 3012B

X Coordinate: 7477692.543

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337802.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner A

Barrier #: 3024

X Coordinate: 7477626.224

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337733.236

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner B

Barrier #: 3025A

X Coordinate: 7477667.207

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337745.797
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner B

Barrier #: 3025B

X Coordinate: 7477667.207

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337745.797

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner D

Barrier #: 3013A

X Coordinate: 7477689.972

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337755.052
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Reser Stadium Parking Lot ‐ Corner D

Barrier #: 3013B

X Coordinate: 7477689.972

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337755.052

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Reser Stadium Parking Lot and SW Western Blvd

Barrier #: 2879A

X Coordinate: 7477449.678

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.4% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 337249.747

ADA Assessment  Survey ‐ Draft (05/07/2012) 1607



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Reser Stadium Parking Lot and SW Western Blvd

Barrier #: 2879B

X Coordinate: 7477449.678

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 337249.747

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Reser Stadium Parking Lot and SW Western Blvd

Barrier #: 2880A

X Coordinate: 7477482.124

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.7% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337269.113
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Reser Stadium Parking Lot and SW Western Blvd

Barrier #: 2880B

X Coordinate: 7477482.124

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337269.113

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Reser Stadium Parking Lot and SW Western Blvd

Barrier #: 2880C

X Coordinate: 7477482.124

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337269.113

ADA Assessment  Survey ‐ Draft (05/07/2012) 1609



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2693

X Coordinate: 7475979.984

Barrier Area: Sidewalks

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided across entire pedestrian route

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339611.786

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2694

X Coordinate: 7475997.875

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339634.474
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2695A

X Coordinate: 7476065.316

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 6 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339572.293

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2695B

X Coordinate: 7476065.316

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339572.293
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2696

X Coordinate: 7476024.485

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Description: Door, sliding/folding door or gate clear width is not min. 32"

Solution: Replace door or gate and frame

As Built Desc: No landing provided due to foliage

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.2  and ADA/ABA 404.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339538.164

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2697A

X Coordinate: 7475936.638

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339501.25
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2697B

X Coordinate: 7475936.638

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.0% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339501.25

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2698

X Coordinate: 7475976.726

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1‐1/2" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339468.621
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2699A

X Coordinate: 7475979.458

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339468.525

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2699B

X Coordinate: 7475979.458

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339468.525
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2700

X Coordinate: 7475981.787

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 30" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339462.237

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2705A

X Coordinate: 7476031.964

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3645

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 81

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339343.25
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2705B

X Coordinate: 7476031.964

Barrier Area: Walkways

Barrier Type: Clear Width ‐ Site Constraints

Description: Walkway is not min. 36" wide

Solution: Install wheelstops to ensure that pathway provides min. 36" clear width

As Built Desc: 28" clear width due to cars encroaching into pathway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.1 and ADA/ABA 403.5.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339343.25

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2708

X Coordinate: 7476164.218

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339346.792
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2709

X Coordinate: 7476166.579

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339360.196

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2710

X Coordinate: 7476152.565

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339372.02
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2711

X Coordinate: 7476127.451

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339389.554

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2712A

X Coordinate: 7476225.807

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339386.611
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall

Barrier #: 2712B

X Coordinate: 7476225.807

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339386.611

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Richardson Hall ‐ Parking Lot

Barrier #: 1266

X Coordinate: 7476231.726

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 201‐300

Description: Minimum 7 accessible stall not provided in lot/structure

Solution: Provide at least 7 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 3 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 279 total stalls, 2 accessible stalls & 2 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339359.956
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Richardson Hall ‐ Parking Lot

Barrier #: 1267

X Coordinate: 7475889.399

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339333.643

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Richardson Hall ‐ Parking Lot

Barrier #: 1268A

X Coordinate: 7475875.68

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339336.631
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Field Date:  7/28/2011 Report Date: 7/28/2011

Location: Richardson Hall ‐ Parking Lot

Barrier #: 1268B

X Coordinate: 7475875.68

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall. Shared access aisle ends in vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339336.631

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2701A

X Coordinate: 7475904.982

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 60

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339347.548
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2701B

X Coordinate: 7475904.982

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339347.548

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2703A

X Coordinate: 7475987.339

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339345.19

ADA Assessment  Survey ‐ Draft (05/07/2012) 1622



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2703B

X Coordinate: 7475987.339

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339345.19

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2703C

X Coordinate: 7475987.339

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339345.19
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2706A

X Coordinate: 7476124.976

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339340.103

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2706B

X Coordinate: 7476124.976

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339340.103

ADA Assessment  Survey ‐ Draft (05/07/2012) 1624



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2706C

X Coordinate: 7476124.976

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339340.103

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner A

Barrier #: 2706D

X Coordinate: 7476124.976

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339340.103
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2702A

X Coordinate: 7475930.693

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339345.057

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2702B

X Coordinate: 7475930.693

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339345.057
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2704A

X Coordinate: 7476022.302

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339343.817

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2704B

X Coordinate: 7476022.302

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing  (5.0% or more)

Description: Ramp run cross slope exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 5.4% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339343.817
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2704C

X Coordinate: 7476022.302

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339343.817

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2707A

X Coordinate: 7476160.963

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339338.41
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2707B

X Coordinate: 7476160.963

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339338.41

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2707C

X Coordinate: 7476160.963

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339338.41
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: Richardson Hall Parking Lot ‐ Corner B

Barrier #: 2707D

X Coordinate: 7476160.963

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339338.41

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 252A

X Coordinate: 7478981.624

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 134

Y Coordinate: 340859.32

ADA Assessment  Survey ‐ Draft (05/07/2012) 1630



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 252B

X Coordinate: 7478981.624

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 134

Y Coordinate: 340859.32

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 252C

X Coordinate: 7478981.624

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name: Rm 134

Y Coordinate: 340859.32
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 252D

X Coordinate: 7478981.624

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 21

Facility Function: PublicImplementation Priority: 1

Bldg Name: Rm 134

Y Coordinate: 340859.32

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 252E

X Coordinate: 7478981.624

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Rm 134

Y Coordinate: 340859.32
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Rogers Hall

Barrier #: 253

X Coordinate: 7478950.549

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name: Rm 134

Y Coordinate: 340858.262

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 532A

X Coordinate: 7478944.025

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340976.835
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 532B

X Coordinate: 7478944.025

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Trim foliage

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340976.835

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 533A

X Coordinate: 7478938.058

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340974.085
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 533B

X Coordinate: 7478938.058

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 45

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340974.085

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 533C

X Coordinate: 7478938.058

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340974.085
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 533D

X Coordinate: 7478938.058

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 4" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 45

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340974.085

Field Date:  7/8/2011 Report Date: 7/8/2011

Location: Rogers Hall

Barrier #: 533E

X Coordinate: 7478938.058

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 33000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340974.085
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2309

X Coordinate: 7476947.215

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340230.41

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2310A

X Coordinate: 7476911.844

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340177.978

ADA Assessment  Survey ‐ Draft (05/07/2012) 1637



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2310B

X Coordinate: 7476911.844

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340177.978

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2311

X Coordinate: 7476841.765

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 10" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 90

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340181.265
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2312

X Coordinate: 7476846.379

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340182.518

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2313

X Coordinate: 7476778

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 12" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 22500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 180

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340180.757
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2314

X Coordinate: 7476769.428

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340181.691

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2315

X Coordinate: 7476839.407

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8190

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 182

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340247.651
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2316

X Coordinate: 7476716.468

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail extension

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340219.839

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2317

X Coordinate: 7476757.926

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340281.803
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2318A

X Coordinate: 7476680.441

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340245.994

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2318B

X Coordinate: 7476680.441

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340245.994
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2318C

X Coordinate: 7476680.441

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340245.994

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2318D

X Coordinate: 7476680.441

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340245.994
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2319

X Coordinate: 7476679.464

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340240.248

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2320A

X Coordinate: 7476637.652

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340129.767
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2320B

X Coordinate: 7476637.652

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1820

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340129.767

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2320C

X Coordinate: 7476637.652

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340129.767
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2321

X Coordinate: 7476647.902

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340149.267

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2322A

X Coordinate: 7476647.717

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340168.473
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2322B

X Coordinate: 7476647.717

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340168.473

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2322C

X Coordinate: 7476647.717

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340168.473
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2322D

X Coordinate: 7476647.717

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340168.473

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2323

X Coordinate: 7476655.951

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340168.23
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2324A

X Coordinate: 7476688.827

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340127.358

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2324B

X Coordinate: 7476688.827

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340127.358
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2324C

X Coordinate: 7476688.827

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340127.358

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2324D

X Coordinate: 7476688.827

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340127.358
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2324E

X Coordinate: 7476688.827

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340127.358

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2325

X Coordinate: 7476703.672

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340132.936
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2326

X Coordinate: 7476726.986

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340131.557

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2327

X Coordinate: 7476732.756

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340096.952
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2328

X Coordinate: 7476733.377

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340092.91

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2329

X Coordinate: 7476723.965

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340055.024
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2330

X Coordinate: 7476699.355

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340056.081

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2331A

X Coordinate: 7476686.737

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340065.855
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2331B

X Coordinate: 7476686.737

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340065.855

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2331C

X Coordinate: 7476686.737

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340065.855
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2331D

X Coordinate: 7476686.737

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340065.855

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2331E

X Coordinate: 7476686.737

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340065.855
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2332A

X Coordinate: 7476634.327

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340067.59

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2332B

X Coordinate: 7476634.327

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1960

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 56

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340067.59
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2332C

X Coordinate: 7476634.327

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340067.59

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2332D

X Coordinate: 7476634.327

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340067.59
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2333

X Coordinate: 7476647.981

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 83

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340124.129

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2334A

X Coordinate: 7476644.371

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340016.042

ADA Assessment  Survey ‐ Draft (05/07/2012) 1659
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2334B

X Coordinate: 7476644.371

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340016.042

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2334C

X Coordinate: 7476644.371

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340016.042
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2335

X Coordinate: 7476652.144

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340024.182

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2337

X Coordinate: 7476703.135

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1710

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 38

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339942.971
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2338A

X Coordinate: 7476668.983

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339947.861

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2338B

X Coordinate: 7476668.983

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339947.861
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2338C

X Coordinate: 7476668.983

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339947.861

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2338D

X Coordinate: 7476668.983

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339947.861

ADA Assessment  Survey ‐ Draft (05/07/2012) 1663



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2339

X Coordinate: 7476668.092

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339946.463

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2340

X Coordinate: 7476706.37

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 37

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339943.827
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2341A

X Coordinate: 7476711.495

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339995.035

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2341B

X Coordinate: 7476711.495

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339995.035
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2341C

X Coordinate: 7476711.495

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339995.035

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2342A

X Coordinate: 7476727.04

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340039.812
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2342B

X Coordinate: 7476727.04

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340039.812

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2342C

X Coordinate: 7476727.04

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340039.812
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2342D

X Coordinate: 7476727.04

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340039.812

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2343

X Coordinate: 7476729.306

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340006.972
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2344A

X Coordinate: 7476772.374

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.993

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2344B

X Coordinate: 7476772.374

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.993
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2344C

X Coordinate: 7476772.374

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340004.993

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2344D

X Coordinate: 7476772.374

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340004.993
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2345

X Coordinate: 7476766.763

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.274

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2346A

X Coordinate: 7476789.294

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340035.451
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2346B

X Coordinate: 7476789.294

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340035.451

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2346C

X Coordinate: 7476789.294

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340035.451
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2346D

X Coordinate: 7476789.294

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340035.451

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2347

X Coordinate: 7476787.383

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340042.273
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2348A

X Coordinate: 7476836.377

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340007.002

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2348B

X Coordinate: 7476836.377

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340007.002
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2348C

X Coordinate: 7476836.377

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340007.002

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2349

X Coordinate: 7476841.57

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340004.509
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2351

X Coordinate: 7476892.763

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339881.727

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2352A

X Coordinate: 7476933.547

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339935.141
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2352B

X Coordinate: 7476933.547

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339935.141

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2352C

X Coordinate: 7476933.547

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339935.141

ADA Assessment  Survey ‐ Draft (05/07/2012) 1677



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2352D

X Coordinate: 7476933.547

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339935.141

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2353

X Coordinate: 7476935.077

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339943.415
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2354A

X Coordinate: 7476894.781

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339979.44

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2354B

X Coordinate: 7476894.781

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339979.44
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2355A

X Coordinate: 7476894.365

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339997.189

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2355B

X Coordinate: 7476894.365

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339997.189

ADA Assessment  Survey ‐ Draft (05/07/2012) 1680



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2356

X Coordinate: 7476960.905

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 5" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340013.301

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2357

X Coordinate: 7476963.763

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 4" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340014.936
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2358A

X Coordinate: 7476943.814

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4725

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340056.111

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2358B

X Coordinate: 7476943.814

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340056.111
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2359

X Coordinate: 7476886.96

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340083.54

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2360

X Coordinate: 7476894.892

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340096.975
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2361

X Coordinate: 7476914.982

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340121.253

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2362A

X Coordinate: 7476929.08

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 15

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340118.337
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2362B

X Coordinate: 7476929.08

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340118.337

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2362C

X Coordinate: 7476929.08

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340118.337

ADA Assessment  Survey ‐ Draft (05/07/2012) 1685



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2363A

X Coordinate: 7476976.97

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340156.989

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2363B

X Coordinate: 7476976.97

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340156.989
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2363C

X Coordinate: 7476976.97

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340156.989

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Hall

Barrier #: 2364

X Coordinate: 7476966.518

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340155.682

ADA Assessment  Survey ‐ Draft (05/07/2012) 1687



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Sackett Pl ‐ East

Barrier #: 2419

X Coordinate: 7476948.565

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3915

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 87

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339564.514

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Pl and SW Jefferson Wy

Barrier #: 2302A

X Coordinate: 7476995.688

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339875.846
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Pl and SW Jefferson Wy

Barrier #: 2302B

X Coordinate: 7476995.688

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339875.846

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Pl and SW Jefferson Wy

Barrier #: 2303A

X Coordinate: 7477016.683

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339875.116
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Pl and SW Jefferson Wy

Barrier #: 2303B

X Coordinate: 7477016.683

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339875.116

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: Sackett Pl and SW Jefferson Wy

Barrier #: 2303C

X Coordinate: 7477016.683

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: SF

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339875.116
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Sackett Pl and West Dining Hall

Barrier #: 2412A

X Coordinate: 7476925.353

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339567.144

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Sackett Pl and West Dining Hall

Barrier #: 2412B

X Coordinate: 7476925.353

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339567.144

ADA Assessment  Survey ‐ Draft (05/07/2012) 1691



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Sackett Pl and West Dining Hall

Barrier #: 2413A

X Coordinate: 7476948.314

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339593.161

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Sackett Pl and West Dining Hall

Barrier #: 2413B

X Coordinate: 7476948.314

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339593.161
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Seed Laboratory Entrance

Barrier #: 1935

X Coordinate: 7475743.901

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340725.785

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 507A

X Coordinate: 7478779.826

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340669.077
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 507B

X Coordinate: 7478779.826

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 11.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340669.077

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 507C

X Coordinate: 7478779.826

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340669.077
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 507D

X Coordinate: 7478779.826

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Parallel

Description: Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340669.077

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 508

X Coordinate: 7478794.019

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340684.797
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 509

X Coordinate: 7478800.259

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.5% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.634

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 510A

X Coordinate: 7478768.264

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Botttom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340683.68
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 510B

X Coordinate: 7478768.264

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340683.68

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 510C

X Coordinate: 7478768.264

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 96

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340683.68
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 510D

X Coordinate: 7478768.264

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 33000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340683.68

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 511A

X Coordinate: 7478780.508

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340703.545
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 511B

X Coordinate: 7478780.508

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340703.545

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 511C

X Coordinate: 7478780.508

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340703.545
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 512A

X Coordinate: 7478753.995

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 8 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.38

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 512B

X Coordinate: 7478753.995

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 11" bench seat depth and 16" bench seat height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340692.38
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 513

X Coordinate: 7478750.585

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340634.383

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 514

X Coordinate: 7478762.283

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340672.919
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 515

X Coordinate: 7478746.541

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340768.58

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516A

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516B

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516C

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 12000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 48

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516D

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516E

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 516F

X Coordinate: 7478781.5

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340760.746

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 517

X Coordinate: 7478778.028

Barrier Area: Walkways

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340769.1
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Shepard Hall

Barrier #: 518

X Coordinate: 7478788.908

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340768.328

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1091

X Coordinate: 7478572.554

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339679.136
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1092

X Coordinate: 7478570.602

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 2" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339652.319

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1093

X Coordinate: 7478547.995

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339627.003
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1094

X Coordinate: 7478547.045

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 2" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339604.171

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1095

X Coordinate: 7478552.181

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339605.048
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1096

X Coordinate: 7478552.043

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339583.29

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1097A

X Coordinate: 7478548.103

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.7% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339548.217
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1097B

X Coordinate: 7478548.103

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339548.217

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1098A

X Coordinate: 7478579.759

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339535.785
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1098B

X Coordinate: 7478579.759

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339535.785

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1099

X Coordinate: 7478634.261

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339544.341
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1100A

X Coordinate: 7478643.569

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat height, 14" bench seat depth abd no back rest provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339537.601

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1100B

X Coordinate: 7478643.569

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Relocate bench to level location or provide additional bench in level location

As Built Desc: 4.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339537.601
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1101

X Coordinate: 7478636.57

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339541.995

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1102

X Coordinate: 7478650.184

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339530.648
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103A

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.126

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103B

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103C

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.126

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103D

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 17500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 70

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339524.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103E

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339524.126

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103F

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.126
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1103G

X Coordinate: 7478697.198

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.126

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104A

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.524
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104B

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.524

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104C

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.524
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104D

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339524.524

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104E

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.524

ADA Assessment  Survey ‐ Draft (05/07/2012) 1719



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1104F

X Coordinate: 7478711.99

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339524.524

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1105

X Coordinate: 7478647.082

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339614.349
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1106A

X Coordinate: 7478664.967

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339619.381

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1106B

X Coordinate: 7478664.967

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339619.381
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1106C

X Coordinate: 7478664.967

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1680

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339619.381

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1107

X Coordinate: 7478671.581

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 6.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339655.494
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1108

X Coordinate: 7478666.387

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339653.206

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1109

X Coordinate: 7478654.702

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339692.079

ADA Assessment  Survey ‐ Draft (05/07/2012) 1723



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1110

X Coordinate: 7478547.625

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 7.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339523.738

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1111

X Coordinate: 7478544.455

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 10.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 75

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339469.99
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1112

X Coordinate: 7478549.649

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339419.193

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1113

X Coordinate: 7478722.428

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339439.563
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1114

X Coordinate: 7478724.563

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339445.442

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1115A

X Coordinate: 7478733.978

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339523.794
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1115B

X Coordinate: 7478733.978

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339523.794

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1115C

X Coordinate: 7478733.978

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339523.794
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1115D

X Coordinate: 7478733.978

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339523.794

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1116

X Coordinate: 7478771.264

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 9.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2880

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339546.679
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1117A

X Coordinate: 7478725.134

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 42" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339634.174

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1117B

X Coordinate: 7478725.134

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339634.174
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1117C

X Coordinate: 7478725.134

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339634.174

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1118

X Coordinate: 7478725.92

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339637.072
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Snell Hall

Barrier #: 1119

X Coordinate: 7478758.88

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339708.011

Field Date:  ######### Report Date: #########

Location: Snell Hall/Waldo Hall ‐ Parking Lot

Barrier #: 1148A

X Coordinate: 7478531.673

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes: 8 total stalls, 5 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339551.329
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Snell Hall/Waldo Hall ‐ Parking Lot

Barrier #: 1148B

X Coordinate: 7478531.673

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 8 total stalls, 5 new accessible stalls (0 van access), no wheelchair only stall

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339551.329

Field Date:  ######### Report Date: #########

Location: Snell Hall/Waldo Hall ‐ Parking Lot

Barrier #: 1149

X Coordinate: 7478517.112

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ New Construction

Description: Accessible stall & aisle not max. 2.0% in all directions

Solution: Regrade stall to make level and restripe

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 30600

Implementation Date: 1

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339556.781
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex

Barrier #: 1647

X Coordinate: 7478179.288

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Relocate phone or demolish and reconstruct to provide level landing

As Built Desc: No min. 30" x 48" level wheelchair space provided

Quantity: JOB

Official Responsible:

Notes: Emergency phone is not located on accessible route

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337292.399

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: Softball Complex

Barrier #: 1648

X Coordinate: 7478211.149

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Description: Counter lacks surface height between 28" and 34" high

Solution: Replace counter at accessible height or provide additional counter at accessible height

As Built Desc: 52" ticket booth counter height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.2.3.3 and ADA/ABA 902.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337637.188
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1640

X Coordinate: 7478199.262

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 301‐400

Description: Minimum 8 accessible stall not provided in lot/structure

Solution: Provide at least 8 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 2 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 336 total stalls, 4 accessible stalls & 2 van accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337132.724

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1641

X Coordinate: 7478211.645

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337608.186
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1642

X Coordinate: 7478201.289

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337594.562

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1643

X Coordinate: 7478197.97

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337585.223
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1644

X Coordinate: 7478186.543

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337570.522

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1645A

X Coordinate: 7478182.328

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337564.459
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1645B

X Coordinate: 7478182.328

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337564.459

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1646A

X Coordinate: 7478172.746

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 16'

Quantity: EACH

Official Responsible:

Notes: 1‐1/2" gap in grates at accessible stall/aisle

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337552.92
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Softball Complex ‐ Parking Lot

Barrier #: 1646B

X Coordinate: 7478172.746

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes: 1‐1/2" gap in grates at accessible stall/aisle

Bar. Severity: 4 Low Severity Cost Estimate: 16200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337552.92

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center

Barrier #: 2971

X Coordinate: 7477280.091

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338658.592
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center

Barrier #: 2972

X Coordinate: 7477172.103

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338450.698

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2888

X Coordinate: 7477371.623

Barrier Area: Walkways

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new route

As Built Desc: 9.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338777.729
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2889

X Coordinate: 7477371.613

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338773.029

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2963

X Coordinate: 7477297.744

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338754.08
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2964A

X Coordinate: 7477317.143

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338505.172

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2964B

X Coordinate: 7477317.143

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 135

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338505.172

ADA Assessment  Survey ‐ Draft (05/07/2012) 1741



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2965A

X Coordinate: 7477317.094

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338522.801

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2965B

X Coordinate: 7477317.094

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing  (2.1% to 3.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (2.1% to 3.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 4 Low Severity Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 135

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338522.801
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2966

X Coordinate: 7477300.289

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338516.425

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2967

X Coordinate: 7477320.99

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338650.557
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2968

X Coordinate: 7477321.492

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 17'

Quantity: EACH

Official Responsible:

Notes: 98 total stalls, 4 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338668.664

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2969

X Coordinate: 7477304.173

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338662.121
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: Sports Performance Center ‐ Parking Lot

Barrier #: 2970

X Coordinate: 7477366.654

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists in parking lot

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338631.77

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Steer A Year

Barrier #: 1718

X Coordinate: 7474210.584

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340774.818
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: Stock Judging Pavillion

Barrier #: 1722

X Coordinate: 7474587.689

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340668.625

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Strand Agricultural Hall

Barrier #: 629A

X Coordinate: 7478384.378

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340384.581
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Strand Agricultural Hall

Barrier #: 629B

X Coordinate: 7478384.378

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340384.581

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Strand Agricultural Hall

Barrier #: 631A

X Coordinate: 7478454.254

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340354.8
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Strand Agricultural Hall

Barrier #: 631B

X Coordinate: 7478454.254

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340354.8

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Strand Agricultural Hall

Barrier #: 631C

X Coordinate: 7478454.254

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340354.8
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 636

X Coordinate: 7478542.327

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340319.812

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 637A

X Coordinate: 7478526.166

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340311.881
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 637B

X Coordinate: 7478526.166

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340311.881

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 637C

X Coordinate: 7478526.166

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340311.881
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 637D

X Coordinate: 7478526.166

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340311.881

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 638A

X Coordinate: 7478480.301

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340183.275
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 638B

X Coordinate: 7478480.301

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340183.275

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 638C

X Coordinate: 7478480.301

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340183.275
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 639A

X Coordinate: 7478477.354

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340182.567

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 639B

X Coordinate: 7478477.354

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340182.567
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 640A

X Coordinate: 7478496.031

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 24800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 124

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340119.012

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 640B

X Coordinate: 7478496.031

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 27900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 124

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340119.012
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 640C

X Coordinate: 7478496.031

Barrier Area: Signage

Barrier Type: ISA ‐ Accessible Entry

Description: No sign identifying ramp as accessible

Solution: Provide ISA at accessible entrance door

As Built Desc: ISA not provided at only accessible entry route into building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340119.012

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 641A

X Coordinate: 7478514.966

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340049.774
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 641B

X Coordinate: 7478514.966

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340049.774

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 641C

X Coordinate: 7478514.966

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340049.774
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 641D

X Coordinate: 7478514.966

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340049.774

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 642

X Coordinate: 7478507.732

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340049.366
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 643A

X Coordinate: 7478438.678

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340010.873

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 643B

X Coordinate: 7478438.678

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340010.873
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 643C

X Coordinate: 7478438.678

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340010.873

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 644

X Coordinate: 7478358.288

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339992.16
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 645A

X Coordinate: 7478361.527

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 68.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340057.281

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 645B

X Coordinate: 7478361.527

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340057.281
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 645C

X Coordinate: 7478361.527

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 47" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340057.281

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 646A

X Coordinate: 7478363.462

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 42" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340051.772
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 646B

X Coordinate: 7478363.462

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340051.772

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 646C

X Coordinate: 7478363.462

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 875

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340051.772
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 647A

X Coordinate: 7478411.947

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340094.327

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 647B

X Coordinate: 7478411.947

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340094.327
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 647C

X Coordinate: 7478411.947

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340094.327

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 647D

X Coordinate: 7478411.947

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340094.327
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 647E

X Coordinate: 7478411.947

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340094.327

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 648

X Coordinate: 7478318.184

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 2‐1/2" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340107.885
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653A

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 11" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340189.694

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653B

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340189.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653C

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340189.694

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653D

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340189.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653E

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340189.694

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 653F

X Coordinate: 7478398.537

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Ramp

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a ramp to reach door landing

As Built Desc: No form of vertical access provided at stairway

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340189.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 654

X Coordinate: 7478407.82

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340189.128

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 655

X Coordinate: 7478315.581

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340158.627
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 656

X Coordinate: 7478320.338

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340246.309

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 657

X Coordinate: 7478318.797

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 2‐1/2" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340274.345
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 658A

X Coordinate: 7478418.611

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340262.027

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 658B

X Coordinate: 7478418.611

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340262.027
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 658C

X Coordinate: 7478418.611

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340262.027

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 658D

X Coordinate: 7478418.611

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340262.027
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 659

X Coordinate: 7478442.948

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340262.153

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 660

X Coordinate: 7478435.322

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340252.394
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 661A

X Coordinate: 7478265.671

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340370.588

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 661B

X Coordinate: 7478265.671

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340370.588
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Strand Agricultural Hall

Barrier #: 662

X Coordinate: 7478320.368

Barrier Area: Walkways

Barrier Type: Grate in Route

Description: Grate in walkway has openings that exceed 1/2"

Solution: Replace grate

As Built Desc: 2‐1/2" grate openings

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.6 and ADA/ABA 302.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340301.476

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1629

X Coordinate: 7479168.042

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Demolish existing and construct new route

As Built Desc: 30" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338195.145
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1630

X Coordinate: 7479146.826

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 12.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338192.064

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1631A

X Coordinate: 7479145.142

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338193.059
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1631B

X Coordinate: 7479145.142

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338193.059

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1631C

X Coordinate: 7479145.142

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338193.059
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1631D

X Coordinate: 7479145.142

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach building entrance or upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338193.059

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632A

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632B

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Exit Stairway

Description: Exit stairway does not provide min. 48" clear width between handrails

Solution: Reconfigure handrail to provide min. 48" clear width

As Built Desc: 26" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1009

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632C

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632D

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632E

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632F

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 8" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 3

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632G

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 210

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338198.909
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632H

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Handrail Extension

Description: Handrail extension does not return to wall, guard or landing surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail extension does not return to wall, guard or landing surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2) and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1632I

X Coordinate: 7479100.865

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.909
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1633

X Coordinate: 7479109.443

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338198.561

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Student Sustainability Center

Barrier #: 1634

X Coordinate: 7479104.035

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Description: No connecting accessible route provided

Solution: Provide additional walkway to connect to existing paths

As Built Desc: No accessible route is connected to walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2655

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 206.2.2

As Built Meas: 59

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338210.897
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25A

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340086.616

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25B

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340086.616
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25C

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 7000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 28

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340086.616

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25D

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340086.616
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25E

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340086.616

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 25F

X Coordinate: 7480880.651

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 10" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340086.616
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 26A

X Coordinate: 7480923.879

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 63

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340036.016

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: Sunflower House

Barrier #: 26B

X Coordinate: 7480923.879

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340036.016
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 54A

X Coordinate: 7480526.351

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339623.504

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 54B

X Coordinate: 7480526.351

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339623.504
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 55A

X Coordinate: 7480512.09

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.4% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339590.282

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 55B

X Coordinate: 7480512.09

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339590.282

ADA Assessment  Survey ‐ Draft (05/07/2012) 1789



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 56A

X Coordinate: 7480489.815

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339582.706

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 56B

X Coordinate: 7480489.815

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339582.706
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 10th St and SW Jefferson Ave

Barrier #: 57

X Coordinate: 7480454.968

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339594.179

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 10th St and SW Washington Ave

Barrier #: 988

X Coordinate: 7480196.411

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way interseaction corners A,B,C,D. Corners C A‐A, C A‐B, D A‐A, D A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338953.42

ADA Assessment  Survey ‐ Draft (05/07/2012) 1791
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 10th St and SW Washington Ave

Barrier #: 989

X Coordinate: 7480237.595

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way interseaction corners A,B,C,D. Corners C A‐A, C A‐B, D A‐A, D A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338937.145

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 11th St ‐ East

Barrier #: 114

X Coordinate: 7480432.063

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340169.647
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 81

X Coordinate: 7480265.7

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339744.437

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 85

X Coordinate: 7480314.403

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339869.023
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 86

X Coordinate: 7480319.892

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339886.712

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 89A

X Coordinate: 7480322.755

Barrier Area: Parking

Barrier Type: Accessible Stall Aisle

Description: No min. 6' wide access aisle provided

Solution: Restripe to provide access aisle

As Built Desc: No min. 6' wide access aisle provided where sidewalk/planter space is 14 feet deep

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339923.048
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 89B

X Coordinate: 7480322.755

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 18'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339923.048

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 90A

X Coordinate: 7480329.475

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339941.593
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 90B

X Coordinate: 7480329.475

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339941.593

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 90C

X Coordinate: 7480329.475

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339941.593

ADA Assessment  Survey ‐ Draft (05/07/2012) 1796



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 91A

X Coordinate: 7480344.32

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339941.752

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 91B

X Coordinate: 7480340.325

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes: Crack encroaches into the min. 36" required clear width

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339941.773
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 92

X Coordinate: 7480362.337

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339990.373

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St ‐ East

Barrier #: 93

X Coordinate: 7480367.589

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340013.261
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 11th St ‐ East

Barrier #: 993

X Coordinate: 7479962.104

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338873.94

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 11th St ‐ West

Barrier #: 123

X Coordinate: 7480459.898

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2070

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 46

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340386.336
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 11th St ‐ West

Barrier #: 124

X Coordinate: 7480321.879

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340040.807

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 11th St ‐ West

Barrier #: 125

X Coordinate: 7480261.425

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339887.22
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 11th St ‐ West

Barrier #: 126

X Coordinate: 7480234.763

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339830.263

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St ‐ West

Barrier #: 843

X Coordinate: 7480169.049

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339647.733
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St ‐ West

Barrier #: 844

X Coordinate: 7480142.294

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4185

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 93

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339581.361

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St ‐ West

Barrier #: 845

X Coordinate: 7480107.372

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 6.2% cross slope, 9.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339495.73

ADA Assessment  Survey ‐ Draft (05/07/2012) 1802
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St ‐ West

Barrier #: 846

X Coordinate: 7480098.567

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 90

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339474.857

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St ‐ West

Barrier #: 953

X Coordinate: 7479964.353

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339142.954
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 11th St ‐ West

Barrier #: 994

X Coordinate: 7479904.147

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 233

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338750.913

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 847A

X Coordinate: 7480064.395

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339385.734
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 847B

X Coordinate: 7480064.395

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339385.734

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 847C

X Coordinate: 7480064.395

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339385.734
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 848A

X Coordinate: 7480115.772

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.0% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339398.323

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 848B

X Coordinate: 7480115.772

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 19.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339398.323
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 848C

X Coordinate: 7480115.772

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339398.323

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 849A

X Coordinate: 7480115.078

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.7% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339382.748
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 849B

X Coordinate: 7480115.078

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339382.748

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 849C

X Coordinate: 7480115.078

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339382.748
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 850A

X Coordinate: 7480088.185

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339332.115

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 850B

X Coordinate: 7480088.185

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 17.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339332.115
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 850C

X Coordinate: 7480088.185

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339332.115

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 851A

X Coordinate: 7480099.966

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 18.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339343.462
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 851B

X Coordinate: 7480099.966

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339343.462

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 852A

X Coordinate: 7480045.851

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339343.533
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 852B

X Coordinate: 7480045.851

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339343.533

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 11th St and SW Adams Ave

Barrier #: 852C

X Coordinate: 7480045.851

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339343.533
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 73

X Coordinate: 7480209.584

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339747.563

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 74

X Coordinate: 7480222.811

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339762.946

ADA Assessment  Survey ‐ Draft (05/07/2012) 1813



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 75A

X Coordinate: 7480254.502

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.3% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339752.838

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 75B

X Coordinate: 7480254.502

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339752.838
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 76A

X Coordinate: 7480257.461

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339730.648

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 76B

X Coordinate: 7480257.461

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339730.648
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 77A

X Coordinate: 7480227.595

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.7% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339674.838

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 77B

X Coordinate: 7480227.595

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339674.838
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 78A

X Coordinate: 7480244.444

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.6% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339693.9

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 78B

X Coordinate: 7480244.444

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339693.9
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 79A

X Coordinate: 7480189.148

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339712.424

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 79B

X Coordinate: 7480189.148

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339712.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 79C

X Coordinate: 7480189.148

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339712.424

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 79D

X Coordinate: 7480189.148

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 7.0% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339712.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 80A

X Coordinate: 7480190.276

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339697.058

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 80B

X Coordinate: 7480190.276

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.4% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339697.058
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Jefferson Ave

Barrier #: 80C

X Coordinate: 7480190.276

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339697.058

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 100A

X Coordinate: 7480370.5

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340038.245
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 100B

X Coordinate: 7480370.5

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340038.245

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 100C

X Coordinate: 7480370.5

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340038.245
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 101A

X Coordinate: 7480384.215

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340041.107

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 101B

X Coordinate: 7480384.215

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340041.107
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 101C

X Coordinate: 7480384.215

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340041.107

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 101D

X Coordinate: 7480384.215

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐B)

Y Coordinate: 340041.107
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 101E

X Coordinate: 7480384.215

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340041.107

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 102A

X Coordinate: 7480328.158

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340058.274
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 102B

X Coordinate: 7480328.158

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340058.274

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 102C

X Coordinate: 7480328.158

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340058.274
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 103A

X Coordinate: 7480333.308

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340048.71

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 103B

X Coordinate: 7480333.308

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340048.71
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 94A

X Coordinate: 7480352.162

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340116.424

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 94B

X Coordinate: 7480352.162

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340116.424
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 94C

X Coordinate: 7480352.162

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.8% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340116.424

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 94D

X Coordinate: 7480352.162

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 18.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340116.424
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 95A

X Coordinate: 7480358.197

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340118.691

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 95B

X Coordinate: 7480358.197

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340118.691
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 95C

X Coordinate: 7480358.197

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340118.691

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 96A

X Coordinate: 7480395.723

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.4% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340106.071
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 96B

X Coordinate: 7480395.723

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340106.071

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 96C

X Coordinate: 7480395.723

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340106.071
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 96D

X Coordinate: 7480395.723

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340106.071

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 97A

X Coordinate: 7480402.254

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340100.159
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 97B

X Coordinate: 7480402.254

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340100.159

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 97C

X Coordinate: 7480402.254

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340100.159
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 98A

X Coordinate: 7480396.647

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 340080.862

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 98B

X Coordinate: 7480396.647

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 340080.862
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 98C

X Coordinate: 7480396.647

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Bottom of ramp is damaged

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 340080.862

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 99A

X Coordinate: 7480386.119

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner C

Y Coordinate: 340055.449
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 11th St and SW Madison Ave

Barrier #: 99B

X Coordinate: 7480386.119

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner C

Y Coordinate: 340055.449

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 954A

X Coordinate: 7479919.475

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339033.708
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 954B

X Coordinate: 7479919.475

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339033.708

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 955

X Coordinate: 7479976.216

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339037.561
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 956A

X Coordinate: 7479903.014

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339002.772

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 956B

X Coordinate: 7479903.014

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.4% to 10.7%)

Description: Ramp flare slope exceeds 10.0% (10.4% to 10.7%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339002.772

ADA Assessment  Survey ‐ Draft (05/07/2012) 1839



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 956C

X Coordinate: 7479903.014

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339002.772

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 957A

X Coordinate: 7479912.909

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338983.396
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 957B

X Coordinate: 7479912.909

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 18.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338983.396

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 11th St and SW Washington Wy

Barrier #: 957C

X Coordinate: 7479912.909

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Existing detectable warnings to not provide requried contrast and do not extend through the full wi

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338983.396
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ Corner B

Barrier #: 1269

X Coordinate: 7479699.272

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338766.123

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ Corner C

Barrier #: 1270A

X Coordinate: 7479700.818

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338707.748
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ Corner C

Barrier #: 1270B

X Coordinate: 7479700.818

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338707.748

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ Corner D

Barrier #: 1271

X Coordinate: 7479657.712

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338709.872
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ East

Barrier #: 1272

X Coordinate: 7479699.96

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338764.159

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ East

Barrier #: 1273A

X Coordinate: 7479696.859

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Broken asphalt

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338743.656
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ East

Barrier #: 1273B

X Coordinate: 7479696.859

Barrier Area: Terminals

Barrier Type: Track Xings ‐ Flush Gap Top Rail

Description: Crossing at tracks not flush and level with rail top at the outer edge

Solution: Provide gap reduction devices

As Built Desc: 1" lip and uneven surfaces exist at rail crossings

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 12500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.3.1(9)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338743.656

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St ‐ East

Barrier #: 942

X Coordinate: 7479764.55

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 226

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339050.434
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St ‐ East

Barrier #: 943

X Coordinate: 7479774.717

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 17

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339307.261

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St ‐ West

Barrier #: 1274

X Coordinate: 7479661.61

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 150

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338624.701
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St ‐ West

Barrier #: 935

X Coordinate: 7479720.617

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is determined to be accessible route

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 300

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339352.827

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 13th St ‐ West

Barrier #: 996

X Coordinate: 7479704.004

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338898.868
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1275A

X Coordinate: 7479669.531

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338476.388

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1275B

X Coordinate: 7479669.531

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338476.388
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1275C

X Coordinate: 7479669.531

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338476.388

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1276A

X Coordinate: 7479675.942

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338484.531
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1276B

X Coordinate: 7479675.942

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338484.531

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1276C

X Coordinate: 7479675.942

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338484.531
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1277A

X Coordinate: 7479717.906

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.3% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338490.153

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1277B

X Coordinate: 7479717.906

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338490.153
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1277C

X Coordinate: 7479717.906

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338490.153

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278A

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278B

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278C

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278D

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278E

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.7% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1278F

X Coordinate: 7479724.342

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (5.9% ‐ 6.5%)

Description: Transition from gutter into roadway slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new transition

As Built Desc: 6.0% transition slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338481.319

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1279A

X Coordinate: 7479719.474

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338434.486
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1279B

X Coordinate: 7479719.474

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338434.486

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1279C

X Coordinate: 7479719.474

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338434.486

ADA Assessment  Survey ‐ Draft (05/07/2012) 1856



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1280

X Coordinate: 7479727.14

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 338444.192

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1281A

X Coordinate: 7479673.239

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338439.324
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1281B

X Coordinate: 7479673.239

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.3% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338439.324

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1281C

X Coordinate: 7479673.239

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338439.324
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1282A

X Coordinate: 7479683.449

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338430.779

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1282B

X Coordinate: 7479683.449

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 338430.779
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Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 13th St and SW A Ave

Barrier #: 1282C

X Coordinate: 7479683.449

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 338430.779

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 867A

X Coordinate: 7479778.256

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.0% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339396.985
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 867B

X Coordinate: 7479778.256

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.8% to 11%)

Description: Ramp flare slope exceeds 10.0% (10.8% to 11%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339396.985

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 867C

X Coordinate: 7479778.256

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339396.985
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 868A

X Coordinate: 7479768.39

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.4% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339351.731

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 868B

X Coordinate: 7479768.39

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339351.731
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 868C

X Coordinate: 7479768.39

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339351.731

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 868D

X Coordinate: 7479768.39

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐A)

Y Coordinate: 339351.731
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 869A

X Coordinate: 7479776.601

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.8% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339359.272

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 869B

X Coordinate: 7479776.601

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339359.272
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 869C

X Coordinate: 7479776.601

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339359.272

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 13th St and SW Adams Ave

Barrier #: 870

X Coordinate: 7479732.958

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339352.847
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 936A

X Coordinate: 7479710.331

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339040.109

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 936B

X Coordinate: 7479710.331

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339040.109
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 937

X Coordinate: 7479721.082

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339049.44

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 938

X Coordinate: 7479753.375

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339048.304
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 939A

X Coordinate: 7479765.817

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339037.471

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 939B

X Coordinate: 7479765.817

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339037.471

ADA Assessment  Survey ‐ Draft (05/07/2012) 1868



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 940A

X Coordinate: 7479754.731

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (10.4% to 10.7%)

Description: Ramp flare slope exceeds 10.0% (10.4% to 10.7%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338991.323

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 940B

X Coordinate: 7479754.731

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338991.323
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 13th St and SW Washington Wy

Barrier #: 941

X Coordinate: 7479769.866

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339007.722

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ Corner A

Barrier #: 139A

X Coordinate: 7479548.473

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340230.812
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ Corner A

Barrier #: 139B

X Coordinate: 7479548.473

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340230.812

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ Corner B

Barrier #: 140A

X Coordinate: 7479584.656

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340220.853
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ Corner B

Barrier #: 140B

X Coordinate: 7479584.656

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340220.853

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ East

Barrier #: 3093A

X Coordinate: 7479414.124

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Bench

Description: Bus stop bench lacks level space at the end of the bench seat

Solution: Provide level space at the end of the bench seat parallel to short end of bench

As Built Desc: No level space provided at the end of the bench seat

Quantity: SF

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339929.556

ADA Assessment  Survey ‐ Draft (05/07/2012) 1872



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St ‐ East

Barrier #: 3093B

X Coordinate: 7479414.124

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 14" bench seat depth

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339929.556

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St ‐ East

Barrier #: 933

X Coordinate: 7479507.206

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is determined to be part of the accessible route

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 300

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339062.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St ‐ West

Barrier #: 928

X Coordinate: 7479463.349

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 300

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339360.772

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1283A

X Coordinate: 7479410.171

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.4% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338449.735
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1283B

X Coordinate: 7479410.171

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338449.735

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1283C

X Coordinate: 7479410.171

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338449.735
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284A

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284B

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284C

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284D

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 20.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284E

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1284F

X Coordinate: 7479418.528

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (8.3% or more)

Description: Gutter slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new gutter

As Built Desc: 8.3% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338459.813
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1285A

X Coordinate: 7479454.99

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338463.35

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1285B

X Coordinate: 7479454.99

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338463.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1286

X Coordinate: 7479468.909

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338455.539

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 14th St and SW A Ave

Barrier #: 1287

X Coordinate: 7479422.867

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338412.568
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 926

X Coordinate: 7479507.163

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339363.163

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927A

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927B

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.9% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927C

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 22.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927D

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927E

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 8.0% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Adams St

Barrier #: 927F

X Coordinate: 7479473.784

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339362.014

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 141A

X Coordinate: 7479682.788

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A (A‐A)

Y Coordinate: 340566.897
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 141B

X Coordinate: 7479682.788

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340566.897

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 142

X Coordinate: 7479700.125

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340575.291
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 143

X Coordinate: 7479769.911

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340563.499

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 144

X Coordinate: 7479775.889

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340550.695
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 145

X Coordinate: 7479727.193

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340509.413

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 146

X Coordinate: 7479762.259

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340520.814
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 147A

X Coordinate: 7479668.883

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.3% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 340522.21

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 147B

X Coordinate: 7479668.883

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340522.21
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 148A

X Coordinate: 7479674.807

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 340511.199

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 14th St and SW Campus Wy

Barrier #: 148B

X Coordinate: 7479674.807

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340511.199
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 929A

X Coordinate: 7479460.576

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339061.935

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 929B

X Coordinate: 7479460.576

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339061.935
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 929C

X Coordinate: 7479460.576

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339061.935

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 930

X Coordinate: 7479497.69

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B A‐A

Y Coordinate: 339059.724
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 931

X Coordinate: 7479508.11

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B A‐B

Y Coordinate: 339049.139

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 932A

X Coordinate: 7479507.926

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339013.91
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 14th St and SW Washington Wy

Barrier #: 932B

X Coordinate: 7479507.926

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339013.91

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ East

Barrier #: 1000

X Coordinate: 7479245.738

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 115

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338995.77
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ East

Barrier #: 1001

X Coordinate: 7479241.379

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338859.628

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 15th St ‐ East

Barrier #: 903

X Coordinate: 7479257.382

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 11" bench seat depth and 22" width between supports

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339510.527
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 15th St ‐ East

Barrier #: 906A

X Coordinate: 7479262.137

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339550.834

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW 15th St ‐ East

Barrier #: 906B

X Coordinate: 7479263.58

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339553.88
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St ‐ East

Barrier #: 970

X Coordinate: 7479247.144

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339072.372

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St ‐ East

Barrier #: 971

X Coordinate: 7479247.092

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339083.869
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St ‐ East

Barrier #: 972

X Coordinate: 7479251.419

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8460

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 188

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339198.82

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ West

Barrier #: 1005

X Coordinate: 7479185.375

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 176

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338836.881
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ West

Barrier #: 1006

X Coordinate: 7479194.738

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339138.985

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ West

Barrier #: 1007

X Coordinate: 7479197.527

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 206

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339232.901
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ West

Barrier #: 1008

X Coordinate: 7479207.747

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339601.386

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St ‐ West

Barrier #: 1009

X Coordinate: 7479218.35

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Length

Description: Bench seat not min. 42" long

Solution: Provide min. 1 accessible bench at bus stop or shelter

As Built Desc: 11‐1/4" bench seat depth and 21" bench seat length between supports

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339648.733
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW 15th St ‐ West

Barrier #: 1296

X Coordinate: 7479134.262

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338610.14

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St ‐ West

Barrier #: 1351

X Coordinate: 7479151.418

Barrier Area: Sidewalks

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338435.165
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 15th St ‐ West

Barrier #: 1626

X Coordinate: 7479176.774

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 5.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338171.362

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 15th St ‐ West

Barrier #: 1627

X Coordinate: 7479175.891

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338180.568
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 15th St ‐ West

Barrier #: 1628

X Coordinate: 7479174.748

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338187.79

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 15th St ‐ West

Barrier #: 1635A

X Coordinate: 7479154.869

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338373.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 15th St ‐ West

Barrier #: 1635B

X Coordinate: 7479154.869

Barrier Area: Sidewalks

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338373.696

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1686

X Coordinate: 7479170.636

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337605.091
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1687

X Coordinate: 7479168.22

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337569.857

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1688

X Coordinate: 7479164.93

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4725

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 105

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337516.696
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1689

X Coordinate: 7479156.399

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337362.067

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1693A

X Coordinate: 7479140.346

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1710

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 38

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337118.098
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1693B

X Coordinate: 7479138.013

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337090.312

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St ‐ West

Barrier #: 1694

X Coordinate: 7479136.253

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337034.28
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1345A

X Coordinate: 7479159.141

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338434.445

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1345B

X Coordinate: 7479159.141

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338434.445
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Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1345C

X Coordinate: 7479159.141

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338434.445

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1345D

X Coordinate: 7479159.141

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338434.445

ADA Assessment  Survey ‐ Draft (05/07/2012) 1908



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1345E

X Coordinate: 7479159.141

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (6.6% to 8.2%)

Description: Transition from gutter into roadway slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new transition

As Built Desc: 6.6% transition slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338434.445

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1346

X Coordinate: 7479194.776

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338437.592
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1347

X Coordinate: 7479206.854

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338428.595

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1348A

X Coordinate: 7479203.034

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338383.732
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1348B

X Coordinate: 7479203.034

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338383.732

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1349

X Coordinate: 7479208.591

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 338392.354
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1350A

X Coordinate: 7479167.562

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338379.521

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW 15th St and SW A Ave

Barrier #: 1350B

X Coordinate: 7479167.562

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A A‐A,D A‐A under construction

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 338379.521
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 919A

X Coordinate: 7479213.793

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.7% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339429.064

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 919B

X Coordinate: 7479213.793

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339429.064
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 919C

X Coordinate: 7479213.793

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 339429.064

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 919D

X Coordinate: 7479213.793

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339429.064
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 920A

X Coordinate: 7479249.765

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.9% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339427.833

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 920B

X Coordinate: 7479249.765

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 17.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339427.833
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 920C

X Coordinate: 7479249.765

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339427.833

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Adams St

Barrier #: 920D

X Coordinate: 7479249.765

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339427.833
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1690A

X Coordinate: 7479193.137

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337193.504

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1690B

X Coordinate: 7479193.137

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337193.504
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1690C

X Coordinate: 7479193.137

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337193.504

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1690D

X Coordinate: 7479193.137

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (6.6% to 8.2%)

Description: Transition from gutter into roadway slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new transition

As Built Desc: 7.0% transition slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337193.504
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1691A

X Coordinate: 7479190.337

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337150.86

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1691B

X Coordinate: 7479190.337

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337150.86
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1691C

X Coordinate: 7479190.337

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C

Y Coordinate: 337150.86

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1691D

X Coordinate: 7479190.337

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337150.86
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1691E

X Coordinate: 7479190.337

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337150.86

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1692A

X Coordinate: 7479150.201

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337152.48
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1692B

X Coordinate: 7479150.201

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337152.48

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1692C

X Coordinate: 7479150.201

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (5.9% ‐ 6.5%)

Description: Gutter slope exceeds 5.0% (5.9% ‐ 6.5%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337152.48
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW E Ave

Barrier #: 1692D

X Coordinate: 7479150.201

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337152.48

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 409

X Coordinate: 7479217.063

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339788.145

ADA Assessment  Survey ‐ Draft (05/07/2012) 1923



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 410

X Coordinate: 7479214.55

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339789.857

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 411

X Coordinate: 7479242.474

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339799.107
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 412

X Coordinate: 7479220.633

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339799.918

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 413

X Coordinate: 7479302.073

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island B (A‐A)

Y Coordinate: 339798.287
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 414

X Coordinate: 7479310.39

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island B (A‐A)

Y Coordinate: 339803.05

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 415

X Coordinate: 7479308.57

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island B (A‐B)

Y Coordinate: 339785.314
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 416

X Coordinate: 7479308.828

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island B (A‐B)

Y Coordinate: 339787.01

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 417

X Coordinate: 7479331.036

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island B

Y Coordinate: 339804.332

ADA Assessment  Survey ‐ Draft (05/07/2012) 1927



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 418

X Coordinate: 7479351.15

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339818.371

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 419

X Coordinate: 7479278.376

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339728.97
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 420

X Coordinate: 7479289.161

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339726.773

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 421

X Coordinate: 7479307.669

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339736.486
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 422

X Coordinate: 7479307.297

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339731.923

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 423

X Coordinate: 7479212.304

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339741.007
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 424

X Coordinate: 7479212.331

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339737.199

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 425

X Coordinate: 7479221.814

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339728.991
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 15th St and SW Jefferson Wy

Barrier #: 426

X Coordinate: 7479221.315

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339729.381

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1695A

X Coordinate: 7479119.723

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (5.9% ‐ 6.5%)

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 6.5% transition slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 337016.836
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Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1695B

X Coordinate: 7479119.723

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A (A‐A)

Y Coordinate: 337016.836

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1696A

X Coordinate: 7479122.1

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 337025.939
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1696B

X Coordinate: 7479122.1

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 337025.939

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1696C

X Coordinate: 7479122.1

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 337025.939
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Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1697A

X Coordinate: 7479143.278

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337039.835

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1697B

X Coordinate: 7479143.278

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.5% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337039.835
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1697C

X Coordinate: 7479143.278

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337039.835

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1697D

X Coordinate: 7479143.278

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337039.835
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1698A

X Coordinate: 7479124.085

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337027.577

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1698B

X Coordinate: 7479124.085

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337027.577
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1698C

X Coordinate: 7479124.085

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 337027.577

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1699A

X Coordinate: 7479188.026

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337033.596
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1699B

X Coordinate: 7479188.026

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337033.596

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1700A

X Coordinate: 7479190.214

Barrier Area: Signalized Intersections

Barrier Type: Ped Control ‐ Height

Description: Pedestrian control push button not located at max 48" high    

Solution: Relocate accessible pedestrian controls

As Built Desc: 50" pedestrian control push button height

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337037.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1700B

X Coordinate: 7479190.214

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337037.015

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1700C

X Coordinate: 7479190.214

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337037.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1700D

X Coordinate: 7479190.214

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337037.015

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1701A

X Coordinate: 7479192.799

Barrier Area: Signalized Intersections

Barrier Type: Ped Control ‐ Height

Description: Pedestrian control push button not located at max 48" high    

Solution: Relocate accessible pedestrian controls

As Built Desc: 50" pedestrian control push button height

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337035.566
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1701B

X Coordinate: 7479192.799

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337035.566

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1701C

X Coordinate: 7479192.799

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337035.566

ADA Assessment  Survey ‐ Draft (05/07/2012) 1942



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1701D

X Coordinate: 7479192.799

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337035.566

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1702A

X Coordinate: 7479176.701

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 13.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐A)

Y Coordinate: 336933.096

ADA Assessment  Survey ‐ Draft (05/07/2012) 1943



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1702B

X Coordinate: 7479176.701

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐A)

Y Coordinate: 336933.096

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1702C

X Coordinate: 7479176.701

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐A)

Y Coordinate: 336933.096

ADA Assessment  Survey ‐ Draft (05/07/2012) 1944



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1703A

X Coordinate: 7479186.661

Barrier Area: Signalized Intersections

Barrier Type: Ped Button ‐ Landing in New Construction

Description: Landing at pedestrian button not level  (≤ 2.0%)

Solution: Relocate pedestrian button to level area

As Built Desc: 10.5%

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4 and ADA/ABA 305.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 336936.215

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1703B

X Coordinate: 7479186.661

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 336936.215

ADA Assessment  Survey ‐ Draft (05/07/2012) 1945



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1703C

X Coordinate: 7479186.661

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 336936.215

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1703D

X Coordinate: 7479186.661

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 336936.215

ADA Assessment  Survey ‐ Draft (05/07/2012) 1946



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1704A

X Coordinate: 7479191.675

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.4% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐B)

Y Coordinate: 336948.643

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1704B

X Coordinate: 7479191.675

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐B)

Y Coordinate: 336948.643

ADA Assessment  Survey ‐ Draft (05/07/2012) 1947



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1705A

X Coordinate: 7479187.156

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 336940.121

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1705B

X Coordinate: 7479187.156

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 336940.121

ADA Assessment  Survey ‐ Draft (05/07/2012) 1948



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1705C

X Coordinate: 7479187.156

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 336940.121

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1706A

X Coordinate: 7479112.359

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.8% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336947.759

ADA Assessment  Survey ‐ Draft (05/07/2012) 1949



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1706B

X Coordinate: 7479112.359

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (4.1% to 4.9%)

Description: Curb ramp landing or pan not level(4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336947.759

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1706C

X Coordinate: 7479112.359

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 336947.759

ADA Assessment  Survey ‐ Draft (05/07/2012) 1950



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1706D

X Coordinate: 7479112.359

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ Existing (5.9% ‐ 6.5%)

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 6.5% transition slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336947.759

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1707A

X Coordinate: 7479109.315

Barrier Area: Signalized Intersections

Barrier Type: Ped Button ‐ Existing Landing (4.1% to 4.9%)

Description: Landing at pedestrian button not level (4.1% to 4.9%)

Solution: Relocate pedestrian button to level area

As Built Desc: 4.5%

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4 and ADA/ABA 305.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336942.351

ADA Assessment  Survey ‐ Draft (05/07/2012) 1951



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1707B

X Coordinate: 7479109.315

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336942.351

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1707C

X Coordinate: 7479109.315

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ North/South

Description: No “Cuckoo” walk sound provided for North‐South direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336942.351

ADA Assessment  Survey ‐ Draft (05/07/2012) 1952



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1707D

X Coordinate: 7479109.315

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 336942.351

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1708A

X Coordinate: 7479127.317

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.5% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336934.768

ADA Assessment  Survey ‐ Draft (05/07/2012) 1953



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1708B

X Coordinate: 7479127.317

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (>5.0% or more)

Description: Curb ramp landing or pan not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336934.768

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1708C

X Coordinate: 7479127.317

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 336934.768

ADA Assessment  Survey ‐ Draft (05/07/2012) 1954



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1708D

X Coordinate: 7479127.317

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.6% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336934.768

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1709A

X Coordinate: 7479124.561

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336924.698

ADA Assessment  Survey ‐ Draft (05/07/2012) 1955



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1709B

X Coordinate: 7479124.561

Barrier Area: Signalized Intersections

Barrier Type: APS Audible ‐ East/West

Description: No “Peep‐Peep” walk sound provided for East‐West direction

Solution: Provide compliant audible controls

As Built Desc: No audible signal provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 7500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336924.698

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 15th St and SW Philomath Blvd

Barrier #: 1709C

X Coordinate: 7479124.561

Barrier Area: Signalized Intersections

Barrier Type: Ped Head ‐ Countdown

Description: No countdown (LED) provided at intersection     

Solution: Provide countdown (LED) provided at intersection

As Built Desc: No LED countdown provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.04

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 336924.698

ADA Assessment  Survey ‐ Draft (05/07/2012) 1956



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1002A

X Coordinate: 7479162.245

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338809.057

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1002B

X Coordinate: 7479162.245

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (2.1% to 3.0%)

Description: Curb ramp landing or pan not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338809.057

ADA Assessment  Survey ‐ Draft (05/07/2012) 1957



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1002C

X Coordinate: 7479162.245

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338809.057

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1002D

X Coordinate: 7479162.245

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338809.057

ADA Assessment  Survey ‐ Draft (05/07/2012) 1958



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1003A

X Coordinate: 7479150.662

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 7.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Track Island Corner D

Y Coordinate: 338779.011

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1003B

X Coordinate: 7479150.662

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Track Island Corner D

Y Coordinate: 338779.011

ADA Assessment  Survey ‐ Draft (05/07/2012) 1959



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1004A

X Coordinate: 7479147.897

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338749.426

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 15th St and SW Washington Ave

Barrier #: 1004B

X Coordinate: 7479147.897

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersections corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338749.426

ADA Assessment  Survey ‐ Draft (05/07/2012) 1960



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 965

X Coordinate: 7479193.728

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339063.156

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 966A

X Coordinate: 7479205.49

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339071.659

ADA Assessment  Survey ‐ Draft (05/07/2012) 1961



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 966B

X Coordinate: 7479205.49

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339071.659

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 966C

X Coordinate: 7479205.49

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339071.659

ADA Assessment  Survey ‐ Draft (05/07/2012) 1962



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 967A

X Coordinate: 7479246.95

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339064.698

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 967B

X Coordinate: 7479246.95

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339064.698

ADA Assessment  Survey ‐ Draft (05/07/2012) 1963



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 967C

X Coordinate: 7479246.95

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339064.698

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 968

X Coordinate: 7479248.291

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339023.546

ADA Assessment  Survey ‐ Draft (05/07/2012) 1964



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 15th St and SW Washington Wy

Barrier #: 969

X Coordinate: 7479199.327

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339026.539

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1526

X Coordinate: 7478892.455

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338402.477

ADA Assessment  Survey ‐ Draft (05/07/2012) 1965



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1527A

X Coordinate: 7478947.436

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338407.767

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1527B

X Coordinate: 7478947.436

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 7.0% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338407.767

ADA Assessment  Survey ‐ Draft (05/07/2012) 1966



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1528

X Coordinate: 7478951.431

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Detectable warning not installed near the edge of the curb

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 338360.501

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1529A

X Coordinate: 7478898.908

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Detectable warning not installed near the edge of the curb

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338354.543

ADA Assessment  Survey ‐ Draft (05/07/2012) 1967



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW A Ave

Barrier #: 1529B

X Coordinate: 7478898.908

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 5.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338354.543

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW Western Blvd

Barrier #: 1530A

X Coordinate: 7478932.676

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338054.043

ADA Assessment  Survey ‐ Draft (05/07/2012) 1968



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW Western Blvd

Barrier #: 1530B

X Coordinate: 7478932.676

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.0% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338054.043

Field Date:  ######### Report Date: #########

Location: SW 16th St and SW Western Blvd

Barrier #: 1531

X Coordinate: 7478976.836

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338058.251

ADA Assessment  Survey ‐ Draft (05/07/2012) 1969



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St ‐ West

Barrier #: 1376

X Coordinate: 7478615.099

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7290

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338577.881

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St ‐ West

Barrier #: 1377

X Coordinate: 7478628.66

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338519.42

ADA Assessment  Survey ‐ Draft (05/07/2012) 1970



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 17th St and SW A Ave

Barrier #: 1518A

X Coordinate: 7478643.006

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 338383.074

Field Date:  ######### Report Date: #########

Location: SW 17th St and SW A Ave

Barrier #: 1518B

X Coordinate: 7478643.006

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338383.074

ADA Assessment  Survey ‐ Draft (05/07/2012) 1971



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 17th St and SW A Ave

Barrier #: 1519

X Coordinate: 7478685.884

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Detectable warning not installed near the edge of the curb

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338385.996

Field Date:  ######### Report Date: #########

Location: SW 17th St and SW A Ave

Barrier #: 1520A

X Coordinate: 7478693.278

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 338341.406

ADA Assessment  Survey ‐ Draft (05/07/2012) 1972



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 17th St and SW A Ave

Barrier #: 1520B

X Coordinate: 7478693.278

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C

Y Coordinate: 338341.406

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1362

X Coordinate: 7478585.376

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338757.533

ADA Assessment  Survey ‐ Draft (05/07/2012) 1973



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1363A

X Coordinate: 7478643.027

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338750.054

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1363B

X Coordinate: 7478643.027

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338750.054

ADA Assessment  Survey ‐ Draft (05/07/2012) 1974



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1363C

X Coordinate: 7478643.027

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338750.054

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1364A

X Coordinate: 7478599.245

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.4% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338732.355

ADA Assessment  Survey ‐ Draft (05/07/2012) 1975



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1364B

X Coordinate: 7478599.245

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 15.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338732.355

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1364C

X Coordinate: 7478599.245

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338732.355

ADA Assessment  Survey ‐ Draft (05/07/2012) 1976



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1365A

X Coordinate: 7478607.912

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.9% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338725.28

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1365B

X Coordinate: 7478607.912

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 18.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338725.28

ADA Assessment  Survey ‐ Draft (05/07/2012) 1977



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 17th St and SW Washington Wy

Barrier #: 1365C

X Coordinate: 7478607.912

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338725.28

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner A

Barrier #: 2260A

X Coordinate: 7477734.722

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 14.9% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340492.732

ADA Assessment  Survey ‐ Draft (05/07/2012) 1978



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner A

Barrier #: 2260B

X Coordinate: 7477734.722

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340492.732

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner A

Barrier #: 2273

X Coordinate: 7477728.223

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B. Corner B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340252.331

ADA Assessment  Survey ‐ Draft (05/07/2012) 1979



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner A

Barrier #: 2289

X Coordinate: 7477723.04

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340093.583

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner A

Barrier #: 2291

X Coordinate: 7477720.594

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339997.426

ADA Assessment  Survey ‐ Draft (05/07/2012) 1980



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Corner A

Barrier #: 3008A

X Coordinate: 7477700.799

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.2% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337825.414

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Corner A

Barrier #: 3008B

X Coordinate: 7477700.799

Barrier Area: Curb Ramps

Barrier Type: Transition into Roadway ‐ New Construction

Description: Transition from gutter into roadway slope exceeds 5.0%

Solution: Demolish existing and construct new transition

As Built Desc: 5.7% transition slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337825.414

ADA Assessment  Survey ‐ Draft (05/07/2012) 1981



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner B

Barrier #: 2261A

X Coordinate: 7477768.089

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340508.969

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner B

Barrier #: 2261B

X Coordinate: 7477768.089

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340508.969

ADA Assessment  Survey ‐ Draft (05/07/2012) 1982



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner B

Barrier #: 2290

X Coordinate: 7477751.108

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340065.356

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St ‐ Corner B

Barrier #: 2292

X Coordinate: 7477747.395

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warning

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340014.053

ADA Assessment  Survey ‐ Draft (05/07/2012) 1983



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Corner B

Barrier #: 3011A

X Coordinate: 7477769.479

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337823.964

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Corner B

Barrier #: 3011B

X Coordinate: 7477769.479

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337823.964

ADA Assessment  Survey ‐ Draft (05/07/2012) 1984



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St ‐ East

Barrier #: 1186

X Coordinate: 7477806.2

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2745

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 61

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338951.363

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1247

X Coordinate: 7477748.744

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339770.67

ADA Assessment  Survey ‐ Draft (05/07/2012) 1985



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1248

X Coordinate: 7477747.116

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339765.365

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1249

X Coordinate: 7477745.618

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339669.771

ADA Assessment  Survey ‐ Draft (05/07/2012) 1986



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1259A

X Coordinate: 7477759.002

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4410

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 98

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339572.601

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1259B

X Coordinate: 7477759.472

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 6.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 86

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339573.033

ADA Assessment  Survey ‐ Draft (05/07/2012) 1987



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1260

X Coordinate: 7477789.631

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339469.07

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1261

X Coordinate: 7477794.425

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339445.377

ADA Assessment  Survey ‐ Draft (05/07/2012) 1988



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1262

X Coordinate: 7477801.865

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339423.366

Field Date:  7/28/2011 Report Date: 7/28/2011

Location: SW 26th St ‐ East

Barrier #: 1263

X Coordinate: 7477812.235

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339396.802

ADA Assessment  Survey ‐ Draft (05/07/2012) 1989



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 1474A

X Coordinate: 7477800.77

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 9540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 212

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338757.359

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 1475A

X Coordinate: 7477791.174

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338489.926

ADA Assessment  Survey ‐ Draft (05/07/2012) 1990



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 1475B

X Coordinate: 7477792.201

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338465.369

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 1476

X Coordinate: 7477794.667

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Relocate phone or demolish and reconstruct to provide level landing

As Built Desc: 11.1%

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338418.371

ADA Assessment  Survey ‐ Draft (05/07/2012) 1991



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 1477

X Coordinate: 7477788.154

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5490

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 122

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338400.126

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ East

Barrier #: 1556

X Coordinate: 7477793.19

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6255

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 139

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338199.998

ADA Assessment  Survey ‐ Draft (05/07/2012) 1992



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 1605

X Coordinate: 7477779.964

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 83

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337859.806

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 1606

X Coordinate: 7477772.521

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337732.407

ADA Assessment  Survey ‐ Draft (05/07/2012) 1993



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 1607

X Coordinate: 7477771.043

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 2" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337672.908

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 1608

X Coordinate: 7477772.416

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (4.1% to 4.9%)

Description: Driveway cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337664.456

ADA Assessment  Survey ‐ Draft (05/07/2012) 1994



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 1611

X Coordinate: 7477778.329

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337482.044

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 26th St ‐ East

Barrier #: 1685

X Coordinate: 7477743.259

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4320

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 96

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337248.215

ADA Assessment  Survey ‐ Draft (05/07/2012) 1995



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW 26th St ‐ East

Barrier #: 3096A

X Coordinate: 7477774.667

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 4.7%

Quantity: SF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340690.683

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW 26th St ‐ East

Barrier #: 3096B

X Coordinate: 7477774.667

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340690.683

ADA Assessment  Survey ‐ Draft (05/07/2012) 1996



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW 26th St ‐ East

Barrier #: 3096C

X Coordinate: 7477774.667

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340690.683

Field Date:  8/7/2011 Report Date: 8/8/2011

Location: SW 26th St ‐ East

Barrier #: 3098A

X Coordinate: 7477785.773

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route at Dixon Rec Center

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339474.79

ADA Assessment  Survey ‐ Draft (05/07/2012) 1997



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/7/2011 Report Date: 8/8/2011

Location: SW 26th St ‐ East

Barrier #: 3098B

X Coordinate: 7477785.773

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route at Dixon Rec Center

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339474.79

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 3099A

X Coordinate: 7477780.52

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Length

Description: Bench seat not min. 42" long

Solution: Provide min. 1 accessible bench at bus stop or shelter

As Built Desc: 11‐1/2" bench seat depth and 20" bench seat length. No back rest provided.

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 4 Low Severity Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337866.494

ADA Assessment  Survey ‐ Draft (05/07/2012) 1998



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 3099B

X Coordinate: 7477780.52

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337866.494

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ East

Barrier #: 3099C

X Coordinate: 7477780.52

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope at bus pad or shelter exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 625

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.4 and ADA/ABA 810.2.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337866.494

ADA Assessment  Survey ‐ Draft (05/07/2012) 1999



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ East

Barrier #: 3101

X Coordinate: 7477793.777

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338610.363

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 26th St ‐ East

Barrier #: 3117

X Coordinate: 7477790.879

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route, signage not visable due to tree branches

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338480.907

ADA Assessment  Survey ‐ Draft (05/07/2012) 2000



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW 26th St ‐ East

Barrier #: 730

X Coordinate: 7477758.314

Barrier Area: Parking

Barrier Type: Wheelchair User Only Stalls ‐ 5+ Stalls

Description: With 5 or more van accessible stalls, no stall reserved for wheelchair users

Solution: Reserve stall as "Wheelchair User Only" with signage as identification

As Built Desc: No stall reserved for wheelchair user provided

Quantity: EACH

Official Responsible:

Notes: 8 total stalls, 4 accessible stalls, 4 van accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340287.13

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW 26th St ‐ East

Barrier #: 731

X Coordinate: 7477772.45

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340206.756

ADA Assessment  Survey ‐ Draft (05/07/2012) 2001



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 816

X Coordinate: 7477781.705

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 84

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341384.813

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 821A

X Coordinate: 7477782.054

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 80

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341298.461

ADA Assessment  Survey ‐ Draft (05/07/2012) 2002



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 821B

X Coordinate: 7477782.545

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341297.715

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 825

X Coordinate: 7477782.535

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1935

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 43

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341205.865

ADA Assessment  Survey ‐ Draft (05/07/2012) 2003



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 826

X Coordinate: 7477781.525

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 10.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341162.192

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 827

X Coordinate: 7477782.199

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341146.406

ADA Assessment  Survey ‐ Draft (05/07/2012) 2004



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 828

X Coordinate: 7477782.852

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 7.1% cross slope at cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341110.686

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 829

X Coordinate: 7477782.456

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341081.435

ADA Assessment  Survey ‐ Draft (05/07/2012) 2005



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 830

X Coordinate: 7477782.436

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341033.436

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 831

X Coordinate: 7477783.498

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340975.576

ADA Assessment  Survey ‐ Draft (05/07/2012) 2006



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St ‐ East

Barrier #: 832

X Coordinate: 7477783.574

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340954.201

Field Date:  Report Date:

Location: SW 26th St ‐ East

Barrier #: N/A

X Coordinate: 7477750.618

Barrier Area: Bus Stops and Shelters

Barrier Type:

Description:

Solution:

As Built Desc: No barriers identified. Location recorded for GPS mapping

Quantity:

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route, Bus stop compliant

Bar. Severity: N/A Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref:

As Built Meas:

Facility Function: PublicImplementation Priority: 4

Bldg Name: N/A

Y Coordinate: 339920.355

ADA Assessment  Survey ‐ Draft (05/07/2012) 2007



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 26th St ‐ East

Barrier #: N/A

X Coordinate: 7477745.405

Barrier Area: Bus Stops and Shelters

Barrier Type:

Description:

Solution:

As Built Desc: No barriers identified. Location recorded for GPS mapping

Quantity:

Official Responsible:

Notes: OSU Beaver Bus, Southwest/Southeast Route, Bus stop compliant

Bar. Severity: N/A Cost Estimate:

Implementation Date:

Status: Open

Implementation Phase:

Code Ref:

As Built Meas:

Facility Function: PublicImplementation Priority: 4

Bldg Name: N/A

Y Coordinate: 339922.092

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Splitter Island Corner A

Barrier #: 3009

X Coordinate: 7477734.093

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337824.747

ADA Assessment  Survey ‐ Draft (05/07/2012) 2008



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ Splitter Island Corner B

Barrier #: 3010

X Coordinate: 7477746.756

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337824.217

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 26th St ‐ West

Barrier #: 2886

X Coordinate: 7477724.034

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338788.79

ADA Assessment  Survey ‐ Draft (05/07/2012) 2009



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2951

X Coordinate: 7477726.374

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338772.695

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2953

X Coordinate: 7477725.258

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338695.845

ADA Assessment  Survey ‐ Draft (05/07/2012) 2010



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2954

X Coordinate: 7477724.935

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338673.889

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2955

X Coordinate: 7477725.113

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338675.463

ADA Assessment  Survey ‐ Draft (05/07/2012) 2011



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2956

X Coordinate: 7477724.412

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338610.844

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: SW 26th St ‐ West

Barrier #: 2958

X Coordinate: 7477721.914

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 136

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338572.088

ADA Assessment  Survey ‐ Draft (05/07/2012) 2012



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ West

Barrier #: 3007

X Coordinate: 7477704.928

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6435

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 143

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338139.8

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ West

Barrier #: 3018

X Coordinate: 7477691.525

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 255

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337645.755

ADA Assessment  Survey ‐ Draft (05/07/2012) 2013



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ West

Barrier #: 3119A

X Coordinate: 7477734.812

Barrier Area: Bus Stops and Shelters

Barrier Type: Connection to Sidewalk

Description: Bus stop has no connection to firm & stable accessible route

Solution: Provide connection to accessible route

As Built Desc: No accessible route connected to bus stop

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.2.1(1)

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340652.39

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St ‐ West

Barrier #: 3119B

X Coordinate: 7477734.812

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: Planter is not a compliant bus stop pad

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.2.1(1)

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340652.39

ADA Assessment  Survey ‐ Draft (05/07/2012) 2014



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3002

X Coordinate: 7477713.63

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.9% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338272.547

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3003A

X Coordinate: 7477787.873

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338271.387

ADA Assessment  Survey ‐ Draft (05/07/2012) 2015



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3003B

X Coordinate: 7477787.873

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338271.387

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3004

X Coordinate: 7477786.11

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 338226.162

ADA Assessment  Survey ‐ Draft (05/07/2012) 2016



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3005

X Coordinate: 7477747.379

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition to and from splitter island

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island

Y Coordinate: 338228.49

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3006A

X Coordinate: 7477713.303

Barrier Area: Curb Ramps

Barrier Type: Surface Condition

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Detectable warning not stable

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.7 and ADA/ABA 403.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338230.964

ADA Assessment  Survey ‐ Draft (05/07/2012) 2017



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and A Ave

Barrier #: 3006B

X Coordinate: 7477713.303

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 7.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338230.964

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St and Memorial Union Walkway

Barrier #: 681

X Coordinate: 7477743.003

Barrier Area: Blended Transitions

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two‐way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340424.637

ADA Assessment  Survey ‐ Draft (05/07/2012) 2018



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW 26th St and Memorial Union Walkway

Barrier #: 682

X Coordinate: 7477762.165

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: Truncated domes do not extend full depth & width from curb to curb

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Two‐way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340411.72

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 839

X Coordinate: 7477741.437

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340640.812

ADA Assessment  Survey ‐ Draft (05/07/2012) 2019



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 840

X Coordinate: 7477773.824

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340640.708

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 841A

X Coordinate: 7477772.652

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340602.187

ADA Assessment  Survey ‐ Draft (05/07/2012) 2020



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 841B

X Coordinate: 7477778.548

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name: Corner C

Y Coordinate: 340621.796

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 842A

X Coordinate: 7477746.06

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.2% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340606.164

ADA Assessment  Survey ‐ Draft (05/07/2012) 2021



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 842B

X Coordinate: 7477746.06

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% cross slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340606.164

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 842C

X Coordinate: 7477746.06

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340606.164

ADA Assessment  Survey ‐ Draft (05/07/2012) 2022



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW 26th St and SW Campus Way

Barrier #: 842D

X Coordinate: 7477746.06

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340606.164

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1187

X Coordinate: 7477740.73

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.4% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338891.425

ADA Assessment  Survey ‐ Draft (05/07/2012) 2023



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1188

X Coordinate: 7477722.824

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (9.0% ‐ 9.4%)

Description: Running slope exceeds 8.33% (9.0% ‐ 9.4%)

Solution: Demolish existing and construct new ramp to allow pedestrian travel over train tracks

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 2 Recommended Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner A

Y Coordinate: 338849.705

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1189A

X Coordinate: 7477808.058

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Restripe crosswalk

As Built Desc: Crosswalk marking does not align with curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338878.862

ADA Assessment  Survey ‐ Draft (05/07/2012) 2024



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1189B

X Coordinate: 7477808.058

Barrier Area: Curb Ramps

Barrier Type: Lip ‐ Bottom of Ramp at Flow Line

Description: Transition at ramp bottom (flow line) is not flush and free of any lip

Solution: Remove lip to create flush transition

As Built Desc: 1/2" lip at flow line

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 338878.862

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1189C

X Coordinate: 7477808.058

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338878.862

ADA Assessment  Survey ‐ Draft (05/07/2012) 2025



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1190A

X Coordinate: 7477809.827

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner B

Y Coordinate: 338844.75

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1190B

X Coordinate: 7477809.827

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Railroad Splitter Island Corner B

Y Coordinate: 338844.75

ADA Assessment  Survey ‐ Draft (05/07/2012) 2026



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1191

X Coordinate: 7477798.19

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 338809.501

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW 26th St and SW Washington Wy

Barrier #: 1192

X Coordinate: 7477731.577

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corner A A‐A compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 338811.557
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and SW Western Blvd

Barrier #: 3019

X Coordinate: 7477685.008

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.3% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337386.609

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and SW Western Blvd

Barrier #: 3020

X Coordinate: 7477785.474

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.4% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 337465.593

ADA Assessment  Survey ‐ Draft (05/07/2012) 2028



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and SW Western Blvd

Barrier #: 3021

X Coordinate: 7477746.566

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 9.9% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 337350.136

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and SW Western Blvd

Barrier #: 3022

X Coordinate: 7477757.266

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.1% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 337372.91
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW 26th St and SW Western Blvd

Barrier #: 3023

X Coordinate: 7477688.14

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.8% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337319.437

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 26th St ‐East

Barrier #: 3112A

X Coordinate: 7477785.336

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339478.581
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 26th St ‐East

Barrier #: 3112B

X Coordinate: 7477785.336

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ Level

Description: Level wheelchair space not provided at pad or within shelter

Solution: Relocate or demolish and reconstruct to provide level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes: OSU Student Shuttle, South Central Shuttle Route

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339478.581

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ Corner A

Barrier #: 1993

X Coordinate: 7476472.862

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340263.941
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner A

Barrier #: 2734

X Coordinate: 7476444.353

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.7% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338282.623

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner A

Barrier #: 2741A

X Coordinate: 7476423.701

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.9% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337803.499
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner A

Barrier #: 2741B

X Coordinate: 7476423.701

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 6.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337803.499

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ Corner B

Barrier #: 1996

X Coordinate: 7476598.911

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340258.079
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner B

Barrier #: 2735A

X Coordinate: 7476485.463

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338282.291

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner B

Barrier #: 2735B

X Coordinate: 7476485.463

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 7.1% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338282.291
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner B

Barrier #: 2742A

X Coordinate: 7476464.066

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.9% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337801.214

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ Corner B

Barrier #: 2742B

X Coordinate: 7476464.066

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 5.8% gutter slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337801.214
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St ‐ East

Barrier #: 2038

X Coordinate: 7476601.389

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13815

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 307

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340001.194

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St ‐ East

Barrier #: 2044

X Coordinate: 7476597.147

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3015

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 67

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340988.227
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 30th St ‐ East

Barrier #: 2202

X Coordinate: 7476613.974

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340349.01

Field Date:  ######### Report Date: #########

Location: SW 30th St ‐ East

Barrier #: 2203

X Coordinate: 7476613.283

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at parking lot driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340316.62
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 30th St ‐ East

Barrier #: 2204

X Coordinate: 7476612.335

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340294.775

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2543

X Coordinate: 7476566.479

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339055.421

ADA Assessment  Survey ‐ Draft (05/07/2012) 2038



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2544

X Coordinate: 7476569.786

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339139.692

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2545A

X Coordinate: 7476566.345

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 256

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339145.788
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2545B

X Coordinate: 7476576.514

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339379.531

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2558A

X Coordinate: 7476589.492

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 150

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339541.402
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St ‐ East

Barrier #: 2558B

X Coordinate: 7476585.493

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339655.779

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St ‐ East

Barrier #: 2563

X Coordinate: 7476591.279

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339742.596

ADA Assessment  Survey ‐ Draft (05/07/2012) 2041



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St ‐ East

Barrier #: 2564

X Coordinate: 7476593.667

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 5.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339809.699

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2830A

X Coordinate: 7476512.647

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 16740

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 372

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338865.808

ADA Assessment  Survey ‐ Draft (05/07/2012) 2042



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2830B

X Coordinate: 7476505.593

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338644.7

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2833

X Coordinate: 7476506.127

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9090

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 202

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338366.259

ADA Assessment  Survey ‐ Draft (05/07/2012) 2043



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2834

X Coordinate: 7476502.352

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8910

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 198

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338153.295

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2835

X Coordinate: 7476501.943

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338133.461

ADA Assessment  Survey ‐ Draft (05/07/2012) 2044



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2836

X Coordinate: 7476484.378

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338090.164

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2837A

X Coordinate: 7476475.534

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 350

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337880.92

ADA Assessment  Survey ‐ Draft (05/07/2012) 2045



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2837B

X Coordinate: 7476464.383

Barrier Area: Sidewalks

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new route

As Built Desc: 6.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337757.64

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2837C

X Coordinate: 7476458.277

Barrier Area: Sidewalks

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new route

As Built Desc: 7.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337662.558

ADA Assessment  Survey ‐ Draft (05/07/2012) 2046



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2837D

X Coordinate: 7476453.794

Barrier Area: Sidewalks

Barrier Type: Protruding Hazard

Description: Protruding object in route of travel between 27" and 80" high

Solution: Remove object or provide detectable warning

As Built Desc: Tree branch 46" high

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.3 and ADA/ABA 307.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337460.204

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2838

X Coordinate: 7476456.124

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337441.972

ADA Assessment  Survey ‐ Draft (05/07/2012) 2047



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2839

X Coordinate: 7476452.479

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6435

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 143

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337417.77

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2840

X Coordinate: 7476448.769

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337243.47

ADA Assessment  Survey ‐ Draft (05/07/2012) 2048



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW 30th St ‐ East

Barrier #: 2841

X Coordinate: 7476440.9

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4455

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 99

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337210.144

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW 30th St ‐ East

Barrier #: 3111

X Coordinate: 7476602.97

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route, signage located at the wrong location

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339875.397

ADA Assessment  Survey ‐ Draft (05/07/2012) 2049



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ Splitter Island Corner A

Barrier #: 1994

X Coordinate: 7476501.338

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340262.973

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ Splitter Island Corner B

Barrier #: 1995A

X Coordinate: 7476573.226

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.5% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340261.645

ADA Assessment  Survey ‐ Draft (05/07/2012) 2050



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ Splitter Island Corner B

Barrier #: 1995B

X Coordinate: 7476573.226

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way Intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340261.645

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St ‐ West

Barrier #: 1882

X Coordinate: 7476536.613

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 9.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341002.891

ADA Assessment  Survey ‐ Draft (05/07/2012) 2051



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St ‐ West

Barrier #: 1883

X Coordinate: 7476504.478

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340921.369

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St ‐ West

Barrier #: 1884A

X Coordinate: 7476498.979

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.7% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340917.561

ADA Assessment  Survey ‐ Draft (05/07/2012) 2052



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St ‐ West

Barrier #: 1884B

X Coordinate: 7476498.979

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 0

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340917.561

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St ‐ West

Barrier #: 1997

X Coordinate: 7476465.922

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340221.228

ADA Assessment  Survey ‐ Draft (05/07/2012) 2053



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St ‐ West

Barrier #: 2585

X Coordinate: 7476448.919

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9045

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 201

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339785.783

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St ‐ West

Barrier #: 2596

X Coordinate: 7476433.423

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2655

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 59

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339374.499

ADA Assessment  Survey ‐ Draft (05/07/2012) 2054



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St ‐ West

Barrier #: 2597

X Coordinate: 7476426.773

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339162.678

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St ‐ West

Barrier #: 2598

X Coordinate: 7476424.86

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339148.766

ADA Assessment  Survey ‐ Draft (05/07/2012) 2055



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St ‐ West

Barrier #: 2599

X Coordinate: 7476424.386

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5265

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 117

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339088.169

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2716

X Coordinate: 7476457.772

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4095

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 91

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338758.916

ADA Assessment  Survey ‐ Draft (05/07/2012) 2056



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2717

X Coordinate: 7476453.779

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338651.99

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2718

X Coordinate: 7476452.064

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338636.741
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2719

X Coordinate: 7476450.451

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338542.048

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2733

X Coordinate: 7476447.153

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6165

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 137

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338480.897

ADA Assessment  Survey ‐ Draft (05/07/2012) 2058



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2736

X Coordinate: 7476433.601

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338132.237

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2737

X Coordinate: 7476434.707

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 206

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338110.926
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2738

X Coordinate: 7476423.051

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337857.459

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2743

X Coordinate: 7476421.361

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3195

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 71

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337837.668
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2744

X Coordinate: 7476420.241

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6795

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 151

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337667.444

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2745

X Coordinate: 7476406.091

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337485.959
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2746

X Coordinate: 7476406.154

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ New Construction

Description: Driveway cross/running slope exceeds 2.0%

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337496.835

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2747

X Coordinate: 7476389.344

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337213.015
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2748

X Coordinate: 7476388.051

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337174.969

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St ‐ West

Barrier #: 2749

X Coordinate: 7476387.048

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337153.768

ADA Assessment  Survey ‐ Draft (05/07/2012) 2063



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2546A

X Coordinate: 7476448.359

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.7% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 339452.934

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2546B

X Coordinate: 7476448.359

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner A

Y Coordinate: 339452.934
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2546C

X Coordinate: 7476448.359

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339452.934

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2547A

X Coordinate: 7476471.609

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 27.7% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339449.095

ADA Assessment  Survey ‐ Draft (05/07/2012) 2065



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2547B

X Coordinate: 7476471.609

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.7% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339449.095

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2547C

X Coordinate: 7476471.609

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339449.095
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2548A

X Coordinate: 7476543.059

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.1% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339434.462

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2548B

X Coordinate: 7476543.059

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.4% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339434.462
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2548C

X Coordinate: 7476543.059

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339434.462

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2549A

X Coordinate: 7476579.377

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (8.6% to 8.9%)

Description: Ramp running slope exceeds 8.3% (8.6% to 8.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.9% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339441.043
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2549B

X Coordinate: 7476579.377

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339441.043

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2549C

X Coordinate: 7476579.377

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339441.043
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW 30th St and Intramural Ln

Barrier #: 2549D

X Coordinate: 7476579.377

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner C compliant

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339441.043

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2600

X Coordinate: 7476418.007

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 338958.731
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2601A

X Coordinate: 7476423.988

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338963.123

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2601B

X Coordinate: 7476423.988

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 338963.123
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2602A

X Coordinate: 7476479.521

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 338960.686

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2602B

X Coordinate: 7476479.521

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 338960.686
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2603A

X Coordinate: 7476500.554

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.9% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 338960.412

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2603B

X Coordinate: 7476500.554

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 338960.412
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2604A

X Coordinate: 7476553.448

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338950.705

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2604B

X Coordinate: 7476553.448

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 338950.705
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2605

X Coordinate: 7476565.023

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 338936.734

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2606

X Coordinate: 7476511.77

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 338876.46
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2607A

X Coordinate: 7476562.837

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 24" depth due to railroad tracks

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐B)

Y Coordinate: 338906.888

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2607B

X Coordinate: 7476562.837

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 338906.888
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2608A

X Coordinate: 7476420.619

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 24" depth due to railroad tracks

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 338913.665

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2608B

X Coordinate: 7476420.619

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 338913.665
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2608C

X Coordinate: 7476420.619

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 75

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐A)

Y Coordinate: 338913.665

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2609A

X Coordinate: 7476464.114

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338879.117
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2609B

X Coordinate: 7476464.114

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338879.117

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW 30th St and SW Washington Wy

Barrier #: 2609C

X Coordinate: 7476464.114

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing  (6.6% to 8.2%)

Description: Gutter slope exceeds 5.0% (6.6% to 8.2%)

Solution: Demolish existing and construct new gutter

As Built Desc: 6.7% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 338879.117
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St and SW Western Blvd

Barrier #: 2750

X Coordinate: 7476388.553

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ New Construction

Description: Curb ramp pan is not level (2.0% in all directions)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337090.961

Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St and SW Western Blvd

Barrier #: 2751

X Coordinate: 7476442.217

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ New Construction

Description: Curb ramp pan is not level (2.0% in all directions)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337091.481
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Field Date:  8/3/2011 Report Date: 8/3/2011

Location: SW 30th St and SW Western Blvd

Barrier #: 2752

X Coordinate: 7476388.578

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.1% running slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337031.872

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dining Hall

Barrier #: 2559A

X Coordinate: 7476455.18

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339681.645
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2559B

X Coordinate: 7476455.18

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339681.645

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2560A

X Coordinate: 7476477.239

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339680.621
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2560B

X Coordinate: 7476477.239

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339680.621

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2561A

X Coordinate: 7476555.909

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339675.29
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2561B

X Coordinate: 7476555.909

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339675.29

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2562A

X Coordinate: 7476578.539

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (2.1% to 3.0%)

Description: Curb ramp landing or pan not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339675.701
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Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2562B

X Coordinate: 7476584.907

Barrier Area: Curb Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel in curb ramp surface

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 303.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B

Y Coordinate: 339674.012

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW 30th St and West Dinning Hall

Barrier #: 2562C

X Coordinate: 7476578.539

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339675.701
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Campus Wy

Barrier #: 2039

X Coordinate: 7476590.796

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 9.3% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D.

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 340691.389

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Campus Wy

Barrier #: 2040A

X Coordinate: 7476621.101

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D.

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340693.737
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Campus Wy

Barrier #: 2040B

X Coordinate: 7476621.101

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D.

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 340693.737

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Campus Wy

Barrier #: 2041

X Coordinate: 7476624.924

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut. Consider  moving drainage inlet

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D.

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 340679.755
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW 30th St East and SW Campus Wy

Barrier #: 2042

X Coordinate: 7476622.453

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340647.397

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Campus Wy

Barrier #: 2043

X Coordinate: 7476585.123

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D.

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner D

Y Coordinate: 340652.455
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2032A

X Coordinate: 7476563.614

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339892.401

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2032B

X Coordinate: 7476563.614

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339892.401
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2033A

X Coordinate: 7476588.073

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 13.2% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339890.222

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2033B

X Coordinate: 7476588.073

Barrier Area: Curb Ramps

Barrier Type: Clear Width

Description: Curb ramp not at least 36" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 24" bottom clear width

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339890.222
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2033C

X Coordinate: 7476588.073

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339890.222

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2034

X Coordinate: 7476594.869

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339872.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2035A

X Coordinate: 7476596.443

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.4% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339844.805

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2035B

X Coordinate: 7476596.443

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339844.805
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2036

X Coordinate: 7476588.106

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339839.237

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW 30th St East and SW Jefferson Wy

Barrier #: 2037

X Coordinate: 7476551.978

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner D

Y Coordinate: 339839.948
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1885

X Coordinate: 7476482.964

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 340686.739

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1886A

X Coordinate: 7476492.035

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.2% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340693.175
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1886B

X Coordinate: 7476492.035

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 340693.175

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1887

X Coordinate: 7476511.655

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut. Recommended: construct returned curb ramp.

As Built Desc: 6.3% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B (A‐A)

Y Coordinate: 340692.478
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1888

X Coordinate: 7476518.979

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B (A‐B)

Y Coordinate: 340685.702

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1889

X Coordinate: 7476519.105

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 4.9% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner C

Y Coordinate: 340652.333
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1890

X Coordinate: 7476490.403

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ New Construction

Description: Ramp run slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.7% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner D (A‐B)

Y Coordinate: 340646.828

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW 30th St West and SW Campus Wy

Barrier #: 1891

X Coordinate: 7476483.652

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 340650.777
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 1998

X Coordinate: 7476447.415

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.2% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339877.054

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 1999

X Coordinate: 7476463.557

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 12.6% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339892.171

ADA Assessment  Survey ‐ Draft (05/07/2012) 2098



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 2000A

X Coordinate: 7476485.107

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.0% to 9.4%)

Description: Ramp running slope exceeds 8.3% (9.0% to 9.4%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.3% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339894.546

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 2000B

X Coordinate: 7476485.107

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner B

Y Coordinate: 339894.546
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 2001

X Coordinate: 7476490.568

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner C

Y Coordinate: 339839.703

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 2002

X Coordinate: 7476462.511

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339839.618

ADA Assessment  Survey ‐ Draft (05/07/2012) 2100



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW 30th St West and SW Jefferson Wy

Barrier #: 2003

X Coordinate: 7476447.154

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339849.657

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ East

Barrier #: 1769

X Coordinate: 7475217.251

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5220

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 116

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339950.579

ADA Assessment  Survey ‐ Draft (05/07/2012) 2101



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ East

Barrier #: 1770

X Coordinate: 7475208.695

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340064.355

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ East

Barrier #: 1771

X Coordinate: 7475206.327

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340095.976
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ East

Barrier #: 1772

X Coordinate: 7475214.533

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340313.584

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ East

Barrier #: 1773

X Coordinate: 7475225.705

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 75

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340336.896
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐ East

Barrier #: 1781

X Coordinate: 7475250.827

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3915

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 87

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341174.833

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐ East

Barrier #: 1782A

X Coordinate: 7475251.934

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6075

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 135

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341412.795

ADA Assessment  Survey ‐ Draft (05/07/2012) 2104



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐ East

Barrier #: 1782B

X Coordinate: 7475255.984

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341428.824

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐ East

Barrier #: 1785

X Coordinate: 7475262.564

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7290

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341597.356
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ East

Barrier #: 2649A

X Coordinate: 7475190.12

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 12825

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 285

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339107.13

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ East

Barrier #: 2649B

X Coordinate: 7475198.283

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339386.286
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ East

Barrier #: 2650A

X Coordinate: 7475201.107

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 12240

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 272

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339462.483

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ East

Barrier #: 2650B

X Coordinate: 7475205.429

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339600.755
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ East

Barrier #: 2651

X Coordinate: 7475211.292

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339792.066

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2770

X Coordinate: 7475150.919

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337226.612
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2771

X Coordinate: 7475136.262

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 9.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 29745

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 661

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337432.128

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2772A

X Coordinate: 7475162.775

Barrier Area: Sidewalks

Barrier Type: Shoulder ‐ Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: Remediation recommended if this is determined to be accessible route

As Built Desc: 10.1% running slope at transition from bridge to shoulder

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338290.135
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2772B

X Coordinate: 7475164.838

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338301.551

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2773A

X Coordinate: 7475166.606

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: Remediation recommended if this is determined to be accessible route

As Built Desc: % running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338366.424
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2773B

X Coordinate: 7475165.961

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338354.696

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2778

X Coordinate: 7475152.919

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 9.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 76

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338394.987
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2779

X Coordinate: 7475159.099

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338694.489

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2780A

X Coordinate: 7475160.214

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 6.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 90

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338757.947
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2780B

X Coordinate: 7475163.41

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Provide guardrail or railing if this is determined to be accessibl route

As Built Desc: 36" drop off

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5580

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 124

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338710.115

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ East

Barrier #: 2781

X Coordinate: 7475163.902

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 9.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338895.935
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St ‐ West

Barrier #: 1710

X Coordinate: 7475215.496

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 33480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 744

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341476.191

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St ‐ West

Barrier #: 1723

X Coordinate: 7475193.382

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 204

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340678.584
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St ‐ West

Barrier #: 1724

X Coordinate: 7475179.325

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 16

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340464.557

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St ‐ West

Barrier #: 1725

X Coordinate: 7475166.829

Barrier Area: Sidewalks

Barrier Type: No sidewalk (end of path)

Description: Sidewalk route ends and no opposite sidewalk exists

Solution: Provide directional sign at junction in route to allow travel in shoulder

As Built Desc: Directional sign lacking forcing pedestrians to retrace their steps

Quantity:

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340464.252
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St ‐ West

Barrier #: 1726

X Coordinate: 7475166.039

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5355

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 119

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340459.879

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1727A

X Coordinate: 7475161.496

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8415

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 187

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340310.408
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1727B

X Coordinate: 7475160.848

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340293.919

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1727C

X Coordinate: 7475161.656

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340278.468
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1727D

X Coordinate: 7475160.949

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340247.833

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1727E

X Coordinate: 7475155.694

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340139.928
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1730A

X Coordinate: 7475152.885

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5805

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 129

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340066.907

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1730B

X Coordinate: 7475152.645

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340030.172
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St ‐ West

Barrier #: 1730C

X Coordinate: 7475150.421

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339952.658

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St ‐ West

Barrier #: 2652

X Coordinate: 7475163.431

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided within shoulder or sidewalk area

Solution: Construct new firm and stable pedestrian route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 36135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 803

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339866.614
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2782

X Coordinate: 7475135.491

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 13.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7290

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 162

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338932.857

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2783

X Coordinate: 7475117.755

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 14985

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 333

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338202.273

ADA Assessment  Survey ‐ Draft (05/07/2012) 2121



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2784

X Coordinate: 7475107.244

Barrier Area: Sidewalks

Barrier Type: No Sidewalk ‐ Transition to Shoulder

Description: Sidewalk ends and no ramp to pedestrian shoulder is provided

Solution: Provide transition ramp to paved shoulder where no opposite sidewalk exists

As Built Desc: No ramp to shoulder to enable pedestrian travel onto existing shoulder

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337819.137

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2785

X Coordinate: 7475100.514

Barrier Area: Sidewalks

Barrier Type: No sidewalk (end of path)

Description: Sidewalk route ends and no opposite sidewalk exists

Solution: Provide directional sign at junction in route to allow travel in shoulder

As Built Desc: Directional sign lacking forcing pedestrians to retrace their steps

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337812.225
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2786

X Coordinate: 7475097.359

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (2.1% to 3.0%)

Description: Driveway cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.0% cross slope, 15.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337663.256

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2787

X Coordinate: 7475093.239

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 5.2% cross slope, 18.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337471.72
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St ‐ West

Barrier #: 2810

X Coordinate: 7475092.007

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337223.77

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St and SW Campus Wy

Barrier #: 1711

X Coordinate: 7475189.602

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 340725.441
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Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St and SW Campus Wy

Barrier #: 1712A

X Coordinate: 7475243.085

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.5% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340730.398

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St and SW Campus Wy

Barrier #: 1712B

X Coordinate: 7475243.085

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340730.398
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Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St and SW Campus Wy

Barrier #: 1713

X Coordinate: 7475237.706

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 340694.796

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW 35th St and SW Campus Wy

Barrier #: 1714

X Coordinate: 7475185.966

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 340689.8
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1731A

X Coordinate: 7475148.247

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 23.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339919.093

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1731B

X Coordinate: 7475148.247

Barrier Area: Curb Ramps

Barrier Type: Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339919.093
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1732

X Coordinate: 7475205.307

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339930.221

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1733

X Coordinate: 7475216.638

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339920.531
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1734A

X Coordinate: 7475215.103

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339893.262

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1734B

X Coordinate: 7475215.103

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate impression does not provide required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339893.262
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1735A

X Coordinate: 7475149.857

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ Existing

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339875.617

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1735B

X Coordinate: 7475149.857

Barrier Area: Curb Ramps

Barrier Type: Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339875.617
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 35th St and SW Jefferson Wy

Barrier #: 1735C

X Coordinate: 7475149.857

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339875.617

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St and SW Washington Wy

Barrier #: 2642

X Coordinate: 7475133.069

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 339014.413
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St and SW Washington Wy

Barrier #: 2643A

X Coordinate: 7475179.547

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: Truncated domes do not extend full depth & width of ramp

Solution: Provide compliant truncated domes 

As Built Desc: Existing detectable warnings are not compliant

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner B A‐B compliant

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339021.578

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St and SW Washington Wy

Barrier #: 2643B

X Coordinate: 7475179.547

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.5% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner B A‐B compliant

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339021.578
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St and SW Washington Wy

Barrier #: 2643C

X Coordinate: 7475179.547

Barrier Area: Curb Ramps

Barrier Type: Curb Ramp at Elbow ‐ Transition into Roadway (8.3% or m

Description: Transition from gutter into roadway slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct standard sidewalk and transition

As Built Desc: 6.6% transition into roadway at ramp pan

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner B A‐B compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339021.578

Field Date:  8/1/2011 Report Date: 8/1/2011

Location: SW 35th St and SW Washington Wy

Barrier #: 2644

X Coordinate: 7475164.943

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C. Corner B A‐B compliant

Bar. Severity: 1 Necessary Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 338931.575
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2811A

X Coordinate: 7475086.487

Barrier Area: Curb Ramps

Barrier Type: Crosswalk Placement ‐ 24" clear space

Description: Curb ramp landing location within crosswalk not at least 24" from either border

Solution: Replace curb ramp with two perpendicular curb ramps or parallel curb ramp with wide pan

As Built Desc: Perpendicular curb ramp not located correctly within crosswalk

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 406.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337141.753

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2811B

X Coordinate: 7475086.487

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337141.753
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2811C

X Coordinate: 7475086.487

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337141.753

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2812

X Coordinate: 7475081.487

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 9400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 337144.806
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2813A

X Coordinate: 7475137.998

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337142.363

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2813B

X Coordinate: 7475137.998

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337142.363
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2813C

X Coordinate: 7475137.998

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (5.1% ‐ 5.8%)

Description: Gutter slope exceeds 5.0% (5.1% ‐ 5.8%)

Solution: Demolish existing and construct new gutter

As Built Desc: 5.7% gutter slope

Quantity: SF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337142.363

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2813D

X Coordinate: 7475149.376

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 337138.406
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2814

X Coordinate: 7475145.697

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337136.17

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2815

X Coordinate: 7475149.81

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 337136.732
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2816A

X Coordinate: 7475141.367

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.9% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337078.229

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2816B

X Coordinate: 7475141.367

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Ramp run cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 2.8% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337078.229
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2816C

X Coordinate: 7475141.367

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (>5.0% or more)

Description: Curb ramp landing or pan not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337078.229

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2817A

X Coordinate: 7475140.451

Barrier Area: Signalized Intersections

Barrier Type: Ped Button ‐ Existing Landing(5.0% or more)

Description: Landing at pedestrian button not level (5.0% or more)

Solution: Relocated pedestrian button to level area

As Built Desc: 5.5%

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4 and ADA/ABA 305.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337071.84
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2817B

X Coordinate: 7475140.451

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 9400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 337071.84

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2818A

X Coordinate: 7475094.661

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 337076.862
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2818B

X Coordinate: 7475094.661

Barrier Area: Curb Ramps

Barrier Type: Parallel Ramp Landing ‐ Existing (3.1% to 4.0%)

Description: Curb ramp landing or pan not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 337076.862

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2818C

X Coordinate: 7475094.661

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.6% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 337076.862
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2819

X Coordinate: 7475079.509

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 337086.128

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2820A

X Coordinate: 7475084.142

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337079.422
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW 35th St and SW Western Blvd

Barrier #: 2820B

X Coordinate: 7475084.142

Barrier Area: Signalized Intersections

Barrier Type: Ped Button ‐ Existing Landing(5.0% or more)

Description: Landing at pedestrian button not level (5.0% or more)

Solution: Relocated pedestrian button to level area

As Built Desc: 5.7%

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 1200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.3.4 and ADA/ABA 305.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337079.422

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐East

Barrier #: 1776

X Coordinate: 7475228.463

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 275

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340420.138
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Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐East

Barrier #: 1777

X Coordinate: 7475242.722

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 11520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 256

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340752.281

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW 35th St ‐East

Barrier #: 1778

X Coordinate: 7475250.386

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 5.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341075.743
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St ‐ West

Barrier #: 37

X Coordinate: 7480751.228

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339593.65

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 38

X Coordinate: 7480741.309

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339562.007
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Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 39

X Coordinate: 7480742.764

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339559.18

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 40

X Coordinate: 7480755.673

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Surface

Description: Crosswalk surface is not accessible due to uneven or damaged surface

Solution: Regrade crosswalk when resurfacing intersection

As Built Desc: Broken concrete

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 80

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339552.092
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 41

X Coordinate: 7480804.373

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339536.835

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 42A

X Coordinate: 7480804.788

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339537.324
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 42B

X Coordinate: 7480804.788

Barrier Area: Signalized Intersections

Barrier Type: Crosswalk Surface

Description: Crosswalk surface is not accessible due to uneven or damaged surface

Solution: Regrade crosswalk when resurfacing intersection

As Built Desc: Broken concrete

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 80

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 3B.17

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339537.324

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 43A

X Coordinate: 7480784.282

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339487.225
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 43B

X Coordinate: 7480784.282

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 5/8" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner C (A‐A)

Y Coordinate: 339487.225

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 44

X Coordinate: 7480777.093

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339467.115
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 45

X Coordinate: 7480764.963

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339470.779

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 46

X Coordinate: 7480772.557

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339467.227
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 47

X Coordinate: 7480716.416

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339507.378

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 48

X Coordinate: 7480716.582

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339497.496
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 49

X Coordinate: 7480720.751

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339487.766

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Jefferson Ave

Barrier #: 50

X Coordinate: 7480717.269

Barrier Area: Signalized Intersections

Barrier Type: APS Vibrotactile Control

Description: No vibrotactile pedestrian buttons provided

Solution: Recommended: Provide vibrotactile ped buttons

As Built Desc: No vibrotactile provided

Quantity: JOB

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 4700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD 4E.11 and PROWAG R306.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339494.617

ADA Assessment  Survey ‐ Draft (05/07/2012) 2153



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 27A

X Coordinate: 7480878.788

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings at transition into roadway

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339910.022

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 27B

X Coordinate: 7480878.788

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339910.022

ADA Assessment  Survey ‐ Draft (05/07/2012) 2154



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 28

X Coordinate: 7480894

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339909.365

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 29A

X Coordinate: 7480869.852

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339893.033

ADA Assessment  Survey ‐ Draft (05/07/2012) 2155



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 29B

X Coordinate: 7480869.852

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner A

Y Coordinate: 339893.033

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 30A

X Coordinate: 7480936.13

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.8% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339893.388

ADA Assessment  Survey ‐ Draft (05/07/2012) 2156



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 30B

X Coordinate: 7480936.13

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339893.388

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 30C

X Coordinate: 7480936.13

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐A)

Y Coordinate: 339893.388

ADA Assessment  Survey ‐ Draft (05/07/2012) 2157



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 31

X Coordinate: 7480936.331

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B (A‐B)

Y Coordinate: 339854.915

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 32

X Coordinate: 7480910.719

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339823.661

ADA Assessment  Survey ‐ Draft (05/07/2012) 2158



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 33

X Coordinate: 7480925.777

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339835.312

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 34A

X Coordinate: 7480854.029

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339853.128

ADA Assessment  Survey ‐ Draft (05/07/2012) 2159



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 34B

X Coordinate: 7480854.029

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐A)

Y Coordinate: 339853.128

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 35

X Coordinate: 7480861.764

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 339841.003

ADA Assessment  Survey ‐ Draft (05/07/2012) 2160



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 36A

X Coordinate: 7480861.306

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.1% top landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner D

Y Coordinate: 339868.564

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 36B

X Coordinate: 7480861.306

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.5% running slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner D

Y Coordinate: 339868.564

ADA Assessment  Survey ‐ Draft (05/07/2012) 2161



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW 9th St and SW Madison Ave

Barrier #: 36C

X Coordinate: 7480861.306

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Splitter Island Corner D

Y Coordinate: 339868.564

Field Date:  8/4/2011 Report Date: 8/4/2011

Location: SW A Ave ‐ North

Barrier #: 1288

X Coordinate: 7479474.895

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4320

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 96

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338464.138

ADA Assessment  Survey ‐ Draft (05/07/2012) 2162



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW A Ave ‐ North

Barrier #: 1352

X Coordinate: 7479028.361

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338419.877

Field Date:  8/5/2011 Report Date: 8/5/2011

Location: SW A Ave ‐ North

Barrier #: 1353

X Coordinate: 7478976.897

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is determined to be part of accessible route

As Built Desc: Cracked concrete and foliage growth

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338415.319

ADA Assessment  Survey ‐ Draft (05/07/2012) 2163



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW A Ave ‐ North

Barrier #: 1478

X Coordinate: 7477800.125

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 136

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338267.226

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW A Ave ‐ North

Barrier #: 1479

X Coordinate: 7477796.98

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage and detectable warning provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338271.137

ADA Assessment  Survey ‐ Draft (05/07/2012) 2164



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 863

X Coordinate: 7479979.882

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (2.1% to 3.0%)

Description: Driveway cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 2.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339396.975

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 865

X Coordinate: 7479959.275

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 83

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339398.926
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 866

X Coordinate: 7479876.897

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339402.823

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 871

X Coordinate: 7479747.152

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339407.125

ADA Assessment  Survey ‐ Draft (05/07/2012) 2166



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 872

X Coordinate: 7479697.581

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2205

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 49

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339408.96

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 873

X Coordinate: 7479643.544

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 10.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 585

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 13

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339412.092
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Adams Ave ‐ North

Barrier #: 902

X Coordinate: 7479372.503

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2880

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339423.153

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 921

X Coordinate: 7479295.161

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 7.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339380.508
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 922

X Coordinate: 7479320.394

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339379.546

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 923

X Coordinate: 7479360.923

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 7.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339377.177
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 924

X Coordinate: 7479423.359

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 6.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339374.543

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 925

X Coordinate: 7479440.956

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339373.532
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 934

X Coordinate: 7479544.24

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable if this is determined to be part of accessible route

As Built Desc: Cracked and broken concrete with loose gravel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 7920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 176

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339361.626

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Adams St ‐ South

Barrier #: 944

X Coordinate: 7479782.471

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11790

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 262

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339352.229
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl ‐ West

Barrier #: 1073

X Coordinate: 7478737.334

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 300

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338869.62

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl ‐ West

Barrier #: 1074

X Coordinate: 7478760.42

Barrier Area: Public Phones

Barrier Type: Maneuvering Clearance

Description: Level wheelchair space of min. 30" x 48" not provided at phone

Solution: Relocate phone or demolish and reconstruct to provide level landing

As Built Desc: 9.4%

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339358.415
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl ‐ West

Barrier #: 1075

X Coordinate: 7478767.166

Barrier Area: Sidewalks

Barrier Type: Vehicular Way ‐ Crossing

Description: No detectable warning provided where pedestrian route crosses into vehicular way

Solution: Provide detectable warnings at entry/exit to vehicular way

As Built Desc: No detectable warning provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.2 and OSSC 1103.2.4.7

As Built Meas: 2

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339362.746

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl ‐ West

Barrier #: 1076

X Coordinate: 7478782.936

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339733.182
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 431

X Coordinate: 7478829.305

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339791.999

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 432A

X Coordinate: 7478824.561

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.4% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339748.779
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 432B

X Coordinate: 7478824.561

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 339748.779

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 433A

X Coordinate: 7478830.795

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339756.256
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 433B

X Coordinate: 7478830.795

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 339756.256

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 434A

X Coordinate: 7478798.007

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 6.2% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339749.012
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 434B

X Coordinate: 7478798.007

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Ramp run cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.1% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339749.012

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Benton Pl and SW Jefferson Wy

Barrier #: 434C

X Coordinate: 7478798.007

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339749.012
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl and SW Washington Wy

Barrier #: 1071

X Coordinate: 7478744.37

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A

Y Coordinate: 338835.966

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl and SW Washington Wy

Barrier #: 1072A

X Coordinate: 7478776.5

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 2.6% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338836.342
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Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Benton Pl and SW Washington Wy

Barrier #: 1072B

X Coordinate: 7478776.5

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: No contrasting color provided at detectable warning

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 338836.342

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 2167

X Coordinate: 7476943.967

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: Built‐up curb ramp projects into vehicular way

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340671.761
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Field Date:  ######### Report Date: #########

Location: SW Campus Wy ‐ Corner A

Barrier #: 2198A

X Coordinate: 7476764.377

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.0% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner D new construction

Bar. Severity: 4 Low Severity Cost Estimate: 2500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340675.2

Field Date:  ######### Report Date: #########

Location: SW Campus Wy ‐ Corner A

Barrier #: 2198B

X Coordinate: 7476764.377

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner D new construction

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340675.2
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 501

X Coordinate: 7478899.058

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340592.817

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 504A

X Coordinate: 7478792.728

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340593.564
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Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 504B

X Coordinate: 7478792.728

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 5/8" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340593.564

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 626A

X Coordinate: 7478450.766

Barrier Area: Blended Transitions

Barrier Type: Running Slope (>8.3%)

Description: Running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 8.4% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340609.635
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 626B

X Coordinate: 7478450.766

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in blended transition surface

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340609.635

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner A

Barrier #: 626C

X Coordinate: 7478450.766

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340609.635
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner B

Barrier #: 2168

X Coordinate: 7476961.947

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: 10.3% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340665.586

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner B

Barrier #: 627A

X Coordinate: 7478449.387

Barrier Area: Blended Transitions

Barrier Type: Running Slope (>8.3%)

Description: Running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.0% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340583.335
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner B

Barrier #: 627B

X Coordinate: 7478449.387

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in blended transition surface

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340583.335

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ Corner B

Barrier #: 627C

X Coordinate: 7478449.387

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340583.335
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Field Date:  ######### Report Date: #########

Location: SW Campus Wy ‐ Corner D

Barrier #: 2199

X Coordinate: 7476762.447

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.9% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner A existing construction

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340646.335

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner D

Barrier #: 502A

X Coordinate: 7478900.82

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340573.317

ADA Assessment  Survey ‐ Draft (05/07/2012) 2186



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner D

Barrier #: 502B

X Coordinate: 7478900.82

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard before applying truncated domes

As Built Desc: 5/8" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340573.317

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ Corner D

Barrier #: 505

X Coordinate: 7478791.415

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340577.097
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Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW Campus Wy ‐ North

Barrier #: 1715

X Coordinate: 7475177.51

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 40590

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 902

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340717.438

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW Campus Wy ‐ North

Barrier #: 1717A

X Coordinate: 7474272.122

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 24 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340771.58
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Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW Campus Wy ‐ North

Barrier #: 1717B

X Coordinate: 7474272.122

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340771.58

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW Campus Wy ‐ North

Barrier #: 1717C

X Coordinate: 7474272.122

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: Back support is not at least 18" high

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340771.58
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Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW Campus Wy ‐ North

Barrier #: 1892

X Coordinate: 7476253.446

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340696.693

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ North

Barrier #: 1936

X Coordinate: 7475741.571

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340711.187
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ North

Barrier #: 1937

X Coordinate: 7475722.525

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340719.319

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ North

Barrier #: 1938

X Coordinate: 7475589.577

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 9900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 220

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340720.271
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ North

Barrier #: 1940

X Coordinate: 7475370.699

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2655

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 59

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340727.241

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ North

Barrier #: 1946

X Coordinate: 7475285.607

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340733.349
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: SW Campus Wy ‐ North

Barrier #: 202

X Coordinate: 7479666.133

Barrier Area: Street Furniture

Barrier Type: Emergency Phone ‐ Level Landing

Description: No level landing provided at vending machine

Solution: Provide level landing or relocate vending machine to level location

As Built Desc: 3.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340575.449

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Campus Wy ‐ North

Barrier #: 2166

X Coordinate: 7477077.695

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340666.532
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ North

Barrier #: 506

X Coordinate: 7478798.804

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 945

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340613.383

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy ‐ Parking Lot

Barrier #: 160

X Coordinate: 7479832.696

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 5 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 110 total stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340535.475
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/23/2011 Report Date: 6/23/2011

Location: SW Campus Wy ‐ South

Barrier #: 1719

X Coordinate: 7472276.137

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided 

Solution: Construct new firm and stable pedestrian route if this is determined to be part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 129645

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 2881

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340807.6

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1947

X Coordinate: 7475302.33

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5130

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 114

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340684.83
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1948A

X Coordinate: 7475475.673

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340678.861

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1948B

X Coordinate: 7475472.711

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete due to utility covers

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340676.366
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1967A

X Coordinate: 7475491.209

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 227

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340682.739

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1967B

X Coordinate: 7475700.213

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 7

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340675.066
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1968

X Coordinate: 7475769.772

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8145

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 181

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340678.957

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1969

X Coordinate: 7476122.341

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340664.471
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1970

X Coordinate: 7476177.042

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (4.1% to 4.9%)

Description: Driveway cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340662.411

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1971

X Coordinate: 7476247.571

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (4.1% to 4.9%)

Description: Driveway cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340658.127
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: SW Campus Wy ‐ South

Barrier #: 1972

X Coordinate: 7476314.549

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6480

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340654.518

Field Date:  ######### Report Date: #########

Location: SW Campus Wy ‐ South

Barrier #: 2200

X Coordinate: 7476845.786

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3690

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 82

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340634.799
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Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: SW Campus Wy ‐ South

Barrier #: 2201

X Coordinate: 7476719.002

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340641.105

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Campus Wy ‐ South

Barrier #: 2255

X Coordinate: 7477482.186

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340621.071

ADA Assessment  Survey ‐ Draft (05/07/2012) 2201



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW Campus Wy ‐ South

Barrier #: 3114

X Coordinate: 7478472.745

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope at bus pad or shelter exceeds 2.0%

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 12.0% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route/South Central Shuttle Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.2.1(1)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340577.907

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW Campus Wy ‐ South

Barrier #: 3115

X Coordinate: 7479529.961

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: Bus stop pad located in planter

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route/South Central Shuttle Route

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340528.282
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ South

Barrier #: 491

X Coordinate: 7478895.159

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340552.56

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: SW Campus Wy ‐ South

Barrier #: 492

X Coordinate: 7478987.327

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2565

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 57

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340551.279
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Campus Wy ‐ South

Barrier #: 734A

X Coordinate: 7477783.971

Barrier Area: Signage

Barrier Type: Directional Sign ‐ Non‐Acc

Description: No directional signage provided at non‐accessible route or entry

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340595.233

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Campus Wy ‐ South

Barrier #: 734B

X Coordinate: 7477783.971

Barrier Area: Sidewalks

Barrier Type: Construction Site ‐ No Access

Description: Construction site creates barriers to pedestrians where no alternate route is provided

Solution: Provide cane detectable warning across the full width of sidewalk

As Built Desc: No detectable warning provided at construction barricade

Quantity: LF

Official Responsible:

Notes: People with disabilties may be forced to retrace their steps

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: MUTCD Section 6D.01

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340595.233
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW Campus Wy ‐ Walkway

Barrier #: 400

X Coordinate: 7479587.645

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 11.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340512

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW Campus Wy ‐ Walkway

Barrier #: 401

X Coordinate: 7479599.996

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340458.577
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: SW Campus Wy ‐ Walkway

Barrier #: 402

X Coordinate: 7479613.68

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 10.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340405.741

Field Date:  ######### Report Date: #########

Location: SW Campus Wy and SW Memorial Pl

Barrier #: 618

X Coordinate: 7478330.694

Barrier Area: Blended Transitions

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0%

Solution: Demolish existing and construct new blended transition

As Built Desc: 3.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A(A‐A), A(A‐B), B(A‐A), C(A‐A), C(A‐B), D(A‐A), D(A‐B) compli

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name: Corner B (A‐B)

Y Coordinate: 340618.906
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 576

X Coordinate: 7478587.885

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 340603.027

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 577A

X Coordinate: 7478585.092

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340565.61
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 577B

X Coordinate: 7478585.092

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 340565.61

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 578A

X Coordinate: 7478587.22

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340576.806
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 578B

X Coordinate: 7478587.22

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 340576.806

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Campus Wy and SW Waldo Pl

Barrier #: 579

X Coordinate: 7478564.119

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Four ‐ way intersection corners A,B,C,D. Corners A, D(A‐A) complaint

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D (A‐B)

Y Coordinate: 340565.008
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ Corner A

Barrier #: 151A

X Coordinate: 7480134.822

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 16.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340440.124

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ Corner A

Barrier #: 151B

X Coordinate: 7480134.822

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340440.124

ADA Assessment  Survey ‐ Draft (05/07/2012) 2210



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ Corner D

Barrier #: 152A

X Coordinate: 7480097.499

Barrier Area: Curb Ramps

Barrier Type: Flares w/o Top Landing ‐ New Construction

Description: Ramp flare slope exceeds 8.3% at curb ramp top landing less than 48" wide

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.4 Exception

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340405.7

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ Corner D

Barrier #: 152B

X Coordinate: 7480097.499

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340405.7
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 155

X Coordinate: 7480353.555

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete in cernter of path

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 585

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 13

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340145.56

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 156

X Coordinate: 7480177.973

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340401.006
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 157

X Coordinate: 7480132.428

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340447.194

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 158A

X Coordinate: 7480073.098

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12060

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 268

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340480.801
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 158B

X Coordinate: 7479822.726

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340558.15

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ North

Barrier #: 159

X Coordinate: 7479814.696

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340558.872

ADA Assessment  Survey ‐ Draft (05/07/2012) 2214



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ South

Barrier #: 149

X Coordinate: 7479880.636

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340497.346

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ South

Barrier #: 150

X Coordinate: 7480000.757

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 110

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340461.967
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ South

Barrier #: 153

X Coordinate: 7480136.998

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4860

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 108

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340371.566

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Campus Wy Parking Lot ‐ South

Barrier #: 154

X Coordinate: 7480223.868

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340152.959
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ Corner A

Barrier #: 133

X Coordinate: 7479477.929

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339801.407

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ Corner B

Barrier #: 134

X Coordinate: 7479516.879

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Grey paver stones lack contrast with roadway surfaces. Paver stones also create an uneven walking

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339798.456
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 127

X Coordinate: 7480190.412

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 55

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339772.994

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 128

X Coordinate: 7479996.848

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339782.681
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 129

X Coordinate: 7479887.896

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339784.475

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 130

X Coordinate: 7479858.277

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339785.07
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 131

X Coordinate: 7479826.69

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339787.735

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 132

X Coordinate: 7479762.151

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339787.774

ADA Assessment  Survey ‐ Draft (05/07/2012) 2220



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 135

X Coordinate: 7479434.221

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339800.968

Field Date:  8/7/2011 Report Date: 8/8/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 3091A

X Coordinate: 7480944.435

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope at bus pad or shelter exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.4 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339458.954
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/7/2011 Report Date: 8/8/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 3091B

X Coordinate: 7480944.435

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339458.954

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 3092A

X Coordinate: 7479743.081

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339778.37
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 3092B

X Coordinate: 7479743.081

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, North Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339778.37

Field Date:  8/12/2011 Report Date: 8/12/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 3118

X Coordinate: 7477758.365

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: No min. 60" x 96" space provided at bus stop pad or shelter

Quantity: LF

Official Responsible:

Notes: OSU Student Shuttle, North Central Shuttle Route, signage not double sided

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339838.279
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 58A

X Coordinate: 7480478.051

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3780

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 84

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339659.186

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 58B

X Coordinate: 7480434.634

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339675.91
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW Jefferson Ave ‐ North

Barrier #: 986

X Coordinate: 7480847.072

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339510.119

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2661

X Coordinate: 7475401.436

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 75

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339880.26
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2662

X Coordinate: 7475521.272

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.6% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339875.758

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2663

X Coordinate: 7475596.435

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339872.17
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2664

X Coordinate: 7475734.699

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2790

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 62

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339866.968

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2687

X Coordinate: 7475834.345

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 160

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339863.904
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2713

X Coordinate: 7476053.516

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4860

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 108

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339854.276

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2714A

X Coordinate: 7476172.965

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.0% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339856.763
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2714B

X Coordinate: 7476172.965

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.7% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339856.763

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2714C

X Coordinate: 7476172.965

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339856.763
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Field Date:  8/2/2011 Report Date: 8/2/2011

Location: SW Jefferson Ave ‐ South

Barrier #: 2715

X Coordinate: 7476172.067

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339851.048

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner A

Barrier #: 427

X Coordinate: 7478996.852

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: Built‐up curb ramp projects into vehicular way

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 11400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 24

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339810.589
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Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ Corner A

Barrier #: 725A

X Coordinate: 7478228.977

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.0% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 3 Hindrance Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339808.702

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ Corner A

Barrier #: 725B

X Coordinate: 7478228.977

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Ramp run cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 4.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339808.702
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ Corner A

Barrier #: 725C

X Coordinate: 7478228.977

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339808.702

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐A)

Barrier #: 428A

X Coordinate: 7479030.177

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing ‐ New Construction

Description: Curb ramp top landing not min. 48" deep

Solution: Demolish existing and construct new transition

As Built Desc: 4.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339808.335
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Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐A)

Barrier #: 428B

X Coordinate: 7479030.177

Barrier Area: Curb Ramps

Barrier Type: Cross Slope ‐ New Construction

Description: Ramp run cross slope exceeds 2.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 3.2% cross slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339808.335

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐A)

Barrier #: 428C

X Coordinate: 7479030.177

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339808.335
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐B)

Barrier #: 429A

X Coordinate: 7479053.662

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339794.875

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐B)

Barrier #: 429B

X Coordinate: 7479053.662

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ New Construction

Description: Gutter slope exceeds 5.0%

Solution: Demolish existing and construct new gutter

As Built Desc: 5.4% gutter slope

Quantity: SF

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339794.875
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner B (A‐B)

Barrier #: 429C

X Coordinate: 7479053.662

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339794.875

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner C

Barrier #: 430A

X Coordinate: 7479053.054

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339744.483
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: SW Jefferson Wy ‐ Corner C

Barrier #: 430B

X Coordinate: 7479053.054

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,C

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339744.483

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Jefferson Wy ‐ Corner C

Barrier #: 912

X Coordinate: 7479527.612

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339728.408
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ Corner D

Barrier #: 726

X Coordinate: 7478229.227

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339784.057

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Jefferson Wy ‐ Corner D

Barrier #: 913

X Coordinate: 7479493.053

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Grey paver stones lack 70% contrast with roadway surfaces. Paver stones also create an uneven wa

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339729.834
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1736

X Coordinate: 7475124.291

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 13185

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 293

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339917.768

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1737

X Coordinate: 7474780.651

Barrier Area: Sidewalks

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new route

As Built Desc: 8.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339928.976
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1738

X Coordinate: 7474749.609

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 22050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 490

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339926.06

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1750

X Coordinate: 7474181.833

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339962.045
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1751

X Coordinate: 7474058.819

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1530

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 34

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339968.338

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 1752

X Coordinate: 7474023.927

Barrier Area: Sidewalks

Barrier Type: No sidewalk (end of path)

Description: Sidewalk route ends and no opposite sidewalk exists

Solution: Provide directional sign at junction in route to allow travel in shoulder

As Built Desc: Directional sign lacking forcing pedestrians to retrace their steps

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339963.446

ADA Assessment  Survey ‐ Draft (05/07/2012) 2240



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 2293

X Coordinate: 7477622.382

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339853.627

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 2301

X Coordinate: 7477545.017

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 23400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 520

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339855.279

ADA Assessment  Survey ‐ Draft (05/07/2012) 2241



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 2336

X Coordinate: 7476598.656

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5175

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 115

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339890.745

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 2350

X Coordinate: 7476830.655

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 7245

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 161

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339883.091

ADA Assessment  Survey ‐ Draft (05/07/2012) 2242



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 672A

X Coordinate: 7478502.674

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339813.075

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 672B

X Coordinate: 7478502.674

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339813.075

ADA Assessment  Survey ‐ Draft (05/07/2012) 2243



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 673

X Coordinate: 7478486.735

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339806.185

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 674

X Coordinate: 7478445.023

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (4.1% to 4.9%)

Description: Driveway cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339811.055

ADA Assessment  Survey ‐ Draft (05/07/2012) 2244



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 675

X Coordinate: 7478414.359

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5850

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 130

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339809.883

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 676

X Coordinate: 7478276.945

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339815.437

ADA Assessment  Survey ‐ Draft (05/07/2012) 2245



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 719

X Coordinate: 7477783.275

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2880

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339840.007

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 720A

X Coordinate: 7477881.607

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7605

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 169

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339829.1

ADA Assessment  Survey ‐ Draft (05/07/2012) 2246



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 720B

X Coordinate: 7477953.495

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339825.312

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 724A

X Coordinate: 7478061.347

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 7740

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 172

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339825.609

ADA Assessment  Survey ‐ Draft (05/07/2012) 2247



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/15/2011 Report Date: 7/15/2011

Location: SW Jefferson Wy ‐ North

Barrier #: 724B

X Coordinate: 7478070.37

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 15

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339823.886

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ Parking Lot

Barrier #: 2365

X Coordinate: 7477160.969

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339853.865

ADA Assessment  Survey ‐ Draft (05/07/2012) 2248



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ Parking Lot

Barrier #: 2366

X Coordinate: 7477144.377

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339852.747

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ Parking Lot

Barrier #: 2367A

X Coordinate: 7477127.914

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339856.534

ADA Assessment  Survey ‐ Draft (05/07/2012) 2249



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ Parking Lot

Barrier #: 2367B

X Coordinate: 7477127.914

Barrier Area: Parking

Barrier Type: Van Accessible Stall

Description: No van accessible stall provided in parking lot/structure

Solution: Provide min. one van accessible stall

As Built Desc: No van accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339856.534

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ Parking Lot

Barrier #: 2368

X Coordinate: 7476821.25

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339867.345

ADA Assessment  Survey ‐ Draft (05/07/2012) 2250



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1089A

X Coordinate: 7478788.078

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 11.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 131

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339748.017

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1089B

X Coordinate: 7478788.148

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5895

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 131

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339747.103

ADA Assessment  Survey ‐ Draft (05/07/2012) 2251



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1090A

X Coordinate: 7478655.319

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 9.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339752.63

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1090B

X Coordinate: 7478645.881

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 7.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339751.889

ADA Assessment  Survey ‐ Draft (05/07/2012) 2252



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1753

X Coordinate: 7474027.118

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 7560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 168

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339918.66

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1754

X Coordinate: 7474329.504

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339907.381

ADA Assessment  Survey ‐ Draft (05/07/2012) 2253



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1755

X Coordinate: 7474540.643

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339900.247

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1756

X Coordinate: 7474623.288

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339896.426
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1757

X Coordinate: 7474697.372

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 12.0% cross slope, 10.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339893.714

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1758

X Coordinate: 7474731.21

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 83

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339892.788
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1759

X Coordinate: 7474828.81

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 12.4% cross slope, 9.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339888.77

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1763

X Coordinate: 7474850.504

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4320

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 96

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339888.692
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1764

X Coordinate: 7474945.539

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339884.851

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1765

X Coordinate: 7474963.033

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (2.1% to 3.0%)

Description: Driveway cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339884.069
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1766

X Coordinate: 7474980.367

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339883.359

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1767

X Coordinate: 7475072.57

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 13.3% cross slope, 11.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339879.727
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/24/2011 Report Date: 6/24/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 1768

X Coordinate: 7475091.497

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 56

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339879.344

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 2390

X Coordinate: 7476947.984

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339822.73
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 889

X Coordinate: 7479781.801

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 8.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339725.997

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 890

X Coordinate: 7479808.706

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339728.346
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 894A

X Coordinate: 7479958.458

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Depth

Description: Bench seat depth not 20" ‐ 24" deep

Solution: Provide min. 1 accessible bench at bus stop

As Built Desc: 13" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339717.347

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 894B

X Coordinate: 7479958.458

Barrier Area: Bus Stops and Shelters

Barrier Type: Maneuvering Cl ‐ 30 x 48

Description: Min. wheelchair space of 30" x 48" not provided within shelter

Solution: Relocate or demolish and reconstruct shelter to provide clearance

As Built Desc: No wheelchair space provided

Quantity: PENDING

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.3 and ADA/ABA 810.2.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339717.347
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 895

X Coordinate: 7480103.84

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2295

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 51

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339721.312

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Jefferson Wy ‐ South

Barrier #: 914

X Coordinate: 7479656.453

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 5.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339731.523
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy and SW Langton Pl

Barrier #: 1141A

X Coordinate: 7478361.071

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339769.454

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy and SW Langton Pl

Barrier #: 1141B

X Coordinate: 7478361.071

Barrier Area: Blended Transitions

Barrier Type: Running Slope (>8.3%)

Description: Running slope exceeds 8.3%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.1% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339769.454
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Jefferson Wy and SW Langton Pl

Barrier #: 1142

X Coordinate: 7478344.916

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339770.405

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Jefferson Wy and SW Waldo Pl

Barrier #: 593

X Coordinate: 7478526.8

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐A)

Y Coordinate: 339800.974
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Jefferson Wy and SW Waldo Pl

Barrier #: 594

X Coordinate: 7478532.808

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner A (A‐B)

Y Coordinate: 339801.684

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Jefferson Wy and SW Waldo Pl

Barrier #: 595

X Coordinate: 7478559.609

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 339799.495
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Jefferson Wy and SW Waldo Pl

Barrier #: 596

X Coordinate: 7478519.198

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners A,B,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339772.366

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy and Weatherford Wy

Barrier #: 2471

X Coordinate: 7477374.592

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 10.9% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C

Y Coordinate: 339798.903
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy and Weatherford Wy

Barrier #: 2472

X Coordinate: 7477350.514

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 8.6% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 339800.874

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy Parking Lot ‐ Corner A

Barrier #: 2469

X Coordinate: 7477153.935

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp

As Built Desc: 8.9% running slope

Quantity: SF

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339862.105
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy Parking Lot ‐ Corner D

Barrier #: 2470A

X Coordinate: 7477154.61

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 28.0% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339821.694

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy Parking Lot ‐ Corner D

Barrier #: 2470B

X Coordinate: 7477154.61

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 10.2% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339821.694
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Jefferson Wy Parking Lot ‐ Corner D

Barrier #: 2470C

X Coordinate: 7477154.61

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339821.694

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner A

Barrier #: 1131A

X Coordinate: 7478328.706

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner D compliant

Bar. Severity: 2 Recommended Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339604.285
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner A

Barrier #: 1131B

X Coordinate: 7478328.706

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (>5.0% or more)

Description: Curb ramp top landing not level (>5.0% or more)

Solution: Demolish existing and construct new transition

As Built Desc: 5.5% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner D compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339604.285

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner A

Barrier #: 1131C

X Coordinate: 7478328.706

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.3%% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D. Corner D compliant

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339604.285
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner C

Barrier #: 1132A

X Coordinate: 7478357.188

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.1% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339559.068

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner C

Barrier #: 1132B

X Coordinate: 7478357.188

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339559.068
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ Corner D

Barrier #: 1133

X Coordinate: 7478335.57

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339558.184

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ West

Barrier #: 1130A

X Coordinate: 7478328.624

Barrier Area: Sidewalks

Barrier Type: Shoulder ‐ Running Slope (New Construction)

Description: Running slope exceeds 5.0% where roadway slope does not

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 8.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2790

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 62

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339468.895
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ West

Barrier #: 1130B

X Coordinate: 7478328.224

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339507.491

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: SW Langton Pl ‐ West

Barrier #: 1140

X Coordinate: 7478337.285

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ New Construction

Description: Driveway cross/running slope exceeds 2.0%

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 6.3% cross slope, 11.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339626.833
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ North

Barrier #: 113

X Coordinate: 7480407.525

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340101.101

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 104A

X Coordinate: 7480420.328

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 70

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340014.117

ADA Assessment  Survey ‐ Draft (05/07/2012) 2274



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 104B

X Coordinate: 7480445.465

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340003.715

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 105

X Coordinate: 7480519.604

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339970.769
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 106

X Coordinate: 7480533.193

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1755

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 39

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339967.235

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 109

X Coordinate: 7480569.315

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339954.101
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 112A

X Coordinate: 7480585.011

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 208

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339955.324

Field Date:  6/27/2011 Report Date: 6/27/2011

Location: SW Madison Ave ‐ South

Barrier #: 112B

X Coordinate: 7480640.698

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ Tree Heaves

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1" lip due to tree heaves

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339931.364
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner A

Barrier #: 611

X Coordinate: 7478295.239

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340845.591

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner C

Barrier #: 617

X Coordinate: 7478342.787

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341211.177
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner D

Barrier #: 612A

X Coordinate: 7478321.944

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.4% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340843.426

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner D

Barrier #: 612B

X Coordinate: 7478321.944

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 36.1% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340843.426
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner D

Barrier #: 612C

X Coordinate: 7478321.944

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340843.426

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner D

Barrier #: 616A

X Coordinate: 7478307.602

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (4.1% to 4.9%)

Description: Curb ramp top landing not level (4.1% to 4.9%)

Solution: Demolish existing and construct new transition

As Built Desc: 4.8% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341227.516
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: SW Memorial Pl ‐ Corner D

Barrier #: 616B

X Coordinate: 7478307.602

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341227.516

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Memorial Pl ‐ West

Barrier #: 782

X Coordinate: 7478290.802

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341024.232
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Memorial Pl ‐ West

Barrier #: 786

X Coordinate: 7478300.354

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341107.744

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Memorial Pl ‐ West

Barrier #: 787

X Coordinate: 7478301.125

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 8.3% cross slope, 10.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341133.444
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Memorial Pl ‐ West

Barrier #: 788

X Coordinate: 7478303.061

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341150.601

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: SW Park Terrace Pl ‐ East

Barrier #: 769

X Coordinate: 7478053.617

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340904.862
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ East

Barrier #: 799

X Coordinate: 7478054.565

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 6.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341303.463

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ East

Barrier #: 800

X Coordinate: 7478054.459

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 6.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341274.349
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ East

Barrier #: 801

X Coordinate: 7478055.069

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341109.035

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ East

Barrier #: 802

X Coordinate: 7478054.457

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ New Construction

Description: Driveway cross/running slope exceeds 2.0%

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341107.376
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ West

Barrier #: 808

X Coordinate: 7478001.892

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340944.395

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: SW Park Terrace Pl ‐ West

Barrier #: 809

X Coordinate: 7478000.852

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 40

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 341202.367
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Poplar Pl and SW Western Blvd

Barrier #: 2766

X Coordinate: 7476080.868

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 8.7% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D. Corner B is located where a bus pad must go

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner B

Y Coordinate: 337083.262

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Poplar Pl and SW Western Blvd

Barrier #: 2767

X Coordinate: 7476077.046

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 15.0% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D. Corner B is located where a bus pad must go

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐B)

Y Coordinate: 337045.35
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Poplar Pl and SW Western Blvd

Barrier #: 2768

X Coordinate: 7476067.712

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 14.0% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D. Corner B is located where a bus pad must go

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner C (A‐A)

Y Coordinate: 337036.483

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Poplar Pl and SW Western Blvd

Barrier #: 2769

X Coordinate: 7476033.043

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 16.9% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes: Three ‐ way intersection corners B,C,D. Corner B is located where a bus pad must go

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name: Corner D

Y Coordinate: 337036.372
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner A

Barrier #: 585

X Coordinate: 7478555.899

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340386.043

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner A

Barrier #: 587

X Coordinate: 7478549.158

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340116.399

ADA Assessment  Survey ‐ Draft (05/07/2012) 2289



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner B

Barrier #: 586

X Coordinate: 7478575.922

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340383.942

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner B

Barrier #: 588A

X Coordinate: 7478566.295

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340114.293
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner B

Barrier #: 588B

X Coordinate: 7478566.295

Barrier Area: Blended Transitions

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" without a bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in blended transition surface

Quantity: LF

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 1 Necessary Cost Estimate: 360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340114.293

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ Corner B

Barrier #: 590

X Coordinate: 7478560.782

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ New Construction

Description: Ramp flare slope exceeds 10.0%

Solution: Demolish existing and construct new curb ramp

As Built Desc: 11.8% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B. Corner A compliant

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339982.306
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ East

Barrier #: 591A

X Coordinate: 7478564.242

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: This is a driveway where detectable warnings are not required. No remediation recommended.

As Built Desc: Expanded metal grate pattern incorrectly placed at driveway on both sides

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339957.727

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: SW Waldo Pl ‐ East

Barrier #: 591B

X Coordinate: 7478564.242

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2655

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 59

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339957.727

ADA Assessment  Survey ‐ Draft (05/07/2012) 2292



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: SW Waldo Pl ‐ West

Barrier #: 670

X Coordinate: 7478526.408

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339953.444

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW Washington Ave ‐ South

Barrier #: 987

X Coordinate: 7480051.296

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5490

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 122

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338955.31

ADA Assessment  Survey ‐ Draft (05/07/2012) 2293



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW Washington Ave ‐ South

Barrier #: 990

X Coordinate: 7480263.8

Barrier Area: Sidewalks

Barrier Type: No sidewalk (end of path)

Description: Sidewalk route ends and no opposite sidewalk exists

Solution: Provide directional sign at junction in route to allow travel in shoulder or opposite side of street

As Built Desc: Directional sign lacking forcing pedestrians to retrace their steps

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338869.506

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW Washington Ave ‐ South

Barrier #: 997

X Coordinate: 7479619.915

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed at driveway

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338997.536

ADA Assessment  Survey ‐ Draft (05/07/2012) 2294



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/22/2011 Report Date: 7/22/2011

Location: SW Washington Ave ‐ South

Barrier #: 998

X Coordinate: 7479573.159

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 65

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338998.622

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ Corner A

Barrier #: 2613

X Coordinate: 7476309.342

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes is this is determined to be part of accessible route

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338947.6

ADA Assessment  Survey ‐ Draft (05/07/2012) 2295



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ Corner A

Barrier #: 2628

X Coordinate: 7476148.715

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes is this is determined to be part of accessible route

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338955.943

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ Corner B

Barrier #: 2614

X Coordinate: 7476345.338

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes is this is determined to be part of accessible route

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338949.843

ADA Assessment  Survey ‐ Draft (05/07/2012) 2296



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ Corner B

Barrier #: 2629

X Coordinate: 7476182.074

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes is this is determined to be part of accessible route

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,B

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338954.045

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Washington Wy ‐ North

Barrier #: 1066

X Coordinate: 7479124.414

Barrier Area: Sidewalks

Barrier Type: Driveway Running Slope ‐ Existing (9.0% to 9.4%)

Description: Running slope exceeds 8.3%  (9.0% to 9.4%)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 9.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338812.777

ADA Assessment  Survey ‐ Draft (05/07/2012) 2297



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Washington Wy ‐ North

Barrier #: 1067

X Coordinate: 7479123.254

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338812.123

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Washington Wy ‐ North

Barrier #: 1068

X Coordinate: 7479116.9

Barrier Area: Sidewalks

Barrier Type: Driveway Running Slope ‐ Existing (9.5% or more)

Description: Running slope exceeds 8.3%  (9.5% or more)

Solution: Demolish existing and construct new pedestrian route is this is determined to be part of accessible 

As Built Desc: 20.8% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338813.263

ADA Assessment  Survey ‐ Draft (05/07/2012) 2298



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Washington Wy ‐ North

Barrier #: 1069

X Coordinate: 7479070.265

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route is this is determined to be part of accessible route

As Built Desc: 8.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 136

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338816.684

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: SW Washington Wy ‐ North

Barrier #: 1070

X Coordinate: 7478848.465

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route is this is determined to be part of accessible route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338827.041

ADA Assessment  Survey ‐ Draft (05/07/2012) 2299



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1173

X Coordinate: 7478140.598

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3330

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 74

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338856.313

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1178

X Coordinate: 7478320.239

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 8.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338846.539

ADA Assessment  Survey ‐ Draft (05/07/2012) 2300



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1181A

X Coordinate: 7478327.588

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11925

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 265

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338847.535

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1181B

X Coordinate: 7478376.949

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338844.368

ADA Assessment  Survey ‐ Draft (05/07/2012) 2301



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1181C

X Coordinate: 7478402.355

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338842.829

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1181D

X Coordinate: 7478462.263

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 315

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 7

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338840.745

ADA Assessment  Survey ‐ Draft (05/07/2012) 2302



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1182

X Coordinate: 7478601.295

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1305

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 29

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338832.983

Field Date:  7/27/2011 Report Date: 7/27/2011

Location: SW Washington Wy ‐ North

Barrier #: 1185

X Coordinate: 7478666.136

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338842.122

ADA Assessment  Survey ‐ Draft (05/07/2012) 2303



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2612

X Coordinate: 7476401.602

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided within shoulder or sidewalk area

Solution: Construct new firm and stable pedestrian route is this is determined to be part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 75

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338945.57

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2627

X Coordinate: 7476275.042

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route is this is determined to be part of accessible 

As Built Desc: 6.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3510

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 78

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338949.019
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2630

X Coordinate: 7476168.404

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route is this is determined to be part of accessible 

As Built Desc: 5.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338955.178

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2631

X Coordinate: 7476147.018

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route is this is determined to be part of accessible 

As Built Desc: 7.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 100

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338955.94
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2640

X Coordinate: 7475945.793

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route is this is determined to be part of accessible 

As Built Desc: 7.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 27540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 612

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338965.264

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: SW Washington Wy ‐ North

Barrier #: 2641

X Coordinate: 7475236.022

Barrier Area: Sidewalks

Barrier Type: No sidewalk

Description: No pedestrian route provided within shoulder or sidewalk area

Solution: Construct new firm and stable pedestrian route is this is determined to be part of accessible route

As Built Desc: No sidewalk provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1620

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 36

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339004.251
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 958

X Coordinate: 7479912.081

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 152

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339039.872

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 959

X Coordinate: 7479703.064

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable is this is determined to be part of accessible route

As Built Desc: Cracked and broken concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 8145

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 181

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339049.332
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 960

X Coordinate: 7479428.046

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (5.0% or more)

Description: Driveway cross slope exceeds 2.0% (5.0% or more)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 8.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339054.261

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 961

X Coordinate: 7479393.32

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339056.195
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 962

X Coordinate: 7479365.795

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339055.962

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 963

X Coordinate: 7479331.265

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339057.245
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: SW Washington Wy ‐ North

Barrier #: 964

X Coordinate: 7479308.389

Barrier Area: Sidewalks

Barrier Type: Driveway ‐ Existing (3.1% to 4.0%)

Description: Driveway cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339058.228

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Washington Wy ‐ South

Barrier #: 1473

X Coordinate: 7478001.493

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9045

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 201

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338783.729
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Washington Wy ‐ South

Barrier #: 2828

X Coordinate: 7475519.371

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 9

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338910.771

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Washington Wy ‐ South

Barrier #: 2829

X Coordinate: 7476389.117

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1080

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338862.303
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Washington Wy ‐ South

Barrier #: 2882

X Coordinate: 7476838.549

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 35

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338861.726

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Washington Wy ‐ South

Barrier #: 2887

X Coordinate: 7477658.5

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 14

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338790.461
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner A

Barrier #: 1367

X Coordinate: 7478325.1

Barrier Area: Blended Transitions

Barrier Type: Truncated Domes

Description: No truncated domes provided at transition into roadway

Solution: Provide compliant truncated domes as detectable warnings

As Built Desc: No detectable warning provided

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338771.103

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner C

Barrier #: 1370A

X Coordinate: 7478157.025

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.7% running slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338745.973
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner C

Barrier #: 1370B

X Coordinate: 7478157.025

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 28.6% flare slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338745.973

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner C

Barrier #: 1370C

X Coordinate: 7478157.025

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Truncated Domes

Description: No truncated domes provided at curb ramp 

Solution: Provide compliant truncated domes 

As Built Desc: No detectable warnings at curb ramp

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338745.973
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner D

Barrier #: 1368A

X Coordinate: 7478327.326

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (2.1% to 3.0%)

Description: Curb ramp top landing not level (2.1% to 3.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 2.7% landing slope

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 4 Low Severity Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338746.289

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner D

Barrier #: 1368B

X Coordinate: 7478327.326

Barrier Area: Curb Ramps

Barrier Type: Detectable Warnings ‐ Contrast

Description: Detectable warning surface do not contrast with walking surface ‐ light‐on‐dark/dark‐on‐light

Solution: Replace detectable warnings

As Built Desc: Expanded metal grate pattern in concrete lacks required visual contrast

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners A,D

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.3.1 and ADA/ABA 705.1.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338746.289
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ Corner D

Barrier #: 1371

X Coordinate: 7478126.924

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp

Description: No curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: No curb ramp at corner

Quantity: EACH

Official Responsible:

Notes: Two ‐ way intersection corners C,D

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338750.922

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ North

Barrier #: 1366

X Coordinate: 7478577.893

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 12870

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 286

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338759.151
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ North

Barrier #: 1369

X Coordinate: 7478316.806

Barrier Area: Sidewalks

Barrier Type: Shoulder Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new pedestrian route

As Built Desc: 6.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 212

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338771.826

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ South

Barrier #: 1372

X Coordinate: 7478178.826

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338750.602
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ South

Barrier #: 1373

X Coordinate: 7478217.786

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" lacks beveled edge at 1:2

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 1/2" lip identified without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338748.518

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ South

Barrier #: 1374

X Coordinate: 7478296.036

Barrier Area: Sidewalks

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed at driveway

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning at driveway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338735.416
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Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Washington Wy Frontage Rd ‐ South

Barrier #: 1375

X Coordinate: 7478368.765

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 9360

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 208

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 338727.115

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ North

Barrier #: 1612

X Coordinate: 7477799.762

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 495

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 11

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337467.032
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ North

Barrier #: 1625

X Coordinate: 7478365.385

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 765

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 17

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337878.762

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Western Blvd ‐ North

Barrier #: 2762

X Coordinate: 7476257.223

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337096.488
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 2876

X Coordinate: 7476473.475

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4455

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 99

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337088.257

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 2877

X Coordinate: 7477235.22

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337133.933
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 2878

X Coordinate: 7477332.653

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 95

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337186.827

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 2881

X Coordinate: 7477491.353

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8280

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 184

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337274.083
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Field Date:  8/7/2011 Report Date: 8/8/2011

Location: SW Western Blvd ‐ North

Barrier #: 3100

X Coordinate: 7477955.843

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337578.969

Field Date:  8/8/2011 Report Date: 8/8/2011

Location: SW Western Blvd ‐ North

Barrier #: 3102

X Coordinate: 7476086.49

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope at bus pad or shelter exceeds 2.0%

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 10.2.1(1)

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337084.715
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Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 3103A

X Coordinate: 7477200.893

Barrier Area: Bus Stops and Shelters

Barrier Type: Bench Seat Height

Description: Bench seat height not between 17" ‐ 19"

Solution: Recommended: Provide new compliant bench or remount at compliant height

As Built Desc: 16" bench seat height, 11‐1/2" bench seat depth and 20" bench seat length between supports

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 4 Low Severity Cost Estimate: 775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1108.5.2.8.6 and ADA/ABA 903.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337126.205

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: SW Western Blvd ‐ North

Barrier #: 3103B

X Coordinate: 7477200.893

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337126.205
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Field Date:  ######### Report Date: #########

Location: SW Western Blvd ‐ North

Barrier #: 3104

X Coordinate: 7476731.519

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337058.07

Field Date:  ######### Report Date: #########

Location: SW Western Blvd ‐ North

Barrier #: 3105A

X Coordinate: 7474986.602

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337149.449
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Field Date:  ######### Report Date: #########

Location: SW Western Blvd ‐ North

Barrier #: 3105B

X Coordinate: 7474986.602

Barrier Area: Bus Stops and Shelters

Barrier Type: Bus Stop Pad

Description: No min. 60" x 96" space provided at bus stop pad or shelter

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: Bus stop pad is grassy planter area

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest Route

Bar. Severity: 3 Hindrance Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.2 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337149.449

Field Date:  ######### Report Date: #########

Location: SW Western Blvd ‐ North

Barrier #: 3106A

X Coordinate: 7478853.702

Barrier Area: Bus Stops and Shelters

Barrier Type: Signage

Description: No beaver bus signage provided

Solution: Contact regional transit authority to made remediation

As Built Desc: No beaver bus signage provided

Quantity: EACH

Official Responsible:

Notes: OSU Beaver Bus, Southwest/Southeast Route

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.4 and ADA/ABA 810.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338033.026
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Field Date:  ######### Report Date: #########

Location: SW Western Blvd ‐ North

Barrier #: 3106B

X Coordinate: 7478853.702

Barrier Area: Bus Stops and Shelters

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope at bus pad or shelter exceeds 2.0% (5.0% or more)

Solution: Demolish existing and construct new bus pad or shelter pad

As Built Desc: 5.8% cross slope

Quantity: LF

Official Responsible:

Notes: OSU Beaver Bus, Southwest/Southeast Route

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E108.2.4 and ADA/ABA 810.2.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338033.026

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ South

Barrier #: 1636

X Coordinate: 7478196.796

Barrier Area: Sidewalks

Barrier Type: Surface Condition ‐ Damaged

Description: Surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.6.1 and ADA/ABA 302.1

As Built Meas: 5

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337679.594
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ South

Barrier #: 1637

X Coordinate: 7478166.047

Barrier Area: Sidewalks

Barrier Type: Abrupt Change in Level ‐ > 1/2"

Description: Change in level greater than 1/2" 

Solution: Grind or repair sidewalk to remove trip hazard

As Built Desc: 3/4" lip in sidewalk surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337654.65

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ South

Barrier #: 1638

X Coordinate: 7478055.597

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 12150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 270

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337571.764
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: SW Western Blvd ‐ South

Barrier #: 1639

X Coordinate: 7477872.839

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 5670

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 126

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337435.939

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2527A

X Coordinate: 7476812.176

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338995.832
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2527B

X Coordinate: 7476812.176

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338995.832

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2528A

X Coordinate: 7476810.258

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 26 to 50 seats exist, 2 wheelchair space not provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 26 to 50 seats exist, 2 wheelchair space not provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339009.171
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2528B

X Coordinate: 7476810.258

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 4 to 25 seats exist, no wheelchair companion seat provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 4 to 25 seats exist, no wheelchair companion seat provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339009.171

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2529A

X Coordinate: 7476722.275

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 4 to 25 seats exist, 1 wheelchair space not provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 4 to 25 seats exist, 1 wheelchair space not provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339098.606
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2529B

X Coordinate: 7476722.275

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Description: Where 4 to 25 seats exist, no wheelchair companion seat provided

Solution: Provide holdback mechanism in bleacher or redesign

As Built Desc: Where 4 to 25 seats exist, no wheelchair companion seat provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Table 221.2.1.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339098.606

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2530A

X Coordinate: 7476802.755

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 11" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339032.557
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Courts

Barrier #: 2531

X Coordinate: 7476698.443

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 16" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339266.668

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Pavillion

Barrier #: 2523

X Coordinate: 7476949.015

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339085.947

ADA Assessment  Survey ‐ Draft (05/07/2012) 2333



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Pavillion

Barrier #: 2524

X Coordinate: 7476832.21

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339067.065

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Pavillion

Barrier #: 2525

X Coordinate: 7476824.141

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339031.897
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Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Tennis Pavillion

Barrier #: 2526

X Coordinate: 7476825.383

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339022.839

Field Date:  8/10/2011 Report Date: 8/10/2011

Location: The LaSells Stewart Center

Barrier #: 1558A

X Coordinate: 7477852.36

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes: 10 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337938.61
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Field Date:  8/10/2011 Report Date: 8/10/2011

Location: The LaSells Stewart Center

Barrier #: 1558B

X Coordinate: 7477852.36

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337938.61

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1583

X Coordinate: 7478046.55

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337932.844
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1584

X Coordinate: 7477980.97

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 10.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337893.207

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1585A

X Coordinate: 7477987.656

Barrier Area: Ramps

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 8.33%

Solution: Demolish existing and construct new ramp

As Built Desc: 10.3% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337887.912
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1585B

X Coordinate: 7477987.656

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ New Construction

Description: Landing is not level

Solution: Demolish existing and construct new ramp

As Built Desc: 2.8% at intermediate landing

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.5 and ADA/ABA 405.7

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337887.912

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1585C

X Coordinate: 7477987.656

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 19800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 88

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337887.912
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1586

X Coordinate: 7478027.266

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337890.945

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1587A

X Coordinate: 7478035.468

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 20250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 90

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337886.099
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1587B

X Coordinate: 7478035.468

Barrier Area: Ramps

Barrier Type: Running Slope (New Construction)

Description: Running slope exceeds 8.33%

Solution: Demolish existing and construct new ramp

As Built Desc: 10.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337886.099

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1587C

X Coordinate: 7478035.468

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 10575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 47

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337886.099
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1587D

X Coordinate: 7478035.468

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Bottom handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337886.099

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1588

X Coordinate: 7478059.732

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337883.12
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1589A

X Coordinate: 7478067.464

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337893.327

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1589B

X Coordinate: 7478067.464

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337893.327
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1589C

X Coordinate: 7478067.464

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337893.327

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1589D

X Coordinate: 7478067.464

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/4" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337893.327
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Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1589E

X Coordinate: 7478067.464

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 35

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337893.327

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1590A

X Coordinate: 7478089.106

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337889.716

ADA Assessment  Survey ‐ Draft (05/07/2012) 2344



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1590B

X Coordinate: 7478089.106

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 30" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337889.716

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1590C

X Coordinate: 7478089.106

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337889.716
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1590D

X Coordinate: 7478089.106

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337889.716

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1590E

X Coordinate: 7478089.106

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337889.716

ADA Assessment  Survey ‐ Draft (05/07/2012) 2346



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591A

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591B

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Demolish existing and construct new ramp

As Built Desc: 2.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.3 and ADA/ABA 405.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

ADA Assessment  Survey ‐ Draft (05/07/2012) 2347



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591C

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591D

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

ADA Assessment  Survey ‐ Draft (05/07/2012) 2348



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591E

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1591F

X Coordinate: 7478114.629

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337879.843

ADA Assessment  Survey ‐ Draft (05/07/2012) 2349



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1592

X Coordinate: 7478160.958

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337879.49

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1593A

X Coordinate: 7478160.581

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 5.9% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337881.117

ADA Assessment  Survey ‐ Draft (05/07/2012) 2350



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1593B

X Coordinate: 7478160.049

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 5.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337881.683

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1594

X Coordinate: 7477979.154

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337901.916

ADA Assessment  Survey ‐ Draft (05/07/2012) 2351



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1595A

X Coordinate: 7477955.432

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337903.256

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1595B

X Coordinate: 7477955.432

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337903.256

ADA Assessment  Survey ‐ Draft (05/07/2012) 2352



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1596

X Coordinate: 7477956.572

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 16" bench seat depth and back support not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337896.128

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597A

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337890.314

ADA Assessment  Survey ‐ Draft (05/07/2012) 2353



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597B

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337890.314

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597C

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337890.314

ADA Assessment  Survey ‐ Draft (05/07/2012) 2354



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597D

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/4" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337890.314

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597E

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337890.314

ADA Assessment  Survey ‐ Draft (05/07/2012) 2355



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1597F

X Coordinate: 7477961.68

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: Contrasting color provided not on entire tread width

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337890.314

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1598A

X Coordinate: 7477900.666

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Top handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337893.204

ADA Assessment  Survey ‐ Draft (05/07/2012) 2356



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1598B

X Coordinate: 7477900.666

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337893.204

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1599

X Coordinate: 7477896.127

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 216.4.3 and 703.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 337904.856

ADA Assessment  Survey ‐ Draft (05/07/2012) 2357



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1600

X Coordinate: 7477847.465

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 7.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1215

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337901.553

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1601A

X Coordinate: 7477814.992

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337870.352

ADA Assessment  Survey ‐ Draft (05/07/2012) 2358



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1601B

X Coordinate: 7477814.992

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337870.352

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1601C

X Coordinate: 7477814.992

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337870.352

ADA Assessment  Survey ‐ Draft (05/07/2012) 2359



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1601D

X Coordinate: 7477814.992

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337870.352

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1602

X Coordinate: 7477820.405

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and back support not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337854.584

ADA Assessment  Survey ‐ Draft (05/07/2012) 2360



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603A

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603B

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

ADA Assessment  Survey ‐ Draft (05/07/2012) 2361



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603C

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603D

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

ADA Assessment  Survey ‐ Draft (05/07/2012) 2362



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603E

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1603F

X Coordinate: 7477802.025

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337813.035

ADA Assessment  Survey ‐ Draft (05/07/2012) 2363



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1604

X Coordinate: 7477877.563

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337787.982

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1609A

X Coordinate: 7477850.063

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337694.084
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1609B

X Coordinate: 7477850.063

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337694.084

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1609C

X Coordinate: 7477850.063

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337694.084

ADA Assessment  Survey ‐ Draft (05/07/2012) 2365



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1610

X Coordinate: 7477853.985

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 59" door bell height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337703.797

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1613

X Coordinate: 7478012.881

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337741.845

ADA Assessment  Survey ‐ Draft (05/07/2012) 2366



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1614A

X Coordinate: 7478014.663

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337742.706

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1614B

X Coordinate: 7478010.102

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337732.392

ADA Assessment  Survey ‐ Draft (05/07/2012) 2367



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1615

X Coordinate: 7478010.759

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1" lip in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337725.323

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1616

X Coordinate: 7478009.77

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 337705.09

ADA Assessment  Survey ‐ Draft (05/07/2012) 2368



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617A

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ Top Landing

Description: Top landing is not min. 60" long

Solution: Demolish existing and construct new ramp

As Built Desc: 48" top landing length

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 405.7.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617B

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ Existing (>5.0% or more)

Description: Landing is not level (>5.0% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 5.8%

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.5 and ADA/ABA 405.7

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

ADA Assessment  Survey ‐ Draft (05/07/2012) 2369



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617C

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15300

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 68

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617D

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" 

Solution: Grind or repair to remove trip hazard

As Built Desc: 2" lip in ramp surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.5 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 337693.922

ADA Assessment  Survey ‐ Draft (05/07/2012) 2370



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617E

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Bottom handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617F

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (9.0% ‐ 9.4%)

Description: Running slope exceeds 8.33% (9.0% ‐ 9.4%)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

ADA Assessment  Survey ‐ Draft (05/07/2012) 2371



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: The LaSells Stewart Center

Barrier #: 1617G

X Coordinate: 7478004.62

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Top handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 337693.922

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: The Plumbers Shop

Barrier #: 1050A

X Coordinate: 7479146.325

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338934.766

ADA Assessment  Survey ‐ Draft (05/07/2012) 2372



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: The Plumbers Shop

Barrier #: 1050B

X Coordinate: 7479146.325

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338934.766

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: The Plumbers Shop

Barrier #: 1051

X Coordinate: 7479099.458

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338928.759
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/25/2011 Report Date: 7/25/2011

Location: The Plumbers Shop

Barrier #: 1052

X Coordinate: 7479100.707

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338943.893

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 340A

X Coordinate: 7479152.707

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340989.37
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 340B

X Coordinate: 7479152.707

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No min. 12" handrail extension from ramp run

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340989.37

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 340C

X Coordinate: 7479152.707

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Parallel

Description: Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340989.37
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342A

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341033.407

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342B

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 42

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341033.407
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342C

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341033.407

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342D

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341033.407
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342E

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341033.407

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 342F

X Coordinate: 7479193.323

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341033.407
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 343

X Coordinate: 7479187.082

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Provide accessible ramp to door if this is part of the accessible route to the building

As Built Desc: 1" lip at threshold

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341035.778

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 344A

X Coordinate: 7479163.197

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341055.66
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 344B

X Coordinate: 7479163.197

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 60

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341055.66

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 344C

X Coordinate: 7479163.197

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341055.66

ADA Assessment  Survey ‐ Draft (05/07/2012) 2380



Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center

Barrier #: 344D

X Coordinate: 7479163.197

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341055.66

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: University Christian Center ‐ Parking Lot

Barrier #: 341

X Coordinate: 7479213.785

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 341019.942

ADA Assessment  Survey ‐ Draft (05/07/2012) 2381



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: University Housing and Dining Services

Barrier #: 2438

X Coordinate: 7477156.721

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339811.099

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: University Housing and Dining Services

Barrier #: 2458

X Coordinate: 7477176.207

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339739.731
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: University Housing and Dining Services

Barrier #: 2459

X Coordinate: 7477122.032

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339748.777

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: University Housing and Dining Services

Barrier #: 2460

X Coordinate: 7477116.025

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: Provide ISA directional sign at junction in route before end

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339734.577
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: University Housing and Dining Services

Barrier #: 2461

X Coordinate: 7477029.782

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Recommended: provide contrasting color at step

As Built Desc: 4" step

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 45

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339759.854

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services

Barrier #: 2821

X Coordinate: 7475328.68

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 27

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338836.668

ADA Assessment  Survey ‐ Draft (05/07/2012) 2384



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services

Barrier #: 2822

X Coordinate: 7475271.949

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.4%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338835.395

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services

Barrier #: 2823

X Coordinate: 7475270.746

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338726.113

ADA Assessment  Survey ‐ Draft (05/07/2012) 2385



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services

Barrier #: 2824

X Coordinate: 7475358.521

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338733.909

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services

Barrier #: 2827

X Coordinate: 7475367.164

Barrier Area: Doors or Gates

Barrier Type: Threshold (ramp req'd.)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide ramp leading to new level landing at door 

As Built Desc: 3" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338833.546

ADA Assessment  Survey ‐ Draft (05/07/2012) 2386



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services ‐ Parking Lot

Barrier #: 2825

X Coordinate: 7475234.076

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 26‐50

Description: Minimum 2 accessible stall not provided in lot/structure

Solution: Provide at least 2 accessible stalls including 1 van accessible stall

As Built Desc: 1 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 51 total stalls, 1 accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338877.599

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services ‐ Parking Lot

Barrier #: 2826A

X Coordinate: 7475341.063

Barrier Area: Parking

Barrier Type: Stall Dimensions ‐ Existing (3.1% to 4.0%)

Description: Accessible stall & aisle not max. 2.0% in all directions (3.1% to 4.0%)

Solution: Regrade stall to make level and restripe

As Built Desc: 3.2%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 30600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.3

As Built Meas: 306

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338849.353

ADA Assessment  Survey ‐ Draft (05/07/2012) 2387



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/9/2011 Report Date: 8/9/2011

Location: University Housing and Dining Services ‐ Parking Lot

Barrier #: 2826B

X Coordinate: 7475341.063

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 14'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338849.353

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2665

X Coordinate: 7475675.109

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2385

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 53

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339838.279

ADA Assessment  Survey ‐ Draft (05/07/2012) 2388



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2666A

X Coordinate: 7475747.728

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing or move actuator

As Built Desc: 4.5% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339796.213

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2666B

X Coordinate: 7475747.728

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Actuation control hgt

Description: Actuation control not located between 18" to 36" from ground or floor

Solution: Relocate actuation device

As Built Desc: Actuator located on door frame

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.6

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339796.213

ADA Assessment  Survey ‐ Draft (05/07/2012) 2389



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2667A

X Coordinate: 7475745.524

Barrier Area: Curb Ramps

Barrier Type: Perpendicular Ramp Landing (3.1% to 4.0%)

Description: Curb ramp top landing not level (3.1% to 4.0%)

Solution: Demolish existing and construct new transition

As Built Desc: 3.3% landing slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 406.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339834.741

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2667B

X Coordinate: 7475745.524

Barrier Area: Curb Ramps

Barrier Type: Gutter Slope ‐ Existing (8.3% or more)

Description: Gutter slope exceeds 5.0% (8.3% or more)

Solution: Demolish existing and construct new gutter

As Built Desc: 10.9% gutter slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339834.741

ADA Assessment  Survey ‐ Draft (05/07/2012) 2390



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668A

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339800.912

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668B

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339800.912

ADA Assessment  Survey ‐ Draft (05/07/2012) 2391



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668C

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339800.912

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668D

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339800.912

ADA Assessment  Survey ‐ Draft (05/07/2012) 2392



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668E

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 9" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339800.912

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2668F

X Coordinate: 7475541.931

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339800.912

ADA Assessment  Survey ‐ Draft (05/07/2012) 2393



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2669

X Coordinate: 7475561.601

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339790.541

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2670

X Coordinate: 7475538.909

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3690

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 82

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339796.993

ADA Assessment  Survey ‐ Draft (05/07/2012) 2394



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671A

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339723.526

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671B

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339723.526

ADA Assessment  Survey ‐ Draft (05/07/2012) 2395



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671C

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339723.526

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671D

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 32" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339723.526

ADA Assessment  Survey ‐ Draft (05/07/2012) 2396



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671E

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 9" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339723.526

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2671F

X Coordinate: 7475538.984

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339723.526

ADA Assessment  Survey ‐ Draft (05/07/2012) 2397



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2672

X Coordinate: 7475561.114

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339717.813

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2673

X Coordinate: 7475512.366

Barrier Area: Curb Ramps

Barrier Type: No Curb Ramp ‐  Existing Depressed Sidewalk

Description: No compliant curb cut at corner (intersection)

Solution: Demolish existing and construct curb cut

As Built Desc: 8.4% running slope at depressed area

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: 25 CFR 35.131(i)(2) and ADA/ABA 402.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339687.114

ADA Assessment  Survey ‐ Draft (05/07/2012) 2398



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2674A

X Coordinate: 7475517.356

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 16.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 990

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 22

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339687.867

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2674B

X Coordinate: 7475527.324

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339687.65

ADA Assessment  Survey ‐ Draft (05/07/2012) 2399



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2675

X Coordinate: 7475620.602

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339717.522

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2676A

X Coordinate: 7475639.414

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339650.341

ADA Assessment  Survey ‐ Draft (05/07/2012) 2400



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2676B

X Coordinate: 7475639.414

Barrier Area: Picnic Facilities

Barrier Type: Picnic Tables ‐ Ratio

Description: No accessible route to picnic table

Solution: Provide accessible route to picnic table

As Built Desc: No accessible route to picnic table

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA F245.2.1

As Built Meas: 11

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339650.341

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2677

X Coordinate: 7475655.296

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1665

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 37

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339649.597

ADA Assessment  Survey ‐ Draft (05/07/2012) 2401



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2678A

X Coordinate: 7475632.821

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 9" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339594.862

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2678B

X Coordinate: 7475632.821

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339594.862

ADA Assessment  Survey ‐ Draft (05/07/2012) 2402



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2678C

X Coordinate: 7475632.821

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 7

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339594.862

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2678D

X Coordinate: 7475632.821

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339594.862

ADA Assessment  Survey ‐ Draft (05/07/2012) 2403



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2678E

X Coordinate: 7475632.821

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 560

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339594.862

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2679A

X Coordinate: 7475562.502

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339587.604

ADA Assessment  Survey ‐ Draft (05/07/2012) 2404



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2679B

X Coordinate: 7475562.502

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339587.604

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2680A

X Coordinate: 7475599.326

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 12" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339602.676

ADA Assessment  Survey ‐ Draft (05/07/2012) 2405



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2680B

X Coordinate: 7475599.326

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339602.676

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2682A

X Coordinate: 7475549.458

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (9.0% ‐ 9.4%)

Description: Running slope exceeds 8.33% (9.0% ‐ 9.4%)

Solution: Demolish existing and construct new ramp is this is determined to be part of accessible route

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339538.27

ADA Assessment  Survey ‐ Draft (05/07/2012) 2406



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab

Barrier #: 2682B

X Coordinate: 7475549.458

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp is this is determined to be part of accessible rout

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339538.27

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2681

X Coordinate: 7475638.093

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 101‐150

Description: Minimum 5 accessible stall not provided in lot/structure

Solution: Provide at least 5 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 1 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 124 total stalls, 4 accessible stalls & 0 van accessible stall

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339546.67

ADA Assessment  Survey ‐ Draft (05/07/2012) 2407



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2683

X Coordinate: 7475516.871

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339713.827

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2684A

X Coordinate: 7475518.19

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 8' x 16'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339726.595

ADA Assessment  Survey ‐ Draft (05/07/2012) 2408



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2684B

X Coordinate: 7475518.19

Barrier Area: Parking

Barrier Type: Accessible Route ‐ Connection

Description: Accessible stall not connected to accessible route

Solution: Provide connecting pedestrian route and ensure that people do not have to wheel behind other car

As Built Desc: No accessible route is connected to accessible stall at top of access aisle with vertical curb

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.4.5 and ADA/ABA 208.3.1

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339726.595

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2685A

X Coordinate: 7475748.676

Barrier Area: Parking

Barrier Type: On‐Street Parallel Stall ‐ Ratio 1‐25

Description: Where 1‐25 on‐street stalls exist, at least 1 must be accessible

Solution: Provide at least 1 accessible on‐street parking stall

As Built Desc: 2 stalls provided on block perimeter

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: PROWAG R214

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339854.806

ADA Assessment  Survey ‐ Draft (05/07/2012) 2409



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/2/2011 Report Date: 8/2/2011

Location: USDA Forestry Science Lab ‐ Parking Lot

Barrier #: 2685B

X Coordinate: 7475748.676

Barrier Area: Parking

Barrier Type: On‐Street Parallel Stall ‐ Narrow Sidwalk

Description: On‐street parking stall adjacent to narrow sidewalk not at end of block face

Solution: Provide marked crossing to existing walkway leading to building for at least one accessible stall

As Built Desc: No connecting accessible route from stall to building

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: PROWAG R309.2.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339854.806

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2990A

X Coordinate: 7477084.295

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 53500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 214

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338326.291

ADA Assessment  Survey ‐ Draft (05/07/2012) 2410



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2990B

X Coordinate: 7477084.295

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 21700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 620

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338326.291

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2990C

X Coordinate: 7477084.295

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 6525

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 29

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338326.291
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2990D

X Coordinate: 7477084.295

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338326.291

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2991

X Coordinate: 7477119.105

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 17" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338320.386
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2992

X Coordinate: 7477050.876

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.6% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338255.452

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center

Barrier #: 2997

X Coordinate: 7476967.323

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 180

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 338241.88

ADA Assessment  Survey ‐ Draft (05/07/2012) 2413



Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 2993

X Coordinate: 7476923.9

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338191.245

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 2994

X Coordinate: 7476936.131

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338211.562
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 2995

X Coordinate: 7476948.826

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338232.195

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 2996

X Coordinate: 7476969.176

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (mesh imprint) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 338257.392
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3077

X Coordinate: 7476965.714

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338277.465

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3078A

X Coordinate: 7476972.076

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338282.099
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3078B

X Coordinate: 7476972.076

Barrier Area: Parking

Barrier Type: Van Accessible Stall Aisle

Description: No min. 8' wide access aisle provided

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: No min. 8' wide access aisle provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(b)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338282.099

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3079

X Coordinate: 7476983.397

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338293.341
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3080

X Coordinate: 7476989.515

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338299.839

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3081

X Coordinate: 7477000.585

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338311.096
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Oregon State University ‐ Pedestrian Facilities

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3082

X Coordinate: 7477007.382

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338317.316

Field Date:  8/11/2011 Report Date: 8/11/2011

Location: Valley Football Center ‐ Parking Lot

Barrier #: 3083

X Coordinate: 7477018.957

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 15'

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 338325.779

ADA Assessment  Survey ‐ Draft (05/07/2012) 2419



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445A

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Exit Stairway

Description: Exit stairway does not provide min. 48" clear width between handrails

Solution: Reconfigure handrail to provide min. 48" clear width

As Built Desc: 29" clear width between handrails

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1009

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339894.023

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445B

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/4" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339894.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445C

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339894.023

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445D

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 3" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339894.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445E

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 9

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339894.023

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 445F

X Coordinate: 7478845.323

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339894.023
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library

Barrier #: 446

X Coordinate: 7478921.989

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 25" bench seat depth, 21" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes: 3 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340025.338

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 582A

X Coordinate: 7478743.171

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 13" bench seat depth and 15" back support height. Backrest not compliant

Quantity: EACH

Official Responsible:

Notes: 12 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340159.781
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 582B

X Coordinate: 7478743.171

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to min. one bench

As Built Desc: No level clear space provided

Quantity: SF

Official Responsible:

Notes: 12 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340159.781

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 583

X Coordinate: 7478751.112

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 22" bench seat height and 25" bench seat depth. No backrest provided

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340152.69
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 584A

X Coordinate: 7478877.087

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 3‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 13500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 60

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340089.661

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 584B

X Coordinate: 7478877.087

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340089.661
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 589

X Coordinate: 7478567.35

Barrier Area: Drinking Fountains

Barrier Type: Bubbler water flow

Description: Water flow from bubbler not min. 4" high

Solution: Adjust drinking fountain to provide min. 4" high water flow

As Built Desc: 2" high water flow from bubbler

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 602.6

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340003.109

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 592A

X Coordinate: 7478636.219

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Description: Clear floor space for wheelchair not provided at control or mechanism

Solution: Rework area to provide wheelchair space at control or mechanism

As Built Desc: No clear floor space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339930.37
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 592B

X Coordinate: 7478636.219

Barrier Area: Controls and Mechanisms

Barrier Type: Control or Mechanism

Description: Control or mechanism not at max. 48" high for side reach

Solution: Relocate control or mechanism to max. 48" high

As Built Desc: 56" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 305.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339930.37

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library

Barrier #: 597

X Coordinate: 7478563.288

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and backrest not compliant

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339814.047
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library ‐ Walkway

Barrier #: 435

X Coordinate: 7478838.803

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4230

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 94

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339846.34

Field Date:  7/1/2011 Report Date: 7/1/2011

Location: Valley Library ‐ Walkway

Barrier #: 481

X Coordinate: 7478948.365

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.3% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 5220

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 116

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340179.964
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/12/2011 Report Date: 7/12/2011

Location: Valley Library ‐ Walkway

Barrier #: 581

X Coordinate: 7478883.962

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Water accumulation identified

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 90

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340267.368

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2615A

X Coordinate: 7476288.562

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (8.6% ‐ 8.9%)

Description: Running slope exceeds 8.33% (8.6% ‐ 8.9%)

Solution: Demolish existing and construct new ramp

As Built Desc: 8.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339131.59
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2615B

X Coordinate: 7476288.562

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier (wheel guide) provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339131.59

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2616

X Coordinate: 7476291.098

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339123.779
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2617

X Coordinate: 7476285.375

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 6.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339117.218

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2618

X Coordinate: 7476290.895

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Install guard or handrail as safety measure

As Built Desc: 7" lip at end of ramp landing

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339149.168
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2619

X Coordinate: 7476252.217

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 720

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339070.435

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2620

X Coordinate: 7476265.503

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.3%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339069.489
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2621

X Coordinate: 7476250.512

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Protruding object in walkway between 27" and 80" high

Solution: Remove object or provide detectable warning

As Built Desc: 60" height air conditioning wall unit

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 90

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339085.661

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2623

X Coordinate: 7476199.311

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 7" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339090.218
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2624A

X Coordinate: 7476189.045

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Acc Route

Description: No accessible route provided to bench

Solution: Relocate bench or provide additional bench in accessible location.

As Built Desc: No accessible route is connected to bench

Quantity: LF

Official Responsible:

Notes: Bench 25 feet from adjacent pedestrian route.

Bar. Severity: 3 Hindrance Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339120.401

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2624B

X Coordinate: 7476189.045

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space at table

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339120.401
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2625

X Coordinate: 7476210.68

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct level landing and ramp to provide access to door landing

As Built Desc: 4" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339173.952

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory

Barrier #: 2626

X Coordinate: 7476212.151

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Construct level landing to connect exit door to public way

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339175.826
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/29/2011 Report Date: 7/29/2011

Location: Veterinary Research Laboratory ‐ Parking Lot

Barrier #: 2622

X Coordinate: 7476220.272

Barrier Area: Parking

Barrier Type: Accessible Stall

Description: No accessible stall provided in parking lot

Solution: Provide min. one van accessible stall

As Built Desc: Loose gravel surface nor firm and stable

Quantity: EACH

Official Responsible:

Notes: 21 total stalls, 1 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339080.739

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1134

X Coordinate: 7478404.331

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339553.122
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1135

X Coordinate: 7478410.059

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 4.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339572

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1136A

X Coordinate: 7478398.374

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.756
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1136B

X Coordinate: 7478398.374

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339588.756

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1136C

X Coordinate: 7478398.374

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.756
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Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1136D

X Coordinate: 7478398.374

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.756

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1136E

X Coordinate: 7478398.374

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339588.756
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1137

X Coordinate: 7478393.124

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" in walkway

Solution: Provide directional sign to accessible entry and consider providing contrasting color on step as safet

As Built Desc: 7" step in walkway surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339586.732

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1138

X Coordinate: 7478392.759

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 8.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339636.866
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1139A

X Coordinate: 7478401.028

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 21

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339649.984

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1139B

X Coordinate: 7478401.028

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 12" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339649.984

ADA Assessment  Survey ‐ Draft (05/07/2012) 2441



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1139C

X Coordinate: 7478401.028

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 735

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 21

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339649.984

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1139D

X Coordinate: 7478401.028

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339649.984

ADA Assessment  Survey ‐ Draft (05/07/2012) 2442



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1143

X Coordinate: 7478439.808

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5‐1/2" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339732.794

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1144

X Coordinate: 7478440.648

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339753.212

ADA Assessment  Survey ‐ Draft (05/07/2012) 2443



Oregon State University ‐ Pedestrian Facilities

Field Date:  ######### Report Date: #########

Location: Waldo Hall

Barrier #: 1145

X Coordinate: 7478511.584

Barrier Area: Signage

Barrier Type: Directional Sign

Description: No directional signage provided where accessible route diverges from main route

Solution: Provide compliant directional signage

As Built Desc: No directional signage provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADAAG 4.1.2(7)c

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339758.684

Field Date:  ######### Report Date: #########

Location: Waldo Hall

Barrier #: 1146

X Coordinate: 7478512.488

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 9.0% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339621.945
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1147

X Coordinate: 7478466.684

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 2.6% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339621.07

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1150

X Coordinate: 7478499.731

Barrier Area: Sidewalks

Barrier Type: Running Slope (Existing)

Description: Running slope exceeds 5.0%

Solution: No remediation where sidewalk sloped as roadway

As Built Desc: 13.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 5 Technically Infeasible Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339494.303

ADA Assessment  Survey ‐ Draft (05/07/2012) 2445



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1151

X Coordinate: 7478490.683

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 5.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339483.619

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1152A

X Coordinate: 7478428.446

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 41" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 31500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 140

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339487.295

ADA Assessment  Survey ‐ Draft (05/07/2012) 2446



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1152B

X Coordinate: 7478428.446

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 31500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 140

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339487.295

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1152C

X Coordinate: 7478428.446

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 210

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339487.295

ADA Assessment  Survey ‐ Draft (05/07/2012) 2447



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1152D

X Coordinate: 7478428.446

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 22950

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(1) and ADA/ABA 505.10.2

As Built Meas: 102

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339487.295

Field Date:  7/26/2011 Report Date: 7/26/2011

Location: Waldo Hall

Barrier #: 1152E

X Coordinate: 7478428.446

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339487.295

ADA Assessment  Survey ‐ Draft (05/07/2012) 2448



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2473

X Coordinate: 7477500.958

Barrier Area: Walkways

Barrier Type: Driveway ‐ Existing

Description: Driveway cross slope that exceeds 2.0% (2.1% to 3.9%)

Solution: Provide min. 48" wide level walkway through driveway

As Built Desc: 4.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339797.38

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2474A

X Coordinate: 7477501.853

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 5.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339745.75

ADA Assessment  Survey ‐ Draft (05/07/2012) 2449



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2474B

X Coordinate: 7477501.853

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level of 1/2" without a 1:2 bevel leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339745.75

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2475

X Coordinate: 7477482.335

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Demolish existing and construct new route is this is determined to be accessible route

As Built Desc: 24" clear width due to pole

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339780.782

ADA Assessment  Survey ‐ Draft (05/07/2012) 2450



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2476

X Coordinate: 7477480.92

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Demolish existing and construct new route is this is determined to be accessible route

As Built Desc: 30" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1485

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 33

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339779.035

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2477A

X Coordinate: 7477479.324

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Demolish existing and construct new route is this is determined to be accessible route

As Built Desc: 30" clear width

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 42

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339757.484

ADA Assessment  Survey ‐ Draft (05/07/2012) 2451



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2477B

X Coordinate: 7477478.737

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope is this is determined to be accessible route

As Built Desc: 10.2% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339755.248

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2477C

X Coordinate: 7477478.737

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp is this is determined to be accessible route

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 9450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339755.248

ADA Assessment  Survey ‐ Draft (05/07/2012) 2452



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Hall

Barrier #: 2478

X Coordinate: 7477441.925

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339758.122

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2479

X Coordinate: 7477622.181

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 14‐1/2" back support height

Quantity: EACH

Official Responsible:

Notes: 4 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339691.9

ADA Assessment  Survey ‐ Draft (05/07/2012) 2453



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2480A

X Coordinate: 7477642.557

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339656.348

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2480B

X Coordinate: 7477642.557

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339656.348

ADA Assessment  Survey ‐ Draft (05/07/2012) 2454



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2481

X Coordinate: 7477654.483

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339660.741

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2482

X Coordinate: 7477672.983

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339667.772

ADA Assessment  Survey ‐ Draft (05/07/2012) 2455



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2483A

X Coordinate: 7477572.737

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 60

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339724.816

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2483B

X Coordinate: 7477572.737

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339724.816

ADA Assessment  Survey ‐ Draft (05/07/2012) 2456



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2484A

X Coordinate: 7477582.497

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339737.11

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2484B

X Coordinate: 7477582.497

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 10.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 14

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339737.11

ADA Assessment  Survey ‐ Draft (05/07/2012) 2457



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2485

X Coordinate: 7477556.854

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7% at automatic door actuator

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339726.955

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2486

X Coordinate: 7477589.736

Barrier Area: Walkways

Barrier Type: Running Slope ‐ New Construction

Description: Walkway running slope exceeds 5.0%

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 12.9% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339778.385

ADA Assessment  Survey ‐ Draft (05/07/2012) 2458



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2487

X Coordinate: 7477560.759

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing or directional sign to accessible entry

As Built Desc: 3 steps to door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 144

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339663.203

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2488

X Coordinate: 7477591.146

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing or directional sign to accessible entry

As Built Desc: 3 steps to door landing

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339649.793

ADA Assessment  Survey ‐ Draft (05/07/2012) 2459



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2489

X Coordinate: 7477518.645

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339625.802

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2490A

X Coordinate: 7477499.595

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339641.877

ADA Assessment  Survey ‐ Draft (05/07/2012) 2460



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2490B

X Coordinate: 7477499.595

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 7200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 32

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339641.877

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2491A

X Coordinate: 7477536.729

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339607.245

ADA Assessment  Survey ‐ Draft (05/07/2012) 2461



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2491B

X Coordinate: 7477536.729

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339607.245

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2492

X Coordinate: 7477550.412

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3920

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 112

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339586.769

ADA Assessment  Survey ‐ Draft (05/07/2012) 2462



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2493A

X Coordinate: 7477580.417

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339564.329

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2493B

X Coordinate: 7477580.417

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339564.329

ADA Assessment  Survey ‐ Draft (05/07/2012) 2463



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2493C

X Coordinate: 7477580.417

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339564.329

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2494A

X Coordinate: 7477571.309

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1890

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 54

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339509.471

ADA Assessment  Survey ‐ Draft (05/07/2012) 2464



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2494B

X Coordinate: 7477571.309

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339509.471

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2495A

X Coordinate: 7477553.253

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and15" back support height

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339529.468
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2495B

X Coordinate: 7477553.253

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339529.468

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2496

X Coordinate: 7477563.272

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339523.862
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2497

X Coordinate: 7477547.08

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2880

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 64

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339514.063

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2498

X Coordinate: 7477529.208

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.2% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2340

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 52

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339586.453
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2499

X Coordinate: 7477512.213

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ New Construction

Description: Door/Gate landing is not level on both sides of door

Solution: Provide level landing

As Built Desc: 3.0%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339602.853

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2500A

X Coordinate: 7477480.013

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 840

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 24

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339672.744
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2500B

X Coordinate: 7477480.013

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339672.744

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2500C

X Coordinate: 7477480.013

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 7" rectangular  handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 16

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339672.744
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2501

X Coordinate: 7477447.746

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 13" bench seat depth and 15" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339645.118

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2504

X Coordinate: 7477724.026

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (4.1% to 4.9%)

Description: Cross slope exceeds 2.0% (4.1% to 4.9%)

Solution: Demolish existing and construct new route

As Built Desc: 4.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1170

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339517.044
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2505

X Coordinate: 7477701.415

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope

As Built Desc: 6.7% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1440

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339518.176

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2506

X Coordinate: 7477668.749

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 36

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339516.537
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2507A

X Coordinate: 7477667.726

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 28

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339521.405

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2507B

X Coordinate: 7477667.726

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339521.405
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2507C

X Coordinate: 7477667.726

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 4050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339521.405

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Hall

Barrier #: 2514A

X Coordinate: 7477387.555

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 4

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339764.858
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Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Wy ‐ East

Barrier #: 2512

X Coordinate: 7477372.491

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1980

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 44

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339483.124

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Weatherford Wy ‐ East

Barrier #: 2513

X Coordinate: 7477378.605

Barrier Area: Sidewalks

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 4.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 6570

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.4 and ADA/ABA 403.3

As Built Meas: 146

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339656.483
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Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Wy ‐ West

Barrier #: 2432

X Coordinate: 7477338.114

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 6.4% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 75

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339483.916

Field Date:  7/19/2011 Report Date: 7/19/2011

Location: Weatherford Wy ‐ West

Barrier #: 2436

X Coordinate: 7477345.107

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 8.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4995

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 111

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339688.872
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 598

X Coordinate: 7478466.228

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341162.33

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 601A

X Coordinate: 7478502.79

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341086.455
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 601B

X Coordinate: 7478502.79

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided on entire stairway tread

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1155

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341086.455

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 601C

X Coordinate: 7478502.79

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341086.455
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 602

X Coordinate: 7478490.164

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Protruding object in walkway between 27" and 80" high

Solution: Remove object or provide detectable warning

As Built Desc: 48" high garbage bin in walkway

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341060.746

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603A

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Determine if this is accessible route. If so, demolish existing and construct new ramp

As Built Desc: 16.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603B

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Determine if this is accessible route. If so, provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603C

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Determine if this is accessible route. If so, provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603D

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603E

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not 1/4" ‐ 1/2" in diameter

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 2‐1/2" handrail grip diameter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 505.10

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 603F

X Coordinate: 7478486.289

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Description: Handrail extension does not extend min. 12" from ramp run

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No min. 12" extension from ramp run provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 0

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340971.862

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 604A

X Coordinate: 7478488.387

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340917.864
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 604B

X Coordinate: 7478488.387

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided on entire stairway tread

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1155

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 33

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340917.864

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 604C

X Coordinate: 7478488.387

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340917.864
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 605A

X Coordinate: 7478494.181

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340895.001

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 605B

X Coordinate: 7478494.181

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Level Landing

Description: No level landing provided adjacent to bench

Solution: Provide level landing adjacent to bench or relocate bench to level location

As Built Desc: No clear level space provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340895.001
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606A

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606B

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1350

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 6

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606C

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No parallel top handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606D

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606E

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606F

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340846.236
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Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Weniger Hall

Barrier #: 606G

X Coordinate: 7478434.507

Barrier Area: Stairways

Barrier Type: Handrail Location

Description: Handrail grip not an absolute 1‐1/2" from wall

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 2‐1/2" from wall

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(3)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340846.236

Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 607A

X Coordinate: 7478441.404

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340841.679
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Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 607B

X Coordinate: 7478441.404

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: No consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 45

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340841.679

Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 607C

X Coordinate: 7478441.404

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1575

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 45

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340841.679
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Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 608A

X Coordinate: 7478482.626

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340848.792

Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 608B

X Coordinate: 7478482.626

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 630

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 18

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340848.792
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Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: 608C

X Coordinate: 7478482.626

Barrier Area: Stairways

Barrier Type: Riser Height ‐ New Construction

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: No consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 18

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340848.792

Field Date:  ######### Report Date: #########

Location: Weniger Hall

Barrier #: D

X Coordinate: 7478441.404

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340841.679
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2391A

X Coordinate: 7476920.373

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 4200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 120

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339594.911

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2391B

X Coordinate: 7476920.373

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 10800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339594.911
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2393A

X Coordinate: 7476860.832

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided at each tread

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 23800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 680

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339567.666

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2393B

X Coordinate: 7476813.812

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.15
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2393C

X Coordinate: 7476813.812

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 11250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339570.15

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2394

X Coordinate: 7476715.127

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: No wheelchair space provided at tables

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339565.647
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2395

X Coordinate: 7476724.853

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 80

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339557.682

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2396

X Coordinate: 7476728.324

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.6% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2160

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 48

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339542.772
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West Dining Hall

Barrier #: 2404

X Coordinate: 7476626.096

Barrier Area: Picnic Facilities

Barrier Type: Picnic Table ‐ WC Space

Description: Wheelchair space of min. 30" x  48" not provided at picnic table

Solution: Provide min. one wheelchair accessible picnic table

As Built Desc: Table with seat removed lacks 30" x 48" clear space

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 3 Hindrance Cost Estimate: 1500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 1011.4

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339638.124

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2397A

X Coordinate: 7476790.34

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339480.36
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2397B

X Coordinate: 7476790.34

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339480.36

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2400A

X Coordinate: 7476609.872

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1470

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 42

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339528.803
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2400B

X Coordinate: 7476609.872

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 8

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339528.803

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2401

X Coordinate: 7476610.693

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 23" bench seat height and no back support provided

Quantity: EACH

Official Responsible:

Notes: 2 total benches at location

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339541.931
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2402

X Coordinate: 7476640.484

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.1%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339604.963

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall

Barrier #: 2403

X Coordinate: 7476636.626

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339598.436
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: West International Hall ‐ Parking Lot

Barrier #: 2405

X Coordinate: 7476716.96

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 1‐25

Description: Minimum 1 accessible stall not provided in lot/structure

Solution: Provide at least 1 accessible stall including 1 van accessible stall

As Built Desc: No accessible stall provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339432.175

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Wiegand Hall

Barrier #: 1893

X Coordinate: 7476240.717

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 11" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 8250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 66

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340830.913
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/28/2011 Report Date: 6/28/2011

Location: Wiegand Hall

Barrier #: 1894

X Coordinate: 7476338.354

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 1" lip

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 8

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340901.502

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Wiegand Hall

Barrier #: 1917A

X Coordinate: 7476332.031

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1120

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 32

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340731.913
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/29/2011 Report Date: 6/29/2011

Location: Wiegand Hall

Barrier #: 1917B

X Coordinate: 7476332.031

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Botttom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No level handrail extension at the bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340731.913

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2101A

X Coordinate: 7477651.64

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not level for min. 12"

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not level for min. 12"

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341321.695
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2101B

X Coordinate: 7477651.64

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341321.695

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2102

X Coordinate: 7477724.685

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 225

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341323.162
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2103

X Coordinate: 7477649.545

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat not 20" to 24" deep

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15" bench seat depth and 17" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341296.864

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2104

X Coordinate: 7477642.012

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (2.1% to 3.0%)

Description: Cross slope exceeds 2.0% (2.1% to 3.0%)

Solution: Low severity barrier ‐ no remediation recommended

As Built Desc: 3.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 341304.517
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/7/2011 Report Date: 7/7/2011

Location: Wilkinson Hall

Barrier #: 2105

X Coordinate: 7477692.252

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 341080.578

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 875

X Coordinate: 7479654.748

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339424.225
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 876

X Coordinate: 7479647.805

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339425.27

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 877

X Coordinate: 7479551.965

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Description: Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Solution: Repair surface to make firm and stable

As Built Desc: Cracked concrete

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 45

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 302.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339502.11
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 878

X Coordinate: 7479685.729

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.6%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339506.776

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 879

X Coordinate: 7479685.657

Barrier Area: Public Phones

Barrier Type: Reach Range

Description: Height of controls exceeds 48" above ground

Solution: Remount or relocate phone

As Built Desc: 54" height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC E106.2

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339493.27
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 880A

X Coordinate: 7479843.743

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No bottom handrail extension provided

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.236

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 880B

X Coordinate: 7479843.743

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 40" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.236
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 880C

X Coordinate: 7479843.743

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Description: Ramp lacks min. 4" barrier at bottom of ramp handrail

Solution: Demolish existing and construct new ramp

As Built Desc: No min. 4" barrier (wheel guide) provided at the bottom of ramp handrail

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.236

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 880D

X Coordinate: 7479843.743

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Description: Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Solution: Demolish existing and construct new ramp or provide wheelguides at both sides of ramp

As Built Desc: No min. 12" extension provided at sides of ramp

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 405.9.1

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.236
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 880E

X Coordinate: 7479843.743

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339467.236

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 881A

X Coordinate: 7479844.654

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339485.79
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 881B

X Coordinate: 7479844.654

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 420

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 12

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339485.79

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 881C

X Coordinate: 7479844.654

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 39" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339485.79
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 881D

X Coordinate: 7479844.654

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339485.79

Field Date:  7/20/2011 Report Date: 7/20/2011

Location: Wilson Hall

Barrier #: 881E

X Coordinate: 7479844.654

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 5

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339485.79
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Wilson Hall ‐ Parking Lot

Barrier #: 974

X Coordinate: 7479545.957

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 201‐300

Description: Minimum 7 accessible stall not provided in lot/structure

Solution: Provide at least 7 accessible stalls including 1 "wheelchair user only" stall

As Built Desc: 5 additional accessible stalls (1 wheelchair user only) required

Quantity: EACH

Official Responsible:

Notes: 269 total stalls, 2 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 2375

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(a)

As Built Meas: 5

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339350.874

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Wilson Hall ‐ Parking Lot

Barrier #: 975

X Coordinate: 7479633.156

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 269 total stalls, 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339396.068
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Wilson Hall ‐ Parking Lot

Barrier #: 976

X Coordinate: 7479649.438

Barrier Area: Parking

Barrier Type: Stall Dimensions

Description: Accessible stall not min. 9' x 18"

Solution: Restripe to provide compliant stall and access aisle

As Built Desc: 9' x 16'

Quantity: EACH

Official Responsible:

Notes: 269 total stalls, 2 accessible stalls

Bar. Severity: 2 Recommended Cost Estimate: 475

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1 and ORS 447.233.2.(c)

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339395.949

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Wilson Hall ‐ Parking Lot

Barrier #: 977A

X Coordinate: 7479642.339

Barrier Area: Curb Ramps

Barrier Type: Running Slope ‐ Existing (9.5% or more)

Description: Ramp running slope exceeds 8.3% (9.5% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 9.7% running slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.1 and ADA/ABA 406.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339407.752
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/21/2011 Report Date: 7/21/2011

Location: Wilson Hall ‐ Parking Lot

Barrier #: 977B

X Coordinate: 7479642.339

Barrier Area: Curb Ramps

Barrier Type: Flares ‐ Existing (11.1% or more)

Description: Ramp flare slope exceeds 10.0% (11.1% or more)

Solution: Demolish existing and construct new curb ramp

As Built Desc: 12.6% flare slope

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.3 and ADA/ABA 406.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 339407.752

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2169A

X Coordinate: 7476941.324

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.5% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2025

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 45

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340690.406
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2169B

X Coordinate: 7476944.287

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (30” to 32”)

Description: Pedestrian route is not min. 36" wide (30” to 32”)

Solution: Trim foliage to provide min. 36" clear width

As Built Desc: 30" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340715.628

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2169C

X Coordinate: 7476945.961

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (5.0% ‐ 8.2%)

Description: Walkway running slope exceeds 5.0% (5.0% ‐ 5.5%)

Solution: Provide compliant handrails at both sides with landings where required

As Built Desc: 6.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 270

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 6

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340765.806
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2170

X Coordinate: 7476947.874

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: No remediation recommended

As Built Desc: Incorrect placement of detectable warning in roadway

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 0

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 0

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340767.428

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2171A

X Coordinate: 7476950.224

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided ‐ 1" to 4"

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340800.633
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2171B

X Coordinate: 7476950.224

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340800.633

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2172A

X Coordinate: 7476928.952

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340873.409
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2172B

X Coordinate: 7476928.952

Barrier Area: Stairways

Barrier Type: Handrail Height

Description: Handrail grip measured at center not 34"‐ 38" high

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 31" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 2700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(5) and ADA/ABA 505.10.2

As Built Meas: 12

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340873.409

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2173A

X Coordinate: 7476854.17

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 8" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 15000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 60

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340897.349

ADA Assessment  Survey ‐ Draft (05/07/2012) 2518



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2173B

X Coordinate: 7476854.17

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 70

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340897.349

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2174

X Coordinate: 7476838.443

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340891.749
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2175

X Coordinate: 7476748.302

Barrier Area: Curb Ramps

Barrier Type: Built‐up Curb Ramp

Description: Built‐up curb ramp projects into vehicular way

Solution: Remove built‐up curb ramp if this is determined to be part of accessible route

As Built Desc: 11.3% running slope

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.2.4 and ADA/ABA 406.5

As Built Meas: 8

Facility Function: PublicImplementation Priority: 2

Bldg Name:

Y Coordinate: 340904.177

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2176

X Coordinate: 7476748.251

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route if this is determined to be part of accessible route

As Built Desc: 7.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3825

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 85

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340902.04
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2177

X Coordinate: 7476747.935

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard if this is determined to be part of accessible route

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340902.569

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2178

X Coordinate: 7476748.162

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 135

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340890.568

ADA Assessment  Survey ‐ Draft (05/07/2012) 2521



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2179

X Coordinate: 7476739.624

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 9.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340861.803

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2180

X Coordinate: 7476788.598

Barrier Area: Walkways

Barrier Type: Clear Width ‐ ADA Existing (less than 30”)

Description: Pedestrian route is not min. 36" wide (less than 30”)

Solution: Trim foliage to provide min. 36" clear width if this is determined to be part of accessible route

As Built Desc: 24" clear width due to foliage growth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.4.2 and ADA/ABA 403.5.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340855.54
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2181

X Coordinate: 7476787.196

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340851.032

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2182A

X Coordinate: 7476704.802

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340879.85
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2182B

X Coordinate: 7476704.802

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1050

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 30

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340879.85

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2183

X Coordinate: 7476698.826

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1/2" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340874.395
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2184

X Coordinate: 7476693.026

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Description: Cross slope exceeds 2.0% (3.1% to 4.0%)

Solution: Demolish existing and construct new route

As Built Desc: 3.7% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 2835

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 63

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340890.116

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall

Barrier #: 2185

X Coordinate: 7476656.569

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340730.585
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall ‐ Parking Lot

Barrier #: 2186

X Coordinate: 7476758.197

Barrier Area: Parking

Barrier Type: Ratio of Accessible Stalls ‐ 51‐75

Description: Minimum 3 accessible stall not provided in lot/structure

Solution: Provide at least 3 accessible stalls including 1 van accessible stall

As Built Desc: 3 additional accessible stalls (1 van acc) required

Quantity: EACH

Official Responsible:

Notes: 62 parking stalls, 0 accessible stalls

Bar. Severity: 1 Necessary Cost Estimate: 1425

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1104.1, ORS 447.233.2.(a) and ADA/ABA 208.2

As Built Meas: 3

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340986.315

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall ‐ Parking Lot

Barrier #: 2187

X Coordinate: 7476707.655

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope if this is determined to be part of the acce

As Built Desc: 15.1% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 675

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 15

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340936.756
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/13/2011 Report Date: 7/13/2011

Location: Withycombe Hall ‐ Parking Lot

Barrier #: 2188

X Coordinate: 7476867.476

Barrier Area: Walkways

Barrier Type: Running Slope ‐ Existing (8.3% or more)

Description: Walkway running slope exceeds 5.0% (8.3% or more)

Solution: Demolish and reconstruct walkway with compliant slope if this is determined to be part of the acce

As Built Desc: 20.6% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 855

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340937.116

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2267A

X Coordinate: 7477628.095

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 13.4% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3800

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340408.167
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2267B

X Coordinate: 7477628.095

Barrier Area: Ramps

Barrier Type: Handrail Height

Description: Handrails not 34"‐38" high

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: 33" handrail grip height

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 4275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.4

As Built Meas: 19

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340408.167

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2267C

X Coordinate: 7477628.095

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Description: Handrail extension not min. 12" long

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail extension not min. 12" long

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.10

As Built Meas: 2

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340408.167

ADA Assessment  Survey ‐ Draft (05/07/2012) 2528



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2268

X Coordinate: 7477630.42

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.5%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340383.049

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2269A

X Coordinate: 7477707.201

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340394.246
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2269B

X Coordinate: 7477707.201

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Seat Height

Description: Bench seat 17" to 19" above ground

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: 15" bench seat height and 15" bench seat depth

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340394.246

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2270A

X Coordinate: 7477683.811

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Clear Space

Description: No clear space provided at side of bench for wheechair user

Solution: Provide min. 30" x 48" level space centered at side of bench

As Built Desc: No clear space provided

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 1250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.2 and PROWAG R211

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340269.135
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2270B

X Coordinate: 7477683.811

Barrier Area: Street Furniture

Barrier Type: Bench Back Support

Description: No back support provided

Solution: Recommended: Ensure that 5% of all benches are compliant

As Built Desc: No back support provided

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.4 and PROWAG R211

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340269.135

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2271A

X Coordinate: 7477670.44

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5810

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 166

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340255.559

ADA Assessment  Survey ‐ Draft (05/07/2012) 2531



Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2271B

X Coordinate: 7477670.44

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 5400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 24

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340255.559

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2271C

X Coordinate: 7477670.44

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340255.559
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2271D

X Coordinate: 7477670.44

Barrier Area: Stairways

Barrier Type: Handrail ‐ Intermediate

Description: Stairway more than 88" in width lacks at least one intermediate handrail for each 88" of requried w

Solution: Provide one intermediate handrail per 88" stairway clear width

As Built Desc: No intermediate handrail provided where stairway is more than 88" wide

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 8100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 36

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340255.559

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2272

X Coordinate: 7477640.511

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Description: Change in level greater than 1/2" leading to door

Solution: Grind or repair to remove trip hazard

As Built Desc: 3" lip

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 340251.566
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Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2274

X Coordinate: 7477620.589

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.7%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340137.521

Field Date:  7/14/2011 Report Date: 7/14/2011

Location: Women's Building

Barrier #: 2275

X Coordinate: 7477608.626

Barrier Area: Walkways

Barrier Type: Abrupt End

Description: Walkway ends abruptly forcing pedestrians to retrace their steps

Solution: Provide directional sign at junction to identify accessible route

As Built Desc: 7.4% running slope in walkway

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.1 and ADA/ABA 206.2.1

As Built Meas: 11

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340108.389
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 362

X Coordinate: 7479112.145

Barrier Area: Walkways

Barrier Type: Detectable Warnings ‐ Incorrect Application

Description: Detectable warning (truncated domes) incorrectly installed

Solution: Remove truncated domes where no hazardous situation exists

As Built Desc: Incorrect placement of detectable warning in parking lot

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: Performance Standard

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340282.378

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 363A

X Coordinate: 7479130.926

Barrier Area: Ramps

Barrier Type: Handrail

Description: No handrail provided at both sides

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 17775

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.2

As Built Meas: 79

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340271.08
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 363B

X Coordinate: 7479130.926

Barrier Area: Ramps

Barrier Type: Handrail Grip

Description: Handrail grip is not continuous

Solution: Provide compliant handrails at both sides of ramp

As Built Desc: Handrail grip is not continuous

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3600

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.6 and ADA/ABA 505.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340271.08

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 363C

X Coordinate: 7479130.926

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Description: Running slope exceeds 8.33% (>9.5% or more)

Solution: Demolish existing and construct new ramp

As Built Desc: 9.5% running slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3200

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.7.2 and ADA/ABA 405.3

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340271.08
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 364A

X Coordinate: 7479087.431

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340261.525

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 364B

X Coordinate: 7479087.431

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 10000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 40

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340261.525
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 364C

X Coordinate: 7479087.431

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not sloped for length of one tread

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not sloped for length of one tread

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340261.525

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 364D

X Coordinate: 7479087.431

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 1400

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 40

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340261.525
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 364E

X Coordinate: 7479087.431

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Description: No form of vertical access provided at stairway to reach upper floors

Solution: Provide a wheelchair lift to reach upper floors

As Built Desc: Stairway is the only pedestrian route into building

Quantity: JOB

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 16500

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340261.525

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 365A

X Coordinate: 7479062.905

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Description: No handrail provided at both sides of stairway

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: No handrail provided at both sides

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6 and ADA/ABA 505.10.2

As Built Meas: 10

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340237.492
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 365B

X Coordinate: 7479062.905

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 700

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340237.492

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 365C

X Coordinate: 7479062.905

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height is not between 4" and 7"

Solution: Demolish and construct new compliant stairway

As Built Desc: 7‐1/2" stair riser height

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 5000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 20

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340237.492
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Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 369

X Coordinate: 7479164.687

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Description: Cross slope exceeds 2.0%  (5.0% or more)

Solution: Demolish existing and construct new route

As Built Desc: 9.0% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 20

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340244.291

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370A

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Description: Stair riser height or tread width is not consistent

Solution: Demolish and construct new compliant stairway

As Built Desc: Consistent stair riser height or tread width provided

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 504.2

As Built Meas: 72

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370B

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Description: Existing open risers present a hazard

Solution: Demolish and construct new compliant stairway

As Built Desc: Stair has open risers

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 18000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.2 and ADA/ABA 504.3

As Built Meas: 72

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370C

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Description: No contrasting color on each tread of exterior stairway

Solution: Consider providing contrasting color on each tread

As Built Desc: No contrasting color provided

Quantity: LF or TREAD

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 2520

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA Advisory 504.4

As Built Meas: 72

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 340225.255
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370D

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Description: Top Handrail extension not parallel to ground/floor surface

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Top handrail extension not parallel to ground surface

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 450

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 2

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370E

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Description: Bottom handrail extension not min. 12" + tread width at stair bottom

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 900

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6.(2)

As Built Meas: 4

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370F

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Handrail Grip

Description: Handrail grip is not 1‐1/4" ‐ 1‐1/2" in diameter

Solution: Provide compliant handrails at both sides of stairway

As Built Desc: 15" rectangular handrail grip perimeter

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 2 Recommended Cost Estimate: 3150

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.8.6

As Built Meas: 14

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 370G

X Coordinate: 7479137.443

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Description: No form of vertical access provided at stairway to reach entry door or upper floors

Solution: Provide directional sign leading to accessible entry

As Built Desc: No information on alternate accessible entrance to building

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 403.1

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340225.255
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Oregon State University ‐ Pedestrian Facilities

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 371

X Coordinate: 7479130.804

Barrier Area: Street Furniture

Barrier Type: Bench ‐ Multiple Barriers

Description: Seat not 20" to 24" deep, 17" to 19" high, min. 42" long or backrest not compliant

Solution: Recommended: Provide min. 1 accessible seating element or 5% of total

As Built Desc: 17" bench seat depth and 14‐1/2" back support height

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 1100

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 903.3

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340215.719

Field Date:  6/30/2011 Report Date: 6/30/2011

Location: Women's Center

Barrier #: 372

X Coordinate: 7479120.709

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Description: Door/Gate threshold height exceeds 1/2" with a bevel

Solution: Provide new door threshold

As Built Desc: 1" lip

Quantity: EACH

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 275

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1008.1.7 and ADA/ABA 404.2.5

As Built Meas: 1

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 340221.398
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2379

X Coordinate: 7476827.286

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1260

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 28

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339821.815

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2380

X Coordinate: 7476828.157

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 2.8%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 4 Low Severity Cost Estimate: 6250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 50

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339763.367
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Oregon State University ‐ Pedestrian Facilities

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2381

X Coordinate: 7476834.636

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 3.1% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 1035

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 23

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339791.629

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2382

X Coordinate: 7476878.105

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 405

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 9

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339815.946
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2383

X Coordinate: 7476878.797

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ New Construction

Description: Cross slope exceeds 2.0% in new construction

Solution: Demolish existing and construct new route

As Built Desc: 2.8% cross slope

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 540

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.3 and ADA/ABA 403.3

As Built Meas: 12

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339803.769

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2384

X Coordinate: 7476836.996

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 3" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 2250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 18

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339701.695
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2385

X Coordinate: 7476834.664

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Description: Door or gate lacks landing on both sides of door

Solution: Demolish and reconstruct level landing

As Built Desc: 3.9%

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 3 Hindrance Cost Estimate: 3125

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: ADA/ABA 404.2.4.4

As Built Meas: 25

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339705.671

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2386

X Coordinate: 7476824.379

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 4‐1/2" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3250

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 26

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339701.2
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2387

X Coordinate: 7476806.65

Barrier Area: Walkways

Barrier Type: Protruding Hazard

Description: Object protrudes more than 4" into pedestrian way

Solution: Rrework area to remove hazard

As Built Desc: Protuding hazard due to foliage

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 4000

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.8 and ADA/ABA 307.2

As Built Meas: 16

Facility Function: PublicImplementation Priority: 3

Bldg Name:

Y Coordinate: 339702.492

Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2388

X Coordinate: 7476779.481

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Description: Change in level greater than 1/2" leading to door

Solution: Construct ramp to provide access to door landing

As Built Desc: 5" step

Quantity: SF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 3750

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1109.9.3 and ADA/ABA 303.3

As Built Meas: 30

Facility Function: PublicImplementation Priority: 4

Bldg Name:

Y Coordinate: 339771.059
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Field Date:  7/18/2011 Report Date: 7/18/2011

Location: Zelia Heckart Lodge

Barrier #: 2389

X Coordinate: 7476787.39

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Description: Change in level greater or equal to 1/2" without a 1:2 bevel

Solution: Grind or repair to remove trip hazard

As Built Desc: 1/2" lip in walkway surface without a bevel

Quantity: LF

Official Responsible:

Notes:

Bar. Severity: 1 Necessary Cost Estimate: 180

Implementation Date:

Status: Open

Implementation Phase:

Code Ref: OSSC 1103.2.4.5 and ADA/ABA 303.3

As Built Meas: 4

Facility Function: PublicImplementation Priority: 1

Bldg Name:

Y Coordinate: 339809.66
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