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Re: ADA Accessibility Survey and Assessment – Agricultural and Life Sciences Building 

 

 

 

Dear Angelo, 

 

We are pleased to submit this report for the Agricultural and Life Sciences Building. This report is 

part of our project to provide a Campus Accessibility Survey and Assessment for Oregon State 

University. It is our hope that this report w ill assist OSU in improving access to people w ith 

disabilities to campus facilities.  

 

SZS has been pleased to be a part of this effort to evaluate campus buildings using federal and 

state statutes and regulations, as w ell as universal design principles in order to create 

performance standards that w ill guide design, construction and maintenance on campus.  

 

We look forw ard to discussing our f indings w ith your team.  

 

 

 

 

Regards, 

 

 
 

Syroun Z. Sanossian, Principal        

SZS Consulting Group LLC 
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1. EXECUTIVE SUMMARY OF FINDINGS 

The field investigation for the interior spaces began on March 3, 2014. The exterior site 

elements w ere assessed originally as part of the pedestrian facilities assessment in June- 

September 2011 and are included as an essential part of this report. Images of each 

physical element identif ied in this report w ere captured in HD digital photos w hile manual 

measurements w ere taken to establish as-built conditions to facilitate the process of cost 

estimating. Digital photographs are provided w ithin the report for each barrier to access , to 

facilitate the review  of the data collected. We have found that technical data can be diff icult 

to interpret w ithout a visual component; the photos provide a clear connection betw een the 
technical data and each barrier to access.  

This building is a pre-ADA structure and many barriers to access w ere identif ied in the 

building. That is quite typical, as barriers to access exist in virtually every building, w hether 
new  or existing.  

No “perfect” building exists in the real w orld. 

This ADA Assessment and Survey report is intended to not only identify barriers to access, 

but to provide solutions. The basis for this ADA Assessment and Survey process is the 

underlying desire on the part of OSU to improve access by relying on higher standards than 

the minimum requirements in state and federal building codes. SZS intends to provide the 

information in this report in a clear and easy to understand format. The information in this 

report is compiled for use by designated OSU staff and other interested persons, so the 

content is designed to be understood by professionals and laymen alike.  

The findings presented are both narrative and technical in nature; barriers to access 
identif ied during the f ield investigation process are documented in tw o w ays; 

1. Narrative Analysis: The analysis of f indings is contained in an executive summary in a  

narrative form that not only describes each type of barrier identif ied but also provides a 

discussion that analyses the functionality of physical elements. We also provide the 

reasoning and research behind the identif ication of barr iers that conflict w ith universal 

design principles. This analysis may be accompanied by digital photographs or 
diagrams, w here applicable.  

NOTE: Understanding building function and usage is essential w hen interpreting the 
f indings held in this report. The narrative is intended to facilitate this process. 

2. Barrier Data Records: Individual barriers to access are entered into the SZS database 

so that technical information on the barriers can be provided as barrier data records. 

These barrier data records include digital photographs of each barrier identif ied, code 

references that determine the barrier to access, as-built measurements, barrier severity 

ratings, budgetary cost estimates, recommended solutions for barrier removal and a 

priority for barrier removal. The information is formatted w ith tw o barriers on each report 

page.  

In order to consolidate the report data, some of the more typical barriers found in multiple 

locations have been grouped w ithin the barrier data records w ith a description of the 

locations in w hich they w ere found.  
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A. Pedestrian Facilities and Exterior Spaces Analyzed  
 

This report provides information on campus pedestrian facilities that serve the building. 

Many physical elements are part of the comprehensive w hole that creates a pedestrian 

facility. The fundamental elements evaluated as to w hether they provide accessible 

pedestrian facilities include the follow ing: 

 

 Sidew alks 

 Walkw ays 

 Ramps 

 Curb Ramps 

 Blended Transitions 

 Signalized Intersections 

 Stairw ays (94% of people w ith disabilities are not mobility impaired) 

 Benches and other Seating Elements 

 Picnic Facilities 

 

The descriptions provided for physical elements in this report are intended to clearly 

describe the differences betw een each physical element, such as w hen a pedestrian route 

is a sidew alk, rather than a w alkw ay. The descriptions are intended to explain how  the 

elements interact to form a cohesive pedestrian facility. Other more specif ic information 

described w ithin this section intends to provide guidance on determinations made in this 

report. 

 

The key to providing accessible pedestrian facilities is in recognizing that different people 

w ith disabilities have different needs. Setting policies that speak to the entire group is 

essential, rather than focusing one particular subset of the overall group. Universal design 

principles govern here – physical elements should be usable to everyone that visits campus 

w ithout having to resort to any adaptation or specialized design.  

 

In summary, an accessible route exists w ithin a building, property boundary  or interior 

space and is separate from the PROW. Pedestrian w alkw ays are similar to sidew alks as 

paved surfaces improved for use by pedestrians but w alkw ays are not located along or 

adjacent to the curb line, gutter or roadw ay and w alkw ays are generally not considered part 

of the PROW. The pedestrian facility is the combination of the PROW and the accessible 

route, w hich functions as a w hole to provide pedestrian access to facility entrances. 

 

As a public building governed by the ADA Standards, the building should have at least one 

accessible entrance. This building has 2 accessible entrances that are detailed below .  

 

The building has an accessible route provided w ithin the site from accessible parking 

spaces and accessible passenger loading zones; public streets and sidew alks; and public 
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transportation stops to the accessible building or facility entrance they serve1 as compared 

to the 2010 ADA Standard for Accessible Design. Details on barriers identif ied in that route 

are provided w ithin the ADA Assessment and Survey of the pedestrian facilities provided as 

a separate report, as w ell as in the follow ing records. Please see the barrier data records 

for details.   

 
   

B. Building Entrances 

 

The building is located along a major pedestrian w ay w ithin campus. No parking is provided 

on-site although parking is provided behind Hoveland Hall w ithin close proximity to the 

building, but this parking w as not available due to 

construction in the area. Pedestrian entrances are provided 

in several locations and each accessible entrance w as 

affected. Temporary physical structures w ere in place w ithin 

the pedestrian route leading to the building. The north 

entrance and southeast entrances w ere identif ied w ith 

accessible entrance doors to the building but construction 

of a major project south of the building reduced the w idth of 

the pedestrian path to the southeast entrance ordinarily 

used by able-bodied students and visitors.  

 

Ramps built as part of a temporary pedestrian path around 

the construction site w ere identif ied w ith trip hazards of 1” 

or more located in a path leading to the building. A ramp leading to the w est entrance door 

also had trip hazards of 1-3/4” high w ithin the ramp (see photo above) and a lip of 1-1/2” in 

height w as present 34” from the needed maneuvering clearance of the w est door w hich 

could prevent access at that entrance door (see photo at right) and at another location 

midpoint in the ramp leading to the door w here the 

temporary ramp w as constructed to serve.  

 

The temporary pathw ay connected SW 26th Street to 

the building behind Gilmore Hall and Hovland Hall. 

Temporary ramps w ere constructed in several locations 

along the pedestrian path. Those ramps w ere identif ied 

w ith non-accessible slopes (some in excess of 15%), 

trip hazards (lips 

higher than 1/2”) and 

other barriers to 

access. The ramp 

show n below  w as 

constructed w ith a 1” lip at the bottom landing that 

although tapered, still constituted a barrier to access. The 

temporary ramp w as identif ied w ith a non-accessible cross 

slope.  

 

A temporary path w as also constructed to connect the 

w alkw ay along Campus Way to the southeast entrance 

door (see photo at right) w here the entire path w as not at 

                                                                            
1 2010 A DA  Standards for A ccessible Design, Section 206.2.1 S ite A rriv al Points 
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least 36” w ide. The landing at the existing w alkw ay show n below  w as unstable and the 

point of change in direction w hen traveling tow ard the door w as a muddy depression at the 

time of the f ield investigation.  

 

The southeast entry door provided at the accessible 

entrance at this southeast corner of the building is 

equipped w ith an automatic door opening device but the 

landing at the entry side of the door is sloped at 3%. The 

north entrance w as identif ied w ith an accessible entrance 

at grade level w ith an automatic door opening device. The 

actuating device for the automatic doors at the main 

entrance as also located on the center mullion betw een 

tw o sw inging doors w here clear f loor space for a 

w heelchair w as not provided. At the time of the f ield 

investigation, that actuating device w as also not operable. 

 

 

 

 
INTERIOR SPACES 

 

BASEMENT 

The Agricultural and Life Sciences Building is a four-story building including a basement. 

The building is pre-ADA building. One of three accessible entrances is located on this level 

at the southeast corner of the adjacent to the loading dock. The basement houses research 

laboratories, classrooms, off ices for graduate students, research laboratories, cold rooms 

and a vivarium. Barriers identif ied in the basement w ere commonly identif ied throughout 

the building in common use areas and include entrance doors to classrooms and off ices 

that lacked accessible signage, door hardw are, door closer operating force/sw eep period 

w here door closers w ere installed and w here doors w ere identif ied w ith view  panels, the 

panels w ere accessible to short people or w heelchair users. Laboratory spaces on the 

basement level w ere not accessible, including w orkstations, desks, sinks , fume hoods or 
instructional areas w here students w ould give presentations. 

In many instances, the entry doors lacked accessible maneuvering clearance as either a 

result of the original design or due to the location of cabinets or other items that 

encroached into the space needed by w heelchair users to maneuver. The lack of 

accessible maneuvering clearance may necessitate the installation of automatic door 

opening devices at entrance doors to classrooms and laboratories in many locations. 

Signage in this building w as varied and most signs contained tactile information that w as  
not raised, or w as otherw ise not accessible.  

Wheelchair accessible (low ) drinking fountains w ere located next to the north elevator on 

each floor. No high drinking fountains w ere identif ied in this building. Tactile signage in this 

building w as identif ied in many locations w ith Braille that w as recessed from the face of the 

sign. By definition, Braille must be raised to enable a reader to identify the information 

conveyed. Braille on these same signs w as also often located at the side of the raised 

characters rather than below  it. Tw o elevators w ere identif ied in the building; one 

passenger elevator and a second elevator located near the loading dock used by 
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passengers and freight transport that could serve as a medical emergency elevator. The 

south elevator w as not identif ied w ith signage indicating that the basement w as the 

discharge level. Other barriers to access identif ied at the elevator include a lack of 

accessible door jamb signs (no raised star for discharge level and height accessible), hall 

call buttons that w ere not at an accessible height and that did not illuminate for those w ith 

visual impairments, no audible signals or functional hall lanterns and an emergency 

communication system that needed voice communication that may not be possible for 

speech impaired visitors.  

Central corridors w ere identif ied w heelchair accessible drinking fountains but no high 

fountains w ere identif ied in the building for use by people w ith diff iculty bending and 

stooping. Evacuation plans w ere not provided in this building. As a performance standard, it 

is recommended that lobby identif ication signage be provided on each floor in each central 

corridor that indicates the f loor plan, the location of the person view ing the sign and the 

location of accessible features such as restrooms, elevator and drinking fountains in 

proximity to the location of the person reading the sign. Although the accessible features 

provided in the building are located in the central corridor, people w ith low  vision may 

benefit from the information provided w ithin the recommended lobby identif ication sign. 

 

Exit stairw ays lacked accessible entry doors, tactile signage including level identif ication 

signage for the visually impaired and accessible handrails. No contrasting color w as 

identif ied at the stairw ay treads w hich can be important to those w ith low  vision. As a 

performance standard, it is highly recommended to provide contrasting color at stairw ay 

treads to improve visibility for all users. 

 

Many staff use only areas w ere identif ied in the building. These spaces include IT rooms, 

janitorial rooms, private faculty off ices and associated spaces. Signage at the door/doorw ay 

to these spaces w as included in this report as it is located along the public circulation route 

of travel, but these interior spaces w ere not investigated as part of this assessment 

process. In general, institutions and organizations make staff -use-only areas accessible as 

needed through the reasonable accommodation iterative process betw een the employer 

and employee. 

 

Horticulture department cold rooms located in the basement w ere not identif ied as 

accessible. At least one of the eight cold rooms in the lab should be accessible. Graduate 

student off ices in the building w ere identif ied w ith non-accessible entry door operating 

force, door hardw are, view  panels accessible to short people and w heelchair users  and 

non-accessible maneuvering clearance blocked by f ile cabinets, furniture or stored items. 

Signage w as also not accessible and doorstops attached to the bottom 10” of doors at the 

push side could create trap conditions for w heelchair users. Light sw itches, outlets and 

other controls w ere also not at an accessible height. Also, many of the off ices lacked 

maneuvering clearance needed by w heelchair users at entry doors and w ithin the interior 

spaces of the off ices. Controls such as light sw itches, electrical outlets and shelves w ere 

also not accessible in the off ices. Desks used by student assistants lacked accessible 

maneuvering clearance, w ork surface height or accessible knee clearance.  

 

The south entrance adjacent to the loading dock w as identif ied w ith an automatic door 

opening device that lacked accessible signage and did not remain open for at least 6 

seconds. The entry area in that location also served as a mail room area w ith mailbox drop 

locations out of accessible reach range. No lobby informational sign w as provided in this 

location.  
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Many staff use only areas w ere identif ied in the building. These spaces include mechanical 

and electronic shops, janitorial rooms, mechanical rooms housing equipment and chemical 

storage spaces or laboratories designated as staff -only. Signage at the door/doorw ay to 

these spaces w as included in this report as it is located along the public pedestrian route of 

travel although the interior spaces w ere investigated as part of this assessment process 

due to the fact that students may use the facilities under supervision. 

 

 

FIRST FLOOR 

As described above, the main entrance to the building w as located on the f irst f loor w here 

an automatic door opening device w as provided. The stairw ay located in the entry lobby 

w as identif ied w ith non-accessible handrails and stairw ay treads and risers. Doors leading 

to the exit w ere lacking tactile exit signage. The north elevator w as not identif ied w ith 

signage indicating that the f irst f loor w as the discharge level for passengers traveling in that 

elevator. The elevator also lacked audible and visual signals (hall lanterns) at the elevator 

lobby area and accessible emergency controls and call buttons w ithin the elevator car.  A 

second accessible entrance w as located at the w est side of the building. This entrance 

provides a connection to Nash Hall and is equipped w ith an automatic door opening device, 

but the device did not function at the time of the f ield investigation. 

 

Barriers identif ied in the f irst f loor w ere commonly identif ied throughout the building in 

common use areas. Classrooms and laboratory space on this f loor lacked entry doors that 

operated w ith accessible opening force and lacked accessible door view  panels. Also, 

accessible emergency phones, f irst aid kits and tactile exit signs and visual signal 

appliances (strobes) w ere not identif ied in those spaces. The w ork spaces w ithin the 

laboratories lacked accessible desks, w ork counters, fume hoods, sinks, emergency eye 

w ashes and show ers, as w ell as controls such as electrical sw itches and outlets that w ere 

not located w ithin accessible reach ranges. Cold rooms located on this f loor w ere not 

identif ied as accessible. At least one of the eight cold rooms in the lab should be 

accessible. 

 

Offices for graduate students lacked accessible signage, door hardw are, door closer 

operating force/sw eep period w here door closers w ere installed and lacked view  panels not 

accessible to short people or w heelchair users and a lack of visual signal appliances 

(strobes) connected to the f ire alarm system. In many instances, the entry doors lacked 

accessible maneuvering clearance as either a result of the original design or due to the 

location of furniture or other items that encroached into the space needed by w heelchair 

users to maneuver. The lack of accessible maneuvering clearance may necessitate the 

installation of automatic door opening devices at entrance doors to classrooms and labs in 

many locations.  

 

Accessible men and w omen’s restrooms w ere located on each floor. Many of these 

facilities w ere constructed w ith tw o separate spaces w ith non-accessible doors betw een the 

rooms housing the lavatories and w ater closets and urinals. Entry doors w here automatic 

door opening devices w ere not provided, w ere identif ied as heavy. In many locations, 

lavatories and w ater closets w ere not accessible.  

 

Faculty off ice spaces and conference rooms used for student meetings lacked accessible 

entry door hardw are, operating force w here closers w ere installed, accessible signage, 



ADA Assessment & Survey   Agricultural and Life Sciences Building 

 

7 

 

view  panels usable by short people and the spaces lacked maneuvering clearance w ithin 

the space to allow  w heelchair users to participate in meetings. Conference rooms and 

auditoriums in the building also lacked assistive listening systems. The clear f loor space 

needed to enable use of w hiteboards and chalkboards w as blocked by furniture or stored 

items in some locations and the spaces generally lacked accessible light sw itches and 

outlets, accessible desks, computer w orkstations, coat racks and strobe devices. Where 

sinks w ere provided, access for w heelchair users and short people w as not available.  

 

 

SECOND, THIRD AND FOURTH FLOORS 

 

Barriers noted above in public use spaces w ere similar to those identif ied in the upper 

f loors of the building. Restrooms w ere identif ied w ith virtually identical barriers to access 

and laboratory spaces on the upper levels w ere not accessible, including w orkstations, 

desks, sinks, fume hoods or instructional areas w here students w ould give presentations.  

Faculty off ice spaces and conference rooms used for student meetings lacked accessible 

entry door hardw are, operating force w here closers w ere installed, accessible signage, 

view  panels usable by short people and the spaces lacked maneuvering clearance w ithin 

the space to allow  w heelchair users to participate in meetings. Conference rooms and 

auditoriums on the upper f loors lacked accessible tables and assistive listening systems. 

 

The follow ing barrier data records provide more detailed information on the barriers 

described above.   



	

EXTERIOR AREA BARRIERS



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228A

X Coordinate: 7477120.983

Barrier Area: Ramps

Barrier Type: Handrail Height

Barrier  
Description:

Handrails not 34"‐38" high

Rec. Solution: Provide accessible handrails at both sides of ramp

              
Findings:

42" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.4

As‐built : 225

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340516.513

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228B

X Coordinate: 7477120.983

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

Accessible handrails not provided

Rec. Solution: Provide accessible handrails at both sides of ramp

              
Findings:

No handrail provided at both sides of ramp

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 225

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340516.513

Performance Standard: No

Reference Dwg: 1 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228C

X Coordinate: 7477120.983

Barrier Area: Ramps

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" 

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

1‐3/4" lip in ramp surface

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3 & 505.2

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340516.513

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2228D

X Coordinate: 7477120.983

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/4" lip at temporary landing and uneven transition in concrete at landing

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3 & 505.2

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340516.513

Performance Standard: No

Reference Dwg: 1 of 12

ADA Assessment and Survey 2014 9



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229A

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 35

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340503.773

Performance Standard: Yes

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229B

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height or tread width is not consistent

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

Consistent stair riser height or tread width provided

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 250

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340503.773

Performance Standard: No

Reference Dwg: 1 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2229C

X Coordinate: 7477099.529

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not min. 12" + tread width at stair bottom

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 225

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340503.773

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2230

X Coordinate: 7477279.79

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

3.0%

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 125

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340421.166

Performance Standard: No

Reference Dwg: 1 of 12

ADA Assessment and Survey 2014 11



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2231A

X Coordinate: 7477276.548

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (2.1% to 3.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

3.0%

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 125

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340425.14

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2231B

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Clear Width

Barrier  
Description:

Walkway is not min. 36" wide

Rec. Solution: Demolish existing and construct new walkway

              
Findings:

Pathway is 28" wide in some locations

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1 & 404.2.4.4

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 1 of 12

ADA Assessment and Survey 2014 12



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg

Barrier #: 2231C

X Coordinate: N/A

Barrier Area: Turning Space

Barrier Type: Surface ‐ Firm and Stable

Barrier  
Description:

Floor or ground surfaces not firm and stable within turning space

Rec. Solution: Resurface walkway

              
Findings:

Pathway where change in direction takes place is not firm and stable

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.2 & 404.2.4.4

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg ‐ Loading Dock

Barrier #: 2232A

X Coordinate: 7477263.031

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 35

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural & Life Science

Y Coordinate: 340401.508

Performance Standard: Yes

Reference Dwg: 1 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  7/13/2011 Report Date 7/13/2011

Location: Agricultural & Life Sciences Bldg ‐ Loading Dock

Barrier #: 2232B

X Coordinate: 7477263.031

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Extension not sloped for the length of one tread long

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural & Life Science

Y Coordinate: 340401.508

Performance Standard: No

Reference Dwg: 1 of 12

Field Date:  Report Date

Location:

Barrier #:

X Coordinate:

Barrier Area:

Barrier Type:

Barrier  
Description:

Rec. Solution:

              
Findings:

Quantity:

Notes: Barrier data record left blank intentionally to facilitate printing

Barrier Severity: Cost Est

Implementation Date:

Status:

Implementation Phase:

Code 
References:

As‐built :

Facility Function:

Implementation Priority:

Bldg Name: Agricultural & Life Science

Y Coordinate:

Performance Standard:

Reference Dwg:

ADA Assessment and Survey 2014 14
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0001A

Barrier #: 1A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

31‐1/4" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $7,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 34

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0001A

Barrier #: 1B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Bottom handrail extension does not extend for length of one tread

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0001A

Barrier #: 1C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $1,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 40

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0001A

Barrier #: 1D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate sign or replace

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace closer or provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase: r

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Lobby 0001

Barrier #: 2F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device and remove stored items

              
Findings:

3‐1/2" strike edge clearance blocked by stools

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Relocate door or gate to provide maneuvering clearance

              
Findings:

2‐1/2" strike edge clearance blocked by workstation at exit door to stairway

Quantity: EACH

Notes: Emergency exit door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at counter

Rec. Solution: Move stored objects

              
Findings:

Stool and stored items block counter clear floor space

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance at counter at wall

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 33‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ Opening Mechanism

Barrier  
Description:

Opening mechanism on first aid kit not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Control not fist operable

Quantity: EACH

Notes: First aid kit on microwave

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

35‐3/4" to 48" between workstations

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $24,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 140

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation in lab

              
Findings:

36" high at each workstation

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation in lab

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Forward Reach Obstructed (10"‐25")

Barrier  
Description:

Outlet located over an 10" to 25" obstruction max. 34" high located above 44"

Rec. Solution: Relocate control or mechanism to max. 44" high

              
Findings:

37‐1/2" ‐ 42‐1/2" high and 19" ‐ 28" deep over an obstruction 36" high

Quantity: EACH

Notes: One wall mounted and two surface mounted outlets per workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Computer control 45‐1/2" high and 11‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: 1 computer terminal at each worstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Vacuum controls 39‐1/2" high and 33" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

63‐1/2" ‐ 74" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes: Deionized water faucet and regular faucet

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Deionized water faucet/standard faucet 38‐1/2" high and 22" deep over an obstruction 36" 
high

Quantity: EACH

Notes: Deionized water faucet and regular faucet

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

10‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Remove stored items

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3V

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

22" wide circulation route between stored items at instruction table

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull exceeds 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: �Provide accessible desk for instructional area where students make presentations

              
Findings:

Instruction table has no knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Laboratory 0007

Barrier #: 3Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible signs

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Rooms 0005, 0013 and 0017A. Also, Contracted (Grade 2) Braille not used on signs

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Information on research provided in corridor not accessible

Quantity: JOB

Notes: Research board

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Telephone keypad 59‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler water flow

Barrier  
Description:

Water flow from bubbler not min. 4" high

Rec. Solution: Adjust drinking fountain to provide min. 4" high water flow

              
Findings:

2" high water flow from bubbler

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.6

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4E

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

No high drinking fountain provided on basement floor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0001 and Vestibule 17

Barrier #: 4F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

Horn/strobe not installed in vestibule

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate sign or replace

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

ADA Assessment and Survey 2014 36



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance blocked by wall

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

16‐1/2" strike edge clearance blocked by counter

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter surface height exceeds 34" high

Rec. Solution: Provide min. 3 ft segment of counter. Flip‐up counters, adjacent tables and similar devices not 

              
Findings:

36" surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 29" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Shelf or cabinet not accessible

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

27" wide circulation route between desks and wall

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks not accessible

Rec. Solution: Provide at least 3 accessible desks

              
Findings:

58 total desks but no accessible desks provided

Quantity: EACH

Notes: 1 desk labeled as accessible but is not accessible

Barrier Severity: 3 Hindrance Cost Est $2,625.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Integration

Barrier  
Description:

Desk not integrated into assembly seating

Rec. Solution: Move desk to integrated setting

              
Findings:

Desk identified as accessible is not integrated into typical seating

Quantity: JOB

Notes:

Barrier Severity: 2 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Reposition desk to provide knee clearance

              
Findings:

26" wide knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Reposition desk to provide knee clearance

              
Findings:

24‐1/2" knee clearance at instructional desk

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Classroom 0006

Barrier #: 5O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate sign or replace

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

ADA Assessment and Survey 2014 43



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6D

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door Clearance ‐ Min. 12" at Push Side

Barrier  
Description:

Door lacks min. 12" strike edge clearance at push side

Rec. Solution: Provide automatic door opening device and move eye wash

              
Findings:

Strike edge clearance blocked by eye wash

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

62" high

Quantity: EACH

Notes: Master light switch

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Move emergency eye wash/shower

              
Findings:

Eye wash protrudes 15‐1/2" at 31" high

Quantity: EACH

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Move emergency eye wash/shower

              
Findings:

42" bubbler height

Quantity: JOB

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67" high shower activator

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace table or provide alternative accessible and integrated counter

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Move stored objects and remodel to provide knee clearance

              
Findings:

24" high and stored items in counter block knee clearance.

Quantity: EACH

Notes: Clearance height not accessible when items are removed

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Spigots and rinse sink faucet 39" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes: 3 spigots and rinse sink faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/5" high and 29" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

11" deep

Quantity: EACH

Notes: 2 sinks in lab. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet and move to accessible location

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 39" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 30" wide and  8" deep at 27" high with 11" depth at 9" high

Rec. Solution: Remodel to provide access

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/17/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to accessible reach range

              
Findings:

Glassware dryer 50" high and 25‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible workstation

              
Findings:

37‐1/2" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range

              
Findings:

Spigot 56" high

Quantity: EACH

Notes: Spigot

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

67‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Move stored objects

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull exceeds 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Provide detectable warning

              
Findings:

Projector screen  protrudes 47‐1/2" at 30" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6Y

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Ratio

Barrier  
Description:

At least 1 table or 5% of all tables are not accessible

Rec. Solution: Adjust one to provide accessible knee clearance

              
Findings:

17 tables and all tables are adjustable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Teaching Lab 0012

Barrier #: 6Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

11‐1/4" strike edge distance blocked by wall

Quantity: EACH

Notes: Door closest to elevator

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

11‐1/4" strike edge clearance at recess

Quantity: EACH

Notes: Door closest to elevator

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Remove object

              
Findings:

Eye wash protrudes 15‐1/2" at 31" high

Quantity: EACH

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace table or provide alternative accessible and integrated counter

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 29" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high or provide assistance

              
Findings:

Scale and PH meter 39" ‐ 47" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Scale and PH meter

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Move to accessible location

              
Findings:

Fire blanket 44" high and 20" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

60" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucets

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Deionized water faucet and regular faucet

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Deionized water faucet/standard faucet 38‐1/2" high and 22" deep over an obstruction 36" 
high

Quantity: EACH

Notes: Deionized water faucet and regular faucet

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap and paper towel dispenser 44‐1/2" ‐ 59‐1/4" high and 25" deep over an obstruction 36" 
high

Quantity: EACH

Notes: Soap dispenser and paper towel dispenser at counter

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace table or provide alternative accessible and integrated counter

              
Findings:

38" high incubation counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7V

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7W

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

50" high and 20" deep over an obstruction 38" high

Quantity: EACH

Notes: Outlet at incubation counter

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7X

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Wall blocks instructor counter clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $28,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 160

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: �Provide accessible desk for instructional area where students make presentations

              
Findings:

36" high instructor counters

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7Z

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes: Instructor's counters

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Computer controls 43" high and 20" deep over an obstruction 36" high

Quantity: EACH

Notes: Computer controls at instructor counter

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AC

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36" high

Quantity: LF

Notes: Sinks at instructor counters

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AD

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AE

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AF

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AG

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Remove stored items

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AH

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Object protrudes 6" at 28" high

Quantity: EACH

Notes: Paper towel dispensers at instructor counters

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AI

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Ratio

Barrier  
Description:

At least 1 table or 5% of all workstations is not accessible

Rec. Solution: Provide at least 1 accessible workstation

              
Findings:

4 workstations but no accessible workstation provided

Quantity: EACH

Notes: 4 workstations with 5 seats per table, 20 total seats

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AJ

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Reposition workstation to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes: PC workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AK

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AL

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Adjustment

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes: Rear exit door to patio

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AM

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Replace or adjust existing  closer

              
Findings:

4 second sweep

Quantity: EACH

Notes: Rear exit door to patio

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AN

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide 10" high kick plate at push side of door

              
Findings:

Bottom of door not smooth and uninterrupted

Quantity: EACH

Notes: 7" high kick plate at rear exit door to patio

Barrier Severity: 1 Necessary Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biodiversity Lab 0019

Barrier #: 7AO

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

1" ‐ 2" high

Quantity: EACH

Notes: Rear exit door to patio

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Sign in room 0019 and corridor H0001. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

17 lbf

Quantity: EACH

Notes: 2 entry doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

3 second sweep

Quantity: EACH

Notes: 2 entry doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

8‐1/4" strike edge clearance blocked by counter

Quantity: EACH

Notes: 2 entry doors

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

7‐1/4" strike edge clearance blocked by wall

Quantity: EACH

Notes: 2 entry doors

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace table or provide alternative accessible and integrated counter

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 29" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots and faucet 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac spigots and faucet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Chalkboard 49‐1/4" high and 30‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Chalkboard

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ Opening Mechanism

Barrier  
Description:

Opening mechanism on first aid kit not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Mechanism not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ Obstructed Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 44" over an obstruction of max. 25"

Rec. Solution: Relocate control or mechanism

              
Findings:

39" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

3.7% slope at floor and 14.1% slope to drain

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 27" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 51" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 51‐3/4" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8U

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Counter blocks clear floor space at eye wash and emergency shower

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Move or provide detectable warning

              
Findings:

Eye wash protrudes 15‐1/2" at 31" high

Quantity: EACH

Notes: 15" deep

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8X

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

22" wide circulation route between cart and cabinet

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves higher than 48" and clear width between shelves 34‐3/4"

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8Z

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange shelves to provide access

              
Findings:

21" wide circulation route

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace table or provide alternative accessible and integrated counter

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

ADA Assessment and Survey 2014 89



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AB

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AC

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Refrigerator clear floor space blocked by stored items and fume hood

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AD

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace workstation or provide alternative accessible workstation

              
Findings:

38" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AE

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range

              
Findings:

Spigot 56‐1/4" high

Quantity: EACH

Notes: Spigot

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AF

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

67‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AG

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Reposition or replace pedestal base to provide knee clearance

              
Findings:

No knee clearance provided

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0015

Barrier #: 8AH

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

No tactile information on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Repair hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not working on outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Door Delay Duration

Barrier  
Description:

Door reopening devices does not remain effective for 20 seconds minimum

Rec. Solution: Adjust door delay

              
Findings:

1 second delay

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.3.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9F

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Control Buttons ‐ Illumination

Barrier  
Description:

Visual floor buttons do not illuminate as the car passes floors or stops

Rec. Solution: Replace car controls

              
Findings:

Buttons do not illuminate

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9G

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9H

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "door open" function not identified by raised symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Tactile information incorrect

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9I

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "main floor level" function not identified by raised star and Braille

Rec. Solution: Replace car control signage

              
Findings:

Tactile information incorrect

Quantity: EACH

Notes: Raised star incorrect

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9J

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "door open" function not identified by raised symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Tactile information incorrect

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9K

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "door close" function not identified by raised symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Tactile information incorrect

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9L

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls ‐ Cabinet

Barrier  
Description:

Cabinet housing emergency controls lacks accessible hardware

Rec. Solution: Replace cabinet hardware

              
Findings:

No emergency stop button

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1 and 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9M

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Control Buttons ‐ Illumination

Barrier  
Description:

Visual floor buttons do not illuminate as the car passes floors or stops

Rec. Solution: Replace car controls

              
Findings:

Door open, door close and alarm buttons do not illuminate

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9N

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Audible Signals

Barrier  
Description:

Audible signals or verbal announcement does not sound when the car passes a floor or stops

Rec. Solution: Replace car controls

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9O

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency controls (incl. emergency stop and alarm) are located below 35"

Rec. Solution: Replace emergency controls

              
Findings:

47" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0001

Barrier #: 9P

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency communication system light not functioning  correctly

Rec. Solution: Replace emergency system

              
Findings:

Function light does not blink during call

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0003

Barrier #: 10A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Room 0024. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0003

Barrier #: 10B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0002

Barrier #: 11A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Rooms 0044, 0038 and 0047. Room 0024. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0002

Barrier #: 11B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 2 research boards

Barrier Severity: 1 Necessary Cost Est $10,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0002

Barrier #: 11C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0002

Barrier #: 11D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe ‐ Corridors

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Also, Sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Remove boxes

              
Findings:

Stored items block maneuvering clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/18/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over 48" high

Rec. Solution: Move to accessible location

              
Findings:

Fire blanket actuator at 58" high in two locations

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Provide assistance

              
Findings:

Freezer control 71‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Pencil sharpener 60" high and 6‐1/2" deep over an obstruction 37" high

Quantity: EACH

Notes: Pencil sharpener

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible work counter

              
Findings:

36‐1/4" high

Quantity: EACH

Notes: 6 counters

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57‐1/2" high and 21" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Outlets at inner and outer workstation and table workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high or provide assistance

              
Findings:

Multiple machines 62" high and 21‐1/2" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Multiple machines at inner and outer workstation and table workstation

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39‐1/4" high and 28" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Air, vac, gas spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes: 4 sets of standard sink and rinse sink. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 4 sets of standard sink and rinse sink. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Deionized water faucet, standard faucet and rinse faucet

Barrier Severity: 1 Necessary Cost Est $825.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Faucets over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Deionized water faucet/standard faucets 40‐1/4 high and 30" deep over an obstruction 36‐
1/4" high

Quantity: EACH

Notes: Deionized water faucet, standard faucet and rinse faucet

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: 4 sets of standard sink and rinse sink. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 53‐3/4" high and 25" deep over an obstruction ‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Eye wash protrudes 15" at 31" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12W

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

4.5% slope at floor and 8.9% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $24,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 140

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48‐1/4" high from floor

Quantity: EACH

Notes: 1 of 2

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12Y

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks chalkboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/2" work surface height

Quantity: EACH

Notes: 1 of 2

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Switch 68‐1/2" high

Quantity: EACH

Notes: Switch height

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12AC

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023

Barrier #: 12AD

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

Incubator blocks sign clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

10‐1/2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

72" high

Quantity: EACH

Notes: Coat hook on door

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Counter workstation 1

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Counter workstation 1

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter workstation 1

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter workstation 1 air, gas, vac and rinse sink spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Rinse sink faucet not fist operable

Quantity: EACH

Notes: Rinse sink faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handles not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Regular faucet and deionized faucet not fist operable

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Regular faucet and deionized faucet 38‐1/2" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

24" high x 28" wide knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryers 51" high and 25‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: 1 of 3 glassware dryers

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high and 26" wide knee clearance at workstation with scale

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Scale 46‐1/2" high and 19" deep over an obstruction 33" high

Quantity: EACH

Notes: Scale 1 of 2

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Counter workstation 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Counter workstation 2

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13V

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter workstation 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Gas and vac spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter workstation 2 gas and vac  spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13X

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

52‐1/2" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13Y

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Refrigerator ‐ Door Clearance

Barrier  
Description:

Door at refrigerator lacks min. 18" strike edge clearance at pull side of door

Rec. Solution: Move refrigerator or desk

              
Findings:

No strike edge clearance

Quantity: JOB

Notes: 1 of 2 refrigerators

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics  Lab 23A

Barrier #: 13Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove equipment

              
Findings:

13" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Remove stored items

              
Findings:

4" perpendicular to door

Quantity: ADMINI

Notes: Remove trash bin

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

ADA Assessment and Survey 2014 133



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: PC workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

37‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36‐1/4" workstation surface height

Quantity: EACH

Notes: Counter workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

24"  high and 26" wide knee clearance. Stored items block knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57‐1/4" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink 39‐1/4" high and 28" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Air, gas, vac and rinse sink

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

58‐1/4" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Move stored items to provide accessible route

              
Findings:

31‐1/2" wide circulation route

Quantity: JOB

Notes: Between door between file cabinet and counter

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Telephone 66" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry/Biophysics Lab 0023B

Barrier #: 14P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign at left side of door

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

25‐1/4" clear width

Quantity: EACH

Notes: Glass sliding door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

1‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Counter workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

Stored items block knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

ADA Assessment and Survey 2014 142



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink 39" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac and rinse sink

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Biosafety Cabinet ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Reposition cabinet to provide rim height

              
Findings:

36‐1/2" high

Quantity: EACH

Notes: 1 of 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Multiple switches 68" high

Quantity: EACH

Notes: Multiple switches at biosafety cabinet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Forward Reach Obstructed (10"‐25")

Barrier  
Description:

Control or mechanism over an 10" to 25" obstruction max. 34" high located above 44"

Rec. Solution: Relocate control or mechanism to max. 44" high

              
Findings:

Water and gas spigot 51" high and 20" deep over an obstruction 36‐1/2"high

Quantity: EACH

Notes: Water and gas spigot in biosafety cabinet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐1/2" high and 23" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

50" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Regular faucet and deionized faucet not fist operable

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Regular faucet and deionized faucet 38‐1/2" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 51" high and 25‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Computer workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

Stored items in knee clearance

Quantity: EACH

Notes: 1 of 2

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15U

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15W

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Biochemistry & Biophysics Lab 23C

Barrier #: 15X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/4" high

Quantity: EACH

Notes: Also, sign on door and Braille is multi‐lined

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes: 9" at pull side

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 36" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: No remediation recommended. Second sink provides access.

              
Findings:

15" on center

Quantity: JOB

Notes: Left side sink

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

40‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030

Barrier #: 16L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

13" from toilet centerline

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes: 56" high

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 0030A

Barrier #: 17H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, sign on door and Braille is multi‐lined

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes: 15" at pull side

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

40‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 36" high at entry

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine product dispenser protrudes 6‐1/2" at 40" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Trash bin not fist operable. Needs foot activation

Quantity: EACH

Notes: Trash bin

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

13" from toilet centerline

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/2" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18R

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 0032

Barrier #: 18S

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Remove cabinet and provide automatic door opening device

              
Findings:

32‐1/2" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

65" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

59" high

Quantity: EACH

Notes: Blocked by coats when they are on the hook

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Fume hood switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

54" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28‐1/4" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Floor slope to drain under fume hood

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

2.4% slope at floor and 8.9% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034

Barrier #: 19N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Approach to sign 18" x 18" deep not provided

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remodel to provide access

              
Findings:

9‐3/4" strike edge clearance to counter

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 5

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Work bench

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28" to 35" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air spigot 39" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Table knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath table

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high knee clearance at work table

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12

Field Date:  3/19/2014 Report Date 7/30/2014

Location: Basement ‐ CSS Prep Room 0034A

Barrier #: 20J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Electrical boxes protrude 4‐1/2" at 63‐1/3" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 7

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

14.6% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $21,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 120

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

24" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high or provide assistance

              
Findings:

Shut off valve 69‐1/2" high

Quantity: EACH

Notes: Shut off valve at the back of hall

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Cold Room Hall 0033

Barrier #: 21G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes: 8 cold rooms in corridor. At least one must be wheelchair accessible and the accessible room must 
provide features equal to those in all other rooms

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device and move counter

              
Findings:

10‐1/4" strike edge clearance to counter

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

53‐3/4" high

Quantity: EACH

Notes: Light switch

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033G

Barrier #: 22J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air and vac spigots 39" high and 25‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Air and vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 193



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

46" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

98" high fan switch

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

69‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

58" high shelf

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Cold Room 0033H

Barrier #: 22R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Vestibule V0047

Barrier #: 23A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Sign not mounted near door

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Vestibule V0047

Barrier #: 23B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Vestibule V0047

Barrier #: 23C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Vestibule V0047

Barrier #: 23D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Vestibule V0047

Barrier #: 23E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in vestibule where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move equipment

              
Findings:

14" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Electric panel protrudes 8‐1/2" at 42‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

15" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: 2 counters/workstations in lab

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

Stored items in knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 40‐1/2" high

              
Findings:

Glassware dryer 12" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47

Barrier #: 24Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

8‐3/4" from door swing and approach blocked by boxes

Quantity: EACH

Notes: 2 entry doors that each serve to connect different rooms to this lab. Also, Braille not 3/8" and max. 1/2" 
directly below the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move counter or remodel to provide access

              
Findings:

14‐3/4" strike edge clearance to counter

Quantity: ADMINI

Notes: 2 entry doors that each serve to connect different rooms to this lab

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Water spigot protrudes 6‐1/2" at 41" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

26‐1/2" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 209



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

23‐1/4" high knee clearance

Quantity: EACH

Notes: Move stored items under workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

3.0% slope at floor and 8.3% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $21,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 120

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

26" high knee clearance

Quantity: EACH

Notes: Shaker workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47A

Barrier #: 25I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign at the latch side

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

13" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 212



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 48"

Barrier  
Description:

Door/Gate with latch approach at pull side lacks min. 48" perpendicular to door

Rec. Solution: Remove stored item

              
Findings:

34" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Spigot protrudes 8‐1/2" at 42‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

27" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

64" high

Quantity: EACH

Notes: Timer and light switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

11‐1/2" wide circulation route

Quantity: JOB

Notes: Multiple locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Water spigot 43‐1/2" high and 11" deep over an obstruction 29" high

Quantity: EACH

Notes: Water spigot

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

4.6% slope at floor and 11.5% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $21,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 120

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high knee clearance

Quantity: EACH

Notes: 3 workstations provided. At least 1 must be accessible

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

51‐1/4" high

Quantity: EACH

Notes: Light workstation equipped with power strip

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Environ/Molecular Toxicology 47B

Barrier #: 26M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 218



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/2” lip in accessible route

Quantity: LF

Notes: Door stops. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Animal cage controls over 48" high

Quantity: EACH

Notes: Animal cages. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Vestibule V0055

Barrier #: 27G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/2” lip in accessible route

Quantity: LF

Notes: Door stops. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Animal cage controls over 48" high

Quantity: EACH

Notes: Animal cages. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 224



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0058

Barrier #: 28G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 226



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/2” lip in accessible route

Quantity: LF

Notes: Door stops. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Animal cage controls over 48" high

Quantity: EACH

Notes: Animal cages. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Prep Room 0055

Barrier #: 29F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: This spaces leads directly into elevator vestibule thru double doors. Sensitive Area / Pictures not 
Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

13 lbf

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/2” lip in accessible route

Quantity: LF

Notes: Door stops. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Animal cage controls over 48" high

Quantity: EACH

Notes: Animal cages. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Clean Storage Room 0057

Barrier #: 30F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not functional on outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Evacuation Plan

Barrier  
Description:

No evacuation plan provided

Rec. Solution: Provide evacuation sign usable by the visually impaired

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Door Delay Duration

Barrier  
Description:

Door reopening devices does not remain effective for 20 seconds minimum

Rec. Solution: Adjust door delay

              
Findings:

2 second delay

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.3.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31F

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31G

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ No Raised Symbols

Barrier  
Description:

Control buttons not designated by raised characters/symbols immediately to the left of button

Rec. Solution: Replace car control signage

              
Findings:

Accessible signs at buttons not provided

Quantity: EACH

Notes: Basement, second, third and fourth floor

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31H

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "alarm bell" function not identified by raised bell symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31I

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "main floor level" function not identified by raised star and Braille

Rec. Solution: Replace car control signage

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31J

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "door open" function not identified by raised symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31K

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Controls ‐ Tactile Signage

Barrier  
Description:

Control for "door close" function not identified by raised symbol and Braille

Rec. Solution: Replace car control signage

              
Findings:

Tactile information incorrect

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31L

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls ‐ Cabinet

Barrier  
Description:

Cabinet housing emergency controls lacks accessible hardware

Rec. Solution: Replace cabinet hardware

              
Findings:

No emergency stop button

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1 and 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31M

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Control Buttons ‐ Illumination

Barrier  
Description:

Visual floor buttons do not illuminate as the car passes floors or stops

Rec. Solution: Replace car controls

              
Findings:

Door open, door close and alarm buttons

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31N

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Audible Signals

Barrier  
Description:

Audible signals or verbal announcement does not sound when the car passes a floor or stops

Rec. Solution: Replace car controls

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31O

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency controls (incl. emergency stop and alarm) are located below 35"

Rec. Solution: Replace emergency controls

              
Findings:

49" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31P

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls ‐ Location

Barrier  
Description:

Emergency controls (incl. emergency stop and alarm) not grouped at the bottom of the panel 

Rec. Solution: Replace emergency controls

              
Findings:

Located on the top of panel

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31Q

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency telephone handset not positioned at max. 4 ft. above the floor

Rec. Solution: Replace emergency system

              
Findings:

22‐1/2" high for emergency communication button

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 409.4.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 239



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Basement ‐ Elevator E0002

Barrier #: 31R

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency communication system light not functioning  correctly

Rec. Solution: Replace emergency system

              
Findings:

Function light does not blink during call

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0004

Barrier #: 32A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: 2 of 4. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 
2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0004

Barrier #: 32B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: Multiple displays in corridor

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0004

Barrier #: 32C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Corridor H0004

Barrier #: 32D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Sweep period over 5 seconds. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

68" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Hand sanitizer 56" high

Quantity: EACH

Notes: Hand sanitizer. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 58" high from floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new passageway

              
Findings:

30" wide circulation route

Quantity: LF

Notes: Between fridge and shelves. Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Door to central lab. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Vivarium Entry Vestibule V0065

Barrier #: 33H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34A

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 55" high from floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 246



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34B

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

12" deep

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 247



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap dispenser 18" deep over an obstruction 36" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

39" work surface height

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Procedure Room 0065

Barrier #: 34J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Storage Room 0065A

Barrier #: 35A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate sign or replace

              
Findings:

Tactile sign not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Storage Room 0065A

Barrier #: 35B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Storage Room 0065A

Barrier #: 35C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

29" clear width

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Storage Room 0065A

Barrier #: 35D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Shelf protrudes 10" at 56" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Storage Room 0065A

Barrier #: 35E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate sign or replace

              
Findings:

Tactile sign not mounted properly

Quantity: EACH

Notes: Sensitive Area / Pictures not Available. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

12" deep

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 256



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap dispenser 20" deep over an obstruction 36" high

Quantity: EACH

Notes: Soap dispenser. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 20" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

60" high

Quantity: EACH

Notes: Fume hood surface and knee clearance adjustable.  ‐‐ Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Spigot 26" deep at back of fume hood work surface

Quantity: EACH

Notes: Spigot. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

26" deep at back of bio safety cabinet

Quantity: EACH

Notes: Provide extensions. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Phone 62" high

Quantity: EACH

Notes: Phone in corner. Sensitive Area / Pictures not Available

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Animal Holding Room 0065C

Barrier #: 36M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Sensitive Area / Pictures not Available

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 260



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at door to corridor and door to vivarium

              
Findings:

14 lbf to 17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at door to corridor and door to vivarium

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at door to corridor and door to vivarium

              
Findings:

11‐1/4" strike edge clearance and blocked by stored items

Quantity: EACH

Notes: Moved stored items at door to corridor

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Relocate Door

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Rearrange furniture and equipment to provide access

              
Findings:

54‐1/2" perpendicular to door

Quantity: EACH

Notes: Door to corridor and door to Lab

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture and equipment to provide access

              
Findings:

9" ‐ 24‐1/2" wide circulation route

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Clear Floor Space ‐ Desk

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide wheelchair space

              
Findings:

Desk blocks clear floor space at table

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

20‐3/4" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

23‐1/2" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $24,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 140

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Provide assistance

              
Findings:

Equipment controls 48‐1/4" high and 11‐1/4" deep over an obstruction 30‐1/4" high

Quantity: EACH

Notes: Oscilloscope and other equipment in lab

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes: On desk

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

12" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes: Sink faucet

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Sink faucet 38‐1/2" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Sink faucet

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap and paper towel dispenser 44‐1/2" high to  47‐3/4" high over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ 30" x 48" Clearance

Barrier  
Description:

Sink lacks 30" x 48" clear floor space

Rec. Solution: Replace sink and remodel area

              
Findings:

Stored items block sink clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37S

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37T

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37U

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37V

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

15" turning space

Quantity: SF

Notes: Counter

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Provide assistance

              
Findings:

Machine controls 83" high and 33" deep over an obstruction 34" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Floor Surface ‐ Slope

Barrier  
Description:

Floor surface slope exceeds 2.0%

Rec. Solution: Remodel to provide level clear floor space at controls/mechanisms

              
Findings:

11% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Necessary Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302 and 303

As‐built : 140

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37Y

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table of each type

              
Findings:

36‐1/4" surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37Z

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Move stored objects

              
Findings:

Stored items in knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37AA

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46‐1/4" high and 21‐1/2" ‐ 24" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: 1 ‐ 110V outlet and 2 ‐ 240V outlets

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37AB

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

17‐1/4" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0069

Barrier #: 37AC

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Relocate Door

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Provide automatic door opening device at both doors

              
Findings:

8‐3/4" perpendicular to door

Quantity: EACH

Notes: Door to corridor and door to Labs

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min.. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

24" knee clearance and blocked by stored items

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

36‐1/2" turning space at work area

Quantity: SF

Notes: Table 1

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 8

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture and equipment to provide access

              
Findings:

3‐1/2" ‐ 20‐1/4" wide circulation route

Quantity: LF

Notes: To lab room door, between recycling bin and cabinet and between refrigerator and file cabinet

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table

              
Findings:

36‐1/4" surface height

Quantity: EACH

Notes: Table 2

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

22‐3/4" wide knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Provide assistance

              
Findings:

Heating chamber control 74‐1/2" high

Quantity: EACH

Notes: Heating chamber control

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Biosafety Cabinet ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Reposition cabinet to provide rim height

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 280



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Biosafety Cabinet ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Reposition or replace pedestal base to provide knee clearance

              
Findings:

2" high knee clearance blocked

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,245.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Biosafety Cabinet ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

74" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  6/30/2014 Report Date 7/30/2014

Location: Basement ‐ Work Room 0067

Barrier #: 38O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: 2 entry doors. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

16 lbf to 18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

2" strike edge clearance at recess 14"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at one door and ISA directional sign at other

              
Findings:

16‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading in circulation path

Rec. Solution: Provide accessible surface/threshold over cables/cords

              
Findings:

½” ‐ 1" lip without a bevel in accessible route

Quantity: LF

Notes: Pipes and cords

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Telephone 62‐1/2" high

Quantity: EACH

Notes: Telephone

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Move stored objects

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Air/gas/vac spigots 39" high and 24" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Air, vac and gas spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Hose control 56‐1/4" high and 25" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Hose control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: Standard sink

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucets

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucets at standard sink and rinse sink. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Faucet 38‐1/2" high and 25" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Remove stored items

              
Findings:

No knee clearance

Quantity: EACH

Notes: Standard sink and rinse sink

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves exceed 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Growth Chamber 0062

Barrier #: 39Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 291



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: ADMINI

Notes: Refrigerator in strike edge clearance

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Outlet located over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

57" high and 14‐1/2" deep over an obstruction 40" high

Quantity: EACH

Notes: 1 wall outlet is at 57" high and 1 power strip on the floor

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Water cooler blocked by stored items

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

58" high

Quantity: EACH

Notes: 2 coat hook stands in office area

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25" high knee clearance

Quantity: EACH

Notes: 2 accessible desks in room with a total of 23 desks/workstations

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Room 0073

Barrier #: 40I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Eye wash protrudes 18" at 31‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

66‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

3.4% slope at the floor and 10.4% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $28,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 160

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Rinse sink not fist operable

Quantity: EACH

Notes: Rinse sink. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Air/gas/vac/water spigots not fist operable

Quantity: EACH

Notes: Air, gas, vac and water spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink 39" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac and rinse sink

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Remodel to provide min. 1 accessible workstation of each type

              
Findings:

24" high knee clearance

Quantity: EACH

Notes: Air, gas, vac and rinse sink

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet control 38‐1/2" high and 20‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Air/gas/vac spigots 56‐1/2" high

Quantity: EACH

Notes: Air, gas, vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Switch 67‐1/2" high

Quantity: EACH

Notes: Switch height

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41Y

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table and X‐OMAT Processor block fume hood clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/24/2014 Report Date 7/30/2014

Location: Basement ‐ Horticulture Dark Room 0076

Barrier #: 41Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: 2 of 3 signs. Also, contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes: 2 entry doors from corridor and 1 from Lab 85. At least 1 corridor entry door should be accessible

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Replace or adjust existing  closer

              
Findings:

3 second sweep

Quantity: EACH

Notes: 2 entry doors from corridor and 1 from Lab 85. At least 1 corridor entry door should be accessible

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Shelf in strike edge clearance

Quantity: ADMINI

Notes: 1 of 3. The door from the lab 0085

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/2" work surface height

Quantity: EACH

Notes: 7 fume hoods provided. At least 1 of 7 must be accessible

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

62" to 68‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: 12 total counter workstations. At least 1 of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Remove stored items

              
Findings:

Stored items in knee clearance

Quantity: EACH

Notes: 12 total counter workstations. At least 1 of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 312



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57" high and 19" deep over an obstruction 36" high

Quantity: EACH

Notes: Outlets at counter workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, vac, gas spigots at least 1 of each type of work area must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 6 standard sinks and 14 rinse sinks. One of each must be accessible.

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 6 standard sinks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: 6 standard sinks and 14 rinse sinks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Deionized water faucet, standard faucet and rinse faucet

Barrier Severity: 1 Necessary Cost Est $825.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Faucets over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Deionized water faucet/standard faucet 38‐1/2" high and 28" deep over an obstruction 36" 
high

Quantity: EACH

Notes: 40" high and 21‐1/2" deep over an obstruction 36" high for deionized water faucet and standard faucet

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 53" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes: 1 of 5 glassware dryer must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Eye wash protrudes 16" at 31" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42V

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

12.2% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $38,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 220

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42W

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move freeze dryer machine

              
Findings:

Freeze dryer blocks  clear floor space at eye wash and emergency shower

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath table 
workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25‐1/2" high knee clearance

Quantity: EACH

Notes: At least 1 of  5 PC workstation must be accessible

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42Y

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stations

              
Findings:

Air gas tank blocks first aid units clear floor space

Quantity: SF

Notes: Emergency burn station, first aid kit and chemical burn first aid station

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Emergency burn station, first aid kit and chemical burn first aid station 67" high

Quantity: EACH

Notes: Emergency burn station, first aid kit and chemical burn first aid station.

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Spectrophotometer workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Spectrophotometer workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42AC

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

PC control 50" high and 18" deep over an obstruction 36" high

Quantity: EACH

Notes: PC control at Spectrophotometer workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42AD

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Spectrophotometer workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079

Barrier #: 42AE

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign at latch side of door

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

61‐3/4" high and 6‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Deionized water faucet, standard faucet, rinse faucet and Millipore faucet

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Deionized water faucet/standard faucet 38‐1/2" high and 26‐1/2" deep over an obstruction 
36" high

Quantity: EACH

Notes: 38‐1/2" high and 21" deep over an obstruction 36" high for deionized water faucet and standard 
faucet. 64‐1/2" high and 28‐1/2" deep over an obstruction 36" high for Millipore faucet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 1 standard sink and 2 rinse sinks. One of each must be accessible.

Barrier Severity: 1 Necessary Cost Est $2,220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 6

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: Standard sink

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 24‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

15" wide circulation route

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Remove stored items

              
Findings:

Stored items in knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Outlets at workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, vac, gas spigots at least 1 of 3 set must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

41‐1/2" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $19,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 110

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43P

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide access to valve

              
Findings:

Counter blocks gas shut off valve clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

37" high at scale

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43S

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 37" high

Quantity: EACH

Notes: Scale workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/4" work surface height

Quantity: EACH

Notes: 2 fume hoods in lab. At least 1 must be accessible

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

62" to 68‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0079A

Barrier #: 43W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 51‐3/4" high from floor

Quantity: EACH

Notes: Whiteboard mounted on door

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Bubbler Height

Barrier  
Description:

Eye wash bubbler height not max. 36"

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

42" bubbler height

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Protruding Object

Barrier  
Description:

Wall mounted object (dispensers) protrudes more than 4" from wall

Rec. Solution: Relocate, remove object (dispenser) or provide detectable warning for the visually impaired

              
Findings:

Eye wash protrudes 15" at 31" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Emergency Shower ‐ High Reach Range

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Relocate element to max. 48" high

              
Findings:

67" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

63" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/2" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Controls not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Air/gas/vac/water spigots 61‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Switch 68‐1/2" high

Quantity: EACH

Notes: Switch height

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: 8 counter workstations. At least 1 must be accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: 1 workstation and remove stored items at 7 workstations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Outlets at counter workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes: 14 air, vac, gas spigot sets

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide access

              
Findings:

Counter blocks gas shut‐off valve clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 20

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: Standard sink and rinse sink

Barrier Severity: 1 Necessary Cost Est $2,220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 6

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 5 standard sinks and 9  rinse sinks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Deionized water faucet, standard faucet and rinse faucet

Barrier Severity: 1 Necessary Cost Est $825.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Faucets over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Deionized water faucet/standard faucets 38‐1/2" high and 22" deep over an obstruction 36" 
high

Quantity: EACH

Notes: Deionized water faucet, standard faucet and rinse faucet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 53‐1/4" high and 26‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: 5 standard sinks and 9  rinse sinks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 347



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44Z

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Removed stored items

              
Findings:

6" ‐ 32" wide circulation route

Quantity: JOB

Notes: 17 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath table 
workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

24‐3/4" high knee clearance

Quantity: EACH

Notes: 13 desk workstations. At least 1 must be accessible

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AC

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Adjustment

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf at emergency exit door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AD

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Replace or adjust existing  closer

              
Findings:

4 second sweep at emergency exit door

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AE

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

1" high at emergency exit door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AF

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (≥ 5.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

9.5% slope at emergency exit door

Quantity: SF

Notes: Not firm and stable

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AG

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry 0085

Barrier #: 44AH

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: Door 0085A

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45C

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/2" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Controls not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Air/gas/vac/water spigots 57" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Switch 67‐3/4" high

Quantity: EACH

Notes: Switch height

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

ADA Assessment and Survey 2014 354



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Faucets 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucets. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance at work counter adjacent to fume hood

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57" high and 28‐1/2" deep over an obstruction 36" high at work counter adjacent to fume hood

Quantity: EACH

Notes: Outlets at sink/workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Stored items block shelf and electrical panel clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085A

Barrier #: 45O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085B

Barrier #: 46A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085B

Barrier #: 46B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

3‐1/2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085B

Barrier #: 46C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

15" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Mass Spectrometry Shop 0085B

Barrier #: 46D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Location 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Tactil

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Door Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Replace hardware

              
Findings:

Hardware not operable with a closed fist at exit side of door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Protruding object in route of travel between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning

              
Findings:

No detectable warning at the stairway

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No extension on the right side

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47J

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Egress Stairway ‐ Clear Width

Barrier  
Description:

Exit stairway does not provide min. 48" clear width between handrails

Rec. Solution: No remediation recommended. Stairway technically infeasible to alter

              
Findings:

40‐1/2" clear width between handrails

Quantity: LF

Notes:

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47K

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 12

Field Date:  3/21/2014 Report Date 7/30/2014

Location: Basement ‐ Stairway S0002

Barrier #: 47L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing  closer

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: No remediation recommended. Stairway is not an accessible route

              
Findings:

6" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 9" at 39" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes: Remove permanent room sign at door landing

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1002

Barrier #: 48I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1110

Barrier #: 49A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: 1 of 2 doors in vestibule. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1110

Barrier #: 49B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door leading to stairway

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1110

Barrier #: 49C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Room 1110

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1110

Barrier #: 49D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Room 1110. Also, contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1110

Barrier #: 49E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

ADA Assessment and Survey 2014 374



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Timing

Barrier  
Description:

Door does not remain open for at least 6 seconds

Rec. Solution: Repair actuation device

              
Findings:

Automatic door device not operating

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ BHMA Sign

Barrier  
Description:

Sign on door reading "AUTOMATIC DOOR" not visible from both sides

Rec. Solution: Provide new sign on both sides of door

              
Findings:

No sign provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ANSI/BHMA A156.10‐1999

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Accessible Entry Door

Barrier  
Description:

No sign identifying door as accessible where all doors are not accessible

Rec. Solution: Provide ISA at accessible entrance door

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide min. 10" high kick plate at push side of door

              
Findings:

7" high kick plate

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 1111, 1112 and 1113. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters 
and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 7 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1004

Barrier #: 50I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1005

Barrier #: 51A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Room 1116, 1117, 1123, 1125, 1127, 1141, 1143 and 1145. Also, Braille not 3/8" and max. 1/2" directly 
below the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 8

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1005

Barrier #: 51B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 9 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1005

Barrier #: 51C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1005

Barrier #: 51D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: No remediation. Door does not lead to an accessible route

              
Findings:

4‐3/4" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: No remediation. Door does not lead to an accessible route

              
Findings:

8‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes: Remove permanent room sign at door landing

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 5‐1/2" at 37‐1/2" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1003

Barrier #: 52J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1006

Barrier #: 53A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Rooms 1151, 1154, 1155, 1158 and 1161. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 5

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1006

Barrier #: 53B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Rooms 1148, 1151. Also, contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 8

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1006

Barrier #: 53C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 4 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1006

Barrier #: 53D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mailbox 53‐1/4" high

Quantity: EACH

Notes: Room 1158 mailbox

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1006

Barrier #: 53E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove desk

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove cabinet

              
Findings:

File cabinet within 60" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

30‐1/2" wide circulation route

Quantity: JOB

Notes: Passage to desks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk  ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks are not accessible

Rec. Solution: Provide at least 1 accessible  desk or workstation of each type

              
Findings:

Accessible desk not provided

Quantity: EACH

Notes: 4 desks.

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24" knee clearance and 24" wide

Quantity: EACH

Notes: 4 different types of desks. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

58" high and 29" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Molecular Tox 1149

Barrier #: 54K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

16‐1/4" strike edge clearance

Quantity: EACH

Notes: Drain pipes and stored items block strike edge clearance

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/4" high

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Grade 2

Barrier  
Description:

Contracted (Grade 2) Braille not used on sign

Rec. Solution: Provide accessible sign

              
Findings:

Braille recessed from face of sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

2.6% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

41‐3/4" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1146

Barrier #: 55J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored items

              
Findings:

Boxes block strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes: 3 chair mats

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

3 desks have 25‐1/4" high and 24‐3/4" wide knee clearance

Quantity: EACH

Notes: 4 desks total.

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Forward Reach Obstructed (10"‐25")

Barrier  
Description:

Outlet located over an 10" to 25" obstruction max. 34" high located above 44"

Rec. Solution: Relocate control or mechanism to max. 44" high

              
Findings:

33" high and 26" deep over an obstruction 31‐1/2" high

Quantity: EACH

Notes: Power strip

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Printer control 65" high

Quantity: EACH

Notes: Printer control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Office 1163

Barrier #: 56K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1001 & Vestibule V1017

Barrier #: 57A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Rooms 1006 and 1012. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1001 & Vestibule V1017

Barrier #: 57B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

ADA Assessment and Survey 2014 405



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1001 & Vestibule V1017

Barrier #: 57C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: Display in corridor opposite the electrical panels

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1001 & Vestibule V1017

Barrier #: 57D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

No high drinking fountain provided on basement floor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1001 & Vestibule V1017

Barrier #: 57E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Automatic Doors ‐ BHMA Sign

Barrier  
Description:

Swinging/sliding/folding door lacks sign visible from both sides reading, "AUTOMATIC DOOR"

Rec. Solution: Provide new sign showing on both approaches to door

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes: At entry door to lobby and entry door to corridor

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Clear Floor Space at Push Plate

Barrier  
Description:

Push plate cannot be approached without traveling into door swing

Rec. Solution: Relocate push plate on both sides of entry door or install optical beam scanning device

              
Findings:

Clear floor space of min. 30" by 48" not provided

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Automatic Door

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Repair automatic door opening device

              
Findings:

Door operator does not function

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide min. 10" high kick plate at push side of door

              
Findings:

7" high kick plate

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes: Corridor doors

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Accessible Entry Door

Barrier  
Description:

No sign identifying door as accessible where all doors are not accessible

Rec. Solution: Provide ISA at accessible entrance to corridor and relocate at entry door

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes: Corridor doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Lobby L1001

Barrier #: 58I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $6,300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 28

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser 
nosingBottom handrail extension not sloped for length of one tread beyond the last riser 

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Bottom handrail extension does not extend for length of one tread

Quantity: LF

Notes: At the first landing

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

ADA Assessment and Survey 2014 412



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height is not between 4" and 7"

Rec. Solution: No remediation recommended. Stairway technically infeasible to alter

              
Findings:

No consistent stair riser height or tread width provided

Quantity: SF

Notes: Multiple stair risers over 7" below first landing

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height or tread width is not consistent

Rec. Solution: No remediation recommended. Stairway technically infeasible to alter

              
Findings:

No consistent stair riser height or tread width provided

Quantity: SF

Notes:

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001B

Barrier #: 59F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $6,300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 28

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Bottom handrail extension does not extend for length of one tread

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No extension on the right side of the first and second landing

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height is not between 4" and 7"

Rec. Solution: No remediation recommended. Stairway technically infeasible to alter

              
Findings:

No consistent stair riser height or tread width provided

Quantity: SF

Notes: Multiple stair risers over 7" below first landing

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height or tread width is not consistent

Rec. Solution: No remediation recommended. Stairway technically infeasible to alter

              
Findings:

No consistent stair riser height or tread width provided

Quantity: SF

Notes:

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Stairway S1001A

Barrier #: 60G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

66" high

Quantity: EACH

Notes: 1 sign outside of office area and 4 inside of office area. Also, Braille not 3/8" and max. 1/2" directly 
below the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 5

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

16" strike edge clearance to couch

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Mail baskets and card rack 57" ‐ 60" high

Quantity: EACH

Notes: Mail baskets and card rack respectively

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Printer 50" high

Quantity: EACH

Notes: Printer

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Keys on hooks 62" high

Quantity: EACH

Notes: Keys on hooks

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Whiteboard 41‐1/2" high and 25" deep

Quantity: EACH

Notes: Whiteboard

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental/Mole/Tox Office 1007

Barrier #: 61J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

53‐1/2" turning space

Quantity: SF

Notes: Between counters

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high counter

Quantity: EACH

Notes: Counter in two locations

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least one 3' wide workstation at accessible height

              
Findings:

No knee clearance at either counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Outlet located over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

45‐1/2" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Mailboxes 59" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes: Mailboxes. 1 mail box higher than the other 3, but the other 3 have a longer depth

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Multiple cabinets over 48"

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Workroom E1007

Barrier #: 62H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

17" strike edge clearance to mailboxes

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vestibule Doors

Barrier  
Description:

Space between two consecutive doors not min. 48"

Rec. Solution: Redesign vestibule

              
Findings:

5" between two doors

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $8,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.6

As‐built : 30

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Mailbox protrudes 5‐1/2" at 33‐1/2" high on door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Trash bin blocks strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance for shelves over 48" high

              
Findings:

Shelves 67" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/20/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Mail Room 1009

Barrier #: 63I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Entry door and Room 1011C. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters 
and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

21" knee clearance

Quantity: EACH

Notes: 8 desks total. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Shelves block workstation clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Remove stored item

              
Findings:

Water cooler blocks strike edge clearance

Quantity: ADMINI

Notes: Room 1011C

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Accessible Route

Barrier  
Description:

Clear floor space does not adjoin an accessible route or another space

Rec. Solution: Remodel area to provide connection to accessible route

              
Findings:

25" wide circulation route to desk

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Printer 56" high and 15" deep over an obstruction 29‐1/4" high

Quantity: EACH

Notes: Printer

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Chair blocks clear floor space at printer

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Center 1011

Barrier #: 64J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Room 1011A. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored items

              
Findings:

11" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

ADA Assessment and Survey 2014 437



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Move stored objects

              
Findings:

No knee clearance at table

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

36" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Cntr 1011A

Barrier #: 65F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile signage provided at door within public route

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage from room 1011 to room 1011B

Quantity: EACH

Notes: Room 1011

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

15" strike edge clearance to counter at door to office

Quantity: EACH

Notes: Trash bin also obstructs strike edge clearance

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22‐1/4" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 51‐3/4" high and 26‐1/2" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high kitchenette counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66O

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin and copy machine block paper shredder clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66P

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

25" knee clearance

Quantity: EACH

Notes: 2 work counters in room. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 30"high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Workrm 1011B

Barrier #: 66R

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1001

Barrier #: 67A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

No tactile information on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 12

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1001

Barrier #: 67B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Doorjamb marking ‐ Raised Star

Barrier  
Description:

Elevator landing door jamb signage at grade level lacks a raised five pointed star 

Rec. Solution: Replace door jamb signage

              
Findings:

No raised star at discharge level

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/25/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1001

Barrier #: 67C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance due to recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 47‐1/4" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Conference room divider door hardware not fist operable

Quantity: EACH

Notes: Conference room divider door hardware

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Entry V1019

Barrier #: 68F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Entry and storage closet 1019C. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

35‐3/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 30" deep over an obstruction 35‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet controls 38" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towels 39‐3/4" high and 18" deep over an obstruction 35‐3/4" high

Quantity: EACH

Notes: Paper towels

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide passage into room past table

              
Findings:

15" wide circulation route

Quantity: JOB

Notes: 3 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 56" high and 53" high

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14‐1/2" deep knee clearance at conference room table

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69O

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Shared Assistive Listening System

Barrier  
Description:

No shared assistive listening system for room with min. 10 seats

Rec. Solution: Provide shared ALS system

              
Findings:

Conference room has no assistive listening system

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69P

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69Q

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Adjust existing door closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69R

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Adjust existing door closer

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69S

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide min. 10" high kick plate at push side of door

              
Findings:

7" high kick plate

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69T

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: No remediation recommended. Door is not part of an accessible route

              
Findings:

8‐1/2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69U

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69V

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

3/4" ‐ 1" high

Quantity: EACH

Notes: Inside and outside doorway

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69W

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (3.1% to 4.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing for emergency exiting

              
Findings:

3.5% slope

Quantity: SF

Notes:

Barrier Severity: 3 Hindrance Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019A

Barrier #: 69X

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Length

Barrier  
Description:

Landing length is not at least 44" in direction of pedestrian travel

Rec. Solution: Demolish and reconstruct level landing for emergency exiting

              
Findings:

Landing meets length requirements but does not connect to pedestrian path

Quantity: SF

Notes: Provide ISA Signage to an accessible exit

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 29" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door Mat ‐ Non‐Recessed

Barrier  
Description:

Doormat not anchored to floor (trip hazard)

Rec. Solution: Replace doormat or anchor existing

              
Findings:

Floormat in front of sink and counter

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet controls 38" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet controls. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towels 39‐3/4" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towels

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 66" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14‐1/2" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70O

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

15" wide circulation route

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Environmental Health Sci Ctr 1019B

Barrier #: 70P

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1002

Barrier #: 71A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Rooms 1026, 1028, 1031, 1036, 1037, 1038, 1039, 1041, 1045 and 1047. Also, Braille not 3/8" and max. 
1/2" directly below the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 8

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1002

Barrier #: 71B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 11 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1002

Barrier #: 71C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: At each end of corridor

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1002

Barrier #: 71D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1002

Barrier #: 71E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, multi‐lined Braille on door and contracted (Grade 2) Braille not used on sign (Braille recessed from 
face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐3/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 36" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine dispenser protrudes 6" at 40" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/2" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Women's Restroom 1020

Barrier #: 72O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

65‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ BHMA Sign

Barrier  
Description:

Sign on door reading "AUTOMATIC DOOR" not visible from both sides

Rec. Solution: Provide new sign on both sides of door

              
Findings:

No sign provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ANSI/BHMA A156.10‐1999

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin blocks automatic door opening device and coat hook clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser and shelf protrudes 10" at 36" high

Quantity: EACH

Notes: 2 paper towel dispensers and 1 shelf

Barrier Severity: 2 Recommended Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/2" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes: 1 of 2

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68‐1/4" high

Quantity: EACH

Notes: Coat hook

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022

Barrier #: 73I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Wall Space Lacking

Barrier  
Description:

No wall space provided at latch side of door for signage mounting

Rec. Solution: Relocate sign to nearest adjacent wall

              
Findings:

Sign not in location commonly identified by the visually impaired

Quantity: EACH

Notes: Wall space blocked by paper towel dispenser. Also, Braille not 3/8" and max. 1/2" directly below the 
tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ BHMA Sign

Barrier  
Description:

No sign on door visible from both sides reading, "AUTOMATIC DOOR"

Rec. Solution: Provide new sign on both sides of door

              
Findings:

No sign provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ANSI/BHMA A156.10‐1999

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Clear Floor Space

Barrier  
Description:

Urinal lacks min. 30" x 48" clear floor space in front of fixture

Rec. Solution: Replace or relocate urinal

              
Findings:

14‐1/4" on center

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Latch Approach

Barrier  
Description:

Door with latch approach corridor pull/push side lacks min. 42" space perpendicular to door

Rec. Solution: Remove last privacy screen

              
Findings:

38‐3/4" perpendicular to door

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Basement ‐ Men's Restroom 1022A

Barrier #: 74K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Timing

Barrier  
Description:

Door does not remain open for at least 6 seconds

Rec. Solution: Repair actuation device

              
Findings:

Door closes after 3 seconds

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide min. 10" high kick plate at push side of door

              
Findings:

7" high kick plate

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (2.1% to 3.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Replace threshold

              
Findings:

2.6% slope

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Hand sanitary dispenser 51‐1/4" high

Quantity: EACH

Notes: Hand sanitary dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mailbox drop slots at 67" high

Quantity: EACH

Notes: Mailbox lock

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Lobby Info Sign

Barrier  
Description:

No lobby informational sign with location of accessible elements

Rec. Solution: Provide lobby informational sign

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Vestibule V1049

Barrier #: 75I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Adjustment

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Replace or adjust existing  closer

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

63‐1/4" high

Quantity: EACH

Notes: Rooms 1055A, 1055B, 1055C, 1055D and 1055E. Also, Braille not 3/8" and max. 1/2" directly below the 
tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 5

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

29" wide circulation route

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Fire extinguisher protrudes 4‐1/2" at "19‐3/4 high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

30" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Bottom handrail extension does not extend for length of one tread

Quantity: LF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No extension on both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76J

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Loading Dock D1055

Barrier #: 76K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1002

Barrier #: 77A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

No tactile information on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1002

Barrier #: 77B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Doorjamb marking ‐ Raised Star

Barrier  
Description:

Elevator landing door jamb signage at grade level lacks a raised five pointed star 

Rec. Solution: Replace door jamb signage

              
Findings:

No raised star at discharge level

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Elevator E1002

Barrier #: 77C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Evacuation Plan

Barrier  
Description:

No evacuation plan provided

Rec. Solution: Provide evacuation sign usable by the visually impaired

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Room H1003. EQPT 1085 and Vestibule V1078 included with corridor. Also, Braille not 3/8" and max. 
1/2" directly below the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes: Sweep period is over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 1074

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Rooms 1061, 1065, 1066, 1068, 1073, 1076, 1081 and 1087

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 8

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Wall Space Lacking

Barrier  
Description:

No wall space provided at latch side of door for signage mounting

Rec. Solution: Relocate sign to nearest adjacent wall

              
Findings:

Sign not in location commonly identified by the visually impaired

Quantity: EACH

Notes: Wall space blocked by whiteboard. Room 1079

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Rooms 1061, 1064, 1065, 1066, 1068, 1071, 1072, 1073, 1076, 1079, 1081 and 1087. Also, contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 12

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Cabinet and machines block sign clear floor space

Quantity: JOB

Notes: Rooms 1065, 1073, 1081 and 1087

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78I

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 4 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

File holders 58‐1/2" high

Quantity: EACH

Notes: 3 of 4 file holders

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

30" wide circulation route

Quantity: JOB

Notes: In front of room 1087

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high or provide assistance

              
Findings:

Multiple pieces of equipment above 48" high

Quantity: EACH

Notes: Multiple pieces of equipment in corridor

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78M

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

37"  high

Quantity: EACH

Notes: 1 of 2 counters. At least on must be accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 23" deep over an obstruction 47" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78Q

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1003

Barrier #: 78R

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes: Provide horn and strobe across corridor from vestibule V1078

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes: Sweep period more than 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

ADA Assessment and Survey 2014 514



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 35" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Seat cover dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

56" high AFF

Quantity: EACH

Notes: Blocked by toilet closet

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Men's Restroom 1078A

Barrier #: 79G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine product dispenser protrudes 6" at 42" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Seat cover dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

56" high AFF

Quantity: EACH

Notes: Blocked by toilet closet

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance ‐ 60" Circle

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

59" clear width at toilet

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Women's Restroom 1078B

Barrier #: 80I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Room 1109

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Wall Space Lacking

Barrier  
Description:

No wall space provided at latch side of door for signage mounting

Rec. Solution: Relocate sign to nearest adjacent wall

              
Findings:

Sign not in location commonly identified by the visually impaired

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Grade 2

Barrier  
Description:

Contracted (Grade 2) Braille not used on sign

Rec. Solution: Provide accessible sign

              
Findings:

Braille recessed from face of sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 2 research boards

Barrier Severity: 1 Necessary Cost Est $10,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12

Field Date:  3/26/2014 Report Date 7/30/2014

Location: Floor 1 ‐ Corridor H1105

Barrier #: 81H

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing  closer

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 5‐3/4" at 39" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2002

Barrier #: 82H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2004

Barrier #: 83A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: 2119 and 2116

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2004

Barrier #: 83B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 2103C, 2111, V2114, 2119, 2124, 2131, 2133, 2135 and 2139. Also, contracted (Grade 2) Braille 
not used on sign

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 9

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2004

Barrier #: 83C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 10 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2004

Barrier #: 83D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2004

Barrier #: 83E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide additional strobe devices

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes: 2 horns but no strobe provided and they are 120' apart

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance at exit side of door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Provide level floor when remodeling

              
Findings:

5.7% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $21,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 120

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Trash bin and ultracentrifuge machine block  clear floor space at sink

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 49" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas and vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2110

Barrier #: 84Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign. 2 cold rooms provided with a storage room. One cold room must be accessible 

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vestibule Doors

Barrier  
Description:

Space between two consecutive doors not min. 48"

Rec. Solution: Redesign vestibule

              
Findings:

No spacing between two doors

Quantity: SF

Notes: Doors 2110 and 2110C. 2 cold rooms provided with a storage room. One cold room must be accessible 
with storage space included

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.6

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at min. one cold room

              
Findings:

18 lbf

Quantity: EACH

Notes: 2110C wooden door. 2 cold rooms provided with a storage room. One cold room must be accessible 
with storage space included

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: 2110C wooden door

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: 2110C wooden door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes: Cold room door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes: Cold room door

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

13" strike edge clearance

Quantity: ADMINI

Notes: Blocked by shelf

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85I

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doors in Series

Barrier  
Description:

Doors in a series lack min. 48" between doors

Rec. Solution: Remodel area to provide space

              
Findings:

11‐3/4" between doors

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.6

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐3/4" ‐ 65‐1/2" high

Quantity: EACH

Notes: Light switch and alarm switch respectively

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 23‐1/2" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items

              
Findings:

Machine cart blocks sink clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 850

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 39" high and 22" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

14" wide circulation route

Quantity: JOB

Notes: To the stirrer workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85U

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

52" turning space

Quantity: SF

Notes: Between counter to shelves

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem/Biophysics Cold Rm 2110C

Barrier #: 85V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86D

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

12" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 555



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐3/4" high and 22" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 49‐3/4" high and 27‐1/2" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 556



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide acccess

              
Findings:

Desk and chair blocks counter clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 557



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46‐1/4" high and 28" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39‐1/4" high and 24" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: 1 of 2 set. Air, gas and vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 558



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86O

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture to provide acccess

              
Findings:

36" turning space

Quantity: SF

Notes: From shelf to chair

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 559



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86R

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide acccess

              
Findings:

19‐1/4" wide circulation route

Quantity: JOB

Notes: Passageway to accessible desk

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 560



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86S

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

39‐1/2" high and 30" deep over an obstruction 30" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86T

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

62‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 561



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Dept of Env & Molecular Toxicol 2120

Barrier #: 86U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, tactile sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 563



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes: Remove permanent room sign at door landing

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 15" at 39‐1/2" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2003

Barrier #: 87H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Mechanical shaft 2130A was not assessed. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Move desk

              
Findings:

Desk 40‐1/4" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

34" wide circulation route

Quantity: JOB

Notes: For more than 24" consecutively between desk and wall. Also, wheelchair maneuvering space blocked 
by wall at desk

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 30" deep over an obstruction 30" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Move stored items

              
Findings:

28" wide circulation route. Cart blocks access to cabinets

Quantity: JOB

Notes: Passageway to cabinet

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable in multiple locations

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Cabinet over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88K

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes: Sliding door with no closer

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88L

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (4.1% to 4.9%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

4.8% slope

Quantity: SF

Notes: Door landing slopes to drain

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88M

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Sliding Door ‐ Hinge Approach

Barrier  
Description:

Sliding door lacks min. 42" clear space perpendicular to doorway

Rec. Solution: Remove stored items

              
Findings:

37‐1/2" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

55" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88T

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

X‐ray machine blocks clear floor space at counter

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88V

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 23‐3/4" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88X

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Move stored items

              
Findings:

17" wide circulation route

Quantity: JOB

Notes: Passageway to electric safety switches, water pump system, helium tank and UPS machine

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88Y

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Electric safety switches 72" high

Quantity: EACH

Notes: Electric safety switches in 2 locations. Machine, helium tank and trash block clear floor space at safety 
switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ X‐Ray Diffraction Room 2130

Barrier #: 88Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one entry door and ISA directional sign at other

              
Findings:

17 lbf

Quantity: EACH

Notes: 2 of 2 doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one entry door and ISA directional sign at other

              
Findings:

2 second sweep

Quantity: EACH

Notes: 2 of 2 doors

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device at one entry door and ISA directional sign at other

              
Findings:

11‐1/4" strike edge at door to corridor H2004 and 2" strike edge clearance at door to corridor 
H2005

Quantity: ADMINI

Notes: 2 of 2 entry doors

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Relocate Door

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Provide automatic door opening device at one entry door and ISA directional sign at other

              
Findings:

54" perpendicular to door to counter

Quantity: EACH

Notes: Remove stored item that is 42" from door at corridor H2004.

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high knee clearance

Quantity: EACH

Notes: Desk/workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 30" high

Quantity: EACH

Notes: Desk/workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Counter workstation 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter workstation 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac spigots at counter workstation 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 13

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 23‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high knee clearance. Ladder blocks computer workstation clear floor space

Quantity: EACH

Notes: SensiQ pioneer computer workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89R

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 27" deep over an obstruction 30" high

Quantity: EACH

Notes: SensiQ pioneer computer workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: SensiQ Pioneer workstation and 3 other workstations in lab

Barrier Severity: 3 Hindrance Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high or provide assistance

              
Findings:

Air/gas/vac controls 55‐1/2" high, 20‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: SensiQ Pioneer workstation and 3 other workstations in lab

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89W

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: SensiQ Pioneer workstation and 3 other workstations in lab

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89X

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Wall blocks workstation clear floor space

Quantity: SF

Notes: Spectropolarimeter workstation and spectropolarimeter computer workstation

Barrier Severity: 2 Recommended Cost Est $21,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 120

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89Z

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

47" to 57" high and 15" to 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Spectropolarimeter computer workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink controls 58" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Rinse sink controls not fist operable

Quantity: EACH

Notes: Rinse sink. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89AC

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Shelf protrudes 12‐1/2" at 59" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89AD

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

5.7% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $38,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 220

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2146

Barrier #: 89AE

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 594



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2005

Barrier #: 90A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Rooms 2141, 2143, 2145, 2149, 2151, 2154, 2156, 2157, 2159 and 2162. Also, Braille not 3/8" and max. 
1/2" directly below the tactile characters and the Braille recessed from face of sign

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2005

Barrier #: 90B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 3 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 595



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2005

Barrier #: 90C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove box

              
Findings:

Stored items block maneuvering clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide wheelchair space

              
Findings:

Desks lack clear floor space

Quantity: SF

Notes: 4 computer desks. One is accessible but passageway to the desk is not provided

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible printer workstation

              
Findings:

Printer station has 25" high and 25‐3/4" wide knee clearance

Quantity: EACH

Notes: Printer

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25‐1/4" high and 23" wide knee clearance

Quantity: EACH

Notes: 2 computer desk with scanners. None are accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 599



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2148

Barrier #: 91I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move desk

              
Findings:

9" strike edge from desk to latch side of door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Phosphorimager machine workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Phosphorimager machine workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: PCR machine workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: PCR machine workstation

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: PCR machine workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height. Knee clearance blocked by stored items

Quantity: EACH

Notes: Spectrophotometer machine workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate to accessible location

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Spectrophotometer machine workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

24‐3/4" high knee clearance

Quantity: EACH

Notes: Spectra Max 190 machine workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Instrument Room 2156

Barrier #: 92U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Vestibule V2019, rooms 2013, 2015 and 2017. Also, Braille not 3/8" and max. 1/2" directly below the 
tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ On Door

Barrier  
Description:

Sign containing Braille/tactile info located on a door

Rec. Solution: Move sign to wall at latch side of door

              
Findings:

Tactile sign on door could present a hazard for the visually impaired when reading

Quantity: EACH

Notes: Room 2015

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 1 research board

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

1 low drinking fountain provided on second floor. No fountain for people with 
bending/stooping difficulty

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2001

Barrier #: 93F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Lobby L2001

Barrier #: 94A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes: Sweep period over 5 secondS

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Lobby L2001

Barrier #: 94B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Lobby L2001

Barrier #: 94C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2001A

Barrier #: 95A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2001A

Barrier #: 95B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Stairway S2001B

Barrier #: 96C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/4" high

Quantity: EACH

Notes: Entry sign and Room 2009B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters 
and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance

Quantity: EACH

Notes: 11" strike edge clearance push side, remove stored item

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mailboxes above 48" high
Mailboxes above 48" high

Quantity: EACH

Notes: All mailboxes

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

25" knee clearance

Quantity: EACH

Notes: Counter 1. Removed stored items

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 51‐1/2" high and 26" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Counter 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

37" high and 26‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

59‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 624



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97P

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

8‐3/4" from door swing and cabinet blocks min. 18" clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Mailroom 2009

Barrier #: 97Q

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 625



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Room 2009B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 626



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull higher than 48"

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet or power strip to area at min. 15" or max. 48" high

              
Findings:

1" high on floor or 11" on wall

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 627



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables.

              
Findings:

24" knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98F

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Shared Assistive Listening System

Barrier  
Description:

No shared assistive listening system for room with min. 10 seats

Rec. Solution: Provide shared ALS system

              
Findings:

Conference room lacks assistive listening system

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/27/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Conference Room 2009A

Barrier #: 98G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 629



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 54"

Barrier  
Description:

Door/Gate with latch approach with closer at pull side lacks min. 54" perpendicular to door

Rec. Solution: Move desk to provide access

              
Findings:

43‐1/2" perpendicular to door

Quantity: ADMINI

Notes: Blocked by counter

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 630



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

63" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

42‐1/2"  high

Quantity: EACH

Notes: Counter 1

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 631



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture and equipment to provide access

              
Findings:

21" wide circulation route

Quantity: JOB

Notes: Passageway to printer 1 of 4

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

22‐1/2" high and 24‐1/2" wide knee clearance

Quantity: EACH

Notes: 3 computer desks

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 632



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Move trash bin

              
Findings:

Printer 44‐1/2" high and 14‐1/2" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: Printer 3 of 4

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99I

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Rooms 2011A and 2011B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 633



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99J

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Move furniture to provide access to tactle signs

              
Findings:

Tactile signs cannot be approached due to location of furniture within min. 18" space

Quantity: EACH

Notes: Rooms 2011A and 2011B

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 634



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinets and file cabinets not fist operable

Quantity: EACH

Notes: Cabinets and file cabinets

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 635



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Counter 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

40" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 636



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

56‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99Q

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

26" high, 16" deep and 26‐1/2" wide knee clearance

Quantity: EACH

Notes: Typewriter desk

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

ADA Assessment and Survey 2014 637



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Office 2011

Barrier #: 99R

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2001

Barrier #: 100A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace sign

              
Findings:

No tactile information on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 638



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2001

Barrier #: 100B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2001

Barrier #: 100C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 639



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 640



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

26‐1/4" wide circulation route

Quantity: JOB

Notes: 39 total desks. 1 accessible desk provided

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 641



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Integration

Barrier  
Description:

Desk not integrated into assembly seating

Rec. Solution: Move desk to integrated setting

              
Findings:

Desk identified as accessible is not integrated into typical seating

Quantity: EACH

Notes: Move stool to provide adequate toe and knee clearance

Barrier Severity: 2 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium ‐ Knee Clearance

Barrier  
Description:

Podium knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

25‐1/4" high knee clearance

Quantity: SF

Notes: When adjustable instructor podium surface high is 34" high, knee clearance is 25‐1/4" and toe 
clearance is not min. 17" deep

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 642



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Emergency phone 50" high

Quantity: EACH

Notes: Emergency phone

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

1‐1/2" high on floor or 11" on wall

Quantity: EACH

Notes: Power strip on floor

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 643



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Class 2018

Barrier #: 101I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ No Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2002

Barrier #: 102A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62" high

Quantity: EACH

Notes: Rooms 2023, 2033, 2034, 2035, 2037, 2039, 2041, 2045, 2047 and 2053. Also, Braille not 3/8" and max. 
1/2" directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 644



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2002

Barrier #: 102B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 15 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2002

Barrier #: 102C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 645



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2002

Barrier #: 102D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2002

Barrier #: 102E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 646



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 647



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes: 10‐1/2" strike edge clearance at pull side

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 648



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Rim Height

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐3/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate or replace lavatory

              
Findings:

15" on center from wall and 11‐1/2" on center to brace

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 649



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 34‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 650



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace sanitary napkin dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Dispenser protrudes 6‐1/2" at 40‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 651



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 652



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

13" from toilet centerline

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 653



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/2" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 654



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2020

Barrier #: 103Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 655



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 656



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 657



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Rim Height

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐3/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 658



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 35" high and at 33‐3/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022

Barrier #: 104I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 659



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Wall Space Lacking

Barrier  
Description:

No wall space provided at latch side of door for signage mounting

Rec. Solution: Move dispenser and mount sign

              
Findings:

Space on latch side of door blocked by dispenser

Quantity: EACH

Notes: Also, Braille is not below all raised characters and Braille on sign not located directly below tactile 
characters

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 660



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: Blocked by urinal barrier. 25‐3/4" perpendicular from wall that door is on

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Clear Floor Space

Barrier  
Description:

Urinal lacks min. 30" x 48" clear floor space in front of fixture

Rec. Solution: Replace or relocate urinal

              
Findings:

14" on center within privacyt screen

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 661



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Latch Approach

Barrier  
Description:

Door with latch approach corridor pull/push side lacks min. 42" space perpendicular to door

Rec. Solution: Replace compartment

              
Findings:

40‐1/2" perpendicular from door to privacy screen

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 662



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 663



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 664



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2022A

Barrier #: 105K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 665



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 666



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

3" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

62" high and 63‐1/2" high

Quantity: EACH

Notes: Light switch and canopy hood switch

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 667



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Move carts

              
Findings:

Safety switch at 66‐1/2" high and 26" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored carts to provide access to sink

              
Findings:

Stored items and Lancer machine block light switch clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 668



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: 4 total counters. None are accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: 2 of 4 counters

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 669



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet at min. one rinse sink

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes: Rinse sink faucet. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots and rinse sink 39" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, vac,  gas spigots and rinse sink. 4 of 4 counters

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 670



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Stored items block sink clear floor space

Quantity: JOB

Notes: 1 of 2 sinks

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucets 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucets. 2 of 2 sinks

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 51" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Millipore filtration system 56‐1/2" high and 12‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Millipore system at 1 of 2 sinks

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Prep Rm 2028

Barrier #: 106W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no strobe is provided

Rec. Solution: Provide strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: 2 total counters

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 679



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

No knee clearance

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: 2 of 2 counters. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Alarm switch 62‐1/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Alarm switch

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Temperature control 62" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes: Temperature control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Regular faucet and deionized faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Regular faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107Q

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

5.2% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107R

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

49" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Cold Rm 2028A

Barrier #: 107S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

Door closer not operating

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

Door closer not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

10‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

8" wide circulation route

Quantity: JOB

Notes: Passageway to microwave and fridge

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Shelf protrudes 12"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Computer control 33" high and 19" deep over an obstruction 29" high

Quantity: EACH

Notes: Computer control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move equipment to provide access

              
Findings:

Computer blocks whiteboard clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/28/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Study Room 2031

Barrier #: 108J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

9‐3/4" recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device and move cabinet

              
Findings:

3‐3/4" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored items

              
Findings:

28‐1/2" wide circulation route

Quantity: JOB

Notes: Passageway to workstations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

23‐1/4" high knee clearance

Quantity: EACH

Notes: 2 microscope and computer workstations. None are accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 694



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Blocked by desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high knee clearance

Quantity: EACH

Notes: Desk/workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 695



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes: Whiteboard blocked by table

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2038

Barrier #: 109L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Trash bin blocks strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

35‐3/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 25" deep over an obstruction 35‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 700



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 703



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Move podium to provide accessible passageway

              
Findings:

21‐1/2" wide circulation route to users' side of podium

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium  ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

44‐1/2" surface height. 23‐1/2" high, 15" deep and 22‐1/2" wide knee clearance

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110P

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 71" high

Quantity: EACH

Notes: Screen pull

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110Q

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Conf Room

Barrier #: 110R

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2002

Barrier #: 111A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

No tactile information on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 706



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2002

Barrier #: 111B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2002

Barrier #: 111C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 707



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2002

Barrier #: 111D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Elevator E2002

Barrier #: 111E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Evacuation Plan

Barrier  
Description:

No evacuation plan provided

Rec. Solution: Provide evacuation sign usable by the visually impaired

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 708



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2003

Barrier #: 112A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 2061, 2062, 2063, 2071, 2077, 2081, 2101 and 2103. Also, Braille on sign not located directly 
below tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 8

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2003

Barrier #: 112B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 4 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 709



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Corridor H2003

Barrier #: 112C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 710



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 711



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

18" recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 712



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

24‐3/4" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes: Whiteboard

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 713



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 714



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 715



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐1/2" high and 23" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 51‐1/4" high and 24‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 716



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Computer workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 717



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Work Surface Rim

Barrier  
Description:

Work surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible fume hood

              
Findings:

38‐1/4" work surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Air/gas/vac/water spigots not fist operable

Quantity: EACH

Notes: Air, gas, vac and water spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood Reach Range ‐ High

Barrier  
Description:

Control or mechanism not at max. 48" high for side reach

Rec. Solution: Provide extension for control to provide reach range or replace

              
Findings:

Air/gas/vac/water spigots 56‐3/4" high

Quantity: EACH

Notes: Air, gas, vac and water spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Electrical Switches

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Fume Hood ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace fume hood to provide knee clearance

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $12,450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: 4 workstations provided. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113X

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57‐1/4" high and 28‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Rinse sink spigots not fist operable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113Z

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink spigots 39" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas, vac and rinse sink spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113AA

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ Obstructed Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 44" over an obstruction of max. 25"

Rec. Solution: Relocate control or mechanism

              
Findings:

Mechanism not fist operable and 45" high and 23‐3/4" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Inst Rm 2066

Barrier #: 113AB

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Device

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

58" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

52‐1/2" high and 8" deep over an obstruction 35" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

26" high knee clearance

Quantity: EACH

Notes: Computer microscope workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

37" high and 29‐1/2" deep over an obstruction 27" high

Quantity: EACH

Notes: Computer microscope workstation

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

16.1% slope to drain at computer microscope workstation

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $17,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: 2 counters. Neither is accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 728



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas and vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

8" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12
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Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114R

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 50‐1/2" high from floor

Quantity: EACH

Notes: 29‐1/2" deep over 36" high counter and sink

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 733
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Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114T

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

31‐1/2" high and 25‐1/2" deep over an obstruction 30" high

Quantity: EACH

Notes: Computer workstation

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

22‐3/4" high and 29" wide knee clearance

Quantity: EACH

Notes: Table workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114V

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46‐1/2" high and 40" deep over an obstruction 28‐1/2" high

Quantity: EACH

Notes: Table workstation

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

22" high, 10‐1/2" deep and 21‐1/4" wide knee clearance

Quantity: EACH

Notes: Laser microscope workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114X

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

29‐1/2" high and 26" deep over an obstruction 27‐1/2" high

Quantity: EACH

Notes: Laser microscope workstation

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114Y

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

26‐1/2" high and 10‐1/2" deep knee clearance

Quantity: EACH

Notes: Laser computer workstation

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114Z

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

29‐1/2" high and 26" deep over an obstruction 27‐1/2" high. Controls not accessible

Quantity: EACH

Notes: Laser computer workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Equip Rm 2070

Barrier #: 114AA

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐3/4" high

Quantity: EACH

Notes: At entry and Room 2074A. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Device

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

6" strike edge clearance at exit side

Quantity: ADMINI

Notes: Blocked by cabinet

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple cabinets over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Cart blocks approach to sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

18" wide circulation route

Quantity: JOB

Notes: Fridge and cart block passageway

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac spigots 39" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, gas and vac spigots

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 742



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles not fist operable

Quantity: EACH

Notes: Cabinet handle in multiple locations

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

10" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐1/2" high and 24" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 51‐1/4" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 58‐1/2" high and 20" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide accessible maneuvering clearance

              
Findings:

56" turning space

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $34,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

26‐3/4" high and 14‐1/2" deep at 5" high

Quantity: EACH

Notes: Anaerobic/environmental chamber

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Provide assistance

              
Findings:

Equipment control 55" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochem & Biophysics Media Prp 2074

Barrier #: 115V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 748



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Device

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

10‐1/2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes: 2 of 2 sinks. At least one must be accessible

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and deionized faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and deionized faucet 38‐1/2" high and 22" deep over an obstruction 36" high

Quantity: EACH

Notes: 2 sinks with faucet and deionized faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 49" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter or workstation surface height exceeds 34" high

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

55" turning space

Quantity: SF

Notes: From counter to fridge

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116P

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

2.9% slope at floor and 8.1% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $10,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116Q

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Stored box blocks water dispenser clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  3/31/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Biochemistry & Biophysics Prep 2076

Barrier #: 116R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Vestibule V2078

Barrier #: 117A

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Sign ‐ Non‐Accessible Restroom

Barrier  
Description:

No directional ISA sign identifying location of accessible restroom where all are not accessible

Rec. Solution: Provide ISA directional sign indicating location of and route to accessible restroom

              
Findings:

No sign identifying restroom from corridor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Vestibule V2078

Barrier #: 117B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille sign on door and Braille is multi‐lined

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin blocks clear floor space at outlet

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Rim Height

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 35" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Men's Restroom 2078B

Barrier #: 118J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 763



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

ADA Assessment and Survey 2014 764



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance at entry side in corridor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Provide automatic door opening device

              
Findings:

5"‐ 14" at latch side due to dispenser and trash bin

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 54"

Barrier  
Description:

Door/Gate with latch approach with closer at pull side lacks min. 54" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

44" perpendicular between door and lavatory

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Dispenser protrudes 10" at 34‐1/2" high

Quantity: EACH

Notes: Paper towel dispenser and feminine napkins dispenser

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12

Field Date:  4/1/2014 Report Date 7/30/2014

Location: Floor 2 ‐ Women's Restroom 2078A

Barrier #: 119L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 7" at 40‐3/4" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3002

Barrier #: 120H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Sign not in location commonly identified by the visually impaired

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 3137

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Move existing signs

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 3110, 3113, 3119, 3120, 3122, 3126, 3127, 3129, 3131, 3133, 3135 and 3137. Also, Braille on 
sign not located directly below tactile characters and Braille recessed from face of sign (Contracted 

Barrier Severity: 1 Necessary Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 12

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 775



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 8 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3006

Barrier #: 121F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 776



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 777



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

18" recess. No strike edge clearance past door frame

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 778



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move stored items

              
Findings:

4" strike edge clearance to stored elements on floor

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 779



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Stored items and desk blocks whiteboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 780



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Provide detectable warning (wing walls)

              
Findings:

Shelf protrudes 12" at 59‐1/2" high at entry door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25‐26" high and 21"‐25" wide knee clearance at all desks in room

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 781



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide access

              
Findings:

53" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $34,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3105

Barrier #: 122L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 782



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 783



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

18" recess. No strike edge clearance past door frame

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 13

ADA Assessment and Survey 2014 784



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored items

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24" high 24‐1/2" wide knee clearance

Quantity: EACH

Notes: 2 desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 785



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 30" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 786



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

52" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $34,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3107

Barrier #: 123J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 787



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 788



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

18" recess. No strike edge clearance past door frame

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored items

              
Findings:

7‐3/4" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove stored items or remodel

              
Findings:

26" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 790



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

69" high

Quantity: EACH

Notes: Behind door

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25"‐27‐3/4" wide knee clearance

Quantity: EACH

Notes: 2 desks. Neither is accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 30" deep over an obstruction 30" high

Quantity: EACH

Notes: Blocked by desks

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

44" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $34,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3109

Barrier #: 124L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance blocked at exit side

Quantity: ADMINI

Notes: Remove trash bin and desk

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

42‐1/2" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

23‐3/4"‐25" high and 21" wide knee clearance

Quantity: EACH

Notes: 4 desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 34" deep over an obstruction 30" high

Quantity: EACH

Notes: Blocked by desks

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 3110

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide access

              
Findings:

31" wide circulation route in 2 locations

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 798



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Shelf, desk and chairs block whiteboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 49‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 799



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide access

              
Findings:

38" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 800



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Soil Grad Student Office 3110A

Barrier #: 125O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 801



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 802



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 803



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes: Remove permanent room sign at door landing

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 6" at 39‐1/4" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 804



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3003

Barrier #: 126H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3007

Barrier #: 127A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Rooms 3134 and 3150. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 805



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3007

Barrier #: 127B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 6 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3007

Barrier #: 127C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes: 60' apart

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 806



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3007

Barrier #: 127D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 807



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 808



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

14‐1/4" strike edge clearance at recess on exit side of door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Temperature control 54" high

Quantity: EACH

Notes: Temperature control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 809



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Chair and desk block whiteboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 810



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 28‐1/2" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: 2 accessible desks provided ‐‐ 4 desks total

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 811



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 812



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 3 ‐ CGRB Office 3132

Barrier #: 128L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3001

Barrier #: 129A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

Tactile sign not mounted at max. 60"  high. 64‐1/4" high at Room 3012

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 813



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3001

Barrier #: 129B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Provide detectable warning (wing walls)

              
Findings:

Display cases protrudes 4‐1/4" at 38" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3001

Barrier #: 129C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 3 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 814



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3001

Barrier #: 129D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 815



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Classes are held in the conference room.

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 816



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Trash bins in strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doors in Series

Barrier  
Description:

Doors in a series lack min. 48" between doors

Rec. Solution: Remodel area to provide space

              
Findings:

44‐1/2" between doors

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $13,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.6

As‐built : 50

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 817



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

62" high

Quantity: EACH

Notes: No automatic light sensor

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 818



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐1/4" high and 33" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles and side sliding cabinet not fist operable

Quantity: EACH

Notes: Lower cabinet handle and side sliding cabinet

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 819



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 820



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 821



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule 3006

Barrier #: 130O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 822



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Entry door and Room 3006B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters 
and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 823



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide access or change tables

              
Findings:

32" wide circulation route for more than 24" consecutive

Quantity: SF

Notes: Passageway around table

Barrier Severity: 1 Necessary Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel to provide access or change tables

              
Findings:

Chairs block counter and shelves clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 824



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/4" high and 11" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 825



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Move chair

              
Findings:

Chair blocks approach to sign

Quantity: EACH

Notes: Room 3006B

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 826



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 60" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 827



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3006A

Barrier #: 131K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 828



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 829



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: No remediation recommended. Door does not lead to an accessible route

              
Findings:

12" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 830



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 831



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3001A

Barrier #: 132H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3000

Barrier #: 133A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Egress Stairway ‐ Clear Width

Barrier  
Description:

Exit stairway does not provide min. 48" clear width between handrails

Rec. Solution: No remediation recommended. Technically infeasible to alter existing stairway

              
Findings:

41‐1/2" clear width between handrails

Quantity: LF

Notes:

Barrier Severity: 5 Technically Infea Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 832



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Stairway S3000

Barrier #: 133B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 833



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 834



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 53‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134E

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Ramp Rise

Barrier  
Description:

Ramp rise between landings exceeds 30"

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

39" rise

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $64,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.6

As‐built : 320

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 835



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134F

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Barrier  
Description:

Handrail extension not min. 12" long

Rec. Solution: Replace handrail extension at both sides of ramp

              
Findings:

No extensions from top and bottom of both sides

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134G

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail Location

Barrier  
Description:

Handrail grip not an absolute 1‐1/2" from wall

Rec. Solution: Relocate heaters

              
Findings:

Heaters protrude 7" inside of handrails

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.5

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 836



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Bridge H3000

Barrier #: 134H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 837



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 838



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

9" strike edge clearance

Quantity: ADMINI

Notes: Remove trash bin

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Integration

Barrier  
Description:

Desk not integrated into assembly seating

Rec. Solution: Move desk to integrated setting

              
Findings:

Accessible desk not marked as assessible and not integrated into typical seating

Quantity: EACH

Notes:

Barrier Severity: 2 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 839



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐1/2" high from floor

Quantity: EACH

Notes: Smartboard. 4 of 4

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium ‐ Knee Clearance

Barrier  
Description:

Podium knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

25‐1/4" high knee clearance

Quantity: SF

Notes: Podium is adjustable but has a shelf of 8‐3/4" below the surface

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 840



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

34" high and 25" deep over an obstruction 34" high

Quantity: EACH

Notes: Podium

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks not accessible

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

Min. 2 accessible desks not provided

Quantity: EACH

Notes: 26 desks. 1 accessible desk provided

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 841



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange classroom to provide access

              
Findings:

14" wide circulation route through classroom

Quantity: JOB

Notes: Passageway to whiteboard, podium, tables and smartboards in 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Monitor protrudes 6" at 38" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 842



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/2/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Classroom 3005

Barrier #: 135L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ No Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3019

Barrier #: 136A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

60‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 843



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3019

Barrier #: 136B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Display case protrudes 4‐1/2" at 42" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3019

Barrier #: 136C

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

1 low drinking fountain provided on third floor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 844



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3019

Barrier #: 136D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Sign on mail room

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 845



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐3/4" high

Quantity: EACH

Notes: Sign in corridor. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 846



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

42"  high

Quantity: EACH

Notes: Front counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 847



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

23‐1/2" high and 28" wide knee clearance

Quantity: EACH

Notes: Four different types of desks. 6 stations total all used for the same function. None are Accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 34" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 848



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Printer controls 49‐1/2" high

Quantity: EACH

Notes: Printer controls

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes: 3 floor mats

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 849



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137K

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Rooms 3017B and 3017C. Also, Braille on sign not located directly below tactile characters and Braille 
recessed from face of sign (Contracted (Grade 2) Braille not used on sign)

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 850



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Magazine rack 57" high

Quantity: EACH

Notes: Magazine rack

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137M

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table

              
Findings:

43‐1/2" surface height

Quantity: EACH

Notes: Dictionary reading station

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 851



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

No knee clearance

Quantity: EACH

Notes: Dictionary reading station

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017

Barrier #: 137O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 852



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes: 1 of 2. Door to corridor

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 853



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: 1 of 2. Door to corridor

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Trash bins in strike edge clearance

Quantity: ADMINI

Notes: Door to corridor

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 854



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove recycle bin

              
Findings:

7‐1/2" strike edge clearance

Quantity: EACH

Notes: Door to staff office

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove recycle binS

              
Findings:

38" perpendicular to door

Quantity: ADMINI

Notes: Door to corridor

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 855



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Move desk

              
Findings:

21‐1/2" perpendicular to door

Quantity: ADMINI

Notes: Door to staff office

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Multiple mail boxes over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 856



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

42" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Mail Room 3015

Barrier #: 138J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 857



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Chair blocks approach to sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 858



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

35‐1/2" high and 25" deep over an obstruction 36" high

Quantity: EACH

Notes: Blocked by microwave

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 859



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucets not fist operable

Quantity: EACH

Notes: Faucet and steaming hot water faucet. At least one of each type must be accessible

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet and steaming hot water faucet 40" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet and steaming hot water faucet. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 860



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser and glassware dryer 60" high and 21" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser and glassware dryer

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 862



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 863



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture or replace to provide access

              
Findings:

26" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017G

Barrier #: 139N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 864



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remodel to provide access

              
Findings:

6" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remodel to provide access

              
Findings:

39" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140D

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide access

              
Findings:

No circulation route to whiteboard

Quantity: JOB

Notes: To whiteboard

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Approach to sign blocked by stored items

Quantity: EACH

Notes: Rooms 3005, 3017D and 3017F not at the latch side of wall

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Room 3005, 3017D and 3017F. Also, Braille recessed from face of sign (Contracted (Grade 2) Braille not 
used on sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items

              
Findings:

Stored items block counter clear floor space

Quantity: JOB

Notes: 2 of 2

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 3 Hindrance Cost Est $1,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 869



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 25" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 870



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

57" turning space

Quantity: SF

Notes: Between counters

Barrier Severity: 2 Recommended Cost Est $40,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 70

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Staff Office 3017E

Barrier #: 140O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3001

Barrier #: 141A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 872



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3001

Barrier #: 141B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3001

Barrier #: 141C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 873



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3001

Barrier #: 141D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3001

Barrier #: 141E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 874



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

Tactile sign not mounted properly

Quantity: EACH

Notes: Room 3021C. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

11‐1/2" recess at entrance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 876



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device or move mailboxes

              
Findings:

11" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Provide assistance

              
Findings:

Mailboxes above 48" high

Quantity: EACH

Notes: Multiple mail boxes

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Provide detectable warning (wing walls)

              
Findings:

Mailboxes protrude 12‐1/2" at 44" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

42"  high

Quantity: EACH

Notes: Front counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 878



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Information holders 28‐1/2" high and 35" deep over an obstruction 16‐1/2" high

Quantity: EACH

Notes: Information/flyer holders

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142J

X Coordinate: N/A

Barrier Area: Turning Space

Barrier Type: T‐Shaped Turning Space

Barrier  
Description:

T‐shaped turning space not 60" at base at min. 36" at each arm

Rec. Solution: Move furniture to provide access

              
Findings:

34‐3/4" wide opening at T‐shaped turn

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes: Floor mat at receptionist workstation

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

23‐1/4" ‐ 24‐1/2" high knee clearance at both desks

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 880



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 18" deep behind desk

Quantity: EACH

Notes: Receptionist workstation 1 and receptionist workstation 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 881



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142O

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes: Counter 3

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 30" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 882



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142R

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142S

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

56‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142U

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucets 39" high and 21" deep over an obstruction 36‐1/2" high

Quantity: EACH

Notes: Faucets. At least one of each type must be accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142Y

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser/glassware dryer 50‐1/2" high and 13‐1/2" deep over an obstruction 36‐
1/2" high

Quantity: EACH

Notes: Paper towel dispenser and glassware dryer

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142Z

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move ladder

              
Findings:

Ladder blocks counter 4 clear floor space

Quantity: JOB

Notes: Counter 4

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AA

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36‐1/4"  high

Quantity: EACH

Notes: Counter 4

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AB

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 25" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Counter 4

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AC

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

First aid kit controls 56‐1/2" high and 21" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: First aid kit

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AD

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

First aid kit control not fist operable

Quantity: EACH

Notes: First aid kit and coffee maker

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AE

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142AF

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

49" turning space

Quantity: JOB

Notes: Counter 4

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Genome Research/Biocom Ctr 3021

Barrier #: 142A

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Move stepping stool

              
Findings:

Stepping stool blocks sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Sign‐up board 75‐3/4" high

Quantity: EACH

Notes: Sign‐up board

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Room 3021B. Also, Braille recessed from face of sign (Contracted (Grade 2) Braille not used on sign) and

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide access

              
Findings:

18" wide circulation route

Quantity: SF

Notes: Passageway around table in 4 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 893



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 45" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 894



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Chair blocks whiteboard and shelves clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Magazine rack 64‐1/2" high

Quantity: EACH

Notes: Magazine rack

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 895



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3021A

Barrier #: 143J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3002

Barrier #: 144A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Corridor H3002. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 896



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3002

Barrier #: 144B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3002

Barrier #: 144C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Rooms 3027, 3029, 3036, 3040, 3041, 3045, 3051, 3052, 3055 and 3057. Also, Braille on sign not 
located directly below tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 897



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3002

Barrier #: 144D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 14 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3002

Barrier #: 144E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 898



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 899



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

14‐3/4" strike edge clearance at exit side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 900



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/2" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 901



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 35‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 902



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine dispenser protrudes 6" at 41‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Latch Approach

Barrier  
Description:

Door with latch approach corridor pull/push side lacks min. 42" space perpendicular to door

Rec. Solution: Remodel room to provide access

              
Findings:

34" perpendicular to door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 903



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 904



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

65‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Front App/push 48"

Barrier  
Description:

Stall door at push side min. 12" lacks strike edge clearance

Rec. Solution: Redesign toilet room to provide maneuvering clearance

              
Findings:

10‐1/4" strike edge clearance

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 905



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

13" from toilet centerline

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 906



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3020

Barrier #: 145R

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 907



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/2" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 908



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 909



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

8" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 35‐1/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 910



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes: 1 of 2 faucet

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/2" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 911



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate or replace lavatory

              
Findings:

10‐1/2" on center to brace

Quantity: JOB

Notes: Left side sink

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 912



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022

Barrier #: 146K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Grade 2

Barrier  
Description:

Contracted (Grade 2) Braille not used on sign

Rec. Solution: Provide accessible sign

              
Findings:

Braille recessed from face of sign

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not below all raised characters

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 913



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 914



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance at exit side of door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Clear Floor Space

Barrier  
Description:

Urinal lacks min. 30" x 48" clear floor space in front of fixture

Rec. Solution: Replace or relocate urinal

              
Findings:

14‐1/2" on center

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 915



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Latch Approach

Barrier  
Description:

Door with latch approach corridor pull/push side lacks min. 42" space perpendicular to 
doorDoor with latch approach corridor pull/push side lacks min. 42" space perpendicular to 

Rec. Solution: Replace compartment

              
Findings:

41‐3/4" perpendicular to door

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Front App/push 48"

Barrier  
Description:

Stall door at push side min. 12" lacks strike edge clearance

Rec. Solution: Redesign toilet room to provide maneuvering clearance

              
Findings:

10‐1/2" strike edge clearance

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 916



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 917



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 918



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3022A

Barrier #: 147M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 919



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess 17" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

7" strike edge clearance at exit

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove stored items

              
Findings:

42" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored itemS

              
Findings:

26" wide circulation route

Quantity: JOB

Notes: Passageway to room

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24‐1/2" high and 21" wide knee clearance

Quantity: EACH

Notes: 5 different desks but none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 34" deep over an obstruction 32" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43‐1/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide wheelchair space

              
Findings:

Desk blocks clear floor space at whiteboard

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 924



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

79" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 925



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Room 3028

Barrier #: 148M

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3035

Barrier #: 149A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 3035B and 3035D. Signs in corridor H3002. Also, Braille not 3/8" and max. 1/2" directly below 
the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 926



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3035

Barrier #: 149B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 2 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/3/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Vestibule V3035

Barrier #: 149C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 927



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes: Sweep period over 5 seconds

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surfaces 43" ‐ 43‐1/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

18" ‐ 29" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 929



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks whiteboard clear floor space

Quantity: JOB

Notes: Remove stored item in clear floor space for whiteboard

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 68‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks shelf clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 931



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

12" ‐ 17" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3039

Barrier #: 150J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

Door closer not operating

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

Door closer not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Remove trash bin and relocate shelves

              
Findings:

5" at latch side to shelves

Quantity: ADMINI

Notes: Remove trash bin and shelves

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 934



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/push 48"

Barrier  
Description:

Door/Gate with latch approach & closer at push side lacks min. 48" perpendicular to door

Rec. Solution: Remove stored item

              
Findings:

39‐1/4" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Protruding Object ‐ Wall‐mounted

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Relocate or provide detectable warning

              
Findings:

Shelf protrudes 12‐1/4" at 60" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

27" wide circulation route

Quantity: JOB

Notes: 3 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24‐3/4" high and 25" to 25‐1/2" wide knee clearance

Quantity: EACH

Notes: Also remove stored items

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 34‐1/2" deep blocked by desk of 30" high

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 937



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide access or remove all but one desk

              
Findings:

27" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Desk and chair blocks whiteboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 938



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

62‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3047

Barrier #: 151N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Sweep period more than 5 seconds

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Remove stored item

              
Findings:

8‐1/4" at latch side on exit side of door

Quantity: ADMINI

Notes: Remove cabinet

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide access or remove some furniture, as needed

              
Findings:

Desk blocks cabinet clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24"‐25" high and 18‐1/2"‐25‐1/2" wide knee clearance

Quantity: EACH

Notes: 4 desks provided. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Wall blocks desk clear floor space

Quantity: JOB

Notes: 1 of 4. Whiteboard shares desk clear floor space

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 30" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: 4 of 4 desks. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Pencil sharpener and lamp 42" high and 25‐1/2" deep over an obstruction 30" high

Quantity: EACH

Notes: Pencil sharpener

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surfaces 42‐1/2" ‐ 53‐1/4" high from floor

Quantity: EACH

Notes: 1 of 2 on door

Barrier Severity: 3 Hindrance Cost Est $2,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Grad Student Office 3046

Barrier #: 152K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 947



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Elevator E3002

Barrier #: 153F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Evacuation Plan

Barrier  
Description:

No evacuation plan provided

Rec. Solution: Provide evacuation sign usable by the visually impaired

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3003

Barrier #: 154A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Rooms 3054, 3059, 3060, 3063, 3064, 3065, 3067, 3069, 3073, 3075 and 3077. Also, Braille not 3/8" 
and max. 1/2" directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 11

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 12

ADA Assessment and Survey 2014 948



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3003

Barrier #: 154B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 7 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3003

Barrier #: 154C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Mailbox 62‐3/4" high

Quantity: EACH

Notes: Mailbox for room 3077

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 949



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3003

Barrier #: 154D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table

              
Findings:

42‐1/4" surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables.

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes: No toe clearance

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange table to provide access

              
Findings:

Table blocks computer desk clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 3 ft segment of accessible counter. Flip‐up counters, adjacent tables and similar d

              
Findings:

24‐1/4" high knee clearance

Quantity: EACH

Notes: Computer desk

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

31‐1/4" high and 28" deep over an obstruction 29‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155I

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155J

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Room 3079D and 3079A in room 3079. Also, Braille recessed from face of sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks sign clear floor space

Quantity: JOB

Notes: Room 3079A

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Central Analytical Laboratory Rm 3079

Barrier #: 155L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3004

Barrier #: 156A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

8‐1/2" from door swing

Quantity: EACH

Notes: Room 3083. Includes Vestibule V3086. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3004

Barrier #: 156B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/4" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin blocks clear floor space at outlet

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Paper towel dispenser blocks soap dispenser

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 960



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 34‐3/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Men's Restroom 3086B

Barrier #: 157K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 962



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/2" high

Quantity: EACH

Notes: Also, Braille is milti‐lined and Braille sign is located on the door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Remove stored items

              
Findings:

11‐1/2" at latch side

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 964



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 54"

Barrier  
Description:

Door/Gate with latch approach with closer at pull side lacks min. 54" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

40‐3/4" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser and feminine dispensers protrude 6‐1/4"‐10" at 35"‐ 41‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Women's Restroom 3086A

Barrier #: 158J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Wood door sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: Wood door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes: Freezer door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Freezer door

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

2" strike edge clearance

Quantity: ADMINI

Notes: Freezer door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance

Quantity: EACH

Notes: Freezer door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove stored items

              
Findings:

42" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in clear floor space

Rec. Solution: Repair trip hazard. Remodel where needed

              
Findings:

2” lip without a bevel in accessible route due to door insulator

Quantity: SF

Notes: Door insulating strip

Barrier Severity: 1 Necessary Cost Est $4,600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44" high and 15‐1/2" deep over an obstruction 35‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

48‐1/2" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Cold Room 3084

Barrier #: 159N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Sign not in location commonly identified by the visually impaired

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 3079H

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Room 3094. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 1 research board

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 976



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $4,050.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 18

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height is not between 4" and 7"

Rec. Solution: No remediation recommended. Technically infeasible to alter existing stairway

              
Findings:

No consistent stair riser height or tread width provided

Quantity: SF

Notes: 7‐1/4" stair riser height at 6 risers

Barrier Severity: 5 Technically Infea Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160H

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Sign on door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 978



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160I

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160J

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160K

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160L

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160M

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 53‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160N

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (≥ 5.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

7.9% slope

Quantity: SF

Notes: At expansion joint

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Corridor H3005

Barrier #: 160O

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

9" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove cabinet or provide automatic door opening device

              
Findings:

39‐1/2" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at counter

Rec. Solution: Move chair

              
Findings:

Chair blocks counter and sink clear floor space

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

ADA Assessment and Survey 2014 986



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/4" high and 20‐1/2" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes: Sink depth 5"

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 77" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161P

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible conference table

              
Findings:

12"‐17" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161Q

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

26" wide circulation route around table

Quantity: JOB

Notes: Passageway around table

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/4/2014 Report Date 7/30/2014

Location: Floor 3 ‐ Conference Room 3096

Barrier #: 161R

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 9 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 6" at 41‐1/2" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4002

Barrier #: 162H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor 4004

Barrier #: 163A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Rooms 4109, 4110, 4121 x2, 4123, 4127, 4130, 4131, 4134, 4135, 4137 and 4141. Also, Braille not 3/8" 
and max. 1/2" directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 12

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor 4004

Barrier #: 163B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 16 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor 4004

Barrier #: 163C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4114

Barrier #: 164A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4114

Barrier #: 164B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4114

Barrier #: 164C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4114

Barrier #: 164D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes: 4 cold rooms provided. At least 1 must be made accessible

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 999



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1000



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (≥ 5.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

10.8% slope to drain

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $7,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1001



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/4" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1002



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Fan switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

98" high fan switch

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1003



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

54" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4114A

Barrier #: 165L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1004



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Corridor H4114C ‐ 3 locations. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters 
and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Stored items block approach to signs

Quantity: EACH

Notes: H4114C ‐ 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1005



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move file cabinet

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 28"‐32‐1/2" deep over an obstruction 30" high

Quantity: EACH

Notes: 11 desks and 1 accessible desk provided.

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1006



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Phone control 33‐1/2" high and 8" deep over an obstruction 30" high

Quantity: EACH

Notes: Phone control

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1007



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Desks block clear floor space at whiteboard

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1008



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4114C

Barrier #: 166I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn ‐ No Strobe

Barrier  
Description:

Horn provided in location where no strobe is provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1009



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1010



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Fume hood protrudes 18" at 78" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Autoclave protrudes 9‐3/4" at 38‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Canopy hood control switch 61‐3/4" high

Quantity: EACH

Notes: Canopy hood switch

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory Vestibule 4120

Barrier #: 167G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4120A

Barrier #: 168A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4120A

Barrier #: 168B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

21" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4120A

Barrier #: 168C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

40" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $23,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4120A

Barrier #: 168D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

10" strike edge clearance at exit side of door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Rooms 4120C, 4120D, 4120F, 4120G and 4120H. Also, Braille not Contracted Grade 2

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 5

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169D

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 43" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169E

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation  ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath workstation

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

25" high and 24" wide knee clearance

Quantity: EACH

Notes: Counter workstation 3

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

40‐1/4" high and 28" deep over an obstruction 30‐1/4" high

Quantity: EACH

Notes: Counter workstation 3

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1017



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes: Outer cabinet

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Outer cabinet handles and first aid kit in cabinet not fist operable

Quantity: EACH

Notes: Outer cabinet handles and first aid kit in cabinet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks robot workstation clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: Robot workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

40‐1/4" high and 28" deep over an obstruction 30‐1/4" high

Quantity: EACH

Notes: Robot workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Workstation ‐ Surface

Barrier  
Description:

Table or workstation surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible workstation of each type

              
Findings:

36" workstation surface height

Quantity: EACH

Notes: 3 workstations/counters provided. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

57‐1/2" high and 22‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: 3 workstations/counters provided. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Air/gas/vac/rinse sink controls 39" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes: Air, vac, gas and rinse sink controls

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Rinse sink faucet not fist operable

Quantity: EACH

Notes: Rinse sink faucet. At least one must be accessible

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169P

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Shelves or Cabinet

Barrier  
Description:

Shelf or cabinet not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169Q

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169R

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169S

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

8" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169T

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169U

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator or Control ‐ Operation

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Faucet, water container faucet and deionized faucet not fist operable

Quantity: EACH

Notes: Faucet, water container faucet and deionized faucet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169V

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucets and deionized faucet 38‐1/2"‐ 59" high and 22" ‐ 30" deep over an obstruction 36" high

Quantity: EACH

Notes: Faucet, water container faucet and deionized faucet

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169W

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer and paper towel dispenser above 48" high and 25" ‐ 27" deep over an 
obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Laboratory 4120B

Barrier #: 169X

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Activation by thumb activation and simultaneous pulling

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway (Ch 10)

Barrier  
Description:

Tactile stairway signage incorrectly indicates roof access

Rec. Solution: Replace sign and provide separate tactile stairway level sign at latch side of door

              
Findings:

No tactile sign provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove object or provide detectable warning

              
Findings:

Fire hose connection protrudes 16" at 40" high

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4003

Barrier #: 170H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Relocate signs or replace

              
Findings:

Tactile signs not mounted properly

Quantity: EACH

Notes: Rooms 4143, 4145, 4146, 4147, 4148, 4151, 4153, 4154, 4155, 4158 and 4160. Also, Braille not 3/8" 
and max. 1/2" directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 11

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 11  research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Provide detectable warning

              
Findings:

Display case protrudes 5‐3/4" ‐ 13‐3/4" at 38‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Information holders 66‐1/4" high

Quantity: EACH

Notes: Information/flyer holders

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4005

Barrier #: 171F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min.10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Move copier at exit side of door

              
Findings:

6‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Tables block clear floor space at whiteboard, chalkboard and copying machine

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

23‐3/4" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin blocks clear floor space at table

Quantity: JOB

Notes: Table 1

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 24" deep over an obstruction 28‐1/2" high

Quantity: EACH

Notes: Blocked by table 1

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

27‐1/2" wide circulation route. Passageway to group table and shelves blocked

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible group table in reading room

              
Findings:

24‐3/4" ‐ 24‐3/4" high knee clearance at group tables

Quantity: EACH

Notes: Group tables

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1039



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Provide whiteboard/chalkboard for use by short people

              
Findings:

Lower edge of writing surface 39‐3/4" ‐ 42‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Reading Room 4159

Barrier #: 172N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move furniture to provide access

              
Findings:

8‐3/4" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

22" wide circulation route

Quantity: JOB

Notes: Remove trash bins to path to room 4159B

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ On Door

Barrier  
Description:

Sign containing Braille/tactile info located on a door

Rec. Solution: Move sign to wall at latch side of door

              
Findings:

Tactile sign on door could present a hazard for the visually impaired when reading

Quantity: EACH

Notes: Room 4159B, Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at counter

Rec. Solution: Move stored objects

              
Findings:

Trash bins and recycling bins block counter clear floor space

Quantity: EACH

Notes: Shelf clear floor space shared with counter

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handle not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

ADA Assessment and Survey 2014 1047



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173O

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

47" ‐ 51" turning space

Quantity: JOB

Notes: Computer desk and counter

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173P

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

24" high and 24" wide knee clearance

Quantity: EACH

Notes: Remove stored item

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 44‐1/4" deep over an obstruction 30" high

Quantity: EACH

Notes: Blocked by table

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173R

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Replace desks or rearrange furniture to provide access

              
Findings:

24" ‐ 32" wide circulation route

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173S

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25‐1/4" ‐ 26" knee clearance

Quantity: EACH

Notes: 6 computer desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173T

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 31" ‐ 37" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: Blocked by desks

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173U

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high at min. one computer

              
Findings:

Computer controls 42‐3/4" high and 23‐1/4" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: Computer controls

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Computer Room 4159A

Barrier #: 173V

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4001

Barrier #: 174A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Rooms 4006 and 4015. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4001

Barrier #: 174B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 3 Research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4001

Barrier #: 174C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Lobby L4001

Barrier #: 175A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Rooms 4000A and 4001A. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Lobby L4001

Barrier #: 175B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables.

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Lobby L4001

Barrier #: 175C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176A

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 48‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 1 research board

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4000

Barrier #: 176G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4000

Barrier #: 177A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

Existing sign lacks tactile information

Quantity: EACH

Notes: Remove permanent room sign at door landing. It provides ambiguous cues

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4000

Barrier #: 177B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Encl Stairway (Ch 10)

Barrier  
Description:

Tactile stairway signage incorrectly indicates roof access

Rec. Solution: Replace sign and provide separate tactile stairway level sign at latch side of door

              
Findings:

No tactile sign provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4000

Barrier #: 177C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Egress Stairway ‐ Clear Width

Barrier  
Description:

Exit stairway does not provide min. 48" clear width between handrails

Rec. Solution: No remediation recommended. Technically infeasible to alter existing stairway

              
Findings:

42" clear width between handrails

Quantity: LF

Notes:

Barrier Severity: 5 Technically Infea Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4000

Barrier #: 177D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Stairway S4000

Barrier #: 177E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

68" high

Quantity: EACH

Notes: At entry and Room 4000B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 49" high. 2 of 3

Barrier Severity: 3 Hindrance Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes: 1 of 3

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Remove table to provide access to exit door

              
Findings:

Table at push side of door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Reposition desk to provide knee clearance

              
Findings:

12" deep knee clearance at desks at back of room

Quantity: EACH

Notes: 1 of 2 desks has no knee clearance

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 30" deep over an obstruction 30" high

Quantity: EACH

Notes: Behind by desk

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk  ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks are not accessible

Rec. Solution: Provide at least 3 accessible  desks

              
Findings:

Accessible desks not provided

Quantity: EACH

Notes: 62 fixed seats at fixed desks. No accessible desks provided

Barrier Severity: 3 Hindrance Cost Est $2,625.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Alter assembly seating area to provide accessible desks

              
Findings:

18" deep knee clearance at desks labeled as accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178L

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

11.4% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $4,800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 24

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178M

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

Ramp lacks handrail at both sides

Quantity: LF

Notes: 11.4% running slope

Barrier Severity: 1 Necessary Cost Est $5,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 24

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178N

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ Change in Direction

Barrier  
Description:

Change in direction at landing is not min. 60" x 60"

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

No landing at change of direction

Quantity: LF

Notes: In 2 locations

Barrier Severity: 2 Recommended Cost Est $2,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.7.4

As‐built : 12

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" ‐ 53‐1/2" high

Quantity: EACH

Notes: Light switches and screen controls respectively

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178P

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 46‐1/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 10 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178Q

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium ‐ Knee Clearance

Barrier  
Description:

Podium knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

16‐3/4" deep knee clearance

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178R

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Protruding Object ‐ Wall‐mounted

Barrier  
Description:

Wall mounted object protrudes more than 4" from wall

Rec. Solution: Relocate or provide detectable warning

              
Findings:

Projector screen protrudes 72" at 52" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

28‐1/4" ‐ 31" wide circulation route

Quantity: JOB

Notes: 3 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178T

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Permanent Assistive Listening System

Barrier  
Description:

No assistive listening system for room with more than 50 seats

Rec. Solution: Provide accessible system

              
Findings:

No system provided in room

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 219.3 & 706.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4000

Barrier #: 178U

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ No Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/stobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 10 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

68" high

Quantity: EACH

Notes: At entry and Room 4001B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 49" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179F

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Seating Ratio ‐ 51 to 300

Barrier  
Description:

Where 51 to 300 seats exist, 4 wheelchair spaces not provided

Rec. Solution: Redesign assembly seating area to provide min. 4 wheelchair accessible seats

              
Findings:

Min. 4 wheelchair seating locations not provided

Quantity: SF

Notes: 105 seats and 2 accessible seating areas provided, where min. 4 are needed

Barrier Severity: 2 Recommended Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 221.2.1

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard:

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179G

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Lines of Sight ‐ Standing Spectators

Barrier  
Description:

Where spectators are expected to stand during events, spectators in wheelchair spaces not 
afforded lines of sight

Rec. Solution: Redesign assembly seating area to provide comparable lines of sight

              
Findings:

No line of sight over head for wheel chair seating location

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 802.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard:

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove stored item

              
Findings:

26" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179I

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

9.7% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $4,800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 24

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179J

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

Ramp lacks handrail at both sides

Quantity: LF

Notes: 9.7% running slope

Barrier Severity: 1 Necessary Cost Est $5,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 24

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179K

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ Change in Direction

Barrier  
Description:

Change in direction at landing is not min. 60" x 60"

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

No landing at change of direction

Quantity: LF

Notes: In 2 locations

Barrier Severity: 2 Recommended Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.7.4

As‐built : 6

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 46" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in clear floor space

Rec. Solution: Provide accessible cover for cords within accessible route

              
Findings:

½” lip without a bevel in accessible route at cords

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium  ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

38" surface height

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179P

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium ‐ Knee Clearance

Barrier  
Description:

Podium knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

No knee clearance

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179Q

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Protruding Object ‐ Post‐mounted

Barrier  
Description:

Post‐mounted object protrudes more than 12" from post

Rec. Solution: Relocate or provide detectable warning

              
Findings:

Podium protrudes 12" at 38" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179R

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Permanent Assistive Listening System

Barrier  
Description:

No assistive listening system for room with more than 50 seats

Rec. Solution: Provide accessible system

              
Findings:

No system provided in room

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 219.3 & 706.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Seminar Room 4001

Barrier #: 179S

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ No Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: At entry and Room 4007B. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remove stored items to provide wheelchair space

              
Findings:

Stored items block counter 1 clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high at 3 locations

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,625.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes: Counter 1

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Information board 82" high

Quantity: EACH

Notes: Information board

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored item

              
Findings:

Stool blocks information board clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move trash bin

              
Findings:

Trash bin blocks clear floor space at sink

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

10" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180M

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 39" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 51" high and 26" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Glassware dryer 15‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180R

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180S

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Multiple mail boxes over 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Work Room 4007

Barrier #: 180T

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Entry door and Room 4007C. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Stored items block maneuvering clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

60" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Coat rack protrudes 15‐1/4" at 59‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1092



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

21" wide circulation route

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4007A

Barrier #: 181H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Sign at corridor. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and 
Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes: Door to corridor

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Door to corridor

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove trash bins and tables

              
Findings:

41"‐ 46" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14‐1/2" deep knee clearance

Quantity: EACH

Notes: Outer table

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Sharp Edges

Barrier  
Description:

Sharp edges detected on the underside of desk

Rec. Solution: Remove sharp edges or replace desk

              
Findings:

Table not accessible

Quantity: EACH

Notes: Outer table

Barrier Severity: 2 Recommended Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Outlet located over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

18" high and 24" deep over an obstruction 29‐1/2" high

Quantity: EACH

Notes: Blocked by table

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

18‐1/2" ‐ 30‐1/2 wide circulation route

Quantity: JOB

Notes: 3 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium  ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

43‐1/4" surface height

Quantity: SF

Notes: Media cart

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium ‐ Knee Clearance

Barrier  
Description:

Podium knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible  podium

              
Findings:

No knee clearance

Quantity: SF

Notes: Media cart

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move furniture to provide access to podium

              
Findings:

Chairs block media cart clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,400.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182M

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table and chairs block whiteboard clear floor space

Quantity: JOB

Notes: Table and screen pull share clear floor space with whiteboard

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 62‐1/2 high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182O

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14‐1/2" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182P

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Sharp Edges

Barrier  
Description:

Sharp edges detected on the underside of desk

Rec. Solution: Remove sharp edges or replace desk

              
Findings:

Table not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/7/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182Q

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Permanent Assistive Listening System

Barrier  
Description:

No assistive listening system for room with more than 50 seats

Rec. Solution: Provide accessible system

              
Findings:

No system provided in room

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 219.3 & 706.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4009

Barrier #: 182R

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4019

Barrier #: 183A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Room 4021. Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4019

Barrier #: 183B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Key drop box 52" high

Quantity: EACH

Notes: Key drop box

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4019

Barrier #: 183C

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

No ligh drinking fountain provided on fourth floor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4019

Barrier #: 183D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1105



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

61‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1106



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min.10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1107



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

11‐3/4" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

16‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1108



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

42" high

Quantity: EACH

Notes: Front counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange desks to provide access

              
Findings:

27" wide circulation route

Quantity: JOB

Notes: Passageway to desk 2 and receptionist desk

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1109



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

23" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 20" deep over an obstruction 29" high

Quantity: EACH

Notes: Blocked by desk

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1110



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

42" high

Quantity: EACH

Notes: Counter 4

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1111



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184M

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Counter 2

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

37‐1/2" high and 27" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1112



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handle not fist operable

Quantity: EACH

Notes: Lower cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1113



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184Q

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

14" deep knee clearance

Quantity: EACH

Notes: 2 work tables. At least 1 must be accessible

Barrier Severity: 3 Hindrance Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184R

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes: Printer counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1114



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184S

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

44‐3/4" high and 29‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184T

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Printer controls 60‐3/4" high and 17‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Printer controls

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1115



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184U

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Lower cabinet handles not fist operable

Quantity: EACH

Notes: Lower cabinet handles at printer counter

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184V

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes: Room 4015, 4017A and 4017B. Also, Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1116



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184W

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate cabinet

              
Findings:

Printer counter blocks sign clear floor space

Quantity: EACH

Notes: Room 4017B

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Horticulture Staff Office 4017

Barrier #: 184X

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1117



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4001

Barrier #: 185A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4001

Barrier #: 185B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1118



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4001

Barrier #: 185C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4001

Barrier #: 185D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

13" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1121



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min.10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door top at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

26" high knee clearance

Quantity: EACH

Notes: Table 1

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

18" high and 33" deep over an obstruction 31" high

Quantity: EACH

Notes: Blocked by table

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186H

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186J

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 19" deep and 30" wide not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1124



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186K

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 12" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel and soap dispensers 45"‐51" high and 25"27‐1/2" deep over an obstruction 36" 
high

Quantity: EACH

Notes: Paper towel dispenser and soap dispenser

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Cabinet and magazine shelf over 48" high

Quantity: JOB

Notes: Cabinet above sink and magazine shelf by door

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186P

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

24" wide circulation route

Quantity: JOB

Notes: 4 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186Q

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186R

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table blocks whiteboard clear floor space

Quantity: JOB

Notes: Whiteboard, screen pull and table share clear floor space

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186S

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 78‐1/4 high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Break Room 4018

Barrier #: 186T

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4002

Barrier #: 187A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

65" high

Quantity: EACH

Notes: Rooms 4028, 4031, 4035, 4039, 4040, 4043, 4045, 4047, 4049 and 4051. Also, Braille not 3/8" and max. 
1/2" directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4002

Barrier #: 187B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 14 Research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4002

Barrier #: 187C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Mail box 56" high

Quantity: EACH

Notes: Mail box at 4031

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4002

Barrier #: 187D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4002

Barrier #: 187E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes: Sweep period over 5 second

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess 19‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

13" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/2" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate or replace lavatory

              
Findings:

14‐3/4"on center from wall and 11‐1/2" on center from brace

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 38‐1/2" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine dispenser protrudes 6‐1/2" at 40‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Front App/push 48"

Barrier  
Description:

Stall door at push side min. 12" lacks strike edge clearance

Rec. Solution: Redesign toilet room to provide maneuvering clearance

              
Findings:

10‐1/2" strike edge clearance

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $80,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4020

Barrier #: 188Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1140



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1141



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess 19‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1142



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove dispenser

              
Findings:

8" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispensers protrudes 10" at 35‐1/2"‐43‐3/4" high

Quantity: EACH

Notes: Paper towel dispensers

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1143



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes: 1 of 2 faucet

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐3/4" high AFF

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1144



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate or replace lavatory

              
Findings:

11" on center to brace

Quantity: JOB

Notes: Left side sink

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $440.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1145



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022

Barrier #: 189K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 18" OC from Door

Barrier  
Description:

Sign not mounted and centered at 18" from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

8‐1/2" from door swing

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1146



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move dispenser

              
Findings:

Paper towel dispenser blocks sign clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1147



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance at exit side and 6‐1/2" at pull side (entry)

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1148



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Latch Approach

Barrier  
Description:

Door with latch approach corridor pull/push side lacks min. 42" space perpendicular to door

Rec. Solution: Replace compartment

              
Findings:

44‐1/4" perpendicular to door from urinal privacy screen

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Front App/push 48"

Barrier  
Description:

Stall door at push side min. 12" lacks strike edge clearance

Rec. Solution: Redesign toilet room to provide maneuvering clearance

              
Findings:

10‐1/2" strike edge clearance

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $69,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 120

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1149



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment  hinge with adjustable mechanism

              
Findings:

Door not self closing. Hinge not adjustable

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside and outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1150



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1151



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022AH

Barrier #: 190L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4022A

Barrier #: 190M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1152



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess 16‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Shelf protrudes 12" at 33" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

12‐1/4"‐14" deep knee clearance

Quantity: EACH

Notes: 3 computer desks. No accessible desk provided

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐3/4" high and 26" deep over an obstruction 29" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026

Barrier #: 191K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: At entry and door to room 4028. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove stored item

              
Findings:

47" perpendicular to door

Quantity: ADMINI

Notes: Remove desk 2

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 47‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 11 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture to provide accessible route through room

              
Findings:

Couch blocks table clear floor space at table

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1160



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Shelves protrude 12‐1/4" at 60" high at entry door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24‐1/2" ‐ 25‐1/2" high and 21"‐25‐1/2" wide knee clearance

Quantity: EACH

Notes: 10 total desks. No accessible desk provided

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1161



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 30"‐33" deep over an obstruction 29"‐30‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min.. 36" wide between elements

Rec. Solution: Rearrange or replace cubicles to provide min.. 36" wide circulation route

              
Findings:

16‐1/2" ‐ 30" wide circulation route

Quantity: LF

Notes: 10 locations

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1162



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192J

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Within 18" of Door

Barrier  
Description:

Approach to tactile characters on sign not centered at 18" minimum from door swing

Rec. Solution: Relocate sign or replace

              
Findings:

Desk and shelves block clear floor space at sign

Quantity: EACH

Notes: Sign for room 4028

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4026A

Barrier #: 192K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1163



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1164



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min.10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1165



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at recess 9‐1/2" deep at exit side of door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

5% slope to drain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1166



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room Corridor H4034

Barrier #: 193G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1167



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

14‐1/2" strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not fist operable

Quantity: EACH

Notes: Gates

Barrier Severity: 1 Necessary Cost Est $600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1168



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Remove stored item

              
Findings:

39‐1/4" perpendicular to door

Quantity: ADMINI

Notes: Storage area 1

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Kickplate

Barrier  
Description:

Door/Gate lacks min. 10" smooth uninterrupted bottom surface

Rec. Solution: Provide kick plate at push side of gate

              
Findings:

Bottom of gate not smooth and uninterrupted

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1169



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes: Storage area 1

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Storage Room 4034C

Barrier #: 194G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1170



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Location Below Characters

Barrier  
Description:

Braille on sign not located directly below tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille at side of raised characters

Quantity: EACH

Notes: Also, Contracted (Grade 2) Braille not used on sign (Braille recessed from face of sign)

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.2.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1171



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Remove stored item

              
Findings:

9‐1/2" strike edge clearance to stored trays

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1172



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Blocked

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remove stored item

              
Findings:

10" perpendicular from door to stored trays

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1173



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Timer controls 59" high

Quantity: EACH

Notes: Timer controls

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Raise lights or provide detectable warning

              
Findings:

Lights protrudes 50" at 40" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1174



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36"  high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high and 28" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1175



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

32" turning space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

ADA Assessment and Survey 2014 1176



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Cold Room 4034F

Barrier #: 195M

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 11 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace communication system. The use of a handset by the communications system is prohibi

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Doorjamb marking ‐ Raised Star

Barrier  
Description:

Elevator landing door jamb signage at grade level lacks a raised five pointed star 

Rec. Solution: Replace door jamb signage

              
Findings:

No raised star at discharge level

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible signals provided for travel or location

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Visual Car Position indicator

Barrier  
Description:

Visual car position indicator does not show the position of the elevator in the hoistway

Rec. Solution: Replace car controls

              
Findings:

Visual car position indicator not operating

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.8

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

Hall lanterns not visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1179



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Elevator E4002

Barrier #: 196F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Evacuation Plan

Barrier  
Description:

No evacuation plan provided

Rec. Solution: Provide evacuation sign usable by the visually impaired

              
Findings:

Tatile information not provided on sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4003

Barrier #: 197A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile signs at latch side of door

              
Findings:

64‐1/4" high

Quantity: EACH

Notes: Rooms 4062, 4071, 4072, 4075, 4076, 4079 x 2, 4105 x 2 and 4107. Also, Braille not 3/8" and max. 1/2" 
directly below the tactile characters and Contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4003

Barrier #: 197B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Visual Information Provided (Exhibitions)

Barrier  
Description:

Visual sign providing information for program, service or activity not accessible

Rec. Solution: Provide information in alternate format to provide access to people with vision impairments

              
Findings:

Accessible sign not provided

Quantity: JOB

Notes: 17 research boards

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ADA Title II Technical Assistance Manual 3.2000 Denial of 
participation

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4003

Barrier #: 197C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/8/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Corridor H4003

Barrier #: 197D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe Location ‐ 50 ft.

Barrier  
Description:

Common corridors lack strobes every 50’

Rec. Solution: Provide 1 additional strobe device

              
Findings:

Strobes not provided every 50 ft.

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1182



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Relocate Door

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Remodel room to provide wheelchair access

              
Findings:

55‐3/4" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Trash bin blocks clear floor space at switch

Quantity: JOB

Notes: Remove trash bin

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1184



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel room to provide wheelchair access with min. 60" turning space

              
Findings:

48‐1/4" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198G

X Coordinate: N/A

Barrier Area: RR‐showers

Barrier Type: Thresholds

Barrier  
Description:

Shower threshold not max. 1/2" high

Rec. Solution: Remodel shower to provide accessible threshold

              
Findings:

1‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $12,600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.7

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1185



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198H

X Coordinate: N/A

Barrier Area: Showers

Barrier Type: Floor Surface ‐ Slip resistance

Barrier  
Description:

Floor surface not slip‐resistant

Rec. Solution: Remodel facility to provide slip resistant floor surface

              
Findings:

Floor surface not slip‐resistant

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198I

X Coordinate: N/A

Barrier Area: RR‐showers

Barrier Type: Floor Surface ‐ Slope

Barrier  
Description:

Floor surface slope exceeds 2.0%

Rec. Solution: Remodel to provide level clear floor space at controls/mechanisms

              
Findings:

2.4% slope

Quantity: SF

Notes:

Barrier Severity: 2 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302 and 303

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1186



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198J

X Coordinate: N/A

Barrier Area: RR‐showers

Barrier Type: Shower Head ‐ Hose Length

Barrier  
Description:

Shower spray unit with hose not min. 59" long

Rec. Solution: Remodel shower to provide accessible shower spray unit

              
Findings:

56‐1/4" long

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198K

X Coordinate: N/A

Barrier Area: RR‐showers

Barrier Type: Transfer‐type Shower ‐ Seat Structural Strength

Barrier  
Description:

Seat cannot bear a 250N load

Rec. Solution: Provide fixed folding shower seat

              
Findings:

Bottom structural support not mounted correctly

Quantity: JOB

Notes: Seat not functioning when lowered

Barrier Severity: 2 Recommended Cost Est $870.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1187



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Shower Room 4061

Barrier #: 198L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1188



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1189



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 54"

Barrier  
Description:

Door/Gate with latch approach with closer at pull side lacks min. 54" perpendicular to door

Rec. Solution: Remove stored items

              
Findings:

38‐1/2" perpendicular to door

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

62‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1190



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 47‐3/4" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide access

              
Findings:

27‐1/2" ‐ 29" wide circulation route

Quantity: JOB

Notes: 2 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1191



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24‐1/4"‐25" high and 23‐1/4"‐24‐1/2" wide knee clearance

Quantity: EACH

Notes: 3 total desks. No accessible desk

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at desk

Rec. Solution: Rearrange furniture to provide wheelchair space

              
Findings:

Desk and wall block desk and whiteboard clear floor space

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1192



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46‐1/2" high and 28"‐30" deep over an obstruction 29"‐ 30‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1193



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4065

Barrier #: 199M

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1194



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐3/4" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1195



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Rearrange cubicles to provide wheelchair access

              
Findings:

6‐1/2" strike edge clearance to cubicle wall

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1196



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide wheelchair access

              
Findings:

17‐1/2" ‐ 24‐1/2" wide circulation route

Quantity: JOB

Notes: 4 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

24‐1/2" ‐ 25" high, 16‐1/2" and 21" ‐ 24‐1/2" wide knee clearance

Quantity: EACH

Notes: 4 total desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1197



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/2" high and 28" ‐ 30‐1/2" deep over an obstruction 29" ‐ 30" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1198



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

No 30" x 48" area for a wheelchair in seating area

Quantity: SF

Notes: 2 couch seats and no accessible seating area

Barrier Severity: 2 Recommended Cost Est $575.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1199



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at least 1 accessible desk or workstation of each type

              
Findings:

25" high and 21" wide knee clearance

Quantity: EACH

Notes: Printer desk

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

51" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $57,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Grad Student Office 4073

Barrier #: 200M

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4078

Barrier #: 201A

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Wall blocks ice machine clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Vestibule V4078

Barrier #: 201B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate dispenser

              
Findings:

11‐1/2" on center from paper towel dispenser. Dispenser encroaches into 30" x 48" clear floor 
space

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves more than 5 lbf (22.2 N) to activate

Rec. Solution: Replace faucet

              
Findings:

Exceeds 5 lbf

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1204



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Paper towel dispenser blocks soap dispenser clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" at 34‐1/2" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Men's Restroom 4078A

Barrier #: 202K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

63‐1/2" high

Quantity: EACH

Notes: Also, sign on door, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted 
(Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1209



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Move dispenser and provide automatic door opening device

              
Findings:

12‐3/4" at latch side

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Door encroaches into clear floor space at sink more than 12"

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser and feminine dispenser protrudes 6"‐10" at 35"‐ 42" high

Quantity: EACH

Notes: Paper towel dispenser and feminine dispenser

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not usable with a closed fist

Rec. Solution: Replace dispenser

              
Findings:

Dispenser not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

19‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1212



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/9/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Women's Restroom 4078

Barrier #: 203L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

62‐1/2" high

Quantity: EACH

Notes: Also, Braille not 3/8" and max. 1/2" directly below the tactile characters and Contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in clear floor space

Rec. Solution: Provide cord cover

              
Findings:

½” lip without a bevel in accessible route at cord

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $575.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull 65" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 42‐1/2" high from floor

Quantity: EACH

Notes: Chalkboard

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Table and chairs block whiteboard and chalkboard clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture to provide accessible route through room

              
Findings:

11‐1/2" ‐ 30" wide circulation route

Quantity: JOB

Notes: 3 locations

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Replace or provide min. 1 accessible counter or workstation of each type

              
Findings:

36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45‐1/4" high and 30" deep over an obstruction 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Recycling bin blocks sink and counter clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204L

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Faucet

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Faucet 38‐1/2" high and 22" deep over an obstruction 36‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204N

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

Sink rim or surface not max. 34" high

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

36‐1/4" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204O

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink of each type

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 49‐3/4" high and 26‐1/2" deep over an obstruction 36" high

Quantity: EACH

Notes: Paper towel dispenser

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Cabinet handles not fist operable

Quantity: EACH

Notes: Cabinet handles

Barrier Severity: 3 Hindrance Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204R

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf/cabinet at accessible height or provide assistance

              
Findings:

Multiple shelves over 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12

ADA Assessment and Survey 2014 1222



OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204S

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Shared Assistive Listening System

Barrier  
Description:

No shared assistive listening system for room with min. 10 seats

Rec. Solution: Provide shared ALS system

              
Findings:

No system provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 12 of 12

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204T

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables.

              
Findings:

24" knee clearance

Quantity: EACH

Notes: 9 table seats

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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OSU ‐ AGRICULTURAL AND LIFE SCIENCES BUILDING

Field Date:  4/10/2014 Report Date 7/30/2014

Location: Floor 4 ‐ Conference Room 4103

Barrier #: 204U

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe ‐ Common Use Area

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Agricultural and Life Scien

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 12 of 12
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COST ESTIMATE SUMMARY



SUMMARY REPORT

Cost Estimate Total $4,611,970.00

Cost Estimate ‐ Priority 1: $1,182,025.00

Cost Estimate ‐ Priority 2: $2,383,920.00

Cost Estimate ‐ Priority 3: $1,046,025.00

% of Total Cost Estimate: 25.63%

% of Total Cost Estimate: 51.69%

% of Total Cost Estimate: 22.68%
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