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January 8, 2015 
 

Angelo Gomez 
Executive Director 

Office of Equity and Inclusion 
Oregon State University 

330 Snell Hall 
Corvallis, OR  97331-2128 

 
 
 
Re: ADA Accessibility Survey and Assessment – Langton Hall 
 
 
 
Dear Angelo, 
 
We are pleased to submit this report for Langton Hall. This report is part of our project to provide a 
Campus Accessibility Survey and Assessment for Oregon State University. It is our hope that this 
report w ill assist OSU in improving access to people w ith disabilities to campus facilities.  
 
SZS has been pleased to be a part of this effort to evaluate campus buildings using federal and 
state statutes and regulations, as w ell as universal design principles in order to create 
performance standards that w ill guide design, construction and maintenance on campus.  
 
We look forw ard to discussing our f indings w ith your team.  
 
 
 
 
 
Regards, 
 

 
 
Syroun Z. Sanossian, Principal        
SZS Consulting Group LLC 
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1. EXECUTIVE SUMMARY OF FINDINGS 

The field investigation for the interior spaces began on February 17, 2014. The exterior site 
elements w ere assessed originally as part of the pedestrian facilities assessment in June- 
September 2011 and are included as an essential part of this report. Images of each 
physical element identif ied in this report w ere captured in HD digital photos w hile manual 
measurements w ere taken to establish as-built conditions to facilitate the process of cost 
estimating. Digital photographs are provided w ithin the report for each barrier to access , to 
facilitate the review  of the data collected. We have found that technical data can be diff icult 
to interpret w ithout a visual component; the photos provide a clear connection betw een the 
technical data and each barrier to access.  

Langton Hall is considered a historic structure and many barriers to access w ere identif ied 
in the building. That is quite typical, as barriers to access exist in virtually every building, 
w hether new  or existing.  

No “perfect” building exists in the real w orld. 

This ADA Assessment and Survey report is intended to not only identify barriers to access, 
but to provide solutions. The basis for this ADA Assessment and Survey process is the 
underlying desire on the part of OSU to improve access by relying on higher standards than 
the minimum requirements in state and federal building codes. SZS intends to provide the 
information in this report in a clear and easy to understand format. The information in this 
report is compiled for use by designated OSU staff and other interested persons, so the 
content is designed to be understood by professionals and laymen alike.  

The findings presented are both narrative and technical in nature; barriers to access 
identif ied during the f ield investigation process are documented in tw o w ays; 

1. Narrative Analysis: The analysis of f indings is contained in an executive summary in a 
narrative form that not only describes each type of barrier identif ied but also provides a 
discussion that analyses the functionality of physical elements. We also provide the 
reasoning and research behind the identif ication of barriers that conflict w ith universal 
design principles. This analysis may be accompanied by digital photographs or 
diagrams, w here applicable.  

NOTE: Understanding building function and usage is essential w hen interpreting the 
f indings held in this report. The narrative is intended to facilitate this process. 

2. Barrier Data Records: Individual barriers to access are entered into the SZS database 
so that technical information on the barriers can be provided as barrier data records. 
These barrier data records include digital photographs of each barrier identif ied, code 
references that determine the barrier to access, as-built measurements, barrier severity 
ratings, budgetary cost estimates, recommended solutions for barrier removal and a 
priority for barrier removal. The information is formatted w ith tw o barriers on each report 
page.  

In order to consolidate the report data, some of the more typical barriers found in multiple 
locations have been grouped w ithin the barrier data records w ith a description of the 
locations in w hich they w ere found.  
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A. Pedestrian Facilities and Exterior Spaces Analyzed  
 

This report provides information on campus pedestrian facilities that serve Langton Hall. 
Many physical elements are part of the comprehensive w hole that creates a pedestrian 
facility. The fundamental elements evaluated as to w hether they provide accessible 
pedestrian facilities include the follow ing: 

 
 Sidew alks 

 Walkw ays 

 Ramps 

 Curb Ramps 

 Blended Transitions 

 Signalized Intersections 

 Stairw ays (94% of people w ith disabilities are not mobility impaired) 

 Benches and other Seating Elements 

 Picnic Facilities 

 
The descriptions provided for physical elements in this report are intended to clearly 
describe the differences betw een each physical element, such as w hen a pedestrian route 
is a sidew alk, rather than a w alkw ay. The descriptions are intended to explain how  the 
elements interact to form a cohesive pedestrian facility. Other more specif ic information 
described w ithin this section intends to provide guidance on determinations made in this 
report. 
 
The key to providing accessible pedestrian facilities is in recognizing that different people 
w ith disabilities have different needs. Setting policies that speak to the entire group is 
essential, rather than focusing one particular subset of the overall group. Universal design 
principles govern here – physical elements should be usable to everyone that visits campus 
w ithout having to resort to any adaptation or specialized design.  
 
In summary, an accessible route exists w ithin a building, property boundary  or interior 
space and is separate from the PROW. Pedestrian w alkw ays are similar to sidew alks as 
paved surfaces improved for use by pedestrians but w alkw ays are not located along or 
adjacent to the curb line, gutter or roadw ay and w alkw ays are generally not considered part 
of the PROW. The pedestrian facility is the combination of the PROW and the accessible 
route, w hich functions as a w hole to provide pedestrian access to facility entrances. 
 
As a public building governed by the ADA Standards, Langton Hall should have at least 
one accessible entrance, w hich w as identif ied at the southeast entrance w hich is provided 
w ith an accessible ramp that leads to the f irst f loor w here stairw ays provide the only form of 
vertical access in the building. No elevator is provided in this building to establish an 
accessible route to reach all upper f loors. This lack of vertical access is especially 
problematic for the dance studio on the intermediate landing betw een floors 1 and 3, as 
w ell as for the entire gymnastics department on the 3rd f loor. The ground floor of Langton 
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Hall has an accessible route provided w ithin the site from accessible parking spaces and 
accessible passenger loading zones; public streets and sidew alks; and public 
transportation stops to the accessible building or facility entrance they serve1 as compared 
to the 2010 ADA Standard for Accessible Design. Details on barriers identif ied in that route 
are provided w ithin the ADA Assessment and Survey of the pedestrian facilities provided as 
a separate report, as w ell as in the follow ing records. Please see the barrier data records 
for details.   
 

   
B. Building Entrances 

 
The building is located along a SW Jefferson Avenue w ithin campus. No parking is 
provided on-site, but a surface parking lot is located across the street east of the Memorial 
Union building. Pedestrian entrances are provided on the north side of the building and 
multiple stairw ays are provided on the south side of the building, in addition to pedestrian 
entrances at ground level. The northeast entrance w as identif ied w ith a ramp but the slope 
w as excessive and the handrails on the ramp w ere also identif ied as non-accessible. 
Stairw ays provide access at tw o other locations on the north side of the building. ISA 
directional signs w ere posted in the view  panels of the doors at the stairw ay entrance 
doors, although they are not large enough to be view ed at a distance. Pedestrians w alking 
along SW Jefferson Avenue to reach the building may be forced to retrace their steps w hen 
attempting to f ind the accessible entrance. The entry door provided at the entrance w ith the 
ramp is equipped w ith an automatic door opening device but the device is located w ithin 
the slope of the ramp. The device actuator is a standard push-plate mechanism provided 
w ith an ISA symbol that does not have a 70% contrast w ith the background of the w all on 
w hich it is mounted.  
 
As a performance standard, it is recommended that w here a pow ered door is provided in a 
building or facility, a sign displaying the International Symbol of Accessibility (ISA) 
measuring at least 4” x 4” should accompany the automatic door actuating mechanism and 
that signage must provide a 70% contrast against the background w all surface (dark-on-
light or light-on-dark).  
 
 
 

INTERIOR SPACES 

 

BASEMENT 

Langton Hall is a tw o-story building w ith a basement. The building is a historic structure that has 
retained many of the original doors, stairw ays f looring and other elements, although some areas 
have been remodeled. The basement houses public and team locker rooms, w eight rooms, 
training rooms, a golf instruction room near the outdoor driving range and a sw imming pool. 
Barriers identif ied in the basement w ere commonly identif ied throughout the building in common 
use areas and include entrance doors that lacked accessible signage, door hardw are, door closer 
operating force/sw eep period w here door closers w ere installed and lacked view  panels not 
accessible to short people or w heelchair users.  

                                                                            
1 2010 A DA  Standards for A ccessible Design, Section 206.2.1 S ite A rriv al Points 
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In many instances, the entry doors lacked accessible maneuvering clearance as either a result of 
the original design or due to the location of furniture or other items that encroached into the space 
needed by w heelchair users to maneuver. The lack of accessible maneuvering clearance may 
necessitate the installation of automatic door opening devices at entrance doors to locker rooms, 
w eight rooms or classrooms. Most signage in the building provided visual information but lacked 
tactile information (Braille and raised letters) for the visually impaired. 

The building has no elevator to provide vertical access to all f loors . No vertical access is provided 
from the accessible entrance to the basement f loor w here the sw imming pool, w eight room and 
locker rooms are located. The central corridor in the basement w as identif ied w ith a steep ramp 
leading directly to the men and w omen’s locker room. Floor drains in the central corridor also may 
present barriers to access. Entry doors to the w eight room, training rooms and team locker rooms 
w ere identif ied as heavy. Signage in the building w as not 
identif ied as accessible and many doors lacked accessible 
door hardw are. Three w omen’s locker rooms w ere located 

on the basement level and none w ere accessible. All 
entrance doors lacked accessible signage, and tw o w ere 
too heavy and lacked adequate maneuvering clearance to 
allow  a w heelchair user to enter the room. The entrance to 
the main w omen’s locker room used by the general public 

w as located at the bottom of steep ramp and the doorw ay 
had been removed w here a privacy screen w as installed 
w ithin the entry area that could be disorienting to the 
visually impaired as w ell as diff icult to navigate for 
w heelchair users (see photo at right). 

No accessible route w as provided to the main w omen’s or men’s public locker rooms. Barriers 
identif ied in all locker rooms include a lack of accessible lockers, benches and dressing areas 
(mirrors, hair dryers, outlets, etc.). Maneuvering clearance w as not adequate to allow  a person 
using a w heelchair to circulate w ithin the w omen’s public and team locker rooms . Doormats in 
multiple locations w ere not secured to the f loor and could present trip hazards. A toilet room on the 
low er level of the w omen’s public locker room w as identif ied w ith non-accessible lavatories, 
dispensers and w ater closets. The w eighing scale in the locker room is not designed to 
accommodate people w ho use w heelchairs or other mobility assist devices. The second w omen’s 

team locker room w as located w ithin the main locker room and similar barriers w ere noted in that 
space.  

The w omen’s team locker room located in corridor 3 (locker room 2/show er room 2) w as identif ied 
w ith a privacy w all at the entrance that could prevent people using mobility assist devices from 
entering the room. None of the lockers, benches, dressing areas w ere accessible. The toilet room 
and show er room associated w ith that locker room w ere also not accessible. This team locker 
room has a doorw ay leading directly into the locker room from the pool. The door w as extremely 
heavy, and the landing on the pool side had a signif icant slope. The similar doorw ay from the 
public w omen’s locker room also had a signif icant slope but that door is reached by w ay of stairs.  

The corridor leading from the w omen’s public locker room to the show er room and pool w as 
identif ied w ith stairs as the only form of vertical access. The show er rooms associated w ith all 
w omen’s locker rooms w ere both on a raised level and vertical access w as only provided by stairs  
or the steep ramp. The stairw ay w as identif ied w ith a number of barriers and the neither of the tw o 
show er rooms w ere accessible. The w eighing scale in the w eight room, w omen’s, men’s, or team 
locker rooms are not designed to accommodate people w ho use w heelchairs. 
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A single low  drinking fountain w as located in central corridor 3 but the fountain created a protruding 
hazard as it w as not located w ithin an alcove and no high fountain w as provided on the f loor for 
people w ho have diff iculty w ith bending and stooping. A f ire extinguisher, benches and electrical 
outlets in the corridor w ere not identif ied as accessible. The north lobby area and corridor provide 
access to training rooms and the men’s locker room. Entrance from the exterior is provided by w ay 
of a recently remodeled stairw ay at the north side of the building. The stairw ay lacks vertical 
access to the grade level on the north side of the building. Signage, benches and outlets w ere also 
not accessible w ithin the lobby and corridor area. No lobby informational signage w as provided in 
the basement. As a performance standard, it is recommended that lobby identif ication signage be 
provided on each floor in each central corridor that indicates the f loor plan, the location of the 
person view ing the sign and the location of accessible features such as restrooms, elevator and 
drinking fountains in proximity to the location of the person reading the sign. Although the 
accessible features provided in the building are located in the central corridor, people w ith low  
vision may benefit from the information provided w ithin the recommended lobby identif ication sign. 

The men’s locker room on the basement level also lacked accessible lockers, f ire extinguishers, 

signage, dressing areas, toilet rooms and show er rooms. Tw o different stairw ays provide access to 
the locker room from the f irst f loor corridor or pool level, but as stated before, no elevator is 
provided in this building to provide accessible vertical access. The locker room w as designed w ith 
a w ide, steep ramp betw een the locker room level and the show er rooms, toilet rooms and pool 
area. The ramp is paved w ith original tile that appeared to have lost its slip resistant surface over 
time. The ramp lacked handrails at any location and w as measured w ith a signif icant slope and 
cross slope. A drinking fountain is located w ithin an area of the ramp that has a signif icant slope. 
The w eighing scale in the men’s locker room is not designed to accommodate people w ho use 
w heelchairs or other mobility assist devices. Both combination toilet/show er rooms (faculty and 
student) w ere not accessible. The men’s student toilet room is large but lacks a semi-ambulatory 
stall and the stall intended for w heelchair use w as identif ied w ith barriers to access including a 
non-closing door, non-accessible grab bars and dispensers. 

The pool w as identif ied w ith benches that w ere not accessible and protruding objects w ithin the 
w alkw ays surrounding the pool w ere common. The w alkw ay w as identif ied w ith a cross slope that 
w as especially severe at the entry door landings at the men and w omen’s locker rooms. No 

accessible entry into the pool w as provided. When pools are larger, w ith a circumference of more 
than 300 linear feet, tw o forms of accessible entry to the pool are required and only one is allow ed 
to be a w heelchair lif t.  

FIRST FLOOR 

The first f loor w as provided w ith one w heelchair lif t at the stairw ay leading to off ices, w orkrooms 
and graduate student off ices in the east w ing. The lif t w as installed in a narrow  alcove w here no 
strike edge clearance exists and the lif t w as not installed in a pit that w ould have ensured that the 
landing w as level on the f irst f loor side of the lif t. A w heelchair accessible fountain w as installed 
betw een the w heelchair lif t and double doors leading to the men’s locker room. These doors 

experience heavy use and the drinking fountain is directly in the path of the door sw ing. A hi-low  
drinking fountain is also installed in the central corridor next to the restrooms and ISA directional 
signage should be provided at the single low  fountain on the east side of the corridor indicating 
w here a high fountain is located for use by people w ho have diff iculty bending and stooping.  The 
central corridor also provided access to a mezzanine spectator area over looking the pool. The 
spectator area w as designed in an area that could only be reached by w ay of stairs from the f irst 
f loor corridor. This mezzanine could have been considered as a f loor 2 in the original building 
plans. No access is provided to this space, although vertical access in the form of an incline 
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platform lif t at the entry stairs and seating area may be installed to provide an accessible route. 
Accessible assembly seating could also be provided w ithin the entry area of the balcony. 
Alterations to this area are important as many sporting events take place in the pool and 
spectators are an integral part of campus athletics programs. 
 
Classrooms and off ices on f loor 1 lacked accessible signage, entry door hardw are, operating force 
w here closers w ere installed and in many cases, view  panels w ere not usable by short people and 
those w ho use w heelchairs. Interior spaces generally lacked accessible desks, coat hooks and in 
the w orkroom 221, the group desk, w orkstation and kitchenette counter w ere not accessible. In the 
testing room 223, PC stations and video editing w orkstations w ere not accessible. The clear f loor 
space needed to enable use of w hiteboards and chalkboards w as blocked by furniture or stored 
items in some locations and the spaces generally lacked accessible light sw itches and outlets, 
accessible desks, coat racks and strobe devices. Where sinks w ere provided, access for 
w heelchair users and short people w as not available. The classrooms located in the central 
corridor w ere identif ied w ith treatment tables, display tables and other specialized learning areas. 
None of those areas w ere identif ied w ith accessible passage, clear space or knee clearance.  
Strobe devices w ere absent throughout the building.  

The Kid Spirit Office experiences heavy public use. The off ice w as identif ied w ith a non-accessible 
entry door, signage and service counters that w ere too high for short people or people using 
w heelchairs. The retail area in this off ice w as also identif ied w ith shelves and clothes racks that 
w ere located outside of accessible reach ranges. 

Stairw ays in the building appeared to have original handrails that lacked accessible extensions and 
grip height. Doors in stairw ay entrances w ere not identif ied as accessible and doors identif ied as 
new  (under construction at the time of the f ield inspection) lacked accessible view  panels and 
opening force. The stairw ays lacked level identif ication signage for the visually impaired although 
visual signage for emergency personnel w as provided w here the exit stairw ays w ere enclosed. No 
contrasting color w as identif ied at the stairw ay treads w hich can be important to those w ith low  
vision. As a performance standard, it is highly recommended to provide contrasting color at 
stairw ay treads to improve visibility for all users. 
 
Men and w omen’s accessible restrooms w ere identif ied on the f irst f loor level in the central 
corridor. Both restrooms appeared to have been altered to provide access for people w ith 
disabilities although no automatic door opening device w as provided at either entrance door even 
though the door opening force and sw eep period w ere not accessible. Otherw ise, barriers 
identif ied include a lack of w all signage and ISA signage indicating that the rooms are accessible. 
Dispensers w ere identif ied as protruding object and the lavatories in each room lacked accessible 
knee clearance due to support braces that encroached into the knee clearance space. Stall doors 
lacked accessible hardw are and dispensers w ithin each stall w ere also identif ied as non-
accessible. The urinal in the men’s restroom w as equipped w ith a privacy screen that could hinder 
access.  

Offices and meeting rooms located in the upper w est w ing of f loor 1 w ere not accessible as there 
w as no vertical access provided at the stairw ay leading to the spaces. The corridor and off ices 
w ere also identif ied w ith a lack of accessible clear w idth at entry doors, accessible signage, door 
hardw are, light sw itches or outlets and desks.  No horns or strobes w ere identif ied in the off ices or 
adjoining corridor.  
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Many staff use only areas w ere identif ied in the building. These spaces include w orkrooms, 
janitorial rooms, private faculty off ices and associated spaces. Signage at the door/doorw ay to 
these spaces w as included in this report as it is located along the public circulation route of travel, 
but these interior spaces w ere not investigated as part of this assessment process. In general, 
institutions and organizations make staff -use-only areas accessible as needed through the 
reasonable accommodation process betw een the employer and employee. 
 
 
THIRD FLOOR 
 
The building has no second floor. The third f loor housed gymnasiums used by the cheerleading 
squad, basketball intramurals and classes and the gymnastics department. A dance studio w as 
located on an intermediate landing w ithin the w est stairw ay leading to the third f loor but no vertical 
access is provided to this studio. One drinking fountain w as identif ied on the third f loor in the 
gymnastics area, but all other gym areas w ere equipped w ith spittoons that appeared to be 
original. The existing fountain w as mounted on a service counter similar to those found in grade 
schools. It w as not considered accessible for short people or for those using w heelchairs due to 
the lack of knee clearance and the bubbler height out of accessible reach range.  
 
Barriers on this f loor include a lack of accessible signage, doormats at the top of stairw ays that are 
not secured and service counters in tw o locations that lacked an accessible section. The 
cheerleading practice gym also had lockers that w ere not accessible, as w ell as attenuated 
practice mats that w ere identif ied w ith a lip of 1” or more that may prevent people using 

w heelchairs or mobility assist devices from entering the room. These lips may also create trip 
hazards for the able-bodied.  
 
The gymnastics area w as also identif ied w ith attenuated mats that w ere at least 1” high and in 

some locations, w ere several inches high. In these locations, a ramp may be necessary to provide 
access to the practice areas. The follow ing barrier data records provide more detailed information 
on the barriers described above.   



	

EXTERIOR AREA BARRIERS



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217A

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Provide accessible handrails at both sides of ramp

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 32

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217B

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Ramp Surface ‐ Extended

Barrier  
Description:

Sides of ramp not extended min. 12" to prevent wheels from slipping off ramp

Rec. Solution: Demolish existing and construct new ramp or provide wheel guides at both sides of ramp

              
Findings:

No min. 12" extension provided at sides of ramp

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.9.1

As‐built : 32

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 8



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217C

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Ramp ‐ Barrier Curb

Barrier  
Description:

Ramp lacks min. 4" barrier at bottom of ramp handrail

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

No min. 4" barrier provided at the bottom of ramp handrail at left side

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.9.2

As‐built : 32

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217D

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail Height

Barrier  
Description:

Handrails not 34"‐38" high

Rec. Solution: Provide accessible handrails at both sides of ramp

              
Findings:

31" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.4

As‐built : 64

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 9



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217E

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

9.9% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 32

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Ramp

Barrier #: 1217F

X Coordinate: 7478208.071

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Barrier  
Description:

Handrail extension not min. 12" long

Rec. Solution: Provide accessible handrails at both sides of ramp

              
Findings:

Bottom handrail extension not min. 12" long

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339724.12

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 10



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Landing

Barrier #: 1218A

X Coordinate: 7478208.897

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

5.0% at automatic door actuator

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 10

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339704.373

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Accessible Entry Landing

Barrier #: 1218B

X Coordinate: 7478208.897

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Sign

Barrier  
Description:

4" x 4" in size or not white‐on‐blue in color

Rec. Solution: Recommended: provide 4" x 4" ISA sign above push plate for viewing at a distance

              
Findings:

ISA is 1‐3/4" on both devices and outside lacks standard ISA color.

Quantity: EACH

Notes: Push plate device lacks identification visible from a distance

Barrier Severity: 1 Necessary Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339704.373

Performance Standard: Yes

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 11



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Threshold

Barrier #: 1229

X Coordinate: 7478273.885

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Barrier  
Description:

Door/Gate threshold height exceeds 1/2" with a bevel

Rec. Solution: Provide new door threshold

              
Findings:

1" lip

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339707.729

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230A

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height is not between 4" and 7"

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

7‐1/2" stair riser height

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 72

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 12



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230B

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above landing for min.. 12" beginning 
above first riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230C

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Grip

Barrier  
Description:

Handrail grip is not continuous

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Handrail grip is not continuous

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 16

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 13



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230D

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

33" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 32

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230E

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 14



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Stairways

Barrier #: 1230F

X Coordinate: 7478215.566

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 72

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339595.367

Performance Standard: Yes

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ East Door Landing

Barrier #: 1233

X Coordinate: 7478214.017

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Barrier  
Description:

Door/Gate threshold height exceeds 1/2" with a bevel

Rec. Solution: Provide new door threshold

              
Findings:

1" lip

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339600.519

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 15



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232A

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height or tread width is not consistent

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

Consistent stair riser height or tread width provided

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232B

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Barrier  
Description:

Existing open risers present a hazard

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

Stair has open risers

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.3

As‐built : 112

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 16



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232C

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

No level bottom handrail extension provided

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232D

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Barrier  
Description:

Stair treads are not at least 11" in depth

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

9" stair tread depth

Quantity: SF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 112

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 17



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232E

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Grip

Barrier  
Description:

Handrail diameter (OD) or gripping surface not between 1‐1/4" to 2" or non circular 4" to 4.8"

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

8" rectangular handrail grip perimeter

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.7

As‐built : 56

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232F

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 112

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: Yes

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 18



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232G

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southeast Stairway

Barrier #: 1232H

X Coordinate: 7478202.806

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

41" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339570.992

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Room 28 Door landing

Barrier #: 1231A

X Coordinate: 7478200.851

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (≥ 5.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

20.2%

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 25

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339579.613

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Room 28 Door landing

Barrier #: 1231B

X Coordinate: 7478200.851

Barrier Area: Doors or Gates

Barrier Type: Threshold (replacement)

Barrier  
Description:

Door/Gate threshold height exceeds 1/2" with a bevel

Rec. Solution: Provide new door threshold

              
Findings:

1" lip

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339579.613

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southwest Stairway

Barrier #: 1227A

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Bottom handrail extension not level for min. 12"

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339592.703

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southwest Stairway

Barrier #: 1227B

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 128

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339592.703

Performance Standard: Yes

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southwest Stairway

Barrier #: 1227C

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339592.703

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Southwest Stairway

Barrier #: 1227D

X Coordinate: 7478003.825

Barrier Area: Stairways

Barrier Type: Handrail Grip

Barrier  
Description:

Handrail grip is not continuous

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Handrail grip is not continuous

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 13

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339592.703

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224A

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224B

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224C

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

40" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 12

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224D

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height is not between 4" and 7"

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

8" stair riser height

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 24

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224E

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Open Riser ‐ Existing

Barrier  
Description:

Existing open risers present a hazard

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

Stair has open risers

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.3

As‐built : 24

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224F

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Tread Depth ‐ Existing

Barrier  
Description:

Stair treads are not at least 11" in depth

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

9‐1/2" stair treads depth

Quantity: SF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 24

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224G

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 24

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: Yes

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ West Stairway

Barrier #: 1224H

X Coordinate: 7477992.957

Barrier Area: Stairways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in landing 

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

5" lip

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ABAS 504.4

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339643.111

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Northwest Stairway

Barrier #: 1222A

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Riser Height ‐ Existing

Barrier  
Description:

Stair riser height or tread width is not consistent

Rec. Solution: Demolish and construct new accessible stairway

              
Findings:

Consistent stair riser height or tread width provided

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 21

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339708.281

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Northwest Stairway

Barrier #: 1222B

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 12

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339708.281

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Northwest Stairway

Barrier #: 1222C

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 21

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339708.281

Performance Standard: Yes

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Northwest Stairway

Barrier #: 1222D

X Coordinate: 7478047.017

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Barrier  
Description:

No form of vertical access provided at stairway to reach entry door or upper floors

Rec. Solution: Provide directional sign leading to accessible entry

              
Findings:

No information on alternate accessible entrance to building

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339708.281

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ Northwest Landing

Barrier #: 1223

X Coordinate: 7478049.395

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Construct ramp to provide access to door landing

              
Findings:

2‐1/2" lip

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 13

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339704.943

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Stairway

Barrier #: 1221A

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339745.342

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Stairway

Barrier #: 1221B

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Bottom handrail extension not min. 12" + tread width at stair bottom

Quantity: LF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339745.342

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Stairway

Barrier #: 1221C

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Handrail Grip

Barrier  
Description:

Handrail grip is not continuous

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

Handrail grip is not continuous

Quantity: LF

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 54

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339745.342

Performance Standard: No

Reference Dwg: 1 of 6

ADA Assessment and Survey 2014 30



OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Stairway

Barrier #: 1221D

X Coordinate: 7478113.782

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 252

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339745.342

Performance Standard: Yes

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Entry Stairway

Barrier #: 1219A

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide accessible handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 12

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339733.554

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Entry Stairway

Barrier #: 1219B

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 60

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339733.554

Performance Standard: Yes

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Entry Stairway

Barrier #: 1219C

X Coordinate: 7478129.605

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Barrier  
Description:

No form of vertical access provided at stairway to reach entry door or upper floors

Rec. Solution: Provide directional sign leading to accessible entry

              
Findings:

No information on alternate accessible entrance to building

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339733.554

Performance Standard: No

Reference Dwg: 1 of 6
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OSU ‐ LANGTON HALL

Field Date:  7/28/2011 Report Date 7/28/2011

Location: Exterior ‐ North Door Landing

Barrier #: 1220

X Coordinate: 7478131.667

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

2" lip

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 6

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: 339729.569

Performance Standard: No

Reference Dwg: 1 of 6

Field Date:  7/28/2011 Report Date 7/28/2011

Location:

Barrier #:

X Coordinate:

Barrier Area:

Barrier Type:

Barrier  
Description:

Rec. Solution:

              
Findings:

Quantity:

Notes: Barrier record intentionally left blank to facilitate printing

Barrier Severity: Cost Est

Implementation Date:

Status:

Implementation Phase:

Code 
References:

As‐built :

Facility Function:

Implementation Priority:

Bldg Name: Langton Hall

Y Coordinate:

Performance Standard:

Reference Dwg:
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INTERIOR AREA BARRIERS



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1A

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Permanent Room/Space

Barrier  
Description:

No sign with raised characters and Braille at permanent room or space with visual sign

Rec. Solution: Provide sign at latch side of entry door, where possible

              
Findings:

Provide accessible signs

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.1

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" ‐ 52" high

Quantity: EACH

Notes: 2 switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1E

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (5.0% or more)

Barrier  
Description:

Cross slope exceeds 2.0% (5.0% or more)

Rec. Solution: Demolish existing and construct new route

              
Findings:

6.7% cross slope to drain

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Automatic Door

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door or vision panel in door

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 58" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Doormat

Barrier  
Description:

Secure exiting doormat or replace

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0003

Barrier #: 1J

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Tactile Exit Sign at Door

Barrier  
Description:

Ground floor doors that exit directly to the exterior lacks tactile exit sign

Rec. Solution: Provide new sign stating “EXIT” at exiting side of door

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 58" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Exhaust fan timer 52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ High Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 48" high for side reach

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Mechanism not fist operable and 70" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Pencil sharpener 53" high and phone 65" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale is not wheel chair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Soap dispenser 65" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2K

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

No alcove or detectable warning provided at drinking fountain or spitoon

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2L

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Maneuvering Clearance

Barrier  
Description:

Level wheelchair space of min. 30" x 48" not located at fountain

Rec. Solution: Demolish and construct level landing or relocate fountain

              
Findings:

Wall encroaches into wheelchair clear floor space at fountain

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $4,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.2

As‐built : 40

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2M

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Manual (Fist)

Barrier  
Description:

Operating mechanism at fountain is not operable with a fist

Rec. Solution: Replace fountain with accessible unit

              
Findings:

Not fist operable

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2N

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" knee clearance at sign‐In desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2O

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Removed stored items

              
Findings:

Passageway/maneuvering clearance not provided at each type of equipment

Quantity: JOB

Notes: Move equipment to provide access

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2P

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide accessible threshold along mat edge

              
Findings:

1" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 12

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Weight Room 6

Barrier #: 2Q

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Provide automatic door opening device

              
Findings:

Door does not open completely. Door gets caught on carpet

Quantity: EACH

Notes: Could not test sweep or force

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 48"

Barrier  
Description:

Door/Gate with latch approach at pull side lacks min. 48" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

36‐1/2" perpendicular to door

Quantity: EACH

Notes: To privacy wall

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Shelves

Barrier  
Description:

Shelf provided not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height

              
Findings:

Shelf under mirror 47‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Wall mounted dryer 65‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Maneuvering Cl

Barrier  
Description:

No 60" maneuvering clearance provided at locker or bench

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

60" maneuvering clearance not provided at any bench

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Length

Barrier  
Description:

Bench provided at lockers not min. 24" x 48" and affixed to a wall

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

11" deep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Control

Barrier  
Description:

Locker mechanism not operable with fist or involves turning and grasping

Rec. Solution: Provide min. 1 accessible locker or 5% overall

              
Findings:

Mechanism not fist operable

Quantity: EACH

Notes: 20 lockers

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Clear Floor Space

Barrier  
Description:

No clear floor space 30" x 48" at lavatory to allow forward approach

Rec. Solution: Relocate or replace lavatory

              
Findings:

Clear floor space blocked by chair and trash bin

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Replace lavatory

              
Findings:

26" knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

51" high

Quantity: EACH

Notes: Mirror at lavatory

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Shelves

Barrier  
Description:

Shelf provided not mounted between 40" and 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height

              
Findings:

Shelf at lavatory 44" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 59" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" into circulation path

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

ADA Assessment and Survey 2014 55



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3R

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale is not wheel chair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3S

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Removed stored items

              
Findings:

26" wide circulation route to door

Quantity: JOB

Notes: Blocked by cart

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3T

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes: Door only opens from exit of pool to locker room

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3U

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Door only opens from exit of pool to locker room

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3V

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes: Door only opens from exit of pool to locker room. Pool side landing 10.3% slope

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Team Locker Room 2

Barrier #: 3W

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4B

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Door Clear Width

Barrier  
Description:

Door clear width is not min. 32"

Rec. Solution: Replace door/gate and frame

              
Findings:

27‐1/2" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Grab Bars

Barrier  
Description:

No grab bars provided at water closet

Rec. Solution: Provide side and rear grab bars with reinforcement

              
Findings:

No grab bars provided

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Seat Height

Barrier  
Description:

Water closet seat not between 17" to 19" high

Rec. Solution: Replace water closet

              
Findings:

16‐1/2" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.3.1 and 604.8.1.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Clear Space

Barrier  
Description:

Water closet clear space not min. 60" measured wall‐to‐wall

Rec. Solution: Provide new stall partition

              
Findings:

62" wide x 52" deep

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.3.1 and 604.8.1.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Toilet Room 2A

Barrier #: 4F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 2A

Barrier #: 5A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Clothing Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

64" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 2A

Barrier #: 5B

X Coordinate: N/A

Barrier Area: Showers

Barrier Type: Shower Head ‐ Adjustable

Barrier  
Description:

Shower spray unit cannot be used both in a fixed‐position and as a hand‐held shower

Rec. Solution: Remodel shower to provide accessible shower spray unit

              
Findings:

No accessible shower provided

Quantity: SF

Notes: 8 shower heads and none accessible

Barrier Severity: 2 Recommended Cost Est $69,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.6

As‐built : 120

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 2A

Barrier #: 5C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32‐1/2" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S1

Barrier #: 6G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Passenger Elevator

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a passenger elevator to reach upper floors

              
Findings:

No vertical access from Basement to the first and third floors

Quantity: JOB

Notes: No vertical access from basement to the first and third floors. Elevator in this location may be able to 
provide access to all floors.

Barrier Severity: 1 Necessary Cost Est $1,000,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7A

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Protruding Hazard

Barrier  
Description:

Protruding object in route of travel between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning

              
Findings:

AED sign protrudes 6" at 79" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐1/2" high

Quantity: EACH

Notes: Located within ramp on a slope

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7C

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

13% ‐ 14% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $12,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7D

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

Ramp lacks handrail at both sides

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $7,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 32

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7E

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Surface Condition ‐ Slip Resistant

Barrier  
Description:

Surface is not slip resistant

Rec. Solution: Replace flooring

              
Findings:

Surface is not slip resistant

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $3,840.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.4

As‐built : 256

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp from H0003 to H0004

Barrier #: 7F

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Grate in Route

Barrier  
Description:

Grate in walkway has openings that exceed 1/2"

Rec. Solution: Replace grate

              
Findings:

Grate at bottom of ramp has openings larger than 1/2"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign and mounted at proper height

              
Findings:

1/4" below tactile characters

Quantity: EACH

Notes: Also, text descriptors not provided below pictogram

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove strips

              
Findings:

Passageway blocked by privacy strips may hinder access

Quantity: JOB

Notes: People with visual impairments may become disoriented. People who use wheelchairs may not be able 
to navigate the corridor through the strips

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Ratio

Barrier  
Description:

No accessible locker provided in locker room

Rec. Solution: Provide at least 37 accessible lockers or 5% overall

              
Findings:

No accessible lockers provided

Quantity: EACH

Notes: 540 small lockers / 144 half size / 24 full size. Provide 27 small size, 8 half size, 2 full size accessible 
lockers

Barrier Severity: 1 Necessary Cost Est $16,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803

As‐built : 37

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Length

Barrier  
Description:

Bench provided at lockers not min. 24" x 48" and affixed to a wall

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

11" deep benches in most locations

Quantity: EACH

Notes: Two benches placed together provide accessible length and width but no back rest present

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Clear Floor Space

Barrier  
Description:

Bench lacks clear floor space for wheelchair user enable parallel transfer

Rec. Solution: Relocate bench or provide new bench

              
Findings:

60" maneuvering clearance not provided at wider benches

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

40‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high

Quantity: EACH

Notes: Blocked by bench

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Hair Dryers 68" high

Quantity: EACH

Notes: 4 dryers

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Locker Room 0010

Barrier #: 8L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Door is propped open

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine product dispenser protrudes 6‐1/2" at 43" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Replace lavatory

              
Findings:

26" knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

Not max. 40" high

Quantity: EACH

Notes: There is one mirror at an accessible height, but it is not at a lavatory

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

65" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar does not extend min. 54" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

51" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Centerline

Barrier  
Description:

Water closet centerline not between 16" and 18" O. C.

Rec. Solution: Relocate water closet

              
Findings:

19‐1/2" on center

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Paper Dispenser

Barrier  
Description:

Toilet tissue dispenser not within 7" to 9" from front edge of toilet

Rec. Solution: Reposition or  replace toilet paper dispenser

              
Findings:

Dispenser rolls not both within accessible range

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Water closet blocks seat cover dispenser clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Women's Restroom 0010D

Barrier #: 9O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Non‐Accessible Entry

Barrier  
Description:

Sign directing people to accessible entrance needed where all doors are not accessible

Rec. Solution: Provide ISA directional sign with arrow directing people to accessible entrance

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Surface Condition ‐ Existing

Barrier  
Description:

Stairway surface is not slip resistant

Rec. Solution: Demolish and construct new stairway

              
Findings:

Slip resistant surface could not be verified

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $40,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.4

As‐built : 160

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Depth

Barrier  
Description:

Bench seat not 20" to 24" deep

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Small bench not accessible

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Provide accessible signs

Quantity: EACH

Notes: Passageway to pool

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes: Entry door to pool

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10I

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Entry door to pool

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10J

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Hardware not accessible

Quantity: EACH

Notes: Entry door to pool

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10K

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door

Barrier  
Description:

Door in alcove deeper than 8" does not have min. 18" strike edge clearance

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: JOB

Notes: Entry door to pool

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

ADA Assessment and Survey 2014 88



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Corridor to Pool

Barrier #: 10L

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: Entry from pool lacks Braille/Tactile sign

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 10A

Barrier #: 11A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 10A

Barrier #: 11B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

1‐1/2" lip in entry way to shower

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 6

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 10A

Barrier #: 11C

X Coordinate: N/A

Barrier Area: Bathing Facilities

Barrier Type: Clothing Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Shower Room 10A

Barrier #: 11D

X Coordinate: N/A

Barrier Area: Showers

Barrier Type: Shower Head ‐ Adjustable

Barrier  
Description:

Shower spray unit cannot be used both in a fixed‐position and as a hand‐held shower

Rec. Solution: Remodel shower to provide accessible shower spray unit

              
Findings:

No accessible shower provided

Quantity: JOB

Notes: 16 shower heads and none accessible

Barrier Severity: 2 Recommended Cost Est $69,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.6

As‐built : 120

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Provide accessible signs

Quantity: EACH

Notes: Both entry doors

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

18 ‐ 20 lbf at locker room and corridor entry doors

Quantity: EACH

Notes: Both entry doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

3 second sweep at locker room and corridor entry doors

Quantity: EACH

Notes: Both entry doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: At locker room entry door due to lockers

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Control

Barrier  
Description:

Locker mechanism not operable with fist or involves turning and grasping

Rec. Solution: Provide at least 2 accessible lockers or 5% overall

              
Findings:

Mechanism not fist operable

Quantity: EACH

Notes: 22 lockers

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.5

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Length

Barrier  
Description:

Bench provided at lockers not min. 24" x 48" and affixed to a wall

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

10" deep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

No full length mirror at bench/locker

Quantity: EACH

Notes: Existing mirror ok but counter 36" high

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high

Quantity: EACH

Notes: Fixtures block counter clear floor space

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swim Team Locker Room 10E

Barrier #: 12I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13B

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

No alcove or detectable warning provided

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

ADA Assessment and Survey 2014 96



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13C

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Replacement

Barrier  
Description:

Operating mechanism involves more than 5 lbf to operate

Rec. Solution: Replace drinking fountain with accessible unit 

              
Findings:

Needed more than 5 lbf where fountain is not adjustable

Quantity: EACH

Notes: 8 lbf

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Depth

Barrier  
Description:

Wall/post mounted fountain not min. 18" deep

Rec. Solution: Replace fountain with accessible unit

              
Findings:

13" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.5

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13E

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Spout Location ‐ Standing Persons

Barrier  
Description:

Spout not at 38" to 43" for persons with bending/stooping injuries

Rec. Solution: Replace fountain with accessible "hi‐low" unit

              
Findings:

Wheelchair accessible unit not usable for persons with bending/stooping injuries

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher forward or side reach exceeds 48"

Rec. Solution: Relocate fire extinguisher

              
Findings:

58" high

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Depth

Barrier  
Description:

Bench seat not 20" to 24" deep

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Bench not accessible 11‐1/2" deep

Quantity: EACH

Notes: 2 benches

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13J

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Lobby Info Sign

Barrier  
Description:

No lobby informational sign with location of accessible elements

Rec. Solution: Provide lobby informational sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Hallway H0004 and Lobby L0001

Barrier #: 13K

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Tactile Exit Sign at Door

Barrier  
Description:

Ground floor doors that exit directly to the exterior lacks tactile exit sign

Rec. Solution: Provide new sign stating “EXIT” at exiting side of door

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move equipment at exit side of door

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: Blocked by benches

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Ensure that min. 36" passageway is provided between exercise equipment/mats when room is i

              
Findings:

Room was under construction during time of field investigation.

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 12

Barrier #: 14H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ High Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 48" high for side reach

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

67" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Provide assistance

              
Findings:

Air conditioner control 59" high

Quantity: EACH

Notes: Equipment blocks air conditioner clear floor space needed to access controls, but it also providea a 
detectable warning that is needed

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space

Barrier  
Description:

Clear floor space for wheelchair not provided at control or mechanism

Rec. Solution: Move dispenser

              
Findings:

Equipment block hand sanitizer controls clear floor space

Quantity: SF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes: 2 outlets

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange pads to provide access

              
Findings:

25" wide circulation route between exersize pads

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange equipment to provide access

              
Findings:

Ensure that wheelchair maneuvering clearance and min. 36" passage is provided to one of 
each type of equipment

Quantity: JOB

Notes: 15 types of equipment

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Training Room 13

Barrier #: 15M

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16A

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

Equipment issue counters 42‐1/2" high

Quantity: EACH

Notes: 4 counters

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Provide accessible signs

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening devices

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $10,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening devices

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Remodel counter to provide access

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: At exiting side of either door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

Work counters 42" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Shelf or cabinet not accessible

Quantity: JOB

Notes: Shelves higher than 48" high

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Equipment Issue Room 14A

Barrier #: 16J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Corridor V0001

Barrier #: 17A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer

              
Findings:

11 lbf

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Corridor V0001

Barrier #: 17B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace closer or provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Double doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Corridor V0001

Barrier #: 17C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats not secured

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Corridor V0001

Barrier #: 17D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: 2 sets of double doors

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18A

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher forward or side reach exceeds 48"

Rec. Solution: Relocate fire extinguisher

              
Findings:

56" high

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

54" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 119



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

No full length mirror at bench/locker

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Length

Barrier  
Description:

Bench provided at lockers not min. 24" x 48" and affixed to a wall

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

11‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Maneuvering Cl

Barrier  
Description:

No 60" maneuvering clearance provided at locker or bench

Rec. Solution: Provide accessible bench at accessible locker

              
Findings:

60" maneuvering clearance not provided at any bench

Quantity: EACH

Notes: 3285 Small lockers. 597 Half sized lockers. 60 Full sized lockers

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Locker Room 14

Barrier #: 18G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Ratio

Barrier  
Description:

No accessible locker provided in locker room

Rec. Solution: Provide min. 1 accessible locker or 5% overall

              
Findings:

No accessible lockers provided

Quantity: EACH

Notes: 3285 Small lockers. 597 Half sized lockers. 60 Full sized lockers. Provide 165 Small size, 30 Half size, and 
3 Full size accessible lockers

Barrier Severity: 1 Necessary Cost Est $89,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803

As‐built : 198

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19A

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

10.7% ‐ 13.4% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $68,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 340

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19B

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Cross Slope ‐ Existing (>5.0% or more)

Barrier  
Description:

Cross slope exceeds 2.0% (>5.0% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

5.1% cross slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 100

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19C

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

Ramp lacks handrail at both sides

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $10,800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 48

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19D

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Surface Condition ‐ Slip Resistant

Barrier  
Description:

Surface is not slip resistant

Rec. Solution: Replace flooring

              
Findings:

Surface is not slip resistant

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $10,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.4

As‐built : 680

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19E

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Floor/Ground Space

Barrier  
Description:

Floor/Ground Space under fountain not level

Rec. Solution: Demolish and construct level landing or relocate fountain

              
Findings:

Landing slope 9.6%

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.2

As‐built : 50

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19F

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

No alcove or detectable warning provided

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19G

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Manual (Fist)

Barrier  
Description:

Operating mechanism at fountain is not operable with a fist

Rec. Solution: Replace fountain with accessible unit

              
Findings:

Not fist operable

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19H

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Replacement

Barrier  
Description:

Operating mechanism involves more than 5 lbf to operate

Rec. Solution: Replace drinking fountain with accessible unit 

              
Findings:

Needed more than 5 lbf where fountain is not adjustable

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19I

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Spout Location

Barrier  
Description:

Spout not located at max. 5" from rim or max 15" from backsplash

Rec. Solution: Replace fountain with accessible unit

              
Findings:

5" from rim

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19J

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Depth

Barrier  
Description:

Wall/post mounted fountain not min. 18" deep

Rec. Solution: Replace fountain with accessible unit

              
Findings:

13" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.5

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19K

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Spout Location ‐ Standing Persons

Barrier  
Description:

Spout not at 38" to 43" for persons with bending/stooping injuries

Rec. Solution: Replace fountain with accessible "hi‐low" unit

              
Findings:

Wheelchair accessible unit not usable for persons with bending/stooping injuries

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Ramp to Main Locker Room Hall 14

Barrier #: 19L

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Grate in Route

Barrier  
Description:

Grate in walkway has openings that exceed 1/2"

Rec. Solution: Turn round grate or replace grate

              
Findings:

Grate at bottom of ramp has openings larger than 1/2"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes: No handrail extensions

Barrier Severity: 2 Recommended Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes: No handrail extensions

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 129



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Surface Condition ‐ Existing

Barrier  
Description:

Stairway surface is not slip resistant

Rec. Solution: Demolish and construct new stairway

              
Findings:

Slip resistant surface could not be verified

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S2

Barrier #: 20G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Elevator

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a passenger elevator to reach upper floors

              
Findings:

Vertical access not provided between locker room and pool or upper floors

Quantity: JOB

Notes: This elevator  should provide access to the men's locker rooms lowest level,  the pool and shower and 
the spectator area provided for the competitive swimming events.

Barrier Severity: 1 Necessary Cost Est $1,250,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes: No handrail extensions

Barrier Severity: 2 Recommended Cost Est $7,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 32

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 132



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail extensions provided

Quantity: LF

Notes: No handrail extensions

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Surface Condition ‐ Existing

Barrier  
Description:

Stairway surface is not slip resistant

Rec. Solution: Demolish and construct new stairway

              
Findings:

Slip resistant surface could not be verified

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $30,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.4

As‐built : 120

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide an elevator to reach upper floors

              
Findings:

No vertical access from Basement to the first and third floors

Quantity: JOB

Notes: No vertical access from basement to the first and third floors

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S0003

Barrier #: 21H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22A

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Permanent Room/Space

Barrier  
Description:

No sign with raised characters and Braille at permanent room or space with visual sign

Rec. Solution: Provide sign at latch side of entry door, where possible

              
Findings:

Provide accessible sign

Quantity: EACH

Notes: Entry door from pool lacks braille and tactile sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Entry door from pool

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Entry door from pool

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes: Entry door from pool

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door or vision panel in door

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Entry door from pool

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Pool Entry to Men's Locker Room H2

Barrier #: 22F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remove strips

              
Findings:

Passageway blocked by privacy strips may hinder access

Quantity: JOB

Notes: People with visual impairments may become disoriented. People who use wheelchairs may not be able 
to navigate the corridor through the strips

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Stairway S4 to Mechanical Room

Barrier #: 23

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No accessible sign provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

21 lbf

Quantity: EACH

Notes: Entry from Women's Shower Room

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Entry from Women's Shower Room

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes: Entry from Women's Shower Room

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Landing ‐ Existing (4.1% to 4.9%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

4.5% slope at women's locker room entry. Team locker room entry 10.9%

Quantity: SF

Notes: Entry from Women's Shower Room

Barrier Severity: 2 Recommended Cost Est $75,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 600

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

61" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Lane rope storage protrudes 6‐1/2" at 41" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 141



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Wooden shelves protrudes 8‐1/3" at 67‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24H

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Depth

Barrier  
Description:

Bench seat not 20" to 24" deep

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Bench 11" deep

Quantity: EACH

Notes: 5 benches not accessible

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24I

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

No alcove or detectable warning provided

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24J

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Replacement

Barrier  
Description:

Operating mechanism involves more than 5 lbf to operate

Rec. Solution: Replace drinking fountain with accessible unit 

              
Findings:

Needed more than 5 lbf where fountain is not adjustable

Quantity: EACH

Notes: 8 lbf to operate

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 143



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24K

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Depth

Barrier  
Description:

Wall/post mounted fountain not min. 18" deep

Rec. Solution: Replace fountain with accessible unit

              
Findings:

13" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.5

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24L

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Spout Location ‐ Standing Persons

Barrier  
Description:

Spout not at 38" to 43" for persons with bending/stooping injuries

Rec. Solution: Replace fountain with accessible "hi‐low" unit

              
Findings:

Wheelchair accessible unit not usable for persons with bending/stooping injuries

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24M

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Barrier  
Description:

Cross slope exceeds 2.0% (3.1% to 4.0%)

Rec. Solution: Demolish existing and construct new route

              
Findings:

Walkway surrounding pool 2.7% to 4.0% cross slope to drains

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24N

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Slip Resistant

Barrier  
Description:

Surfaces with a slope of 6 percent gradient is not slip‐resistant

Rec. Solution: Provide new walkway

              
Findings:

Walkway surrounding pool does not appear to be slip resistant

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Swimming Pool

Barrier #: 24O

X Coordinate: N/A

Barrier Area: Swimming Pools

Barrier Type: Means of Entry

Barrier  
Description:

Public pool lacks 2 accessible means of entry into pool

Rec. Solution: Provide at least 2 means of entry (lift, sloped entry, etc.)

              
Findings:

No lift or other form of access route provided into the pool

Quantity: JOB

Notes: Pool (305 LF in diameter) has 10" high curb

Barrier Severity: 2 Necessary Cost Est $15,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 1009.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door Threshold (Replace)

Barrier  
Description:

Door/Gate threshold height exceeds 1/2"

Rec. Solution: Provide new door threshold

              
Findings:

Both entry doors 3/4" ‐ 1" high from pool side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Rearrange benches to provide access

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: Blocked by trash can and benches

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" ‐ 54" high

Quantity: EACH

Notes: 2 switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Medicine Cabinet ‐ Reach Range

Barrier  
Description:

Medicine cabinet lacks usable shelf within reach ranges

Rec. Solution: Replace or remount medicine cabinet

              
Findings:

Spill cleanup and PPE kit, first aid kit controls not fist operable. 52" ‐ 63" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Depth

Barrier  
Description:

Bench seat not 20" to 24" deep

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Bench not accessible 11" deep

Quantity: EACH

Notes: 6 benches

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25H

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

1/2" lip in walkway surface within classroom seating area

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 20

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25I

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Reposition desk to provide knee clearance

              
Findings:

24‐1/2" knee clearance

Quantity: EACH

Notes: Instructional desk

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Golf Classroom 28

Barrier #: 25J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26A

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Barrier  
Description:

No connecting accessible route provided

Rec. Solution: Provide additional walkway to connect to existing paths

              
Findings:

No accessible route is connected to walkway

Quantity: LF

Notes: No firm and stable path of travel from classroom to Golf Driving Range

Barrier Severity: 1 Necessary Cost Est $57,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

25 CFR 35.131(i)(2) and 2010 ADAS 206.2.2

As‐built : 230

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26B

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Continuous Surface

Barrier  
Description:

Walkways lack a continuous common surface

Rec. Solution: Provide new walkway surface that is continuous

              
Findings:

Mud path from asphalt to gate

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

25 CFR 35.131(i)(2) and 2010 ADAS 402.2

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26C

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Clear Width

Barrier  
Description:

Walkway is not min. 36" wide

Rec. Solution: Demolish existing and construct new walkway

              
Findings:

28" ‐ 32" clear width at gate opening

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26D

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Clear Width

Barrier  
Description:

Walkway is not min. 36" wide

Rec. Solution: Demolish existing and construct new walkway

              
Findings:

18" clear width at beginning of ramp

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26E

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: Demolish existing and construct new ramp

              
Findings:

13.2% running slope/cross slope in walkway at ramp

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 0

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Demolish existing and construct new walkway

              
Findings:

32" clear width in doorway in multiple areas

Quantity: EACH

Notes: \

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26G

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Surface Condition ‐ Damaged

Barrier  
Description:

Walkway surface is not firm and stable (cracked, broken or loose soil, etc.)

Rec. Solution: Repair surface to make firm and stable

              
Findings:

Ground surface in the range is gravel

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26H

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Connecting Acc Route

Barrier  
Description:

No connecting accessible route provided

Rec. Solution: Provide additional walkway to connect to existing paths

              
Findings:

No accessible route is provided to any of the 11 practice areas

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $25,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

25 CFR 35.131(i)(2) and 2010 ADAS 206.2.2

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26I

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

4" lip at platforms between concrete and gravel in the range

Quantity: LF

Notes: 11 practice areas

Barrier Severity: 1 Necessary Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 12

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exterior Golf Driving Range 32

Barrier #: 26J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Shower Room 21

Barrier #: 27A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

ADA Assessment and Survey 2014 156



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Shower Room 21

Barrier #: 27B

X Coordinate: N/A

Barrier Area: Showers

Barrier Type: Shower Head ‐ Adjustable

Barrier  
Description:

Shower spray unit cannot be used both in a fixed‐position and as a hand‐held shower

Rec. Solution: Remodel shower to provide accessible shower spray unit

              
Findings:

No accessible shower provided

Quantity: JOB

Notes: 34 shower heads in gang shower. Min. 5% should be accessible

Barrier Severity: 2 Recommended Cost Est $70,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.6

As‐built : 140

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Shower Room 21

Barrier #: 27C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Soap dispenser 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Shower Room 21

Barrier #: 27D

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

4" curb in passageway to exit corridor or toilet room

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 12

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher ‐ Side Reach

Barrier  
Description:

Fire extinguisher forward or side reach exceeds 48"

Rec. Solution: Relocate fire extinguisher

              
Findings:

Fire extinguisher cabinet not fist operable and 60" high

Quantity: JOB

Notes: Fire extinguisher cabinet hardware

Barrier Severity: 4 Low Severity Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route through corridor not min. 36"

Rec. Solution: Removed stored items

              
Findings:

Passageway blocked by privacy strips may hinder access

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28F

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Cross Slope ‐ Existing (3.1% to 4.0%)

Barrier  
Description:

Cross slope exceeds 2.0% (3.1% to 4.0%)

Rec. Solution: Demolish existing and construct new route

              
Findings:

3.1% ‐ 3.2% cross slope to drain in corridor

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.3

As‐built : 8

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Tactile Exit Sign at Door

Barrier  
Description:

Ground floor doors that exit directly to the exterior lacks tactile exit sign

Rec. Solution: Provide new sign stating “EXIT” at exiting side of door

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Exit Hallway H0001

Barrier #: 28H

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Repair to remove trip hazard

              
Findings:

4" step at entry door from stairway

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Non‐Accessible Entry

Barrier  
Description:

Sign directing people to accessible entrance needed where all doors are not accessible

Rec. Solution: Provide ISA directional sign with arrow directing people to accessible entrance

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes: Entry door from stairway has 2x 4" steps. Provide ISA directional sign at the door directing people to 
accessible entry door in hall H001

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale is not wheel chair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remodel object or provide detectable warning (wing walls)

              
Findings:

Low hanging ceiling protrudes 32" at 53‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

38‐3/4" high

Quantity: EACH

Notes: Counter in corner

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Ratio

Barrier  
Description:

No accessible locker provided in locker room

Rec. Solution: Provide at least 3 accessible lockers or 5% overall

              
Findings:

No accessible lockers provided

Quantity: EACH

Notes: 59 total lockers

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lockers ‐ Bench Ratio

Barrier  
Description:

No bench in locker or dressing room

Rec. Solution: Provide accessible bench in close proximity to accessble lockers

              
Findings:

Benches in room are not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

No full length mirror at bench/locker

Quantity: EACH

Notes: Fix in QC????

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Sraff Locker Room 20

Barrier #: 29O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Shower Room 20A

Barrier #: 30A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Shower Room 20A

Barrier #: 30B

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Grind or repair to remove trip hazard

              
Findings:

4" curb in walkway surface to shower room

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Shower Room 20A

Barrier #: 30C

X Coordinate: N/A

Barrier Area: Bathing Facilities

Barrier Type: Clothing Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Shower Room 20A

Barrier #: 30D

X Coordinate: N/A

Barrier Area: Showers

Barrier Type: Shower Head ‐ Adjustable

Barrier  
Description:

Shower spray unit cannot be used both in a fixed‐position and as a hand‐held shower

Rec. Solution: Remodel shower to provide accessible shower spray unit

              
Findings:

No accessible shower provided

Quantity: JOB

Notes: 10 showers

Barrier Severity: 2 Recommended Cost Est $30,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 608.6

As‐built : 60

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51‐1/3" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 55" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet involves tight grasping, pinching or twisting of the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 and 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Replace lavatory

              
Findings:

25" knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

53" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Ratio

Barrier  
Description:

No at least one urinal is provided, none are accessible

Rec. Solution: Provide min. 1 urinal in accessible toilet room

              
Findings:

No accessible urinals provided

Quantity: JOB

Notes: 3 urinals

Barrier Severity: 2 Recommended Cost Est $800.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 213.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Flush Controls

Barrier  
Description:

Urinal flush controls not operable with one hand

Rec. Solution: Replace urinal controls where possible or entire urinal

              
Findings:

Foot pedal flush activation

Quantity: JOB

Notes: 3 urinals

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Rim

Barrier  
Description:

Urinal not max. 17" above the floor

Rec. Solution: Replace urinal

              
Findings:

21" high

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Entry ‐ Hinge Approach

Barrier  
Description:

Door with hinge approach corridor (pull side) lacks min. 54" space perpendicular and 42" 
parrellel to door

Rec. Solution: Replace compartment

              
Findings:

36‐1/4" maneuvering clearance perpendicular to door

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2 and Table 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Clear Space

Barrier  
Description:

Water closet clear space not min. 60" measured wall‐to‐wall

Rec. Solution: Provide new stall partition

              
Findings:

36" wide

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $63,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.3.1 and 604.8.1.1

As‐built : 110

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment hinge with adjustable mechanism

              
Findings:

Door not self‐closing

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Staff Restroom 20B

Barrier #: 31N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Faucet

Barrier  
Description:

Lavatory faucet not operable with one hand (fist)

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: JOB

Notes: 2 faucets

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 and 309

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Replace lavatory

              
Findings:

25" knee clearance

Quantity: JOB

Notes: 2 lavatories

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes: 2 lavatories

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

55‐1/2" high

Quantity: EACH

Notes: 2 mirrors

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 55" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Ratio

Barrier  
Description:

No at least one urinal is provided, none are accessible

Rec. Solution: Provide min. 2 accessible urinals (min. 5%)

              
Findings:

No accessible urinals provided

Quantity: JOB

Notes: 21 urinals

Barrier Severity: 2 Recommended Cost Est $1,600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 213.3.3

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Flush Controls

Barrier  
Description:

Urinal flush controls not operable with one hand

Rec. Solution: Replace urinal controls where possible or entire urinal

              
Findings:

Foot pedal flush activation

Quantity: JOB

Notes: 21 urinals

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Rim

Barrier  
Description:

Urinal not max. 17" above the floor

Rec. Solution: Replace urinal

              
Findings:

21" high

Quantity: JOB

Notes: 21 urinals

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 605.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Ambulatory Compartments ‐Ratio

Barrier  
Description:

Where 6 or more stalls are provided, no ambulatory stall is provided

Rec. Solution: Provide ambulatory stall

              
Findings:

No semi‐ambulatory stall provided

Quantity: JOB

Notes: 11 stalls are provided

Barrier Severity: 2 Recommended Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 213.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Stall Door Closer

Barrier  
Description:

Stall door not equipped with an automatic closing device

Rec. Solution: Replace compartment hinge with adjustable mechanism

              
Findings:

Door not self‐closing

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $1,650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Transfer ‐ Floor‐mounted

Barrier  
Description:

Min. 60" wide x 59" deep clear floor space not provided at floor‐mounted fixture

Rec. Solution: Remodel to provide front transfer space

              
Findings:

1/2" lip in on floor inside transfer space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

14" from wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32P

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar does not extend min. 54" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

51" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32Q

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Centerline

Barrier  
Description:

Water closet centerline not between 16" and 18" O. C.

Rec. Solution: Relocate water closet

              
Findings:

18‐1/2" on center

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32R

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Paper Dispenser

Barrier  
Description:

Toilet tissue dispenser not easily reachable from toilet seat

Rec. Solution: Reposition or  replace toilet paper dispenser

              
Findings:

42" from rear wall

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32S

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Water closet blocks seat cover dispenser clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Basement ‐ Men's Student Restroom 23

Barrier #: 32T

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 5

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Ramp

Barrier  
Description:

Door leading into an exit ramp lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT RAMP DOWN (or UP)” at exit side of ramp

              
Findings:

Door to exit ramp with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Lobby Info Sign

Barrier  
Description:

No lobby informational sign with location of accessible elements

Rec. Solution: Provide lobby informational sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Entry Hallway H105

Barrier #: 33G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

62" high

Quantity: EACH

Notes: Device not accessible at 62" high

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Wheelchair Access Lift E101

Barrier #: 34A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Change Swing

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Wheelchair Access Lift E101

Barrier #: 34B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Replace controls at wheelchair lift to allow people who enter to use it without assistance

              
Findings:

Lift does not provide unassisted operation

Quantity: JOB

Notes: No sign indicating location of keys or contact info for assistance at either entry point.

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Wheelchair Access Lift E101

Barrier #: 34C

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Ramp Landing ‐ New Construction

Barrier  
Description:

Landing is not level

Rec. Solution: Demolish existing and construct lift pit to establish level landing

              
Findings:

Ramp to lift 31‐1/5" long with 6.2% slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $8,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.7

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway H105 to H104

Barrier #: 35A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway H105 to H104

Barrier #: 35B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

31" handrail grip height on one side

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $3,150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 14

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway H105 to H104

Barrier #: 35C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Inner extension not min 12"

Quantity: LF

Notes: Bottom inner extension not min. C) 12" on both sides.

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway H105 to H104

Barrier #: 35D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/3" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Hanging flyers 61" ‐ 64" high

Quantity: EACH

Notes: Advertisements for Graduate Studies Positions

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Permanent Room/Space

Barrier  
Description:

No sign with raised characters and Braille at permanent room or space with visual sign

Rec. Solution: Provide sign at latch side of entry door, where possible

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.1

As‐built : 7

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Fire extinguisher protrudes 5‐1/2" at 30‐1/2" high

Quantity: EACH

Notes: Move to place leading edge below 27" high

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Hanging flyer holder 55‐3/4" ‐ 63" high

Quantity: EACH

Notes: 2 holders

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

22 lbf

Quantity: EACH

Notes: Exit Door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36G

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Exit Door

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes: Exit Door

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36I

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 55‐3/4" high at exit Door

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36J

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes: Exit Door

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36K

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: Exit Door

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H104

Barrier #: 36L

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Conference Room ‐ Office 218

Barrier #: 37A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Main Entry and Room 214A

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Conference Room ‐ Office 218

Barrier #: 37B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Conference Room ‐ Office 218

Barrier #: 37C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐7/8" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Conference Room ‐ Office 218

Barrier #: 37D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Hook on front of door 72" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Conference Room ‐ Office 218

Barrier #: 37E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Double doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stops or other element at bottom of doors at push side

              
Findings:

Door stops at bottom of doors can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $150.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Medicine Cabinet ‐ Reach Range

Barrier  
Description:

Medicine cabinet lacks usable shelf within reach ranges

Rec. Solution: Replace or remount medicine cabinet

              
Findings:

51‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $325.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Medicine Cabinet ‐ Clear Space

Barrier  
Description:

No clear floor space 30" by 48" to allow forward or side approach

Rec. Solution: Replace or remount medicine cabinet

              
Findings:

Trash container and fan block medicine cabinet clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Mail boxes not accessible

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route through corridor not min. 36"

Rec. Solution: Rearrange furniture to provide access

              
Findings:

Path to sink around table and to copier 26" ‐ 30" wide

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink Faucet ‐ Operation

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 and 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

7‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath sink

Rec. Solution: Provide min. 3 ft of accessible counter at each type of workstation in room

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Outlet located over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38P

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ High Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 48" high for side reach

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Mechanism not fist operable and 52" ‐ 63" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38Q

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

26‐1/2" knee clearance

Quantity: EACH

Notes: 3 PC desks

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38R

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

Wooden work counter 36‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Work Room 221

Barrier #: 38S

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Door, sliding/folding door or gate clear width is not min. 32"

Rec. Solution: Remodel to provide access

              
Findings:

Door does not swing open to 90 degrees ‐ blocked by movable shelving unit; clear width 28"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove shelves to provide maneuvering clearance

              
Findings:

Shelves block strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

1" ‐ 11‐1/2" high

Quantity: EACH

Notes: For power strip and outlet

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

64" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Provide min. one accessible desk

              
Findings:

24‐1/2" high and 19‐1/2” ‐ 24‐1/2" wide knee clearance

Quantity: EACH

Notes: Two desks

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39I

X Coordinate: N/A

Barrier Area: Turning Space

Barrier Type: Circular Turning Space ‐ Min. 60"

Barrier  
Description:

Circular turning space not minimum of 60" in diameter (including toe/knee space)

Rec. Solution: Remodel to provide access

              
Findings:

60" turning space blocked by whiteboard stand and desk chairs

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Grad Student Office 223D

Barrier #: 39J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Entry and doors to rooms 223A ‐ 233D

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 5

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

29‐1/4" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible group table

              
Findings:

25‐1/2" knee clearance at center tables

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible individual table

              
Findings:

22" wide knee clearance at round table

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible desk or workstation of each tye

              
Findings:

25‐5/8" knee clearance at PC workstations

Quantity: EACH

Notes: 3 PC stations

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible desk or workstation of each type

              
Findings:

25‐1/2" knee clearance at video workstation

Quantity: EACH

Notes: Video Workstation

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Refrigerator placed on table 27" deep

Quantity: EACH

Notes: Video Workstation

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Sports Psychology Lab 223

Barrier #: 40K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

ADA Assessment and Survey 2014 224



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

72" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

25" knee clearance

Quantity: EACH

Notes: Desk on left is 43" high and has no knee clearance. 2 desks and none accessible

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 223A

Barrier #: 41G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

23" ‐ 25" knee clearance

Quantity: EACH

Notes: 2 desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 232

Barrier #: 42F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

72" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

25" knee clearance

Quantity: EACH

Notes: 2 desks. None are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 230

Barrier #: 43G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44A

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Lobby Info Sign

Barrier  
Description:

No lobby informational sign with location of accessible elements

Rec. Solution: Provide lobby informational sign

              
Findings:

Provide accessible sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44B

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Move drinking fountain and provide detectable warnings

              
Findings:

No alcove or detectable warning provided. Fountain located next to doors could result in injury

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 10

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44C

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler water flow

Barrier  
Description:

Water flow from bubbler not min. 4" high

Rec. Solution: Adjust drinking fountain to provide min. 4" high water flow

              
Findings:

2" high water flow from bubbler

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: ISA at Non‐Acc Fountain

Barrier  
Description:

Non‐accessible fountain lacks ISA directional sign

Rec. Solution: Provide ISA directional sign to accessible fountain

              
Findings:

No directional signage provided indicating location of high fountain in corridor

Quantity: EACH

Notes: High‐Low fountain located near restrooms

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11‐1/2" high

Quantity: EACH

Notes: Multiple locations

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 205.1 & 309.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Forward Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Telephone 62" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Pull ‐ Operation

Barrier  
Description:

Fire pull has no fist operable hardware

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $10,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Pull ‐ Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

62" high

Quantity: EACH

Notes: Devices not accessible at 62" high

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Fire extinguisher protrudes 5‐1/2" at 28" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes: High‐Low fountain located near restrooms

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44K

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

No alcove or detectable warning provided

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44L

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Knee Clearance

Barrier  
Description:

Knee clearance under fountain not min. 27" high

Rec. Solution: Remount existing drinking fountain

              
Findings:

26" high knee clearance at low fountain

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Central Hallway H102

Barrier #: 44M

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobes in common use area

              
Findings:

No strobes where horns are provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $11,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Entry doors at 129, 129A and 131. Classroom has 2 entry doors and a storage room is located within 
the classroom (131)

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door Mat ‐ Non‐Recessed

Barrier  
Description:

Doormat not anchored to floor (trip hazard)

Rec. Solution: Replace doormat or anchor existing

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

53" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Hand sanitizer 49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks not accessible

Rec. Solution: Provide at least 2 accessible desks

              
Findings:

At least 2 accessible desks not provided

Quantity: EACH

Notes: 30 desks and none are accessible

Barrier Severity: 3 Hindrance Cost Est $1,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

ADA Assessment and Survey 2014 243



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

20‐1/2" ‐ 25" knee clearance at treatment tables

Quantity: EACH

Notes: 10 treatment tables and none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Workstation ‐ Surface Max. 34"

Barrier  
Description:

Workstation surface height exceeds 34" high

Rec. Solution: Replace workstation or provide alternative accessible workstation

              
Findings:

38" ‐ 38‐1/2" high workstation surface

Quantity: EACH

Notes: 2 work counters. Neither is accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at table

Rec. Solution: Move stored objects

              
Findings:

Table blocks clear floor space at Instructional desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45J

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" ‐ 26" knee clearance

Quantity: EACH

Notes: 3 display tables for anatomical models and none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes: Multiple outlets

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 205.1 & 309.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 129/131

Barrier #: 45L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Multiple outlets

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move desk/table to provide access

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Provide min. 2 accessible desks

              
Findings:

Desks have no knee clearance

Quantity: EACH

Notes: 35 total desks in room. Table in front of classroom facing wall could be an accessible desk but it is used 
for displays, not seating

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Podium  ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible podium

              
Findings:

43" high

Quantity: SF

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 504.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 127

Barrier #: 46G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H101

Barrier #: 47A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H101

Barrier #: 47B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Doormat

Barrier  
Description:

Secure exiting doormat or replace

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H101

Barrier #: 47C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Non‐Accessible Entry

Barrier  
Description:

Sign directing people to accessible entrance needed where all doors are not accessible

Rec. Solution: Provide ISA directional sign with arrow directing people to accessible entrance

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes: Either alter to provide access or provide ISA directional sign to alternate men's locker room entry.

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes: Entry from main corridor, double doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Entry from main Corridor, double doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 58" high. Double doors

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Door Clear Width

Barrier  
Description:

Stairway door clear width is not min. 32"

Rec. Solution: Replace door and frame

              
Findings:

27‐1/2" clear width

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Exit Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: Entry door to main corridor

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

ADA Assessment and Survey 2014 254



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Discharge

Barrier  
Description:

Tactile stairway signage not provided to indicate discharge level

Rec. Solution: Provide sign indicating stair level and discharge level (raised star) where applicable

              
Findings:

No tactile discharge level sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48J

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes: Room 136

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48K

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes: Wall sign for men's locker room entry in corridor painted on wall. No ISA or braille/tactile info

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48L

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing  closer

              
Findings:

18 lbf

Quantity: EACH

Notes: Intermediate Landing to Third Floor. Double doors do no lead to accessible route

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48M

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Intermediate Landing to Third Floor. Double doors do no lead to accessible route

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48N

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 47" high. Intermediate Landing to Third Floor. Double doors

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S103

Barrier #: 48O

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: Blocked by wall

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale is not wheel chair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" knee clearance

Quantity: EACH

Notes: 6 treatment tables and none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Passageway is not min. 36" wide

Rec. Solution: Rearrange equipment to provide access

              
Findings:

Circulation route to sink blocked by equipment not min. 36"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink Faucet ‐ Operation

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 and 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

36‐1/2" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

7‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath sink

Rec. Solution: Provide min. 3 ft of accessible counter at each type of workstation in room

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Soap dispenser and paper towel dispenser located over sink counter 36‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 134

Barrier #: 49P

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes: Entry door from side corridor

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Entry door from side corridor

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes: Entry door from side corridor

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device and move desk

              
Findings:

4" strike edge clearance

Quantity: EACH

Notes: Entry door from side corridor

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door Clear Width ‐ Min. 32"

Barrier  
Description:

Door clear width is not min. 32"

Rec. Solution: Replace door/gate and frame

              
Findings:

29‐1/2" clear width

Quantity: EACH

Notes: Entry door from side corridor

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Reduce counter depth when remodeling

              
Findings:

31" wide circulation route

Quantity: LF

Notes: Clear width 31" between pipe and counter

Barrier Severity: 1 Necessary Cost Est $2,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 20

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Counter ‐ Surface

Barrier  
Description:

Counter surface height exceeds 34" high

Rec. Solution: Replace or provide alternative accessible and integrated counter

              
Findings:

35‐1/2" high

Quantity: EACH

Notes: No accessible counter provided

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace counter. Flip‐up counters, adjacent tables and similar devices not permitted

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink Faucet ‐ Operation

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 and 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition existing sink or provide additional sink for use in area

              
Findings:

37" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,110.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50N

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

7‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 30" wide and 8" deep at 27" high with 11" depth at 9" high

Rec. Solution: Provide min. 3 ft of accessible counter at each type of workstation in room

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50P

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (≤10")

Barrier  
Description:

Control or mechanism over an obstruction max. 34" high located above 48"

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Paper towel and soap dispenser located over sink counter 37" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50Q

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Clear Floor Space

Barrier  
Description:

Clear floor space for wheelchair not provided at control or mechanism

Rec. Solution: Remodel area to provide wheelchair space at control or mechanism

              
Findings:

Instructional desk blocks tables clear floor space

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50R

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Sharp Surfaces

Barrier  
Description:

Desk has sharp or abrasive surfaces on edge, apron or underside

Rec. Solution: Replace desk

              
Findings:

Sharp surfaces may come into contact with legs of persons with mobility impairments

Quantity: JOB

Notes: Instructional desk is adjustable with tools but has sharp surfaces with knee clearance

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 804.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50S

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 46" high from floor

Quantity: EACH

Notes: Whiteboard and chalkboard

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard and 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50T

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Clear Floor Space ‐ Stored Elements

Barrier  
Description:

Clear floor space for wheelchair not provided at control or mechanism

Rec. Solution: Move stored items

              
Findings:

Desks block chalkboard clear floor space

Quantity: JOB

Notes: Chalkboard

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 130

Barrier #: 50U

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Fire extinguisher protrudes 5‐1/2" at 27‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $2,700.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 12

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51D

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a wheelchair lift to reach upper floors

              
Findings:

No vertical access to spectator seating at pool

Quantity: JOB

Notes: Install incline platform lift

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H103

Barrier #: 51F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Strobe

Barrier  
Description:

No strobe provided in corridor where horn is provided where fire alarm exists in building

Rec. Solution: Provide strobe in common use area

              
Findings:

No strobe where horn is provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Door, sliding/folding door or gate clear width is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

27" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Depth

Barrier  
Description:

Bench seat not 20" to 24" deep

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Bench not accessible 11‐1/2" deep

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Grip

Barrier  
Description:

Handrail diameter (OD) or gripping surface not between 1‐1/4" to 2" or non circular 4" to 4.8"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

10" circumference handrail grip

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $3,600.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.7

As‐built : 16

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Bottom handrail extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Handrail extensions start on stair tread

Quantity: LF

Notes: Handrail Extensions start on stair tread

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension does not extend horizontally above the landing for min. 12" beginning 
above the first riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes: Handrail Extensions start on stair tread

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $35.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a wheelchair lift to reach upper floors

              
Findings:

No vertical access to asssembly seating area

Quantity: JOB

Notes: Provide accessible seating within level balcony area equal to 1% of existing seating

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52J

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Bleachers

Barrier  
Description:

Where 51 to 300 seats exist, 4 wheelchair companion seats not provided

Rec. Solution: Redesign seating to provide access. Ensure that min. 4 accessible seats are provided

              
Findings:

No accessible seating provided in balcony spectator area

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $50,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 221.2.1

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Pool Spectator Seating 128

Barrier #: 52K

X Coordinate: N/A

Barrier Area: Assembly Areas

Barrier Type: Permanent Assistive Listening System

Barrier  
Description:

No assistive listening system for room with more than 50 seats

Rec. Solution: Provide accessible system

              
Findings:

No system provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 219.3 & 706.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

38" high

Quantity: EACH

Notes: Staff student work counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Retail items hanging and on shelves higher than 48" high

Quantity: EACH

Notes: Provide assistance

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables.

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

42‐1/2" high

Quantity: EACH

Notes: Reception Counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

72" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

43‐1/4" high

Quantity: EACH

Notes: Work counter behind service counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high

Quantity: EACH

Notes: Student/staff counter

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Kid Spirit 125

Barrier #: 53J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Entry door and 5 office doors

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 6

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 48" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Flyer holder at 60" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new passageway

              
Findings:

26" wide circulation route to blood pressure machine

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Bench ‐ Seat Height/Depth

Barrier  
Description:

Bench seat not 20" to 24" deep and height not 17" to 19" above ground

Rec. Solution: Provide min. one accessible bench in corridor

              
Findings:

Bench at Bbood pressure machine not accessible

Quantity: EACH

Notes: Blood pressure machine // Bench not accessible

Barrier Severity: 3 Hindrance Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 903.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

38" high

Quantity: EACH

Notes: 2 counters

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

23‐1/2" knee clearance

Quantity: EACH

Notes: PC station

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table

              
Findings:

48" high

Quantity: EACH

Notes: Fax machine table

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Mailboxes and shelves not all max 48" high

Quantity: EACH

Notes: Provide assistance in 2 locations

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Staff Office 123

Barrier #: 54K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance to fan or bookcase

Quantity: EACH

Notes: Blocked by fan ‐ Bookcase at 15‐1/2"

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" ‐ 26‐1/2" knee clearance

Quantity: EACH

Notes: 3 tables in front section of room and none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36" (Stored Item)

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Removed stored items

              
Findings:

26" ‐ 29" wide circulation route

Quantity: JOB

Notes: Passageway 26" to 29" in multiple instances

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55K

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Workstation ‐ Surface Max. 34"

Barrier  
Description:

Workstation surface height exceeds 34" high

Rec. Solution: Replace workstation or provide alternative accessible workstation

              
Findings:

38" high workstation surface

Quantity: EACH

Notes: PC Station

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55L

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Workstation ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Reposition workstation to provide knee clearance

              
Findings:

26‐1/2" knee clearance

Quantity: EACH

Notes: PC Station

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55M

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high or provide assistance

              
Findings:

Cubbyholes not all max 48" high

Quantity: EACH

Notes: Provide assistance in several locations

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes: Multiple locations

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 128

Barrier #: 55O

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56A

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

At interior or exterior location, no tactile characters at sign identifying permanent rooms and 
spaces

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

9 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath desk

Rec. Solution: Reposition desk to provide knee clearance

              
Findings:

24‐3/4" knee clearance

Quantity: EACH

Notes: 6 work desks and none are accessible

Barrier Severity: 1 Necessary Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56H

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 45‐1/2" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard and 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 205.1 & 309.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Classroom 124

Barrier #: 56J

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 57A

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Sign ‐ Location

Barrier  
Description:

Braille/Tactile sign not mounted between 48" and 60" from floor

Rec. Solution: Relocate sign or replace

              
Findings:

68" high

Quantity: EACH

Notes: Also, sign containing Braille/tactile info located on a door, braille not 3/8" and max. 1/2" directly below 
the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 57B

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Sign ‐ ISA at Accessible Restroom

Barrier  
Description:

No ISA symbol on wall sign posted at accessible toilet room

Rec. Solution: Provide ISA symbol on restroom wall sign

              
Findings:

No ISA symbol

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.8

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" into circulation path

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

Metal brace under counter blocks knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Urinal ‐ Alcove

Barrier  
Description:

Urinal located in alcove lacks at least 36" clear width in alcove more than 24" deep

Rec. Solution: Remove screen or relocate to provide access

              
Findings:

27‐1/2" wide

Quantity: SF

Notes: Urinal screen is unstable

Barrier Severity: 2 Recommended Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.7.1

As‐built : 10

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Outside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Compartment door hardware involves user to grasp or twist to operate

Rec. Solution: Provide hardware

              
Findings:

Privacy latch not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Grab Bars

Barrier  
Description:

Grab bars not secure or cannot bear min. 250 N of force

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

Side grab mounted to stall wall

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5 and 609.8

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Men's Restroom 124A

Barrier #: 58M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Water closet blocks seat cover dispenser clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59A

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Sign ‐ Location

Barrier  
Description:

Braille/Tactile/Pictogram sign not mounted between 48" and 60" from floor

Rec. Solution: Relocate sign or replace

              
Findings:

68" high

Quantity: EACH

Notes: Also, sign containing Braille/tactile info located on a door, braille not 3/8" and max. 1/2" directly below 
the tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59B

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Sign ‐ ISA at Accessible Restroom

Barrier  
Description:

No ISA symbol on wall sign posted at accessible toilet room

Rec. Solution: Provide ISA symbol on restroom wall sign

              
Findings:

No ISA symbol

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.8

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

23 lbf

Quantity: EACH

Notes: Door sticks in frame

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes: Door sticks in frame

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

Brace supports encroaches into knee clearance. 14" wide and 12‐1/2" on center at second 
fixture

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes: 2 of 2

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Feminine product dispenser protrudes 6‐1/2" at 43" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Stall ‐ Door Hardware

Barrier  
Description:

Inside of compartment door lacks a loop or U‐pull below latch

Rec. Solution: Provide hardware

              
Findings:

No U‐pull provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook in new location

              
Findings:

66" inside stall and 68" outer stall wall

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Paper Dispenser

Barrier  
Description:

Toilet tissue dispenser not within 7" to 9" from front edge of toilet

Rec. Solution: Reposition or  replace toilet paper dispenser

              
Findings:

Both rolls not within 7" to 9" from rim

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Women's Restroom 124B

Barrier #: 59K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Water closet blocks seat cover dispenser clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H106

Barrier #: 60A

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H106

Barrier #: 60B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Hallway H106

Barrier #: 60C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway to Faculty Office 121

Barrier #: 61

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Lift

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a wheelchair lift to reach upper floors

              
Findings:

No vertical access provided to faculty offices and meeting areas in upper west wing

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $16,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Replace hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door or vision panel in door

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 55‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Electrical Switches ‐ High Unobstructed

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Sign ‐ Permanent Room/Space

Barrier  
Description:

No sign with raised characters and Braille at permanent room or space with visual sign

Rec. Solution: Provide sign at latch side of entry door, where possible

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Rooms 121F and 121G

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

26‐1/2" knee clearance at PC Station and 25" knee clearance at other desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Pencil sharpener 54" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Mailbox protrudes 8" at 43" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Mailbox ‐ High Reach Range

Barrier  
Description:

Mailbox opening is above 48" high

Rec. Solution: Relocate to provide opening at max. 48" high

              
Findings:

Mail boxes 44" deep

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Faculty Office Corridor 121

Barrier #: 62I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in corridor where fire alarm exists in building

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121A

Barrier #: 63A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121A

Barrier #: 63B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121A

Barrier #: 63C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

30" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121A

Barrier #: 63D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide accessible desk or workstation

              
Findings:

25" and 26" knee clearance

Quantity: EACH

Notes: 2 desks and none are accessible

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121A

Barrier #: 63E

X Coordinate: N/A

Barrier Area: Classroom

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in common use area

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121B

Barrier #: 64A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121B

Barrier #: 64B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121B

Barrier #: 64C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

30" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121B

Barrier #: 64D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Chair blocks shelves clear floor space at light switch and entry door

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121B

Barrier #: 64E

X Coordinate: N/A

Barrier Area: Classroom

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in common use area

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121C

Barrier #: 65A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121C

Barrier #: 65B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121C

Barrier #: 65C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

30" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121C

Barrier #: 65D

X Coordinate: N/A

Barrier Area: Classroom

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in common use area

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121D

Barrier #: 66A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121D

Barrier #: 66B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

ADA Assessment and Survey 2014 335



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121D

Barrier #: 66C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

30" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121D

Barrier #: 66D

X Coordinate: N/A

Barrier Area: Classroom

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in common use area

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121E

Barrier #: 67A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121E

Barrier #: 67B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121E

Barrier #: 67C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

30" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121E

Barrier #: 67D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move stored items at control or mechanism

              
Findings:

Chairs block clear floor space

Quantity: JOB

Notes: They reduce door clear width to 23"

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Graduate Student Office 121E

Barrier #: 67E

X Coordinate: N/A

Barrier Area: Classroom

Barrier Type: Horn/Strobe Device

Barrier  
Description:

No horn or strobe in common use area

Rec. Solution: Provide horn/strobe in common use area

              
Findings:

No horn/strobe provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer

              
Findings:

18 lbf

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace closer or provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes: Double doors

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 58" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame at first floor and third floor

              
Findings:

29" clear width at one door leaf

Quantity: EACH

Notes: Double doors

Barrier Severity: 1 Necessary Cost Est $9,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 4

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/4" without bevel

Barrier  
Description:

Door/Gate threshold exceeds 1/4" in height without a bevel

Rec. Solution: Provide new door threshold

              
Findings:

Threshold damage and warped on inside landing

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign on first or third floor 
landings

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Discharge

Barrier  
Description:

Tactile stairway signage not provided to indicate discharge level

Rec. Solution: Provide sign indicating stair level and discharge level (raised star) where applicable

              
Findings:

No tactile discharge level sign on first floor or level sign on third floor

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove or relocate protruding elements out of pedestrian way

              
Findings:

Defibrillator protrudes 6" at 51" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68J

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Remove or relocate protruding elements out of pedestrian way

              
Findings:

AED device sign protrudes 6" at 78" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68K

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Stairway S101

Barrier #: 68L

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Elevator

Barrier  
Description:

No form of vertical access provided at stairway to reach upper floors

Rec. Solution: Provide a passenger elevator between basement and floor 3

              
Findings:

Vertical access not provided between floor 1 and 3

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

Signs provided not accessible

Quantity: EACH

Notes: Main entry and room 200A

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

6 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

ADA Assessment and Survey 2014 346



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: At 60‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door 10" Bottom Surface ‐ Door Stop

Barrier  
Description:

Door stop interrupts min. 10" smooth bottom surface

Rec. Solution: Remove door stop or other element at bottom of door at push side

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.10

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Push Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 12" clearance at push side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

ADA Assessment and Survey 2014 348



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ High Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 48" high for side reach

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Mechanism not fist operable and 62" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

56" high

Quantity: EACH

Notes: 18 coat hooks

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

ADA Assessment and Survey 2014 349



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Hand sanitizer 53" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Exercise equipment stored above max 48" high

Quantity: EACH

Notes: Provide assistance

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

11" high

Quantity: EACH

Notes: Multiple locations

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69M

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: Door to exterior exit stairway. See barrier No. 1224

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 1 ‐ Dance Room 200

Barrier #: 69N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobe in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S301

Barrier #: 70A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S301

Barrier #: 70B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S301

Barrier #: 70C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

2‐1/2" lip at door threshold

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 4

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49" and 60" high

Quantity: EACH

Notes: 2 of 2 switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 65" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Equipment hooks 72" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Fan switch 76" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Hand sanitizer 57" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Medicine Cabinet ‐ Reach Range

Barrier  
Description:

Medicine cabinet lacks usable shelf within reach ranges

Rec. Solution: Replace or remount medicine cabinet

              
Findings:

Mechanism not fist operable and 65" high

Quantity: EACH

Notes: Spill clean‐up kit

Barrier Severity: 2 Recommended Cost Est $325.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71J

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Repair to remove trip hazard along edge of exersize mats

              
Findings:

1" lip at plywood threshold to dispensers and free weights

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 20

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71K

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Ratio

Barrier  
Description:

No accessible fountain provided in area of alterations

Rec. Solution: Provide accessible hi‐low fountain

              
Findings:

Drinking fountains (spitoons) are not wheelchair accessible

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 202.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71L

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Manual (Fist)

Barrier  
Description:

Operating mechanism at fountain is not operable with a fist

Rec. Solution: Replace fountain with accessible unit

              
Findings:

Not fist operable

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71M

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Replacement

Barrier  
Description:

Operating mechanism involves more than 5 lbf to operate

Rec. Solution: Replace drinking fountain with accessible unit 

              
Findings:

Needed more than 5 lbf where fountain is not adjustable

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71N

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler water flow

Barrier  
Description:

Water flow from bubbler not min. 4" high

Rec. Solution: Adjust drinking fountain to provide min. 4" high water flow

              
Findings:

1" high water flow from bubbler

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

ADA Assessment and Survey 2014 360



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71O

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler height

Barrier  
Description:

Bubbler not located within 5" of front rim of fountain

Rec. Solution: Replace fountain with accessible unit

              
Findings:

Flow not within 5" of fountain edge

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.6

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71P

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Knee Clearance

Barrier  
Description:

Knee clearance under fountain not min. 27" high

Rec. Solution: Replace drinking fountain with accessible unit or remount existing

              
Findings:

No knee clearance

Quantity: EACH

Notes: Fountain is recessed

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71Q

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Lockers ‐ Ratio

Barrier  
Description:

No accessible locker provided in locker room

Rec. Solution: Provide min. 1 accessible locker or 5% overall

              
Findings:

No accessible lockers provided

Quantity: EACH

Notes: 4 lockers

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 803

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71R

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

25" between storage cabinet and counter

Quantity: SF

Notes: 25" between storage cabinet and counter

Barrier Severity: 2 Recommended Cost Est $19,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 110

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

ADA Assessment and Survey 2014 362



OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71S

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

34" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71T

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Shelf or cabinet not accessible

Quantity: JOB

Notes: Cabinets higher than 48" ‐ provide assistance

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71U

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Pull

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71V

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Pull

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

60" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71W

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 301

Barrier #: 71X

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn provided with strobe

Rec. Solution: Provide horn device with strobe device

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 300

Barrier #: 72A

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Hi‐Low Unit

Barrier  
Description:

No hi‐low drinking fountain provided on each floor of building

Rec. Solution: Provide min. one hi‐low fountain on each floor

              
Findings:

3 spitoons but no drinking fountains provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 211.2 and 602.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 300

Barrier #: 72B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn provided with strobe

Rec. Solution: Provide horn devices with strobe devices

              
Findings:

No device provided

Quantity: EACH

Notes: One horn provided without a strobe

Barrier Severity: 1 Necessary Cost Est $22,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S303

Barrier #: 73A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 and Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S303

Barrier #: 73B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Stairway S303

Barrier #: 73C

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

Sign provided not accessible

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49" ‐ 60" high

Quantity: EACH

Notes: 2 switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 65" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

Kitchenette counter 36" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

7" deep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 30" wide and 8" deep at 27" high with 11" depth at 9" high

Rec. Solution: Provide min. 3 ft of accessible counter at each type of workstation in room

              
Findings:

No knee clearance

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 and 306

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74G

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Spout Location

Barrier  
Description:

Spout not located at max. 5" from rim or max 15" from backsplash

Rec. Solution: Replace fountain with accessible unit

              
Findings:

8" from rim

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74H

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler height

Barrier  
Description:

Bubbler height exceeds 36"

Rec. Solution: Replace drinking fountain with accessible unit or remount existing

              
Findings:

41" bubbler height

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74I

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Knee Clearance

Barrier  
Description:

Knee clearance under fountain not min. 27" high

Rec. Solution: Replace drinking fountain with accessible unit or remount existing

              
Findings:

No knee clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Shelf or cabinet not accessible

Quantity: JOB

Notes: Cubby holes higher than 48. Provide assistance.

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74K

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange seating to provide access

              
Findings:

No wheelchair accessible seating in spectator area

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ High Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 48" high for side reach

Rec. Solution: Relocate control or mechanism to max. 48" high

              
Findings:

Mechanism not fist operable and 72" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74N

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Fan switch 60" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74O

X Coordinate: N/A

Barrier Area: Walkways

Barrier Type: Abrupt Change in Level

Barrier  
Description:

Change in level greater than 1/2" in walkway

Rec. Solution: Repair to remove trip hazard along edge of exersize mats

              
Findings:

6" steps onto gymnastics practice surface

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $10,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 40

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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OSU ‐ LANGTON HALL

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74P

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6

Field Date:  2/17/2014 Report Date 2/24/2014

Location: Floor 3 ‐ Athletic Activity Area 310

Barrier #: 74Q

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn provided with strobe

Rec. Solution: Provide horn device with strobe device

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Langton Hall

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 6
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COST ESTIMATE SUMMARY



SUMMARY REPORT

Cost Estimate Total $4,013,310.00

Cost Estimate ‐ Priority 1: $344,425.00

Cost Estimate ‐ Priority 2: $555,120.00

Cost Estimate ‐ Priority 3: $3,113,765.00

% of Total Cost Estimate: 8.58%

% of Total Cost Estimate: 13.83%

% of Total Cost Estimate: 77.59%
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