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Re: ADA Accessibility Survey and Assessment – Plageman Student Health Center 

 

 

 

 

Dear Angelo, 

 

We are pleased to submit this report for the Plageman Student Health Center. This report is part 

of our project to provide a Campus Accessibility Survey and Assessment for Oregon State 

University. It is our hope that this report w ill assist OSU in improving access to people w ith 

disabilities to campus facilities.  

 

SZS has been pleased to be a part of this effort to evaluate campus buildings using federal and 

state statutes and regulations, as w ell as universal design principles in order to create 

performance standards that w ill guide design, construction and maintenance on campus.  

 

We look forw ard to discussing our f indings w ith your team.  

 

 

 

 

Regards, 

 

 
 

Syroun Z. Sanossian, Principal        

SZS Consulting Group LLC 
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1. EXECUTIVE SUMMARY OF FINDINGS 

The field investigation for the interior spaces began on July 18, 2014. The exterior site 

elements w ere assessed originally as part of the pedestrian facilities assessment in June- 

September 2011 and are included as an essential part of this report. Images of each 

physical element identif ied in this report w ere captured in HD digital photos w hile manual 

measurements w ere taken to establish as-built conditions to facilitate the process of cost 

estimating. Digital photographs are provided w ithin the report for each barrier to access , to 

facilitate the review  of the data collected. We have found that technical data can be diff icult 

to interpret w ithout a visual component; the photos provide a clear connection betw een the 
technical data and each barrier to access.  

Plageman Student Health Center is a historic structure and many barriers to access w ere 

identif ied in the building. That is quite typical, as barriers to access exist in virtually every 
building, w hether new  or existing.  

No “perfect” building exists in the real w orld. 

This ADA Assessment and Survey report is intended to not only identify barriers to access, 

but to provide solutions. The basis for this ADA Assessment and Survey process is the 

underlying desire on the part of OSU to improve access by relying on higher standards than 

the minimum requirements in state and federal building codes. SZS intends to provide the 

information in this report in a clear and easy to understand format. The information in this 

report is compiled for use by designated OSU staff and other interested persons, so the 

content is designed to be understood by professionals and laymen alike.  

The findings presented are both narrative and technical in nature; barriers to access 
identif ied during the f ield investigation process are documented in tw o w ays; 

1. Narrative Analysis: The analysis of f indings is contained in an executive summary in a  

narrative form that not only describes each type of barrier identif ied but also provides a 

discussion that analyses the functionality of physical elements. We also provide the 

reasoning and research behind the identif ication of barriers that conflict w ith universal 

design principles. This analysis may be accompanied by digital photographs or 
diagrams, w here applicable.  

NOTE: Understanding building function and usage is essential w hen interpreting the 
f indings held in this report. The narrative is intended to facilitate this process. 

2. Barrier Data Records: Individual barriers to access are entered into the SZS database 

so that technical information on the barriers can be provided as barrier data records. 

These barrier data records include digital photographs of each barrier identif ied, code 

references that determine the barrier to access, as-built measurements, barrier severity 

ratings, budgetary cost estimates, recommended solutions for barrier removal and a 

priority for barrier removal. The information is formatted w ith tw o barriers on each report 

page.  

In order to consolidate the report data, some of the more typical barriers found in multiple 

locations have been grouped w ithin the barrier data records w ith a description of the 

locations in w hich they w ere found.  
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A. Pedestrian Facilities and Exterior Spaces Analyzed  
 

This report provides information on campus pedestrian facilities that serve the Plageman 

Student Health Center. Many physical elements are part of the comprehensive w hole that 

creates a pedestrian facility. The fundamental elements evaluated as to w hether they 

provide accessible pedestrian facilities include the follow ing: 

 

 Sidew alks 

 Walkw ays 

 Ramps 

 Curb Ramps 

 Blended Transitions 

 Signalized Intersections 

 Stairw ays (94% of people w ith disabilities are not mobility impaired) 

 Benches and other Seating Elements 

 Picnic Facilities 

 

The descriptions provided for physical elements in this report are intended to clearly 

describe the differences betw een each physical element, such as w hen a pedestrian route 

is a sidew alk, rather than a w alkw ay. The descriptions are intended to explain how  the 

elements interact to form a cohesive pedestrian facility. Other more specif ic information 

described w ithin this section intends to provide guidance on determinations made in this 

report. 

 

The key to providing accessible pedestrian facilities is in recognizing that different people 

w ith disabilities have different needs. Setting policies that speak to the entire group is 

essential, rather than focusing one particular subset of the overall group. Universal design 

principles govern here – physical elements should be usable to everyone that visits campus 

w ithout having to resort to any adaptation or specialized design.  

 

In summary, an accessible route exists w ithin a building, property boundary or interior 

space and is separate from the PROW. Pedestrian w alkw ays are similar to sidew alks as 

paved surfaces improved for use by pedestrians but w alkw ays  are not located along or 

adjacent to the curb line, gutter or roadw ay and w alkw ays are generally not considered part 

of the PROW. The pedestrian facility is the combination of the PROW and the accessible 

route, w hich functions as a w hole to provide pedestrian access to facility entrances. 

 

Plageman Student Health Center is considered a historic structure. As a public building 

governed by the ADA Standards, Plageman Student Health Center should have at least 

one accessible entrance. The facility has an accessible entrance on the north side of the 

building that leads from the sidew alk along Memorial Drive to a w alkw ay that provides 

access to a sub-grade level ramp. A second entrance identif ied as accessible is located at 

the northw est corner of the building and provides a connection betw een on-site accessible 

parking and the building.  
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Plageman Student Health Center has an accessible route provided w ithin the site from 

accessible parking spaces and accessible passenger loading zones; public streets and 

sidew alks; and public transportation stops to the accessible building or facility entrance 

they serve1 as compared to the 2010 ADA Standard for Accessible Design. Details on 

barriers identif ied in that route are provided w ithin the ADA Assessment and Survey of the 

pedestrian facilities provided as a separate report, as w ell as in the follow ing records. 

Please see the barrier data records for details.   

 
   

B. Building Entrances 

 

The building is a historic structure located along Memorial Drive w ithin campus. Accessible 

staff and public parking is provided on-site. Both pedestrian entrances located along 

Memorial Drive and one pedestrian entrance in the northw est corner of the building are 

non-accessible. Although ISA directional signs are posted in the view  panels of tw o of the 

entry doors, they are a lengthy distance from the sidew alk. It is recommended to post ISA 

directional signs at the junction along the sidew alk and along the w alkw ay around the 

building at all three non-accessible pedestrian entrances to ensure that people w ith 

disabilities are not forced to retrace their steps. 

 

 

INTERIOR SPACES 

 

FIRST FLOOR 

This facility is a historic structure that has retained many of the original doors, stairw ays 

f looring and other elements, although some areas have been remodeled. The Plageman 

Student Health Center is a three-story building w ith the f irst f loor at a sub-grade level. The 

building is a historic structure and all entrances to the building include either a stairw ay or 

ramp. Tw o accessible entrances are provided, as described above and one is fully 

accessible. Both entry doors w ere equipped w ith an automatic door opening device w hich 

lacked an ISA symbol and the actual doors also lacked ISA signage. Door mats in many 

locations w ere not secured and could present a trip hazard.  

 

Barriers identif ied in these spaces w ere identif ied throughout the building in common use 

areas and include original historic entrance doors that lacked accessible signage, door 

hardw are, door closer operating force/sw eep period w here door closers w ere installed and 

doors w ith view  panels lacked panels that w ere accessible to short people or w heelchair 

users. In some instances, entry doors lacked accessible maneuvering clearance as either a 

result of the original design or due to the location of furniture or other items that encroached 
into the space needed by w heelchair users to maneuver.  

The lack of accessible maneuvering clearance may necessitate the installation of automatic 

door opening devices at entrance doors to examination rooms or off ices even in instances 

w here door closers are not provided. The central corridor w as identif ied w ith a lack of 

accessible signage. The exit stairw ays in the building appeared to have original handrails 

that lacked accessible extensions and grip height and appeared to lack slip resistant 

                                                                            
1 2010 A DA  Standards for A ccessible Design, Section 206.2.1 S ite A rriv al Points 
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surfaces. Doors in stairw ay entrances w ere not identif ied as accessible and lacked 

accessible view  panels and opening force. Tactile exit signs indicating w here doors lead to 

exits, including exit stairw ays are also recommended in this building. The stairw ays lacked 

level identif ication signage for the visually impaired and no contrasting color w as identif ied 
at the stairw ay treads w hich can be important to those w ith low  vision.  

An entry ramp leading to the central corridor adjacent to the elevator  w as identif ied w ith a 

10% running slope and non-accessible handrails. This interior ramp is only half of the entry 

pathw ay in this location. The other segment of the ramp is also sloped and the automatic 

door opening device installed at the exterior side is located w ithin the ramp run w here it is 

not accessible. It is recommended to use the north accessible entrance as the main 

accessible entrance to the building and post ISA directional signage at the entry to this 
ramp at the exterior. 

One elevator is provided in the building. The elevator is not large enough to qualify as a 

medical emergency elevator and w as identif ied w ith non-accessible door jamb signage, the 

call buttons w ere not accessible, no hall lanterns w ere provided, the emergency controls 

w ere too high for short people or those w ho use w heelchairs to reach and needs voice 

communication that is not possible for the speech impaired or the hearing impaired. Car 

call buttons do not illuminate to indicate travel and audible controls or signals do not 
function.  

The first f loor is home to several counseling off ices including the Oregon Contraceptive 

Care Office, Oregon Immunization Office, Referrals/Medical Records Office, Occupational 

Health Office, and Occupational Health Counseling. These off ice spaces may have 

adequate square footage to enable w heelchair access, but the spaces have been filled w ith 

furniture and desks that in a combination act to hinder or prevent access. Interior spaces 

generally lacked accessible desks, coat hooks and adequate maneuvering clearance for 

people using w heelchairs to travel through the spaces, and turn to leave. In some cases, 

existing furniture could be rearranged but in many cases, the existing furniture (desks, 

bookcases, f ile cabinets, etc.) should be exchanged for smaller versions or removed to 

enable access.  

 

A small unisex restroom w as identif ied on the f irst f loor north-south corridor. The space is 

small, but it is used for specimen collection for the laboratory located across the corridor. 

The room is only 57” w ide and could be altered to provide an accessible restroom by 

moving plumbing lines or w alls. The entry door and signage w ere not accessible and the 

lavatory, dispensers, mirror and toilet w ere also not accessible.  

 

The central east-w est corridor w as identif ied w ith non-accessible signage w ithin the 

circulation path but adequate space in w aiting areas for w heelchair users  w as provided. 

Fire pulls w ere not located w ithin accessible reach ranges and w ere not f ist operable. 

Electrical outlets w ere not located w ith accessible reach ranges . One drinking fountain w as 

identif ied on the ground floor and it w as an older unit that w as usable for people w ith 

bending and stooping injuries but not for short people or people w ho use w heelchairs.  

 

The specimen laboratory is located on the f irst f loor. The public entrance is located w ithin 

the central corridor. The entry door w as not accessible w hen measured for opening force, 

but according to the staff, the door is left open during w ork hours. The w aiting room w as 

identif ied w ith adequate maneuvering clearance and a service counter provided w as not 

accessible. A cow  bell is placed on the service counter to be used by people w aiting w ho 
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have been there for more than 10 minutes. This policy and practice may need to be 

modif ied to address the needs of the visually impaired w ho cannot read the sign that 

explains the practice. The laboratory is equipped w ith a toilet room w here specimens are 

collected but the room does not have an accessible entry door, accessible lavatory, 

dispensers, mirror or toilet. The specimen table and drop box are also not accessible or 

block access to f ixtures in the room. The hallw ay leading to the toilet room also provides an 

exit to the exterior through a vestibule, w hich is not accessible and the hallw ay exit door 

leading to the central corridor w ithin the building is locked. According to health center staff, 

this door leading to the central corridor must remain closed at all times for privacy reasons. 

Again, this policy and practice may need to be modif ied to address the needs of the 

mobility impaired as the hallw ay exit door is the shortest exit route for people w ith mobility 

impairments w hen leaving the laboratory. The service counter w ithin the laboratory also 

lacks an accessible section for short people or people w ho use w heelchairs. 

    

Tw o unisex accessible restrooms are also located in the central east-w est corridor. 

Although both appear to have been altered to provide w heelchair access, neither restroom 

is w heelchair accessible. The restrooms w ere both identif ied w ith non-accessible entry 

doors, lavatories, dispensers, mirrors and toilets. The toilet w as located at 25" on center, 

w hich creates a large gap betw een the w all and toilet that could result in people w ho 

transfer onto the f ixture falling in the gap. It is recommended to provide one accessible 

restroom for men and one for w omen. 

 

The pharmacy is located on the f irst f loor. The entry door w as identif ied w ith non-accessible 

counters and an area w here counseling is provided w as identif ied w ith adequate 

maneuvering clearance but the table used w as a pedestal-based table. The 

Insurance/Billing off ice has 4 service counters and 1 that is low er, but different services are 

provided at each counter and the low er accessible counter is blocked by stored items w ith 

a resulting 27” of usable space. Offices in this department w here meetings are held or 

w here students receiving advising on insurance matters lacked accessible signs and 

maneuvering clearance to allow  w heelchair user to enter and close the door. The exit 

stairw ay at the end of the north-south and east-w est corridors w ere both identif ied w ith 

barriers similar to those noted above at the north exit stairw ay. 

 

Signage in the building w as identif ied w ith visual information but no tactile information w as 

provided in all locations other than the restrooms. The Insurance/Billing Office and private 

off ices associated w ith that space w ere located on the f irst f loor. A low er service counter 

w as provided in the public area but the counter w as blocked by stored items and may not 

be usable. Offices in the area lacked adequate maneuvering clearance for people using 

w heelchairs to enter and circulate. A pedestal based table w as the only table used for 

group meetings in the director’s off ice. 

 

No lobby informational signage or directional signage w as provided in the corridors of this 

building. As a performance standard, it is recommended that lobby identif ication signage be 

provided on each floor in each central corridor that indicates the f loor plan, the location of 

the person view ing the sign and the location of accessible features such as res trooms, the 

elevator and accessible drinking fountains in proximity to the location of the person reading 

the sign. Although the accessible features provided in the building are located in the central 

corridors, people w ith low  vision may benefit from the information provided w ithin the 

recommended lobby identif ication sign. 
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SECOND FLOOR 

Barriers identif ied in the second floor w ere commonly identif ied throughout the building in 

common use areas and include entrance doors to off ices that lacked accessible signage, 

door closer operating force/sw eep period w here door closers w ere installed. In many 

instances, the entry doors lacked accessible maneuvering clearance as either a result  of 

the original design or due to the location of furniture or other items that encroached into the 

space needed by w heelchair users to maneuver. The lack of accessible maneuvering 

clearance may necessitate the installation of automatic door opening devices at entrance 
doors to classrooms and labs in many locations.  

A medical assistant off ice on the second floor w here vital signs are taken is only 55” deep 

and the clear w idth is reduced to 31” deep betw een the entry door and desk. The room is 

too small to allow  a person in a w heelchair to enter and shut the door. The Nurse 

Appointment Office is similar; the entry door is not at least 32” w ide and the room is too 

small to allow  a person using a w heelchair to enter and close the door. Both of these 

programs/services/activities should be moved to accessible locations or the rooms need to 
be remodeled to provide w heelchair access. 

The Sports Medicine Room, Urgent Care Office, Nurse Appointment Office and X-Ray 

Department Reception room also lacked an accessible entrance door, maneuvering 

clearance adequate to allow  a person using a w heelchair to enter and close the door or 

transfer to the exam table, etc. The dressing room adjacent to the x-ray room is also not 

large enough to be w heelchair accessible.  

The nursing station on the second floor is contained w ith the south w ing of the f loor  and 

separated from the rest of the f loor by a glass door enclosure. The unit has treatment 

rooms, observation rooms and a nurses’ service counter and w orkspaces. Tw o unisex 

accessible restrooms are also located in the nursing station area, but lacks separate 

sanitary facilities for men and w omen. One of the restrooms is identif ied w ith signage as a 

“staff only” restroom and the other is identif ied as a public use restroom. Both unisex 

restrooms lack an accessible entry door and accessible maneuvering clearance as the 

room is not at least 60” w ide and dispensers and the foot activated trash bin in the rooms 

are not accessible. Treatment rooms in the nursing area w ere also identif ied w ith non-

accessible signage and heavy entrance doors. The exam chairs in the rooms could be 

removed to provide w heelchair maneuvering space. Otherw ise, the rooms may need to be 

remodeled to provide w heelchair access. At present, w heelchair users can enter but cannot 

turn 360 degrees to turn to leave. Please see the diagram on page 8 for maneuvering 

clearance necessary in exam rooms. As in other locations, rooms in the nurses’ station 

w here vital signs are measured or w here other procedures such as blood draw s are 

performed lack space for people w ho use w heelchairs to enter the rooms and close the 

doors or maneuver inside the rooms. In many cases, it may not be possible for people w ho 
use w heelchairs to f it into the existing spaces. 

In the east-w est central corridor, an accessible low  drinking fountain is provided but the 

fountain created a protruding hazard, as it w as not located w ithin an alcove. Unisex 

restrooms located in this corridor w ere almost identical to those described as located on the 

f irst f loor. 
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Medical exam rooms w ere located on the second and third f loors. Exam rooms w ere 

located adjacent to doctor’s off ices  and both spaces are used for private patient care 

activities. The exam rooms lacked accessible entry door operating force w here closers 

w ere installed, accessible signage and the rooms w ere so small that people w ho use 

w heelchairs could not enter and close the doors.  

 

Space w ithin the rooms w as also not adequate to allow  those patients to transfer onto the 

exam tables, and the exam tables w ere not at a height that w ould allow  people using 

w heelchairs or other mobility assist devices to use the tables. The doctors’ off ices w ere 

larger spaces, but corridor entry doors to those off ices lacked needed maneuvering 

clearance and w ere not accessible to w heelchair users. Since people using w heelchairs 

cannot independently enter the doctor’s off ices, the only other pathw ay betw een exam 

rooms and doctor’s off ices w here consultations take place w ould be the doorw ay betw een 

both rooms.  

 

The federal Access Board is developing accessibility standards for medical diagnostic 

equipment, including examination tables and chairs, w eight scales, radiological equipment, 

and mammography equipment under the “Patient Protection and Affordable Care Act.”   The 

standards address independent access to, and use of, such equipment by people w ith 

disabilities to the maximum extent possible.  The Board proposed standards for public 

comment and w ill f inalize them according to the comments received 

and recommendations from an advisory committee it chartered. This Medical Diagnostic 

Equipment (MDE) Advisory Committee recommends that equipment w ith transfer surfaces, 

such as exam tables be height adjustable in continuous increments. That decision required 

the Committee to consider the ranges of heights through w hich adjustable MDE must move 

to accommodate individuals w ith disabilities getting onto the transfer surface. The 

Committee reached consensus that the highest point of this range must be at least 25”2.  

How ever, despite extensive discussion, review  of available evidence, and 

recommendations from lengthy deliberations of the Examination Tables and Chairs 

Subcommittee, the MDE Advisory Committee failed to reach consensus about the 

recommended low est or minimum height for adjustable-height transfer surfaces. 

Recommendations split across three options: 

 17” 

 18”, w hich w as view ed by some proponents as a compromise position and by others 

as their preferred minimum height; and 

 19” 

 

None of the surfaces of the exam tables on the second and third f loors w ere at 25” or low er. 

It is also recommended to provide adjustable tables in each exam room that correspond to 

the MDE Advisory Committee recommendations show n below  for maneuvering clearances.  

 

                                                                            
2 Federal Access Board Adv ancing Equal Access to Diagnostic Serv ices: Recommendations on 

Standards for the Design of Medical Diagnostic Equipment for Adults with Disabilities

 http://www.access-board.gov/guidelines-and-standards/health-care/about-this-rulemaking/advisory-committee-

final-report/6-minimum-low-heig ht-s tanda rd-for-transfer-surfaces 
 

http://www.access-board.gov/guidelines-and-standards/health-care/about-this-rulemaking/advisory-committee-final-report
http://www.access-board.gov/guidelines-and-standards/health-care/about-this-rulemaking/advisory-committee-final-report/6-minimum-low-height-standard-for-transfer-surfaces
http://www.access-board.gov/guidelines-and-standards/health-care/about-this-rulemaking/advisory-committee-final-report/6-minimum-low-height-standard-for-transfer-surfaces
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The diagram above can be found in the US Department of Justice manual on the 

Americans w ith Disabilities Act Access to Medical Care for Persons w ith Mobility Disabilities 

provided in the Appendix.  

 

 

THIRD FLOOR 

Barriers identif ied on the third f loor w ere similar to those detailed above for f loors 1 and 2. 

While most exam or treatment off ices on the third f loor w ere identif ied w ith adequate 

maneuvering clearance w ithin the interior spaces, signage and entrance doors w ere not 

accessible, some off ices w ere not accessible such as the off ice of the Health Educator, 

Exam Room 308, Dr. Dark's Office and storage room or staff off ices. The Dietitian Waiting 

Area w as also too small to accommodate people using w heelchairs and the Dietitian Office 

could be made accessible w ith minor changes including the provision of an accessible table 

w here discussions w ith patents occur. 

 

Several Physician’s Assistant Rooms w ere identif ied on the third f loor and at least one 

could be made fully accessible w ithout remodeling. The conference room on floor 3 could 

also be made accessible w ith the installation of at least one automatic door opening device 

per section of space, and remediation to the existing kitchenette and replacement of the 

group table. 

 

The central corridor w as also identif ied w ith barriers similar to those noted above for 

common use areas including a single low  drinking fountain unit that could serve short 

people or those w ho use w heelchairs, but not people w ith bending and stooping injuries. 

This drinking fountain w as also not located in an alcove or provided w ith w ing w alls, 

creating a protruding hazard w ithin the circulation path. Other barriers w ere identif ied in the 

corridor included non-accessible electrical sw itches and outlets, f ire extinguisher cabinets 

and fire pulls.  

 

The follow ing barrier data records provide more detailed information on the barriers 

described above.   



	

EXTERIOR AREA BARRIERS



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ East Stairway

Barrier #: 783A

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

28" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 16

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340955.103

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ East Stairway

Barrier #: 783B

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 16

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340955.103

Performance Standard: No

Reference Dwg: 1 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ East Stairway

Barrier #: 783C

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top

Barrier  
Description:

Top Handrail extension not parallel to ground/floor surface

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Top handrail extension not parallel to ground surface

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340955.103

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ East Stairway

Barrier #: 783D

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Bottom handrail extension not min. 12"

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 3

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340955.103

Performance Standard: No

Reference Dwg: 1 of 8

ADA Assessment and Survey 2014 11



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ East Stairway

Barrier #: 783E

X Coordinate: 7478258.3

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

Contrasting color provided not consistent on entire tread width

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 42

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340955.103

Performance Standard: Yes

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ South Stairway

Barrier #: 784A

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 8

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340900.482

Performance Standard: No

Reference Dwg: 1 of 8

ADA Assessment and Survey 2014 12



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ South Stairway

Barrier #: 784B

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of exterior stairway

Rec. Solution: Consider providing contrasting color on each tread

              
Findings:

No contrasting color provided

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 10

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340900.482

Performance Standard: Yes

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ South Stairway

Barrier #: 784C

X Coordinate: 7478251.302

Barrier Area: Stairways

Barrier Type: Vertical Access ‐ Directional Sign

Barrier  
Description:

No form of vertical access provided at stairway to reach entry door or upper floors

Rec. Solution: Provide ISA directional sign leading to accessible entry

              
Findings:

No information on alternate accessible entrance to building

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340900.482

Performance Standard: No

Reference Dwg: 1 of 8

ADA Assessment and Survey 2014 13



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ South Entry

Barrier #: 785A

X Coordinate: 7478246.602

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (4.1% to 4.9%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

4.6% slope

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 25

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340898.629

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ South Entry

Barrier #: 785B

X Coordinate: 7478246.602

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Barrier  
Description:

No directional signage provided where accessible route diverges from main route

Rec. Solution: Provide ISA directional signage

              
Findings:

Non‐accessible door lacks signage directing people to accessible entry ramp at rear of building

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6 Advisory

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340898.629

Performance Standard: Yes

Reference Dwg: 1 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ West Entry

Barrier #: 770

X Coordinate: 7478109.697

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Provide ISA directional sign Indicating route to and location of accessible entrance

              
Findings:

6" step

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 36

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340991.903

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ Northwest Entrance Ramp

Barrier #: 775A

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Height

Barrier  
Description:

Handrails not 34"‐38" high

Rec. Solution: Provide handrails at both sides of ramp

              
Findings:

31" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.4

As‐built : 22

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 341001.551

Performance Standard: No

Reference Dwg: 1 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ Northwest Entrance Ramp

Barrier #: 775B

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Barrier  
Description:

Handrail extension not min. 12" long

Rec. Solution: Provide handrails at both sides of ramp

              
Findings:

No top level handrail extension provided

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 341001.551

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ Northwest Entrance Ramp

Barrier #: 775C

X Coordinate: 7478191.652

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ Length

Barrier  
Description:

Handrail extension not min. 12" long

Rec. Solution: Provide handrails at both sides of ramp

              
Findings:

No bottom parallel extension provided

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 341001.551

Performance Standard: No

Reference Dwg: 1 of 8

ADA Assessment and Survey 2014 16



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ Northwest Entrance

Barrier #: 776

X Coordinate: 7478200.513

Barrier Area: Doors or Gates

Barrier Type: Door/Gate Landing ‐ Existing (3.1% to 4.0%)

Barrier  
Description:

Door or gate lacks landing on both sides of door

Rec. Solution: Demolish and reconstruct level landing

              
Findings:

3.1% slope at automatic door actuator

Quantity: SF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.4

As‐built : 10

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 340992.447

Performance Standard: No

Reference Dwg: 1 of 8

Field Date:  7/18/2011 Report Date 7/18/2011

Location: Exterior ‐ North Entrance

Barrier #: 778

X Coordinate: 7478203.397

Barrier Area: Doors or Gates

Barrier Type: Abrupt Change in Level ‐ Step at Landing

Barrier  
Description:

Change in level greater than 1/2" leading to door

Rec. Solution: Provide ISA directional sign Indicating route to and location of accessible entrance

              
Findings:

6" step

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 303.3

As‐built : 36

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: 341026.157

Performance Standard: No

Reference Dwg: 1 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Accessible Entry Door

Barrier  
Description:

No sign identifying door as accessible where all doors are not accessible

Rec. Solution: Provide ISA at accessible entrance door

              
Findings:

No ISA sign along pathway at sidewalk coming from campus

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1B

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

Stairway handrail has no bottom extension

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 4

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1C

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Accessible Entry Door

Barrier  
Description:

No sign identifying door as accessible where all doors are not accessible

Rec. Solution: Provide ISA at accessible entrance door

              
Findings:

No ISA sign on exterior or interior door at entry vestibule

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Automatic Doors ‐ Sign

Barrier  
Description:

ISA symbol at automatic door opening device not min. 4" x 4" in size

Rec. Solution: Recommended: Provide ISA symbol min. 4" x 4" in size at all actuators

              
Findings:

No ISA symbol on door actuating device

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes: Door mat on interior side of exterior side not secure

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Door

Barrier  
Description:

Ground floor doors that exit to exterior lacks tactile exit sign

Rec. Solution: Provide signs stating “EXIT” at exit side of doors

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1G

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Visual sign at door to storage room 120 in vestibule

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Accessible Entry

Barrier #: 1H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes: Electrical switch in vestibule

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Rooms 104, 112, 113, 114, 115, 1010 and elevator control room signs

Barrier Severity: 1 Necessary Cost Est $1,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 7

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes: 1 knob and 1 U‐pull

Barrier Severity: 4 Low Severity Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher forward or side reach exceeds 48"

Rec. Solution: Relocate fire extinguishers

              
Findings:

53" high

Quantity: JOB

Notes: Fire extinguisher cabinets, 1 knob and 1 U‐pull

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

61‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Mailbox ‐ High Reach Range

Barrier  
Description:

Mailbox opening is above 48" high

Rec. Solution: Relocate to provide opening at max. 48" high

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 2H

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

ADA Assessment and Survey 2014 25



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

21 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats at door landings not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $15,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 70

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No extension on outer side of stairway

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No extension on outer side of stairway

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ North Exit Stairway

Barrier #: 3J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Stairway Exterior Entrance

Barrier #: 4A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Barrier  
Description:

No directional signage provided where accessible route diverges from main route

Rec. Solution: Provide directional signage

              
Findings:

No ISA directional sign

Quantity: EACH

Notes: No ISA directional sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6 Advisory

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Stairway Entrance

Barrier #: 4B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Move map dispenser to accessible entrance

              
Findings:

Map dispenser is not fist operable

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Barrier  
Description:

No directional signage provided where accessible route diverges from main route

Rec. Solution: Provide directional signage

              
Findings:

No ISA directional sign

Quantity: EACH

Notes: No ISA directional sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6 Advisory

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5B

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail

Barrier  
Description:

No handrail provided at both sides

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

Ramp lacks handrail at one side

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $4,950.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.2

As‐built : 22

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5C

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail Extension ‐ 12"

Barrier  
Description:

Handrail extension does not extend min. 12" from ramp run

Rec. Solution: Replace handrail extension at both sides of ramp

              
Findings:

Existing handrail lacks extension

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5D

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Handrail Height

Barrier  
Description:

Handrails not 34"‐38" high

Rec. Solution: Replace handrails at both sides of ramp

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.4

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5E

X Coordinate: N/A

Barrier Area: Ramps

Barrier Type: Running Slope ‐ Existing (>9.5% or more)

Barrier  
Description:

Running slope exceeds 8.33% (>9.5% or more)

Rec. Solution: ISA directional sign to north accessible entry ramp

              
Findings:

10% running slope

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 405.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Northwest Entrance Ramp

Barrier #: 5F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6A

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall Call Buttons ‐ 42" High

Barrier  
Description:

The centerline of the hall call buttons not max. 42" above the floor

Rec. Solution: Replace hall call buttons

              
Findings:

42‐3/4" high on center

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6B

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Visible at Entry

Barrier  
Description:

Visual and audible signals not provided at each hoistway entrance to answer calls �

Rec. Solution: Provide hall lanterns visible from outer side of elevator

              
Findings:

No hall lanterns visible from outer side of elevator

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6C

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace sign

              
Findings:

Evacuation sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6D

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Doorjamb marking ‐ Height

Barrier  
Description:

Elevator landing door jamb signage not located 60" on center on both jamb panels 

Rec. Solution: Replace door jamb signage

              
Findings:

61‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6E

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Doorjamb marking ‐ Raised Star

Barrier  
Description:

Elevator landing door jamb signage at grade level lacks a raised five pointed star 

Rec. Solution: Replace door jamb signage

              
Findings:

No raised star at discharge level

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6F

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Hall lanterns ‐ Audible Direction

Barrier  
Description:

Audible signal does not sound once for the up direction and twice for the down direction 

Rec. Solution: Replace hall lanterns

              
Findings:

No audible or visible signal for location of car

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6G

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Door Delay Duration

Barrier  
Description:

Door reopening devices does not remain effective for 20 seconds minimum

Rec. Solution: Adjust door delay

              
Findings:

1 second

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.3.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6H

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Visual Indicators

Barrier  
Description:

Floor button visual indicators do not extinguish when each call is answered

Rec. Solution: Replace control panel

              
Findings:

Travel indicators in car do not illuminate

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6I

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Car Control Panel ‐ Button Order

Barrier  
Description:

Buttons not arranged with numbers in ascending order

Rec. Solution: Replace car controls

              
Findings:

Car call buttons not in proper order

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6J

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Audible Signals

Barrier  
Description:

Audible signals or verbal announcement does not sound when the car passes a floor or stops

Rec. Solution: Replace car controls

              
Findings:

No audible controls in car for travel or location

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.2.2.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6K

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls ‐ Cabinet

Barrier  
Description:

Cabinet housing emergency controls lack accessible hardware

Rec. Solution: Replace cabinet hardware

              
Findings:

Emergency control cabinet lacks accessible hardware

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.6.4.1 and 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6L

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency telephone handset not identified by a raised telephone symbol & Braille 

Rec. Solution: Replace emergency system

              
Findings:

No accessible raised "help" sign on cabinet

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.7.1.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6M

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls

Barrier  
Description:

Emergency telephone handset not positioned at max. 4 ft above the floor

Rec. Solution: Replace emergency system

              
Findings:

Emergency telephone handset cord 18" long

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 409.4.7

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6N

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Controls ‐ 2‐way

Barrier  
Description:

Emergency two‐way communication system not provided

Rec. Solution: Replace emergency system

              
Findings:

Voice communication needed to use system

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 407.4.9 and ASME A17.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Elevator E100

Barrier #: 6O

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: 4+ Story Bldgs ‐ Emergency Access

Barrier  
Description:

Min. one car in building of more than 4 stories lacks 24" x 84" space for ambulance stretcher

Rec. Solution: Provide medical emergency elevator

              
Findings:

Medical facility lacks min. 84" deep space for medical transport

Quantity: JOB

Notes: Car dimensions 70" deep x 68" wide panel to panel

Barrier Severity: 1 Necessary Cost Est $200,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/pull 36" @ Latch

Barrier  
Description:

Door/Gate with hinge approach at pull side with 60" lacks min. 36" beyond latch

Rec. Solution: Provide automatic door opening device

              
Findings:

6" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/pull 54"

Barrier  
Description:

Door/Gate with hinge approach at pull side min. 42" beyond latch lacks min. 54" perpendicular 
to door

Rec. Solution: Provide automatic door opening device

              
Findings:

48" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Chair block maneuvering clearanace at main desk

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Immunization Office 118

Barrier #: 7G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

16" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/pull 60"

Barrier  
Description:

Door/Gate with hinge approach at pull side with min. 36" beyond latch lacks min. 60" 
perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

48" perpendicular to door due to cabinet

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

No knee clearance at front desk is used to fill out forms

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

24" wide circulation route for path of travel to either of 2 remaining counselling areas

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Oregon Contraceptive Care Office 117

Barrier #: 8H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

29‐1/2" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9E

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 55" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

Front desk has 25‐1/2" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible computer workstation

              
Findings:

No knee clearance at computer workstation

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

28" wide knee clearance at rear desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Referrals/Medical Records Office 116

Barrier #: 9I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide accessible sign and mount at proper height

              
Findings:

66‐1/2" high

Quantity: EACH

Notes: Also, sign containing Braille/tactile info located on a door

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knobs not fist operable

Quantity: EACH

Notes: Door knobs at entry doors and closet

Barrier Severity: 1 Necessary Cost Est $900.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace doors or gates and frames

              
Findings:

29" clear width

Quantity: EACH

Notes: 2 doors. One 29" wide. Provide ISA directional sign at south door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Non‐Accessible Entry

Barrier  
Description:

Sign directing people to accessible entrance needed where all doors are not accessible

Rec. Solution: Provide ISA directional sign at south door with arrow directing people to accessible entrance

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes: 2 electrical switches

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Clear Floor Space ‐ Stored Elements

Barrier  
Description:

Clear floor space for wheelchair not provided at control or mechanism

Rec. Solution: Move stored items

              
Findings:

Trash bins block electrical switch and south switch clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

26" wide circulation route to refrigerator

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat hooks with 24" wide alcove

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high

Quantity: EACH

Notes: Counter with microwaves

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Vending Machine ‐ High Reach Range

Barrier  
Description:

Vending machine point of control not at max. 48" high for side reach

Rec. Solution: Contact vendor to obtain replacement

              
Findings:

49‐1/2" high

Quantity: JOB

Notes: Vending machine controls

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10K

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Faucet ‐ Operation

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10L

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Rim

Barrier  
Description:

Sinks not mounted with the counter or rim no higher than 34" above the finish floor

Rec. Solution: Remount sink

              
Findings:

37" high

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10M

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Replace sink

              
Findings:

12" deep

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10N

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath sink

Rec. Solution: Replace cabinet and remount sink if needed

              
Findings:

24‐1/2" high knee clearance and blocked by stored items

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 804.4 & 606.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10O

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

46" high and 22" deep over 37" high sink

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10P

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Dispenser Parallel Approach ‐ 34" Obstructed High

Barrier  
Description:

Where the high side reach is over an obstruction, the height of the obstruction exceeds 34" 
maximum

Rec. Solution: Relocate object to location within reach range

              
Findings:

Paper towel and soap dispensers 42" ‐ 52" high, 22" deep over 37" high sink

Quantity: JOB

Notes: Soap dispenser blocked by dish rack

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Break Room 105

Barrier #: 10Q

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 104 not done. Appeared to be a storage cabinet but had a biohazard sign on door. Probably a 
storage/disposal site

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

29‐1/2" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance at front approach at exit side due to 41‐1/2" wide alcove

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 51" and 55" high from floor

Quantity: EACH

Notes: Whiteboards on door and inside office

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11H

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Ramp

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide ramp leading to new level landing at door 

              
Findings:

Hearing test apparatus entry door has 7‐1/2" high threshold

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $3,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 4

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11I

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Hearing test apparatus not wheelchair accessible

Quantity: SF

Notes: 33" x 32" at interior for hearing test apparatus entry door

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11J

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat between desk and hearing test apparatus not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11K

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible table

              
Findings:

Computer station at apparatus has 35" surface height

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11L

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

15" deep knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11M

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

42‐1/4" surface height at standing desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Office 103

Barrier #: 11N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Counciling 103A

Barrier #: 12A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Counciling 103A

Barrier #: 12B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Strike edge clearance Bbocked by chair at entry

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

ADA Assessment and Survey 2014 70



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Counciling 103A

Barrier #: 12C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Occupational Health Counciling 103A

Barrier #: 12D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Passage way to printer 26‐1/2" wide x 46" long

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door with overhead visual sign within public route

Quantity: EACH

Notes: Restroom used for lab specimen collection. Dimensions are 57" wide x 112" long

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Non‐Accessible Entry

Barrier  
Description:

Sign directing people to accessible restroom where all doors are not accessible

Rec. Solution: Provide ISA directional sign with arrow directing people to accessible entrance

              
Findings:

Toilet room is too small to be accessible. No ISA directional sign provided to accessible 
restrooms in lab

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance

Quantity: EACH

Notes: Strike edge clearance at exit side 7" at pull side due to lavatory location

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Replace lavatory

              
Findings:

25‐1/2" high knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

ADA Assessment and Survey 2014 73



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Drainpipes

Barrier  
Description:

Hot water and drainpipes accessible under lavatory not insulated or covered

Rec. Solution: Insulate drainpipes and hot water pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $220.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

52" and 53" high

Quantity: EACH

Notes: 2 mirrors in cabinet

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Flush handle mounted to the wrong side of water closet

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

26‐1/2" turning space In front of water closet

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 102

Barrier #: 13J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door with overhead visual sign within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible

              
Findings:

20 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

ADA Assessment and Survey 2014 77



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats at door landings not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14F

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail ‐ Both Sides

Barrier  
Description:

No handrail provided at both sides of stairway

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No handrail provided at both sides

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $15,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 70

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No bottom extension on outer side of stairway handrail

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14J

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No top extension on outer side of stairway handrail

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Mailbox ‐ High Reach Range

Barrier  
Description:

Mailbox opening is above 48" high

Rec. Solution: Relocate along an accessible route and provide opening at max. 48" high

              
Findings:

Mailbox in stairrway has openings above 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ South Exit Stairway

Barrier #: 14L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Sales representatives, etc. meet with director in his office

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Provide automatic door opening device

              
Findings:

14" clear width between open entry door and desk at entry

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

15" strike edge clearance at exit side of door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

29" clear width between desk and built‐in cabinet in path of travel to laboratory

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

72" high coat hooks on door

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 54" and 58" high from floor

Quantity: EACH

Notes: Whiteboards on door and inside office

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Whiteboard blocks desk clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

22" clear width between desk and chair in path of travel to laboratory

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

ADA Assessment and Survey 2014 86



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Lab Director's Office 101C

Barrier #: 15I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Rooms 107, 107A, 107B, 108, 109, pharmacy private drug administration room

Barrier Severity: 1 Necessary Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 6

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Passageway to exterior exit with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes: Electrical switches at both ends

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

hardware not accessible

Quantity: EACH

Notes: 2 fire pulls

Barrier Severity: 4 Low Severity Cost Est $7,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

61‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16G

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16H

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Bubbler height

Barrier  
Description:

Bubbler height exceeds 36"

Rec. Solution: Provide min. 1 low fountain on floor

              
Findings:

43" high but no low fountain provided for short people or people who use wheelchairs

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Cup dispenser on wall at 40" high at 14" deep above high drinking fountain

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Central Corridor

Barrier #: 16J

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Flyer holder 48" high and reach range is over a counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Signs at entry door and storage cabinet 100A

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Door to specimen collection area has 3" strike edge clearance at exit side

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory 100

Barrier #: 17F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high service counter. Cow bell to be used by patients waiting more than 10 minutes is at 
back of counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Exit Vestibule

Barrier #: 18A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign at door to exterior

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Exit Vestibule

Barrier #: 18B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Adjustment

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Exit Vestibule

Barrier #: 18C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Exit Vestibule

Barrier #: 18D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Used for lab specimen collection. Restroom 67" wide x 74" long

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Pictograms ‐ Dimensions

Barrier  
Description:

Pictogram field outside dimension is not at least 6"

Rec. Solution: Provide accessible sign

              
Findings:

Pictograms on door 1‐1/2" high field

Quantity: EACH

Notes: Also, pictogram field not min. 6", no tactile text descriptors provided for pictogram, lettering or 
pictograms not raised

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.6.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance at recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐3/4" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Move table to provide access to lavatory

              
Findings:

27" clear width between lavatory and specimen table at entry point and table blocks clear 
floor space for lavatory

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

Trash bin in lavatory knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

40‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

37‐1/2" turning space between wall and lavatory

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Specimen cabinet 46" high at 26" deep due to specimen table

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

T‐shaped turning space not 36" wide turning into 36" space

Rec. Solution: Remodel toilet room

              
Findings:

36" in front of toilet but cart reduces space to 21" wide

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Parallel Approach

Barrier  
Description:

Where the high side reach is over an obstruction, the height of the obstruction exceeds 34" 
maximum

Rec. Solution: Relocate dispenser to location within reach range or provide additional dispenser

              
Findings:

52" high paper towel dispenser

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.3.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

Coat hook is higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

14" on center

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Grab Bars

Barrier  
Description:

Space between the wall and the grab bars is not an absolute 1‐½"

Rec. Solution: Move toilet paper dispenser to enable use of grab bars

              
Findings:

Toilet paper dispenser less than 1" from grab bar

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 609.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Unisex Restroom 100A

Barrier #: 19P

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 2 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Service Area 101

Barrier #: 20A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf at exit door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Service Area 101

Barrier #: 20B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep at exit door

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Service Area 101

Barrier #: 20C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

5‐1/2" strike edge clearance at 10‐1/2" recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Service Area 101

Barrier #: 20D

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Passage

Barrier  
Description:

Exit thru an exit enclosure/exit passageway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT ROUTE” at exit side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Service Area 101

Barrier #: 20E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section at one counter at max. 34" high

              
Findings:

35‐1/2" high at both counters

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101A

Barrier #: 21A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101A

Barrier #: 21B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance 6" at pull (exit) side due to recessed door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101A

Barrier #: 21C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101A

Barrier #: 21D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101A

Barrier #: 21E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel minimum one specimen drawing room to provide wheelchair access

              
Findings:

29" ‐ 30‐1/2" turning space between stationary bed and walls. Wheelchair cannot enter room 
and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $14,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101B

Barrier #: 22A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101B

Barrier #: 22B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance 11‐1/2" at pull (exit) side due to location of lavatory

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101B

Barrier #: 22C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

49‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101B

Barrier #: 22D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Laboratory Specimen Room 101B

Barrier #: 22E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

29" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Private Drug Administration Room

Barrier #: 23A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Threshold ‐ Height exceeding 1/2"

Barrier  
Description:

Door/Gate threshold exceeds 1/2" in height

Rec. Solution: Provide new door threshold

              
Findings:

1/2" lip at door threshold with no bevel

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.5

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Private Drug Administration Room

Barrier #: 23B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items or remodel

              
Findings:

Maneuvering clearance in room adequate if chair and trash bin are removed

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Pharmacy Public Entry

Barrier #: 24A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Pharmacy Public Entry

Barrier #: 24B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counters at max. 34" high

              
Findings:

39‐1/2" high at all 4 public counters

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Pharmacy Public Entry

Barrier #: 24C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Private counciling area has pedestal table

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Pharmacy Public Entry

Barrier #: 24D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Shelves or Cabinets

Barrier  
Description:

Shelf or cabinet not mounted max. 48" above floor or ground

Rec. Solution: Provide additional shelf at accessible height or provide assistance

              
Findings:

Shelves higher than 48" high

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide one accessible sign mounted at proper height

              
Findings:

65‐1/2" high

Quantity: EACH

Notes: 2 signs on wall. 78" wide x 70" deep. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on signs

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25B

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

Entry door encroaches clear floor space at fixtures

Rec. Solution: Remodel toilet room

              
Findings:

Wheelchair user may not be able to enter room and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

26" high knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

54‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

51‐1/2" turning space between wall and lavatory

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Transfer ‐ Floor‐mounted

Barrier  
Description:

Min. 60" wide x 59" deep clear floor space not provided at floor‐mounted fixture

Rec. Solution: Move stored items

              
Findings:

Trash bin reduces space to 23" in front of toilet

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar does not extend min. 54" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

49" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar front end not attached at max. 12" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

16‐1/2" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Centerline

Barrier  
Description:

Water closet centerline not between 16" and 18" O. C.

Rec. Solution: Relocate water closet

              
Findings:

Water closet 25" on center which presents a significant risk of injury

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ East Accessible Restroom 109B

Barrier #: 25M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide accessible signs and mount at proper height

              
Findings:

65‐1/2" high

Quantity: EACH

Notes: 2 signs on wall. 78" wide x 81‐1/2" deep. Also, Braille not 3/8" and max. 1/2" directly below the tactile 
characters and contracted (Grade 2) Braille not used on signs

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Protruding Object

Barrier  
Description:

Protruding dispenser creates protruding hazard in path of travel

Rec. Solution: Relocate dispenser or provide cane‐detectable warning

              
Findings:

Paper towel dispenser protrudes 10" into path of travel at entry

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

25" high knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

52‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

50‐1/2" turning space between wall and lavatory

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Transfer ‐ Floor‐mounted

Barrier  
Description:

Min. 60" wide x 59" deep clear floor space not provided at floor‐mounted fixture

Rec. Solution: Move trash bin

              
Findings:

58" in front of water closet. Trash bin reduces space to 46"

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar does not extend min. 54" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

49" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar front end not attached at max. 12" from rear wall

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

16‐1/2" from rear wall

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Centerline

Barrier  
Description:

Water closet centerline not between 16" and 18" O. C.

Rec. Solution: Relocate water closet

              
Findings:

Water closet 24‐1/2" on center which presents a significant risk of injury

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

63‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Accessible Restroom 109A

Barrier #: 26M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats not secured

Quantity: EACH

Notes: Small door mats not secured at either entry door

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of each counter at max. 34" high

              
Findings:

42" high at 3 different counters with different services provided

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Blocked

Barrier  
Description:

Accessible counter use blocked by stored items

Rec. Solution: Move stored objects

              
Findings:

Lower counter only 27" long due to stored items

Quantity: EACH

Notes: Lower counter

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat stand

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Insurance/Billing Office 110

Barrier #: 27F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110C

Barrier #: 28A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: No closer

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110C

Barrier #: 28B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110C

Barrier #: 28C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Passage way to main desk 26" due to location to pedestal table

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110C

Barrier #: 28D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110B

Barrier #: 29A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110B

Barrier #: 29B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

No maneuvering clearance to allow wheelchair user to enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110B

Barrier #: 29C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A South

Barrier #: 30A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A South

Barrier #: 30B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

No maneuvering clearance to allow wheelchair user to enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A South

Barrier #: 30C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A North

Barrier #: 31A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A North

Barrier #: 31B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

No maneuvering clearance to allow wheelchair user to enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ Office 110A North

Barrier #: 31C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 52‐1/2" high. This presents a potential hazard for people using stairs as door swing completely 
obstructs stairway landing

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormats or replace

              
Findings:

Door mats at door landings in 2 locations not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No bottom extension on either side of stairway

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $15,750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 70

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No top extension on either side of stairway

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 1 ‐ West Exit Stairway

Barrier #: 32I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 3 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes: Overhead visual sign

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

ADA Assessment and Survey 2014 143



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace door closer or provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 43‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide sign

              
Findings:

No sign provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ North Exit Stairway

Barrier #: 33G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200D

Barrier #: 34A

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace min. 1 scale to provide access for people with mobility impairments

              
Findings:

2 scales in hall near nursing office not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200D

Barrier #: 34B

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

Hi‐Low drinking fountain not in alcove and located directly around corner from main entry 
stairway

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200D

Barrier #: 34C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $7,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200D

Barrier #: 34D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

61‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200D

Barrier #: 34E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 55" deep x 95" wide. Vital signs are taken in this small room

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

42‐1/2" high counter in half‐door

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new medical assistant space

              
Findings:

31" wide circulation route

Quantity: LF

Notes: 31" clear width between desk and wall. No maneuvering clearance to allow wheel chair user to enter 
and close door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

58" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

Staff desk has 25‐1/2" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: No maneuvering clearance to allow wheel chair user to enter and close door. Relocate 
program/service/activity to accessible location or remodel room

Barrier Severity: 2 Recommended Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Office 228

Barrier #: 35G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Suspended

Barrier  
Description:

Suspended or projecting sign lacks min. character height of 3"

Rec. Solution: Provide accessible sign above 80" high

              
Findings:

Overhead visual sign 74" high lacks characters min. 3" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Table 703.5.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

27‐1/2" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 48"

Barrier  
Description:

Door/Gate with latch approach at pull side lacks min. 48" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

36" perpendicular to entry door

Quantity: EACH

Notes: 36" perpendicular to entry door at latch approach and 25‐1/2" strike edge clearance measured from 
latch to wall support

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: No maneuvering clearance to allow wheel chair user to enter and close door. Relocate 
program/service/activity to accessible location or remodel room

Barrier Severity: 2 Recommended Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Appointment Office 226A

Barrier #: 36F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Suspended

Barrier  
Description:

Suspended or projecting sign lacks min. character height of 3"

Rec. Solution: Provide accessible sign above 80" high

              
Findings:

Overhead visual sign 74" high lacks characters min. 3" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Table 703.5.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance 6" at front approach and 2" at exit side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 48"

Barrier  
Description:

Door/Gate at push side with min. 18" lacks min. 48" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

36" wide path of travel in vestibule entry

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Light switch control box top edge over an 10" to 24" obstruction max. 34" high located above 
46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Switch 52" high and 17" deep over refrigerator

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37F

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Faucet ‐ Operation

Barrier  
Description:

Faucets lack controls and operating mechanisms involve tight grasping, pinching or twisting of 
the wrist

Rec. Solution: Replace faucet

              
Findings:

Sink faucet not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.4 & 309

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37G

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink

              
Findings:

15" deep

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37H

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath sink

Rec. Solution: Replace cabinet and remount sink if needed

              
Findings:

19‐1/2" wide knee clearance

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 804.4 & 606.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37I

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Exposed Pipes

Barrier  
Description:

Hot water and drain pipes exposed under sinks not insulated or otherwise configured to 
protect against contact

Rec. Solution: Provide insulation at drain pipes

              
Findings:

No insulation provided

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $120.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.5

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mirror 59" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel dispenser 48" high at 15" deep over sink

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

ADA Assessment and Survey 2014 160



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37L

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap dispenser 42" high at 14" deep

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

58" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37N

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37O

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Associate Director of Nursing Rm 226

Barrier #: 37P

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Elevator E200

Barrier #: 38

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace sign

              
Findings:

Evacuation sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mirror 53" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace min. 1 scale to provide access for people with mobility impairments

              
Findings:

2 types of scales in office, but neither is wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Clear Floor Space

Barrier  
Description:

Clear floor space 30" x 48" not provided at desk

Rec. Solution: Move chair to provide access

              
Findings:

Furniture blocks built‐in desk clear floor space

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Workstation ‐ Ratio

Barrier  
Description:

At least 1 workstation or 5% of all workstations is not accessible

Rec. Solution: Provide min. 1 accessible workstation

              
Findings:

Min. 1 workstation not accessible

Quantity: EACH

Notes: 3 workstations do not have accessible knee clearance due to keyboards or lack of accessible clear width

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Urgent Care Office 223

Barrier #: 39I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Department Reception 224

Barrier #: 40A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Department Reception 224

Barrier #: 40B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Waiting room lacks space for wheelchair users

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Inside dressing room

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

22" wide circulation route

Quantity: EACH

Notes: Wheelchair space provided adjacent to X‐Ray table but path of travel to dressing room only 22" wide 
point‐to‐point

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: Dressing room not large enough to allow wheel chair user to enter

Barrier Severity: 2 Recommended Cost Est $13,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ X‐Ray Treatment Room 224A

Barrier #: 41F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Tactile Exit Signs ‐ Stairway

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Exit door with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Automatic Door

Barrier  
Description:

Door opening force exceeds 8.5 lbf

Rec. Solution: No remediation recommended. Door does not lead to an accessible route

              
Findings:

23 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Exterior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period

Rec. Solution: No remediation recommended. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Raise blinds to provide accessible view panels

              
Findings:

View panel blocked by window treatments

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes: Door mats at top and bottom landings not secured

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Height

Barrier  
Description:

Handrail grip measured at center not 34"‐ 38" high

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

32" handrail grip height

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $4,050.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 18

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42G

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Bottom

Barrier  
Description:

Extension not sloped for length of one tread beyond the last riser nosing

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No bottom extension on either side of stairway

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42H

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Handrail Extension ‐ Top Length

Barrier  
Description:

Top Handrail extension does not extend for one tread width or min. 12"

Rec. Solution: Provide handrails at both sides of stairway

              
Findings:

No top handrail extensions

Quantity: LF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 505.10.2

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Entrance Stairway

Barrier #: 42I

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Contrasting Color ‐ ADA

Barrier  
Description:

No contrasting color on each tread of interior stairway

Rec. Solution: Recommended: Consider providing contrasting color on each tread

              
Findings:

Treads lack contrasting color defined as 70% contrast

Quantity: LF or TR

Notes:

Barrier Severity: 2 Recommended Cost Est $840.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Advisory 504.4

As‐built : 24

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Sports Medicine Room 206A

Barrier #: 43A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Sports Medicine Room 206A

Barrier #: 43B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Sports Medicine Room 206A

Barrier #: 43C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new passageway

              
Findings:

24‐1/2" wide circulation route between treatment bed and built‐up in cabinet

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Sports Medicine Room 206A

Barrier #: 43D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Sports Medicine Room 206A

Barrier #: 43E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

No back check when closing. Door slams shut

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

AED cabinet protrudes 5‐1/4" at 50" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: First Aid Kit ‐ Obstructed Reach Range

Barrier  
Description:

Opening mechanism on first aid kit not at max. 44" over an obstruction of max. 25"

Rec. Solution: Relocate control or mechanism

              
Findings:

AED cabinet 50" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Hall 200D

Barrier #: 44F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 206B

Barrier #: 45A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

65" high

Quantity: EACH

Notes: Marked as staff only. Also, braille not 3/8" and max. 1/2" directly below the tactile characters and 
contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

7‐1/2" strike edge clearance

Quantity: EACH

Notes: Strike edge clearance at exit reduced to 7‐1/2" by dispenser and water closet

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Accessible Route

Barrier  
Description:

Dispenser not located on an accessible route

Rec. Solution: Replace or remount dispenser

              
Findings:

20‐1/4" wide circulation route

Quantity: EACH

Notes: Path of travel to paper towel dispenser 20‐1/4" at trash bin. Paper towel dispenser located in an alcove 
and blocked by lavatory

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 56" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not located on an accessible route

Rec. Solution: Replace or remount dispenser

              
Findings:

Stored items block feminine product dispenser clear floor space

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Trash bin in restroom uses foot activation

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Trash bin not accessible

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not at least 36" long

Rec. Solution: Replace grab bar with reinforcement

              
Findings:

Rear grab bar does not start at 12" from wall or extend 24" past centerline

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Seat cover dispenser 61" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200B

Barrier #: 45L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

53" turning space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Treatment Room 206

Barrier #: 46A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Treatment Room 206

Barrier #: 46B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Treatment Room 206

Barrier #: 46C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new passageway

              
Findings:

Entry narrows to 35" wide for 30" long

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Treatment Room 206

Barrier #: 46D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

69" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Treatment Room 206

Barrier #: 46E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move stored items blocking maneuvering clearance

              
Findings:

Wheelchair maneuvering space not provided

Quantity: JOB

Notes: Exam chair should be moved to provide wheelchair maneuvering space in room. At present, wheel chair 
user can only enter but cannot turn 360 degrees

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

65" high

Quantity: EACH

Notes: Marked as patient only. Horn/strobe provided. Also, braille not 3/8" and max. 1/2" directly below the 
tactile characters and contracted (Grade 2) Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

3" strike edge clearance

Quantity: EACH

Notes: Strike edge clearance at exit reduced to 2" by table

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

54" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Paper towel dispenser 52" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not at least 36" long

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

Rear grab bar does not start at 12" from wall or extend 24" past centerline

Quantity: JOB

Notes: Plumbing pipe installed incorrectly

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Centerline

Barrier  
Description:

Water closet centerline not between 16" and 18" O. C.

Rec. Solution: Relocate water closet

              
Findings:

18‐1/4" on center

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Paper Dispenser

Barrier  
Description:

Toilet tissue dispenser not within 7" to 9" from front edge of toilet

Rec. Solution: Reposition or replace toilet paper dispenser

              
Findings:

32" from front edge of toilet

Quantity: EACH

Notes: Toilet tissue paper 32" from water closet rim mounted on wall above grab bar

Barrier Severity: 3 Hindrance Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by portable commode

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 201D

Barrier #: 47K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Maneuvering Clearance

Barrier  
Description:

No 60" turning circle provided in toilet facility (min. 27" high above floor)

Rec. Solution: Remodel toilet room

              
Findings:

53" turning space

Quantity: SF

Notes: 53" from wall to wall but reduced to 29" by commode placed in transfer space

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.2.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 205

Barrier #: 48A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Horn/strobe provided

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 205

Barrier #: 48B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 205

Barrier #: 48C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8

ADA Assessment and Survey 2014 197



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 205

Barrier #: 48D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide minimum 60" turning circle in minimum one observation room for wheel c

              
Findings:

50" clear width between treatment table and wall

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49A

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Blocked

Barrier  
Description:

Accessible counter use blocked by stored items

Rec. Solution: Move stored objects

              
Findings:

Counter at nurses desk has an accessible section but is blocked by stored items

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49B

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

Eye wash 23" deep over 34" high counter with no knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Outlets at 24" deep over 34" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49D

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Replace cabinet and remount sink

              
Findings:

Sink at nurses desk has no knee clearance

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible workstation

              
Findings:

Front counter and north workstations have 23" high knee clearance to keyboard shelf

Quantity: EACH

Notes: Knee clearance 30" wide due to computer towers stored in area for knee clearance

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurses' Desk Area 201

Barrier #: 49F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide at min. 1 accessible workstation

              
Findings:

28" wide knee clearance. Rear counter workstations lack knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 204

Barrier #: 50A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: 3 observation rooms provided. At least one should be wheelchair accessible

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 204

Barrier #: 50B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

17 lbf

Quantity: EACH

Notes: 3 observation rooms provided. At least one should be wheelchair accessible

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 204

Barrier #: 50C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes: 3 observation rooms provided. At least one should be wheelchair accessible

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 4 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Observation Room 204

Barrier #: 50D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel to provide minimum 60" turning circle in minimum one observation room for wheel c

              
Findings:

50" clear width between treatment table and wall

Quantity: SF

Notes: 3 observation rooms provided. At least one should be wheelchair accessible

Barrier Severity: 2 Recommended Cost Est $175.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 4 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ South Exit Stairway

Barrier #: 51G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 1 ‐ 201A

Barrier #: 52A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 61" deep x 95" wide. Vital signs are taken in this small space

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 1 ‐ 201A

Barrier #: 52B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 1 ‐ 201A

Barrier #: 52C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide wheelchair access

              
Findings:

31" clear width between desk and radiator. Wheelchair users cannot enter and close door.

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 1 ‐ 201A

Barrier #: 52D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

25‐1/2" high knee clearance at staff desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 1 ‐ 201A

Barrier #: 52E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 2 ‐ 201B

Barrier #: 53A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 78" deep x 108" wide. Vital signs are taken in this small space

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 2 ‐ 201B

Barrier #: 53B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel to provide wheelchair access

              
Findings:

30" wide circulation route between furniture. Wheelchair users cannot enter and close door

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $18,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 80

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 2 ‐ 201B

Barrier #: 53C

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

25‐1/4" high knee clearance at staff desk

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 2 ‐ 201B

Barrier #: 53D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nursing Contact Room 3 ‐ 201C

Barrier #: 54

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room is large enough for wheel chair user to enter and close door

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Waiting Area 200E

Barrier #: 55A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Enclosed and separate from main waiting area

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Waiting Area 200E

Barrier #: 55B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remove some existing chairs to provide integrated seating

              
Findings:

Furniture blocks wheelchair seating clear floor space

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Travel Clinic 200F

Barrier #: 56A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Travel Clinic 200F

Barrier #: 56B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Latch App/pull 24" @ Hinge

Barrier  
Description:

Door/Gate with latch approach at pull side with min. 54" lacks min. 24" beyond latch

Rec. Solution: Move furniture at door blocking strike edge clearance or provide automatic door opening devic

              
Findings:

7" strike edge clearance at latch approach

Quantity: ADMINI

Notes: Room large enough for wheel chair users to enter, circulate and exit

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Travel Clinic 200F

Barrier #: 56C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Waiting Area 200K

Barrier #: 57A

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes: Seating space and monitor are accessible. 3 counters provided and one is lower but not accessible. 
Pedestal based table is the only table provided

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Waiting Area 200K

Barrier #: 57B

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Replace counter. Flip‐up counters, adjacent tables and similar devices not permitted

              
Findings:

16‐1/2" knee clearance at lower counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

65" high

Quantity: EACH

Notes: Also, braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

52" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58C

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Coat Hook

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

54‐1/2" high

Quantity: EACH

Notes: Coat hook on door

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.4

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58D

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/4" high

Quantity: JOB

Notes: Lavatory could be remounted to provide access

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

26‐3/4" high knee clearance

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Replace or remount mirror

              
Findings:

40‐1/3" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Protruding Hazard

Barrier  
Description:

Object protrudes more than 4" into pedestrian way

Rec. Solution: Relocate protruding elements out of pedestrian way or provide cane‐detectable warning

              
Findings:

Sharps container and shelf protrude more than 4" into circulation path

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,100.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Outlet located over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

45" high at 15" deep

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS  305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Transfer ‐ Wall‐mounted

Barrier  
Description:

Min. 60" wide x 56" deep clear floor space not provided at wall‐mounted fixture

Rec. Solution: Remodel to provide front transfer space

              
Findings:

57" wide from wall to lavatory

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.8.1.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Toilet paper dispenser 32" from rim at 52" high above grab bar

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Accessible Restroom 200J

Barrier #: 58L

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move trash bin

              
Findings:

55" in front of water closet but reduced to 42" due to trash bin

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Room 200H

Barrier #: 59A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: 2 medical assistant rooms exist. At least one should be wheelchair accessible

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Room 200H

Barrier #: 59B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: 2 medical assistant rooms exist. At least one should be wheelchair accessible

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Room 200H

Barrier #: 59C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space at height measurement tool

              
Findings:

Desk and limited space prevent people using wheelchairs from using height measurement 
device

Quantity: SF

Notes: 2 medical assistant rooms exist. At least one should be wheelchair accessible

Barrier Severity: 2 Recommended Cost Est $13,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 60

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Room 200H

Barrier #: 59D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60A

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf at entrance into treatment areas

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

4 second sweep and no back check entrance into treatment areas

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes: 3 fire cabinets

Barrier Severity: 4 Low Severity Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60D

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Operation ‐ Manual (Fist)

Barrier  
Description:

Operating mechanism at fountain is not operable with a fist

Rec. Solution: Replace fountain with accessible unit

              
Findings:

Hi drinking fountain uses foot pedal activation

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 602.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60E

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: ISA ‐ Directional Sign

Barrier  
Description:

No directional signage provided where accessible route diverges from main route

Rec. Solution: Provide directional signage

              
Findings:

No ISA directional sign

Quantity: EACH

Notes: No ISA sign provided indicating location of hi‐low drinking fountain in adjacent corridor

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.6 Advisory

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60F

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove or provide detectable warning (wing walls)

              
Findings:

Several overhead signs and patient room indicators protrude more than 4" below 80" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 6

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60G

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Monitor on wall protrudes 5‐1/2" at 60‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes: 2 fire pulls

Barrier Severity: 4 Low Severity Cost Est $7,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60J

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Central Hall 200C

Barrier #: 60K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

Switches 54‐1/2" high in some locations. All switches higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes: Strike edge clearance not accessible at exit side of door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheel chair user cannot enter room from central corridor door and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

ADA Assessment and Survey 2014 231



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Exam Room 207A

Barrier #: 61G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width at entry door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at hinge approach to entry door and 38" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

No 60" turning circle provided exclusive of door swing

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐  Dr. Sebring's Office 207

Barrier #: 62H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes: Strike edge clearance not accessible at exit side of door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheel chair user could enter room from central corridor and close door, but no maneuvering 
clearance provided

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Exam Room 209A

Barrier #: 63G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Office ‐ 209

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width

Quantity: EACH

Notes: 28‐1/2" clear width at entry door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at hinge approach to entry door and 38" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Vallejo's Office 209

Barrier #: 64H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Strike edge clearance not accessible at exit side of door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

Above 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheel chair user cannot enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Exam Room 211A

Barrier #: 65G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width

Quantity: EACH

Notes: 28‐1/2" clear width at entry door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: If chair is removed, there is adequate space for wheel chair users but no 60" turning circle provided 
exclusive of door swing

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Hume‐Rodman's Office 211

Barrier #: 66H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Exam Room 213A

Barrier #: 67A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Exam Room 213A

Barrier #: 67B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Exam Room 213A

Barrier #: 67C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Exam Room 213A

Barrier #: 67D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Exam Room 213A

Barrier #: 67E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

No maneuvering clearance to allow wheel chair user to enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

12 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width

Quantity: EACH

Notes: 28‐1/2" clear width at entry door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create tripping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

Above 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68H

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: If chair is removed, there is adequate space for wheel chair users but no 60" turning circle provided 
exclusive of door swing

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

ADA Assessment and Survey 2014 257



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Desoyza's Office 213

Barrier #: 68I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

13 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: No strike edge clearance at exit side of door due to cart

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes: No maneuvering clearance to allow wheel chair user to enter and close door. Remodel to provide access

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69G

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: No maneuvering clearance to allow wheel chair user to enter and close door. Remodel to provide access

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Exam room 215A

Barrier #: 69H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 5 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Door closer damaged. Door does not close without using force

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width

Quantity: EACH

Notes: 28‐1/2" clear width at entry door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance at hinge approach to entry door and 38" perpendicular to door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: If chairs are removed, there is adequate space for wheel chair users to allow door to close, but no 60" 
turning circle provided exclusive of door swing

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

Above 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 215

Barrier #: 70G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

No strike edge clearance

Quantity: EACH

Notes: No strike edge clearance at exit side of door due to 9" recess

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71F

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

No maneuvering clearance to allow wheel chair user to enter and close door

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 217A

Barrier #: 71H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

28‐1/2" clear width

Quantity: EACH

Notes: 28‐1/2" clear width at entry door

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

ADA Assessment and Survey 2014 271



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Hinge App/push 22" @ Hinge

Barrier  
Description:

Door/Gate with hinge approach at push side with min. 42" lacks min. 22" beyond hinge

Rec. Solution: Provide automatic door opening device

              
Findings:

2" strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72F

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

No path of travel into exam room from doctors office

Quantity: LF

Notes: If chair is removed, there is adequate space for wheel chair users to allow door to close, but no 60" 
turning circle provided eclusive of door swing

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Koski's Office 217

Barrier #: 72H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Office of Dr. Mull 208A

Barrier #: 73A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Office of Dr. Mull 208A

Barrier #: 74B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Smooth Surface at Bottom

Barrier  
Description:

Door stop at bottom of door creates trap condition for wheelchair footrests

Rec. Solution: Remove door stop or any other element within bottom 10" of door

              
Findings:

Door stop at bottom of door can create trapping condition

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $50.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Office of Dr. Mull 208A

Barrier #: 74C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Office of Dr. Mull 208A

Barrier #: 74D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat hooks on back of door

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 210

Barrier #: 75A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 210

Barrier #: 75B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

29‐1/2" clear width in passage to treatment table between and built‐in counter

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 210

Barrier #: 75C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 210

Barrier #: 75D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: No maneuvering clearance to allow wheel chair user to enter and close door. Relocate 
program/service/activity or remodel to provide access

Barrier Severity: 2 Recommended Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Door closer damaged. Door does not close without using force

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76D

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

25" ‐ 26" high or less than 30" wide knee clearance

Quantity: EACH

Notes: 6 desks and none are accessible. Desks have knee clearance 25" ‐ 26" high, or less than 30" wide knee 
clearance

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76F

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Depth

Barrier  
Description:

Sink depth exceeds 6‐1/2" deep

Rec. Solution: Provide min. 1 accessible sink

              
Findings:

12" deep

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $1,350.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76G

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided

Rec. Solution: Remove stored items

              
Findings:

No knee clearance

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Soap dispenser 44" high at 22" deep over 36" high counter. Paper towel dispenser 44" high at 
22" deep over counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76I

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Mirror 49" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Medical Assistant Exam Room 212

Barrier #: 76J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Tatham's Office 214

Barrier #: 77A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Tatham's Office 214

Barrier #: 77B

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat hooks on back of door. Adequate space for wheel chair users

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Tatham's Office 214

Barrier #: 77C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Dr. Tatham's Office 214

Barrier #: 77D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ Distance from Characters

Barrier  
Description:

Braille not 3/8" and max. 1/2" directly below the tactile characters

Rec. Solution: Provide accessible sign

              
Findings:

Braille 5/8" below the tactile characters

Quantity: EACH

Notes: Also, braille dots on sign not domed or rounded

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Pictograms ‐ Dimensions

Barrier  
Description:

Pictogram field outside dimension is not at least 6"

Rec. Solution: Provide accessible sign

              
Findings:

Pictograms on overhead sign not within 6" field

Quantity: EACH

Notes: Field not min. 6"

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.6.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes: 69" wide x 78" deep

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

51‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Height

Barrier  
Description:

Dispenser control point or operating mechanism not max. 48" AFF

Rec. Solution: Remount no higher than 48" above floor

              
Findings:

Soap dispenser 52" high. Paper towel dispenser 52" high

Quantity: EACH

Notes: Also, paper towel dispenser clear floor space blocked

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Mirror

Barrier  
Description:

Lavatory bottom apron/edge not max 29" reducing to 27" at 8" back from edge

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

25" high knee clearance

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Mirror at lavatory/countertop not max. 40" AFF at edge of reflecting surface

Rec. Solution: Provide min. 1 accessible mirror

              
Findings:

49" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $375.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78I

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not provided at rear wall behind water closet

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

No rear grab bar

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78J

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Side Grab Bar

Barrier  
Description:

Side grab bar not min. 42" long

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

24" long

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet Paper Dispenser

Barrier  
Description:

Toilet tissue dispenser not mounted within accessible reach range

Rec. Solution: Reposition or replace toilet paper dispenser

              
Findings:

Toilet paper dispenser 33" from water closet on wall above grab bar at 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $225.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.7

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Clear Space

Barrier  
Description:

Water closet clear space not min. 60" measured wall‐to‐wall

Rec. Solution: Provide new stall partition

              
Findings:

48" from wall to lavatory

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.3.1 & 604.8.1.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78M

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle pointing towards small side of stall/room

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78N

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Seat Cover Dispenser

Barrier  
Description:

Seat cover dispenser not located on an accessible route. Blocked by water closet

Rec. Solution: Replace or remount dispenser on an accessible route with clear floor space

              
Findings:

Access to dispenser blocked by water closet

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Unisex Restroom 214A

Barrier #: 78O

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Alarm ‐ Horn/Strobe

Barrier  
Description:

Where a fire alarm is installed, no horn/strobe provided

Rec. Solution: Provide horn/strobe in sanitary facility

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 216

Barrier #: 79A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 216

Barrier #: 79B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Door closer damaged. Door does not close without using force

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 216

Barrier #: 79C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 216

Barrier #: 79D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Nurse Practitioner Office 216

Barrier #: 79E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Adequate maneuvering clearance to allow wheel chair user to enter and close door

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Allergy/Asthma Room 222

Barrier #: 80A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Allergy/Asthma Room 222

Barrier #: 80B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Door closer damaged. Door does not close without using force

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Allergy/Asthma Room 222

Barrier #: 80C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

10" strike edge clearance

Quantity: ADMINI

Notes: Strike edge clearance at exit side of door reduced to 10" by computer station

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Allergy/Asthma Room 222

Barrier #: 80D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ Allergy/Asthma Room 222

Barrier #: 80E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Adequate maneuvering clearance to allow wheel chair user to enter and close door

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 6 of 8

ADA Assessment and Survey 2014 297



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

16 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: View panel 52‐1/2" high. This presents a potential hazard for people using stairs as door swing 
completely obstructs stairway landing

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No Stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 2 ‐ West Exit Stairway

Barrier #: 81G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 6 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

22 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: View panel 43‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82F

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ North Exit Stairway

Barrier #: 82G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Hall 300C

Barrier #: 83A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Rooms 335 and 302

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Hall 300C

Barrier #: 83B

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 53" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Hall 300C

Barrier #: 83C

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Flyer holder higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Hall 300C

Barrier #: 83D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pull when remodeling

              
Findings:

Hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $3,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Hall 300C

Barrier #: 83E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pull when remodeling

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Elevator E300

Barrier #: 84

X Coordinate: N/A

Barrier Area: Elevators

Barrier Type: Emergency Sign at Call Station

Barrier  
Description:

Sign stating "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS" not provided with 
tactile information

Rec. Solution: Replace sign

              
Findings:

Evacuation sign lacks tactile information

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 703.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Recessed Door ‐ Pull Side

Barrier  
Description:

Door recessed by more than 8" lacks at least 18" clearance at pull side of door

Rec. Solution: Provide automatic door opening device

              
Findings:

7‐1/2" strike edge clearance at exit side of door due to 8" recess

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.4.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 342

Barrier #: 85F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Substance Abuse Prevention Ctr 340

Barrier #: 86A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Substance Abuse Prevention Ctr 340

Barrier #: 86B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Substance Abuse Prevention Ctr 340

Barrier #: 86C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Substance Abuse Prevention Ctr 340

Barrier #: 86D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator Office 338

Barrier #: 87A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator Office 338

Barrier #: 87B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator Office 338

Barrier #: 87C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

13" strike edge clearance at pull side at exit. Blocked by bookcase

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator Office 338

Barrier #: 87D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator Office 338

Barrier #: 87E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Sexual Violence Prevention Councilor

Barrier #: 88A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Sexual Violence Prevention Councilor 336

Barrier #: 88B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Sexual Violence Prevention Councilor 336

Barrier #: 88C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Sexual Violence Prevention Councilor 336

Barrier #: 88D

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Doormat

Barrier  
Description:

Doormat not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting doormat or replace

              
Findings:

Door mat not secured

Quantity: EACH

Notes: Door mat in path of travel not secured

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2 & Advisory 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance at pull side at exit. Door located in narrow corridor

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move furniture or remove stored items to provide access

              
Findings:

Wheelchair maneuvering space not provided

Quantity: SF

Notes: Maneuvering clearance not adequate for wheel chair user to enter and turn

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Educator 334

Barrier #: 89G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Braille ‐ On Door

Barrier  
Description:

Sign containing Braille/tactile info located on a door

Rec. Solution: Move sign to wall at latch side of door

              
Findings:

Tactile sign on door could present a hazard for the visually impaired when reading

Quantity: EACH

Notes: Also, braille not 3/8" and max. 1/2" directly below the tactile characters and contracted (Grade 2) 
Braille not used on sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90E

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser does not operate at 5 lbf or less

Rec. Solution: Replace dispenser

              
Findings:

Dispenser onperation force exceeds 5 lbf

Quantity: EACH

Notes: Feminine product dispenser needs more than 5 lbf, despite sign on dispenser

Barrier Severity: 1 Necessary Cost Est $650.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90F

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Dispensers ‐ Sanitary Products

Barrier  
Description:

Sanitary product dispenser not located on an accessible route

Rec. Solution: Move trash bin

              
Findings:

Fixture blocks feminine product dispenser clear floor space in corner

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 603.3

As‐built : 0

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90G

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Knee Cl

Barrier  
Description:

Lavatory rim or counter edge is higher than 34" AFF

Rec. Solution: Provide min. 1 accessible lavatory

              
Findings:

34‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.2 & 306

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90H

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Lavatory ‐ Centerline

Barrier  
Description:

Lavatory adjacent to wall not min. 15" to the centerline of fixture

Rec. Solution: Relocate or replace lavatory

              
Findings:

14‐1/2" on center

Quantity: JOB

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90I

X Coordinate: N/A

Barrier Area: Laboratory Facilities

Barrier Type: Eye Wash ‐ Rim or Countertop

Barrier  
Description:

No accessible section of counter at max 34" high provided

Rec. Solution: Reposition eye wash or provide additional eye wash for use in area

              
Findings:

Eye wash 45" high at 11" deep above lavatory rim 34‐1/4" high

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $1,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 606.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90J

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Remodel area to provide min. 60" turning space

              
Findings:

43" from wall to lavatory

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $46,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 80

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90K

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Rear Grab Bar

Barrier  
Description:

Rear grab bar not centered 12" from wall and 24" on the other side of WC

Rec. Solution: Replace grab bars with reinforcement

              
Findings:

20" on center on wide side due to room size

Quantity: JOB

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.5.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90L

X Coordinate: N/A

Barrier Area: Restrooms

Barrier Type: Toilet ‐ Flush Handle

Barrier  
Description:

Handle does not point to wide side of stall or compartment

Rec. Solution: Replace water closet

              
Findings:

Handle does not point to wide side of stall or compartment

Quantity: JOB

Notes:

Barrier Severity: 1 Necessary Cost Est $850.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 604.6

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90M

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Fist Operable

Barrier  
Description:

Control or mechanism not usable with a closed fist

Rec. Solution: Replace operating control

              
Findings:

Trash bin uses foot pedal activation

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Unisex Restroom 310A

Barrier #: 90N

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

4" strike edge clearance at entry corridor and 2" at exit side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

30" clear width between file cabinets at entry to room

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Hi/low Reach

Barrier  
Description:

Use of control involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate to area at min. 15" or max. 48" high

              
Findings:

Cubby holes with information pamphlets, etc. and mail slots higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

Above 48" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Health Promotion Office 310

Barrier #: 91G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Peer Health Advocate 337

Barrier #: 92A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Peer Health Advocate 337

Barrier #: 92B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Peer Health Advocate 337

Barrier #: 92C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance at exit side (pull)

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Peer Health Advocate 337

Barrier #: 92D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Peer Health Advocate 337

Barrier #: 92E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Room 335 is not a restroom. The door is alarmed.

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance at exit (pull) due to design and pipe that obstructs access

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Mailbox ‐ High Reach Range

Barrier  
Description:

Mailbox opening is above 48" high

Rec. Solution: Relocate to provide opening at max. 48" high

              
Findings:

Mailboxes higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

4 desks with 25" to 25‐1/2" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office Room 333

Barrier #: 93G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Visual sign and braille/tactile sign at both doors. Also, braille on signs not located directly below tactile 
characters

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 2

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

14 ‐ 16 lbf

Quantity: EACH

Notes: 2 doors

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device at one door and ISA sign at other door

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device and move shelves

              
Findings:

7" strike edge clearance at exit side (pull) due to location of storage shelves 40" from door

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counters at max. 34" high

              
Findings:

36" high at 2 work counters. Provide min. 1 accessible work counters

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Mailbox ‐ High Reach Range

Barrier  
Description:

Mailbox opening is above 48" high

Rec. Solution: Relocate to provide opening at max. 48" high

              
Findings:

Mailboxes 48" high at 18" deep over 36" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25" knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

36" high counter at printer and laminating counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Printer 42" high at 14" deep over 36" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Laminating machine 44" high at 20" deep over 36" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Work Room 309

Barrier #: 94L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Corridor 300A

Barrier #: 95A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Rooms 303, 305 and 307. Entry doors are fire doors in a fire corridor. Doors are held open at all times 
by fire alarm system

Barrier Severity: 1 Necessary Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 3

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Corridor 300A

Barrier #: 95B

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Actuator/Control ‐ Side Reach High Unobstructed

Barrier  
Description:

Control or mechanism not at min. 15" or max. 48" high

Rec. Solution: Relocate control or mechanism to min. 15" or max. 48" high

              
Findings:

Flyer holder higher than 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Corridor 300A

Barrier #: 95C

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96B

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel but covered

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96C

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Hardware ‐ Operation

Barrier  
Description:

Hardware not operable with a closed fist

Rec. Solution: Provide new hardware

              
Findings:

Door knob not fist operable

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.7

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat hooks on back of door

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Move exam table to provide min.. 60" turning space

              
Findings:

Adequate maneuvering clearance in room but not adjacent to treatment table

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 10

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Exam Room 308

Barrier #: 96F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel but covered

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: Strike edge clearance at exit side blocked by computer stand. Remove computer stand

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 306

Barrier #: 97F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 304

Barrier #: 98A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 304

Barrier #: 98B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel but covered

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 304

Barrier #: 98C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 304

Barrier #: 98D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Physicians Assistant Room 304

Barrier #: 98E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 7 of 8

ADA Assessment and Survey 2014 353



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

2 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: View panel 43‐1/2" high

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ South Exit Stairway

Barrier #: 99F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Clear Width

Barrier  
Description:

Clear width passage through door, sliding/folding door or gate is not min. 32"

Rec. Solution: Replace door or gate and frame

              
Findings:

27" clear width

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device or move shelves

              
Findings:

No strike edge clearance due to shelves

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing space and construct new passageway

              
Findings:

24" clear width between shelves and wall

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $22,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 100

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Surface Height

Barrier  
Description:

Surface height exceeds 34" high

Rec. Solution: Provide accessible desk or workstation

              
Findings:

Desk surface above 34" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Storage Room 300

Barrier #: 100F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: Round view panel

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

7" strike edge clearance at exit side (pull)

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101D

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rugs or replace

              
Findings:

Carpet/rugs create tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101E

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Weighing Scale ‐ Clear Floor Space

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided at public scale

Rec. Solution: Replace scale to provide access for people with mobility impairments

              
Findings:

Scale not wheelchair accessible

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $675.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101F

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

60" turning circle not provided due to furniture

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 304.3.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dr. Dark's Office 301

Barrier #: 101G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 7 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible signs

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Rooms 314, 325, 327 and 330. Horn/strobes provided x 2. Non‐accessible sign at room 312. Also, braille 
on signs not located directly below tactile characters

Barrier Severity: 1 Necessary Cost Est $1,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 4

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102B

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Fire Extinguisher

Barrier  
Description:

Fire extinguisher door hardware not usable by those with hand impairments

Rec. Solution: Relocate fire extinguisher hardware

              
Findings:

Cabinet door hardware not accessible

Quantity: JOB

Notes:

Barrier Severity: 4 Low Severity Cost Est $4,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 3

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102C

X Coordinate: N/A

Barrier Area: Drinking Fountains

Barrier Type: Alcove ‐ Existing (pre‐1992)

Barrier  
Description:

Fountain with a leading edge between 27" and 80" high protrudes more than 4" into the 
circulation path.

Rec. Solution: Provide wing walls as detectable warning (existing unit only)

              
Findings:

Drinking fountain protrudes 18" without detectable warning or alcove

Quantity: SF

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307.2

As‐built : 2

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102D

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Operation

Barrier  
Description:

Fire pull has no usable hardware

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

hardware not accessible

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $7,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 309.4

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102E

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Fire Alarm ‐ Pull Actuator Height

Barrier  
Description:

Fire pulls not between 42" and 48" high

Rec. Solution: Replace fire pulls when remodeling

              
Findings:

62" high

Quantity: EACH

Notes:

Barrier Severity: 4 Low Severity Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102G

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102H

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove objects or provide detectable warning (wing walls)

              
Findings:

Several overheaded signs protrude more than 4" below 80" high within circulation route in hall

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $3,300.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 6

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Central Corridor 300B

Barrier #: 102I

X Coordinate: N/A

Barrier Area: Corridors

Barrier Type: Protruding Object

Barrier  
Description:

Protruding object in circulation path protrudes more than 4" between 27" and 80" high

Rec. Solution: Remove object or provide detectable warning (wing walls)

              
Findings:

Comment box protrudes 7" at 47" high

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $550.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 307

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

15 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance at entry at push side 7"

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 60" ‐ Relocate Door

Barrier  
Description:

Door/Gate at with min. 18" at pull side lacks min. 60" perpendicular to door

Rec. Solution: Provide automatic door opening device

              
Findings:

Storage cabinet 40" from door at exit side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103G

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103I

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks are not accessible

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

Accessible desk not provided

Quantity: EACH

Notes: 3 desks and none are accessible

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Impact Room 311

Barrier #: 103J

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Space in room adequate for wheel chair users to enter and turn 60"

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office

Barrier #: 104A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Suspended

Barrier  
Description:

Suspended or projecting sign lacks min. character height of 3"

Rec. Solution: Provide accessible sign

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes: Overhead visual sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Table 703.5.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office 315

Barrier #: 104B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office 315

Barrier #: 104C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Closer damaged and must be forced to close

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office 315

Barrier #: 104D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance 8" to bookcase at exit at pull side

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office 315

Barrier #: 104E

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks are not accessible

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

2 desks in common area with 25" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Marketing and Communications Office 315

Barrier #: 104F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Waiting Area #2

Barrier #: 105A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Overhead visual sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Waiting Area #2

Barrier #: 105B

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ Wheelchair Use

Barrier  
Description:

Clear floor space of min. 30" by 48" not provided

Rec. Solution: Remodel area to provide wheelchair space

              
Findings:

Fixtures block wheelchair seating clear floor space

Quantity: SF

Notes:

Barrier Severity: 2 Recommended Cost Est $9,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 40

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Waiting Area #2

Barrier #: 105C

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Demolish existing and construct new passageway

              
Findings:

Door swing to room 317 entry reduces passage to 31‐1/4" due to table in waiting area

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Suspended

Barrier  
Description:

Suspended or projecting sign lacks min. character height of 3"

Rec. Solution: Provide accessible sign

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes: Overhead visual sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Table 703.5.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes: Whiteboard on door

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

70" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Pedestal Base

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table. Avoid pedestal base tables

              
Findings:

Pedestal base blocks knee clearance

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 306.2.2 and 306.2.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Dietitian Office 317

Barrier #: 106G

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107B

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes: Whiteboard on door

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Closer damaged and must be forced to close

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

10" strike edge clearance. Couch blocks door strike edge clearance

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107F

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Ratio

Barrier  
Description:

At least 1 desk or 5% of all desks are not accessible

Rec. Solution: Provide min. 1 accessible desk or workstation

              
Findings:

3 desks in room. None have accessible knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $275.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Clear Floor Space ‐ 60" Turning Circle

Barrier  
Description:

Clear floor space of min. 60" in diameter not provided where 360 degree turn is made

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

Furniture blocks wheelchair maneuvering space

Quantity: JOB

Notes: Maneuvering clearance in room provides 69" turning circle if chairs are moved

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office 319

Barrier #: 107H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ Suspended

Barrier  
Description:

Suspended or projecting sign lacks min. character height of 3"

Rec. Solution: Provide accessible sign

              
Findings:

Accessible sign not provided

Quantity: EACH

Notes: Overhead visual sign

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Table 703.5.5

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Visual sign on door

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108C

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Closer damaged and must be forced to close

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Relocate Door

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Provide automatic door opening device

              
Findings:

Strike edge clearance 10" to desk at exit side (pull)

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108G

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Passageway ‐ Min. 36"

Barrier  
Description:

Circulation route not min. 36" wide between elements

Rec. Solution: Rearrange furniture/equipment to provide wheelchair access

              
Findings:

27" clear width in passage to second desk

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 403.5.1

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Adminstrative Services 321

Barrier #: 108H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

11 lbf

Quantity: EACH

Notes: Closer damaged and must be forced to close

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Remove stored item

              
Findings:

Strike edge clearance blocked by trash bin

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50‐1/2" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Dr. Lazaroff 323

Barrier #: 109F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, braille on sign not located directly below tactile characters

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Function indicating use not provided with tactile information

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

16 lbf

Quantity: EACH

Notes: Entry door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110E

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/push 12" SEC

Barrier  
Description:

Door/Gate at push side with min. 48" lacks min. 12" strike edge clearance with latch/closer

Rec. Solution: Remove stored item

              
Findings:

No strike edge clearance

Quantity: ADMINI

Notes: Strike edge clearance at exit side blocked by trash bin

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes: Room is separated into 2 smaller spaces.

Barrier Severity: 3 Hindrance Cost Est $1,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 2

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible group table

              
Findings:

16" ‐ 25" deep knee clearance at 4 tables together in center of room

Quantity: EACH

Notes: 2 other tables in room have 25" knee clearance and a pedestal table is located in corner

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110H

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Counter ‐ Surface Height

Barrier  
Description:

No section at least 3 feet long between 28" and 34" provided at existing counter

Rec. Solution: Provide min. 3 ft long section of counter at max. 34" high

              
Findings:

34‐1/2" high at kitchenette counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110I

X Coordinate: N/A

Barrier Area: Kitchens

Barrier Type: Sink ‐ Knee Clearance

Barrier  
Description:

Knee clearance of at least 27" high, 30" wide and 8" deep not provided underneath sink

Rec. Solution: Remove stored items

              
Findings:

Sink knee clearance blocked by stored items

Quantity: LF

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 804.4 & 606.2

As‐built : 0

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110J

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Forward Reach Obstructed (10"‐25")

Barrier  
Description:

Outlet located over an 10" to 25" obstruction max. 34" high located above 44"

Rec. Solution: Relocate control or mechanism to max. 44" high

              
Findings:

44" high and 24" deep over 34‐1/2" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110K

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Actuator/Control ‐ Side Reach Obstructed (10"‐24")

Barrier  
Description:

Control or mechanism over an 10" to 24" obstruction max. 34" high located above 46"

Rec. Solution: Relocate control or mechanism to max. 46" high

              
Findings:

Paper towel and soap dispenser 44" ‐ 54" high and 17" ‐ 20" deep over 34‐1/2" high counter

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322B

Barrier #: 110L

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Location ‐ 48" to 60" high

Barrier  
Description:

Braille/Tactile information on sign not mounted between 48" and 60" from ground or floor

Rec. Solution: Provide Braille/tactile sign at latch side of door

              
Findings:

64" high

Quantity: EACH

Notes: Also, braille on sign not located directly below tactile characters

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 703.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111B

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes: Function indicating use not provided with tactile information

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

18 lbf

Quantity: EACH

Notes: Entry door

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Provide automatic door opening device

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111E

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

50" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111F

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Projector Screen Pull

Barrier  
Description:

Screen pull not at max. 48" high for side reach

Rec. Solution: Relocate to max. 48" high or provide extension

              
Findings:

Projector screen pull over 48" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $75.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Desk ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. one accessible desk or workstation

              
Findings:

Computer stand has no knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $875.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 902.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Conference Room 322A

Barrier #: 111H

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112B

X Coordinate: N/A

Barrier Area: Classrooms

Barrier Type: Chalkboard/Whiteboard ‐ Area of Use

Barrier  
Description:

Bottom edge of writing surface not max. 38" high

Rec. Solution: Remount whiteboard/chalkboard or provide alternate for use by short people

              
Findings:

Lower edge of writing surface 48" high from floor

Quantity: EACH

Notes: Whiteboard on door

Barrier Severity: 3 Hindrance Cost Est $1,200.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & 2010 ADAS 904.3.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Front App/pull 18" SEC ‐ Blocked

Barrier  
Description:

Door/Gate at pull side with min. 60" lacks min. 18" strike edge clearance at pull side

Rec. Solution: Move furniture to provide access

              
Findings:

Strike edge clearance blocked by furniture

Quantity: ADMINI

Notes:

Barrier Severity: 1 Necessary Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS Figure 404.2.4.1

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112D

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Switches ‐ Height

Barrier  
Description:

Light switch control box top edge not at max. 48" high

Rec. Solution: Relocate switch box top edge to max. 48" high

              
Findings:

59" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112E

X Coordinate: N/A

Barrier Area: Clear Floor Space

Barrier Type: Carpet/Rug

Barrier  
Description:

Carpet/rug not anchored to floor (possible trip hazard)

Rec. Solution: Secure exiting carpet/rug or replace

              
Findings:

Carpet/rug creates tripping hazard

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 302.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112F

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112G

X Coordinate: N/A

Barrier Area: Counters and Tables

Barrier Type: Table ‐ Knee Clearance

Barrier  
Description:

Knee clearance not min. 27" high, 19" deep or 30" wide

Rec. Solution: Provide min. 1 accessible table

              
Findings:

25‐1/2" high knee clearance

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 305.3

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112H

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Electrical Outlets ‐ Hi/Low Reach

Barrier  
Description:

Use of outlet involves low reach of less than 15" above floor or more than 48" high

Rec. Solution: Relocate outlet to area at min. 15" or max. 48" high

              
Findings:

12" high

Quantity: EACH

Notes:

Barrier Severity: 3 Hindrance Cost Est $750.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Office of Executive Director 326

Barrier #: 112I

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Nurse Practitioner Office 328

Barrier #: 113A

X Coordinate: N/A

Barrier Area: Signage

Barrier Type: Permanent Room/Space ‐ Tactile Characters

Barrier  
Description:

No tactile characters at sign identifying permanent rooms and spaces with visual signs

Rec. Solution: Provide accessible sign

              
Findings:

No tactile signage provided at door within public route

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 216.2

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Nurse Practitioner Office 328

Barrier #: 113B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Automatic Door

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Provide automatic door opening device

              
Findings:

14 lbf

Quantity: EACH

Notes: Door closer damaged. Door does not close without using force

Barrier Severity: 1 Necessary Cost Est $5,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plagemn Student Health C

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Nurse Practitioner Office 328

Barrier #: 113C

X Coordinate: N/A

Barrier Area: Controls and Mechanisms

Barrier Type: Coat Hook ‐ Height

Barrier  
Description:

Clothing hooks not max. 48" high AFF

Rec. Solution: Provide additional hook

              
Findings:

68" high

Quantity: EACH

Notes: Coat stand

Barrier Severity: 2 Recommended Cost Est $125.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 308.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Nurse Practitioner Office 328

Barrier #: 113D

X Coordinate: N/A

Barrier Area: Medical Facilities

Barrier Type: Exam Table Surface

Barrier  
Description:

Examination table transfer surface not between 17" ‐ 19" maximum above floor surface 

Rec. Solution: Provide accessible exam table

              
Findings:

Examination table surface not adjustable to provide access for short people or the mobility 
impaired

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $20,000.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard & M301.2

As‐built : 1

Facility Function: Public

Implementation Priority: 2

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ Nurse Practitioner Office 328

Barrier #: 113E

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes: Adequate space for wheel chair users. 60" turning circle provided exclusive of door swing

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114A

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Door

Barrier  
Description:

Door leading directly into an exit stairway lacks tactile exit sign

Rec. Solution: Provide sign stating “EXIT STAIR DOWN (or UP)” at latch side of door

              
Findings:

Door to exit stair with low level illuminated sign lacks tactile exit sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

Performance Standard

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: Yes

Reference Dwg: 8 of 8

ADA Assessment and Survey 2014 408



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114B

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Adjustment

Barrier  
Description:

Door opening force exceeds 5 lbf

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

17 lbf

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $450.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.9

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114C

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Door Closer ‐ Interior Sweep Period

Barrier  
Description:

Door closer lacks min. 5 second sweep period or does not stop 5" from door frame

Rec. Solution: Replace or adjust existing closer. Door does not lead to an accessible route

              
Findings:

3 second sweep

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $0.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.8.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

ADA Assessment and Survey 2014 409



OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114D

X Coordinate: N/A

Barrier Area: Doors or Gates

Barrier Type: Vision Lights ‐ Existing

Barrier  
Description:

View panels in or adjacent to doors or gates not max. 43" above floor or ground

Rec. Solution: Replace door/gate or vision panel

              
Findings:

View panel located higher than 43" above the floor

Quantity: EACH

Notes: View panel 52‐1/2" high. This presents a potential hazard for people using stairs as door swing 
completely obstructs stairway landing

Barrier Severity: 3 Hindrance Cost Est $2,250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 404.2.11

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114E

X Coordinate: N/A

Barrier Area: Stairways

Barrier Type: Sign ‐ Enclosed Exit Stairway Level

Barrier  
Description:

Tactile stairway signage not provided to indicate floor level

Rec. Solution: Provide accessible sign

              
Findings:

No stair level ID sign

Quantity: EACH

Notes:

Barrier Severity: 2 Recommended Cost Est $250.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

ICC A117.1

As‐built : 1

Facility Function: Public

Implementation Priority: 3

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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OSU ‐ PLAGEMAN STUDENT HEALTH CENTER

Field Date:  4/22/2014 Report Date 7/28/2014

Location: Floor 3 ‐ West Exit Stairway

Barrier #: 114F

X Coordinate: N/A

Barrier Area: Alarms

Barrier Type: Horn/Strobe

Barrier  
Description:

No horn/strobes in common use areas

Rec. Solution: Provide strobes in common use area

              
Findings:

No device provided

Quantity: EACH

Notes:

Barrier Severity: 1 Necessary Cost Est $5,500.00

Implementation Date:

Status: Open

Implementation Phase:

Code 
References:

2010 ADAS 702.1

As‐built : 1

Facility Function: Public

Implementation Priority: 1

Bldg Name: Plageman Student Health 

Y Coordinate: N/A

Performance Standard: No

Reference Dwg: 8 of 8
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COST ESTIMATE SUMMARY



SUMMARY REPORT

Cost Estimate Total $2,452,230.00

Cost Estimate ‐ Priority 1: $422,675.00

Cost Estimate ‐ Priority 2: $1,480,020.00

Cost Estimate ‐ Priority 3: $549,535.00

% of Total Cost Estimate: 17.24%

% of Total Cost Estimate: 60.35%

% of Total Cost Estimate: 22.41%
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